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PLM REPORT SUMMARY

Cotes Laboratories
\{_ 6135 Bois ID'Arc
L — TForney, Texas 75120 (972) 564-4723

NVILAP Lab No. 200569-0
TIH License No. 30-0287

Client:
Project:
Project No:
Identification:

Test Method:

MACTEC Engineering & Consulting, Inc.
Glynn Archer, 1302 N. White St., Key West, FL
6786-10-2152.02

Asbestes, Bulk Sample Analysis

Polarized Light Microscopy/Dispersion Staining (PLM/DS}
EPA Method B00/R-93/116

Lab Job No.: PLM-03673
Report Date: 7/27/2010
Sample Date: 7/22/2010

Page | of 3

On 72602010, thirty-two (32) butk samples were submitted by Mr. Russ Stuufter of MACTEC Engincering & Consulting, lnc. lor ashestos analysis by PLA/DS.

Copies of the lab data sheets are attached; additional information may be found therein. The results are summarized below:

Lab
Sample No.

Cliem
Field 112,

Sample Description/Location

Asbestos Contenl

CLIGAS40
CLI165841
CL165842

CL165543

CL165844
CLI163845
CL 165846
CL 165847

CL165848

CL.163849
CLIGSSS0G
CL165851
Ci. 165852
CLA65833
CL165854
CLIG3855
CL163856
CL165857
CL 165858
CL 165859
CL165s00

6

o

18
19
20
21

Tan Stucco, Exterior - Gym, North Wall
Tan Stucco, Exterior - Gym, East Wall
Tan Stucco, Bxterior - Gym, North Wall, Exlerior Room

Green/Tan Caulk, Exterior - Gym, Exterior Room, Northwest Wall, Wesl
Door

Green/Tan Surlace/Sheet Stucco - Gym, West Wall at Mural Wall
Turguoise Fire Door Cautk, Double Leal - Wong Avca, East Wall, Eutry
Tackboard, Gray - Wong Arca, East Wall

4" Tan Baseboard (olive) w/Black Mastic - Fraga Locker, South Wall

P X 1 Olive Ceramic Floor Tile & Grout - Shower Area, South Wall

Yellow Plaster / Gray Ete. - Scat Arca, Bast Wall

YeHow Plaster 7 Gray Bre. - Bast Wall

Fxterior Yellow Sweee - North Wall ‘

Caulk (gray) at Window Exterior - Wong, North Wall
Glazing, Window, Exterior Gray - Weng, North Wall
Gym, Interior Wall, Plaster, Blue, ete, - Gym, North Wali
Gym, Tnterior Wall, Plaster, Blue, clc. - Gym, West Wall
Gym, Interior Wall, Plaster, Blue, ete. - Gym, South Wall
Building C, Tan Sweeo, Smooth - West Wall

Building C, Tan Stucco, Smooth - North Wall

Building C, Gray Glazing - North Wall

Building C, Tan Caulk - North Wall

None Detected
None Detected
None Detected

None Detected

None Delected
None Detecled
None Detected
None Detected

None Detected - Ceranue Tile
3% Chrysotle - Groul

None Detected
None Detected
Nonc Detected
10% Chrysolile
3% Chrysotile
None Delected
None Detecled
None Detected
None Detected
None Detected
<} % Chrysolile

None Detected

These samples were wnalyzed by layers. The overall percent asbestos for the sumple is reporied when relevant. The EPA considers a material to be asbestos containing
only il it contains greater than one pereent asbestos by Calibrated Visual Arca Estimation (CVAE), EPA regulations also indicate that Regulated Asbestos Containing
Materials (RACM) — materials that are friable or may become friable - be Turther analyzed by point counting when the results indicate less than wen percent ashestos by
CVAE Catestab wiilizes CVAL on a routine basis and dees not inciude poiat counting unless specilically requested by the elient. The results may not be reproduced

exceptin full.
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PI.M REPORT SUMMARY

a7 Gates Laboratories

613 5.

Bois D' Arc

e Forney, Texas 75126 (972) 564-4723

NVLAP Lab No. 200569-0
TDH License No. 30-0287

Client:
Project:
Project No:
Identification:

Test Method:

MACTEC Engineering & Consulting, Inc.
Glynn Archer, 1302 N. White St., Key West, FL
6786-10-2152.02

Asbestos, Bulk Sample Analysis

Polarized Light Microscopy/Dispersicn Staining (PLM/DS)
EPA Method 60G/R-83/116

Lab Job No.; PLM-03673
Report Dawe: 7/27/2010
Sample Date: 7/22/2010

Page2of 3

On 7/26/2010, thirty-two (32) bulk samples were submilted by Mr. Russ Stnffer of MACTEC Engineering & Consulting, Inc. forasbestos analysis by PLM/DS.

Copics of the lab dada sheets wre atached: additional information may be found therein, The results are summarized below:

Lab
Sample No.

Client
Field 1.I>,

Samgple Description/Location

Asbestos Content

CL16586]
CL165802
CL165863
CL165864

CL.1065863

CL163860

CLIG3807
CLL165868
CL16586Y
CLI165870

CLI658T

22
23

24

Building B, Gray Glave - North Wall

Building B, Tan Caulk - North Walt

Building B, Tan, Rough, Top Sweco - North Wall
Building B, Rough Stucco, Tan Bottom - North Wall

Building €, 6" Chilled Water Black Neoprene TSE over PYC - North Wall

Building C, 6" Chilled Water Black Neoprene TSI over PVC - North Wall

Building B, Rough Tan Sweco - East Wall
Breezeway, Rough Tan Stucco - South Wall
Building A, Tan Stucce, Smoother - West Wall
Building A, Tan Stucco - East Wall

Building A, Tan Stuceo - Seuth Wall

None Detected
Nane Detected
None Deleeted
None Detected

None Detected - Wrap
None Detected - Insulation

None Delecled - Wrap
None Detected - Insulation

None Detecled
None Detected
None Detected
None Detecled

None Deleeted

These siumples were analyzed by layers.
only il containg greater than one percent asbestos by Calibrated Visual Area

exceptin [l

The overall pereent asbestos Tor (he sample is reponed when relevant, The IEPA considers a material 10 be asbestos containing
Estimation (CVAL). EPA regulutions alse indicate that Regulated Ashestos Containing
Materials (RACM) — materials that are friable or may beeome friable — be further analyzed by point counting when the vesuils indicale less than ten pereent asbestos by
CVAL Cateslab ntilizes CVAL en a rontine basis and does nol include point counting unless specifically requested by the client. ‘The results may not be reproduced

el




PLM REPORT SUMMARY
‘ d Cates Laboratories NVLAP Lab No. 200569-0
\ 613 S. Bois B Are TDI License No. 30-0287
e Forney, Texas 75126 (972) 564-4723

Client MACTEC Engineering & Consulting, Inc. Lab Job No.: PLM-03673
Project: Glynn Archer, 1302 N. White St., Key West, FL Report Date: 7/27/2010
Project No:  6786-10-2152.02 Sample Date: 7/22/2010

ldentification:  Asbestos, Bulk Sample Anatysis

Test Method:  Polarized Light Microscopy/Dispersion Staining (PLM/DS}
£PA Method 600/R-93/116 Page 3 0f' 3

On FA26/2010, thirty-two (32 bulk samples were subinitted by My, Russ StaulTer of MACTEC Eugineering & Consulting. luc. for asbesios analysis by PLM/DS.
Copies of the Jab data sheels are allaghed; additgonal inforation may be found therein.

STATEMENT OF LABORATORY ACCREDITATION

The samples were analyzed in general accordance with the procedures outlined in the Method for the
Determination of Asbestos in Bulk Building Materials, EPA/GOO/R-93/116 or the U.S. Environmental
Protection Agency method, under AHERA, for the analysis of asbestos in building materials by polarized light
microscopy. The results of each bulk sampie relate enly to the material tested and the results shall not be used
to claim product endorsement by NVLAFP or any agency of the U.S, Government.

Specific questions concerning bulk sample results shall be directed Lo the Laboratory Director.

Analyst: Kathy Schosek

Laboratory Director: John R. Cates, P.G.

Approved Signatory:

:‘:Vﬂ;@g

NVLAP LA CODE 200569-0
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PL.M REPORT SUMMARY

Cates Laboratories
N4 6138 Bois DA
. L— Forney, Texns 75126 (972) 564-4723

NVLAP Lab No. 200569-0
TDH Licease No. 30-0287

Client:
Project:
Project No:
Identification:
Test Method:

MACTEC Engineering & Consulting, Inc.
Glynn Archer, 1302 N. White 5t., Key West, FL.
6786-10-2152.02

Asbestos, Bulk Sample Analysis

Polarized Light Microscopy/Dispersion Staining (PLM/DS)
EPA Method 800/R-93/116

Lab Job No.: PLM-03673
Report Date: 7/28/2010
Sample Date: 7/21-22/2010

Page t of 10

On 772772010, one-hundred three (103) bulk samples were subipitted by Mr. Russ Stauffer of MACTEC Engineering lor asbestos analysis by PLM/DS.

Copies of the kb data sheets are attached: additional information may be found therein. The results are semmarized belfow:

Lab
Sample No.

Client
IFeld F.D.

Sample Description/Location

Asbestos Content

CL.163872

CLIG38T3

CL163874

CL1653875

CL165876

CL.165877

CLIGSE78

CL1G3879

CL165880

CL165881

1165882

CLIGS883

B-1A

B-2A

B-3A

13-4A

13-48

B-5A

B-5B

B-6A

B-7A

B-7B

B-8A

B-9A

12 X 12" Vinyl Floor Tile (agua blue w/ streaks, newer) w/ Adhesive (light
yellow) - Room 100, Center Square

12" X 12" Vinyl Floor Tile (light blue w/ streaks, newet) w/ Adhesive (light
yellow) - Room 100

12" X 12" Vinyl Floer Tile (dark blue w/ streaks, newer) w/ Adhesive -
Rear Corner by Bathroom

12" X 12" Vinyl Floor Tile (light beige w/ brown streaks, newer) w/
Adhesive - Behind Stairs, by Breezeway Exil, Across lrom Room 102

12" X 12" Vinyl Floor Tile (light beige w/ brows streaks, newer) w/

Adhesive, Floor Tile underncath - Hallway Between Rooms 109 & 121

12" X 12" Vinyl Floor Tile (mustard gold w/ white & brown streaks, newer)
w/ Adhesive - Hatlway outside of Room 02 by North Exil (o United St

12" X 12" Vinyl Floor Tile (mustard gold w/ white & brown streaks, newer)
w/ Adhesive - End of Hallway by Room 106

12" X 12" Vinyl Floor Tile (ight gray w/ white & dark gray streaks, newer}
w/ Adhesive {light yellow) - In Front of Water Fountain by Room 103

12" X 12" Vinyl Floor Tile (dark beige w/ rust & while streaks, older) w/f
Mastic (light brown) - Classroom 100 (under B2-A)

12" X 12" Vinyl Floor Tile {dark beige w/ rust & white streaks, older) w/
Mastic (light brown), Cellulose layer wderncatly - Room 107, Building B

127 % 12" Vinyl Floor Tile (peach / brown w/ brown & beige streaks, newer) -

Custodial Room 120

12 X 12" Vinyl Floor Tile (light blue / green w/ streaks) w/ Mastic (light
brown) {replacement tile in room [19E) - Room | 192

None Detected - Floor Tile
None Detected - Yellow Mastic

None Delected - Floor Tile
Naone Detected - Yellow Mastic

None Detected - Floor Tile
None Detected - Yellow Mastic

None Detected - Floor Tile
Noane Detected - Yellow Mastic

None Detected - Floor Tile
None Detected - Yellow Mastic
None Detected - Leveling Compound

None Deteeted - Floor Tile
None Deteeted - Yellow Maslic
None Detected - Leveling Compound

None Detectled - Floor Tile
None Delected - Yellow Mastic
None Detected - Leveling Compound

None Detected - Floor Tile
None Detected - Yellow Mastic

None Detected - Floor Tile
None Deteeted - Tan Mastic

None Detected - Floor Tile
None Detected - Mastic

None Deltected - Floor Tile
None Delected - Yellow Mastc

None Detected - Floor Tile
None Detectled - Mastic

These samples were analyzed by layers. The overall percent asbestos For the sample is reported when relevant, The BPA considers a material 10 be asbestos contaning
only if it contains greater than one pereent asbestos by Calibrated Visual Arca Estimation (CVAL). EPA regulations also indicate that Regulated Asbestos Containing
Materials (RACM) — materials thid are [tiable or may become Triable — be further analyzed by point counting when the results indicate less than ten percent asbestos by
CVAE. CatesLab vtilizes CVALE on a routine basis and does not include point comyting unfess specifically requested by the client. The results may not be reproduced

exceptn il
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PLLM REPORT SUMMARY

Cates Laboratories
6i3 8. Bois D Are

. £— Forey, Texas 75126 (972) 564-4723

NVLAP Lab No. 200569-0
TDH License No. 30-0287

Chient;
Project:
Project No:
Identification:

Test Method:

MACTEC Engineering & Consulting, Inc.
Giynn Archer, 1302 N. White St., Key West, FL
6786-10-2152.02

Ashestos, Bulk Sample Analysis

Polarized Light Microscopy/Dispersion Staining (PLM/DS)
EPA Method 600/R-83/116

Lab Job No.. PLM-03673
Report Date: 7/28/2010
Sample Date: 7/21-22/2010

Page 2 of 10

Qn 772772010, anc-hundred three (1033 bulk samples were submiued by Mr. Russ Staafler of MACTEC Engincering for asbestos analysis by PLM/DS.
Copies of the lab date sheets are attached; additional isformation may be Tound terein. The resubts we stnmarized below:

Lab
Sample No.

Client
Field 1.D.

Sample Description/Location

Asbestos Content

CL165884

CLI65885

CL165886

1165887

CL.165888

CL16588Y

CL165890

CLIGIBY I

CL163892

3-10A

B-10B

B-11A

B-12A

B-40A

B-41A

B-42A

B-43A

B-51A

Sheet Vinyl Flooring (brown / beige mosaic pebble design) - Audilorium, by
Entrance lrom Hallway

Sheel Vinyl Flooring (brown / beige mosaic pebble design) - By Stage /
Stairs, Adjacent to North Exit

12" X 12" Vinyl Floor Tile (white w/ light gray streaks, newer) w/ Adhesive -
Water Fountain Floor by Room 102

Vinyl Floor Tile (green w/ streaks) w/ Mastic (black) & Felt Paper over
Wood Floor - Southeast Corner (by door) of Room 102

12" ¥ 12" Vinyl Floor Tile (of(-white w/ peach & aqua streaks) w/ Adhesive -
Building A, Reom 212

12" X 12" Vinyl Floor Tile (dark green w/ green streaks) w/ Adhesive -
Building A, Room 212

12" X 12" Vinyl Floor Tile (white-ish grecn w/ streaks) w/ Adbesive -
Buikding A, Reom 212

Thick CeHulose Flooring Material under 12 X 12" Vinyl Floor Tile and
over Wood Floor - Buiiding A, Room 203

12" X 12" Vinyl Floor Tile {white w/ light blue streaks) w/ Adhesive -
Building B, Room 121, Quiside of Bathroom B-118A

None Detected - Sheel Flooring (top)
65% Chrysotiie - Fibrous Backing
5% Chrysotile - Floor Tile

3% Chrysotile - Black Mastic

None Detected - Sheet Fiooring {top)
65% Chrysotile - Fibrous Backing
5% Chrysotite - Floor Tile

None Detecied - Black Mastic/Telt

None Detecled - Floor Tile
None Detected - Yeltow Mastic

3% Chrysolile - Floor Tile
None Detected - Black Mastic
Nane Detected - Felt

None Deteeted - Floor Tile |

Nene Detected - Yellow Mastic
10% Chrysotile - Floor Tile 2
None Detected - Black Maste/Felt

None Detected - Floor Tile |

None Detected - Yellow Mastic
10% Chrysotile - Floor Tile 2
None Delected - Black Mastie/Fell

None Detecled - Floor Tile |

None Detected - Yellow Mastic
56 Chrysotite - Floor Tile 2

None Detected - Black Mastic
10% Chrysotile - Floor Tile 3
None Detected - Black Masue/Felt

None Detected - Fiberboard
None Detected - Black Mastic

None Delected - Floor Tile
None Delected - Yellow Mastic

These samples were analyzed by layers. The overall percent asbesios Tor the sample is reported when relevant. The EPA considers 2 material o be ashestos containing
only il it eontaing greater than one percent ashestos by Culibrated Visual Arca Estimation (CYAL). EPA regulations also indicate thar Regulated Asbestos Coutiining
Materials (RACM) - materials that are friable or may become friable — be {urther analyzed by poinl counting when the resulls indicate less than ten percent asbestos by
CVALL Cuteslab utilizes CVALL ou a routine basis and does not inciude point counting unless specilically requested by the client. The resuits may not be reproduced

excepl in full.
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PLM REPORT SUMMARY

ates Laboratovies
N4 6138, Bois D'Arc
L Fomey, Texas 75126 (972) 364-4723

NVLAP Lab No. 200569-0
TP License No. 30-0287

Client:
Project:

Project No:

Test Method:

MACTEC Engineering & Consulting, Inc.
Glynn Archer, 1302 N. White St., Key West, FL
6786-10-2152.02

tdentification:  Asbestos, Bulk Sample Analysis

Polarized Light Microscopy/Dispersion Staining (PLM/DS)
EPA Method B0O0O/R-93/116

Lab job No. PLM-03673
Report Date: 7/28/2010
Sample Date: 7/21-22/2010

Page 3 of 10

On 7/27/2010, one-hundred three {103) bulk samples were submitted by Mr. Russ Stauifer of MACTEC Engincering for asbestos analysis by PLM/DS.
Copics of the lab dat sheets are attached; additional information may be found therein. The results are summarized below:

Lab
Sample No.

Client
Field 1.D.

Sample Descripion/Location

Asbestos Content

CL165893

CL165894

CL165895

CL165896
CL.165897

CL165898
CLIGS89Y
CL165900

CL.163901

CLI165902

CL165903

CL163904

CL.165905

CL1I65900

B3-60A

B-59A

B-62A

B-13A
B-13B
B-13C
B-13D
B-13E

B-13F

B-33A

B-33B

B-33C

B-15A

B-18A

2 X 12" Vinyl Floor Tile {bright biue w/ streaks) w/ Adhesive - Building C,
Room H3A

127 X 12" Viny Floor Tile (light burgundy w/ streaks) w/ Adhesive, Layer
of Vinyl Floor Tile under - Building C, Room FHC

12 X 127 Vinyl Floor Tile (dark gray w/ swreaks) w/ Adhesive - Cafeteria
by Room 136k

4" Cove Base {blue) w/ Adhesive - Southcast Carner (by door) of Room 102
4" Cove Base (black) w/ Adhesive - Balthroom, Room HIOA in Classroom )0
4" Cove Base (dark brown) w/ Adhesive - 1st Floor Steps by Room 103

4" Cove Base (beige) w/ Adhesive - Buikling A, Room 200

4“ Cove Base {gray) w/ Adhesive - Building B, Room {06

4" Cove Base (burgundy) w/ Adhesive (with bluc cove base and brown
adhesive underneath - Building C, Room 1HC

Carpet Adhesive (yeilow) - Room 1174, Off Stage, Building A

Carpet Adhesive (yellow) - Building B, Closet, Room 106

Carpel Adhesive (yellow) (has vinyl floor tile w/ black mastic under) -
Room L13C, Building C

FRP Wall Panel w/ Adhesive (yellow) - Bathroom Wall (Roon: 100A) by
Sink

Sink Maslic Undercoating {black} - Under Stainless Stecl Kitchen Sink,
Room 19

None Detected - Floor Tile
None Detected - Yellow Mastc
None Detected - Floor Tile |
None Detected - Yellow Mastic
None Detected - Floor Tile 2

None Detected - Yellow Mastic

None Detected - Floor Tile
None Detected - Yellow Mastic

None Detected
None Detected
None Detected
None Detected
Noue Delecled
None Detected - Cove Base |
None Detected - Tan Mastic

None Delected - Cove Base 2
None Detected - Brown Mastic

None Detected

None Delected
None Deteeted - Yellow Maslic
5% Chrysotile - Floor Tile

10% Chrysotile - Black Mastic

None Detected

3% Chrysolile

These sumples were analyzed by layers,
only if it contains greater than one percent asbestos by Calibrated

The overall percent asbestos Tor the sample is reported when relevant. The EPA considers a material to be usbestos containing
Visual Area Estimation (CVAE), EPA regulations alse indicate that Regulated Asbestos Containing

Materials (RACM — materials that are friabie or may become friable - be further anatyzed by point counting when the resufts indicate fess than tea percent asbestos by
CVAL Cateslab ulilizes CVAL on a rouline basis aud does not include point counting unless specilically requested by the client. The results may not be reproduced

except in full.
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PLM REPORT SUMMARY

NVLAP Lab No. 204569-0
TDH License No. 30-0287

Cates Laboratories

/. 6138 BoisDArc
L— Forney, Texas 75126 (972) 564-4723

Client:
Project:
Praject No:
[dentification:

Test Method:

MACTEC Engineering & Consulling, inc.
Gilynn Archer, 1302 N. White St., Key West, FL
6786-10-2152.02

Asbestos, Bulk Sample Analysis

Polarized Light Microscopy/Dispersion Staining (PLM/DS)
EPA Metheod 600/B-93/116

Lab Job No.: PLM-G3673
Report Date: 7/28/2010

Sample Date: 7/21-22/2010

Page 4 of 10

On 7/2772010, one-hundred ree £ 103) bulk samples were submited by Mr, Russ StaufTer of MACTEC Engineering for asbestos analysis by PLM/DS.

Copies of the lab data sheets are attached; additional information may be found therein. The results are summarized below:

Lab Client Sample Description/Location Asbestos Content
Sampie No. | Field 1.D.
CELI65507 B-1813 Sink Mastic Undercoating (black) - Room 1 13C in Building C 3% Chrysotile
CL165908 3-36A Sink Mastic Undercoating (white) (stngle sink) - Building A, Room 204 None Detected
CL.165909 B-36B Sink Mastic Undercoating {(white) - Building B, Room 121 None Detected
CLI659I0 B-17A Interior Window Caulk - Roont 1195, Mr, Borza's Olfice None Deteeted
CL. 16591 1 B-178 Interior Window Caulk - Building B, Room 105 None Detected
CLI65912 B-17C Interior Window Caulk - Cafeteria, Room 135 None Detected
CL165913 B-2IA Mastic {(white) on Flex Duet Seams - Above Ceiling in Room | 19E None Detected
CL.163914 B-61A Mastic (white) Elbow Cover on Fiberglass - Building C. Reom 136D None Detected - White Mastic
Nonc Detected - Wrap
None Detected - Insulation
CL165915 B-61B Mustic (white) Ends on Fiberglass Pipe Insulation - Room 136D, Laundry None Detected - White Maslic
Room None Detected - Ensulation
CL165216 B-32A Batlroom Caulk (around sink) - Building 100A, Building A None Detected
CL165917 B3-328 Bathroom Caulk (around sink) - Building B, st Floor Boys® Bathroom None Detected
CL165918 13-32C Rathroom Caulk - Building C, Girls' Reom, Room 134 None Detected
CLi65919 B-14A 1" X 2" Ceramic Wall Tile (beige / Jight khaki) / Thin Set/ Grout / None Detected - Ceranic Tile
Adhesive (brown? - Bathroom Wall, Room 100A None Detected - Groul
None Detected - Tan Mastic
C1.165920 B-16A 2" ¥ 2" Ceramic Floor Tile (white) / Thin Set/ Grout - Fleor of Bathroom, None Detected - Ceramic Tile
Room 100A Noue Detected - Groat
None Detected - Thin Set
ClL.165921 B-23A 1" X 1" Ceramic Floor Tile (light & dark green) / Thin Set/ Grout - Girls' None Detected - Ceramice Tile
Bathroom by Room 122A None Deteeted - Grout
2% Chrysotile - Thin Set
CLL163922 B-24A 6" ¥ 6" Ceramic Wall Tile (beige) / Thin Set/ Groul - Boys' Bathroom, None Deteeted - Ceramic Tile
Stali nearest Lo Door None Detected - Grout
None Deteeted - Yeliow Mastic

These samples were analyzed by layers. The overall percent asbestos for he sample is reported when relevant, The EPA considers a malerial 0 be asbestos conlaiiing
only il it containg greater than one pereent asbestos by Calibrided Visudl Arca Estimation (CVAL). BPA regulations also indicate that Regulated Asbestos Containing
Materials (RACMY — materials that are Niable or may become friable — be further analyzed by point counting when the results indicate less than ten percent asbestos by
CVALE. CatesLal utilizes CYAL on a routine basis and does not include point counting unless specilically requesied by the client, The results may not be reproduced
excepi in full.
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PL.M REPORT SUMMARY

Cates Laboratorvies
‘ 613 S. Bais D" Arc
sle— Forey, Texas 75126 {972) 564-4723

NVLAP Lab No, 200569-0
TDH License No. 30-0287

Client:
Project:
Project Na:
Identification:

Test Method:

MACTEC Engineering & Censulting, Inc.
Glynn Archer, 1302 N. White St., Key West, FL
6786-10-2152.02

Asbestos, Bulk Sample Analysis

Polarized Light Microscopy/Dispersion Staining {(PLM/DS)
EPA Method 600/R-93/116

Lab Job No.: PLM-03673
Report Date: 7/28/2010
Sample Date: 7/21-22/201C

Page 5 of 10

On 72772010, one-hundred thice (103) bulk samples were submitied by Mr. Russ Staulfer of MACTEC Engineering for asbestos analysis by PLM/DS.

Copies of the lab data sheety are attacheds additional information may be Tound therein. The results are summirized below:

fab
Sample No.

Client
Field 1.ID.

Sample Description/Localion

Asbestos Content

CL165923

CL165924

CL165925

CL163Y26

CL.165927

CL165928

CL165928

CL165930
CL165931
CL165932
CL165933
CL.165934

CL165935

13-34A

B-52A

B-55A

3-58A

B-54A

B-22B
B-22C
B-22D
B-22E
B-20A

3-20B

4" X 4" Ceramic Wall Tile (white) / Thin Set / Grout - Employecs 2nd
Floor Bathroom (Building A}, Top of Stairs

Small "W" Ceramic Floor Tile Design (gray & white} / Thin Set / Groul -
Building B, Ist Floor, Boys' Bathroom

1" X 1" Ceramic Wall Tile (blue & white) / Thin Set/ Groul - Building B,

I'st Floor Boys' Bathroom, Wall by Door

1" X 2" Ceramic Wall Tile (gray & blue) / Thin Set / Grout - Building B3,
Girls' 2nd Floor Bathroom, Room 216

4" X 4" Ceramic Wall Tile (lime green} / Thin Set / Grout - Building C,
Girls” Bathroom

1" X 1" Ceramic Floor Tile & Wall Tile (white) / Thin Set / Grout /
Adhesive - Building B, tst Floor Boys' Bathroom, by Urinals

Wall Plaster (originaly - Hallway owside ol 1st Floor Boys' Room, above
Ceiling

Ceiling Plaster (original - Room B-117A, Storage Room, by Stage
Ceiling Plaster - Hallway outside Room 103

Wall Plasicr - Building B, Room 211, Perimeter Wall

Wall Plasier - Room 136D, Building C

Cement Plaster between Lathing / Skats of Originad Walls - Building A,
Room |{9E

Cement Plaster between Lathing / Slats of Original Walls - Building B,
outside of Room 105, Hallway, above Ceiling Tiles

None Detected - Ceramie Tile
None Detected - Groul
None Detecled - Yellow Masltic

None Detected - Ceramic Tile
None Detected - Grout
None Detected - Thin Sct

None Detected - Ceramic Tile
None Detected - Grout

Naone Detecied - Thin Set
None Detecled - Yellow Mastic

None Detecled - Ceramic Tile
None Detected - Grout
None Detected - Thin Set

None Detecled - Ceramic Tile
None Delecled - Grout
None Delected - Thin Set

None Detected - Ceramic Tile
None Detected - Grout

None Detected - Thin Set/Adhesive

None Detected

None Detected
None Deteeted
None Detected
None Defected

Nene Detected

None Delecied

These samples were analyzed by layers. The overall percent asbestos for the sample is reported when relevant, The EPA considers a maleriul 1o be asbestos contuning
only il it contains areater than one percent asbestos by Calibrated Visual Area Bstimalion (CVAL). BPA regulations also indicate that Regulated Asbestos Containing
Materials (RACM) — materials that are [rubie or may become [viable - be further analyzed by point counting when the results indicate less than ten percent asbesios by
CVAL Cateslab wtilizes CVAE on a routine basis and does not inclode point counting unless speeifically reguested by the client. The results may not be reproduced

except in [l

-
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PLM REPORT SUMMARY

tates Laboratories

d 613 8. Bois D'Aae

L Forney, Texas 75126 (972) 564-4723

NVLAP Lab No. 20056%-0
TDH License No. 30-0287

Ciient:
Project:
Project No:
fdentification:

Test Method:

MACTEC Engineering & Consulting, Inc.
Glynn Archer, 1302 N. White 5t., Key West, FL
6786-10-2152.02

Ashbestos, Bulk Sample Analysis

Polarized Light Microscopy/Dispersion Staining (PLM/DS)
EPA Method 600/R-33/116

Lab Job No.: PLM-03673
Report Date: 7/28/2010
Sample Date: 7/21-22/2010

Page 6 of 10

On 772742010, one-hundred three (103) bulk samples were submsitted by Mr. Russ StiulTer of MACTEC Engineering for asbestos unalysis by PLM/ES.

Copics ol the lab dala sheets are altached: additional infermation may be found therein. The results are summarized below:

Lab
Sample No.

Cliem
Field 1.I2,

Sample Description/Location

Asbestos Comtent

CL1653936

CLI63937

CL165939
CLI63940
CL.163941
CL 165942
CL163943

CL163944

CL163945

CL165940

CL.165947

B-35A

B-35B

B-35C

B-19A
B-198
B-19C
B-19D
B-19E

B-37A

B-37B

B-38A

B-381B

Dirywall / Joini Compound - Ceiling of Bathroom, Reom 100A

Drywall / Joint Compound - Dividing Wall of Room 203

Drywalt 7 Joint Compound - Room 121 Teachers” Lounge in Bathroom
{(Room 1 18A}

Textured Wallboard {interior wall} - Auditorium Wall, Near Room 104
Textured Wallboard - Building A, Room 204

Textured Wailboard - Building B, Room 109

Texturcd Wallboard - Building B, Room 209, Front Wall

Texturcd Wallboard - Building C, Iaichen, Rear Arca

9" X 9" Vinyl Floor Tile (white w/ black streaks) w/ Mastic (black) & Tell
Paper - Building A, Room 204

B X 9" Vinyl Floor Tile (white w/ black streaks) w/ Mastic (black) & TFelt
Paper - Building A, Room 205

9" X 9" Vinyl Floor Tile (green w/ while sircaks) w/ Mastic (black) -
Building A, Room 204

9" X 0" Vinyl Floor Tile {green w/ white sireaks) w/ Mastic (black) & TFelt
Paper - Building B, Room 108

None Detected - Paint Texure
None Delected - Joint Tape

None Detected - Joint Conspound
None Detected - Paper

None Detected - Wallboard Malerial

None Detected - Paint Layer
None Detected - Paper
None Detected - Wallboard Material

None Detected - Paint Texiure
None Detected - Joint Tape

None Detecled - Joint Compound
MNone Detected - Paper

None Deleeted - Wallboard Material

None Detected
None Detected
None Detecled
None Detected
None Deteceted

109 Cheysotile - Floor Tile
None Detected - Black Masue

10% Chrysotiie - Floor Tile
None Detected - Black Mastic
None Deieeted - Felt

109 Chrysofile - Floor Tile
Nonc Detected - Black Mastic

10% Chrysotile - Floor Tile
5% Chrysolile - Black Mastic
None Detected - Feh

These samples were analyzed by luyers. The overall percent asbestos for the sample s reported when relevant. The EPA considers a material (0 be ashestos containing
oy if it contains greater than one percent asbestos by Calibrated Visual Arcn Bstimation (CVAL). LPA regulations also indicate that Regulated Asbestos Containing
Materials (RACMY - materials that are friable or may become friable - be Turther analyzed by point counting when the results indicate less than ten percent asbesios by
CVAL Cateslab utilizes CVAE on 1 rowtine basis and does not inelude point counting unless specifically requested by the client. The results may not be reproduced

caeept i ull,
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PLM REPORT SUMMARY

ates Laboratories
3 8. Bois I3 Arc

NVLAP Lab No. 200569-0
TDH License No. 30-0287

orney, Texas 75120 (972) 364-4723
Clien MACTEC Engineering & Consulting, tnc. Lab Job No.: PLM-03673
Project: Glynn Archer, 1302 N. White St., Key West, FL Report Date: 7/28/2010

Project No:
Identification:

Test Method:

6786-10-2152.02
Asbestos, Bulk Sampie Analysis

Pclarized Light Microscopy/Dispersion Staining (PLM/DS)
EPA Method 800/R-93/116

Sample Dae: 7/21-22/2010

Page 7 of 10

On 7272010, one-hundred three (1033 butk samples were submitted by Mr. Russ Stauffer of MACTEC Engineering for asbestos analysis by PLM/DS.

Copies of the lab data sheets are attached: additional information may be found therein. The results are summarized below:

Lab Client Sample Description/Location Asbestos Content
Sample No. | Field LD,
CL 165948 B-39A 9" X 9" Vinyl Floor Tile (peach w/ while & black streaks) w/ Mastic (black) 10% Chrysotile - Floor Tile
& Felt Paper - Building A, Room 205 None Detected - Black Mastic
None Detected - FFelt
CE 165940 3-3913 9" X 9" Vinyl Floor Tile (peach w/ white & black streaks) w! Mastic (black) 10%: Chrysolile - Floor Tile 1
& PFelt Paper - Building B, Room 107 None Detected - Black Mastic
10% Chrysalile - Floor Tile 2
None Detected - Black Mastic
None Detected - Fell
CL165950 13-50A 9" X 9" Vinyl Floor Tile (gray w/ while streaks) w/ Mastic (blacky & Felt 1596 Chrysotile - Floor Tile
Paper - Room LG8, by File Cabinet, Building B % Chrysotile - Black Mastic
None Detected - Felt
CL163951 B-508 9" X 9" Vinyl Floor Tile (gray w/ white streaks) w/ Mastic (black) & Fell 15% Chrysotile - Floor Tile
Paper - Building C, Room 133 1G9 Chrysotile - Black Mastic
CL165952 B-49A 9" X 9" Vinyl Floor Tile (white w/ black & red streaks) w/ Mastic (black) & 10% Chrysotile - Floor Tile |
Felt Paper - Room 107, Building B 5% Chrysolile - Biack Mastic
10% Chrysotile - Floor Tile 2
5% Chrysotile - Black Mastic
None Detected - ekt
CL165953 13-498 9" X 9" Vinyl Floor Tile (white w/ black & red sircaks) wf Mastic (black) & 109 Chrysotile - Floor Tile |
FFell Paper - Building B, Room 215 59 Chrysotile - Black Maslic
10% Chrysotile - Floor Tile 2
59 Chrysotile - Black Mastic
13% Chrysotile - Floor Tile 3
CL1A3954 [3-48A 9" X 9" Vinyl Floor Tile (white w/ black & red streaks) w/ Mastic (biack) & 10% Clwysolile - Floor Tile |
Felt Paper -Room 107, Building B 5% Chrysotile - Black Mastic
10% Chrysotile - Floor Tile 2
5% Chrysotile - Black Mastic
None Detected - Fell
C1.165955 B-488 9" X 9" Vinyl Floor Tile (while w/f black & red streaks) w/ Mastic (black) & 10%: Chrysotile - Floor Tile |
Fel Paper - Building B, Room 215 10% Chrysotile - Floor Tile 2

These samples were analyzed by layers. The overall percent asbestos for he sample is reported when relevant. The EPA considers a material to be asbestos containing
only if it conlains greater than one percent asbestes by Calibrated Visual Arca Estimation (CYAL) BPA regulations also indicate that Regulined Asbestos Containmg
Materiads (RACM) - materials that are friable or may become friable - be further analyzed by point counting when the resuits indicate fess than ten percent asbestos by
CVAL CatesLab utilizes CVAL on a routing basis and does not include point counting unless specificaily requested by the client, The results may not be reproduced
exceptin full.
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PLM REPORT SUMMARY

G613 S, Bois D*Are

d Cates Laboratories
fA—

Forncy, Texas 75126 (972) 564-4723

NVLAP Lab No. 200569-0
TH License No. 30-0287

Client;
Project:
Project No:
Identification:

Test Method;

MACTEC Engineering & Consulting, Inc.

Glynn Archer, 1302 N, White St., Key West, FL
6786-10-2152.02

Asbestos, Bulk Sample Analysis

Poiarized Light Microscopy/Dispersion Staining (PLM/DS)
ERA Method 600/R-93/116

Lab Job No.. PLM-03673
Report Date: 7/28/2010

Sample Date: 7/21-22/2010

Page § of 10

On 772712010, one-bundred three (103) bulk samples were submitied by Mr. Russ Stautler of MACTEC Bngineering lor ashestos analysis by PLM/DS.

Copies of the lab dala sheets are attached; additional information may be Found thercin. The results aie summarized bejow:

Lab
Sample No.

Client Sampie Description/Location
Field LD,

Asbestos Content

CL.1059506

CLA63957
CLI165958

CL165939

CL165960

CL16596]

CL 163962

CL165963

CLi65964

CL.165963

CL1I6G3Y00

CL165967

CLI65963

CL 163969
CLI65970

CL165971

B3-56A 9 X 9" Vinyl Floor Tile (aqua w/ white & black streaks) w/ Mastic (black)

& Telt Paper - Buikling B, Room 2047

B-31A Blown-in Fluify Insulation - Above Stage by Room FH7A, Building A
B-57A Fibrous Pipe Insulation - Building C, Breezeway outside of Cafeteria
B-57B Fibrous Pipe Insulation - Buitding C, Hadlway, above Calt Doors o

Room 136

B-25A 2' X 4 Ceiling Tile (short directional w/ many pinboles, newer) -Room 100,

Office Room 119, Auditorium

B-2513 2 X 4 Ceiling Tile (short divectional w/ many pinholes) - Hallway, outside

Room 108, Building B

B-26A 2 X 4 Ceiling Tile (large & small pinholes, smooth) - Buiiding A, Room 119

& 1991

B-28A Ceiling Tile (smooth, no heles, [iberglass tite) - Auditorium
B-27A 2" X 4 Ceiling Tiie Gong directional wf few pinholes) - Hallway, by Boys'

Bathroom, Building A

13-278 2° X 4 Ceiling Tile (long dircctional w/ lew pinholes) - Hallway, outside ol

Room 105, Building B

B-29A I' X 1 Celling Tile (dot design, splined) - Stage in Auditorium
B-29B I X 1" Ceiling Tile (dot design, sphined) w/ Mastic (dark brown} - Wall of

Room 103, Building B

B-30A I' X 1 Ceiling Tile (s1it design, splined) - Above Ceiling Tiles, Ist Floor

Haliway by Boys' Room

3-44A 2" X 4' Ceiling Tile (non-directional gouges) - Builling B, Room [07
3-4413 2' % 4 Ceiling Tile {(non-dircctional gouges) - Building C, Room 11

B-46A 2' X 4 Ceiting Tile {dots / holes} - Building B, Boys' 15t Floor Bathroom

10% Chrysalile - Floor Tile
5% Chrysolile - Black Mastic
None Delected - Felt

None Detected

15% Amosite

15% Amosite

None Detected

None Detected

None Detected

None Delecled

None Detected

None Detected

Nong Detected

None Detected - Ceiling Tile
None Detected - Brown Mastic

None Detected

None Detected
Nonc Delected

None Delecled

These samples were analyzed by layers, The overall pereent asbestos for (he sample is reported when refevant, The EPA considers a material 1o be asbestos containing
only if it containg greater than one percent ashestos by Culibrated Visual Area Estimadion (CVAL). EPA regulations also indicate that Regulated Asbestos Contamning
Materials (RACM) - materials that are friable or may becone friable - be Turther analyzed by point counting when the resulls indicate less (han ten percent asbestos by
CVALL Catesiab ulitizes CVAL on a rowtine basis and does not include point counting unless specifically requested by the elient. The results may not be reprotuced

exceplan luil
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PLM REPORT SUMMARY

oy Gates Laboratories
& azs
o — Forney, Texas 75126 (972) 564-4723

NVLAP Lab No. 200369-0
TDH License No. 30-0287

Client
Project:
Praject No:
Identification:

Test Method:

MACTEC Engineering & Consuiting, inc.
Glynn Archer, 1302 N. White St., Key West, FL
6786-10-2152.02

Asbestos, Bulk Sample Analysis

Polarized Light Microscopy/Dispersion Staining (PLM/DS)
EPA Method 600/R-93/116

Lab Job No.. PLM-03673
Report Date: 7/28/2010
Sample Date: 7/21-22/2010

Page 9 of 10

On 772772010, ane-hundied three (103) butk samples were submiited by Mr. Russ Stantfer of MACTEC Engineering for asbestos anatysis by PLM/DS.
Copies of the Jab dala sheets are attaehesd: additional information may be Tound therein. The results are summarized below:

Lab
Sample No.

Client
Field 1.ID.

Sample Description/Location

Asbestos Content

CL.163972
CL165973

CL163974

B-45A
B-45B

B-47A

2 X 4' Ceiling Tile {erow's foolprint paitern) - Building B, Room 1006
2' X 4" Ceiling Tile {crow's lootprint pattern) - Building C, Room 110

I' % 1" Ceiling Tite (smooth, no holes, splined, no maslic) - Above Room 107,
Building B

Nonc Delected
None Detected

Nane Detected

except in full.

These samples were analyzed by layers. The overall percent asbestos for the sample is reported when relevant, The EPA considers o materiad 1o be asbestos comaining
only i6it containg greater than one percent asbestos by Calibrated Visual Arca Estimution {CVARY. EPA regulations also indicate that Regulated Asbestos Containing
Materials (RACM) ~ materials thag are friable or may become [rabie - be further analyzed by point counting when the results indicate tess than ten percend asbestos by
CVAE. Cateslab utilizes CYAL on a routing basts and does not include point counting uniess specifically requested by the client. “The results may not be reproduced
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PLLM REPORT SUMMARY

Cates Laboratories
: 613 8. Bois D'Arc
A Forney, Texas 75126 (972) 564-4723

NVLAP Lab No. 200569-0
TDH License No. 30-0287

Client: MACTEC Engineering & Consulting, inc.

Project: Glynn Archer, 1302 N. White St., Key West, FL

Project No: 6786-10-2152.02

Identfication: Asbestos, Bulk Sample Analysis

Test Method:  Polarized Light Microscopy/Dispersion Staining {PLM/DS)
EPA Method 600/R-93/116

Lab Job No.: PLM-03673
Report Date: 7/28/2010
Sumple Date: 7/21-22/2010

Page 10 of 10

On 772772010, one-hundred Qiree £103) bulk samples were submitied by Mr, Russ Stautfer of MACTEC Engineering for asbestos analysis by PLM/DS,

Copics of the lab data sheets are attached: additional information may be found thercin,

STATEMENT OF LABORATORY ACCREDITATION

The samples were analyzed in general accordance with the procedures outlined in the Method for the
Determination of Asbesios in Bulk Building Materials, EPABOOR-93/116 or the U.S. Environmental
Protection Agency method, under AHERA, for the analysis of asbestos in building materials by polarized light
microscopy. The results of each butk sample relate only to the material tested and the results shali not be used
to claim product endorsement by NVLAP or any agency of the U.S. Government,

Specific questions concerning buik sample resuits shall be directed o the Laboratory Director.

Analyst Fohn R. Cates, Kathy Schosek

Laboratery Director:  John R. Cates, P.G.

Approved Signatory:

Vi)

NVLAP LAB CODE 200564-0

ar




STATE OF FLORIDA
DEPARTMENT OF BUSINESS AND PROFESSIONAL REGULATION

; i ASBESTOS LICENSING UNIT (850) 487-1385
R 1940 NORTH MONROE STREET
- TALLAHASSEER FL 32399-0783

MACTEC BENGINEERING AND CONSULTING, INC,
BRIAN DUCHENE

1105 SANCTUARY PRKWY STE 300

ALPHARETTA GA 30004

o wiations! With this I b - 1 m STATE OF FLORIDA ACE w7 =naa7:
ongratulations! Wi is license you become one of the nearly one million : 3
Floridians licensed by the Department of Business and Professional Regulation. Dggg?ggg?gl\gg gg%ﬁg%ogm
Our professionals and businesses range from architecis to yacht brokers, from
hoxers to barbeque restaurants, and they keep Florida’s economy sirong.

a ana they reep Y Sieng ZA0D00116 11/20/09 050234356
Every day we work to improve the way we do business in order to serve you better,
For information about our services, please log onte www.myfloridalicense.com, ASBESTOS RBUSINESS ORGANIZATION
There you can find more information about our divisions and the regulations that MACTEC ENGINEERING AND CONSULTIN
impact vou, subscribe {o department newsletters and learn more about the BRIAN DUCHENE
Department's initiatives.
Qur mission at the Department is: License Efficiently, Regulate Fairly. We
constantly strive to serve you better so that you can serve your customers. 18 . !

b " > " . R ol S LICENSED under the provisiona of Ch, 469 ps,

Thank you for doing business in Florida, and congratulations on your new license! ixpivation daver NOV 30, 2011 109112001337

DETACH HERE

STATE OF FLORIDA

DEPARTMENT OF BUSINESS AND PROFESSTONAL REGULATION
ASBESTOS LICENSING UNIT

ACE o7

SEQ# 109112001337
LICENSE NBR

11/20/200% (080234356 [za0000116
The ASBESTOS BUSINESS ORGANIZATION
Named below IS LICENSED
Under the provisions of Chapter 46% FS.
BExpiration date:r NOV 30, 2011

MACTEC ENGINEERING AND CONSULTING, INC.

BRIAN DUCHENE

4150 N JOHN YOUNG PKWY

ORLANDO FL, 32804

CHARLIE CRIST CHARLES W. DRAGO
GOVERNOR SECRETARY

DISPLAY AS REQUIRED BY LAW
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APPENDIX B

LEAD

Lead-Based Paint Testing Results
Certifications



Ghynn Archer/Revnolds School, Key West, Florida

MACTEC Project 6786-106-2132.01/02

August 16, 2010
Lead-Based Paint Testing Results

LEAD-BASED PAINT TESTING RESULTS
cimng 1. ocation )9 SLemponent. Color DA
! C Cafeteria Wall Plaster Whire 0.032
2 C Cafeteria W Wall Wall Deyneall White 0.012
3 C Cafeteria N Wall Wall Concrete Peach 0.079
4 C Cafeteria W Wall Jamb Wood Peachy 0.19
5 C Cafeteria W Wall Door Wood Peach 0.27
i C Cafeieria W Wall Baseboard Weod Peach 0.034
7 C Cafeteria E Wall Jamb Wood Peach .59
8 C Cafeleria L Wall Door Wood Tan 0.10
9 C Cafeteria I Wall Door Wood Black <0.026
10 C Cafeteria N Wall Jamb Wood Gray <(.01}
11 C Cafeleria N Wall Jamb Wood Gray 0.18
12 C Hall @ 112 W Wall Wall Concrete Gray 0.0571
13 C Hall @ 113 W il Hali Concrele Gray 0.035
14 C 112 N Wall Sill Concrele Gray 0.054
15 C Library I Wall Jamb Wood Gray 0.24
16 C Library E Wall Baseboard Wood Olive 0.48
17 C /13 £ Walit Wall Plaster Green 0.030
18 C 113 E Wall Baschoard Wood Black 0.070
19 C 113 W Wall Jamb Woaod [3%. Olive 0.22
20 9 113 E Wall Baseboard Wood Grayv/Broven 0.014
21 C 110 N Wall Door Wood Dk Green 0.019
22 C 110 N Wall Jamb Wood Dk. Green 0.30
23 C Ixterior N Wall Wall Concrete Tan/White/Turquoise 0.042
24 Gym Baskethbal N Wall Wall Concrete Blue 1.7
23 Gym Basketball N Wall Wall Concrete Yellow 2.9
24 Gym Baskethall N i¥all Wall Wood Blue 0.032
27 Gym Baskeiball N Wall Wall Conciete White (.0i6
28 Gym Baskethall I Area Seat Wood Gray 2.1
29 Gym Basketball E Area Rail Wood Blue 1.4
30 Gym Basketball L Area Columns Steel Blue 0.34
31 Gym Baskethall E Area Columns Steel White .72
32 Gym Basketball W Wall Door Metai Blue Q.12
33 Gym Basketball W Wall Jamb Metal Blue 0.25
34 Gym Wong . Wall Door Metai Turquoise 0.25
35 Gymi Wong I Wall Jamb Metal Turquoise 0.41
36 Gym Wong I~ Wall Wall Concrete Turquoise 0.12
3 Gym Wong I Wali Wall Wood White <(.012
38 Gym Wong Center Area Floor Concrete Gray <0.010
39 Gym Basketball S Wall Wall Concrete Bright Yellow 0.1%
40 Gym Basketbail S Area Fioor Concrele Tan <0.010
41 Gym Basketball 5 Wall Rail Metal Gray 0.37
42 Gym Basketball S Area Ioor Concrele Green <(0.010
43 Gym I'raga W Wall Door Metal 11, Blue 0.28
44 Gym Fraga W Wall Jamb Concrete 1.4 Blue 0.29
45 Gym Fraga Center Area Shell Concrele 1.1, Blue 0.32
46 Gym Iraga Center Area Seal Wood 1.1. Blue <{.010
47 Gym Iraga W Wall Shelf Formic Red <0.021

hatics = LBP per QSHA
Bolded = 1.13P per EPA
Non-bolded = LI3P per CPSC
< [Less than detection dimit

POFACHIT 2000 -Projects 6786-10-2132 Ghvan sbreher Asbestos- LEP Reporr Final 6786102137 108 - 8- 16- [0.xlsx




Giynn Archer/Revnolds School, Key West, Florida

MACTEC Praject 6780-10-2152.01/02

LEAD-BASED PAINT TESTING RESULTS

Awgust 16, 2011
Lead-Based Paint Testing Residts

48 Gym xterior I Wall Door Wood - 1 Dk, Green

49 Gym LExierior F Wall Jamb Wood - Fxt Dk. Green <0.010
S50 A Exterior N Wall Rail Metal - xt Yellow (.049
51 A Exterior N Wall Wali Stucco - Ext Yellow (.081
52 A Exterior N Wali Wall Conerete - Ext White 0.23
53 A Exterior N Wall Stair Metal - Ext Yellow 0.11
54 A Exterior I: Wall Wall Concrete - Ext White 0.21
55 A Exterior 12 Wall Wall Stucco - Ixt Yellow 0.18
56 Gym Lxterior S Wal Wall Stucco - Ext Yellow 0.060
57 Gyt Exterior S Wail Wall Concrete - Ext White 1.0
58 Gym Exterior N Wall Wall Stucco - Ext Yeliow <(.011
59 I3 Exterior N Wall Wall Stucco - Ext Yellow 0.29
60 B Ixterior N Wall Wall Concrete - [Ext White 0.080
6l B Ixterior N Wall Rail Metal - Fxt Yellow 0.058
62 B Exterior N Wall Ladder Metal - Ext YcHow 2.2
63 B 108 N Wall Wall Concerete - Ext Gray =<{.0}0
a4 B 108 N Wall iWall Stuceo - Ext Tan 0.022
65 B 108 I: Wall Door Wood Tan (.12
66 13 108 = Wall JTamb Wood Tan (.43
67 B 167 E Wall Door Wood Ciray 0.070
68 B 107 E Wall Jamb Woaod Gray 0.33
(9 B 107 N Wall Wall Concrete CGray 0.25
70 B 107 N Wall Baseboard Wood Black <0.010
71 B 105 N Wall Baseboard Wood Tan 0.060
72 B 109 E Wall Door Wood Blue 0.11
73 B 109 I Wall Jamb Wood Blue 0.11
74 B 121 W Wall Wall Concrele Yellow <(.011
75 B 121 W Wall Baschoard Wood Gray <0.010
76 B3 209 W Wall Wall Concrete Blue 0.029
77 B 209 W Wall Baseboard Wood Blug 0.36
78 B 218 E Wall Door Wood Purple 0.14
80 A Auditorium E Wall Aud - Jamb Wood Green 0.413
g1 A Auditorium £ Wall Aud - Baseboard Wood Green 0.35
82 A Auditorium W Wall Stair Woaod Varnish <0.010
83 A 205 S Wall Daor Wood Red 0.23
84 A 205 S Wail Jambs/Baseboard Wood Red 0019
85 A 204 N Wall Door Woaod Lt Purple 0.23

liclies = L3P per OSHA
Bolded = LBP per LPA

Non-bolded = LBP per CPSC

< = ess than detection limil

P b ACHIT 2000 Projecrs 6786-10-21 52 Ghenn Archer Ashesros- L BP Report Final 6786-10-2152 LPB - 8- 16-H.xisy

Checked by:
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