
 
 
 
 

THE CITY OF KEY WEST 
3140 Flagler St, 

Key West, Florida 330-40 
 
 
 
 

ADDENDUM #5 
Repairs to Navy Mole Bulkhead 497 

Invitation to Bid:  12-007 
8 March 2012 

 
 
 
This Addendum is issued as supplemental information to the bid package for clarification 
of certain matters of both a general and a technical nature. The referenced bid package is 
amended in accordance with the following items: 
 
 

1. Section 21-13 #19: Schedule Impacts that affect the Bid; Add the following to this 
section:  

c. TOTLUS EXERCISE:  That the U.S. Navy will be holding an exercise 
from 1 Sept 2012 to 7 Sept 2012. No work will be permitted at the site during 
this exercise.  

 
2. Specification 31 68 13 SOIL AND ROCK ANCHORS: Replace this specification 

with the Specification that is attached to this Addendum: Clarification of the rock 
anchor angle of inclination was made in section 1.4.3(a) and the horizontal 
tolerances for the hole location was modified in section 3.1.7.1. 

 
3. Specification 05 12 00 STRUCTURAL STEEL: Replace this specification with 

the Specification that is attached to this Addendum: A submittal, "Field Quality 
Control", (see 3.7) was added in order to provide results of weld inspections for 
review. 

 
4. Section 00-44-02: Disclosure of Lobbying Activities Form: Delete from Table of 

Contents: Not Required by City 
 

5. Addendum Acknowledgement Sheet: See Attached form and submit with bid 
 

6. Geotechnical Report: The complete Geotechnical Report is attached 
 



7. Section 00-41-13: Bid Form: See revised Bid Form 
 

8. Response to Requests for Information from Contractors: See attached Sheet 
 
 
All Bidders shall acknowledge receipt and acceptance of this Addendum No 5 by 
acknowledging Addendum in their proposal or by submitting the addendum with the bid 
package. Bids submitted without acknowledgement or without this Addendum may be 
considered non-responsive 
 
 
_________________________    _____________________ 
Signature       Name Of Business 
 
 

 



Bulkhead 497 Repairs NASKW

SECTION 31 68 13

SOIL AND ROCK ANCHORS
11/08

PART 1   GENERAL

1.1   COMMENTARY

The work covered by this section of the specifications includes but may not 
be limited to furnishing all plant, labor, supervision, equipment, 
appliances and materials required to perform all operations in connection 
with the installation and performance testing of demonstration test 
anchors, with the installation and successful proof testing of all 
production rock anchors in accordance with this section of the 
specifications and the applicable contract drawings.

This section specifies test anchors and production anchors, including 
corrosion protection system, drilling, grouting, and stressing.

This section also specifies performance tests, lift-off tests, and proof 
tests of rock anchors, rock dowels, and tie-down anchors.

Design working load for each rock anchor at the sheet pile wall is 128 kip.

1.2   REFERENCES

The publications listed below form a part of this specification to the 
extent referenced.  The publications are referred to within the text by the 
basic designation only.

ACI INTERNATIONAL (ACI)

ACI 301 (2005; Errata 2008) Specifications for 
Structural Concrete

AMERICAN ASSOCIATION OF STATE HIGHWAY AND TRANSPORTATION OFFICIALS 
(AASHTO)

AASHTO M 252 (2008) Corrugated Polyethylene Drainage 
Pipe

AMERICAN INSTITUTE OF STEEL CONSTRUCTION (AISC)

AISC 325 (2005) Steel Construction Manual

AMERICAN PETROLEUM INSTITUTE (API)

API Spec 5CT (2005; Errata 2006; Errata 2006) 
Specification for Casing and Tubing

ASTM INTERNATIONAL (ASTM)

ASTM A 36/A 36M (2008) Standard Specification for Carbon 
Structural Steel

ASTM A 500 (2007) Standard Specification for 
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Cold-Formed Welded and Seamless Carbon 
Steel Structural Tubing in Rounds and 
Shapes

ASTM A 53 (2007) Standard Specification for Pipe, 
Steel, Black and Hot-Dipped, Zinc-Coated, 
Welded and Seamless

ASTM A 536 (1984e1; R 2004) Standard Specification 
for Ductile Iron Castings

ASTM A 722 (2007) Standard Specification for Uncoated 
High-Strength Steel Bar for Prestressing 
Concrete

ASTM A 775 (2007b) Standard Specification for 
Epoxy-Coated Steel Reinforcing Bars

ASTM A 775/A 775M (2007b) Standard Specification for 
Epoxy-Coated Steel Reinforcing Bars

ASTM C 109 (2008) Standard Test Method for 
Compressive Strength of Hydraulic Cement 
Mortars (Using 2-in. or (50-mm) Cube 
Specimens)

ASTM C 1107 (2008) Standard Specification for Packaged 
Dry, Hydraulic-Cement Grout (Nonshrink)

ASTM C 144 (2004) Standard Specification for 
Aggregate for Masonry Mortar

ASTM C 150 (2007) Standard Specification for Portland 
Cement

ASTM C 33 (2007) Standard Specification for Concrete 
Aggregates

ASTM D 1248 (2005) Polyethylene Plastics Extrusion 
Materials for Wire and Cable

ASTM D 1784 (2008) Standard Specification for Rigid 
Poly(Vinyl Chloride) (PVC) Compounds and 
Chlorinated Poly(Vinyl Chloride) (CPVC) 
Compounds

ASTM D 1785 (2006) Standard Specification for 
Poly(Vinyl Chloride) (PVC), Plastic Pipe, 
Schedules 40, 80, and 120

ASTM D 3350 (2008) Polyethylene Plastics Pipe and 
Fittings Materials

ASTM D 4101 (2008) Standard Specification for 
Polypropylene Injection and Extrusion 
Materials
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POST-TENSIONING INSTITUTE (PTI)

PTI 4 (June 1996) Recommendations for 
Prestressed Rock and Soil Anchors

PTI 8 (1985) Specifications for Unbonded Single 
Strand Tendons

PTI A (Nov 1990) Post-Tensioning Manual

1.3   DEFINITIONS

Rock Anchors - Post-tensioned rock anchors at sheet pile wall, double 
corrosion protected (CLASS I)

The following definitions are in addition to those given in PTI 4, Section 
2.0:

Anchored Structure - The wall, foundation or other structure to which 
the anchor is to transfer force.

Demonstration Test Anchor - An anchor which is performance tested to 
verify design assumptions and installation practices.

1.4   SYSTEM DESCRIPTION

Prior to commencing any work on the anchors, the Contractor, including all 
field personnel to be involved in drilling and installation of the anchors, 
shall meet with the Contracting Officer to review the drawings and 
specifications, work plans, and submittals.  Drilling may commence upon 
approval of the anchor installation plan and procedures described in 
paragraph SUBMITTALS and after the conduct of the Preparatory Meeting.

1.4.1   General Requirements

The work includes design, fabrication and installation of the rock anchor 
system.  The anchors shall be fabricated and installed as shown on the 
drawings.  Prepare fabrication and installation drawings and an 
installation plan for approval.  Rock anchors shall be threaded bar type.

1.4.2   Scope of work

Provide the design of the rock anchor system that will be completely the 
Contractor's responsibility.  General design criteria are shown on the 
drawings. Additional subsurface and geotechnical information is contained 
in the geotechnical report, available in the bid documents or from the 
contracting officer. The materials, design, stressing, load testing, and 
acceptance shall be in accordance with PTI 4 and these specifications.  
Rock anchors shall be threaded bar type.  The Contractor is responsible for 
the design of the anchor, jacking wedge and bearing plate, determining top 
of rock, determining drilling methods, and determining hole diameter and 
bond length.  The complete design, including design computations, 
fabrication and installation drawings and installation plan, shall be 
certified by a registered Professional Engineer and shall be submitted for 
approval.  Approval of the design by the Contracting Officer will not 
relieve the Contractor of responsibility for design and performance of the 
rock anchors.  
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1.4.3   Rock Anchor Design

a) Rock Anchors - Design the individual anchors to meet the following 
criteria:

Anchor Location and Spacing - as shown on the drawings.
Hole Diameter - 4.5 inches minimum, 6 inches maximum.
Rock Anchor design Load - 128 kips.
Assumed Rock-Grout Bond Strength 83 psi.
Minimum Unbonded Length -  10 feet .
Minimum Required Bond Length -  15 feet for 6 inch diameter holes.
Maximum Bond Length -  35 feet.
Rock Anchor Corrosion Protection - Class I, Encapsulated Tendon.
Rock Anchor Angle of Anchor Inclination - 39 degrees (0.8 on 1 slope) 
from horizontal with a tolerance of + 3 degrees.

The Design Load shall not exceed 60 percent of the ultimate strength of the 
prestressing steel.  The Lock-off Load shall not exceed 70 percent of the 
ultimate strength of the prestressing steel.  The maximum Test Load shall 
not exceed 80 percent of the ultimate strength of the prestressing steel.  
The designer should include consideration of group effect of closely spaced 
anchors when determining design load and minimum spacing.  Design the 
bearing plates so that the bending stresses in the plate do not exceed the 
yield strength of the steel when a load equal to 95 percent of the minimum 
specified ultimate tensile strength of the prestressing steel is applied 
and so that the average bearing stress on the structure does not exceed 
3500 psi.  Design the anchorage assembly connection to the structure in 
accordance with AISC 325.

1.5   SUBMITTALS

Government approval is required for submittals with a "G" designation; 
submittals not having a "G" designation are for Contractor Quality Control 
approval. Submit the following in accordance with Section 01 33 00.00 25 
SUBMITTAL PROCEDURES:

SD-02 Shop Drawings

Fabrication and Installation Drawings; G, A/E

  Drawings and detailed installation procedures and sequences 
showing complete details of the installation procedure and 
equipment; anchor fabricationincluding detailed design of jackign 
wedge adn connection to wale and sheet pile; grouting methods; 
grout mix designs; anchor and casing placement and installation; 
corrosion protection for bond length, stressing length and 
anchorage; anchorage and trumpet; stressing and testing procedures 
with lengths, forces, deformations, and elongations for the 
approval by the Contracting Officer.  Shop drawings for anchors 
shall include locations and details of the spacers, centralizers, 
and banding.  If different types of anchors are to be installed, 
each anchor type shall be readily identifiable.  Once reviewed by 
the Contracting Officer, no changes or deviation from shop 
drawings will be permitted without further review by the 
Contracting Officer.

SD-03 Product Data

Equipment; G, A/E
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  Catalog cuts, brochures, or other descriptive literature 
describing the equipment to be used for drilling, grouting, 
handling, and installing the rock anchors.  Sketches, drawings or 
details showing the access and temporary supports where required 
for the drilling equipment and stressing frames.  Descriptions of 
stressing jacks, gages, dynamometers, load cells, or other devices 
for measuring stressing load, certified calibration records for 
each set of jacking equipment, and current testing curves for 
stress measurement gages which show that gages have been 
calibrated for the jacks for which they are used 30 days prior to 
the start of the testing operations.

Designer Qualifications; G, A/E

Fabricator Qualifications; G, A/E

Installer Qualifications; G, A/E

  Submit qualifications and experience records for approval.  
Experience records shall identify all the individuals responsible 
for the anchors and shall include a listing of projects of similar 
scope performed within the specified period along with points of 
contact.  Submit Qualifications prior to the installation of any 
anchors specified in this section.

Installation Plan; G, A/E

  A plan for installing the rock anchors for review and comment.  
The proposal shall describe the sequence for installation and 
other restrictions as outlined on the drawings or specified.  The 
anchor and casing installation procedures shall be determined by 
the Contractor as part of the anchor design.  The installation 
plan shall also include descriptions of methods and equipment to 
be used for alignment checking of anchor holes and casings.

SD-05 Design Data

Design Computations; G, A/E

  Design computations and data for the rock anchors, bearing 
plates, and bond zones.  The computations shall include drawings, 
design assumptions, calculations, and other information in 
sufficient detail to verify the design.  The design shall be 
certified by a registered Professional Engineer with proven 
experience in design of rock anchor components as stated in 
paragraph Qualifications.  Calculations shall be included for the 
stressing frames.  The Contracting Officer will approve the 
Contractor's design calculations.  Approval of the Contractor's 
design calculations will not relieve the Contractor of 
responsibility for unsatisfactory performance of the installed 
rock anchors.  All design computations shall be furnished at least 
30 calendar days prior to the proposed commencement of drilling.

Rock Anchor Design; G, A/E

  A design schedule for the anchors which includes the following:

a.   Anchor number.
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b.   Anchor orientation and angle.
c.   Anchor design load.
d.   Type and size of tendon.
e.   Minimum total anchor length.
f.   Minimum bond length.
g.   Minimum tendon bond length
h.   Minimum unbonded length.
i.   Details of corrosion protection, including details of 

anchorage and installation

  Submit the design schedule at least 30 days prior to 
commencement of work on the anchors covered by the schedule.

SD-06 Test Reports

Prestressing Steel; G, A/E

  Certified test reports for each heat or lot of prestressing 
steel with materials delivered to the site.

Cement Grout Mixture Proportions; G, A/E

Performance Test Procedures; G, A/E

Proof Test Procedures; G, A/E

Lock-Off Procedures; G, A/E

  The mixture proportions that will produce grout of the quality 
required, thirty days prior to installation of anchors.  
Applicable test reports to verify that the grout mixture 
proportions selected will produce grout of the quality specified.

SD-07 Certificates

Prestressing Steel; G, A/E

  Five copies of mill reports and five copies of a certificate 
from the manufacturer stating chemical properties, ultimate 
strengths, yield strengths, modulus of elasticity, and any other 
physical properties needed for the required computations, for the 
type of steel furnished.

Epoxy-Coated Steel Bars; G, A/E

  Written certification for coating material and coated bars with 
the delivery of the bars.

SD-11 Closeout Submittals

Driller Logs; G, A/E

  The original handwritten log and three (3) copies in typed 
format within two days of the completion of each hole.

Anchor Records; G, A/E

  Upon completion of installation of each anchor, top of bond zone 
elevation, bond length, free stressing length of anchor, grout 
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mix, grouting pressure, bags of cement injected, and a report of 
performance test or proof test and extended creep test results, .  
The performance test, proof test and extended creep test results 
shall include measured lengths of drill holes and anchors, the 
loads and elongations recorded during testing, monitoring and 
stressing of the anchors, and graphs of test results.

1.6   QUALITY ASSURANCE

Submit anchor designer, fabricator and installer qualifications for 
approval in accordance with paragraph SUBMITTALS..  The submittals shall, 
where applicable, identify individuals who will be working on this contract 
and their relevant experience.  No changes shall be made in approved 
personnel without prior approval of the Contracting Officer.

1.6.1   Designer Qualifications

The anchors shall be designed by Professional Engineers who have designed a 
minimum three rock anchors projects similar in size and scope to this 
project within the past ten years.  The drawings and calculations shall be 
signed by the Professional Engineer.

1.6.2   Fabricator Qualifications

The anchors shall be fabricated by a manufacturer that has been in the 
practice of designing and fabricating rock anchors similar in size and 
scope to this project for at least ten years.

1.6.3   Installer Qualifications

The anchors shall be installed by a firm which is regularly engaged in the 
installation of rock anchors and has at least five years experience in the 
installation of similar anchors.  The superintendent shall have installed 
anchors on at least five projects of similar scope and size.

1.7   DELIVERY, STORAGE, AND HANDLING

Materials shall be suitably wrapped, packaged or covered at the factory or 
shop to prevent being affected by dirt, water, oil, grease, and rust.  
Protect materials against abrasion or damage during shipment and handling.  
Place materials stored at the site above ground on a well supported 
platform and covered with plastic or other approved material.  Materials 
shall be protected from adjacent construction operations.  Grounding of 
welding leads to prestressing steel will not be permitted.  Reject and 
remove from the site prestressing steel which is damaged by abrasion, cuts, 
nicks, heavy corrosions, pitting, welds or weld spatter.  Inspect tendons 
prior to insertion into anchor holes for damage to corrosion protection.  
Any such damage shall be repaired in a manner recommended by the tendon 
manufacturer and approved by the Contracting Officer.

1.8   SITE CONDITIONS

A foundation investigation has been made at the site by the Government and 
data is presented on the foundation exploration drawings.  Subsurface soil 
data logs are shown on the drawings. Additional subsurface information is 
available in the geotechnical report, included in the bid documents or 
available from the contracting officer. While the foundation information is 
representative of subsurface conditions at the respective locations, local 
variations in the characteristics of the subsurface materials may be 
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anticipated.  Local variations which may be encountered include, but are 
not limited to, classification and thickness of rock strata, fractures, and 
other discontinuities in the rock structure, and variation in the soil 
classifications.  Such variations will not be considered as differing 
materially within the purview of the CONTRACT CLAUSES, paragraph Differing 
Site Conditions.  Core from the borings indicated on the drawings are 
available for inspection as specified in the SPECIAL CONTRACT REQUIREMENTS, 
paragraph Physical Data.  The Contractor is responsible for verifying the 
location of all utilities that may be affected by construction or the 
installation of the anchors.

PART 2   PRODUCTS

2.1   MATERIALS

2.1.1   Prestressing Steel

2.1.1.1   High-Strength Steel Bars

ASTM A 722, Type II, supplementary requirements S1,S2,S3 do not apply.

2.1.1.2   Epoxy-Coated Steel Bars

ASTM A 722, Type II, conforming to the coating requirements of ASTM A 775,  
8 mils minimum thickness.  Coating at the anchorage end may be omitted over 
the length provided for threading the nut against the bearing plate.  
Material handling shall be in accordance with ASTM A 775/A 775M, Appendix 
X1, Guidelines for Job-Site Practices.

2.1.2   Structural Steel

ASTM A 36/A 36M.

2.1.3   Steel Pipe

ASTM A 53, Type E or S, Grade B.

2.1.4   Steel Tube

ASTM A 500 or API Spec 5CT, Grade N-80, Oil Field Seconds / Mill Secondary 
Tubing.

2.1.5   Ductile Iron Castings

ASTM A 536.

2.1.6   Polyethylene Tubing

2.1.6.1   Smooth Polyethylene Tubing

ASTM D 3350 ASTM D 1248, Type III.

2.1.6.2   Corrugated Polyethylene Tubing

AASHTO M 252, with average minimum wall thickness of 0.06 inch.

2.1.7   Smooth Polypropylene Tubing

ASTM D 4101, designation PP 210 B5542-11.
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2.1.8   Polyvinyl Chloride (PVC) Pipe

ASTM D 1785, Schedule 40.

2.1.9   Polyvinyl Chloride (PVC) Tubing

2.1.9.1   Smooth Polyvinyl Chloride (PVC) Tubing

ASTM D 1784.

2.1.9.2   Corrugated Polyvinyl Chloride (PVC) Tubing

Manufactured from rigid PVC compounds conforming to ASTM D 1784, Class 
13464-8 with average minimum wall thickness of 0.04 inch.

2.1.10   Heat Shrinkable Sleeve

Radiation crosslinked polyolefin tube internally coated with and adhesive 
sealant.

2.1.11   Corrosion Inhibiting Compound

The corrosion inhibiting compound shall conform to the requirements of 
Section 3.2.5 of PTI 8.

2.2   MANUFACTURED UNITS

2.2.1   Anchor Head

Anchor head shall consist of steel bearing plate with nut for bar anchors, 
trumpet and corrosion protection.  Anchorage devices shall be capable of 
developing 95 percent of the guaranteed ultimate strength of prestressing 
steel.  The anchorage devices shall conform to the static strength 
requirements of Section 3.1.6 (1) and Section 3.1.8 (1) and (2) of PTI A.  
Wedges shall be designed to not cause premature failure of the prestressing 
steel due to notching or pinching.  Threaded anchorage items for epoxy 
coated bars shall be designed to fit over the epoxy coating and maintain 
the capacity of the prestressing steel.  The trumpet used to provide a 
transition from the anchorage to the unbonded length corrosion protection 
shall be fabricated from steel pipe or steel tube.  The minimum wall 
thickness shall be 0.125 inch for diameters up to 4 inches and 0.20 inch 
for larger diameters.  The trumpet shall be welded to the bearing plate. 

 2.2.2   Prestressing Steel Couplers

Prestressing steel couplers for bars shall be capable of developing 100 
percent of the minimum specified ultimate tensile strength of the 
prestressing steel. 

2.2.3   Centralizers and Spacers

Centralizers and spacers shall be fabricated from plastic, steel or other 
approved material which is nondetrimental to the prestressing steel.  Wood 
shall not be used.  The centralizer shall be able to support the tendon in 
the drill hole and position the tendon so a minimum of 0.5 inch of grout 
cover is provided.  Centralizers and spacers shall permit grout to freely 
flow up the drill hole.
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2.2.4   Casing

Casing shall be steel pipe or steel tube selected and sized by the 
Contractor where required.  Casing shall be the necessary type and size to 
permit proper drilling of anchor holes and placing of anchors as specified 
herein and shown on the drawings.  Straightening of casings and machining 
of joints may be necessary in order to meet specified alignment tolerances.

2.2.5   Anchorage Covers

Fabricate anchorage covers from steel or plastic.  The material used shall 
not be subject to attack by cement, corrosion-inhibiting greases or the 
environment.  If plastic is used, it shall not be susceptible to 
ultraviolet light degradation.  Securely attach the cover to the bearing 
plate.  If the cover is to be grease filled, the cover shall form a 
permanent watertight enclosure for the anchorage device.

2.3   EQUIPMENT

The Contractor's Quality Control manager shall verify that the equipment 
used on site is the same as the equipment submitted for approval.

2.3.1   Drilling Equipment

Provide drilling equipment suitable for advancing the drill tools to the 
depths and at the alignment required..

2.3.2   Grouting Equipment

2.3.2.1   Grout Mixer

The grout mixer shall be a high-speed, high-shear, colloidal type grout 
mixer capable of continuous mechanical mixing that will produce uniform and 
thoroughly mixed grout which is free of lumps and undispersed cement.  The 
mixer shall be equipped with a suitable water and admixture measuring 
devices calibrated to read in cubic feet and tenths and so designed that 
after each delivery the hands can be conveniently set back to zero.

2.3.2.2   Grout Pump

The grout pump shall be of the positive displacement type, and shall be 
capable of pumping at all flow rates below 20 gpm, shall be capable of 
pumping at the pressure of at least 50 psi at zero flow rate.  For neat 
cement grout, the pump shall have a screen with 0.125 inch maximum 
clearance to sieve the grout before being introduced into the pump.  
Screens are not required for shear type mixers.  Make available a pump 
which is capable of pumping both neat cement grout mixes and sanded grout 
mixes.  The pumping equipment shall have a pressure gage capable of 
measuring pressures of at least 150 psi or twice the required grout 
pressure, whichever is greater.

2.3.3   Stressing Equipment

Stressing equipment shall be hydraulically operated and shall have a 
capacity sufficient to stress the anchors to the required Test Loads within 
the rated capacity in one stroke.  Pumps shall be capable of applying each 
load increment in less than 60 seconds and shall be capable of maintaining 
the hydraulic pressure within 50 psi.  The equipment shall permit stressing 
of the tendon in increments and raising or lowering the load in the 
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tendon.  The equipment shall be calibrated with an accuracy of +2% and the 
calibration certificate and graphs shall be available at the site.  The 
production gage shall have graduations of 100 psi or less.  A second 
certified gage shall be maintained for periodic verification of the 
production gage.  A dial gage or approved device shall be provided to 
measure total tendon elongation at each load increment to the nearest 0.001 
inch.  The dial gage shall be capable of measuring the entire anchor 
movement without being reset.  Calibration of gages shall be verified no 
more than 30 calendar days prior to commencing work under this contract and 
at six-month intervals throughout the period of use.

2.3.4   Testing Equipment

Provide testing equipment consisting of a hydraulic jack with calibrated 
pressure gage for applying the load and a dial gage or vernier scale to 
measure anchor movement.  The ram travel of the stressing equipment shall 
be not less than the theoretical elastic elongation of the total anchor 
length at the maximum Test Load.  The pressure gage shall be graduated in 
100 psi increments.  The stressing equipment and pressure gage must have 
been calibrated as a unit no more than 30 calendar days prior to commencing 
work under this contract and at six-month intervals throughout the period 
of use.  The movement measuring device shall have a minimum travel equal to 
the theoretical elastic elongation of the total anchor length at the 
maximum Test Load without resetting the device.  An approved dial gage or 
vernier scale and stand shall be provided to measure movement of the 
structure.

2.4   GROUT

2.4.1   Cement

ASTM C 150, Type II.

2.4.2   Water

Provide fresh, clean, potable water free from injurious amounts of sewage, 
oil, acid, alkali, salts, or organic matter.

2.4.3   Aggregates

Fine aggregate for sand-cement grout shall conform to ACI 301 and ASTM C 33 
for grout for backfilling holes or ASTM C 144 for grout for pregrouting.  
Aggregates shall not contain substances which may be deleterioulsy reactive 
with alkalies in the cement.

2.4.4   Admixtures.

Admixtures which control bleed, improve flowability, reduce water content 
and retard set may be used in the grout subject to the approval of the 
Contracting Officer.  Any admixtures used shall be compatible with the 
prestressing steel and shall be mixed in accordance with the manufacturer's 
recommendations.

2.4.5   Grout for Anchors

2.4.5.1   Cement Grout

Cement grout mixture proportions are the responsibility of the Contractor.  
Grout for grouting anchors shall consist of a homogenous, pumpable, stable 
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mixture of portland cement and water.  Submit the proposed mix design to 
the Contracting Officer for approval.  The water content shall be the 
minimum necessary for proper placement but the water-cement ratio shall not 
exceed 0.45 by weight.  Final proportions of materials shall be based on 
results of tests made on sample mixtures of grout.  The minimum compressive 
strength of two-inch cubes, molded, cured, and tested in accordance with 
ASTM C 109, shall be 3,500 psi at the time of stressing.  The Contractor is 
responsible for taking, curing, and breaking of grout test cubes for 
determining mix design, and all testing shall be done by an independent 
laboratory approved by the Contracting Officer.  Rock conditions and 
temperatures shall be replicated in the curing process.

2.4.6   Sand-Cement Grout

Grout for waterproofing holes, grouting holes which fail the watertightness 
test, and for backfilling holes which are abandoned shall consist of a 
mixture of portland cement, masonry sand and water.  The grout mix 
proportions are the responsibility of the Contractor.  Submit the proposed 
mix design to the Contracting Officer for approval..  The water content 
shall be the minimum necessary for proper placement.  Final proportions of 
materials shall be based on results of tests made on sample mixtures of 
grout.  The minimum compressive strength of two-inch cubes, molded, cured, 
and tested in accordance with ASTM C 109, shall be 4,000 psi.  The 
Contractor is responsible for taking, curing, and breaking of grout test 
cubes for determining mix design, and all testing shall be done by an 
independent laboratory approved by the Contracting Officer.  Rock 
conditions and temperatures shall be replicated in the curing process.

2.4.7   Grout for Anchor Pads

Use nonshrink grout conforming to ASTM C 1107 for supporting bearing plates.

2.5   TENDON FABRICATION

2.5.1   General

Fabrication of the anchors shall be as recommended by the suppliers.  
Anchors shall be completely assembled with all centralizers, spacers, grout 
and vent tubes and corrosion protection prior to insertion into the hole.  
Fabricated anchors shall be protected, transported and stored in a manner 
to prevent contamination or damage to any components.

2.5.2   Tendon

All spacers for multiple element tendons shall be located as indicated on 
the approved shop drawings.  Tendon material shall be unblemished and free 
of pitting, nicks, grease, or injurious defects.  When required to maintain 
the tendon location within the hole, provide centralizers at a maximum of 
10 foot intervals center-to-center throughout the bond length.  Spacers 
shall be provided at a maximum 10 foot intervals center-to-center 
throughout the bond length.  The entire bond length of the tendon shall be 
free of dirt, lubricants, loose rust, corrosion-inhibiting coatings or 
other contaminants.

2.5.3   Bond Breaker

Bond breaker for free stressing length of unbonded anchors shall consist of 
smooth polyethylene tubing, minimum wall thickness 0.04 inch, or smooth PVC 
tubing, minimum wall thickness 0.04 inch.
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2.5.4   Vent Tubes

Vent tubes used during grouting operations, if necessary, shall be any 
appropriate type for the job, as recommended by the supplier of the anchors.

2.5.5   Grout Tubes

Grout tubes shall be polyethylene tubing or as recommended by the anchor 
manufacturer and approved by the Contracting Officer.  Inside diameter of 
grout tubes shall be adequate to fully grout the entire hole.

2.5.6   Corrosion Protection

Corrosion protection shall be as indicated.  Rock anchors at sheet pile 
wall shall be Class I corrosion protected.  Corrosion protection shall be 
provided for the entire anchor and shall include anchorages covers and 
trumpets filled with corrosion inhibiting compound or grout and 
encapsulation of the free stressing length and bond length.

2.5.6.1   Anchorage Protection

The anchorage for rock anchors shall be completely encased into the new 
bulkhead pilecap concrete. A minimum concrete cover of 3 inches is required 
for all parts of the rock anchor anchorages. 

2.5.6.2   Free Stressing Length Encapsulation

Encapsulation for free stressing length shall consist of a sheath of smooth 
polyethylene tubing, minimum wall thickness 0.06 inch; smooth polypropylene 
tubing,  minimum wall thickness 0.06 inch; smooth PVC tubing, minimum wall 
thickness 0.04 inch; steel pipe or tube with minimum wall thickness 0.20 
inch or corrugated tubing conforming to paragraph Bond Length 
Encapsulation.  Sheath for bars may be heat shrinkable sleeve with a 
minimum thickness of 0.024 inch.  Free stressing length encapsulation shall 
extend at least 4 inches into the trumpet, but shall not contact the 
bearing plate during testing and stressing of the tendon.  Where corrugated 
tubing is used for sheath for unbonded anchors, a separate bond breaker 
shall be provided.

2.5.6.3   Bond Length Encapsulation

Bond length encapsulation for sheet pile wall rock anchors shall consist of 
corrugated polyethylene tubing, minimum wall thickness 0.060 inch or 
corrugated PVC tubing, minimum wall thickness 0.040 inch.

2.6   TESTS, INSPECTIONS, AND VERIFICATIONS

Perform required material tests, on prestressing steel and accessories, by 
an approved laboratory to demonstrate that the materials are in conformance 
with the specifications.  Test grout in accordance with ASTM C 109.  These 
tests shall be at the Contractor's expense.  Furnish to the Contracting 
Officer prestressing steel test results prior to beginning fabrication of 
any anchors and within 24 hours of testing..
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PART 3   EXECUTION

3.1   DRILLING HOLES

3.1.1   General

The  physical conditions indicated on the drawings are the result of soil 
sampling and core borings.  Holes shall be drilled at the locations and 
inclinations shown and to the depths and diameters determined by the 
Contractor to provide the design bond length and capacity indicated on the 
drawings.  The locations of the holes may be changed only as approved by 
the Contracting Officer.  Any redesign of the anchored structure due to 
relocation of anchor holes shall be performed by the Contractor.  Unless 
otherwise specified, the Contractor shall determine the drilling method to 
be used.  No holes shall be drilled within 20 feet of a grouted hole until 
the grout has set at least 24 hours.  Care shall be taken while drilling to 
avoid damage of any kind to the existing structures.  Damages of any nature 
will be evaluated by the Contracting Officer and repairs or replacements 
shall be made by the Contractor as required.  Holes shall be drilled a 
maximum of 3 feet beyond the required anchor bond length.  Provide a 
temporary plug for all holes drilled more than 10 days prior to 
installation of the anchor.  Waste water from drilling operations shall be 
collected and recycled or treated; it shall not be discharged directly into 
the water or on the ground. 

3.1.2   Drilling Through Existing Structures

Holes through existing structure shall be drilled by any method which does 
not cause damage to the surrounding structure.  The Contractor is advised 
that foreign material, including metals and other materials remaining from 
original construction of the existing structure, may be encountered during 
drilling through existing structures.

3.1.3   Drilling In Soil

Holes in soil may be drilled by rotary drilling, rotary percussive, or 
vibratory driven casing.  Holes in soil shall be provided with steel casing 
where required for support of the surrounding material.  Casing shall be 
removed during anchor grouting.  Where soil is susceptible to caving, holes 
through soil shall be drilled by the duplex method using an inner and outer 
casing with return water flow between the casings.

3.1.4   Casing

Casing shall be utilized for drilling through unstable soil formations and 
through existing structures.  The casing shall be advanced by rotary 
drilling.

3.1.5   Drilling in Rock

Unless otherwise specified, holes in rock may be drilled by core drilling, 
rotary drilling using equipment suitable for the intended purpose.  The 
drilling method shall not cause structural damage to existing structures.  
If damage is observed, the drilling method shall be modified. Overdrilling 
of holes by a maximum of three feet beyond the required elevation will be 
permitted if complete removal of cuttings and other material cannot be 
accomplished.  If the hole is overdrilled, the  tendon must be supported so 
that the free length corrosion protection extends the required length into 
the trumpet and so that the anchor can be stressed.
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3.1.6   Records

Submit driller logs and records as specified in paragraph Driller Logs.  
The presence of a Government inspector or the keeping of separate drilling 
records by the Contracting Officer shall not relieve the Contractor of the 
responsibility for the work specified in this paragraph.  Payment will not 
be made for any work for which the required records have not been furnished 
by the Contractor.

3.1.7   Alignment

3.1.7.1   Tolerances

The anchor hole shall be located within 1 foot of the plan location, 
however spacing between any two adjacent anchors shall not exceed 14 feet. 
Locations for the northernmost and southernomst anchors shall not exceed 
the offset values from the end of the wall as indicated on the drawings.  
The entry angle shall be within 3 degrees of the specified inclination.  
The alignment of the drilled hole shall be within 3 degrees of the 
theoretical alignment.  If the hole alignment is not within these 
tolerances, the hole shall be backfilled with cement or sand-cement grout 
and a new hole drilled adjacent to the rejected hole.

3.1.8   Watertightness Testing

The rock portion of all drilled holes shall be watertightness tested in 
accordance with the procedures of PTI 4, paragraph 7.4.  A packer shall be 
used where necessary to facilitate pressure testing of the bond zone.  
Holes which have a water loss in excess of 2.5 gallons in ten minutes shall 
be grouted as specified in paragraph Waterproofing Anchor Holes, and 
redrilled.

3.1.9   Waterproofing Anchor Holes

The rock portion of anchor holes which fail the watertightness test shall 
be pressure grouted with cement grout as specified in paragraph Grout for 
Waterproofing or Backfilling Holes.    Grouted holes shall be redrilled 
while the grout strength is considerably less than that of the surrounding 
rock, but not less than 18 hours after grouting.  

3.2   INSTALLATION OF ANCHORS

3.2.1   General

The Contractor is responsible for each drilled hole until the anchor has 
been installed, grouted, stressed and accepted.  Holes in rock and casings 
shall be cleaned by pressurized air and/or water to remove drill cuttings 
and mud.  The anchors designated as demonstration test anchors shall be 
installed and tested prior to drilling the bond zone for other anchors 
within the area represented by the demonstration test anchor.

3.2.2   Placing

All the equipment used in handling and placing the anchors shall be such 
that it does not damage or deteriorate the prestressing steel, corrosion 
protection, or the anchorages.  Each anchor shall be inspected prior to 
insertion into the hole.  Any damage to corrosion protection shall be 
repaired prior to insertion or, if determined by the Contracting Officer to 
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be not repairable, the anchor shall be replaced.  Insertion of anchors 
shall be in accordance with PTI 4.

3.2.3   Cement Grouted Rock Anchors

Grouting equipment shall be of type and capacity required for successful 
installation of the rock anchors.  All anchors shall use single stage  
grouting to encase the anchor.  Grouting shall be performed by a method in 
accordance with PTI 4, paragraph 7.6.  Grouting shall commence at the 
bottom of the grout zone and proceed to the top of the zone.  Grouting 
shall be gravity flow.  The casing shall be withdrawn as the grouting 
proceeds.

3.3   STRESSING

3.3.1   General Requirements

After the anchor grout in the bond zone has reached sufficient strength in 
accordance with the Contractor's design, as verified by grout cube break, 
the rock anchors shall be stressed.  Prior to stressing, surfaces upon 
which the stressing equipment is resting must be clean and the stressing 
equipment shall be aligned as nearly with the center of the hole as 
possible.  Provide adequate compacted backfill or shoring in vicinity of 
rock anchors during all test adn lock-off operations to limit lateral 
movement of AZ-18 steel sheets and existing bulkhead structure.  An 
Alignment Load of 10 percent of the Design Load shall be applied to the 
anchor prior to setting dial gauges.  Stress the anchor in accordance with 
the anchor manufacturer's recommendation, subject to the approval of the 
Contracting Officer.  Design and Lock-off loads are given on the drawings.  
Determine the lock-off procedure so that the lift-off results meet the 
acceptance criteria specified in paragraph Acceptance.  The maximum stress 
shall never exceed 80 percent of the guaranteed ultimate strength of anchor 
steel.  The process of stressing the anchors shall be so conducted that 
accurate elongation of the anchor steel can at all times be recorded and 
compared with the computations submitted to, and accepted by the 
Contracting Officer.  Safety precautions shall be taken to prevent workers 
from being behind or in front of the stressing equipment during stressing.  
Stressing of the anchors shall be performed in a sequence submitted by the 
Contractor for review by the Contracting Officer.  Two adjacent anchors 
shall be in place before anchor stressing can occur.  All stressing shall 
be done in the presence of a representative of the Contracting Officer.  At 
no time during the stressing and testing of an anchor shall the stressing 
equipment be disconnected from the temporary stressing head or anchor.  
Each anchor to be performance tested shall be declared acceptable before 
proceeding with drilling for other production anchors within the section 
represented by that anchor. 

3.3.2   Lock-off

After completion of the all required tests, the load shall be returned to 
the Alignment Load and the specified Lock-off Load shall be applied to the 
anchor.  A lift-off test shall be made to verify the load in the anchor 
tendon before the tendon is locked-off and the stressing equipment is 
removed.  The lift-off reading shall be within five percent of the 
specified lock-off load.  If the lift-off reading is not within five 
percent of the specified lock-off load, the anchorage shall be reset and 
another lift-off reading shall be made.  This procedure shall be repeated 
until a satisfactory lift-off reading is obtained.  After lock-off, the 
trumpet shall be filled with grout and the anchorage recess shall be fully 
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grouted flush with the adjacent surfaces.

3.4   FIELD QUALITY CONTROL

3.4.1   General

All Rock Anchors shall be tested in accordance with the testing notes, 
frequency, schedule, and loading sequence provided on the drawings. 
Additional descriptions are provided in the paragraphs below. 

Rock Anchors - The first two anchors and a minimum of 2 of the remaining 
anchors shall be designated as demonstration test anchors.  Designated 
demonstration test anchors shall be used to verify top of rock elevation, 
rock quality and the adequacy of the Contractor's anchor design and 
installation procedures.  Demonstration test anchors shall pass the 
performance test prior to placing other anchors within the section 
represented by the respective demonstration test anchor.  All other rock 
anchors shall be proof tested.  During the stressing of each anchor, a 
record shall be kept of gage pressure and of anchor elongation at each 
stage of stressing to the specified test or Lock-off Load, as applicable.  
The Test Load shall not be exceeded.  Provide a qualified professional 
engineer to evaluate the anchor test results and determine the 
acceptability of the anchors in accordance with the criteria indicated 
hereunder.  Final acceptance of each anchor will be made by the Contracting 
Officer.  All tests shall be run in the presence of the Contracting Officer 
or his representative. All remaining rock anchors shall be proof tested and 
locked off at 50% of the design load.

3.4.2   Performance Test

Performance test shall consist of cyclically and incrementally loading and 
unloading the anchor, and shall be conducted in accordance with PTI 4, 
Paragraph 8.3.2, and in accordance with the anchor testing notes provided 
on the drawings.  During the testing of each anchor, a record shall be kept 
of gage pressure and of anchor elongation at each stage of stressing to 
each Test Load required by PTI 4.  Measurements of the elongation of 
prestressing steel shall be made in accordance with PTI 4.  If the total 
movement at the end of 10 minutes at the Test Load exceeds 0.040 inch, the 
Test Load shall be held an additional 50 minutes and the movement readings 
shall be taken at the interval specified in PTI 4, Paragraph 8.3.2.  Test 
records, including plots and graphical analysis of test data, shall be 
furnished upon acceptance of each performance tested anchor in accordance 
with paragraph SUBMITTALS.

3.4.3   Proof Test

Proof test shall consist of incrementally loading the anchor and shall be 
conducted in accordance with PTI 4, Paragraph 8.3.3, and in accordance with 
the anchor testing notes provided on the drawings. During the testing of 
each anchor, a record shall be kept of gage pressure and of anchor 
elongation at each stage of stressing to the Test Load required by PTI 4.  
Measurements of the elongation of prestressing steel shall be made in 
accordance with PTI 4.  If the total movement at the end of 10 minutes at 
the Test Load exceeds 0.040 inch, the Test Load shall be held an additional 
50 minutes and the movement readings shall be taken at the interval 
specified in PTI 4, Paragraph 8.3.3.  Test records, including plots and 
graphical analysis of test data, shall be furnished upon acceptance of each 
proof tested anchor in accordance with paragraph SUBMITTALS.  The proof 
test results shall be compared with similar anchors in which performance 
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tests have been performed.  If any significant variation from the proof 
tests occurs, the Contracting Officer may require additional performance 
tests.

3.4.4   Supplementary Extended Creep Test

Where specified, anchors shall have an extended creep test performed.  
Creep test shall consist of cyclically and incrementally loading and 
unloading the anchor, and shall be conducted in accordance with PTI 4, 
Paragraph 8.3.4.  Each maximum load shall be held in accordance with PTI A, 
Table 8.3.4.  A plot of each family of creep curves shall be submitted 
along with the recorded readings taken at time of the test.

3.4.5   Driller Logs

The QC Manager shall Keep accurate driller logs and records of all work 
accomplished under this contract and shall deliver complete, legible copies 
of these logs and records to the Contracting Officer upon completion of the 
work or at such other time or times as he may be directed.  All such 
records shall be preserved in good condition and order by the Contractor 
until they are delivered and accepted, and the Contracting Officer shall 
have the right to examine such records at any time prior to their 
delivery.  Separate logs shall be made for each hole.  The Contractor shall 
use DRILLING LOG, ENG FORM 1836 and 1836A or other approved form which 
provides the required information for his logs.  The following information 
shall be included on the logs or in the records for each hole:

a.  Hole number or designation and elevation of top of hole.

b.  Inclination of the hole.

c.  Make and manufacturer's model designation of drilling equipment.

d.  Dates and time when drilling operations were performed.

e.  Time required for drilling each run.

f.  Elevation of top of rock.

g.  Steel casing seat elevation.

h.  Depths and elevations at which core was recovered or attempts made 
to core including top and bottom depth of each run.

i.  Geologic classification or description by depths of each 
stratigraphic unit cored.  This classification or description shall be 
made immediately following the taking of the core.

j.  Percentage of core recovered and rock quality designation per run.

k.  Depth and elevation of rod drops and other unusual occurrences.

l.  Depth and elevation at which groundwater is encountered.

m.  Depths and elevations at which drill water is lost and regained and 
amounts.

n.  Depth and elevation of bottom of hole, determined by measuring the 
drill steel length.
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3.4.6   Anchor Records

Upon completion of installation of each anchors, the anchor records shall 
be furnished to the Contracting Officer as specified in paragraph 
SUBMITTALS.  In addition as-built drawings showing the completed 
installation of the anchors shall be furnished upon completion of 
installation of all anchors.

3.5   ACCEPTANCE

3.5.1   General

Acceptance of anchors shall be determined by the Contracting Officer.  The 
following criteria will be used in determination of the acceptability of 
each anchor:

a.  Creep - Creep movement shall not exceed 0.040 inch at maximum Test 
Load during the first 10 minutes of the performance or proof test.  If 
the creep movement exceeds this limit, it shall not exceed 0.080 inch 
at the maximum Test Load at the end of 60 minutes.  If the creep 
movement exceeds 0.080 inch at the maximum Test Load at the end of 60 
minutes, the anchor shall be rejected.

b.  Movement - Apparent free length shall be calculated from the 
observed elastic movement in accordance with PTI 4, Section 8.3.2.

1.  Minimum Apparent Free Length - The calculated free length 
shall be not less than 80 percent of the designed free tendon 
length plus the jack length.  If the anchor does not meet this 
criteria, the anchor shall be restressed from the Alignment Load 
to the Test Load and the apparent free length shall be 
recalculated.  If the anchor does not meet this criteria after 3 
attempts (original plus 2 restresses), the anchor shall be 
rejected.

 
2.  Maximum Apparent Free Length - The calculated free length 
shall be not more than 100 percent of the designed free tendon 
length plus 50 percent of the bond length plus the jack length.  
If the anchor does not meet this criteria, and the cause of the 
behavior is not investigated and explained to the satisfaction of 
the Contracting Officer, the anchor shall be rejected.

c.  Initial Lift-Off Reading - The initial lift-off reading shall be 
within 5 percent of the specified Lock-off Load.  If the anchor does 
not meet this criteria, the anchor shall be adjusted as necessary and 
the lift-off reading shall be repeated.

3.5.2   Replacement of Rejected Anchors

Any anchor that fails the performance or proof test or is rejected by the 
Contracting Officer shall be replaced.  A replacement anchor, including a 
new anchor hole, shall be provided by the Contractor at no expense to the 
Government.  The location of the replacement anchor shall be as determined 
by the Contractor in accordance with the redesign of the anchored 
structure.  Provide all materials, supplies, equipment, and labor necessary 
to provide a new anchor assembly to the satisfaction of the Contracting 
Officer.  No drilling shall be performed for a replacement anchor until the 
grouting of all rock anchors within 20 feet of the replacement anchor 
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location has been allowed to set for at least 24 hours.  Payment will not 
be made for rejected or failed anchors.  The Contractor shall either remove 
failed anchors and thoroughly ream and clear the anchor hole or remove the 
load and cut the anchor and casing flush.

        -- End of Section --
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SECTION 05 12 00

STRUCTURAL STEEL
05/10

PART 1   GENERAL

1.1   REFERENCES

The publications listed below form a part of this specification to the 
extent referenced.  The publications are referred to within the text by the 
basic designation only.

AMERICAN INSTITUTE OF STEEL CONSTRUCTION (AISC)

AISC 325 (2005) Steel Construction Manual

AISC 326 (2009) Detailing for Steel Construction

ANSI/AISC 360 (2005) Specification for Structural Steel 
Buildings, with Commentary

AMERICAN WELDING SOCIETY (AWS)

AWS A2.4 (2007) Standard Symbols for Welding, 
Brazing and Nondestructive Examination

AWS D1.1/D1.1M (2010) Structural Welding Code - Steel

ASTM INTERNATIONAL (ASTM)

ASTM A 307 (2007b) Standard Specification for Carbon 
Steel Bolts and Studs, 60 000 PSI Tensile 
Strength

ASTM A 36/A 36M (2008) Standard Specification for Carbon 
Structural Steel

ASTM A 563 (2007a) Standard Specification for Carbon 
and Alloy Steel Nuts

ASTM C 1107/C 1107M (2008) Standard Specification for Packaged 
Dry, Hydraulic-Cement Grout (Nonshrink)

ASTM C 827 (2001a; R 2005) Change in Height at Early 
Ages of Cylindrical Specimens from 
Cementitious Mixtures

ASTM F 844 (2007a) Washers, Steel, Plain (Flat), 
Unhardened for General Use

THE SOCIETY FOR PROTECTIVE COATINGS (SSPC)

SSPC SP 6/NACE No.3 (2007) Commercial Blast Cleaning

1.2   SYSTEM DESCRIPTION

Provide the structural steel system, complete and ready for use.  
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Structural steel systems including design, materials, installation, 
workmanship, fabrication, assembly, erection, inspection, quality control, 
and testing shall be provided in accordance with ANSI/AISC 360 except as 
modified in this contract.

1.3   SUBMITTALS

Government approval is required for submittals with a "G" designation; 
submittals not having a "G" designation are for Contractor Quality Control 
approval.  When used, a designation following the "G" designation 
identifies the office that will review the submittal for the Government.  
Submit the following in accordance with Section 01 33 00.00 25 SUBMITTAL 
PROCEDURES:

SD-02 Shop Drawings

Erection Plan, including description of temporary supports;  G, A/E

Fabrication drawings including description of connections;  G, A/E

SD-03 Product Data

Welding electrodes and rods; G, A/E

Non-Shrink Grout; G, A/E

SD-06 Test Reports

Field Quality Control; G, A/E

Bolts, nuts, and washers; G, A/E

Supply the certified manufacturer's mill reports which clearly 
show the applicable ASTM mechanical and chemical requirements 
together with the actual test results for the supplied fasteners.

SD-07 Certificates

Steel; G, A/E

Bolts, nuts, and washers; G, A/E

Welding procedures and qualifications; G, A/E

1.4   QUALITY ASSURANCE

1.4.1   Drawing Requirements

Submit fabrication drawings for approval prior to fabrication.  Prepare in 
accordance with AISC 326 and AISC 325.  Fabrication drawings shall not be 
reproductions of contract drawings.  Sign and seal fabrication drawings by 
a professional engineer registered in the State where the project is 
located.  Include complete information for the fabrication and erection of 
the structure's components, including the location, type, and size of 
bolts, welds, member sizes and lengths, connection details, blocks, copes, 
and cuts.  Double connections that require an erection seat to comply with 
OSHA 1926.756(c)(1) shall be shown on the shop drawings, reviewed and 
approved by the structural engineer of record. Use AWS A2.4 standard 
welding symbols.  Shoring and temporary bracing shall be designed and 
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sealed by a registered professional engineer and submitted for record 
purposes, with calculations, as part of the drawings.  Member substitutions 
of details shown on the contract drawings shall be clearly highlighted on 
the fabrication drawings.  Explain the reasons for any deviations from the 
contract drawings.

1.4.2   Certifications

1.4.2.1   Erection Plan

Submit for record purposes.  Indicate the sequence of erection, temporary 
shoring and bracing.

1.4.2.2   Welding Procedures and Qualifications

Prior to welding, submit certification for each welder stating the type of 
welding and positions qualified for, the code and procedure qualified 
under, date qualified, and the firm and individual certifying the 
qualification tests.  If the qualification date of the welding operator is 
more than one-year old, the welding operator's qualification certificate 
shall be accompanied by a current certificate by the welder attesting to 
the fact that he has been engaged in welding since the date of 
certification, with no break in welding service greater than 6 months.

Conform to all requirements specified in AWS D1.1/D1.1M.

PART 2   PRODUCTS

2.1   STEEL

2.1.1   Structural Steel

ASTM A 36/A 36M.

2.2   BOLTS, NUTS, AND WASHERS

Provide the following unless indicated otherwise.

2.2.1   Structural Steel

2.2.1.1   Bolts

ASTM A 307, Grade A.  The bolt heads and the nuts of the supplied fasteners 
must be marked with the manufacturer's identification mark, the strength 
grade and type specified by ASTM specifications.

2.2.1.2   Nuts

ASTM A 563, Grade and Style for applicable ASTM bolt standard recommended.

2.2.1.3   Washers

ASTM F 844 washers for ASTM A 307 bolts.

2.3   STRUCTURAL STEEL ACCESSORIES

2.3.1   Welding Electrodes and Rods

AWS D1.1/D1.1M.
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2.3.2   Non-Shrink Grout

ASTM C 1107/C 1107M, with no ASTM C 827 shrinkage.  Grout shall be 
nonmetallic.

2.4   FABRICATION

2.4.1   Markings

Prior to erection, members shall be identified by a painted erection mark. 
Connecting parts assembled in the shop for reaming holes in field 
connections shall be match marked with scratch and notch marks.  Do not 
locate erection markings on areas to be welded.  Do not locate match 
markings in areas that will decrease member strength or cause stress 
concentrations.

2.4.2   Cleaning

SSPC SP 6/NACE No.3.  Maintain steel surfaces free from rust, dirt, oil, 
grease, and other contaminants through final assembly.

PART 3   EXECUTION

3.1   FABRICATION

Fabrication shall be in accordance with the applicable provisions of 
AISC 325.  Fabrication and assembly shall be done in the shop to the 
greatest extent possible.

Shop splices of members between field splices will be permitted only where 
indicated on the Contract Drawings.  Splices not indicated require the 
approval of the Contracting Officer.

3.2   INSTALLATION

3.3   ERECTION

a.  Erection of structural steel, shall be in accordance with the 
applicable provisions of AISC 325.  Erection plan shall be reviewed, 
stamped and sealed by a licensed structural engineer.

After final positioning of steel members, provide full bearing under base 
plates and bearing plates using nonshrink grout.  Place nonshrink grout in 
accordance with the manufacturer's instructions.

3.3.1   STORAGE

Material shall be stored out of contact with the ground in such manner and 
location as will minimize deterioration.

3.4   CONNECTIONS

Except as modified in this section, connections not detailed shall be 
designed in accordance with ANSI/AISC 360.  Build connections into existing 
work.  Do not tighten anchor bolts set in concrete with impact torque 
wrenches.  Punch, subpunch and ream, or drill bolt holes perpendicular to 
the surface of the member.  Holes shall not be cut or enlarged by burning.  
Bolts, nuts, and washers shall be clean of dirt and rust, and lubricated 
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immediately prior to installation.

3.4.1   Common Grade Bolts

ASTM A 307 bolts shall be tightened to a "snug tight" fit.  "Snug tight" is 
the tightness that exists when plies in a joint are in firm contact.  If 
firm contact of joint plies cannot be obtained with a few impacts of an 
impact wrench, or the full effort of a man using a spud wrench, contact the 
Contracting Officer for further instructions.

3.5   GAS CUTTING

Use of gas-cutting torch in the field for correcting fabrication errors 
will not be permitted on any major member in the structural framing.  Use 
of a gas cutting torch will be permitted on minor members not under stress 
only after approval has been obtained from the Contracting Officer.

3.6   WELDING

AWS D1.1/D1.1M.  Provide AWS D1.1/D1.1M qualified welders, welding 
operators, and tackers.

The Contractor shall develop and submit the Welding Procedure 
Specifications (WPS) for all welding, including welding done using 
prequalified procedures.  Prequalified procedures may be submitted for 
information only; however, procedures that are not prequalified shall be 
submitted for approval.

3.6.1   Removal of Temporary Welds, Run-Off Plates, and Backing Strips

Remove only from finished areas.

3.7   FIELD QUALITY CONTROL

Perform field tests, and provide labor, equipment, and incidentals required 
for testing. Submit qualty assurance plan nd record of all tests and 
inspection. The Contracting Officer shall be notified in writing of 
defective welds, bolts, nuts, and washers within 7 working days of the date 
of weld inspection.

3.7.1   Welds

3.7.1.1   Visual Inspection

AWS D1.1/D1.1M.  Furnish the services of AWS-certified welding inspectors 
for fabrication and erection inspection and testing and verification 
inspections.  Welding inspectors shall visually inspect and mark welds, 
including fillet weld end returns.

3.7.1.2   Nondestructive Testing

AWS D1.1/D1.1M.  Test locations shall be selected by the Contracting 
Officer.  If more than 20 percent of welds made by a welder contain defects 
identified by testing, then all welds made by that welder shall be tested 
by radiographic or ultrasonic testing, as approved by the Contracting 
Officer.  When all welds made by an individual welder are required to be 
tested, magnetic particle testing shall be used only in areas inaccessible 
to either radiographic or ultrasonic testing.  Retest defective areas after 
repair.
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Testing frequency:  Provide the following types and number of tests:

          Test Type                     Number of Tests

          Magnetic Particle                 10

          Dye Penetrant                     10

        -- End of Section --
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final report was performed in accordance with our proposal number 08-09-0021-102 dated January 13, 2010. 
 
N&A appreciates being of service to Appledore Marine Engineering, Inc. If you have any questions regarding 
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Geotechnical Engineer               Senior Geotechnical Engineer 
Florida License No. 64653              Florida License No. 36440 
 
 
cc: Addressee (1)  

 File (1) 
 
 

 



 

 

 

TABLE OF CONTENTS 

1.0 PROJECT INFORMATION ................................................................................................................................1 

2.0 SCOPE OF WORK ...............................................................................................................................................1 

3.0 FIELD EXPLORATION........................................................................................................................................2 

3.1 GENERAL .............................................................................................................................................................2 
3.2 STANDARD PENETRATION TEST (SPT) BORINGS..................................................................................................2 
3.3 ROCK CORING......................................................................................................................................................2 

4.0 LABORATORY TESTING ..................................................................................................................................3 

4.1 GENERAL .............................................................................................................................................................3 
4.2 ROCK STRENGTH TESTING...................................................................................................................................3 

5.0 SUBSURFACE AND GROUNDWATER CONDITIONS .................................................................................3 

5.1 GENERAL SUBSURFACE CONDITIONS...................................................................................................................3 
5.2 GROUNDWATER CONDITIONS ..............................................................................................................................4 
5.3 GENERAL GEOTECHNICAL DESIGN PARAMETERS ................................................................................................4 

5.3.1 Rock Side Shear Strength Derivation ..........................................................................................................4 

6.0 ENGINEERING RECOMMENDATIONS.........................................................................................................5 

6.1 STEEL SHEET PILE WITH ANCHORS SOCKETED INTO THE LIMESTONE FORMATION (CONCEPT A)........................6 
6.2 CANTILEVER AND DEADMAN ANCHORED STEEL SHEET PILE WALLS (CONCEPTS B AND C, RESPECTIVELY) ......6 

7.0 CONSTRUCTION RECOMMENDATIONS .....................................................................................................7 

7.1 STEEL SHEET PILE INSTALLATION........................................................................................................................7 
7.2 EXCAVATION RECOMMENDATIONS WITHOUT LATERAL SUPPORT .......................................................................7 
7.3 GROUNDWATER CONTROL...................................................................................................................................8 
7.4 TESTING OF ANCHORS SOCKETED INTO LIMESTONE (CONCEPT A) ......................................................................8 

8.0 CLOSURE..............................................................................................................................................................8 
 

APPENDIX A 

Figure 1: U.S.G.S. Quadrangle Map  
Figure 2: Boring Location Plan 
Figure 3: Soil/Rock Profiles 
 

APPENDIX B 

Table 1: Summary of Laboratory Tests Results (Rock Coring Program) 
Table 2: Summary of Rock Side Shear Determination per FDOT SFH 2009 
Table 3: Summary of Rock Unit Weight Determination 
Figures 4 to 6: Photographs of Rock Cores 
 

APPENDIX C 

Case I – Cantilever Steel Sheet Wall Analysis and CWALSTH Input and Output Files – Surcharge 250 psf  
Case II – Cantilever Steel Sheet Wall Analysis and CWALSTH Input and Output Files – Surcharge 600 psf 
Case III – Cantilever Steel Sheet Wall Analysis and CWALSTH Input and Output Files – Point Load 8 kips  
Case IV – Anchored Steel Sheet Wall Analysis and CWALSTH Input and Output Files – Surcharge 600 psf  
 



Final Report of Geotechnical Engineering Services         1 
Key West Naval Air Station (Breakwater 497) 
Truman Annex, Key West, Florida 
N&A Project No. 08-09-0021-102 

 

1.0 PROJECT INFORMATION 
 
The project is located within the Truman Annex at the Key West Naval Air Station in Key West, Monroe 
County, Florida. The general site location is presented in the USGS map on Figure 1 of Appendix A. From 
our review of Appledore Marine’s Facility Assessment Report (Appledore Project no. 5024Z dated April 1, 
2009) and the 60% design submission plans, we understand that the project consists of the partial replacement 
of the existing bulkhead wall (breakwater 497) with a new steel sheet pile wall. The existing wall is about 
1,646 feet long with a top elevation of  about 7.76 feet and consists of a steel sheet pile with an upper concrete 
encasement and tie rods at about elevation -3 feet. From station 0+00 to 12+90, the mud line was found 
ranging from elevation +7 to -3 feet and from station 12+90 to 16+46 it was found ranging from -3 to -16 
feet.  
 
As we understand it, the existing substructure is in poor condition (e.g. corrosion holes and deck settlement 
due to the sheet pile wall condition). The recommendations call for installing a new steel sheet pile wall 
outboard of the existing one and filling the gap between the old and new wall with crushed stone fill. Three 
(3) options/concepts are being considered: steel sheet pile with anchors socketed into the limestone formation 
(Concept A), cantilever steel sheet pile (Concept B), and deadman anchored steel sheet pile (Concept C). 
 
The rock coring program included in this final geotechnical report was performed in order to support the 
evaluation of concepts A and B (steel sheet pile wall anchored into the natural limestone formation and 
cantilever steel sheet pile wall, respectively).  
 
 

2.0 SCOPE OF WORK 
 
Our initial geotechnical services consisted of performing a subsurface exploration consisting of three (3) 
Standard Penetration Test (SPT) borings along the damaged bulkhead wall. The SPT borings were used to 
determine the subsurface conditions along the bulkhead wall and to provide geotechnical engineering 
recommendations in order to repair or replace the existing bulkhead wall. The initial services were performed 
between September 15 and 18, 2009. A preliminary geotechnical engineering report was submitted on 
December 1, 2009. 
 
For the final design phase of the project, a rock coring program to better determine the rock strength 
characteristics of the natural limestone formation was performed. The rock coring program was performed 
between July 27 and July 30, 2010. The rock coring program consisted of performing 4-inch diameter rock 
coring as close as possible to each of the three (3) SPT locations previously performed in order to correlate 
the results with the SPT findings and to support the evaluation of concepts A and B. The rock coring was 
performed at three (3) locations from approximately the depth of 28 to 48 feet below existing ground surface 
(approximately elevation -22.0 to -42.0 feet, NAVD88). At location TB-1, the coring was extended from 48 to 
53 feet below the existing ground surface (approximately elevation -42.0 to -47.0 feet, NAVD88).In addition, 
Ground Penetrating Radar (GPR) was performed by N&A’s sub-consultant Wingerter Laboratories, Inc. The 
results of the GPR services are presented under a different report cover. 
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3.0 FIELD EXPLORATION 
 
3.1 General 
 
N&A conducted a field exploration program consisting of three (3) Standard Penetration Test (SPT) borings 
(TB-1 through TB-3) to depths varying from 75 to 90 feet below the existing ground surface. The tests were 
performed between September 15 and 18, 2009. The SPT borings were performed using a light hydraulic mini 
rig using rotary drilling procedures. The tests were located in the field by others.  
 
The rock coring program was performed about 1 to 2 feet from the previously performed SPT borings (except 
location TB-2 which was performed about 25 feet away from SPT boring location due to possible unsafe 
ground conditions given the weight of the drill-rig) in order to correlate the rock coring results with the SPT 
findings and in order to avoid underground utility conflicts. The rock coring program was performed between 
July 27 and July 30, 2010. The light hydraulic mini rig previously used for the SPT boring locations could not 
be used to perform the rock coring. It was initially proposed to perform the rock coring farther away from the 
wall but as close as possible to the SPT boring locations given the deteriorating conditions of the wall. 
Nonetheless, given the multiple underground utilities that exist at the site, it was decided to perform the rock 
coring adjacent to the SPT borings where is clear of underground utilities. The approximate location of the 
borings/rock coring is presented in Figure 2 of Appendix A.  
 
 
3.2 Standard Penetration Test (SPT) Borings 

 
Standard Penetration Test (SPT) borings were performed using the techniques of ASTM D-1586. After 
seating the sampler six (6) inches, the number of successive blows required to drive the sampler twelve (12) 
inches into the soil constitutes the test result commonly referred to as the "N" value. The “N” value has been 
empirically correlated with various soil properties and is considered to be indicative of the relative density of 
cohensionless soils and the consistency of cohesive soils. The SPT borings were performed using a hydraulic 
mini rig equipped with a safety hammer. The recovered split spoon samples were visually classified in the 
field and placed in sealed containers and transported to the laboratory for further review. The soil profiles are 
presented in Figure 3 of Appendix A. 
 
3.3 Rock Coring 
 
Sixty-five (65) feet of rock coring was performed for the project: twenty-five (25) feet at location TB-1, and 
twenty (20) feet at each location TB-2 and TB-3. The rock coring program was performed using a 4-inch 
conventional core barrel. Five (5) foot runs were recovered and placed in boxes. The length of each individual 
coring was 5 feet. The cores were removed carefully from the barrel and were placed in core boxes equipped 
with longitudinal separators. Spacer blocks were marked with core run and depth and inserted into the core 
column to indicate the beginning and end of each core run.  
 
Core recoveries were calculated for each run, which is defined as the total length of core recovered from the 
hole as a percentage of the total length of rock drilled during the coring run. In addition, the Rock Quality 
Designation (RQD) for each rock core sample was determined. The RQD is defined as the sum total length of 
all pieces of core exceeding 4 inches as a percentage of the total length of rock drilled during coring run.  The 
RQD value is intended to reflect the in-situ fracture characteristics of the rock. The rock recovery, RQD, and 
coring time information is included in the Soil/Rock Profiles presented in Figure 3 of Appendix A. 
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4.0 LABORATORY TESTING 
 
4.1 General  
 
Representative samples collected from the test boring locations were visually reviewed in the laboratory by a 
geotechnical engineer to confirm the field classifications.  The samples were classified using the Unified Soil 
Classification System (USCS) in general accordance with the American Society of Testing and Materials 
(ASTM) test designation D 2487.  The soil classification was based on visual observations only. In addition, 
no corrosion (environmental) laboratory tests were performed. However, given the proximity of the site to the 
ocean (marine environment), we recommend an Extremely Aggressive (EA) environmental classification for 
the superstructure and substructure in accordance with FDOT Structure Design Guidelines. Rock strength 
testing was performed on representative samples recovered from the field activities. 
 
 
4.2 Rock Strength Testing 
 
Strength tests were performed in the laboratory on the rock core specimens recovered from the rock coring 
program for of this project. The strength testing performed included unconfined compression (in accordance 
with ASTM Test Designation D-2938-86) and splitting tensile (in accordance with ASTM Test Designation 
D-3967-86). In addition, unit weight determination was made of the selected rock core samples. The test 
results obtained are presented in the Soil/Rock Profiles presented in Figure 3 of Appendix A. and in Table 1 
of Appendix B. 
 

5.0 SUBSURFACE AND GROUNDWATER CONDITIONS 
 
5.1 General Subsurface Conditions 
 
The general subsurface conditions disclosed by the SPT borings are presented in Figure 3 in Appendix A 
and generalized in Table A below: 
 

Table A: General Subsurface Soil Conditions 
 

Bottom 
Depth 
Range 

(ft) 

“Nsafety” 
Range 

(bpf) 
General Soil Description 

Unified Soil 
Classification 

System 

- - Asphaltic Concrete (Thickness ranges from 1 to 2 inches) - 

- - Concrete (Thickness ranges from 5 to 6 inches) - 

10 4 - 14 
Light Brown to Brown LIMEROCK with Slightly Silty Medium to Coarse 

Sand, Some Shell (Fill) 
GP, GP-GM 

28.5-30 3 - 8 
Gray to Light Brown Medium to Coarse SAND with Few to Some Shell 

and Limestone Fragments 
SP 

75-90 14 - 50/0” Light Brown LIMESTONE with Slightly Silty Fine Sand - 
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5.2 Groundwater Conditions 
 

During the initial subsurface exploration (between September 15 and 18, 2009), the groundwater was found at 
depths ranging from 3.0 to 3.3 feet with an average depth of 3.1 feet below the existing ground surface 
(elevation 3.2 feet, NAVD88). During the rock coring program (between July 27 and July 30, 2010), the 
groundwater was found at depths ranging from 5.0 to 5.5 feet with an average depth of 5.3 feet below the 
existing ground surface (elevation 1 foot, NAVD88). Fluctuations in the groundwater level should be 
expected principally due to tidal conditions and other construction activities.  
 
 
5.3 General Geotechnical Design Parameters 
 
The following geotechnical parameters were obtained by using empirically established relationships between 
the SPT “N” values with various soil properties. The limestone geotechnical parameters were obtained from 
rock coring program, laboratory testing and the rock shear strength relationship proposed by McVay and 
Townsend (1992). The geotechnical design parameters were used for lateral support system design evaluation 
(i.e. sheet piles). The general geotechnical soil parameters are presented in the following Table B. 
 
 

Table B: Recommended Geotechnical Design Parameters 
 

Unit Weight () (pcf) General 
Strata 

Description 

 
Botto

m 
Depth 
Range 

(ft) 

Average 
“Nsafety” 

(bpf) 
sat wet ’ 

 
Soil 

Friction 
Angle 

() (deg) 

Steel 
Wall 

Friction 
Angle (δ) 

(deg) 

Side Shear 
Strength 

(psf) 

Adhesion 
(psf) 

Fill  
(Stratum 1) 

10 9 115 110 53 34 22 - 0 

Sand 
(Stratum 2) 

28.5-30 6 110 105 48 32 17 - 0 

Limestone 
(Stratum 3) 

75-90 50/3” 125 (2) 120 63 - - (1) 12,000 0 

 
Notes:  (1) Derived from rock core test results presented in Appendix B and report section 5.3.1 and corresponds to the design 

ultimate unit side shear strength [fsu (design)]. 
 
 
                  (2) Derived from unit weight results presented in Appendix B and corresponds to the ‘modified’ limestone wet unit weight. 

 
5.3.1 Rock Side Shear Strength Derivation 
 
The ultimate side shear strength (fsu) value of the natural limestone formation was obtained from results of 
laboratory strength testing using established empirical correlations. The ultimate side shear strength (fsu) value 
of the limestone formation was evaluated using the relationship proposed by McVay and Townsend (1992) 
and recommended as the most appropriate method for the Florida Limestones [Florida Department of 
Transporation Soils and Foundation Handbook (SFH), 2009, Appendix A]. The limestone ultimate side shear 
resistance is expressed as follows: 
 

tusu qqf 
2

1
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Where:  qu:   Average unconfined compressive strength of the rock specimen based on statistical analyses suggested by 

the FDOT’s SFH (2009) and 
 

 qt:  Average splitting tensile strength of the rock specimen based on statistical analyses suggested by the 
FDOT’s SFH (2009) 

 
The above equation is applicable to intact rock specimens (i.e. percent recovery = 100%). The rock coring 
recoveries from the field exploration program ranged from 20 to 100 percent with a statistical average of 48.5 
percent. The Rock Quality Designation (RQD) values ranged from 0 to 45 percent with a statistical average of 
9.2 percent. According to research by Deere et. al., RQD values ranging from 25 to 50 percent are 
representative of poor rock conditions. Therefore, we recommend calculating the ultimate side shear as the 
average of the modified mean and lower bound values (see Table 2 of Appendix B) instead of using the 
modified mean side shear value. The resulting ultimate side shear also correlates well with the initially used 
empirical correlation suggested by the FDOT SFH (2009).  
 
The previous equation was modified to take into account the percent recovery of the rock at this site as 
follows: 
 

 tusu qqf
2

1
 12.6 tsf 

 







  tusuDESIGNsu qqRECfRECf

2

1
%%)( 0.485*12.6 = 6.1 tsf 

 
 qu average  =  793.75 psi 
 qt average  =  154.86 psi 

% recovery average =  48.5% 
 

 
The use of the above values and the previous equation yields an average design side shear strength [fsu (design)] 
of about 6 tons per square foot (tsf). This is considered a global fsu (design) value as it is based on all rock 
recoveries from the three locations. This value is consistent with results obtained from the Florida Limestone 
in other projects and our local experience.  
 

6.0 ENGINEERING RECOMMENDATIONS 
 
We understand that several options/concepts are being considered to replace/repair the existing bulkead wall. 
These options considered are as follows: 
 

1. Steel sheet pile with anchors socketed into the limestone formation (Concept A) 
2. Cantilever steel sheet pile (Concept B) 
3. Deadman anchored steel sheet pile (Concept C) 
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6.1 Steel Sheet Pile with Anchors Socketed into the Limestone Formation (Concept A) 
 
We understand that a 1-” diameter post-tensioned anchor bar (e.g. Dywidag bar anchors) at a 1:0.8 (H:V) 
slope with a bonding zone of about 5 inches in diameter is being evaluated to laterally support the new 
bulkhead wall. We understand that the required uplift anchor capacity is 144 kips (72 tons). A factor of safety 
of 2.0 was used for the anchor socket/bonding length calculations. The required rock socket/bonding length in 
order to achieve 144 kips of uplift capacity is noted in Table C below: 
 

Table C: Recommendations for Drilled Anchors into the Limestone Formation 
 

Design Criteria for Rock Anchors Installation Criteria for 1-1/4” dia. Anchor 
Bond Stress Between 

Grout and Rock 
(tsf) 

Rock Cone 
Failure Angle 

(degrees) 

Estimated Diameter 
of Bonding Zone 

(inches) 

Minimum Rock 
Socket/Bonding 

Length (feet) 

Allowable Uplift 
Capacity (Tons) 

6.0 30 5 18 72 

 
The steel sheet pile wall and soil modeling, assumptions, CWALSHT input/output files and calculations are 
the same as Case IV (anchored sheet pile wall with 600 psf surcharge) presented in Appendix C. 
 
6.2 Cantilever and Deadman Anchored Steel Sheet Pile Walls (Concepts B and C, respectively) 
 
We understand that a cantilever or deadman steel sheet pile wall system is being considered to replace the 
existing bullhead wall. As requested, we have performed steel sheet pile wall analyses using the USACE 
software CWALSHT for the following cases: 
 

Case I: Cantilever sheet pile wall with 250 psf surcharge 
Case II: Cantilever sheet pile wall with 600 psf surcharge 
Case III: Cantilever sheet pile wall with 8000 lbs point load 
Case IV: Anchored sheet pile wall with 600 psf surcharge 

 
Our sheet pile wall analyses assumed a water differential of 2 feet between the inside and outside face of the 
wall. Following the recommendations from Naval Facilities Engineering Command (NAVFAC) Design 
Manual 7.02 (Foundations and Earth Structures), the sheet pile penetration was increased by 40% to result in  
a factor of safety of 2.0. Also, if case IV (deadman anchor) is selected, we recommend that the ‘Design 
Criteria for Deadman Anchorage’ presented in NAVFAC Manual 7.02 be used to design the deadman 
anchors. A summary of the sheet pile wall analyses is presented in Table D below: 
 

Table D: Summary of Sheet Pile Wall Analyses 
Required Section Modulus, S 

(in3) 
Case 

Required 
Wall 

Penetration 
Elevation (ft), 

NAVD88 

Maximum 
Unfactored 

Bending 
Moment 
(kip-ft) 

Grade A-328 
Steel 

Grade A-572 
Steel 

Anchor 
Unfactored 
Force (kips) 

(1)Estimated 
Top Wall 
Deflection 

(in.) 

Wall 
Penetration to 

Wall 
Unsupported 

Height 
I -33.0 120.77 61.9 48.3 - 4.9 0.76 

II -34.0 156.87 80.4 62.7 - 4.0 0.80 

III -35.0 183.46 94.1 73.4 - 4.5 0.85 

IV -28.0 28.18 14.5 11.3 5.26 0.5 0.54 

Note: (1) The estimated top wall deflection is based on the smallest section that meets the required section modulus (see Appendix C) 
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The steel sheet pile wall and soil modeling, assumptions, CWALSHT input/output files and calculations for 
all four cases are presented in Appendix C of this report. 
 
 
 

7.0 CONSTRUCTION RECOMMENDATIONS 
 
7.1 Steel Sheet Pile Installation 
 
Geotechnical design soil parameters for the evaluation of temporary lateral support systems (e.g. sheet piles) 
are provided in Table B (Section 5.3). The following are our suggestions for the installation of the steel sheet 
piles: 
 
1. Sheet pile refusal may occur on a random and unpredictable basis due to zones relatively hard rock 

materials not revealed by the test borings may be found. We recommend that predrilling be considered 
prior to the installation of the sheet piles. Predrilling is required in order to prevent refusal conditions, 
damage of the structural section of the sheeting and minimize vibrations-induced settlements to nearby 
structures.  Following predrilling, the piles should be set in place and vibrated or driven to the required tip 
elevations. 

 
2. The pile installation equipment will produce vibration and noise levels that may be considered disturbing 

to people and can produce vibrations noticeable in structures. The potential for damage to any adjacent 
structures during the pile installations will be dependent on the distance from the adjacent structures to 
the location of the piles installation, the subsurface conditions, and the level of sensitivity of the structure 
to any type of vibration.   

 
3. We suggest that the recommendations provided in Section 455-1.1 of the FDOT Standard Specifications 

should be followed for the protection of the existing structures during sheet piling operations. All those 
structures and or utilities located adjacent to the proposed excavation shall be surveyed as well as 
monitored for vibrations and settlements in accordance with Section 455-1.1 of the FDOT Standard 
Specifications. 

 
 
7.2 Excavation Recommendations without Lateral Support 
 
The existing subsurface materials may be excavated using conventional excavation equipment. It is to be 
noted that the limestone formation may require special equipment to excavate. Temporary excavations of the 
existing subsurface materials without the use of lateral support system may be accomplished as follows: 
 
 For granular soils (fill) with maximum side slopes of 1V:2H (min. factor of safety is 1.3) 
 For the natural limestone formation with maximum side slopes of 1V:1H (min. factor of safety of 1.3) 
 
As a reference, we recommend that temporary excavations be performed in accordance with OSHA 29 CFR, 
Standard Number 1926 Subpart P Appendix B, titled “Sloping and Benching”.  
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7.3 Groundwater Control 
 
Given that the project site is a man-made pier surrounded by the ocean water, groundwater conditions and any 
dewatering operations will be directly influenced by the ocean tidal conditions. If necessary, dewatering may 
be accomplished through use of a wellpoint system or submersible pump.  

 

7.4 Testing of Anchors Socketed into Limestone (Concept A) 
 
We recommend that anchor performance tests be conducted to verify the anchor design assumptions and to 
verify movement or creep. The performance test consists of cyclic incremental loading and unloading of 
the anchor to the maximum design load. We suggest conducting performance tests in the first two anchors 
followed by performance tests on two percent of the remaining anchors. The performance tests must be 
followed by proof tests on every production anchor (not previously performance tested). The proof test is a 
single cycle test in which the design load is applied in increments until the maximum load is reached. We 
recommend that the anchor’s manufacturer provides the required testing specifications for its product. 

 

8.0 CLOSURE 
 
Our professional services have been performed, our findings obtained, and our recommendations prepared in 
accordance with generally accepted geotechnical engineering principles and practices.  This company is not 
responsible for the conclusions, opinions or recommendations made by others based on these data.  No other 
warranties are implied or expressed. 
 
The analyses and recommendations submitted in this report are based upon the data obtained from the soil 
borings and rock coring performed at the locations indicated. If any subsoil variations become evident during 
the course of this project, a re-evaluation of the recommendations contained in this report will be necessary 
after we have had an opportunity to observe the characteristics of the conditions encountered. The 
applicability of the report should also be reviewed in the event significant changes occur in the design, nature 
or location of the proposed bulkhead wall. 
 
This report has been prepared for the exclusive use of Appledore Marine Engineering, Inc. for the specific 
application to the design and construction of the damaged bulkhead wall at Breakwater 497 at the Key West 
Naval Station in Monroe County, Florida. 
 
 

oOo 
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Figure 1: U.S.G.S. Quadrangle Map 

Figure 2: Boring Location Plan 
Figure 3: Soil/Rock Profiles 
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Table 1: Summary of Laboratory Tests Results (Rock Coring Program) 
Table 2: Summary of Rock Side Shear Determination per FDOT SFH 2009 

Table 3: Summary of Rock Unit Weight Determination 
Figures 4 to 6: Photographs of Rock Cores 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 



From To Wet Dry
C-1 TB-1 33.0 38.0 3.59 3.78 0.023 0.3 0.2 11.5 2.9 123 110 16060.0 1.0 1.13 1267
C-2 TB-2 38.0 43.0 3.90 3.78 0.025 0.3 0.3 12.4 3.2 128 114 10280.0 1.0 1.11 823
C-3 TB-3 28.0 33.0 5.14 3.92 0.036 0.3 0.2 15.9 4.0 112 97 6010.0 1.3 1.06 470
C-4 TB-3 38.0 43.0 7.47 3.87 0.051 0.3 0.3 14.7 6.5 127 111 20530.0 1.9 1.00 1736
C-5 TB-3 38.0 43.0 4.14 3.82 0.027 0.3 0.3 16.0 3.5 128 110 15360.0 1.1 1.10 1217
C-6 TB-3 43.0 48.0 5.73 3.73 0.036 0.4 0.3 22.0 3.5 96 79 6220.0 1.5 1.04 549

S-1 TB-1 33.0 38.0 2.6 3.8 0.018 1.0 0.9 8.3 2.3 133 123 6920.0 438
S-2 TB-1 48.0 53.0 2.0 3.8 0.014 0.8 0.7 6.4 1.5 114 107 3080.0 253
S-3 TB-3 28.0 33.0 4.5 3.9 0.031 1.6 1.3 26.7 3.4 109 86 1080.0 39
S-4 TB-3 38.0 43.0 2.9 3.9 0.019 1.0 0.8 14.8 2.5 127 110 6330.0 364
S-5 TB-3 38.0 43.0 2.8 3.8 0.019 1.1 1.0 15.0 2.1 112 97 3030.0 179
S-6 TB-3 43.0 48.0 3.0 3.8 0.020 1.1 1.0 14.2 2.0 100 87 1270.0 69

Sample ID
Correction 

Factor

Geometry
Sample 

ID
Sample Weight 

(lbs)
Saturated 
Sample 

Weight (lbs)

Water 
Content 

%

NAVAL AIR STATION BREAKWATER 497
KEY WEST, FLORIDA

 PROJECT NO. 08-09-0021-102
TABLE 1 :  SUMMARY OF LABORATORY TEST RESULTS (ROCK CORING PROGRAM)

Boring 
No.

Core Run Depth 
(ft)

Sample 
Height 

(inches)

Sample 
Diameter 
(inches)

WEIGHT Uniaxial Compression Test
 wet 
(pcf)

 dry 
(pcf)

Volume 
(cubic-feet)

L/D 
Ratio

Split Tensile Test
qu (psi) qt (psi)Failure 

Load (lbs)
Failure Load 

(lbs)



Boring No. Top Bottom qu (tsf) qt (tsf) qu (tsf) qt (tsf)
TB-1 33 38 91.2 31.5 91.2 -
TB-1 48 53 - 18.2 - 18.2
TB-2 38 43 59.2 - 59.2 -
TB-3 28 33 33.8 2.8 - -
TB-3 38 43 125.0 26.2 - 26.2
TB-3 38 43 87.6 12.9 87.6 12.9
TB-3 43 48 39.6 5.0 39.6 5.0

fsu (unmodified), tsf fsu (modified), tsf

436.5 96.6 277.6 62.3 - -
72.7 16.1 69.4 15.6 17.1 16.4
34.9 11.4 24.5 8.9 - -
107.7 27.5 93.9 24.5 27.2 24.0
37.8 4.7 44.9 6.7 6.6 8.6LOWER BOUND ((μ-σ)

Core Sample Interval

SUM
MEAN (μ)

STANDARD DEVIATION (σ)

Modified

Modified

UPPER BOUND (μ+σ)

Unmodified

NAVAL AIR STATION BREAKWATER 497
KEY WEST, FLORIDA

 PROJECT NO. 08-09-0021-102
TABLE 2 :  SUMMARY OF ROCK SIDE SHEAR DETERMINATION PER FDOT SFH 2009

12.6

Mean and lower 
bound Average  
fsu (modified), tsfUnmodified



Unmodified Modified
Boring No. Top Bottom Unit Weight (pcf) Unit Weight (pcf)

TB-1 33 38 122.8 122.8
TB-2 38 43 127.9 127.9
TB-3 28 33 112.2 112.2
TB-3 38 43 126.9 126.9
TB-3 38 43 127.9 127.9
TB-3 43 48 96.4 -
TB-1 33 38 133.2 -
TB-1 48 53 114.3 114.3
TB-3 28 33 109.2 109.2
TB-3 38 43 126.7 126.7
TB-3 38 43 112.0 112.0
TB-3 43 48 99.6 -

Unmodified Modified
1409.0 1079.8
117.4 120.0
11.9 7.9
129.3 127.9
105.5 112.1

NAVAL AIR STATION BREAKWATER 497
KEY WEST, FLORIDA

 PROJECT NO. 08-09-0021-102
TABLE 3 :  SUMMARY OF ROCK UNIT WEIGTH DETERMINATION

LOWER BOUND ((μ-σ)

Core Sample Interval

SUM
MEAN (μ)

STANDARD DEVIATION (σ)
UPPER BOUND (μ+σ)



 
   

 

TB-1, Core Run 1, Depth Interval 28-33 feet  TB-1, Core Run 2, Depth Interval 33-38 feet 
 

TB-1, Core Run 3, Depth Interval 38-43 feet  TB-1, Core Run 4, Depth Interval 43-48 feet 

 
TB-1, Core Run 5, Depth Interval 48-53 feet 

 
 

Naval Air Station Breakwater 497 

Key West, Florida 

 

Figure 4:  Photographs of Rock Cores 

N&A Project No. 08-09-0021-102 



 
 

  
 

TB-2, Core Run 1, Depth Interval 28-33 feet 

 
 TB-2, Core Run 2, Depth Interval 33-38 feet 

 
 

TB-2, Core Run 3, Depth Interval 38-43 feet 

 
 TB-2, Core Run 4, Depth Interval 43-48 feet 

 
   

 
 
 
 
 

Naval Air Station Breakwater 497 

Key West, Florida 

 

Figure 5:  Photographs of Rock Cores 

N&A Project No. 08-09-0021-102 

 



  
 

TB-3, Core Run 1, Depth Interval 28-33 feet 

 
 TB-3, Core Run 2, Depth Interval 33-38 feet 

 
 

TB-3, Core Run 3, Depth Interval 38-43 feet 

 
 TB-3, Core Run 4, Depth Interval 43-48 feet 

 
   

 
 
 
 
 

Naval Air Station Breakwater 497 

Key West, Florida 

 

Figure 6:  Photographs of Rock Cores 

N&A Project No. 08-09-0021-102 

 



 

 
 
 
 
 
 
 
 
 
 
 
 
 
 

APPENDIX C 
 

Case I – Cantilever Steel Sheet Wall Analysis and CWALSTH Input and Output Files – Surcharge 250 psf 
Case II – Cantilever Steel Sheet Wall Analysis and CWALSTH Input and Output Files – Surcharge 600 psf 
Case III – Cantilever Steel Sheet Wall Analysis and CWALSTH Input and Output Files – Point Load 8 kips 

Case IV – Anchored Deadman/Socket into Limestone Steel Sheet Wall Analysis and CWALSTH Input and Output 
Files – Surcharge 600 psf 

 
 
 
 
 
 
 
 

 
 

 



Key West Naval Air Station (Breakwater 497)
Truman Annex, Key West, Florida
N&A Project No. 08-09-0021-101

CASE I: Steel Sheet Pile Bulkhead, Cantilever (Sta. 12+90 to 16+46)                  

+6.3'

MLLW Elev. 0.0' +2.0'

-3.6'

-22.2'

-83.7'

Input from CWALSHT Output

(Calculated) Wall Penetration (ft) = 11.73 -28.00
(Required) Wall Penetration (ft)= 17.0 -33.00

Maximum Bending Moment, Mmax (Kips-ft) = 120.77

Nominal Yield Strength for Grade A-328 Steel (ksi) 39
Allowable Working Stress for Grade A-328 Steel, Fb (ksi) = 60% * 39 = 23.4

Nominal Yield Strength for Grade A-572 Steel (ksi) 50
Allowable Working Stress for Grade A-572 Steel, Fb (ksi) = 60% * 50 = 30

Required Section Modulus, S (in3) for A-328 = Mmax / Fb = 61.9
Required Section Modulus, S (in3) for A-572 = Mmax / Fb = 48.3

Scaled Deflection (lbs-in3)

*Section

Section 
Modulus 

(in 3 /ft)

Moment of 
Inertia 

(in 4 /ft)
Deflection 

(in)
AZ-25 45.7 382.6 -
AZ-26 48.4 406.5 4.90
AZ-28 51.2 431.6 4.61
AZ-37 68.9 676.6 2.94
AZ-39 72.5 714 2.79
AZ-41 76.2 751.4 2.65
AZ-46 85.5 808.8 2.46
AZ-48 89.3 847.1 2.35
AZ-50 93.3 886.5 2.25

*The sheet pile section was selected to estimate the top wall deflection. The actual sheet pile section should be selected by The Designer.

5.77180E+10

Elevation (ft) =

Approx. Top Wall Elev.

-16.0' (Approx. Max. Mudline)

Elevation (ft) =

250 psf

FILL (GP/GP-GM)
 = 115 pcf
Φ = 34 degrees,  δ  = 22 degrees

SAND WITH SHELL & LIMESTONE (SP)
 = 110 pcf
Φ = 32 degrees
δ = 17 degrees

LIMESTONE
 = 125 pcf
Side Shear Strength = 12,000 psf



Cantilever 250 psf
  PROGRAM CWALSHT-DESIGN/ANALYSIS OF ANCHORED OR CANTILEVER SHEET PILE WALLS
                            BY CLASSICAL METHODS
  DATE: 18-AUGUST-2010                                        TIME: 14:48:50

                              ****************
                              *  INPUT DATA  *
                              ****************

        I.--HEADING
       'KEY WEST NAVAL AIR STATION (BREAKWATER 497)
       'TRUMAN ANNEX, KEY WEST, FLORIDA

       II.--CONTROL
          CANTILEVER WALL DESIGN
          FACTOR OF SAFETY FOR ACTIVE PRESSURES  = 1.00
          FACTOR OF SAFETY FOR PASSIVE PRESSURES = 1.00

      III.--WALL DATA
          ELEVATION AT TOP OF WALL    = 6.30 FT.

       IV.--SURFACE POINT DATA

            IV.A.--RIGHTSIDE
               DIST. FROM     ELEVATION
               WALL (FT)         (FT)
                  100.00          6.30

            IV.B.--LEFTSIDE
               DIST. FROM     ELEVATION
               WALL (FT)         (FT)
                  100.00        -16.00

        V.--SOIL LAYER DATA

           V.A.--RIGHTSIDE
               LEVEL 2 FACTOR OF SAFETY FOR ACTIVE PRESSURE  = 1.00
               LEVEL 2 FACTOR OF SAFETY FOR PASSIVE PRESSURE = 1.00

                 ANGLE OF         ANGLE OF                        <-SAFETY->
   SAT.   MOIST  INTERNAL  COH-     WALL    ADH-    <--BOTTOM-->  <-FACTOR->
  WGHT.   WGHT.  FRICTION  ESION  FRICTION  ESION   ELEV.  SLOPE  ACT. PASS.
  (PCF)   (PCF)    (DEG)   (PSF)    (DEG)   (PSF)   (FT)  (FT/FT)
 115.00  110.00    34.00    0.00    22.00    0.00   -3.60   0.00   DEF  DEF
 110.00  105.00    32.00    0.00    17.00    0.00  -22.20   0.00   DEF  DEF
 125.00  120.00     0.0012000.00     0.00    0.00                  DEF  DEF

           V.B.--LEFTSIDE
               LEVEL 2 FACTOR OF SAFETY FOR ACTIVE PRESSURE  = 1.00
               LEVEL 2 FACTOR OF SAFETY FOR PASSIVE PRESSURE = 1.00

                 ANGLE OF         ANGLE OF                        <-SAFETY->
   SAT.   MOIST  INTERNAL  COH-     WALL    ADH-    <--BOTTOM-->  <-FACTOR->
  WGHT.   WGHT.  FRICTION  ESION  FRICTION  ESION   ELEV.  SLOPE  ACT. PASS.
  (PCF)   (PCF)    (DEG)   (PSF)    (DEG)   (PSF)   (FT)  (FT/FT)
 110.00  105.00    32.00    0.00    17.00    0.00  -22.20   0.00   DEF  DEF
 125.00  120.00     0.0012000.00     0.00    0.00                  DEF  DEF

       VI.--WATER DATA
          UNIT WEIGHT         = 62.40 (PCF)
          RIGHTSIDE ELEVATION = 2.00 (FT)
          LEFTSIDE ELEVATION  = 0.00 (FT)
          NO SEEPAGE
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Cantilever 250 psf
      VII.--VERTICAL SURCHARGE LOADS

          VII.A.--VERTICAL LINE LOADS
               NONE

          VII.B.--VERTICAL UNIFORM LOADS
                    LEFTSIDE     RIGHTSIDE
                      (PSF)        (PSF)
                       0.00        250.00

          VII.C.--VERTICAL STRIP LOADS
               NONE

          VII.D.--VERTICAL RAMP LOADS
               NONE

          VII.E.--VERTICAL TRIANGULAR LOADS
               NONE

          VII.F.--VERTICAL VARIABLE LOADS
               NONE

     VIII.--HORIZONTAL LOADS
          NONE

  PROGRAM CWALSHT-DESIGN/ANALYSIS OF ANCHORED OR CANTILEVER SHEET PILE WALLS
                            BY CLASSICAL METHODS
  DATE: 18-AUGUST-2010                                        TIME: 14:48:52

                            **************************
                            *   SOIL PRESSURES FOR   *
                            * CANTILEVER WALL DESIGN *
                            **************************

      I.--HEADING
       'KEY WEST NAVAL AIR STATION (BREAKWATER 497)
       'TRUMAN ANNEX, KEY WEST, FLORIDA

     II.--SOIL PRESSURES

          RIGHTSIDE SOIL PRESSURES DETERMINED BY COULOMB COEFFICIENTS
          AND THEORY OF ELASTICITY EQUATIONS FOR SURCHARGE LOADS.

          LEFTSIDE SOIL PRESSURES DETERMINED BY COULOMB COEFFICIENTS
          AND THEORY OF ELASTICITY EQUATIONS FOR SURCHARGE LOADS.

                                     <------NET------>
           NET    <---LEFTSIDE--->     (SOIL + WATER)     <--RIGHTSIDE--->
  ELEV.   WATER   PASSIVE   ACTIVE    ACTIVE   PASSIVE    ACTIVE   PASSIVE
  (FT)    (PSF)     (PSF)    (PSF)     (PSF)     (PSF)     (PSF)     (PSF)
    6.3     0.0       0.0      0.0      59.0    1741.3      59.0    1741.3
    5.3     0.0       0.0      0.0      84.9    2507.5      84.9    2507.5
    4.3     0.0       0.0      0.0     110.8    3273.6     110.8    3273.6
    3.3     0.0       0.0      0.0     136.8    4039.8     136.8    4039.8
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Cantilever 250 psf
    2.3     0.0       0.0      0.0     162.7    4806.0     162.7    4806.0
    2.0     0.0       0.0      0.0     170.5    5035.8     170.5    5035.8
    1.3    43.7       0.0      0.0     222.9    5336.0     179.2    5292.3
    0.3   106.1       0.0      0.0     297.7    5764.7     191.6    5658.7
    0.0   124.8       0.0      0.0     320.1    5893.4     195.3    5768.6
   -0.7   124.8       0.0      0.0     328.8    6149.8     204.0    6025.0
   -1.7   124.8       0.0      0.0     341.2    6516.2     216.4    6391.4
   -2.7   124.8       0.0      0.0     353.6    6882.6     228.8    6757.8
   -3.6+  124.8       0.0      0.0     364.8    7212.3     240.0    7087.5
   -3.6-  124.8       0.0      0.0     394.7    5684.6     269.9    5559.8
   -3.7   124.8       0.0      0.0     395.9    5710.6     271.1    5585.8
   -4.7   124.8       0.0      0.0     408.6    5970.7     283.8    5845.9
   -5.7   124.8       0.0      0.0     421.2    6230.8     296.4    6106.0
   -6.7   124.8       0.0      0.0     433.8    6490.9     309.0    6366.1
   -7.7   124.8       0.0      0.0     446.4    6751.0     321.6    6626.2
   -8.7   124.8       0.0      0.0     459.1    7011.0     334.3    6886.2
   -9.7   124.8       0.0      0.0     471.7    7271.1     346.9    7146.3
  -10.7   124.8       0.0      0.0     484.3    7531.2     359.5    7406.4
  -11.7   124.8       0.0      0.0     496.9    7791.3     372.1    7666.5
  -12.7   124.8       0.0      0.0     509.6    8051.4     384.8    7926.6
  -13.7   124.8       0.0      0.0     522.2    8311.4     397.4    8186.6
  -14.7   124.8       0.0      0.0     534.8    8571.5     410.0    8446.7
  -15.7   124.8       0.0      0.0     547.4    8831.6     422.6    8706.8
  -16.0   124.8       0.0      0.0     551.2    8909.6     426.4    8784.8
  -16.7   124.8     182.1      8.8     378.0    9082.8     435.3    8966.9
  -17.0   124.8     260.1     12.6     303.8    9157.1     439.1    9044.9
  -17.7   124.8     442.1     21.5     130.6    9330.3     447.9    9227.0
  -18.2   124.8     579.4     28.1       0.0    9460.9     454.6    9364.2
  -18.7   124.8     702.2     34.1    -116.9    9577.8     460.5    9487.0
  -19.7   124.8     962.3     46.7    -364.4    9825.2     473.1    9747.1
  -20.7   124.8    1222.4     59.3    -611.8   10072.7     485.8   10007.2
  -21.7   124.8    1482.5     72.0    -859.3   10320.1     498.4   10267.3
  -22.2+  124.8    1612.5     78.3  -12576.7   18235.8     504.7   10397.3
  -22.2-  124.8   24295.1      0.0  -12576.7   18235.8       0.0   25902.9
  -22.7   124.8   24326.4      0.0  -24201.6   26059.0       0.0   25934.2
  -23.7   124.8   24389.0      0.0  -24264.2   26121.6       0.0   25996.8
  -24.7   124.8   24451.6      0.0  -24326.8   26184.2       0.0   26059.4
  -25.7   124.8   24514.2      0.0  -24389.4   26246.8       0.0   26122.0
  -26.7   124.8   24576.8      0.0  -24452.0   26309.4       0.0   26184.6
  -27.7   124.8   24639.4      0.0  -24514.6   26372.0       0.0   26247.2
  -28.7   124.8   24702.0      0.0  -24577.2   26434.6       0.0   26309.8
  -29.7   124.8   24764.6      0.0  -24639.8   26497.2       0.0   26372.4
  -30.7   124.8   24827.2      0.0  -24702.4   26559.8       0.0   26435.0
  -31.7   124.8   24889.8      0.0  -24765.0   26622.4       0.0   26497.6
  -32.7   124.8   24952.4      0.0  -24827.6   26685.0       0.0   26560.2
  -33.7   124.8   25015.0      0.0  -24890.2   26747.6       0.0   26622.8
  -34.7   124.8   25077.6      0.0  -24952.8   26810.2       0.0   26685.4
  -35.7   124.8   25140.2      0.0  -25015.4   26872.8       0.0   26748.0
  -36.7   124.8   25202.8      0.0  -25078.0   26935.4       0.0   26810.6
  -37.7   124.8   25265.4      0.0  -25140.6   26998.0       0.0   26873.2
  -38.7   124.8   25328.0      0.0  -25203.2   27060.6       0.0   26935.8
  -39.7   124.8   25390.6      0.0  -25265.8   27123.2       0.0   26998.4
  -40.7   124.8   25453.2      0.0  -25328.4   27185.8       0.0   27061.0
  -41.7   124.8   25515.8      0.0  -25391.0   27248.4       0.0   27123.6
  -42.7   124.8   25578.4      0.0  -25453.6   27311.0       0.0   27186.2
  -43.7   124.8   25641.0      0.0  -25516.2   27373.6       0.0   27248.8
  -44.7   124.8   25703.6      0.0  -25578.8   27436.2       0.0   27311.4
  -45.7   124.8   25766.2      0.0  -25641.4   27498.8       0.0   27374.0
  -46.7   124.8   25828.8      0.0  -25704.0   27561.4       0.0   27436.6
  -47.7   124.8   25891.4      0.0  -25766.6   27624.0       0.0   27499.2
  -48.7   124.8   25954.0      0.0  -25829.2   27686.6       0.0   27561.8
  -49.7   124.8   26016.6      0.0  -25891.8   27749.2       0.0   27624.4
  -50.7   124.8   26079.2      0.0  -25954.4   27811.8       0.0   27687.0
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  -51.7   124.8   26141.8      0.0  -26017.0   27874.4       0.0   27749.6
  -52.7   124.8   26204.4      0.0  -26079.6   27937.0       0.0   27812.2
  -53.7   124.8   26267.0      0.0  -26142.2   27999.6       0.0   27874.8
  -54.7   124.8   26329.6      0.0  -26204.8   28062.2       0.0   27937.4
  -55.7   124.8   26392.2      0.0  -26267.4   28124.8       0.0   28000.0
  -56.7   124.8   26454.8      0.0  -26330.0   28187.4       0.0   28062.6
  -57.7   124.8   26517.4      0.0  -26392.6   28250.0       0.0   28125.2
  -58.7   124.8   26580.0      0.0  -26455.2   28312.6       0.0   28187.8
  -59.7   124.8   26642.6      0.0  -26517.8   28375.2       0.0   28250.4
  -60.7   124.8   26705.2      0.0  -26580.4   28437.8       0.0   28313.0
  -61.7   124.8   26767.8      0.0  -26643.0   28500.4       0.0   28375.6
  -62.7   124.8   26830.4      0.0  -26705.6   28563.0       0.0   28438.2
  -63.7   124.8   26893.0      0.0  -26768.2   28625.6       0.0   28500.8
  -64.7   124.8   26955.6      0.0  -26830.8   28688.2       0.0   28563.4
  -65.7   124.8   27018.2      0.0  -26893.4   28750.8       0.0   28626.0
  -66.7   124.8   27080.8      0.0  -26956.0   28813.4       0.0   28688.6
  -67.7   124.8   27143.4      0.0  -27018.6   28876.0       0.0   28751.2
  -68.7   124.8   27206.0      0.0  -27081.2   28938.6       0.0   28813.8
  -69.7   124.8   27268.6      0.0  -27143.8   29001.2       0.0   28876.4
  -70.7   124.8   27331.2      0.0  -27206.4   29063.8       0.0   28939.0
  -71.7   124.8   27393.8      0.0  -27269.0   29126.4       0.0   29001.6
  -72.7   124.8   27456.4      0.0  -27331.6   29189.0       0.0   29064.2
  -73.7   124.8   27519.0      0.0  -27394.2   29251.6       0.0   29126.8
  -74.7   124.8   27581.6      0.0  -27456.8   29314.2       0.0   29189.4
  -75.7   124.8   27644.2      0.0  -27519.4   29376.8       0.0   29252.0
  -76.7   124.8   27706.8      0.0  -27582.0   29439.4       0.0   29314.6
  -77.7   124.8   27769.4      0.0  -27644.6   29502.0       0.0   29377.2
  -78.7   124.8   27832.0      0.0  -27707.2   29564.6       0.0   29439.8
  -79.7   124.8   27894.6      0.0  -27769.8   29627.2       0.0   29502.4
  -80.7   124.8   27957.2      0.0  -27832.4   29689.8       0.0   29565.0
  -81.7   124.8   28019.8      0.0  -27895.0   29752.4       0.0   29627.6
  -82.7   124.8   28082.4      0.0  -27957.6   29815.0       0.0   29690.2
  -83.7   124.8   28145.0      0.0  -28020.2   29877.6       0.0   29752.8

  PROGRAM CWALSHT-DESIGN/ANALYSIS OF ANCHORED OR CANTILEVER SHEET PILE WALLS
                            BY CLASSICAL METHODS
  DATE: 18-AUGUST-2010                                        TIME: 14:48:53

                         ****************************
                         *  SUMMARY OF RESULTS FOR  *
                         *  CANTILEVER WALL DESIGN  *
                         ****************************

      I.--HEADING
       'KEY WEST NAVAL AIR STATION (BREAKWATER 497)
       'TRUMAN ANNEX, KEY WEST, FLORIDA

     II.--SUMMARY

          RIGHTSIDE SOIL PRESSURES DETERMINED BY COULOMB COEFFICIENTS
          AND THEORY OF ELASTICITY EQUATIONS FOR SURCHARGE LOADS.

          LEFTSIDE SOIL PRESSURES DETERMINED BY COULOMB COEFFICIENTS
          AND THEORY OF ELASTICITY EQUATIONS FOR SURCHARGE LOADS.
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Cantilever 250 psf

     WALL BOTTOM ELEV. (FT)     :      -27.73
           PENETRATION (FT)     :       11.73

     MAX. BEND. MOMENT (LB-FT)  :  1.2077E+05
           AT ELEVATION (FT)    :      -22.45

     MAX. SCALED DEFL. (LB-IN^3):  5.7718E+10
           AT ELEVATION (FT)    :        6.30

               NOTE:  DIVIDE SCALED DEFLECTION MODULUS OF
                      ELASTICITY IN PSI TIMES PILE MOMENT
                      OF INERTIA IN IN^4 TO OBTAIN DEFLECTION
                      IN INCHES.

  PROGRAM CWALSHT-DESIGN/ANALYSIS OF ANCHOREDOR CANTILEVER SHEET PILE WALLS
                            BY CLASSICAL METHODS
  DATE: 18-AUGUST-2010                                        TIME: 14:48:53

                         ****************************
                         * COMPLETE OF RESULTS FOR  *
                         *  CANTILEVER WALL DESIGN  *
                         ****************************

       I.--HEADING
       'KEY WEST NAVAL AIR STATION (BREAKWATER 497)
       'TRUMAN ANNEX, KEY WEST, FLORIDA

      II.--RESULTS0. (LB))

                     BENDING                        SCALED         NET
      ELEVATION      MOMENT          SHEAR        DEFLECTION     PRESSURE
         (FT)        (LB-FT)          (LB)         (LB-IN^3)       (PSF)
          6.30    0.0000E+00            0.        5.7718E+10        58.96
          5.30    3.3804E+01           72.        5.5341E+10        84.90
          4.30    1.5251E+02          170.        5.2964E+10       110.85
          3.30    3.8207E+02          294.        5.0588E+10       136.79
          2.30    7.4842E+02          443.        4.8212E+10       162.73
          2.00    8.8887E+02          493.        4.7499E+10       170.52
          1.30    1.2803E+03          631.        4.5837E+10       222.88
          0.30    2.0353E+03          891.        4.3465E+10       297.69
          0.00    2.3164E+03          984.        4.2754E+10       320.13
         -0.70    3.0844E+03         1211.        4.1096E+10       328.81
         -1.70    4.4620E+03         1546.        3.8733E+10       341.22
         -2.70    6.1808E+03         1894.        3.6377E+10       353.62
         -3.60    8.0298E+03         2217.        3.4266E+10       364.79
         -3.60    8.0298E+03         2217.        3.4266E+10       394.68
         -3.70    8.2534E+03         2256.        3.4032E+10       395.95
         -4.70    1.0710E+04         2659.        3.1702E+10       408.57
         -5.70    1.3575E+04         3074.        2.9390E+10       421.20
         -6.70    1.6861E+04         3501.        2.7101E+10       433.82
         -7.70    2.0581E+04         3941.        2.4842E+10       446.45
         -8.70    2.4748E+04         4394.        2.2618E+10       459.07
         -9.70    2.9373E+04         4859.        2.0437E+10       471.70
        -10.70    3.4471E+04         5337.        1.8307E+10       484.32
        -11.70    4.0052E+04         5828.        1.6237E+10       496.94
        -12.70    4.6131E+04         6331.        1.4236E+10       509.57
        -13.70    5.2719E+04         6847.        1.2314E+10       522.19
        -14.70    5.9829E+04         7376.        1.0484E+10       534.82
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        -15.70    6.7474E+04         7917.        8.7573E+09       547.44
        -16.00    6.9874E+04         8082.        8.2614E+09       551.23
        -16.70    7.5652E+04         8407.        7.1473E+09       378.01
        -17.00    7.8190E+04         8509.        6.6891E+09       303.78
        -17.70    8.4206E+04         8661.        5.6680E+09       130.56
        -18.23    8.8788E+04         8695.        4.9453E+09         0.00
        -18.70    9.2892E+04         8668.        4.3343E+09      -116.90
        -19.70    1.0146E+05         8427.        3.1611E+09      -364.36
        -20.70    1.0966E+05         7939.        2.1631E+09      -611.81
        -21.70    1.1726E+05         7204.        1.3546E+09      -859.27
        -22.20    1.2026E+05         3845.        1.0255E+09    -12576.66
        -22.70    1.2013E+05        -5350.        7.4822E+08    -24201.62
        -22.70    1.2010E+05        -5456.        7.4602E+08    -24201.90
        -23.70    1.0433E+05       -24563.        3.4642E+08    -14180.13
        -24.70    7.4357E+04       -33710.        1.2285E+08     -4114.12
        -25.70    4.0268E+04       -32791.        2.7187E+07      5951.90
        -26.70    1.2130E+04       -21806.        1.9598E+06     16017.92
        -27.70    1.0394E+01         -755.        9.4317E-01     26083.93
        -27.73    0.0000E+00            0.        0.0000E+00     26373.82

               NOTE:  DIVIDE SCALED DEFLECTION MODULUS OF
                      ELASTICITY IN PSI TIMES PILE MOMENT
                      OF INERTIA IN IN^4 TO OBTAIN DEFLECTION
                      IN INCHES.

     III.--WATER AND SOIL PRESSURES

                             <-------------SOIL PRESSURES-------------->
                  WATER      <----LEFTSIDE----->      <---RIGHTSIDE---->
   ELEVATION    PRESSURE     PASSIVE      ACTIVE      ACTIVE     PASSIVE
      (FT)        (PSF)       (PSF)        (PSF)       (PSF)      (PSF)
      6.30            0.          0.          0.         59.       1741.
      5.30            0.          0.          0.         85.       2507.
      4.30            0.          0.          0.        111.       3274.
      3.30            0.          0.          0.        137.       4040.
      2.30            0.          0.          0.        163.       4806.
      2.00            0.          0.          0.        171.       5036.
      1.30           44.          0.          0.        179.       5292.
      0.30          106.          0.          0.        192.       5659.
      0.00          125.          0.          0.        195.       5769.
     -0.70          125.          0.          0.        204.       6025.
     -1.70          125.          0.          0.        216.       6391.
     -2.70          125.          0.          0.        229.       6758.
     -3.60+         125.          0.          0.        240.       7088.
     -3.60+         125.          0.          0.        270.       5560.
     -3.70          125.          0.          0.        271.       5586.
     -4.70          125.          0.          0.        284.       5846.
     -5.70          125.          0.          0.        296.       6106.
     -6.70          125.          0.          0.        309.       6366.
     -7.70          125.          0.          0.        322.       6626.
     -8.70          125.          0.          0.        334.       6886.
     -9.70          125.          0.          0.        347.       7146.
    -10.70          125.          0.          0.        360.       7406.
    -11.70          125.          0.          0.        372.       7666.
    -12.70          125.          0.          0.        385.       7927.
    -13.70          125.          0.          0.        397.       8187.
    -14.70          125.          0.          0.        410.       8447.
    -15.70          125.          0.          0.        423.       8707.
    -16.00          125.          0.          0.        426.       8785.
    -16.70          125.        182.          9.        435.       8967.
    -17.00          125.        260.         13.        439.       9045.
    -17.70          125.        442.         21.        448.       9227.
    -18.23          125.        579.         28.        455.       9364.
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    -18.70          125.        702.         34.        461.       9487.
    -19.70          125.        962.         47.        473.       9747.
    -20.70          125.       1222.         59.        486.      10007.
    -21.70          125.       1482.         72.        498.      10267.
    -22.20+         125.       1612.         78.        505.      10397.
    -22.20+         125.      24295.          0.          0.      25903.
    -22.70          125.      24326.          0.          0.      25934.
    -22.70          125.      24327.          0.          0.      25934.
    -23.70          125.      24389.          0.          0.      25997.
    -24.70          125.      24452.          0.          0.      26059.
    -25.70          125.      24514.          0.          0.      26122.
    -26.70          125.      24577.          0.          0.      26185.
    -27.70          125.      24639.          0.          0.      26247.
    -27.73          125.      24702.          0.          0.      26310.
    -29.70          125.      24765.          0.          0.      26372.
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Key West Naval Air Station (Breakwater 497)
Truman Annex, Key West, Florida
N&A Project No. 08-09-0021-101

CASE II: Steel Sheet Pile Bulkhead, Cantilever (Sta. 12+90 to 16+46)                   

+6.3'

MLLW Elev. 0.0' +2.0'

-3.6'

-22.2'

-83.7'

Input from CWALSHT Output

(Calculated) Wall Penetration (ft) = 12.53 -29.00
(Required) Wall Penetration (ft)= 18.0 -34.00

Maximum Bending Moment, Mmax (Kips-ft) = 156.87

Nominal Yield Strength for Grade A-328 Steel (ksi) 39
Allowable Working Stress for Grade A-328 Steel, Fb (ksi) = 60% * 39 = 23.4

Nominal Yield Strength for Grade A-572 Steel (ksi) 50
Allowable Working Stress for Grade A-572 Steel, Fb (ksi) = 60% * 50 = 30

Required Section Modulus, S (in3) for A-328 = Mmax / Fb = 80.4
Required Section Modulus, S (in3) for A-572 = Mmax / Fb = 62.7

Scaled Deflection (lbs-in3)

Section

Section 
Modulus 

(in 3 /ft)

Moment of 
Inertia 

(in 4 /ft)
Deflection 

(in)
AZ-25 45.7 382.6 -
AZ-26 48.4 406.5 -
AZ-28 51.2 431.6 -
AZ-37 68.9 676.6 4.04
AZ-39 72.5 714 3.83
AZ-41 76.2 751.4 3.64
AZ-46 85.5 808.8 3.38
AZ-48 89.3 847.1 3.23
AZ-50 93.3 886.5 3.09

*The sheet pile section was selected to estimate the top wall deflection. The actual sheet pile section should be selected by The Designer.

Approx. Top Wall Elev.

-16.0' (Approx. Max. Mudline)

Elevation (ft) =
Elevation (ft) =

7.93600E+10

600 psf

FILL (GP/GP-GM)
 = 115 pcf
Φ = 34 degrees,  δ  = 22 degrees

SAND WITH SHELL & LIMESTONE (SP)
 = 110 pcf
Φ = 32 degrees
δ = 17 degrees

LIMESTONE
 = 125 pcf
Side Shear Strength = 12,000 psf



Cantilever 600 psf
  PROGRAM CWALSHT-DESIGN/ANALYSIS OF ANCHORED OR CANTILEVER SHEET PILE WALLS
                            BY CLASSICAL METHODS
  DATE: 18-AUGUST-2010                                        TIME: 14:56:01

                              ****************
                              *  INPUT DATA  *
                              ****************

        I.--HEADING
       'KEY WEST NAVAL AIR STATION (BREAKWATER 497) 
       'TRUMAN ANNEX, KEY WEST, FLORIDA 

       II.--CONTROL
          CANTILEVER WALL DESIGN
          FACTOR OF SAFETY FOR ACTIVE PRESSURES  = 1.00
          FACTOR OF SAFETY FOR PASSIVE PRESSURES = 1.00

      III.--WALL DATA
          ELEVATION AT TOP OF WALL    = 6.30 FT.

       IV.--SURFACE POINT DATA

            IV.A.--RIGHTSIDE
               DIST. FROM     ELEVATION
               WALL (FT)         (FT)
                  100.00          6.30

            IV.B.--LEFTSIDE
               DIST. FROM     ELEVATION
               WALL (FT)         (FT)
                  100.00        -16.00

        V.--SOIL LAYER DATA

           V.A.--RIGHTSIDE
               LEVEL 2 FACTOR OF SAFETY FOR ACTIVE PRESSURE  = 1.00
               LEVEL 2 FACTOR OF SAFETY FOR PASSIVE PRESSURE = 1.00

                 ANGLE OF         ANGLE OF                        <-SAFETY->
   SAT.   MOIST  INTERNAL  COH-     WALL    ADH-    <--BOTTOM-->  <-FACTOR->
  WGHT.   WGHT.  FRICTION  ESION  FRICTION  ESION   ELEV.  SLOPE  ACT. PASS.
  (PCF)   (PCF)    (DEG)   (PSF)    (DEG)   (PSF)   (FT)  (FT/FT)
 115.00  110.00    34.00    0.00    22.00    0.00   -3.60   0.00   DEF  DEF
 110.00  105.00    32.00    0.00    17.00    0.00  -22.20   0.00   DEF  DEF
 125.00  120.00     0.0012000.00     0.00    0.00                  DEF  DEF

           V.B.--LEFTSIDE
               LEVEL 2 FACTOR OF SAFETY FOR ACTIVE PRESSURE  = 1.00
               LEVEL 2 FACTOR OF SAFETY FOR PASSIVE PRESSURE = 1.00

                 ANGLE OF         ANGLE OF                        <-SAFETY->
   SAT.   MOIST  INTERNAL  COH-     WALL    ADH-    <--BOTTOM-->  <-FACTOR->
  WGHT.   WGHT.  FRICTION  ESION  FRICTION  ESION   ELEV.  SLOPE  ACT. PASS.
  (PCF)   (PCF)    (DEG)   (PSF)    (DEG)   (PSF)   (FT)  (FT/FT)
 110.00  105.00    32.00    0.00    17.00    0.00  -22.20   0.00   DEF  DEF
 125.00  120.00     0.0012000.00     0.00    0.00                  DEF  DEF

       VI.--WATER DATA
          UNIT WEIGHT         = 62.40 (PCF)
          RIGHTSIDE ELEVATION = 2.00 (FT)
          LEFTSIDE ELEVATION  = 0.00 (FT)
          NO SEEPAGE
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      VII.--VERTICAL SURCHARGE LOADS

          VII.A.--VERTICAL LINE LOADS
               NONE

          VII.B.--VERTICAL UNIFORM LOADS
                    LEFTSIDE     RIGHTSIDE
                      (PSF)        (PSF)
                       0.00        600.00

          VII.C.--VERTICAL STRIP LOADS
               NONE

          VII.D.--VERTICAL RAMP LOADS
               NONE

          VII.E.--VERTICAL TRIANGULAR LOADS
               NONE

          VII.F.--VERTICAL VARIABLE LOADS
               NONE

     VIII.--HORIZONTAL LOADS
          NONE

  PROGRAM CWALSHT-DESIGN/ANALYSIS OF ANCHORED OR CANTILEVER SHEET PILE WALLS
                            BY CLASSICAL METHODS
  DATE: 18-AUGUST-2010                                        TIME: 14:56:03

                            **************************
                            *   SOIL PRESSURES FOR   *
                            * CANTILEVER WALL DESIGN *
                            **************************

      I.--HEADING
       'KEY WEST NAVAL AIR STATION (BREAKWATER 497) 
       'TRUMAN ANNEX, KEY WEST, FLORIDA 

     II.--SOIL PRESSURES

          RIGHTSIDE SOIL PRESSURES DETERMINED BY COULOMB COEFFICIENTS
          AND THEORY OF ELASTICITY EQUATIONS FOR SURCHARGE LOADS.

          LEFTSIDE SOIL PRESSURES DETERMINED BY COULOMB COEFFICIENTS
          AND THEORY OF ELASTICITY EQUATIONS FOR SURCHARGE LOADS.

                                     <------NET------>
           NET    <---LEFTSIDE--->     (SOIL + WATER)     <--RIGHTSIDE--->
  ELEV.   WATER   PASSIVE   ACTIVE    ACTIVE   PASSIVE    ACTIVE   PASSIVE
  (FT)    (PSF)     (PSF)    (PSF)     (PSF)     (PSF)     (PSF)     (PSF)
    6.3     0.0       0.0      0.0     141.5    4179.1     141.5    4179.1
    5.3     0.0       0.0      0.0     167.5    4945.3     167.5    4945.3
    4.3     0.0       0.0      0.0     193.4    5711.5     193.4    5711.5
    3.3     0.0       0.0      0.0     219.3    6477.6     219.3    6477.6
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Cantilever 600 psf
    2.3     0.0       0.0      0.0     245.3    7243.8     245.3    7243.8
    2.0     0.0       0.0      0.0     253.1    7473.7     253.1    7473.7
    1.3    43.7       0.0      0.0     305.4    7773.8     261.7    7730.1
    0.3   106.1       0.0      0.0     380.2    8202.6     274.2    8096.5
    0.0   124.8       0.0      0.0     402.7    8331.2     277.9    8206.4
   -0.7   124.8       0.0      0.0     411.4    8587.7     286.6    8462.9
   -1.7   124.8       0.0      0.0     423.8    8954.0     299.0    8829.2
   -2.7   124.8       0.0      0.0     436.2    9320.4     311.4    9195.6
   -3.6+  124.8       0.0      0.0     447.3    9650.1     322.5    9525.3
   -3.6-  124.8       0.0      0.0     487.5    7597.0     362.7    7472.2
   -3.7   124.8       0.0      0.0     488.8    7623.0     364.0    7498.2
   -4.7   124.8       0.0      0.0     501.4    7883.1     376.6    7758.3
   -5.7   124.8       0.0      0.0     514.0    8143.2     389.2    8018.4
   -6.7   124.8       0.0      0.0     526.6    8403.2     401.8    8278.4
   -7.7   124.8       0.0      0.0     539.3    8663.3     414.5    8538.5
   -8.7   124.8       0.0      0.0     551.9    8923.4     427.1    8798.6
   -9.7   124.8       0.0      0.0     564.5    9183.5     439.7    9058.7
  -10.7   124.8       0.0      0.0     577.1    9443.6     452.3    9318.8
  -11.7   124.8       0.0      0.0     589.8    9703.6     465.0    9578.8
  -12.7   124.8       0.0      0.0     602.4    9963.7     477.6    9838.9
  -13.7   124.8       0.0      0.0     615.0   10223.8     490.2   10099.0
  -14.7   124.8       0.0      0.0     627.6   10483.9     502.8   10359.1
  -15.7   124.8       0.0      0.0     640.3   10744.0     515.5   10619.2
  -16.0   124.8       0.0      0.0     644.1   10822.0     519.3   10697.2
  -16.7   124.8     182.1      8.8     470.8   10995.2     528.1   10879.2
  -17.0   124.8     260.1     12.6     396.6   11069.4     531.9   10957.3
  -17.7   124.8     442.1     21.5     223.4   11242.7     540.7   11139.3
  -18.6   124.8     676.9     32.9       0.0   11466.0     552.1   11374.1
  -18.7   124.8     702.2     34.1     -24.1   11490.1     553.3   11399.4
  -19.7   124.8     962.3     46.7    -271.5   11737.6     566.0   11659.5
  -20.7   124.8    1222.4     59.3    -519.0   11985.0     578.6   11919.6
  -21.7   124.8    1482.5     72.0    -766.4   12232.5     591.2   12179.6
  -22.2+  124.8    1612.5     78.3  -12530.2   19367.0     597.5   12309.7
  -22.2-  124.8   24295.1      0.0  -12530.2   19367.0       0.0   26252.9
  -22.7   124.8   24326.4      0.0  -24201.6   26409.0       0.0   26284.2
  -23.7   124.8   24389.0      0.0  -24264.2   26471.6       0.0   26346.8
  -24.7   124.8   24451.6      0.0  -24326.8   26534.2       0.0   26409.4
  -25.7   124.8   24514.2      0.0  -24389.4   26596.8       0.0   26472.0
  -26.7   124.8   24576.8      0.0  -24452.0   26659.4       0.0   26534.6
  -27.7   124.8   24639.4      0.0  -24514.6   26722.0       0.0   26597.2
  -28.7   124.8   24702.0      0.0  -24577.2   26784.6       0.0   26659.8
  -29.7   124.8   24764.6      0.0  -24639.8   26847.2       0.0   26722.4
  -30.7   124.8   24827.2      0.0  -24702.4   26909.8       0.0   26785.0
  -31.7   124.8   24889.8      0.0  -24765.0   26972.4       0.0   26847.6
  -32.7   124.8   24952.4      0.0  -24827.6   27035.0       0.0   26910.2
  -33.7   124.8   25015.0      0.0  -24890.2   27097.6       0.0   26972.8
  -34.7   124.8   25077.6      0.0  -24952.8   27160.2       0.0   27035.4
  -35.7   124.8   25140.2      0.0  -25015.4   27222.8       0.0   27098.0
  -36.7   124.8   25202.8      0.0  -25078.0   27285.4       0.0   27160.6
  -37.7   124.8   25265.4      0.0  -25140.6   27348.0       0.0   27223.2
  -38.7   124.8   25328.0      0.0  -25203.2   27410.6       0.0   27285.8
  -39.7   124.8   25390.6      0.0  -25265.8   27473.2       0.0   27348.4
  -40.7   124.8   25453.2      0.0  -25328.4   27535.8       0.0   27411.0
  -41.7   124.8   25515.8      0.0  -25391.0   27598.4       0.0   27473.6
  -42.7   124.8   25578.4      0.0  -25453.6   27661.0       0.0   27536.2
  -43.7   124.8   25641.0      0.0  -25516.2   27723.6       0.0   27598.8
  -44.7   124.8   25703.6      0.0  -25578.8   27786.2       0.0   27661.4
  -45.7   124.8   25766.2      0.0  -25641.4   27848.8       0.0   27724.0
  -46.7   124.8   25828.8      0.0  -25704.0   27911.4       0.0   27786.6
  -47.7   124.8   25891.4      0.0  -25766.6   27974.0       0.0   27849.2
  -48.7   124.8   25954.0      0.0  -25829.2   28036.6       0.0   27911.8
  -49.7   124.8   26016.6      0.0  -25891.8   28099.2       0.0   27974.4
  -50.7   124.8   26079.2      0.0  -25954.4   28161.8       0.0   28037.0
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  -51.7   124.8   26141.8      0.0  -26017.0   28224.4       0.0   28099.6
  -52.7   124.8   26204.4      0.0  -26079.6   28287.0       0.0   28162.2
  -53.7   124.8   26267.0      0.0  -26142.2   28349.6       0.0   28224.8
  -54.7   124.8   26329.6      0.0  -26204.8   28412.2       0.0   28287.4
  -55.7   124.8   26392.2      0.0  -26267.4   28474.8       0.0   28350.0
  -56.7   124.8   26454.8      0.0  -26330.0   28537.4       0.0   28412.6
  -57.7   124.8   26517.4      0.0  -26392.6   28600.0       0.0   28475.2
  -58.7   124.8   26580.0      0.0  -26455.2   28662.6       0.0   28537.8
  -59.7   124.8   26642.6      0.0  -26517.8   28725.2       0.0   28600.4
  -60.7   124.8   26705.2      0.0  -26580.4   28787.8       0.0   28663.0
  -61.7   124.8   26767.8      0.0  -26643.0   28850.4       0.0   28725.6
  -62.7   124.8   26830.4      0.0  -26705.6   28913.0       0.0   28788.2
  -63.7   124.8   26893.0      0.0  -26768.2   28975.6       0.0   28850.8
  -64.7   124.8   26955.6      0.0  -26830.8   29038.2       0.0   28913.4
  -65.7   124.8   27018.2      0.0  -26893.4   29100.8       0.0   28976.0
  -66.7   124.8   27080.8      0.0  -26956.0   29163.4       0.0   29038.6
  -67.7   124.8   27143.4      0.0  -27018.6   29226.0       0.0   29101.2
  -68.7   124.8   27206.0      0.0  -27081.2   29288.6       0.0   29163.8
  -69.7   124.8   27268.6      0.0  -27143.8   29351.2       0.0   29226.4
  -70.7   124.8   27331.2      0.0  -27206.4   29413.8       0.0   29289.0
  -71.7   124.8   27393.8      0.0  -27269.0   29476.4       0.0   29351.6
  -72.7   124.8   27456.4      0.0  -27331.6   29539.0       0.0   29414.2
  -73.7   124.8   27519.0      0.0  -27394.2   29601.6       0.0   29476.8
  -74.7   124.8   27581.6      0.0  -27456.8   29664.2       0.0   29539.4
  -75.7   124.8   27644.2      0.0  -27519.4   29726.8       0.0   29602.0
  -76.7   124.8   27706.8      0.0  -27582.0   29789.4       0.0   29664.6
  -77.7   124.8   27769.4      0.0  -27644.6   29852.0       0.0   29727.2
  -78.7   124.8   27832.0      0.0  -27707.2   29914.6       0.0   29789.8
  -79.7   124.8   27894.6      0.0  -27769.8   29977.2       0.0   29852.4
  -80.7   124.8   27957.2      0.0  -27832.4   30039.8       0.0   29915.0
  -81.7   124.8   28019.8      0.0  -27895.0   30102.4       0.0   29977.6
  -82.7   124.8   28082.4      0.0  -27957.6   30165.0       0.0   30040.2
  -83.7   124.8   28145.0      0.0  -28020.2   30227.6       0.0   30102.8

  PROGRAM CWALSHT-DESIGN/ANALYSIS OF ANCHORED OR CANTILEVER SHEET PILE WALLS
                            BY CLASSICAL METHODS
  DATE: 18-AUGUST-2010                                        TIME: 14:56:05

                         ****************************
                         *  SUMMARY OF RESULTS FOR  *
                         *  CANTILEVER WALL DESIGN  *
                         ****************************

      I.--HEADING
       'KEY WEST NAVAL AIR STATION (BREAKWATER 497) 
       'TRUMAN ANNEX, KEY WEST, FLORIDA 

     II.--SUMMARY

          RIGHTSIDE SOIL PRESSURES DETERMINED BY COULOMB COEFFICIENTS
          AND THEORY OF ELASTICITY EQUATIONS FOR SURCHARGE LOADS.

          LEFTSIDE SOIL PRESSURES DETERMINED BY COULOMB COEFFICIENTS
          AND THEORY OF ELASTICITY EQUATIONS FOR SURCHARGE LOADS.
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Cantilever 600 psf

     WALL BOTTOM ELEV. (FT)     :      -28.53
           PENETRATION (FT)     :       12.53

     MAX. BEND. MOMENT (LB-FT)  :  1.5687E+05
           AT ELEVATION (FT)    :      -22.58

     MAX. SCALED DEFL. (LB-IN^3):  7.9360E+10
           AT ELEVATION (FT)    :        6.30

               NOTE:  DIVIDE SCALED DEFLECTION MODULUS OF
                      ELASTICITY IN PSI TIMES PILE MOMENT
                      OF INERTIA IN IN^4 TO OBTAIN DEFLECTION
                      IN INCHES.

  PROGRAM CWALSHT-DESIGN/ANALYSIS OF ANCHOREDOR CANTILEVER SHEET PILE WALLS
                            BY CLASSICAL METHODS
  DATE: 18-AUGUST-2010                                        TIME: 14:56:05

                         ****************************
                         * COMPLETE OF RESULTS FOR  *
                         *  CANTILEVER WALL DESIGN  *
                         ****************************

       I.--HEADING
       'KEY WEST NAVAL AIR STATION (BREAKWATER 497) 
       'TRUMAN ANNEX, KEY WEST, FLORIDA 

      II.--RESULTS0. (LB))

                     BENDING                        SCALED         NET
      ELEVATION      MOMENT          SHEAR        DEFLECTION     PRESSURE
         (FT)        (LB-FT)          (LB)         (LB-IN^3)       (PSF)
          6.30    0.0000E+00            0.        7.9360E+10       141.51
          5.30    7.5077E+01          154.        7.6109E+10       167.45
          4.30    3.1760E+02          335.        7.2859E+10       193.39
          3.30    7.5353E+02          541.        6.9608E+10       219.34
          2.30    1.4088E+03          774.        6.6360E+10       245.28
          2.00    1.6520E+03          848.        6.5385E+10       253.06
          1.30    2.3121E+03         1044.        6.3113E+10       305.43
          0.30    3.5211E+03         1387.        5.9871E+10       380.23
          0.00    3.9545E+03         1504.        5.8900E+10       402.67
         -0.70    5.1067E+03         1789.        5.6635E+10       411.36
         -1.70    7.1034E+03         2207.        5.3408E+10       423.76
         -2.70    9.5239E+03         2636.        5.0193E+10       436.17
         -3.60    1.2075E+04         3034.        4.7313E+10       447.33
         -3.60    1.2075E+04         3034.        4.7313E+10       487.51
         -3.70    1.2381E+04         3083.        4.6994E+10       488.78
         -4.70    1.5710E+04         3578.        4.3817E+10       501.40
         -5.70    1.9541E+04         4086.        4.0668E+10       514.03
         -6.70    2.3886E+04         4606.        3.7552E+10       526.65
         -7.70    2.8757E+04         5139.        3.4477E+10       539.27
         -8.70    3.4168E+04         5685.        3.1453E+10       551.90
         -9.70    4.0131E+04         6243.        2.8487E+10       564.52
        -10.70    4.6658E+04         6814.        2.5591E+10       577.15
        -11.70    5.3762E+04         7397.        2.2775E+10       589.77
        -12.70    6.1456E+04         7993.        2.0053E+10       602.40
        -13.70    6.9752E+04         8602.        1.7437E+10       615.02
        -14.70    7.8664E+04         9223.        1.4941E+10       627.65
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Cantilever 600 psf
        -15.70    8.8203E+04         9857.        1.2581E+10       640.27
        -16.00    9.1189E+04        10050.        1.1902E+10       644.06
        -16.70    9.8368E+04        10440.        1.0374E+10       470.84
        -17.00    1.0152E+05        10570.        9.7445E+09       396.60
        -17.70    1.0900E+05        10787.        8.3373E+09       223.39
        -18.60    1.1880E+05        10888.        6.6597E+09         0.00
        -18.70    1.1986E+05        10887.        6.4886E+09       -24.07
        -19.70    1.3069E+05        10739.        4.8471E+09      -271.53
        -20.70    1.4126E+05        10344.        3.4314E+09      -518.98
        -21.70    1.5130E+05         9701.        2.2597E+09      -766.44
        -22.20    1.5556E+05         6377.        1.7707E+09    -12530.24
        -22.70    1.5670E+05        -2806.        1.3489E+09    -24201.62
        -22.88    1.5578E+05        -7227.        1.2117E+09    -24213.05
        -23.70    1.4261E+05       -24001.        7.0588E+08    -16830.19
        -24.70    1.1170E+05       -36315.        3.0684E+08     -7797.58
        -25.70    7.2990E+04       -39596.        9.9691E+07      1235.04
        -26.70    3.5517E+04       -33845.        1.8846E+07     10267.66
        -27.70    8.3117E+03       -19061.        8.5299E+05     19300.28
        -28.53    0.0000E+00            0.        0.0000E+00     26773.81

               NOTE:  DIVIDE SCALED DEFLECTION MODULUS OF
                      ELASTICITY IN PSI TIMES PILE MOMENT
                      OF INERTIA IN IN^4 TO OBTAIN DEFLECTION
                      IN INCHES.

     III.--WATER AND SOIL PRESSURES

                             <-------------SOIL PRESSURES-------------->
                  WATER      <----LEFTSIDE----->      <---RIGHTSIDE---->
   ELEVATION    PRESSURE     PASSIVE      ACTIVE      ACTIVE     PASSIVE
      (FT)        (PSF)       (PSF)        (PSF)       (PSF)      (PSF)
      6.30            0.          0.          0.        142.       4179.
      5.30            0.          0.          0.        167.       4945.
      4.30            0.          0.          0.        193.       5711.
      3.30            0.          0.          0.        219.       6478.
      2.30            0.          0.          0.        245.       7244.
      2.00            0.          0.          0.        253.       7474.
      1.30           44.          0.          0.        262.       7730.
      0.30          106.          0.          0.        274.       8096.
      0.00          125.          0.          0.        278.       8206.
     -0.70          125.          0.          0.        287.       8463.
     -1.70          125.          0.          0.        299.       8829.
     -2.70          125.          0.          0.        311.       9196.
     -3.60+         125.          0.          0.        323.       9525.
     -3.60+         125.          0.          0.        363.       7472.
     -3.70          125.          0.          0.        364.       7498.
     -4.70          125.          0.          0.        377.       7758.
     -5.70          125.          0.          0.        389.       8018.
     -6.70          125.          0.          0.        402.       8278.
     -7.70          125.          0.          0.        414.       8539.
     -8.70          125.          0.          0.        427.       8799.
     -9.70          125.          0.          0.        440.       9059.
    -10.70          125.          0.          0.        452.       9319.
    -11.70          125.          0.          0.        465.       9579.
    -12.70          125.          0.          0.        478.       9839.
    -13.70          125.          0.          0.        490.      10099.
    -14.70          125.          0.          0.        503.      10359.
    -15.70          125.          0.          0.        515.      10619.
    -16.00          125.          0.          0.        519.      10697.
    -16.70          125.        182.          9.        528.      10879.
    -17.00          125.        260.         13.        532.      10957.
    -17.70          125.        442.         21.        541.      11139.
    -18.60          125.        677.         33.        552.      11374.
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Cantilever 600 psf
    -18.70          125.        702.         34.        553.      11399.
    -19.70          125.        962.         47.        566.      11659.
    -20.70          125.       1222.         59.        579.      11920.
    -21.70          125.       1482.         72.        591.      12180.
    -22.20+         125.       1612.         78.        598.      12310.
    -22.20+         125.      24295.          0.          0.      26253.
    -22.70          125.      24326.          0.          0.      26284.
    -22.88          125.      24338.          0.          0.      26296.
    -23.70          125.      24389.          0.          0.      26347.
    -24.70          125.      24452.          0.          0.      26409.
    -25.70          125.      24514.          0.          0.      26472.
    -26.70          125.      24577.          0.          0.      26535.
    -27.70          125.      24639.          0.          0.      26597.
    -28.53          125.      24702.          0.          0.      26660.
    -29.70          125.      24765.          0.          0.      26722.
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Key West Naval Air Station (Breakwater 497)
Truman Annex, Key West, Florida
N&A Project No. 08-09-0021-101

CASE III: Steel Sheet Pile Bulkhead, Cantilever (Sta. 12+90 to 16+46)                   

+6.3'

MLLW Elev. 0.0' +2.0'

-3.6'

-22.2'

-83.7'

Input from CWALSHT Output

(Calculated) Wall Penetration (ft) = 13.08 -30.00
(Required) Wall Penetration (ft)= 19.0 -35.00

Maximum Bending Moment, Mmax (Kips-ft) = 183.46

Nominal Yield Strength for Grade A-328 Steel (ksi) 39
Allowable Working Stress for Grade A-328 Steel, Fb (ksi) = 60% * 39 = 23.4

Nominal Yield Strength for Grade A-572 Steel (ksi) 50
Allowable Working Stress for Grade A-572 Steel, Fb (ksi) = 60% * 50 = 30

Required Section Modulus, S (in3) for A-328 = Mmax / Fb = 94.1
Required Section Modulus, S (in3) for A-572 = Mmax / Fb = 73.4

Scaled Deflection (lbs-in3)

Section

Section 
Modulus 

(in 3 /ft)

Moment of 
Inertia 

(in 4 /ft)
Deflection 

(in)
AZ-25 45.7 382.6 -
AZ-26 48.4 406.5 -
AZ-28 51.2 431.6 -
AZ-37 68.9 676.6 -
AZ-39 72.5 714 -
AZ-41 76.2 751.4 4.56
AZ-46 85.5 808.8 4.23
AZ-48 89.3 847.1 4.04
AZ-50 93.3 886.5 3.86

*The sheet pile section was selected to estimate the top wall deflection. The actual sheet pile section should be selected by The Designer.

Approx. Top Wall Elev.

-16.0' (Approx. Max. Mudline)

Elevation (ft) =
Elevation (ft) =

9.93080E+10

8000 lbs

FILL (GP/GP-GM)
 = 115 pcf
Φ = 34 degrees,  δ  = 22 degrees

SAND WITH SHELL & LIMESTONE (SP)
 = 110 pcf
Φ = 32 degrees
δ = 17 degrees

LIMESTONE
 = 125 pcf
Side Shear Strength = 12,000 psf



Cantilever Point Load
  PROGRAM CWALSHT-DESIGN/ANALYSIS OF ANCHORED OR CANTILEVER SHEET PILE WALLS
                            BY CLASSICAL METHODS
  DATE: 18-AUGUST-2010                                        TIME: 15:00:44

                              ****************
                              *  INPUT DATA  *
                              ****************

        I.--HEADING
       'KEY WEST NAVAL AIR STATION (BREAKWATER 497) 
       'TRUMAN ANNEX, KEY WEST, FLORIDA 

       II.--CONTROL
          CANTILEVER WALL DESIGN
          FACTOR OF SAFETY FOR ACTIVE PRESSURES  = 1.00
          FACTOR OF SAFETY FOR PASSIVE PRESSURES = 1.00

      III.--WALL DATA
          ELEVATION AT TOP OF WALL    = 6.30 FT.

       IV.--SURFACE POINT DATA

            IV.A.--RIGHTSIDE
               DIST. FROM     ELEVATION
               WALL (FT)         (FT)
                  100.00          6.30

            IV.B.--LEFTSIDE
               DIST. FROM     ELEVATION
               WALL (FT)         (FT)
                  100.00        -16.00

        V.--SOIL LAYER DATA

           V.A.--RIGHTSIDE
               LEVEL 2 FACTOR OF SAFETY FOR ACTIVE PRESSURE  = 1.00
               LEVEL 2 FACTOR OF SAFETY FOR PASSIVE PRESSURE = 1.00

                 ANGLE OF         ANGLE OF                        <-SAFETY->
   SAT.   MOIST  INTERNAL  COH-     WALL    ADH-    <--BOTTOM-->  <-FACTOR->
  WGHT.   WGHT.  FRICTION  ESION  FRICTION  ESION   ELEV.  SLOPE  ACT. PASS.
  (PCF)   (PCF)    (DEG)   (PSF)    (DEG)   (PSF)   (FT)  (FT/FT)
 115.00  110.00    34.00    0.00    22.00    0.00   -3.60   0.00   DEF  DEF
 110.00  105.00    32.00    0.00    17.00    0.00  -22.20   0.00   DEF  DEF
 125.00  120.00     0.0012000.00     0.00    0.00                  DEF  DEF

           V.B.--LEFTSIDE
               LEVEL 2 FACTOR OF SAFETY FOR ACTIVE PRESSURE  = 1.00
               LEVEL 2 FACTOR OF SAFETY FOR PASSIVE PRESSURE = 1.00

                 ANGLE OF         ANGLE OF                        <-SAFETY->
   SAT.   MOIST  INTERNAL  COH-     WALL    ADH-    <--BOTTOM-->  <-FACTOR->
  WGHT.   WGHT.  FRICTION  ESION  FRICTION  ESION   ELEV.  SLOPE  ACT. PASS.
  (PCF)   (PCF)    (DEG)   (PSF)    (DEG)   (PSF)   (FT)  (FT/FT)
 110.00  105.00    32.00    0.00    17.00    0.00  -22.20   0.00   DEF  DEF
 125.00  120.00     0.0012000.00     0.00    0.00                  DEF  DEF

       VI.--WATER DATA
          UNIT WEIGHT         = 62.40 (PCF)
          RIGHTSIDE ELEVATION = 2.00 (FT)
          LEFTSIDE ELEVATION  = 0.00 (FT)
          NO SEEPAGE
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Cantilever Point Load
      VII.--VERTICAL SURCHARGE LOADS

          VII.A.--VERTICAL LINE LOADS

               VII.A.1.--RIGHTSIDE
                    DIST. FROM     LINE LOAD
                    WALL (FT)         (PLF)
                         1.00       8000.00

               VII.A.2.--LEFTSIDE
                    NONE

          VII.B.--VERTICAL UNIFORM LOADS
                    NONE

          VII.C.--VERTICAL STRIP LOADS
               NONE

          VII.D.--VERTICAL RAMP LOADS
               NONE

          VII.E.--VERTICAL TRIANGULAR LOADS
               NONE

          VII.F.--VERTICAL VARIABLE LOADS
               NONE

     VIII.--HORIZONTAL LOADS
          NONE

  PROGRAM CWALSHT-DESIGN/ANALYSIS OF ANCHORED OR CANTILEVER SHEET PILE WALLS
                            BY CLASSICAL METHODS
  DATE: 18-AUGUST-2010                                        TIME: 15:00:46

                            **************************
                            *   SOIL PRESSURES FOR   *
                            * CANTILEVER WALL DESIGN *
                            **************************

      I.--HEADING
       'KEY WEST NAVAL AIR STATION (BREAKWATER 497) 
       'TRUMAN ANNEX, KEY WEST, FLORIDA 

     II.--SOIL PRESSURES

          RIGHTSIDE SOIL PRESSURES DETERMINED BY COULOMB COEFFICIENTS
          AND THEORY OF ELASTICITY EQUATIONS FOR SURCHARGE LOADS.

          LEFTSIDE SOIL PRESSURES DETERMINED BY COULOMB COEFFICIENTS
          AND THEORY OF ELASTICITY EQUATIONS FOR SURCHARGE LOADS.

                                     <------NET------>
           NET    <---LEFTSIDE--->     (SOIL + WATER)     <--RIGHTSIDE--->
  ELEV.   WATER   PASSIVE   ACTIVE    ACTIVE   PASSIVE    ACTIVE   PASSIVE
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Cantilever Point Load
  (FT)    (PSF)     (PSF)    (PSF)     (PSF)     (PSF)     (PSF)     (PSF)
    6.3     0.0       0.0      0.0       0.0       0.0       0.0       0.0
    5.3     0.0       0.0      0.0     150.4     890.6     150.4     890.6
    4.3     0.0       0.0      0.0     283.2    1763.6     283.2    1763.6
    3.3     0.0       0.0      0.0     386.7    2607.4     386.7    2607.4
    2.3     0.0       0.0      0.0     457.5    3418.4     457.5    3418.4
    2.0     0.0       0.0      0.0     472.7    3655.7     472.7    3655.7
    1.3    43.7       0.0      0.0     533.2    3964.0     489.5    3920.3
    0.3   106.1       0.0      0.0     601.5    4386.3     495.5    4280.2
    0.0   124.8       0.0      0.0     618.9    4509.8     494.1    4385.0
   -0.7   124.8       0.0      0.0     611.9    4750.5     487.1    4625.7
   -1.7   124.8       0.0      0.0     595.7    5088.4     470.9    4963.6
   -2.7   124.8       0.0      0.0     576.6    5423.2     451.8    5298.4
   -3.6+  124.8       0.0      0.0     559.4    5724.6     434.6    5599.8
   -3.6-  124.8       0.0      0.0     581.9    4572.2     457.1    4447.4
   -3.7   124.8       0.0      0.0     580.1    4595.1     455.3    4470.3
   -4.7   124.8       0.0      0.0     563.1    4825.6     438.3    4700.8
   -5.7   124.8       0.0      0.0     548.8    5058.7     424.0    4933.9
   -6.7   124.8       0.0      0.0     537.4    5294.8     412.6    5170.0
   -7.7   124.8       0.0      0.0     529.0    5533.9     404.2    5409.1
   -8.7   124.8       0.0      0.0     523.4    5775.7     398.6    5650.9
   -9.7   124.8       0.0      0.0     520.1    6019.9     395.3    5895.1
  -10.7   124.8       0.0      0.0     519.1    6266.3     394.3    6141.5
  -11.7   124.8       0.0      0.0     519.9    6514.6     395.1    6389.8
  -12.7   124.8       0.0      0.0     522.3    6764.4     397.5    6639.6
  -13.7   124.8       0.0      0.0     526.1    7015.7     401.3    6890.9
  -14.7   124.8       0.0      0.0     531.1    7268.1     406.3    7143.3
  -15.7   124.8       0.0      0.0     537.1    7521.6     412.3    7396.8
  -16.0   124.8       0.0      0.0     539.0    7597.8     414.2    7473.0
  -16.7   124.8     182.1      8.8     361.9    7767.0     419.1    7651.1
  -17.0   124.8     260.1     12.6     286.0    7839.7     421.3    7727.5
  -17.7   124.8     442.1     21.5     109.3    8009.4     426.7    7906.1
  -18.1   124.8     555.0     26.9       0.0    8114.9     430.2    8017.1
  -18.7   124.8     702.2     34.1    -142.5    8252.5     434.9    8161.7
  -19.7   124.8     962.3     46.7    -393.9    8496.0     443.6    8417.9
  -20.7   124.8    1222.4     59.3    -644.8    8740.0     452.8    8674.6
  -21.7   124.8    1482.5     72.0    -895.3    8984.5     462.4    8931.6
  -22.2+  124.8    1612.5     78.3  -12595.3   17456.7     467.3    9060.3
  -22.2-  124.8   24295.1      0.0  -12595.3   17456.7       0.0   25681.9
  -22.7   124.8   24326.4      0.0  -24201.6   25836.7       0.0   25711.9
  -23.7   124.8   24389.0      0.0  -24264.2   25896.9       0.0   25772.1
  -24.7   124.8   24451.6      0.0  -24326.8   25957.3       0.0   25832.5
  -25.7   124.8   24514.2      0.0  -24389.4   26018.0       0.0   25893.2
  -26.7   124.8   24576.8      0.0  -24452.0   26078.9       0.0   25954.1
  -27.7   124.8   24639.4      0.0  -24514.6   26140.0       0.0   26015.2
  -28.7   124.8   24702.0      0.0  -24577.2   26201.2       0.0   26076.4
  -29.7   124.8   24764.6      0.0  -24639.8   26262.6       0.0   26137.8
  -30.7   124.8   24827.2      0.0  -24702.4   26324.1       0.0   26199.3
  -31.7   124.8   24889.8      0.0  -24765.0   26385.6       0.0   26260.8
  -32.7   124.8   24952.4      0.0  -24827.6   26447.3       0.0   26322.5
  -33.7   124.8   25015.0      0.0  -24890.2   26509.1       0.0   26384.3
  -34.7   124.8   25077.6      0.0  -24952.8   26570.9       0.0   26446.1
  -35.7   124.8   25140.2      0.0  -25015.4   26632.8       0.0   26508.0
  -36.7   124.8   25202.8      0.0  -25078.0   26694.8       0.0   26570.0
  -37.7   124.8   25265.4      0.0  -25140.6   26756.8       0.0   26632.0
  -38.7   124.8   25328.0      0.0  -25203.2   26818.8       0.0   26694.0
  -39.7   124.8   25390.6      0.0  -25265.8   26880.9       0.0   26756.1
  -40.7   124.8   25453.2      0.0  -25328.4   26943.1       0.0   26818.3
  -41.7   124.8   25515.8      0.0  -25391.0   27005.2       0.0   26880.4
  -42.7   124.8   25578.4      0.0  -25453.6   27067.5       0.0   26942.7
  -43.7   124.8   25641.0      0.0  -25516.2   27129.7       0.0   27004.9
  -44.7   124.8   25703.6      0.0  -25578.8   27192.0       0.0   27067.2
  -45.7   124.8   25766.2      0.0  -25641.4   27254.2       0.0   27129.4
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  -46.7   124.8   25828.8      0.0  -25704.0   27316.5       0.0   27191.7
  -47.7   124.8   25891.4      0.0  -25766.6   27378.9       0.0   27254.1
  -48.7   124.8   25954.0      0.0  -25829.2   27441.2       0.0   27316.4
  -49.7   124.8   26016.6      0.0  -25891.8   27503.6       0.0   27378.8
  -50.7   124.8   26079.2      0.0  -25954.4   27566.0       0.0   27441.2
  -51.7   124.8   26141.8      0.0  -26017.0   27628.4       0.0   27503.6
  -52.7   124.8   26204.4      0.0  -26079.6   27690.8       0.0   27566.0
  -53.7   124.8   26267.0      0.0  -26142.2   27753.2       0.0   27628.4
  -54.7   124.8   26329.6      0.0  -26204.8   27815.6       0.0   27690.8
  -55.7   124.8   26392.2      0.0  -26267.4   27878.1       0.0   27753.3
  -56.7   124.8   26454.8      0.0  -26330.0   27940.5       0.0   27815.7
  -57.7   124.8   26517.4      0.0  -26392.6   28003.0       0.0   27878.2
  -58.7   124.8   26580.0      0.0  -26455.2   28065.5       0.0   27940.7
  -59.7   124.8   26642.6      0.0  -26517.8   28127.9       0.0   28003.1
  -60.7   124.8   26705.2      0.0  -26580.4   28190.4       0.0   28065.6
  -61.7   124.8   26767.8      0.0  -26643.0   28252.9       0.0   28128.1
  -62.7   124.8   26830.4      0.0  -26705.6   28315.4       0.0   28190.6
  -63.7   124.8   26893.0      0.0  -26768.2   28377.9       0.0   28253.1
  -64.7   124.8   26955.6      0.0  -26830.8   28440.4       0.0   28315.6
  -65.7   124.8   27018.2      0.0  -26893.4   28502.9       0.0   28378.1
  -66.7   124.8   27080.8      0.0  -26956.0   28565.4       0.0   28440.6
  -67.7   124.8   27143.4      0.0  -27018.6   28628.0       0.0   28503.2
  -68.7   124.8   27206.0      0.0  -27081.2   28690.5       0.0   28565.7
  -69.7   124.8   27268.6      0.0  -27143.8   28753.0       0.0   28628.2
  -70.7   124.8   27331.2      0.0  -27206.4   28815.5       0.0   28690.7
  -71.7   124.8   27393.8      0.0  -27269.0   28878.1       0.0   28753.3
  -72.7   124.8   27456.4      0.0  -27331.6   28940.6       0.0   28815.8
  -73.7   124.8   27519.0      0.0  -27394.2   29003.2       0.0   28878.4
  -74.7   124.8   27581.6      0.0  -27456.8   29065.7       0.0   28940.9
  -75.7   124.8   27644.2      0.0  -27519.4   29128.3       0.0   29003.5
  -76.7   124.8   27706.8      0.0  -27582.0   29190.8       0.0   29066.0
  -77.7   124.8   27769.4      0.0  -27644.6   29253.4       0.0   29128.6
  -78.7   124.8   27832.0      0.0  -27707.2   29315.9       0.0   29191.1
  -79.7   124.8   27894.6      0.0  -27769.8   29378.5       0.0   29253.7
  -80.7   124.8   27957.2      0.0  -27832.4   29441.0       0.0   29316.2
  -81.7   124.8   28019.8      0.0  -27895.0   29503.6       0.0   29378.8
  -82.7   124.8   28082.4      0.0  -27957.6   29566.1       0.0   29441.3
  -83.7   124.8   28145.0      0.0  -28020.2   29628.7       0.0   29503.9

  PROGRAM CWALSHT-DESIGN/ANALYSIS OF ANCHORED OR CANTILEVER SHEET PILE WALLS
                            BY CLASSICAL METHODS
  DATE: 18-AUGUST-2010                                        TIME: 15:00:47

                         ****************************
                         *  SUMMARY OF RESULTS FOR  *
                         *  CANTILEVER WALL DESIGN  *
                         ****************************

      I.--HEADING
       'KEY WEST NAVAL AIR STATION (BREAKWATER 497) 
       'TRUMAN ANNEX, KEY WEST, FLORIDA 

     II.--SUMMARY
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Cantilever Point Load
          RIGHTSIDE SOIL PRESSURES DETERMINED BY COULOMB COEFFICIENTS
          AND THEORY OF ELASTICITY EQUATIONS FOR SURCHARGE LOADS.

          LEFTSIDE SOIL PRESSURES DETERMINED BY COULOMB COEFFICIENTS
          AND THEORY OF ELASTICITY EQUATIONS FOR SURCHARGE LOADS.

     WALL BOTTOM ELEV. (FT)     :      -29.08
           PENETRATION (FT)     :       13.08

     MAX. BEND. MOMENT (LB-FT)  :  1.8346E+05
           AT ELEVATION (FT)    :      -22.59

     MAX. SCALED DEFL. (LB-IN^3):  9.9308E+10
           AT ELEVATION (FT)    :        6.30

               NOTE:  DIVIDE SCALED DEFLECTION MODULUS OF
                      ELASTICITY IN PSI TIMES PILE MOMENT
                      OF INERTIA IN IN^4 TO OBTAIN DEFLECTION
                      IN INCHES.

  PROGRAM CWALSHT-DESIGN/ANALYSIS OF ANCHOREDOR CANTILEVER SHEET PILE WALLS
                            BY CLASSICAL METHODS
  DATE: 18-AUGUST-2010                                        TIME: 15:00:47

                         ****************************
                         * COMPLETE OF RESULTS FOR  *
                         *  CANTILEVER WALL DESIGN  *
                         ****************************

       I.--HEADING
       'KEY WEST NAVAL AIR STATION (BREAKWATER 497) 
       'TRUMAN ANNEX, KEY WEST, FLORIDA 

      II.--RESULTS0. (LB))

                     BENDING                        SCALED         NET
      ELEVATION      MOMENT          SHEAR        DEFLECTION     PRESSURE
         (FT)        (LB-FT)          (LB)         (LB-IN^3)       (PSF)
          6.30    0.0000E+00            0.        9.9308E+10         0.00
          5.30    2.5060E+01           75.        9.5217E+10       150.36
          4.30    1.9756E+02          292.        9.1125E+10       283.18
          3.30    6.4835E+02          627.        8.7034E+10       386.70
          2.30    1.4804E+03         1049.        8.2945E+10       457.48
          2.00    1.8159E+03         1189.        8.1718E+10       472.73
          1.30    2.7686E+03         1541.        7.8857E+10       533.22
          0.30    4.5872E+03         2108.        7.4775E+10       601.54
          0.00    5.2469E+03         2291.        7.3552E+10       618.91
         -0.70    7.0017E+03         2722.        7.0701E+10       611.86
         -1.70    1.0027E+04         3326.        6.6639E+10       595.71
         -2.70    1.3647E+04         3912.        6.2594E+10       576.58
         -3.60    1.7399E+04         4423.        5.8974E+10       559.37
         -3.60    1.7399E+04         4423.        5.8974E+10       581.93
         -3.70    1.7844E+04         4481.        5.8573E+10       580.10
         -4.70    2.2612E+04         5053.        5.4583E+10       563.10
         -5.70    2.7944E+04         5609.        5.0632E+10       548.78
         -6.70    3.3825E+04         6152.        4.6729E+10       537.44
         -7.70    4.0244E+04         6685.        4.2885E+10       529.03
         -8.70    4.7193E+04         7211.        3.9111E+10       523.36
         -9.70    5.4665E+04         7733.        3.5418E+10       520.14
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        -10.70    6.2658E+04         8252.        3.1820E+10       519.08
        -11.70    7.1170E+04         8772.        2.8330E+10       519.89
        -12.70    8.0202E+04         9293.        2.4963E+10       522.32
        -13.70    8.9757E+04         9817.        2.1735E+10       526.12
        -14.70    9.9838E+04        10346.        1.8662E+10       531.10
        -15.70    1.1045E+05        10880.        1.5761E+10       537.08
        -16.00    1.1374E+05        11041.        1.4928E+10       539.05
        -16.70    1.2159E+05        11357.        1.3052E+10       361.86
        -17.00    1.2501E+05        11454.        1.2279E+10       286.03
        -17.70    1.3308E+05        11592.        1.0552E+10       109.35
        -18.13    1.3812E+05        11616.        9.5378E+09         0.00
        -18.70    1.4469E+05        11576.        8.2831E+09      -142.53
        -19.70    1.5615E+05        11307.        6.2637E+09      -393.88
        -20.70    1.6722E+05        10788.        4.5141E+09      -644.77
        -21.70    1.7764E+05        10018.        3.0533E+09      -895.25
        -22.20    1.8205E+05         6645.        2.4369E+09    -12595.34
        -22.70    1.8332E+05        -2554.        1.8991E+09    -24201.62
        -22.85    1.8264E+05        -6272.        1.7498E+09    -24211.23
        -23.70    1.6948E+05       -23864.        1.0585E+09    -17358.39
        -24.70    1.3828E+05       -37174.        5.0828E+08     -9262.06
        -25.70    9.7825E+04       -42388.        1.9567E+08     -1165.73
        -26.70    5.6204E+04       -39506.        5.1936E+07      6930.60
        -27.70    2.1512E+04       -28527.        6.3191E+06     15026.93
        -28.70    1.8483E+03        -9452.        3.9698E+04     23123.26
        -29.08    0.0000E+00            0.        0.0000E+00     26224.73

               NOTE:  DIVIDE SCALED DEFLECTION MODULUS OF
                      ELASTICITY IN PSI TIMES PILE MOMENT
                      OF INERTIA IN IN^4 TO OBTAIN DEFLECTION
                      IN INCHES.

     III.--WATER AND SOIL PRESSURES

                             <-------------SOIL PRESSURES-------------->
                  WATER      <----LEFTSIDE----->      <---RIGHTSIDE---->
   ELEVATION    PRESSURE     PASSIVE      ACTIVE      ACTIVE     PASSIVE
      (FT)        (PSF)       (PSF)        (PSF)       (PSF)      (PSF)
      6.30            0.          0.          0.          0.          0.
      5.30            0.          0.          0.        150.        891.
      4.30            0.          0.          0.        283.       1764.
      3.30            0.          0.          0.        387.       2607.
      2.30            0.          0.          0.        457.       3418.
      2.00            0.          0.          0.        473.       3656.
      1.30           44.          0.          0.        490.       3920.
      0.30          106.          0.          0.        495.       4280.
      0.00          125.          0.          0.        494.       4385.
     -0.70          125.          0.          0.        487.       4626.
     -1.70          125.          0.          0.        471.       4964.
     -2.70          125.          0.          0.        452.       5298.
     -3.60+         125.          0.          0.        435.       5600.
     -3.60+         125.          0.          0.        457.       4447.
     -3.70          125.          0.          0.        455.       4470.
     -4.70          125.          0.          0.        438.       4701.
     -5.70          125.          0.          0.        424.       4934.
     -6.70          125.          0.          0.        413.       5170.
     -7.70          125.          0.          0.        404.       5409.
     -8.70          125.          0.          0.        399.       5651.
     -9.70          125.          0.          0.        395.       5895.
    -10.70          125.          0.          0.        394.       6141.
    -11.70          125.          0.          0.        395.       6390.
    -12.70          125.          0.          0.        398.       6640.
    -13.70          125.          0.          0.        401.       6891.
    -14.70          125.          0.          0.        406.       7143.
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Cantilever Point Load
    -15.70          125.          0.          0.        412.       7397.
    -16.00          125.          0.          0.        414.       7473.
    -16.70          125.        182.          9.        419.       7651.
    -17.00          125.        260.         13.        421.       7728.
    -17.70          125.        442.         21.        427.       7906.
    -18.13          125.        555.         27.        430.       8017.
    -18.70          125.        702.         34.        435.       8162.
    -19.70          125.        962.         47.        444.       8418.
    -20.70          125.       1222.         59.        453.       8675.
    -21.70          125.       1482.         72.        462.       8932.
    -22.20+         125.       1612.         78.        467.       9060.
    -22.20+         125.      24295.          0.          0.      25682.
    -22.70          125.      24326.          0.          0.      25712.
    -22.85          125.      24336.          0.          0.      25721.
    -23.70          125.      24389.          0.          0.      25772.
    -24.70          125.      24452.          0.          0.      25833.
    -25.70          125.      24514.          0.          0.      25893.
    -26.70          125.      24577.          0.          0.      25954.
    -27.70          125.      24639.          0.          0.      26015.
    -28.70          125.      24702.          0.          0.      26076.
    -29.08          125.      24765.          0.          0.      26138.
    -30.70          125.      24827.          0.          0.      26199.
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Key West Naval Air Station (Breakwater 497)
Truman Annex, Key West, Florida
N&A Project No. 08-09-0021-101

CASE IV: Steel Sheet Pile Bulkhead, Anchored/Deadman (Sta. 12+90 to 16+46)                   

+6.3'

MLLW Elev. 0.0' Tie Rod/Deadman at Elev. 2'
+2.0'

-3.6'

-22.2'

-83.7'

Input from CWALSHT Output

(Calculated) Wall Penetration (ft) = 7.89 -24.00
(Required) Wall Penetration (ft)= 12.0 -28.00

Maximum Bending Moment, Mmax (Kips-ft) = 28.184

Anchor Force (kips) = 5.26

Nominal Yield Strength for Grade A-328 Steel (ksi) 39
Allowable Working Stress for Grade A-328 Steel, Fb (ksi) = 60% * 39 = 23.4

Nominal Yield Strength for Grade A-572 Steel (ksi) 50
Allowable Working Stress for Grade A-572 Steel, Fb (ksi) = 60% * 50 = 30

Required Section Modulus, S (in3) for A-328 = Mmax / Fb = 14.5
Required Section Modulus, S (in3) for A-572 = Mmax / Fb = 11.3

Scaled Deflection (lbs-in3)

Section

Section 
Modulus 

(in 3 /ft)

Moment of 
Inertia 

(in 4 /ft)
Deflection 

(in)
AZ-12 22.3 132.8 0.48
AZ-18 33.5 250.4 0.26
AZ-26 48.4 406.5 0.16
AZ-37 68.9 676.6 0.09
AZ-39 72.5 714 0.09
AZ-41 76.2 751.4 0.09
AZ-46 85.5 808.8 0.08
AZ-48 89.3 847.1 0.08
AZ-50 93.3 886.5 0.07

*The sheet pile section was selected to estimate the top wall deflection. The actual sheet pile section should be selected by The Designer.

Approx. Top Wall Elev.

-16.0' (Approx. Max. Mudline)

Elevation (ft) =
Elevation (ft) =

1.85560E+09

600 psf

FILL (GP/GP-GM)
 = 115 pcf
Φ = 34 degrees,  δ  = 22 degrees

SAND WITH SHELL & LIMESTONE (SP)
 = 110 pcf
Φ = 32 degrees
δ = 17 degrees

LIMESTONE
 = 125 pcf
Side Shear Strength = 12,000 psf



Key West Naval Air Station (Breakwater 497)
Truman Annex, Key West, Florida
N&A Project No. 08-09-0021-101

CASE IV: Steel Sheet Pile Bulkhead, Anchored to Limestone (Sta. 12+90 to 16+46)                   

+6.3'

MLLW Elev. 0.0' Tie Rod Starts Elev. 2' +2.0'

-3.6'

-22.2'

-83.7'

Input from CWALSHT Output

(Calculated) Wall Penetration (ft) = 7.89 -24.00
(Required) Wall Penetration (ft)= 12.0 -28.00

Maximum Bending Moment, Mmax (Kips-ft) = 28.184

Anchor Force (kips) = 5.26

Nominal Yield Strength for Grade A-328 Steel (ksi) 39
Allowable Working Stress for Grade A-328 Steel, Fb (ksi) = 60% * 39 = 23.4

Nominal Yield Strength for Grade A-572 Steel (ksi) 50
Allowable Working Stress for Grade A-572 Steel, Fb (ksi) = 60% * 50 = 30

Required Section Modulus, S (in3) for A-328 = Mmax / Fb = 14.5
Required Section Modulus, S (in3) for A-572 = Mmax / Fb = 11.3

Scaled Deflection (lbs-in3)

Section

Section 
Modulus 

(in 3 /ft)

Moment of 
Inertia 

(in 4 /ft)
Deflection 

(in)
AZ-12 22.3 132.8 0.48
AZ-18 33.5 250.4 0.26
AZ-26 48.4 406.5 0.16
AZ-37 68.9 676.6 0.09
AZ-39 72.5 714 0.09
AZ-41 76.2 751.4 0.09
AZ-46 85.5 808.8 0.08
AZ-48 89.3 847.1 0.08
AZ-50 93.3 886.5 0.07

*The sheet pile section was selected to estimate the top wall deflection. The actual sheet pile section should be selected by The Designer.

1.85560E+09

Elevation (ft) =

Approx. Top Wall Elev.

-16.0' (Approx. Max. Mudline)

Elevation (ft) =

600 psf

FILL (GP/GP-GM)
 = 115 pcf
Φ = 34 degrees,  δ  = 22 degrees

SAND WITH SHELL & LIMESTONE (SP)
 = 110 pcf
Φ = 32 degrees
δ = 17 degrees

LIMESTONE
 = 125 pcf
Side Shear Strength = 12,000 psf

1

Socket/Bonded Length

0.8



Anchored_Deadman
  PROGRAM CWALSHT-DESIGN/ANALYSIS OF ANCHORED OR CANTILEVER SHEET PILE WALLS
                            BY CLASSICAL METHODS
  DATE: 18-AUGUST-2010                                        TIME: 15:04:30

                              ****************
                              *  INPUT DATA  *
                              ****************

        I.--HEADING
       'KEY WEST NAVAL AIR STATION (BREAKWATER 497) 
       'TRUMAN ANNEX, KEY WEST, FLORIDA 

       II.--CONTROL
          ANCHORED WALL DESIGN
          FACTOR OF SAFETY FOR ACTIVE PRESSURES  = 1.00
          FACTOR OF SAFETY FOR PASSIVE PRESSURES = 1.00

      III.--WALL DATA
          ELEVATION AT TOP OF WALL    = 6.30 FT.
          ELEVATION AT ANCHOR         = 2.00 FT.

       IV.--SURFACE POINT DATA

            IV.A.--RIGHTSIDE
               DIST. FROM     ELEVATION
               WALL (FT)         (FT)
                  100.00          6.30

            IV.B.--LEFTSIDE
               DIST. FROM     ELEVATION
               WALL (FT)         (FT)
                  100.00        -16.00

        V.--SOIL LAYER DATA

           V.A.--RIGHTSIDE
               LEVEL 2 FACTOR OF SAFETY FOR ACTIVE PRESSURE  = 1.00
               LEVEL 2 FACTOR OF SAFETY FOR PASSIVE PRESSURE = 1.00

                 ANGLE OF         ANGLE OF                        <-SAFETY->
   SAT.   MOIST  INTERNAL  COH-     WALL    ADH-    <--BOTTOM-->  <-FACTOR->
  WGHT.   WGHT.  FRICTION  ESION  FRICTION  ESION   ELEV.  SLOPE  ACT. PASS.
  (PCF)   (PCF)    (DEG)   (PSF)    (DEG)   (PSF)   (FT)  (FT/FT)
 115.00  110.00    34.00    0.00    22.00    0.00   -3.60   0.00   DEF  DEF
 110.00  105.00    32.00    0.00    17.00    0.00  -22.20   0.00   DEF  DEF
 125.00  120.00     0.0012000.00     0.00    0.00                  DEF  DEF

           V.B.--LEFTSIDE
               LEVEL 2 FACTOR OF SAFETY FOR ACTIVE PRESSURE  = 1.00
               LEVEL 2 FACTOR OF SAFETY FOR PASSIVE PRESSURE = 1.00

                 ANGLE OF         ANGLE OF                        <-SAFETY->
   SAT.   MOIST  INTERNAL  COH-     WALL    ADH-    <--BOTTOM-->  <-FACTOR->
  WGHT.   WGHT.  FRICTION  ESION  FRICTION  ESION   ELEV.  SLOPE  ACT. PASS.
  (PCF)   (PCF)    (DEG)   (PSF)    (DEG)   (PSF)   (FT)  (FT/FT)
 110.00  105.00    32.00    0.00    17.00    0.00  -22.20   0.00   DEF  DEF
 125.00  120.00     0.0012000.00     0.00    0.00                  DEF  DEF

       VI.--WATER DATA
          UNIT WEIGHT         = 62.40 (PCF)
          RIGHTSIDE ELEVATION = 2.00 (FT)
          LEFTSIDE ELEVATION  = 0.00 (FT)
          NO SEEPAGE
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      VII.--VERTICAL SURCHARGE LOADS

          VII.A.--VERTICAL LINE LOADS
               NONE

          VII.B.--VERTICAL UNIFORM LOADS
                    LEFTSIDE     RIGHTSIDE
                      (PSF)        (PSF)
                       0.00        600.00

          VII.C.--VERTICAL STRIP LOADS
               NONE

          VII.D.--VERTICAL RAMP LOADS
               NONE

          VII.E.--VERTICAL TRIANGULAR LOADS
               NONE

          VII.F.--VERTICAL VARIABLE LOADS
               NONE

     VIII.--HORIZONTAL LOADS
          NONE

  PROGRAM CWALSHT-DESIGN/ANALYSIS OF ANCHORED OR CANTILEVER SHEET PILE WALLS
                            BY CLASSICAL METHODS
  DATE: 18-AUGUST-2010                                        TIME: 15:04:32

                            **************************
                            *   SOIL PRESSURES FOR   *
                            *  ANCHORED WALL DESIGN  *
                            **************************

      I.--HEADING
       'KEY WEST NAVAL AIR STATION (BREAKWATER 497) 
       'TRUMAN ANNEX, KEY WEST, FLORIDA 

     II.--SOIL PRESSURES

          RIGHTSIDE SOIL PRESSURES DETERMINED BY COULOMB COEFFICIENTS
          AND THEORY OF ELASTICITY EQUATIONS FOR SURCHARGE LOADS.

          LEFTSIDE SOIL PRESSURES DETERMINED BY COULOMB COEFFICIENTS
          AND THEORY OF ELASTICITY EQUATIONS FOR SURCHARGE LOADS.

                                     <------NET------>
           NET    <---LEFTSIDE--->     (SOIL + WATER)     <--RIGHTSIDE--->
  ELEV.   WATER   PASSIVE   ACTIVE          ACTIVE        ACTIVE   PASSIVE
  (FT)    (PSF)     (PSF)    (PSF)           (PSF)         (PSF)     (PSF)
    6.3     0.0       0.0      0.0           141.5         141.5    4179.1
    5.3     0.0       0.0      0.0           167.5         167.5    4945.3
    4.3     0.0       0.0      0.0           193.4         193.4    5711.5
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    3.3     0.0       0.0      0.0           219.3         219.3    6477.6
    2.3     0.0       0.0      0.0           245.3         245.3    7243.8
    2.0     0.0       0.0      0.0           253.1         253.1    7473.7
    1.3    43.7       0.0      0.0           305.4         261.7    7730.1
    0.3   106.1       0.0      0.0           380.2         274.2    8096.5
    0.0   124.8       0.0      0.0           402.7         277.9    8206.4
   -0.7   124.8       0.0      0.0           411.4         286.6    8462.9
   -1.7   124.8       0.0      0.0           423.8         299.0    8829.2
   -2.7   124.8       0.0      0.0           436.2         311.4    9195.6
   -3.6+  124.8       0.0      0.0           447.3         322.5    9525.3
   -3.6-  124.8       0.0      0.0           487.5         362.7    7472.2
   -3.7   124.8       0.0      0.0           488.8         364.0    7498.2
   -4.7   124.8       0.0      0.0           501.4         376.6    7758.3
   -5.7   124.8       0.0      0.0           514.0         389.2    8018.4
   -6.7   124.8       0.0      0.0           526.6         401.8    8278.4
   -7.7   124.8       0.0      0.0           539.3         414.5    8538.5
   -8.7   124.8       0.0      0.0           551.9         427.1    8798.6
   -9.7   124.8       0.0      0.0           564.5         439.7    9058.7
  -10.7   124.8       0.0      0.0           577.1         452.3    9318.8
  -11.7   124.8       0.0      0.0           589.8         465.0    9578.8
  -12.7   124.8       0.0      0.0           602.4         477.6    9838.9
  -13.7   124.8       0.0      0.0           615.0         490.2   10099.0
  -14.7   124.8       0.0      0.0           627.6         502.8   10359.1
  -15.7   124.8       0.0      0.0           640.3         515.5   10619.2
  -16.0   124.8       0.0      0.0           644.1         519.3   10697.2
  -16.7   124.8     182.1      8.8           470.8         528.1   10879.2
  -17.0   124.8     260.1     12.6           396.6         531.9   10957.3
  -17.7   124.8     442.1     21.5           223.4         540.7   11139.3
  -18.6   124.8     676.9     32.9             0.0         552.1   11374.1
  -18.7   124.8     702.2     34.1           -24.1         553.3   11399.4
  -19.7   124.8     962.3     46.7          -271.5         566.0   11659.5
  -20.7   124.8    1222.4     59.3          -519.0         578.6   11919.6
  -21.7   124.8    1482.5     72.0          -766.4         591.2   12179.6
  -22.2+  124.8    1612.5     78.3        -12530.2         597.5   12309.7
  -22.2-  124.8   24295.1      0.0        -12530.2           0.0   26252.9
  -22.7   124.8   24326.4      0.0        -24201.6           0.0   26284.2
  -23.7   124.8   24389.0      0.0        -24264.2           0.0   26346.8
  -24.7   124.8   24451.6      0.0        -24326.8           0.0   26409.4
  -25.7   124.8   24514.2      0.0        -24389.4           0.0   26472.0
  -26.7   124.8   24576.8      0.0        -24452.0           0.0   26534.6
  -27.7   124.8   24639.4      0.0        -24514.6           0.0   26597.2
  -28.7   124.8   24702.0      0.0        -24577.2           0.0   26659.8
  -29.7   124.8   24764.6      0.0        -24639.8           0.0   26722.4
  -30.7   124.8   24827.2      0.0        -24702.4           0.0   26785.0
  -31.7   124.8   24889.8      0.0        -24765.0           0.0   26847.6
  -32.7   124.8   24952.4      0.0        -24827.6           0.0   26910.2
  -33.7   124.8   25015.0      0.0        -24890.2           0.0   26972.8
  -34.7   124.8   25077.6      0.0        -24952.8           0.0   27035.4
  -35.7   124.8   25140.2      0.0        -25015.4           0.0   27098.0
  -36.7   124.8   25202.8      0.0        -25078.0           0.0   27160.6
  -37.7   124.8   25265.4      0.0        -25140.6           0.0   27223.2
  -38.7   124.8   25328.0      0.0        -25203.2           0.0   27285.8
  -39.7   124.8   25390.6      0.0        -25265.8           0.0   27348.4
  -40.7   124.8   25453.2      0.0        -25328.4           0.0   27411.0
  -41.7   124.8   25515.8      0.0        -25391.0           0.0   27473.6
  -42.7   124.8   25578.4      0.0        -25453.6           0.0   27536.2
  -43.7   124.8   25641.0      0.0        -25516.2           0.0   27598.8
  -44.7   124.8   25703.6      0.0        -25578.8           0.0   27661.4
  -45.7   124.8   25766.2      0.0        -25641.4           0.0   27724.0
  -46.7   124.8   25828.8      0.0        -25704.0           0.0   27786.6
  -47.7   124.8   25891.4      0.0        -25766.6           0.0   27849.2
  -48.7   124.8   25954.0      0.0        -25829.2           0.0   27911.8
  -49.7   124.8   26016.6      0.0        -25891.8           0.0   27974.4
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  -50.7   124.8   26079.2      0.0        -25954.4           0.0   28037.0
  -51.7   124.8   26141.8      0.0        -26017.0           0.0   28099.6
  -52.7   124.8   26204.4      0.0        -26079.6           0.0   28162.2
  -53.7   124.8   26267.0      0.0        -26142.2           0.0   28224.8
  -54.7   124.8   26329.6      0.0        -26204.8           0.0   28287.4
  -55.7   124.8   26392.2      0.0        -26267.4           0.0   28350.0
  -56.7   124.8   26454.8      0.0        -26330.0           0.0   28412.6
  -57.7   124.8   26517.4      0.0        -26392.6           0.0   28475.2
  -58.7   124.8   26580.0      0.0        -26455.2           0.0   28537.8
  -59.7   124.8   26642.6      0.0        -26517.8           0.0   28600.4
  -60.7   124.8   26705.2      0.0        -26580.4           0.0   28663.0
  -61.7   124.8   26767.8      0.0        -26643.0           0.0   28725.6
  -62.7   124.8   26830.4      0.0        -26705.6           0.0   28788.2
  -63.7   124.8   26893.0      0.0        -26768.2           0.0   28850.8
  -64.7   124.8   26955.6      0.0        -26830.8           0.0   28913.4
  -65.7   124.8   27018.2      0.0        -26893.4           0.0   28976.0
  -66.7   124.8   27080.8      0.0        -26956.0           0.0   29038.6
  -67.7   124.8   27143.4      0.0        -27018.6           0.0   29101.2
  -68.7   124.8   27206.0      0.0        -27081.2           0.0   29163.8
  -69.7   124.8   27268.6      0.0        -27143.8           0.0   29226.4
  -70.7   124.8   27331.2      0.0        -27206.4           0.0   29289.0
  -71.7   124.8   27393.8      0.0        -27269.0           0.0   29351.6
  -72.7   124.8   27456.4      0.0        -27331.6           0.0   29414.2
  -73.7   124.8   27519.0      0.0        -27394.2           0.0   29476.8
  -74.7   124.8   27581.6      0.0        -27456.8           0.0   29539.4
  -75.7   124.8   27644.2      0.0        -27519.4           0.0   29602.0
  -76.7   124.8   27706.8      0.0        -27582.0           0.0   29664.6
  -77.7   124.8   27769.4      0.0        -27644.6           0.0   29727.2
  -78.7   124.8   27832.0      0.0        -27707.2           0.0   29789.8
  -79.7   124.8   27894.6      0.0        -27769.8           0.0   29852.4
  -80.7   124.8   27957.2      0.0        -27832.4           0.0   29915.0
  -81.7   124.8   28019.8      0.0        -27895.0           0.0   29977.6
  -82.7   124.8   28082.4      0.0        -27957.6           0.0   30040.2
  -83.7   124.8   28145.0      0.0        -28020.2           0.0   30102.8

  PROGRAM CWALSHT-DESIGN/ANALYSIS OF ANCHORED OR CANTILEVER SHEET PILE WALLS
                            BY CLASSICAL METHODS
  DATE: 18-AUGUST-2010                                        TIME: 15:04:33

                         ****************************
                         *  SUMMARY OF RESULTS FOR  *
                         *   ANCHORED WALL DESIGN   *
                         ****************************

      I.--HEADING
       'KEY WEST NAVAL AIR STATION (BREAKWATER 497) 
       'TRUMAN ANNEX, KEY WEST, FLORIDA 

     II.--SUMMARY

          RIGHTSIDE SOIL PRESSURES DETERMINED BY COULOMB COEFFICIENTS
          AND THEORY OF ELASTICITY EQUATIONS FOR SURCHARGE LOADS.

          LEFTSIDE SOIL PRESSURES DETERMINED BY COULOMB COEFFICIENTS
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          AND THEORY OF ELASTICITY EQUATIONS FOR SURCHARGE LOADS.

     METHOD                             :    FREE EARTH         FIXED EARTH

     WALL BOTTOM ELEVATION (FT)         :        -22.20              -23.89
           PENETRATION (FT)              :         6.20                7.89

     MAXIMUM BENDING MOMENT (LB-FT)     :   -3.5110E+04          2.8184E+04
           AT ELEVATION (FT)            :        -10.03              -22.28

     MAXIMUM SCALED DEFLECTION (LB-IN^3):    3.5767E+09          1.8556E+09
           AT ELEVATION (FT)            :         -9.70               -8.70

     ANCHOR FORCE (LB)                  :    6.4282E+03          5.2655E+03

               NOTE:  DIVIDE SCALED DEFLECTION MODULUS OF
                      ELASTICITY IN PSI TIMES PILE MOMENT
                      OF INERTIA IN IN^4 TO OBTAIN DEFLECTION
                      IN INCHES.

  PROGRAM CWALSHT-DESIGN/ANALYSIS OF ANCHOREDOR CANTILEVER SHEET PILE WALLS
                            BY CLASSICAL METHODS
  DATE: 18-AUGUST-2010                                        TIME: 15:04:33

                         ****************************
                         * COMPLETE OF RESULTS FOR  *
                         *   ANCHORED WALL DESIGN   *
                         *   BY FREE EARTH METHOD   *
                         ****************************

       I.--HEADING
       'KEY WEST NAVAL AIR STATION (BREAKWATER 497) 
       'TRUMAN ANNEX, KEY WEST, FLORIDA 

      II.--RESULTS (ANCHOR FORCE= 6428. (LB))

                     BENDING                        SCALED         NET
      ELEVATION      MOMENT          SHEAR        DEFLECTION     PRESSURE
         (FT)        (LB-FT)          (LB)         (LB-IN^3)       (PSF)
          6.30    0.0000E+00            0.       -1.9906E+09       141.51
          5.30    7.5077E+01          154.       -1.5286E+09       167.45
          4.30    3.1760E+02          335.       -1.0664E+09       193.39
          3.30    7.5353E+02          541.       -6.0370E+08       219.34
          2.30    1.4088E+03          774.       -1.3964E+08       245.28
          2.00    1.6520E+03          848.        0.0000E+00       253.06
          2.00    1.6520E+03        -5580.        0.0000E+00       253.06
          1.30   -2.1876E+03        -5384.        3.2626E+08       305.43
          0.30   -7.4069E+03        -5042.        7.8837E+08       380.23
          0.00   -8.9019E+03        -4924.        9.2491E+08       402.67
         -0.70   -1.2249E+04        -4639.        1.2377E+09       411.36
         -1.70   -1.6681E+04        -4222.        1.6660E+09       423.76
         -2.70   -2.0689E+04        -3792.        2.0655E+09       436.17
         -3.60   -2.3923E+04        -3394.        2.3947E+09       447.33
         -3.60   -2.3923E+04        -3394.        2.3947E+09       487.51
         -3.70   -2.4260E+04        -3345.        2.4293E+09       488.78
         -4.70   -2.7359E+04        -2850.        2.7512E+09       501.40
         -5.70   -2.9956E+04        -2343.        3.0260E+09       514.03
         -6.70   -3.2040E+04        -1822.        3.2490E+09       526.65
         -7.70   -3.3596E+04        -1289.        3.4168E+09       539.27
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         -8.70   -3.4614E+04         -744.        3.5266E+09       551.90
         -9.70   -3.5080E+04         -185.        3.5767E+09       564.52
        -10.70   -3.4981E+04          385.        3.5662E+09       577.15
        -11.70   -3.4305E+04          969.        3.4953E+09       589.77
        -12.70   -3.3039E+04         1565.        3.3653E+09       602.40
        -13.70   -3.1170E+04         2174.        3.1783E+09       615.02
        -14.70   -2.8687E+04         2795.        2.9375E+09       627.65
        -15.70   -2.5576E+04         3429.        2.6472E+09       640.27
        -16.00   -2.4519E+04         3622.        2.5512E+09       644.06
        -16.70   -2.1840E+04         4012.        2.3128E+09       470.84
        -17.00   -2.0616E+04         4142.        2.2048E+09       396.60
        -17.70   -1.7634E+04         4359.        1.9407E+09       223.39
        -18.60   -1.3638E+04         4460.        1.5785E+09         0.00
        -18.70   -1.3204E+04         4459.        1.5382E+09       -24.07
        -19.70   -8.7992E+03         4311.        1.1129E+09      -271.53
        -20.70   -4.6654E+03         3916.        6.7229E+08      -518.98
        -21.70   -1.0506E+03         3273.        2.2358E+08      -766.44
        -22.20    0.0000E+00            0.        0.0000E+00    -12433.56

               NOTE:  DIVIDE SCALED DEFLECTION MODULUS OF
                      ELASTICITY IN PSI TIMES PILE MOMENT
                      OF INERTIA IN IN^4 TO OBTAIN DEFLECTION
                      IN INCHES.

     III.--WATER AND SOIL PRESSURES

                             <-------------SOIL PRESSURES-------------->
                  WATER      <----LEFTSIDE----->      <---RIGHTSIDE---->
   ELEVATION    PRESSURE     PASSIVE      ACTIVE      ACTIVE     PASSIVE
      (FT)        (PSF)       (PSF)        (PSF)       (PSF)      (PSF)
      6.30            0.          0.          0.        142.       4179.
      5.30            0.          0.          0.        167.       4945.
      4.30            0.          0.          0.        193.       5711.
      3.30            0.          0.          0.        219.       6478.
      2.30            0.          0.          0.        245.       7244.
      2.00            0.          0.          0.        253.       7474.
      1.30           44.          0.          0.        262.       7730.
      0.30          106.          0.          0.        274.       8096.
      0.00          125.          0.          0.        278.       8206.
     -0.70          125.          0.          0.        287.       8463.
     -1.70          125.          0.          0.        299.       8829.
     -2.70          125.          0.          0.        311.       9196.
     -3.60+         125.          0.          0.        323.       9525.
     -3.60+         125.          0.          0.        363.       7472.
     -3.70          125.          0.          0.        364.       7498.
     -4.70          125.          0.          0.        377.       7758.
     -5.70          125.          0.          0.        389.       8018.
     -6.70          125.          0.          0.        402.       8278.
     -7.70          125.          0.          0.        414.       8539.
     -8.70          125.          0.          0.        427.       8799.
     -9.70          125.          0.          0.        440.       9059.
    -10.70          125.          0.          0.        452.       9319.
    -11.70          125.          0.          0.        465.       9579.
    -12.70          125.          0.          0.        478.       9839.
    -13.70          125.          0.          0.        490.      10099.
    -14.70          125.          0.          0.        503.      10359.
    -15.70          125.          0.          0.        515.      10619.
    -16.00          125.          0.          0.        519.      10697.
    -16.70          125.        182.          9.        528.      10879.
    -17.00          125.        260.         13.        532.      10957.
    -17.70          125.        442.         21.        541.      11139.
    -18.60          125.        677.         33.        552.      11374.
    -18.70          125.        702.         34.        553.      11399.
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    -19.70          125.        962.         47.        566.      11659.
    -20.70          125.       1222.         59.        579.      11920.
    -21.70          125.       1482.         72.        591.      12180.
    -22.20+         125.       1612.         78.        598.      12310.
    -22.20+         125.      24295.          0.          0.      26253.

  PROGRAM CWALSHT-DESIGN/ANALYSIS OF ANCHOREDOR CANTILEVER SHEET PILE WALLS
                            BY CLASSICAL METHODS
  DATE: 18-AUGUST-2010                                        TIME: 15:04:33

                         ****************************
                         * COMPLETE OF RESULTS FOR  *
                         *   ANCHORED WALL DESIGN   *
                         *   BY FIXED EARTH METHOD  *
                         ****************************

       I.--HEADING
       'KEY WEST NAVAL AIR STATION (BREAKWATER 497) 
       'TRUMAN ANNEX, KEY WEST, FLORIDA 

      II.--RESULTS (ANCHOR FORCE= 5266. (LB))

                     BENDING                        SCALED         NET
      ELEVATION      MOMENT          SHEAR        DEFLECTION     PRESSURE
         (FT)        (LB-FT)          (LB)         (LB-IN^3)       (PSF)
          6.30    0.0000E+00            0.       -1.1542E+09       141.51
          5.30    7.5077E+01          154.       -8.8670E+08       167.45
          4.30    3.1760E+02          335.       -6.1906E+08       193.39
          3.30    7.5353E+02          541.       -3.5084E+08       219.34
          2.30    1.4088E+03          774.       -8.1285E+07       245.28
          2.00    1.6520E+03          848.        0.0000E+00       253.06
          2.00    1.6520E+03        -4417.        0.0000E+00       253.06
          1.30   -1.3738E+03        -4222.        1.9022E+08       305.43
          0.30   -5.4303E+03        -3879.        4.5935E+08       380.23
          0.00   -6.5765E+03        -3761.        5.3857E+08       402.67
         -0.70   -9.1102E+03        -3477.        7.1916E+08       411.36
         -1.70   -1.2379E+04        -3059.        9.6328E+08       423.76
         -2.70   -1.5224E+04        -2629.        1.1861E+09       436.17
         -3.60   -1.7412E+04        -2231.        1.3643E+09       447.33
         -3.60   -1.7412E+04        -2231.        1.3643E+09       487.51
         -3.70   -1.7633E+04        -2183.        1.3826E+09       488.78
         -4.70   -1.9569E+04        -1688.        1.5488E+09       501.40
         -5.70   -2.1004E+04        -1180.        1.6812E+09       514.03
         -6.70   -2.1924E+04         -660.        1.7773E+09       526.65
         -7.70   -2.2319E+04         -127.        1.8357E+09       539.27
         -8.70   -2.2173E+04          419.        1.8556E+09       551.90
         -9.70   -2.1476E+04          977.        1.8372E+09       564.52
        -10.70   -2.0215E+04         1548.        1.7819E+09       577.15
        -11.70   -1.8376E+04         2132.        1.6916E+09       589.77
        -12.70   -1.5947E+04         2728.        1.5697E+09       602.40
        -13.70   -1.2916E+04         3336.        1.4204E+09       615.02
        -14.70   -9.2704E+03         3958.        1.2488E+09       627.65
        -15.70   -4.9968E+03         4592.        1.0612E+09       640.27
        -16.00   -3.5904E+03         4784.        1.0030E+09       644.06
        -16.70   -9.7778E+01         5175.        8.6517E+08       470.84
        -17.00    1.4746E+03         5305.        8.0592E+08       396.60
        -17.70    5.2709E+03         5522.        6.6900E+08       223.39
        -18.60    1.0316E+04         5622.        4.9949E+08         0.00
        -18.70    1.0863E+04         5621.        4.8197E+08       -24.07
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        -19.70    1.6431E+04         5473.        3.1370E+08      -271.53
        -20.70    2.1727E+04         5078.        1.7379E+08      -518.98
        -21.70    2.6505E+04         4436.        7.1353E+07      -766.44
        -22.20    2.8137E+04         1111.        3.6789E+07    -12530.24
        -22.70    2.6640E+04        -8072.        1.4268E+07    -24201.62
        -23.70    6.4570E+03       -32305.        6.6998E+04    -24264.22
        -24.70    0.0000E+00       -36838.        0.0000E+00    -24275.91

               NOTE:  DIVIDE SCALED DEFLECTION MODULUS OF
                      ELASTICITY IN PSI TIMES PILE MOMENT
                      OF INERTIA IN IN^4 TO OBTAIN DEFLECTION
                      IN INCHES.

     III.--WATER AND SOIL PRESSURES

                             <-------------SOIL PRESSURES-------------->
                  WATER      <----LEFTSIDE----->      <---RIGHTSIDE---->
   ELEVATION    PRESSURE     PASSIVE      ACTIVE      ACTIVE     PASSIVE
      (FT)        (PSF)       (PSF)        (PSF)       (PSF)      (PSF)
      6.30            0.          0.          0.        142.       4179.
      5.30            0.          0.          0.        167.       4945.
      4.30            0.          0.          0.        193.       5711.
      3.30            0.          0.          0.        219.       6478.
      2.30            0.          0.          0.        245.       7244.
      2.00            0.          0.          0.        253.       7474.
      1.30           44.          0.          0.        262.       7730.
      0.30          106.          0.          0.        274.       8096.
      0.00          125.          0.          0.        278.       8206.
     -0.70          125.          0.          0.        287.       8463.
     -1.70          125.          0.          0.        299.       8829.
     -2.70          125.          0.          0.        311.       9196.
     -3.60+         125.          0.          0.        323.       9525.
     -3.60+         125.          0.          0.        363.       7472.
     -3.70          125.          0.          0.        364.       7498.
     -4.70          125.          0.          0.        377.       7758.
     -5.70          125.          0.          0.        389.       8018.
     -6.70          125.          0.          0.        402.       8278.
     -7.70          125.          0.          0.        414.       8539.
     -8.70          125.          0.          0.        427.       8799.
     -9.70          125.          0.          0.        440.       9059.
    -10.70          125.          0.          0.        452.       9319.
    -11.70          125.          0.          0.        465.       9579.
    -12.70          125.          0.          0.        478.       9839.
    -13.70          125.          0.          0.        490.      10099.
    -14.70          125.          0.          0.        503.      10359.
    -15.70          125.          0.          0.        515.      10619.
    -16.00          125.          0.          0.        519.      10697.
    -16.70          125.        182.          9.        528.      10879.
    -17.00          125.        260.         13.        532.      10957.
    -17.70          125.        442.         21.        541.      11139.
    -18.60          125.        677.         33.        552.      11374.
    -18.70          125.        702.         34.        553.      11399.
    -19.70          125.        962.         47.        566.      11659.
    -20.70          125.       1222.         59.        579.      11920.
    -21.70          125.       1482.         72.        591.      12180.
    -22.20+         125.       1612.         78.        598.      12310.
    -22.20+         125.      24295.          0.          0.      26253.
    -22.70          125.      24326.          0.          0.      26284.
    -23.70          125.      24389.          0.          0.      26347.
    -24.70          125.      24452.          0.          0.      26409.

Page 8



Anchored_Deadman

   PROGRAM CWALSHT-DESIGN/ANALYSIS OF ANCHORED OR CANTILEVER SHEET PILE WALLS
                             BY CLASSICAL METHODS
   DATE: 18-AUGUST-2010                                        TIME: 15:04:41

                    *******************************
                    * PRELIMINARY DESIGN DATA FOR *
                    *  FREE EARTH DESIGN IN SAND  *
                    *******************************

       I.--HEADING
       'KEY WEST NAVAL AIR STATION (BREAKWATER 497) 
       'TRUMAN ANNEX, KEY WEST, FLORIDA 

      II.--DESIGN PARAMETERS

          WALL HEIGHT RATIO (ALPHA)  = 0.78
          ANCHOR HEIGHT RATIO (BETA) = 0.15

       SHEET PILE DATA:
                    <SECTION PROPERTIES>
                     (PER FOOT OF WALL)
          SHEET     SECTION    MOMENT OF          ALLOWABLE    MODULUS OF
           PILE     MODULUS     INERTIA             STRESS     ELASTICITY
           NAME      (IN^3)      (IN^4)              (PSI)        (PSI)
           PZ40       60.70      490.80            2.40E+04      2.90E+07
           PZ38       46.80      280.80            2.40E+04      2.90E+07
           PZ35       48.50      361.20            2.40E+04      2.90E+07
           PZ32       38.30      220.40            2.40E+04      2.90E+07
           PZ27       30.20      184.20            2.40E+04      2.90E+07
           PZ22       18.10       84.40            2.40E+04      2.90E+07
          PLZ25       32.80      223.25            2.40E+04      2.90E+07
          PLZ23       30.20      203.75            2.40E+04      2.90E+07

     III.--PRELIMINARY DESIGN DATA

     SHEET
      PILE                     ROWE'S MOMENT    RATIO OF ALLOWABLE MOMENT TO
      NAME     LOG(H^4/EI)    REDUCTION COEF.     REDUCED FREE EARTH MOMENT
                              LOOSE     DENSE          LOOSE     DENSE
      PZ40       -4.33         1.00*     1.00*          3.46      3.46
      PZ38       -4.09         1.00*     1.00*          2.67      2.67
      PZ35       -4.20         1.00*     1.00*          2.76      2.76
      PZ32       -3.99         1.00*     1.00*          2.18      2.18
      PZ27       -3.91         1.00*     1.00*          1.72      1.72
      PZ22       -3.57         1.00*     1.00*          1.03      1.03
     PLZ25       -3.99         1.00*     1.00*          1.87      1.87
     PLZ23       -3.95         1.00*     1.00*          1.72      1.72

          * REDUCTION NOT APPLICABLE DUE TO
            LOG(H^4/EI) LESS THAN -3.5 OR GREATER THEN -1.5.
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  BID FORM 
MARCH 8, 2012  00 41 13 - 1 
 

NOTE TO BIDDER:  Use preferably BLACK ink for completing this Bid form. 
 
 

BID FORM 

To: The City of Key West  
 
Address: 3140 Flagler Ave, Key West, Florida 33040  
 
Project Title: REPAIRS TO BULKHEAD 497 US NAVY MOLE    
 
 
City of Key West Project No.: ITB NUMBER 12-007  
 
Bidder's person to contact for additional information on this Bid:  
 
 Name:    
 
 Telephone:    
 
BIDDER'S DECLARATION AND UNDERSTANDING 
 
The undersigned, hereinafter called the Bidder, declares that the only persons or parties 
interested in this Bid are those named herein, that this Bid is, in all respects, fair and without 
fraud, that it is made without collusion with any official of the Owner, and that the Bid is 
made without any connection or collusion with any person submitting another Bid on this 
Contract.   
 
The Bidder further declares that he has carefully examined the Contract Documents for the 
construction of the project, that he has personally inspected the site, that he has satisfied 
himself as to the quantities involved, including materials and equipment, and conditions of 
work involved, including the fact that the description of the quantities of work and materials, 
as included herein, is brief and is intended only to indicate the general nature of the Work 
and to identify the said quantities with the detailed requirements of the Contract Documents, 
and that this Bid is made according to the provisions and under the terms of the Contract 
Documents, which Documents are hereby made a part of this Bid.   
 
The Bidder further agrees, as evidenced by signing the Bid, that if awarded a Contract, the 
Florida Trench Safety Act and applicable trench safety standards will be complied with. 
 
CONTRACT EXECUTION AND BONDS 
 
The Bidder agrees that if this Bid is accepted, he will, within 10 days, not including Sundays 
and legal holidays, after Notice of Award, sign the Contract in the form annexed hereto, and 
will at that time, deliver to the Owner examples of the Performance Bond and Payment Bond 
required herein, and evidence of holding required licenses and certificates, and will, to the 
extent of his Bid, furnish all machinery, tools, apparatus, and other means of construction and 
do the Work and furnish all the materials necessary to complete all work as specified or 
indicated in the Contract Documents. 
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CERTIFICATES OF INSURANCE 
 
Bidder agrees to furnish the Owner, before commencing the Work under this Contract, the 
certificates of insurance as specified in these Documents.   
 
START OF CONSTRUCTION AND CONTRACT COMPLETION TIMES 
 
The Bidder agrees to begin work within 10 calendar days after the date of the Notice to 
Proceed and to achieve Substantial Completion within 270 calendar days from the date when 
the Contract Times commence to run as provided in paragraph 2.03.A of the General 
Conditions, and Work will be completed and ready for final payment and acceptance in 
accordance with paragraph 14.07 of the General Conditions within 270 calendar days from 
the date when the Contract Times commence to run. 
 
LIQUIDATED DAMAGES 

In the event the Bidder is awarded the Contract, Owner and Bidder recognize that time is of 
the essence of this Agreement and that Owner will suffer financial loss if the Work is not 
completed within the times specified in paragraph Start of Construction and Contract 
Completion Times above, plus any extensions thereof allowed in accordance with Article 12 
of the General Conditions. Owner and Bidder also recognize the delays, expense, and 
difficulties involved in proving in a legal or other dispute resolution preceding the actual loss 
suffered by Owner if the Work is not completed on time. Accordingly, instead of requiring 
any such proof, Owner and Bidder agree that as liquidated damages for delay (but not as a 
penalty) Bidder shall pay Owner $400 per day for each day that expires after the time 
specified for substantial completion. 

After Substantial Completion, if Bidder neglects, refuses, or fails to complete the remaining 
Work within the Contract Times or any Owner-granted extension thereof, Bidder shall pay 
Owner $400 for each day that expires after the time specified in paragraph Start of 
Construction and Contract Completion Times, above for completion and readiness for final 
payment. Liquidated damages shall run concurrent. 

Owner will recover such liquidated damages by deducting the amount owed from the final 
payment or any retainage held by Owner. 

ADDENDA 
 
The Bidder hereby acknowledges that he has received Addenda Nos.           ,          , 
        ,          ,         , (Bidder shall insert No. of each Addendum received) and agrees that all 
addenda issued are hereby made part of the Contract Documents, and the Bidder further 
agrees that his Bid(s) includes all impacts resulting from said addenda.   
 
SALES AND USE TAXES 
 
The Bidder agrees that all federal, state, and local sales and use taxes are included in the 
stated Bid Prices for the Work. Cash allowances DO NOT include any sales and use tax. 
Equipment allowance includes taxes as shown in Equipment Suppliers’ Bid. 
PUBLIC ENTITY CRIMES 
 
“A person or affiliate who has been placed on the convicted vendor list following a 
conviction for a public entity crime may not submit a bid on a contract to provide any goods 
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or services to a public entity, may not submit a bid on a contract with a public entity for the 
construction or repair of a public building or public work, may not submit bids on leases of 
real property to a public entity, may not be awarded or perform work as a contractor, 
supplier, subcontractor, or consultant under a contract with any  public entity and may not 
transact business with any public entity in excess of the threshold amount provided in 
Section 287.017, for CATEGORY TWO for a period of 36 months from the date of being 
placed on the convicted vendor list.” 
 
COMBINED UNIT PRICE AND LUMP SUM WORK 
 
The Bidder further proposes to accept as full payment for the Work proposed herein the 
amounts computed under the provisions of the Contract Documents. For unit price bid items, 
the estimate of quantities of work to be done is tabulated in the Proposal and, although stated 
with as much accuracy as possible, is approximate only and is assumed solely for the basis of 
calculation upon which the award of Contract shall be made. For lump sum bid items, it is 
expressly understood that the amounts are independent of the exact quantities involved. The 
Bidder agrees that the amounts for both unit price and lump sum work represent a true 
measure of labor and materials required to perform the Work, including all allowances for 
inspection, testing, overhead and profit for each type of work called for in these Contract 
Documents. The amounts shall be shown in both words and figures. In case of discrepancy, 
the amount shown in words shall govern. 

DEWATERING PERMIT 

Bidder further acknowledges that they maybe required to obtain a dewatering permit as 
required by the South Florida Water Management District (SFWMD). Bidder acknowledges 
that the City will pay the actual costs of the permit(s) as charged by the South Florida Water 
Management District. The contractor shall estimate his cost in assembling the permit 
application and submit it in the bid.  

 

 

Bidder will complete the Work in accordance with the Contract Documents for a fixed fee 
price. 
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LUMP SUM BID PRICE (Contractor shall verify quantities) 

      
Item Description Quantity Unit Unit Price Cost 
Permits (actual Costs to be paid by the City)         

  
Dewatering Permit SFWMD 
Allowance 1 EA     

Substructure         
  Encasement (concrete cap)   CY     
  Demolition of Encasement   CY     
  Rebar   LB     
  Install dowels   EA     
  Coating   SF     
  Install steel sheet pile   SF     
  Sheet pile shoes   EA     
  Rock Anchor Wale   LF     
  Drill through existing steel sheet pile   EA     
  Install rock Anchors   EA     
  Install Flowable Fill Material   CY     
Supersturcture         
  Replace Frames and Covers   EA     
Deck Components         
  Install Concrete Apron   CY     
  Install Bituminous pavement   TN     
  Excavation/Backfill   CY     
Electrical Utilities           
  Electrical 1 LS     
  Telecommunications/Security 1 LS     
Other           
  Mobilization/Demobilization 1 LS     

Costs Associated with implementation of the Cruise Ship Docking Plan 
1 LS 

    
   Base Bid   
      
Addendum 2 Paving (alternate 
Bid Item)           
  Area 2 159,573 SF     
  Area 3 18,216 SF     
  Area 4 24,134 SF     

   
Alternate Bid Item 

Addendum 2   
      
    Total   
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TOTAL BASE BID ITEM PLUS ALTERNATE BID ITEM: 
           Dollars 

(Amount written in words has precedence) 
and  _______________Cents         

 TOTAL BASE BID ITEM PLUS ALTERNATE BID ITEM $_____________ 
                   (numerals) 
The City reserves the right to award to the Base Bid only or Base Bid plus Alternate Bid 
Item (Paving). 

SUBCONTRACTORS 
 
The Bidder further proposes that the following subcontracting firms or businesses will be 
awarded subcontracts for the following portions of the Work in the event that the Bidder is 
awarded the Contract:   
 
  
Name 
 
      
Street  City  State Zip 
 
  
Name 
 
      
Street  City  State Zip 
 
  
Name 
 
      
Street  City  State Zip 
 
  
Name 
 
      
Street  City  State Zip 
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Surety 
 
  whose address is 
  
      
Street  City  State Zip 
 
 
Bidder 

 
The name of the Bidder submitting this Bid is   
 
  doing business at 
 
      
Street  City  State Zip 
 
which is the address to which all communications concerned with this Bid and with the 
Contract shall be sent.   
 
 
The names of the principal officers of the corporation submitting this Bid, or of the 
partnership, or of all persons interested in this Bid as principals are as follows:   
 
     

     

     

 
 

If Sole Proprietor or Partnership 
 
IN WITNESS hereto the undersigned has set his (its) hand this       day of                    20       . 
 
 
   
 Signature of Bidder 
 
   
 Title 
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If Corporation 
 
IN WITNESS WHEREOF the undersigned corporation has caused this instrument to be 
executed and its seal affixed by its duly authorized officers this       day of                      
20     . 
 
 
(SEAL) 
   
 Name of Corporation 
 
 By:   
 
 Title:   
 
 Attest:   
                Secretary 
 

END OF SECTION 



RESPONSE TO CONTRACTOR  
REQUEST FOR INFORMATION (RFI) 

 
1.      Are there any loading restrictions on the existing mole pier or minimum setback 
requirements? Will Construction equipment, such as a crawler crane weighing 40tons be 
allowed to drive and work on the center MOLE project site 
 
Response: 
The original capacity for the structure is 600 psf uniform live load and HS-20 truck 
loading. The area of bulkhead under repair will clearly have a lower capacity and per note 
2 on sheet C-101, it is up to the Contractor to assess the suitability of the existing 
bulkhead to support intended construction loads. Additionally, any cranes or other 
construction equipment must comply with note 6 on sheet C-101 which states the 
Contractor shall ensure that at all times a minimum of a 20 ft travel lane exist between 
the work site and any obstructions on the Central Mole to allow safe passage of vehicles. 
 
2.      Plan Sheet C-101, Note 4 states that the northern most bollard must be kept 
available for visiting ships.  However, Sheet  C-901, Note 2 indicates that visiting ships 
require use of all bollards.  Please clarify 
 
Response: 
All bollards in the construction site are normally used by visiting cruise ships. Contractor 
shall address in their Cruise Ship Docking Plan how accessibility to all bollards will be 
maintained during a schedule docking operation. 
 
.3.      Plan Sheet C-101, Note 9 indicates that existing timber piles are to be removed in 
their entirety.  What is embedded length of fender piles?  Will the contractor be expected 
to excavate if piles break below mudline during extraction? 
 
Response: 
Reason for removal of remnant timber piles was so sheet pile driving operations would 
not be impacted. 
 
4.      The bid pricing sheet has Demobilization/Site Prep under the heading of "In-Water 
or overwater Demolition".  Should this line item only apply to activities for demolition or 
include demobilization and site prep for whole job? 
 
Response: 
See revised Bid Sheet 
 
5.      Should mobilization be spread through all bid items? 
 
Response: 
See revised Bid Sheet 
 
6. Should rebar for concrete deck be included under Substructure or Install Concrete 

Apron? 
 



RESPONSE TO CONTRACTOR  
REQUEST FOR INFORMATION (RFI) 

Response: Rebar for the apron should be included in Install Concrete Apron 
 
7. If an obstruction or other impediment causes the relocation of an anchor, how much 

variance (horizontally or vertically) from the specified location is allowed before a 
redesign must be performed?  

  
Response 
Revised specification Section 31 68 13, part 3.1.7.1 changes tolerances from 3 in to 1 ft 
in the horizontal location of the rock anchors. If an obstruction or other impediment 
prevents placement of the anchor within the specified tolerances, then it would be 
considered an unforeseen site condition. 
     
 
 
8. Is a Geotech report available for this project?  
 
Response: 
The Geotech Report is available and is a part of this Addendum 
 
 
9. Can a 30 work day “Hot Work” permit be available for welding and steel cutting, as 

to eliminate the process of renewing one every day.  
 
Response: 
Contractor shall apply for a Hot Work Permit with the NAS Fire Department. Burn 
permits are typically issued for a week duration at a time.  
 
 
10. Will the final authority for project approvals, coordination’s or conflicts the City of 

Key West, the US Navy, USACE or other entity? 
 
Response 
The Contract Specifications includes a Submittal Register.  Approving authority 
indicated with a “G” will be approved by the city with the concurrence of the Navy. A 
number of items require approval by the A/E. 
 
11. Is the funding for this project already appropriated and approved or is there a 

process after the bid?       
 
 
 
Response 
Funding for this project has been earmarked. Final award of the contract will require 
approval by City Commission 
 
12. Noted on page 5-1.6.1.1 (SSHO) states the QC and SSHO can be the same person. 

Will that person be required to be on the worksite at all times?  



RESPONSE TO CONTRACTOR  
REQUEST FOR INFORMATION (RFI) 

 
Response: 
QC shall be on site at all times. SSHO is required on site during hazardous activities 
 
13. Will barges and support boats be able to operate freely around the site during work 

times, or will they face unusual restrictions due to the larger traffic?  
 
Response: 
No unusual restrictions apply in this area. Contractor is to be aware that the project site is 
adjacent to a Shipping Channel. 
 
14. Will barges be required to be ABS load line certified? 
 
Response: 
The City does not require barges to have ABS load line certification 
 
15. Is there adequate mooring space available for barges and marine equipment?  
 
Response: 
Mooring on the inside face of the mole pier will be made available to the contractor but 
must be requested. 
 
16. Will contractors be permitted to spud barges overnight at the jobsite? 
  
Response: 
The City/Navy will allow spud barges to overnight at the jobsite so long as shipping 
traffic in the adjacent channel is not affected and scheduled cruise ships are able to dock. 
 
17. What is the anticipated start date? 
 
Response:  
Award is anticipated in May 2012 
 
 
18.  If in the process of uncovering the existing utilities, conduits, raceways and 

manholes we discover code violations and required upgrades to meet current codes, 
who will be responsible for the costs?  

 
Response; 
Discovery of code violations may be considered an unforeseen site condition, but that 
does not automatically warrant a change order. 
 
 
19. Is there a designated location for an office trailer and temporary facilities near the 

worksite?  
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Response: 
A location for an office trailer will be identified on the project site with power. No water 
or sewer will be available. 
 
20.  Will any special crane permits be required for our land and barge cranes?  
 
Response: 
The city requires cranes to have permits as required by the State of Florida 
 
21. Will there be any provisions for designated construction employee parking near the 

job site?  
 
Response: 
Private vehicles will be required to park off outside the Navy Gate. Company vehicles 
will be permitted to enter Navy property. Parking is limited 
 
 
22. Will here be any provision for adjustment of the project duration due to the likely 

event of unscheduled ships mooring in a location hampering the construction work?  
 
Response: 
The Project duration will be adjusted for unscheduled ship mooring. 
 
 
23. On the bid schedule, there is one item called “Sheet Pile Shoes”, is this same thing 

on the drawing called “S24x80 Wale” on the top of sheet pile? 
 
Response: 
No. The steel sheet pile shoes are located at the tips of the sheet piling to prevent damage 
during pile driving. 
 
 
24. Approved night work may be the best possible scenario for accomplishing the work 

in the least obtrusive fashion for the City of Key West. Realizing that night work 
has to be pre-approved, is there a way to get a verdict either for or against night 
work before bid date? 

 
 
 
 
Response: 
The City will approve night work. Contractors shall submit in advance their schedule for 
night work which list activities and inspections required. Contractor shall also be aware 
of the City’s Noise Ordinance which is as follows: 
 

Construction/demolition. Sound levels produced from tools and equipment in commercial 
construction, demolition, drilling, or reasonably similar activities. However, such sound levels are 
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limited to the hours of 8:00 a.m. to 7:00 p.m., Monday through Friday, and 9:00 a.m. to 5:00 p.m. 
on Saturday. The tools and equipment must be muffled and maintained equal to the functional 
standards of the industry. No exceptions contained in this subsection shall apply on Thanksgiving 
Day, Christmas Day and New Year's Day.  

 
Waivers to this ordinance may be requested but require City Commission approval. 
 
 
 
25.  Please provide the specs for flowable fill material. 
 
Response 
Refer to Specification 31 00 00, section 2.1.1.1b for flowable fill requirements. 
 
26. Can we use excavated material for backfill? 
 
Response: 
 Refer to Specification 31 00 00, section 1.5.1 and 2.1.1.1 for backfill requirements. 
 
 
27. If an obstruction or other impediment causes the relocation of an anchor, how much 

variance (horizontally or vertically) from the specified location is allowed before a 
redesign must be performed?  

 
Refer to response for question #7. 
 
28. If an obstruction or other impediment causes the relocation of an anchor, we would 

accrue additional costs. Would a cost per linear foot for additional drilling, grouting 
and rock anchors be acceptable for accounting for additional quantities. Also, 
should we have a per unit cost for cutting through the existing sheet pilings in case 
we have to relocate an anchor?  

 
Response: 
If an obstruction or other impediment can be overcome within the tolerances specified in 
revised Specification 31 68 13, section 3.1.7.1, then this is not considered an unforeseen 
site condition and no change order will be issued. If the obstruction or impediment cannot 
be overcome within the tolerances specified in revised Specification 31 68 13, section 
3.1.7.1, then this will be considered an unforeseen site condition. 
 
 
 
29.  Notes 2 and 7 on sheet E-101 calls for conductors to be removed and replaced. 

How many conductors are involved in each location? 
 
Response: 
Assume up to 25 conductors per location. 
 



RESPONSE TO CONTRACTOR  
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30. Are the anchors to be installed at 51 or 39 degrees below the horizontal? There is a 
conflict between the specs and the drawings? 

 
Response 
Anchors are to be installed at 39 degrees (1 on 0.8 slope) from the horizontal as shown in 
the drawings. 
 
31. Do the soil anchor 1 3/8" dia. GR150 bars have to be epoxy coated inside the 

pregrouted corrugated encapsulation? 
 
Response: 
Yes. Corrosion protection shall be provided for the entire anchor. Refer to Specification 
31 68 13, section 2.5.6 for corrosion protection requirements. 
 
32. Are demonstration test anchors required?  
 
Response: 
Yes. Demonstration test anchors are required per Specification 31 69 13, section 3.4.1. 
Additionally, specifications call for all other rock anchors to be proof tested per section 
3.4.3.  
 
33. If watertightness testing and waterproofing of the anchor drill holes is required, then 

there needs to be unit price pay items for the following: setup watertightness test 
grout redrillingThese items are unpredictable and cannot be estimated by the 
contractor. 

 
Response: 
Watertightness testing is required per Specification 31 69 13, section 3.1.8. The 
Geotechnical Report included with the project documents indicates Rock Quality 
Designations varying from 0 to 45 based on 3 core samples indicating porous limestone. 
Contractor shall make assessment and judgment of watertightness (or lack of) based on 
available information and make accommodations in bid for anticipated results. 
 
 
 
34. Are all environmental permit fees to be paid by the City of Key West? 
 
 
 
Response: 
The city will pay the actual permit fees as required by the issuing agency. Contractor 
shall include in their bid the costs to assemble documentation and process the permit(s). 
 
 
36.  On Sheet S-502: END DETAIL (located in the upper right corner of the page) it is 
noted that welding on both sides of the joint between the new and old sheet piles is called 
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out all the way to the mud line. Request that the A/E confirm that underwater welding is 
required and whether inspections of the weld will be necessary.. On other USACOE we 
have grouted these joints to the mud line and this met their requirements. 
 
Response: 
The weld is required to provide closure and to support form loads for the concrete seal at 
the North end of the repair area, however welding both sides of the closure plate is not 
required. Underwater inspection of the weld is necessary. 
 
 
 
37. Cruise Ship Docking Calendar; On the City’s website the Outter Mole/Bulkhead 
497 is designated as “OM”. Cruise ships docking at Piers “A” and “B” do not impact this 
project. 
 
 
38. Unexploded Ordinance: Contractors shall be aware of the following 
 

If any MEC or MPPEH items are encountered, the following 
steps must be taken: 
a. For expended or unexpended small arms ammunition, note 
their description and location, notify the responsible 
Explosives Safety officer (ESO) and the project manager, and 
handle them in accordance with reference (c) and applicable 
environmental regulations. 
b. For items other than expended or unexpended small arms 
ammunition, stop all operations, notify the responsible ESO, 
project manager, and request an emergency response from the 
cognizant Explosive Ordnance Disposal detachment. Operations 
cannot resume until NOSSA has been contacted and has provided 
guidance regarding the need for an ESS for this project. 
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