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#2 Auditorium Foundation Existing Condition: 
Ground Floor Framing

#1 Auditorium Foundation Existing Condition: 
Interior Spread Footing and Pier

#3 Building A Foundation Existing Condition: Ground 
Floor Framing and Interior Spread Footing

#4 Building B Foundation Existing Condition: 
Ground Floor Framing and Interior Spread Footing



#6 Auditorium Roof Framing Existing Condition: 
Wood Truss Framing North‐South Direction

#5 Auditorium Roof Framing Existing Condition: 
Steel Truss Framing East‐West Direction

#7 Auditorium First Framing Existing Condition: 
Wood Joist / Tongue‐and‐Groove Plank on Wood 

Girder
#8 Auditorium Perimeter Wall Existing Condition: 

Load Bearing Walls



#10 Building A Existing Condition: 
Roof Diaphragm Perimeter Chord Members#9 Building A Existing Condition: Roof Framing

#11 Building A Existing Condition: Second Floor 
Framing Wood Joists BLDG A #12

Roof Overview
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AUDITORIUM

Roof Overview

#13 BLDG B

Roof Overview

#14

FLASHING SEAM SPLIT

RUSTED FLASHING

FLASHING SEAM SPLIT

COATING DETERIORATED, 
DRY & BRITTLE

HOLE IN REPAIR

BLDG A #15
BLDG A #16



SPLIT IN FINISHING
COATING DRY & 
BRITTLE

SPLIT IN FLASHING

BLDG A #17 BLDG A #18

FAILED SEALANT POOR FLASHING

AUDITORIUM #19 BLDG A #20



SPLIT IN FLASHING

SPLIT IN FLASHING

#22BLDG B #21 BLDG B

BLISTERS

BLDG A #23 BLDG A #24

CUT BLISTER LARGE 
AMOUNT OF WATER



BLISTER
ALLIGATORING

AUDITORIUM #26BLDG B #25

ALLIGATORING ALLIGATORINGALLIGATORING

AUDITORIUM #27 BLDG B #28



CUT THRU FIRST 
ROOF SYSTEM

EXISTING 
BUILT UP 
ROOF

CUTTING CORE SAMPLE WATER BETWEEN 
ROOF SYSTEMS

#29 BLDG A #30BLDG A

EXPOSED DECK 
TO INVESTIGATE

WATER TRAPPED 
OO S

BLDG A #31

BETWEEN ROOFS

AUDITORIUM #32

EXPOSED DECK TO  DETERMINE 
CONDITION (GOOD)



HORN / 
STROBE

HORN / 
STROBE

FIRE 
EXTINGUISER

PULL 
STATION

PULL 
STATION

EXTINGUISER

#34#33

EMERGENCY 
LIGHTS/
EXIT SIGN

SMOKE 
DETECTOR

#35 #36



EMERGENCY 
LIGHTS/
EXIT SIGN

CORRODED 
STEEL STAIR

#37 #38

STEEL STAIR

SERVICE DROP‐
OVER ROOF

CORRODED STEEL

#39

CORRODED STEEL 
EXIT STAIRS

#40



CORROSION ON HVAC 
DISCONNECTS

EXPOSED WIRING ABOVE 
DROPPED CEILINGS

#41 #42




