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      M E M O R A N D U M 
 
 

TO: Jay Gewin, City of Key West 
 
FROM: Greg Smith, OMI, Inc. 
 
DATE: February 4, 2011 
 
SUBJECT: Status Report for January, 2011 
 
 
  
 Monthly Status Report 
 
  
 Operations 
 
 
 Effluent Quality Summary 
 

Parameter Effluent 
Concentration 

Permitted 
Concentration 

Date Collected Through 

CBOD5 One Day Max. 4.44 mg/l 10.0 mg/l MAX 01/19/11 
CBOD5 Monthly Avg. 2.18 mg/l 6.25 mg/l AVG. 01/19/11 
TSS One Day Max. 2.6 mg/l 10.0 mg/l MAX 01/25/11 
TSS Monthly Avg. 1.1 mg/l 6.25 mg/l AVG. 01/25/11 
Total Nitrogen One Day Max. 10.5 mg/l 6.0 mg/l MAX 01/03/11 
Total Nitrogen Monthly Avg. 7.7 mg/l 3.75 mg/l AVG 01/03/11 
Total Phosphorus One Day Max.          1.3  mg/l 2.0 mg/l MAX 01/03/11 
Total Phosphorus Monthly Avg. 0.73 mg/l 1.25 mg/l AVG 01/03/11 
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Maintenance: 
 

 
Treatment Plant: 

 
• Performed scheduled PM’s 
• Installed new S.S.T. blower in solids building 
• Replaced lamp on UV channel 2, module 5 
• Replaced poly blend pump # 2 
• Replaced shop compressor drive belts 
• Rebuilt spare poly blend pump 
• Replaced GFIC receptacles between aeration basins 
• Replaced control pendant on solids bridge crane 
• Replaced relays in headworks influent sampler 
• Replaced motor starter on grit blower # 1 
• Repaired controls on WAS pump # 1 
• Fabricated ramp over conduits and piping by wet well 
  

 
Lift Stations: 
 

• Performed scheduled PM’s 
• Replaced radio at SWS-3 
• Replaced water jacket on pump # 1 at L/S “E” 
• Replaced coil on starter # 2 at L/S “C” 
• Replaced batteries at L/S “C” generator 
• Installed new radio at SWS-3 
• Installed bubbler level control at L/S “DA” 
• Cleaned debris from wet well at L/S “B” 
• Replaced two floats at L/S “T” 
• Cleaned debris from wet well at L/S “J” 
• Replaced starter coil # 2 AT l/s “C” 
• Cleaned and painted fuel tank at L/S “J” 
• Replaced power cable on pump # 2 at l/s “C” 
• Replaced fuel pump on generator at L/S “S” 
• Replaced radio at SWS-5 

 
Vehicles: 
 

• Installed spray on bed liner on crane truck 
• Changed oil and filter on truck # 213 
• Changed oil and filter on truck # 600 
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Equipment out of service:  
   
• SWS-5 pump # 1 
• Pump # 2 L/S “B” 
 
 
 

 

January 1, 2011 
 

Collections 
    

             Plugged Main  
            

None 
            

             

             Repaired Main  
            Station 'S' Hilton Haven Road (pipe failure between valve vault and flow meter vault) 

  

             
   

             
   

             
   

Main Cleaned 
            

   
3100 Blk Rivera Dr. 765ft. 

            
   

             
   

             
   

             
   

M\H Repairs 
            

   
Eaton St. / Frances St. (replace ring and cover) 

         
   

             
   

             
   

             
   

Plugged Lateral 
            

   
None 

            
   

             
   

             
   

Repaired Lateral 
            

   
700 Eisenhower Dr. 

            
   

1409 Atlantic Blvd. 
            

   
1415 Atlantic Blvd. 

            
   

1501 Leon St. 
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New Lateral 
            

   
None 

            
   

             
   

             
   

Repaired C/O 
            

   
None 

            
   

             
   

             
   

M/H Rain Guard (Repaired) 
          

   

Eaton St. / Frances St. 
            

   

             
   

             
   

Odor Complaint  
            

   

None 
            

   

             
   

             
   

Disconnect  
            

   

None 
            

   

             
   

             
   

Reconnect 
            

   

None 
            

   

             
   

             
   

Tving   
            

   

1001 Eaton St. 
            

   

             
   

             
   

Other 
            

   

Clean And Check Navy Meters Weekly 
          

   
Clean Station Wet Wells - 'A, B, C, F, O, S' 

         
   

Clean trap at Mallory Square dumpster area 
         

   

             
   

             
   

             
   

Spill 
            

   
Station 'S' Force Main Hilton Haven Road  
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Navy Salinity 
           

Navy Points of Connection Salinity Readings             MONTHLY   

Location//Month:JAN. 2011 Week 1 Week 2 Week 3 Week 4   AVERAGE 

Trumbo Front Gate 0.4 1.1% 0.4 1% 0.3 1% 0.3 1% 0.4 0.4 1% 

Trumbo Backflow Preventer 0.3 1% 1.1 3% 0.2 1% 0.4 1%   0.5 1% 

Trumbo Back Gate 8.9 25% 2.3 7% 1.1 3% 1.3 4%   3.4 10% 

Emma St/Amelia 0.2 1% 0.3 1% 0.3 1% 0.3 1%   0.275 1% 

Truman and Fort 0.4 1% 0.4 1% 0.4 1% 0.4 1%   0.4 1% 

United and Whitehead 2.6 7% 0.6 2% 2.4 7% 0.9 3%   1.625 5% 

Sigsbee  0.8 2% 0.9 3% 0.9 3% 0.9 3%   0.875 3% 

Medical Center 0.4 1% 0.6 2% 0.3 1% 0.4 1%   0.425 1% 
  

   

   
 

    Storm Drains / Sediment Traps Cleaned  
 

Address Section 
1 

Section 
2 

Section 
3 

# Of 
CB 

Pipe 
Footage 

Well 
Depth 

1st & Forgarty Cleaned            

1st & Harris Cleaned           

1st & Seidenberg Cleaned           

2nd & Fogarty       4   Outfall 

2nd & Harris       4   Outfall 

2nd & Patterson       3   Outfall 

2nd & Staples       1   89’ 

3rd & Patterson       4 100’ Outfall 

3rd & Fogarty       4 251’ Outfall 

3rd & Harris       4 96’ Outfall 

3rd & Roosevelt Dr.       3 286’ Outfall 

3rd & Siedenberg 3” 4” 6” 4          89’ 

4th & Fogarty       4   Outfall 

4th & Patterson       4   Outfall 

4th & Harris       3   Outfall 

4th & Flagler       2   Outfall 

5th & Fogarty       2 35’ Outfall 

5th & Patterson       1   Outfall 

6th & Patterson       4 120’   

11th & Fogarty             

11th & Patterson             

16th Terrace & 
Northside 

      4   Outfall 
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1700 Reynolds         6” 3” 4” 3 70’ Outfall 

1700 Josephine 3” 3” 5” 4 114’ 91’ 

17th & Donald       2          
120’ 

       101’ 

17th Terr. & Donald              1 37’ 97’ 

17th Terrace & 
Northside 

      4   Outfall 

18th & Northside        4   Outfall 

19th & Donald       2           37’ 91’ 

20th & Donald       4   Outfall 

20th & Northside        4   Outfall 

200 Blk Grinnel cleaned       125’ Outfall 

200 Blk Margaret cleaned     2 50’ Outfall 

200 Blk William       2 75’ Outfall 

900 Blk Thomas       1 400’   

3rd & Seidenberg              1 5’ 89’ 

3342 Northside        2   Outfall 

3368 Northside        2   Outfall 

7th & Staples         6”     2 46’ 40’ 

916 James       2 28’ Crossover 

Albury & Pearl 4” 6” 10” 3 150’ 124’ 

Amelia & Whithead       4 153’ 67’ 

Angela & Ashe       4 93’ 89’ 

Angela & Margaret              4 120’ 74’ 

Angela & Pearl              4 86’ 132’ 

Angela & Simonton              4 195’ 87’ 

Angela & White       4 67’ 80’ 

Ashe & Angela        4   Outfall 

Atlantic & Ashby       1 44’ 76’ 

Bill Butler Park       2     

Boog Powel Crt       3 80’ Outfall 

Caroline & 
Elizabeth 

      2 24’ Crossover 

Caroline & 
Whitehead 

      4 116’ 100’ 

Cathrine & Margaret       4 115’ 92’ 

Cathrine & Thomas       2 30’ 97’ 

Cathrine & Thomas                               2 30’ 97’’ 

Cathrine & Verela       4 127’          88’ 

Cathrine & Verela       4 127’ 88’ 

Cathrine & White       4 126’ 87’ 
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Dennis & Venetia       4 119’ 89’ 

Duval (1312)       2   Outfall 

Duval & Louisa       2   Outfall 

Duval & Front       6   Pump 
Assited 

Well 
Duval & United       2   Outfall 

Duval & Wall       1   Outfall 

Eaton & Frances       4   Outfall 

Eaton & Simonton       2 26’ Crossover 

Eaton & White                               4 124’ 83’ 

Elizabeth & Green              2 48’ Outfall 

Elizabeth & 
Southard 

      2 12’ Crossover 

Emma & Olivia       4 127’ 96’ 

Fire Station #1              

Fire Station #2              

Flagler (1204)       1        
Outfall 

Flagler (1418)       1        
Outfall 

Flagler (1620)       2        
Outfall 

Flagler (1706)       2        
Outfall 

Flagler & 1st       2        
Outfall 

Flagler & George       2        
Outfall 

Flagler & Josephine       2        
Outfall 

Flagler & Leon       2        
Outfall 

Flagler & Thompson       2        
Outfall 

Fleming & Frances       4          
175’ 

122’ 

Fleming & White       4           98’ 89’ 

Florida & Virginia       6 145’ 118’ 

Fort St.           Outfall 

Frances & Eaton       4 114’ 92’ 

Frances & Petronia       3 69’ 89’ 

Frances & Southard       4 122 126’ 

Green & Whitehead       4 34’          
116’ 

George & Blanch       4         162’ 79’ 

George & Duncan       4   Outfall 
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George & Fogarty       2   Outfall 

George & Patricia       2 67’ 89’ 

George & United       3   Outfall 

George & Venetia       3 132’ 88’ 

George & 
Washington 

2” 4”         5” 8 124’ 124’ 

Grinnel & 
Vonphister 

      4            
83’ 

90’ 

Grinnell & Trumbo 
Rd. (Ferry Ter.) 

2” 3” 3” 3 221’ 66’ 

Johnson & Grinnel              4 100’ 77’ 

Johnson & Whalton              3 177’ 79’ 

Jose Marti       4   Outfall 

Jose Marti & 
Truman 

      4   Outfall 

Josephine & Blanch 2” 4” 5” 4 132’ 89’ 

Jr. College Rd. E #1         45’ Outfall 

                            #2 45’ Outfall 

                            #3 45’ Outfall 

                            #4 45’ Outfall 

                            #5 45’ Outfall 

Jr. College Rd. W 
#1 

Cleaned       57’ Outfall 

                             #2 Cleaned Outfall 

                             #3 Cleaned Outfall 

                             #4 Cleaned Outfall 

                             #5 Cleaned Outfall 

Kennedy & Riviera           Outfall 

Laird & Ashby       5 225’ 89’ 

Laird & Leon       4 114’ 88’ 

Laird & Thompson       3 50’ 115’ 

Leon & Atlantic              4 153’ 95’ 

Mallory Square #1             

                          #2 

                          #3 

                          #4 

                          #5 

                          #6 

Newton & 
Eisenhower 

      2 35’ Outfall 

Northside & Glynn 
Archer Dr. 

      4   Outfall 

Northside Dr.       2   Outfall 
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(3130) 

Northside Dr. 
(3132) 

      2   Outfall 

Northside Dr. 
(3230) 

      2   Outfall 

Northside Dr. 
(3282) 

      2   Outfall 

Northside Dr. 
(3318) 

      2   Outfall 

Northside Dr. 
(3342) 

      1   Outfall 

Olivia & Pearl 5” 8”         10” 3 118’ 123’ 

Olivia & Windsor       4 69’          88’   

Patterson (1900)       2 339’ Outfall 

Patterson (2000)       2 391’ Outfall 

Pearl & Duncan              6 178’ 118’ 

Pearl & Newton       3 83’ 126’ 

Pearl & Pine       3 99’ 121’ 

Pearl & United 3”        3”         5” 5 249’ 115’ 

Petronia & Florida 3” 6”         9” 4 172’ 125’ 

Reynolds & 
Vonphister 

      3 166’ 98’ 

Rose & Ashby              4 113’ 98’ 

Roosevelt Dr. & 
Bay St. 

      3 247’ Outfall 

Simonton & 
Caroline 

      4 195’ 82’ 

Simonton & Louisa       4 144’ 88’ 

Simonton & 
Southard 

      2 27’ Crossover 

Smathers Beach #1           97’ 

                          #2 94’ 

                          #3 95’ 

                          #4 94’ 

                          #5 96’ 

South & Leon             4 90’ 98’ 

South & Reynolds       4 97’ 94’ 

South & Seminary                                5 248’ 121’ 

South & Simonton       4 85’          89’ 

South & Whitehead               3 118’ 86’ 

South Beach drains cleaned     2   Outfall 

Southard & 
Margaret 

      4 137’ 83’ 

Southard & White                                       4 164’ 67’ 

Stevens & Laird                      4 114’ 93’ 
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Stevens & Patricia              3 103’ 95’ 

Sunrise Ln.        1M/H 150’ Outfall 

Thomas & Truman       1 110’ 87’ 

Thompson & Rose       2 51’ 81’ 

Tropical & 
Seminary 

             5 248’ 121’ 

Tropical & South       5 125’ 121’ 

United & Florida 3” 4” 7” 6 246’ 115’ 

United & Whitehead       5 124’ 124’ 

Verela & Virginia       4 103’          86’ 

Virginia & Howe       3 79’ 89’ 

Virginia & Margaret              4 132’ 89’ 

Virginia & Packer cleaned     2 29’ Crossover 

Virginia & White       4 216’ 88’ 

Vivian & 1st           Outfall 

Vivian & George           Outfall 

Vonphister & White       2   Outfall 

Vortex at Simonton 
St. 

          Pump 
Assisted 

Washington & 
Ashby 

              8 246’ 121’ 

Washington & 
Thompson 

              7 362’         118’ 

Washington & 
Whalton 

         3”         4” 6” 5 187’ 121’ 

Whalton & 
Vonphister 

                  5 187’ 119’ 

Windsor & Passover 4” 5” 7” 3 60’        122’ 
 

 
 
 
Inlet Baskets Cleaned 
 
 
 

      
Address Cups Cans Bottles 

Debris 
(in) Date   

215 Duval St. 5 15 10 
              
5” 1/11/2011   

224 Duval St.       3” "   

300 Duval St. 8 2 4 6” 
                       
1/13/11   

301 Duval St. 1 1 

                
6” “   3 

313 Duval St. 5 8 10 8” “   
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400 Duval St. 2   1 5” “   

401 Duval St. 3 2 2 6” "   

410 Duval St.                     3” “   

419 Duval St. 2 1 1 4” "   

500 Duval St. 2   1 3” “   

501 Duval St.       
               
4” “   

512 Duval St.       3” “   

524 Duval St. 
  No 
Basket     ” “   

525 Duval St. 
No 

Basket     ” “   

601 Duval St.       3” “   

602 Duval St. 3 2 1 3” “   

617 Duval St.                
               
5” 1/12/2011   

618 Duval St. 2                   4” “   

700 Duval St.       4” “   

701 Duval St.       6” “   

1125 Duval St. 
No 

Basket       
          
1/13/11   

1130 Duval St. 2 1 1 
               
3”  “   

1209 Duval St. 
No 

Basket     ” “   

1210 Duval St. 2 1   4” “   

1224 Duval St. 1 1 2 5” “   

1229 Duval St. 
No 

Basket              
               
” “   

1314 Duval St. 1 1 1 4” “   

1317 Duval St. 
No 

Basket     ” “   

1327 Duval St. 
No 

Basket     ”           “   

1324 Duval St. 3  6 8 1“ “   

                       

              

              

              

              

       
       Storm Manhole Ring and Covers 

     •         None 
      

       Storm Injection Wells Cleaned (shallow) 
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•         1320 Simonton (2) 
      •         1101 Simonton (2) 
      •         1616 Josephine 
      •         Fleming & Bahama 
      •         Eaton & Bahama 
      •         1600 Rose St. 
      •         1410 Rose St. 
      •         1718 Rose St. 
      •         Patricia & Stevens 
      •         1230 South St. 
      •         1328 South St. 
      •         1503 South St. (2) 
      •         1506 South St. 
      •         1704 South St. 
      •         1708 South St. 
      •         1200 Blk United (3) 
      •         Georgia & United 
      •         1411 White St. 
      •         2832 Staples 
      •         2828 Staples 
      •         Staples & 7th 
      •         2603 Staples 
      •         1902 Staples 
      •         2215 Staples 
      •         905 Vonphister 
      •         1600 Vonphister 
      •         1610 Vonphister 
      •         1601 Vonphister 
      •         1704 Jamaica Dr. 
      •         2221 Harris (2) 
      •         2206 Harris 
      •         3200 Riviera 
      •         1100 Windsor (3) 
      

       Storm Drain Grates Replaced / Installed 
    •         None 

      
       Storm Water lines Televised 

     •         None 
      

       Catch Basin Repairs  
      •         1st & Harris (2) 
      

       Vertical French Drains Installed 
     •         None 
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       Other  Storm water Activities   
     •         Clean off Storm Grates during & after rain 

events 
      

•         Replace flexible hose on Vactor #2028 
      

•         Install new Vortex on #2028 
      

•         1230 3rd St. (cleaned up standing water after 
storm) 

      
•         Olivia & Elizabeth (cleaned up standing water 
that had odor 

      
•         Cleared brush from Outfall on East College 
Rd. #5 & West #1,2,3,4,5 

      
•         Clean Station Grounds SW #1 & #5 
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WET WELL SALINITY READINGS (parts per thousand) AND PERCENT SEAWATER         6-MONTH   

LOCATION Aug, 10   
Sept, 
10   Oct, 10   Nov, 10   Dec, 10   Jan, 11   AVERAGE   

WWTP Infl. 1.0100 3% 2.1000 6% 2.3000 7% 2.2100 6% 1.6000 5% 1.6000 5% 1.80 5.15% 

Lift Station A 0.6170 2% 0.6330 2% 0.7320 2% 0.6130 2% 0.5860 2% 0.2800 1% 0.58 1.65% 

Lift Station B 1.0920 3% 0.2550 1% 1.9260 6% 1.2990 4% 1.8910 5% 0.7420 2% 1.20 3.43% 

Lift Station C 1.2970 4% 1.7520 5% 1.7500 5% 1.5560 4% 1.2910 4% 0.9200 3% 1.43 4.08% 

Lift Station D 1.6900 5% 2.1000 6% 0* 0% 0* 0% 1.3430 4% 1.0200 3% 1.03 2.93% 

Lift Station D/A 0.7260 2% 1.0190 3% 1.1940 3% 0.9350 3% 0.8500 2% 0.6920 2% 0.90 2.58% 

LIft Station E 1.4660 4% 1.7100 5% 2.1880 6% 2.0090 6% 1.2780 4% 0.8450 2% 1.58 4.52% 

Lift Station F 0.9000 3% 0.9950 3% 1.1400 3% 0.9650 3% 0.8040 2% 0.6720 2% 0.91 2.61% 

Lift Station G 1.3640 4% 2.1230 6% 2.2880 7% 2.1120 6% 1.7400 5% 1.1510 3% 1.80 5.13% 

Lift Station H 4.2620 12% 6.2640 18% 5.7610 16% 4.5920 
13
% 3.7770 11% 0.8520 2% 4.25 12.15% 

Lift Station J 0.4170 1% 0.3770 1% 0.4230 1% 0.4940 1% 0.4490 1% 0.1590 0% 0.39 1.10% 

Lift Station K 1.1100 3% 1.1240 3% 1.2220 3% 1.2670 4% 1.2300 4% 0.9740 3% 1.15 3.30% 

Lift Station L 3.7870 11% 3.8000 11% 3.8000 11% 3.7980 
11
% 3.7820 11% 3.6640 10% 3.77 10.78% 

Lift Station M 0.3460 1% 0.4560 1% 0.4000 1% 0.3070 1% 0.2710 1% 0.0620 0% 0.31 0.88% 

Lift Station N 5.8610 17% 5.0000 14% 0* 0% 0* 0% 0.2310 1% 0.7320 2% 1.97 5.63% 

Lift Station O 1.1560 3% 1.1690 3% 1.1520 3% 1.1260 3% 1.0280 3% 0.8360 2% 1.08 3.08% 

Lift Station R 0.1980 1% 0.2550 1% 0.3240 1% 0.2410 1% 0.2150 1% 0.0690 0% 0.22 0.62% 

Lift Station S 0.5270 2% 0.8000 2% 0.8740 2% 0.5250 2% 0.5120 1% 0.4060 1% 0.61 1.74% 

Lift Station T 0.8430 2% 0.8280 2% 0.0000 0% 0.8400 2% 0.8140 2% 0.6290 2% 0.66 1.88% 
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      M E M O R A N D U M 
 
 

TO: Jay Gewin, City of Key West 
 
FROM: Greg Smith, OMI, Inc. 
 
DATE: March 4, 2011 
 
SUBJECT: Status Report for February, 2011 
 
 
  
 Monthly Status Report 
 
  
 Operations 
 
 
 Effluent Quality Summary 
 

Parameter Effluent 
Concentration 

Permitted 
Concentration 

Date Collected Through 

CBOD5 One Day Max. 4.00 mg/l 10.0 mg/l MAX 02/23/11 
CBOD5 Monthly Avg. 2.12 mg/l 6.25 mg/l AVG. 02/23/11 
TSS One Day Max. 0.9 mg/l 10.0 mg/l MAX 02/28/11 
TSS Monthly Avg. 0.6 mg/l 6.25 mg/l AVG. 02/28/11 
Total Nitrogen One Day Max. 2.17 mg/l 6.0 mg/l MAX 02/16/11 
Total Nitrogen Monthly Avg. 1.75 mg/l 3.75 mg/l AVG 02/16/11 
Total Phosphorus One Day Max.          1.22 mg/l 2.0 mg/l MAX 02/16/11 
Total Phosphorus Monthly Avg. 0.66 mg/l 1.25 mg/l AVG 02/16/11 
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Maintenance: 
 

 
Treatment Plant: 

 
• Performed scheduled PM’s 
• Installed new S.S.T. blower in solids building 
• Replaced lamp on UV channel 2, module 5 
• Replaced poly blend pump # 2 
• Replaced shop compressor drive belts 
• Rebuilt spare poly blend pump 
• Replaced GFIC receptacles between aeration basins 
• Replaced control pendant on solids bridge crane 
• Replaced relays in headworks influent sampler 
• Replaced motor starter on grit blower # 1 
• Repaired controls on WAS pump # 1 
• Fabricated ramp over conduits and piping by wet well 
  

 
Lift Stations: 
 

• Performed scheduled PM’s 
• Replaced radio at SWS-3 
• Replaced water jacket on pump # 1 at L/S “E” 
• Replaced coil on starter # 2 at L/S “C” 
• Replaced batteries at L/S “C” generator 
• Installed new radio at SWS-3 
• Installed bubbler level control at L/S “DA” 
• Cleaned debris from wet well at L/S “B” 
• Replaced two floats at L/S “T” 
• Cleaned debris from wet well at L/S “J” 
• Replaced starter coil # 2 AT l/s “C” 
• Cleaned and painted fuel tank at L/S “J” 
• Replaced power cable on pump # 2 at l/s “C” 
• Replaced fuel pump on generator at L/S “S” 
• Replaced radio at SWS-5 
 
 

Vehicles: 
 

• Installed spray on bed liner on crane truck 
• Changed oil and filter on truck # 213 
• Changed oil and filter on truck # 600 
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Equipment out of service:  

   
• SWS-5 pump # 1 
• Pump # 2 L/S “B” 
 
 
 

 

2/1/2011 COLLECTIONS 
 Plugged Main  

      
None 

      Repaired Main  
      

None 
      Main Cleaned 
      1200 Blk. Seminary St. 877ft 
      1200 Blk. Duval St. 226ft 
      1300 Blk. Seminary St. 385ft 
      2900 Blk. Staples Ave. 482ft 
      1200 Blk. 11th St. 258ft 
      2800 Blk. Staples Ave. 460ft 
      2600 Blk. Patterson Ave. 366ft 
      2500 Blk. Patterson Ave. 383ft 
      1200 Blk. 8th St. 255ft 
      2600 Blk. Fogarty Ave. 363ft 
      2500 Blk. Fogarty Ave. 329ft 
      1500 Blk. Seminary St. 200ft 
      1300 Blk. 8th St. 520ft 
      2500 Blk. Harris Ave. 325ft 
      2600 Blk. Harris Ave. 328ft 
      1700 Blk. Seminary St. 458ft 
      1200 Blk. Ashby St. 265ft 
      2500 Blk. Seidenberg Ave. 328ft 
      2600 Blk. Seidenberg Ave. 313ft 
      1400 Blk. 8th St. 538ft 
      2500 Blk. Staples Ave. 325ft 
      2600 Blk. Staples Ave. 325ft 
      2300 Blk. Patterson Ave. 514ft 
      2400 Blk. Patterson Ave. 500ft 
      1200 Blk. 6th St. 257ft 
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1300 Blk. 6th St. 532ft 
      2300 Blk. Fogarty Ave. 471ft 
      2400 Blk. Fogarty Ave. 473ft 
      1000 Blk. Howe St. 168ft 
      2300 Blk. Harris Ave. 426ft 
      2400 Blk. Harris Ave. 444ft 
      2300 Blk. Seidenberg Ave. 489ft 
      2400 Blk. Seidenberg Ave. 383ft 
      2300 Blk. Staples Ave. 350ft 
      1400 Blk. 6th St. 550ft 
      2400 Blk. Staples Ave. 350ft 
      1200 Blk. 4th St. 326ft 
      2100 Blk. Patterson Ave. 344ft 
      2200 Blk. Patterson Ave. 330ft 
      2000 Blk. Patterson Ave. 383ft 
      

       
       
       Plugged Lateral 

      1026 Howe St. 
      

       
       Repaired Lateral 

      None 
      

       
       New Lateral 

      928 United St. 
      723 Washington St. 
      

       
       
       New C/O 

      928 United St. 
      1105 Olivia St. 
      723 Washington St. 
      

       
       Repaired C/O 

      1105 Olivia ST. 
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       M/H Rain Guard (Repaired) 

     Simonton St. / Virginia St. 
      

       

       M/H Ring &  Cover 
      Thompson St. / Seminary St. 
      Fogarty Ave. / 10th St. 
      

       
       Odor Complaint  

      None 
      

       

       Tving   
      None 
      

       
       Other 

      
Clean And Check Navy Meters Weekly 

     Clean Station Grounds at 'D, J, L, 
N' 

      Clean Wet Well Station 'F, G, R, U' 
      

       

       Spill 
      None 
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Navy Salinity 
          

Navy Points of Connection Salinity Readings         MONTHLY   
Location//Month:FEB. 
2011 Week 1 Week 2 Week 3 Week 4   AVERAGE 

Trumbo Front Gate 0.4 1.1% 0.3 1% 0.3 1% 0.3 1% 0.4 0.4 1% 
Trumbo Backflow 
Preventer 0.5 1% 0.3 1% 0.3 1% 0.3 1%   0.35 1% 

Trumbo Back Gate 1.3 4% 1.1 3% 1.9 5% 1.8 5%   1.525 4% 

Emma St/Amelia 0.3 1% 0.2 1% 0.3 1% 0.3 1%   0.275 1% 

Truman and Fort 0.6 2% 0.3 1% 0.4 1% 0.4 1%   0.425 1% 

United and Whitehead 1.5 4% 0.3 1% 0.4 1% 0.3 1%   0.625 2% 

Sigsbee  0.8 2% 0.9 3% 0.7 2% 0.8 2%   0.8 2% 

Medical Center 0.4 1% 0.3 1% 0.2 1% 0.2 1%   0.275 1% 
  

   

   
 

     
Storm Drains / Sediment Traps Cleaned  
 

Address Section 
1 

Section 
2 

Section 
3 

# Of 
CB 

Pipe 
Footage 

Well 
Depth 

1st & Forgarty       
1st & Harris       
1st & 
Seidenberg 

      

2nd & Fogarty    4  Outfall 
2nd & Harris    4  Outfall 
2nd & Patterson    3  Outfall 
2nd & Staples    1  89’ 
3rd & Patterson    4 100’ Outfall 
3rd & Fogarty    4 251’ Outfall 
3rd & Harris    4 96’ Outfall 
3rd & Roosevelt 
Dr. 

   3 286’ Outfall 

3rd & 
Siedenberg 

” ” ” 4         89’ 

4th & Fogarty    4  Outfall 
4th & Patterson    4  Outfall 
4th & Harris    3  Outfall 
4th & Flagler    2  Outfall 
5th & Fogarty    2 35’ Outfall 
5th & Patterson    1  Outfall 
6th & Patterson    4 120’  
11th & Fogarty       
11th & 
Patterson 

      

16th Terrace & 
Northside 

   4  Outfall 

1700 Reynolds            3 70’ Outfall 
1700 Josephine            

4 
114’ 91’ 

17th & Donald    2          
120’ 

       
101’ 

17th Terr. & 
Donald 

        
2” 

2” 3” 1 37’ 99’ 
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17th Terrace & 
Northside 

   4  Outfall 

18th & 
Northside  

   4  Outfall 

19th & Donald 4” 4” 6” 2           
37’ 

91’ 

20th & Donald    4  Outfall 
20th & 
Northside  

   4  Outfall 

200 Blk 
Grinnel 

    125’ Outfall 

200 Blk 
Margaret 

   2 50’ Outfall 

200 Blk 
William 

   2 75’ Outfall 

900 Blk Thomas    1 400’  
3rd & 
Seidenberg 

           1 5’ 89’ 

3342 Northside     2  Outfall 
3368 Northside     2  Outfall 
7th & Staples            2 46’ 40’ 
916 James    2 28’ Crossover 
Albury & Pearl 4” 6” 7” 3 150’ 124’ 
Amelia & 
Whithead 

   4 153’ 67’ 

Angela & Ashe    4 93’ 89’ 
Angela & 
Margaret 

           4 120’ 74’ 

Angela & Pearl            4 86’ 132’ 
Angela & 
Simonton 

           4 195’ 87’ 

Angela & White    4 67’ 80’ 
Ashe & Angela  2” 3” 5” 4 93’ 83’ 
Atlantic & 
Ashby 

   1 44’ 76’ 

Bill Butler 
Park 

   2   

Boog Powel Crt    3 80’ Outfall 
Caroline & 
Elizabeth 

   2 24’ Crossover 

Caroline & 
Whitehead 

   4 116’ 100’ 

Cathrine & 
Margaret 

3” 4” 5” 4 115’ 92’ 

Cathrine & 
Thomas 

   2 30’ 97’ 

Cathrine & 
Thomas                         

   2 30’ 97’’ 

Cathrine & 
Verela 

   4 127’          
88’ 

Cathrine & 
Verela 

   4 127’ 88’ 

Cathrine & 
White 

6” 8” 12”         
4 

126’ 87’ 

Dennis & 
Venetia 

   4 119’ 89’ 

Duval (1312)    2  Outfall 
Duval & Louisa    2  Outfall 
Duval & Front    6  Pump 

Assited 
Well 

Duval & United    2  Outfall 
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Duval & Wall    1  Outfall 
Eaton & 
Frances 

   4  Outfall 

Eaton & 
Simonton 

   2 26’ Crossover 

Eaton & White                            4 124’ 83’ 
Elizabeth & 
Green 

           2 48’ Outfall 

Elizabeth & 
Southard 

   2 12’ Crossover 

Emma & Olivia 2” 3”         
3” 

4 127’ 85’ 

Fire Station 
#1  
Fire Station 
#2              

      

Flagler (1204)    1       
Outfall 

Flagler (1418)    1       
Outfall 

Flagler (1620)    2       
Outfall 

Flagler (1706)    2       
Outfall 

Flagler & 1st    2       
Outfall 

Flagler & 
George 

   2       
Outfall 

Flagler & 
Josephine 

   2       
Outfall 

Flagler & Leon    2       
Outfall 

Flagler & 
Thompson 

   2       
Outfall 

Fleming & 
Frances 

   4          
175’ 

122’ 

Fleming & 
White 

   4           
98’ 

89’ 

Florida & 
Virginia 

   6 145’ 118’ 

Fort St.      Outfall 
Frances & 
Eaton 

   4 114’ 92’ 

Frances & 
Petronia 

   3 69’ 89’ 

Frances & 
Southard 

   4 122 126’ 

Green & 
Whitehead 

   4 34’          
116’ 

George & 
Blanch 

2” 5” 8” 4         
162’ 

96’ 

George & 
Duncan 

   4  Outfall 

George & 
Fogarty 

   2  Outfall 

George & 
Patricia 

   2 67’ 89’ 

George & 
United 

   3  Outfall 

George & 
Venetia 

3” 5” 7” 3 132’ 86’ 

George & 
Washington 

2” 3”         
5” 

8 124’ 115’ 
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Grinnel & 
Vonphister 

   4            
83’ 

90’ 

Grinnell & 
Trumbo Rd. 
(Ferry Ter.) 

   3 221’ 66’ 

Johnson & 
Grinnel 

        
2” 

3” 4” 4 100’ 75’ 

Johnson & 
Whalton 

           3 177’ 79’ 

Jose Marti    4  Outfall 
Jose Marti & 
Truman 

   4  Outfall 

Josephine & 
Blanch 

   4 132’ 89’ 

Jr. College 
Rd. E #1 
                            
#2 
                            
#3 
                            
#4 
                            
#5 

 
 
 
 
 

   45’ 
45’ 
45’ 
45’ 
45’ 

Outfall 
Outfall 
Outfall 
Outfall 
Outfall 

Jr. College 
Rd. W #1 
                             
#2 
                             
#3 
                             
#4 
                             
#5 

 
 
 
 

   57’ Outfall 
Outfall 
Outfall 
Outfall 
Outfall 

Kennedy & 
Riviera 

     Outfall 

Laird & Ashby 2” 2” 4” 5 225’ 89’ 
Laird & Leon 3” 4” 6” 4 114’ 99’ 
Laird & 
Thompson 

   3 50’ 115’ 

Leon & Atlantic            4 153’ 95’ 
Mallory Square 
#1 
                          
#2 
                          
#3 
                          
#4 
                          
#5 
                          
#6 

      

Newton & 
Eisenhower 

   2 35’ Outfall 

Northside & 
Glynn Archer 
Dr. 

   4  Outfall 

Northside Dr. 
(3130) 

   2  Outfall 

Northside Dr. 
(3132) 

   2  Outfall 

Northside Dr.    2  Outfall 
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(3230) 
Northside Dr. 
(3282) 

   2  Outfall 

Northside Dr. 
(3318) 

   2  Outfall 

Northside Dr. 
(3342) 

   1  Outfall 

Olivia & Pearl 4” 4”        6 
” 

3 118’ 123’ 

Olivia & 
Windsor 

   4 69’          
88’   

Patterson 
(1900) 

   2 339’ Outfall 

Patterson 
(2000) 

   2 391’ Outfall 

Pearl & Duncan 2”         
4” 

6” 6 178’ 120’ 

Pearl & Newton    3 83’ 126’ 
Pearl & Pine 4” 5” 6” 3 99’ 127’ 
Pearl & United 3”       4 

”         
6” 5 249’ 115’ 

Petronia & 
Florida 

” ”         
” 

4 172’ 125’ 

Reynolds & 
Vonphister 

   3 166’ 98’ 

Rose & Ashby 2”         
4” 

6” 4 113’ 97’ 

Roosevelt Dr. 
& Bay St. 

   3 247’ Outfall 

Simonton Beach 
(Pump 
Assisted) 

      

Simonton & 
Caroline 

   4 195’ 82’ 

Simonton & 
Louisa 

4” 6” 12” 4 144’ 87’ 

Simonton & 
Southard 

   2 27’ Crossover 

Smathers Beach 
#1 
                          
#2 
                          
#3 
                          
#4 
                          
#5 

 
 
 
 
 

 
 
 
 
 

 
 
 
 
 

 
 
 
 
 

 
 
 
 
 

97’ 
94’ 
95’ 
94’ 
96’ 

South & Leon cleaned                 
4 

90’ 98’ 

South & 
Reynolds 

   4 97’ 94’ 

South & 
Seminary                          

   5 248’ 121’ 

South & 
Simonton 

   4 85’          
89’ 

South & 
Whitehead 

4” 6”          
12” 

       
3 

118’ 85’ 

South Beach 
drains 

   2  Outfall 

Southard & 
Margaret 

3” 2” 5” 4 137’ 97’ 

Southard &            4 164’ 67’ 
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White                          
Stevens & 
Laird 

        
3” 

4”          
6” 

4 114’ 93’ 

Stevens & 
Patricia 

           3 103’ 95’ 

Sunrise Ln.     1M/H 150’ Outfall 
Thomas & 
Petronia 

cleaned   2 25  

Thomas & 
Truman 

   1 110’ 87’ 

Thompson & 
Rose 

   2 51’ 81’ 

Tropical & 
Seminary 

        
3” 

3” 5” 5 248’ 122’ 

Tropical & 
South 

   5 125’ 121’ 

United & 
Florida 

4” 6” 8” 6 246’ 116’ 

United & 
Whitehead 

   5 124’ 124’ 

Verela & 
Virginia 

3” 3” 4” 4 103’          
86’ 

Virginia & 
Howe 

3” 4” 6” 3 79’ 89’ 

Virginia & 
Margaret 

           4 132’ 89’ 

Virginia & 
Packer 

   2 29’ Crossover 

Virginia & 
White 

   4 216’ 88’ 

Vivian & 1st      Outfall 
Vivian & 
George 

     Outfall 

Vonphister & 
White 

   2  Outfall 

Vortex at 
Simonton St. 

     Pump 
Assisted 

Washington & 
Ashby 

         
3” 

4” 6” 8 246’ 121’ 

Washington & 
Thompson 

3” 3”          
5” 

7 362’         
118’ 

Washington & 
Whalton 

         
2” 

        
4” 

8”        
5 

187’ 122’ 

Whalton & 
Vonphister 

2”         
4” 

      6” 5 187’ 119’ 

Windsor & 
Passover 

   3 60’        
122’ 
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Inlet Baskets Cleaned 
 
 

        
Address Cups Cans Bottles Debris (in) Date   

215 Duval St.           3 8 7               3” 2/07/11    
224 Duval St.    1” "    
300 Duval St. 5  2 3”            “    

301 Duval St.  1 
 

2               4” “    
313 Duval St.           2 3 5 4” “    
400 Duval St. 1  1 1” “    
401 Duval St.           1  2 2” "    
410 Duval St.                    1” “    
419 Duval St.          3  1 2” "    
500 Duval St.  1 2 2” “    
501 Duval St.                   2” “    
512 Duval St.    1” “    
524 Duval St.   No Basket   ” “    
525 Duval St. No Basket   ” “    
601 Duval St.    1” 2/08/11    
602 Duval St. 2 1 1 2” “    
617 Duval St.                             2” “    
618 Duval St. 2       1            1” “    
700 Duval St.    1” “    
701 Duval St.    2” “    
1125 Duval St. No Basket              “    
1130 Duval St. 1  1                3”  “   

1209 Duval St. No Basket   ” “   

1210 Duval St.  1  1” “   

1224 Duval St. 2  1 3” “   

1229 Duval St. No Basket                             ” “   

1314 Duval St. 1        2 2” “   

1317 Duval St. No Basket    ” “   

1327 Duval St. No Basket    ”           “   

1324 Duval St. 1  3 4 1“ “   
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Storm Manhole Ring and Covers 
• None 
 
Storm Injection Wells Cleaned (shallow) 
• 704 Passover Lane 
 
Storm Drain Grates Replaced / Installed 
• Garrison Bight Marina (by dockmaster trailer) 

 
Storm Water lines Televised 
• None 
 
Catch Basin Repairs  
• None 
 
Vertical French Drains Installed 
• None 

 
Other  Storm water Activities   
• Clean off Storm Grates during & after rain events 
• Assist GPS crew with measurements and locations 
• Install trench drain and additional ring and flow thru cover at Bahama & Fleming 
• Primed and painted boom on #2028 
• Assist maint. With pump & valve install at SW#5 
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WET WELL SALINITY READINGS (parts per thousand) AND PERCENT SEAWATER       6-MONTH   

LOCATION Sept, 10   Oct, 10   
Nov, 
10   Dec, 10   Jan, 11   Feb, 11   AVERAGE   

WWTP Infl. 2.1000 6% 2.3000 7% 2.2100 6% 1.6000 5% 1.6000 5% 1.2300 4% 1.84 5.26% 

Lift Station A 0.6330 2% 0.7320 2% 0.6130 2% 0.5860 2% 0.2800 1% 0.3510 1% 0.53 1.52% 

Lift Station B 0.2550 1% 1.9260 6% 1.2990 4% 1.8910 5% 0.7420 2% 0.7740 2% 1.15 3.28% 

Lift Station C 1.7520 5% 1.7500 5% 1.5560 4% 1.2910 4% 0.9200 3% 0.9620 3% 1.37 3.92% 

Lift Station D 2.1000 6% 0* 0% 0* 0% 1.3430 4% 1.0200 3% 1.0200 3% 0.91 2.61% 

Lift Station D/A 1.0190 3% 1.1940 3% 0.9350 3% 0.8500 2% 0.6920 2% 0.6860 2% 0.90 2.56% 

LIft Station E 1.7100 5% 2.1880 6% 2.0090 6% 1.2780 4% 0.8450 2% 1.0200 3% 1.51 4.31% 

Lift Station F 0.9950 3% 1.1400 3% 0.9650 3% 0.8040 2% 0.6720 2% 0.7570 2% 0.89 2.54% 

Lift Station G 2.1230 6% 2.2880 7% 2.1120 6% 1.7400 5% 1.1510 3% 1.1130 3% 1.75 5.01% 

Lift Station H 6.2640 18% 5.7610 16% 4.5920 13% 3.7770 11% 0.8520 2% 0.8080 2% 3.68 10.50% 

Lift Station J 0.3770 1% 0.4230 1% 0.4940 1% 0.4490 1% 0.1590 0% 0.4030 1% 0.38 1.10% 

Lift Station K 1.1240 3% 1.2220 3% 1.2670 4% 1.2300 4% 0.9740 3% 0.7890 2% 1.10 3.15% 

Lift Station L 3.8000 11% 3.8000 11% 3.7980 11% 3.7820 11% 3.6640 10% 3.8000 11% 3.77 10.78% 

Lift Station M 0.4560 1% 0.4000 1% 0.3070 1% 0.2710 1% 0.0620 0% 0.3160 1% 0.30 0.86% 

Lift Station N 5.0000 14% 0* 0% 0* 0% 0.2310 1% 0.7320 2% 10.0000 29% 2.66 7.60% 

Lift Station O 1.1690 3% 1.1520 3% 1.1260 3% 1.0280 3% 0.8360 2% 0.9840 3% 1.05 3.00% 

Lift Station R 0.2550 1% 0.3240 1% 0.2410 1% 0.2150 1% 0.0690 0% 0.1300 0% 0.21 0.59% 

Lift Station S 0.8000 2% 0.8740 2% 0.5250 2% 0.5120 1% 0.4060 1% 0.5290 2% 0.61 1.74% 

Lift Station T 0.8280 2% 0.0000 0% 0.8400 2% 0.8140 2% 0.6290 2% 0.8800 3% 0.67 1.90% 
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      M E M O R A N D U M 
 
 

TO: Jay Gewin, City of Key West 
 
FROM: Greg Smith, OMI, Inc. 
 
DATE: April 4, 2011 
 
SUBJECT: Status Report for March, 2011 
 
 
  
 Monthly Status Report 
 
  
 Operations 
 
 
 Effluent Quality Summary 
 

Parameter Effluent 
Concentration 

Permitted 
Concentration 

Date Collected Through 

CBOD5 One Day Max. 2.70 mg/l 10.0 mg/l MAX 03/23/11 
CBOD5 Monthly Avg. 2.6   mg/l 6.25 mg/l AVG. 03/23/11 
TSS One Day Max. 1.1   mg/l 10.0 mg/l MAX 03/31/11 
TSS Monthly Avg. 0.7   mg/l 6.25 mg/l AVG. 03/31/11 
Total Nitrogen One Day Max. 3.18 mg/l 6.0 mg/l MAX 03/16/11 
Total Nitrogen Monthly Avg. 2.61 mg/l 3.75 mg/l AVG 03/16/11 
Total Phosphorus One Day Max.          1.45 mg/l 2.0 mg/l MAX 03/16/11 
Total Phosphorus Monthly Avg. 0.82  mg/l 1.25 mg/l AVG 03/16/11 

 

  
 
 
 
 
 
 
 
 
 
 
 

Addendum 2 - Attachment 2 30



Maintenance: 
 

 
Treatment Plant: 

 
• Performed scheduled PM’s 
• Repaired alternating controls on filter compressors 
• Repaired bar screen # 1 
• Removed rusty re-bar and nails from monitoring well pad and patched with concrete 
• Prepped and painted deep injection well # 1 
• Replaced light pole and fixture above contact chamber # 1 
• Replaced light fixture on sludge tank # 1 
• Repaired leak on W-2 line around anox zone 
• Replaced AB 550 panel view in solids control panel 
• Installed  new wall pack light fixture on exterior south side of solids building 
• Replaced poly blend pump # 1 
• Repaired surge tank water column level switches 
• Replaced GFIC’s on clarifier # 2 
• Installed new LED light fixture in parking lot 
• Replaced radio on central control telemetry unit 
• Repaired gate actuators for clarifier # 2 gate 
• Repaired UV channel # 2 outlet gate 
• Replaced wall pack over door outside of scum pump area 
• Installed  photo cell for external lighting on solids 
 

 
Lift Stations: 
 

• Replaced flow meter at Perry Court lift station 
• Replaced high level float at L/S “D” 
• Replaced power cable on pump # 2 at L/S “R” 
• Repaired starter on pump # 2 at L/S “B” 
• Replaced radio at L/S ‘”O” 
• Replaced radio at L/S “U” 
• Replaced radio at L/S “V” 
• Installed new bubbler system at L/S “O” 
• Replaced compressor at L/S “T” 
• Replaced compressor at L/S “B” 
• Removed old crumbling light pole at L/S “F” 
• Performed scheduled PM’s 
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Vehicles: 
 

• Replaced plugs on 603 
• Repaired flats on Kubota 
• Repaired front brakes on truck  

 
 

 
Equipment out of service:  

   
• Sludge conveyor scale 
• Filter pump # 2      (Stationary wear ring) 
• Pump # 2 L/S “R”  ( Cooling jacket) 
• Pump # 1 L/S “A”  (Burnt stator) 
 
 

 

3/1/2011 
 

Collections 
 

       Plugged Main  
     

None 
      

       

       Repaired Main  
     

None 
      

       

       Main Cleaned 
     1900 Blk. Patterson Ave. 206ft 

    1200 Blk. Third St. 166ft 
     2200 Blk. Fogarty Ave. 340ft 

    2100 Blk. Fogarty Ave. 352ft 
    2000 Blk. Fogarty Ave. 402ft 
    1900 Blk. Fogarty Ave. 198ft  
    2100 Blk. Harris Ave. 272ft 
    2200 Blk. Harris Ave. 332ft 
    1300 Blk. Fourth St. 259ft 

     2100 Blk. Seidenberg Ave. 275ft 
    2200 Blk. Seidenberg Ave. 325ft 
    2200 Blk. Staples Ave. 344ft 
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2100 Blk. Staples Ave. 270ft 
    1400 Blk. Fourth St. 550ft 

     1900 Blk. Harris Ave. 207 
     2000 Blk. Harris Ave. 332ft 

    1900 Blk. Seidenberg Ave. 214ft 
    2000 Blk. Seidenberg Ave. 322ft 
    2000 Blk. Staples Ave. 383ft 
    1900 Blk. Staples Ave. 204ft 
    1700 Blk. Catherine St. 359ft 
    1600 Blk. Catherine St.402ft 
    1500 Blk. Catherine St. 415ft 
    1100 Blk. Pearl St. 216ft 

     1400 Blk. Eliza St. 380ft 
     1100 Blk. Florida St. 204ft 
     1300 Blk. Eliza St. 377ft 
     1200 Blk. Eliza St. 360ft 
     1000 Blk. Georgia St. 209ft 

    1700 Blk. Johnson St. 377ft 
    1100 Blk. Georgia St. 149ft 
    1700 Blk. Duncan St. 352ft 
    1600 Blk. Duncan St. 351ft 
    1200 Blk. Ashby St. 179ft 

     1400 Blk. Duncan St. 192ft 
    1500 Blk. Duncan St. 310ft 
    1200 Blk. Leon St. 203ft 

     1200 Blk. Pearl St. 347ft 
     1400 Blk. Duncan St. 326ft 

    1400 Blk. Catherine St. 279ft 
    1200 Blk. Florida St. 199ft 

     1300 Catherine St. 328ft 
     1300 Duncan St. 368ft 
     1200 Blk. Duncan St. 371ft 

    1200 Blk. Georgia St. 116ft 
    1100 Blk. George St. 196ft 
    1700 Blk. United St. 150ft 

     1800 Blk. Fogarty Ave. 360ft 
    1700 Blk. George St. 100ft 
    1700 Blk. United St. 203ft 

     1200 Blk. Ashby St. 218ft 
     

       
       Plugged Lateral 

     None 
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Repaired Lateral 
     None 

      New Lateral 
      None 
      New C/O 
      1709 Atlantic Blvd.  

     1723 Josephine St. (two) 
     Repaired C/O 
     1105 Olivia ST. 

      
       M/H Rain Guard (Repaired) 

   Replaced 20 Rain Guards in District 'D' 
   M/H Ring &  Cover 

    None 
      

       Odor Complaint  
     None 

      Tving   
      None 
      Other 
      

Clean And Check Navy Meters Weekly 
   Clean Station Grounds at 'D' 

    Clean Wet Well Station 'R' 
     Spill 

      None 
      

  

Navy Salinity 
          

Navy Points of Connection Salinity Readings     MONTHLY   
Location//Month:MAR. 
2011 Week 1 Week 2 Week 3 Week 4   AVERAGE 

Trumbo Front Gate 0.3 0.9% 0.3 1% 0.4 1% 0.3 1% 0.4 0.4 1% 
Trumbo Backflow 
Preventer 0.3 1% 0.2 1% 0.3 1% 0.3 1%   0.275 1% 

Trumbo Back Gate 1.8 5% 1.5 4% 1.7 5% 1.8 5%   1.7 5% 

Emma St/Amelia 0.3 1% 0.3 1% 0.3 1% 0.3 1%   0.3 1% 

Truman and Fort 0.4 1% 0.5 1% 0.5 1% 0.4 1%   0.45 1% 

United and Whitehead 0.3 1% 0.4 1% 1.0 3% 0.3 1%   0.5 1% 

Sigsbee  0.8 2% 0.9 3% 1.4 4% 1.1 3%   1.05 3% 

Medical Center 0.2 1% 0.4 1% 0.3 1% 0.3 1%   0.3 1% 
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Storm Drains / Sediment Traps Cleaned  

   
       
       1st & Forgarty             

1st & Harris             

1st & Seidenberg             

2nd & Fogarty       4   Outfall 

2nd & Harris       4   Outfall 

2nd & Patterson       3   Outfall 

2nd & Staples       1   89’ 

3rd & Patterson       4 100’ Outfall 

3rd & Fogarty       4 251’ Outfall 

3rd & Harris       4 96’ Outfall 

3rd & Roosevelt 
Dr. 

      3 286’ Outfall 

3rd & Siedenberg       4          89’ 

4th & Fogarty       4   Outfall 

4th & Patterson       4   Outfall 

4th & Harris       3   Outfall 

4th & Flagler       2   Outfall 

5th & Fogarty       2 35’ Outfall 

5th & Patterson       1   Outfall 

6th & Patterson       4 120’   

11th & Fogarty             

11th & Patterson             

16th Terrace & 
Northside 

      4   Outfall 

1700 Reynolds         
cleaned 

    3 70’ Outfall 

1700 Josephine       4 114’ 91’ 
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17th & Donald       2          
120’ 

       101’ 

17th Terr. & 
Donald 

             1 37’ 99’ 

17th Terrace & 
Northside 

      4   Outfall 

18th & Northside        4   Outfall 

19th & Donald       2           
37’ 

91’ 

20th & Donald       4   Outfall 

20th & Northside        4   Outfall 

200 Blk Grinnel Cleaned       125’ Outfall 

200 Blk Margaret Cleaned     2 50’ Outfall 

200 Blk William Cleaned     2 75’ Outfall 

900 Blk Thomas       1 400’   

3rd & Seidenberg              1 5’ 89’ 

3342 Northside        2   Outfall 

3368 Northside        2   Outfall 

7th & Staples              2 46’ 40’ 

916 James       2 28’ Crossover 

Albury & Pearl 3” 3” 3” 3 150’ 122’ 

Amelia & 
Whithead 

5” 6” 9” 4 153’ 77’ 

Angela & Ashe       4 93’ 89’ 

Angela & 
Margaret 

cleaned            4 120’ 74’ 

Angela & Pearl              4 86’ 132’ 

Angela & 
Simonton 

        12” 10” 14” 4 195’ 87’ 

Angela & White cleaned     4 67’ 80’ 

Ashe & Angela        4 93’ 83’ 

Atlantic & Ashby       1 44’ 76’ 

Bill Butler Park       2     

Boog Powel Crt       3 80’ Outfall 
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Caroline & 
Elizabeth 

      2 24’ Crossover 

Caroline & 
Whitehead 

      4 116’ 100’ 

Cathrine & 
Margaret 

      4 115’ 92’ 

Cathrine & 
Thomas 

      2 30’ 97’ 

Cathrine & 
Thomas                         

      2 30’ 97’’ 

Cathrine & Verela 8” 10” 12” 4 127’          87’ 

Cathrine & Verela       4 127’ 88’ 

Cathrine & White ” ” ” 4 126’ 87’ 

Dennis & Venetia 2” 3” 4” 4 119’ 88’ 

Duval (1312)       2   Outfall 

Duval & Louisa       2   Outfall 

Duval & Front       6   Pump 
Assited 

Well 
Duval & United       2   Outfall 

Duval & Wall       1   Outfall 

Eaton & Frances       4   Outfall 

Eaton & Simonton       2 26’ Crossover 

Eaton & White                               4 124’ 83’ 

Elizabeth & Green              2 48’ Outfall 

Elizabeth & 
Southard 

      2 12’ Crossover 

Emma & Olivia              4 127’ 85’ 

Fire Station #1              

Fire Station #2              

Flagler (1204)       1        
Outfall 

Flagler (1418)       1        
Outfall 

Flagler (1620)       2        
Outfall 

Flagler (1706)       2        
Outfall 
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Flagler & 1st       2        
Outfall 

Flagler & George       2        
Outfall 

Flagler & 
Josephine 

      2        
Outfall 

Flagler & Leon       2        
Outfall 

Flagler & 
Thompson 

      2        
Outfall 

Fleming & Frances       4          
175’ 

122’ 

Fleming & White 6” 6” 12” 4           
98’ 

88’ 

Florida & Virginia       6 145’ 118’ 

Fort St.           Outfall 

Frances & Eaton       4 114’ 92’ 

Frances & Petronia 3” 5” 6” 3 69’ 88’ 

Frances & 
Southard 

      4 122 126’ 

Green & 
Whitehead 

2” 3” 3” 4 34’          
116’ 

George & Blanch Cleaned     4         
162’ 

96’ 

George & Duncan       4   Outfall 

George & Fogarty       2   Outfall 

George & Patricia       2 67’ 89’ 

George & United       3   Outfall 

George & Venetia 2” 2” 4” 3 132’ 86’ 

George & 
Washington 

2”          2”         3” 8 124’ 115’ 

Grinnel & 
Vonphister 

      4            
83’ 

90’ 

Grinnell & 
Trumbo Rd. (Ferry 
Ter.) 

      3 221’ 66’ 

Johnson & Grinnel         2” 2” 3” 4 100’ 75’ 

Johnson & 
Whalton 

4”         3” 4” 3 177’ 78’ 

Jose Marti       4   Outfall 

Jose Marti & 
Truman 

      4   Outfall 
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Josephine & 
Blanch 

cleaned     4 132’ 89’ 

Jr. College Rd. E 
#1 

        45’ Outfall 

                            
#2 

45’ Outfall 

                            
#3 

45’ Outfall 

                            
#4 

45’ Outfall 

                            
#5 

45’ Outfall 

Jr. College Rd. W 
#1 

        57’ Outfall 

                             
#2 

Outfall 

                             
#3 

Outfall 

                             
#4 

Outfall 

                             
#5 

Outfall 

Kennedy & 
Riviera 

          Outfall 

Laird & Ashby Cleaned     5 225’ 89’ 

Laird & Leon Cleaned     4 114’ 99’ 

Laird & Thompson       3 50’ 115’ 

Leon & Atlantic              4 153’ 95’ 

Mallory Square #1             

                          #2 

                          #3 

                          #4 

                          #5 

                          #6 

Newton & 
Eisenhower 

      2 35’ Outfall 

Northside & Glynn 
Archer Dr. 

      4   Outfall 

Northside Dr. 
(3130) 

      2   Outfall 

Northside Dr. 
(3132) 

      2   Outfall 

Northside Dr. 
(3230) 

      2   Outfall 
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Northside Dr. 
(3282) 

      2   Outfall 

Northside Dr. 
(3318) 

      2   Outfall 

Northside Dr. 
(3342) 

      1   Outfall 

Olivia & Pearl 3” 6”         6” 3 118’ 121’ 

Olivia & Windsor       4 69’          88’   

Patterson (1900)       2 339’ Outfall 

Patterson (2000)       2 391’ Outfall 

Pearl & Duncan 2”         4” 4” 6 178’ 118’ 

Pearl & Newton 8” 10” 14” 3 83’ 126’ 

Pearl & Pine 3” 3” 5” 3 99’ 126’ 

Pearl & United 2”        3”         4” 5 249’ 115’ 

Petronia & Florida 3” 9”         6” 4 172’ 124’ 

Reynolds & 
Vonphister 

3” 3” 6” 3 166’ 95’ 

Rose & Ashby cleaned            4 113’ 97’ 

Roosevelt Dr. & 
Bay St. 

      3 247’ Outfall 

Simonton Beach             

(Pump Assisted) 

Simonton & 
Caroline 

5” 6” 8” 4 195’ 78’ 

Simonton & 
Louisa 

      4 144’ 87’ 

Simonton & 
Southard 

      2 27’ Crossover 

Smathers Beach #1           97’ 

                          #2 94’ 

                          #3 95’ 

                          #4 94’ 

                          #5 96’ 

South & Leon             4 90’ 98’ 

South & Reynolds cleaned     4 97’ 94’ 
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South & Seminary                                5 248’ 121’ 

South & Simonton       4 85’          89’ 

South & 
Whitehead 

              3 118’ 85’ 

South Beach 
drains 

      2   Outfall 

Southard & 
Margaret 

      4 137’ 97’ 

Southard & White                                       4 164’ 67’ 

Stevens & Laird        2” 3”          3” 4 114’ 92’ 

Stevens & Patricia              3 103’ 95’ 

Sunrise Ln.        1M/H 150’ Outfall 

Thomas & 
Petronia 

      2 25   

Thomas & Truman       1 110’ 87’ 

Thompson & Rose       2 51’ 81’ 

Tropical & 
Seminary 

        2” 3” 3” 5 248’ 121’ 

Tropical & South 2” 2” 2” 5 125’ 119’ 

United & Florida 2” 3” 3” 6 246’ 116’ 

United & 
Whitehead 

      5 124’ 124’ 

Verela & Virginia       4 103’          86’ 

Virginia & Howe       3 79’ 89’ 

Virginia & 
Margaret 

2” 2”         3” 4 132’ 88’ 

Virginia & Packer       2 29’ Crossover 

Virginia & White       4 216’ 88’ 

Vivian & 1st           Outfall 

Vivian & George           Outfall 

Vonphister & 
White 

      2   Outfall 

Vortex at 
Simonton St. 

          Pump 
Assisted 

Washington & 
Ashby 

         2” 6” 6” 8 246’ 121’ 
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Washington & 
Thompson 

2” 3”          3” 7 362’         118’ 

Washington & 
Whalton 

         2”         2” 4” 5 187’ 119’ 

Whalton & 
Vonphister 

2”         3”        3” 5 187’ 119’ 

Windsor & 
Passover 

      3 60’        122’ 

 
 
 
 
Inlet Baskets Cleaned 

     
Address Cups Cans Bottles 

Debris 
(in) Date 

215 Duval St. 30 25 16 
              

12” 2/22/2011 

224 Duval St.       5” " 

300 Duval St. 8 6 4 8”            “ 

301 Duval St. 4 3 
               6 

” “ 1 

313 Duval St. 10 10 3 6” “ 

400 Duval St. 3 2   4” “ 

401 Duval St. 2     4” " 

410 Duval St. 4 3 1 4” “ 

419 Duval St. 2 4   3” " 

500 Duval St. 4 3   3” “ 

501 Duval St. 3 2   
              3 

” “ 

512 Duval St.       3” “ 

524 Duval St. 
  No 

Basket     ” “ 

525 Duval St. No Basket     ” “ 

601 Duval St. 3     4” 3/24/2011 

602 Duval St. 2 1 1 4” “ 

617 Duval St.            1   
               

3” “ 

618 Duval St. 4 2            3” “ 

700 Duval St.       3” “ 

701 Duval St.       2” “ 

1125 Duval St. No Basket       
          

3/25/2011 

1130 Duval St. 1 1   
               

3”  “ 

1209 Duval St. No Basket     ” “ 
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1210 Duval St. 1 1   2” “ 

1224 Duval St. 1     2” “ 

1229 Duval St. No Basket                             ” “ 

1314 Duval St. 1 1   3” “ 

1317 Duval St. No Basket     ” “ 

1327 Duval St. No Basket     ”           “ 

1324 Duval St.       3“ “ 

     
      Storm Manhole Ring and Covers 

    •         2822 Staples 
     

      Storm Injection Wells Cleaned (shallow) 
   •         None 

     
      Storm Drain Grates Replaced / Installed 

   •         2nd & Harris 
     

      Storm Water lines Televised 
    •         None 

     
      Catch Basin Repairs  

     •         None 
     

      Vertical French Drains Installed 
    •         None 

     
      Other  Storm water Activities   

    
•         Clean off Storm Grates during & after rain 
events 

     
•         Assist GPS crew with measurements and 
locations 

     

•         Cleaned catch basins on insert list 1 to 90 
     

•         Repair sinkhole by shallow well (Duck & 
15th) 

     

•         Checked well depth on Margaret 
     

•         Cleaned trench drain at City Garage 
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•         Changed out muffler on #208 
     

•         Jetted old trench drain at Thomas & Angela  
     •         Inspect drain at 1st & Harris 
      

 
 

WET WELL SALINITY READINGS (parts per thousand) AND PERCENT SEAWATER       6-MONTH   

LOCATION Oct, 10   
Nov, 
10   Dec, 10   Jan, 11   Feb, 11   

Mar, 
11   AVERAGE   

WWTP Infl. 2.3000 7% 2.2100 6% 1.6000 5% 1.6000 5% 1.2300 4% 1.0100 3% 1.66 4.74% 

Lift Station A 0.7320 2% 0.6130 2% 0.5860 2% 0.2800 1% 0.3510 1% 0.7130 2% 0.55 1.56% 

Lift Station B 1.9260 6% 1.2990 4% 1.8910 5% 0.7420 2% 0.7740 2% 0.9920 3% 1.27 3.63% 

Lift Station C 1.7500 5% 1.5560 4% 1.2910 4% 0.9200 3% 0.9620 3% 0.9950 3% 1.25 3.56% 

Lift Station D 0* 0% 0* 0% 1.3430 4% 1.0200 3% 1.0200 3% 0.0000 0% 0.56 1.61% 
Lift Station 
D/A 1.1940 3% 0.9350 3% 0.8500 2% 0.6920 2% 0.6860 2% 0.7350 2% 0.85 2.42% 

LIft Station E 2.1880 6% 2.0090 6% 1.2780 4% 0.8450 2% 1.0200 3% 1.3170 4% 1.44 4.12% 

Lift Station F 1.1400 3% 0.9650 3% 0.8040 2% 0.6720 2% 0.7570 2% 1.0870 3% 0.90 2.58% 

Lift Station G 2.2880 7% 2.1120 6% 1.7400 5% 1.1510 3% 1.1130 3% 1.9910 6% 1.73 4.95% 

Lift Station H 5.7610 16% 4.5920 13% 3.7770 11% 0.8520 2% 0.8080 2% 1.1160 3% 2.82 8.05% 

Lift Station J 0.4230 1% 0.4940 1% 0.4490 1% 0.1590 0% 0.4030 1% 0.4280 1% 0.39 1.12% 

Lift Station K 1.2220 3% 1.2670 4% 1.2300 4% 0.9740 3% 0.7890 2% 1.0420 3% 1.09 3.11% 

Lift Station L 3.8000 11% 3.7980 11% 3.7820 11% 3.6640 10% 3.8000 11% 3.2800 9% 3.69 10.54% 

Lift Station M 0.4000 1% 0.3070 1% 0.2710 1% 0.0620 0% 0.3160 1% 0.3230 1% 0.28 0.80% 

Lift Station N 0* 0% 0* 0% 0.2310 1% 0.7320 2% 10.0000 29% 4.1100 12% 2.51 7.18% 

Lift Station O 1.1520 3% 1.1260 3% 1.0280 3% 0.8360 2% 0.9840 3% 1.1190 3% 1.04 2.97% 

Lift Station R 0.3240 1% 0.2410 1% 0.2150 1% 0.0690 0% 0.1300 0% 0.1200 0% 0.18 0.52% 

Lift Station S 0.8740 2% 0.5250 2% 0.5120 1% 0.4060 1% 0.5290 2% 0.4610 1% 0.55 1.57% 

Lift Station T 0.0000 0% 0.8400 2% 0.8140 2% 0.6290 2% 0.8800 3% 0.8240 2% 0.66 1.90% 
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      M E M O R A N D U M 
 
 

TO: Jay Gewin, City of Key West 
 
FROM: Greg Smith, OMI, Inc. 
 
DATE: May 3, 2011 
 
SUBJECT: Status Report for April, 2011 
 
 
  
 Monthly Status Report 
 
  
 Operations 
 
 
 Effluent Quality Summary 
 

Parameter Effluent 
Concentration 

Permitted 
Concentration 

Date Collected Through 

CBOD5 One Day Max. 2.20 mg/l 10.0 mg/l MAX 04/20/11 
CBOD5 Monthly Avg.   2.02  mg/l 6.25 mg/l AVG. 04/20/11 
TSS One Day Max. 3.4   mg/l 10.0 mg/l MAX 04/26/11 
TSS Monthly Avg. 0.8   mg/l 6.25 mg/l AVG. 04/26/11 
Total Nitrogen One Day Max. 2.18 mg/l 6.0 mg/l MAX 04/06/11 
Total Nitrogen Monthly Avg. 1.91 mg/l 3.75 mg/l AVG 04/06/11 
Total Phosphorus One Day Max.           0.57 mg/l 2.0 mg/l MAX 04/06/11 
Total Phosphorus Monthly Avg. 0.51 mg/l 1.25 mg/l AVG 04/06/11 
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Maintenance: 
 
Treatment Plant: 

• Performed maintenance PM,s 
• Replaced worn out air hose reel in shop 
• Replaced light pole over contact basin # 1 
• Replaced light fixture over east double door by scum pumps 
• Replaced receptacle on clarifier # 2 
• Installed conduit and photo cell for west side solids external lighting 
• Replaced discharge valve actuator on diffused air blower # 1 
• Removed davits from clarifier gates area, prepped painted, replaced motor and 

installed over mixer basin 
• Replaced large j-box cover over WAS pump # 2 
• Replaced receptacles on clarifier # 2 
• Replaced A/C in PT motor control center 
• Installed float ball in pt 
• Repaired main entrance gate (new loops and vehicle detectors) 
• Installed ground rod at gate operator 
• Installed inventory cage in solids building 
• Installed photo cell on light pole by generator 

 
Lift Stations: 
 

• Replaced radio at L/S “U” 
• Replaced radio at L/S “V” 
• Installed weighted bubbler tube at L/S “DA” 
• Replaced carbon and iron sponge media at L/S “A” odor control unit 
• Prepped and painted L/S “A” generator and fuel tank 
• Rebuilt pump # 1 at L/S “B” 
• Rebuilt pump # 2 at L/S “F” 
• Performed monthly PM,s 

 
Vehicles: 
 

• Repaired fuel system (no start) on # 603 
• Installed city provided “Utility” stickers on all trucks 

 
Equipment out of service:    

• Sludge conveyor scale 
• Pump # 1 L/S “A”  (Burnt stator) 
 

 
Out of scope service:  
 

• Removed equipment from top of city pool 
• Removed fuel tank from fire station # 3 
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3/1/2011  Collections  
       
Plugged Main        

None         

         

         

Repaired Main        

None         

         

         

Main Cleaned       
1600 Blk. United St. 414ft       
1500 Blk. United St. 398ft       
1200 Blk. Leon St. 219ft       
1300 Blk. Leon St. 616ft       
1400 Blk. United St. 516ft       
1300 Blk. United St. 371ft       
1200 Blk. United St. 271ft       
1700 Blk. Seminary St. 202ft      
1300 Blk. Ashby St. 249ft       
1600 Blk. Seminary St. 207ft      
1500 Blk. Seminary St. 396ft      
1300 Blk. Seminary St. 585ft      
1300 Blk. Tropical St. 212ft      
1200 Blk. Seminary St. 589ft      
1700 Blk. South St. 220ft       
1600 Blk. South St. 362ft       
1500 Blk. South St. 342ft       
1300 Blk. South St. 586ft       
1400 Blk. Leon St. 716ft       
1200 Blk. Tropical St. 182ft      
1700 Blk. Washington St. 346ft      
1400 Blk. Ashby St. 202ft       
1600 Blk. Washington St. 219ft      
1500 Blk. Washington ST. 196ft      
1400 Blk. Washington St. 544ft      
1200 Blk. Washington St. 290ft      
1700 Blk. Vonphister St. 392ft                    
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1600 Blk. Vonphister St. 414ft      
1500 Blk. Vonphister St. 394ft      
1400 Blk. Leon St. 483ft       
1400 Blk. Vonphister St. 291ft      
         
         
         

Plugged Lateral       
None         
         
         

Repaired Lateral       
None         
         
         

New Lateral        
None         
         
         
         
         

New C/O        
None         
         
         
         
         

Repaired C/O       
None         
         
         
         
         

M/H Rain Guard (Repaired)     

None         

         

         

M/H Ring &  Cover       

None         
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Odor Complaint        

None         

         

         

Tving          

None         

         
         

Other         

Clean And Check Navy Meters Weekly     
Clean Station Grounds at 'A, C, D, DA, E, F, G, H, K, L, M, O, R, T'  
Clean Wet Well Station 'F'       
CPR Training        
30" Force Main Shut Down Twice For Headworks Project    
         
         

Spill         
None         
         

  

Navy Salinity            
Navy Points of Connection Salinity 
Readings               

MONTHL
Y   

Location//Month:APR. 2011 Week 1 Week 2 Week 3 Week 4   AVERAGE 

Trumbo Front Gate 0.3 0.9% 0.3 1% 0.3 1% 0.4 1% 0.4 0.4 1% 
Trumbo Backflow 
Preventer 0.3 1% 0.2 1% 0.3 1% 0.3 1%   0.275 1% 

Trumbo Back Gate 1.4 4% 1.8 5% 4.9 
14
% 3.2 9%   2.825 8% 

Emma St/Amelia 0.3 1% 0.3 1% 0.3 1% 0.3 1%   0.3 1% 

Truman and Fort 0.4 1% 0.3 1% 0.4 1% 0.3 1%   0.35 1% 

United and Whitehead 0.3 1% 1.8 5% 0.3 1% 0.3 1%   0.675 2% 

Sigsbee  1.6 5% 1.5 4% 2.1 6% 0.6 2%   1.45 4% 

Medical Center 0.2 1% 0.2 1% 0.2 1% 0.2 1%   0.2 1% 
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Storm Drains / Sediment Traps Cleaned  
       
       
1st & Forgarty             

1st & Harris             

1st & Seidenberg             

2nd & Fogarty       4   Outfall 

2nd & Harris       4   Outfall 

2nd & Patterson       3   Outfall 

2nd & Staples       1   89’ 

3rd & Patterson       4 100’ Outfall 

3rd & Fogarty       4 251’ Outfall 

3rd & Harris       4 96’ Outfall 

3rd & Roosevelt 
Dr. 

      3 286’ Outfall 

3rd & Siedenberg       4          89’ 

4th & Fogarty       4   Outfall 

4th & Patterson       4   Outfall 

4th & Harris       3   Outfall 

4th & Flagler       2   Outfall 

5th & Fogarty       2 35’ Outfall 

5th & Patterson       1   Outfall 

6th & Patterson       4 120’   

11th & Fogarty             

11th & Patterson             

16th Terrace & 
Northside 

      4   Outfall 

1700 Reynolds         
cleaned 

    3 70’ Outfall 

1700 Josephine       4 114’ 91’ 

17th & Donald       2          
120’ 

       101’ 
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17th Terr. & 
Donald 

             1 37’ 99’ 

17th Terrace & 
Northside 

      4   Outfall 

18th & Northside        4   Outfall 

19th & Donald       2           
37’ 

91’ 

20th & Donald       4   Outfall 

20th & Northside        4   Outfall 

200 Blk Grinnel Cleaned       125’ Outfall 

200 Blk Margaret Cleaned     2 50’ Outfall 

200 Blk William Cleaned     2 75’ Outfall 

900 Blk Thomas       1 400’   

3rd & Seidenberg              1 5’ 89’ 

3342 Northside        2   Outfall 

3368 Northside        2   Outfall 

7th & Staples              2 46’ 40’ 

916 James       2 28’ Crossover 

Albury & Pearl 3” 3” 3” 3 150’ 122’ 

Amelia & 
Whithead 

5” 6” 9” 4 153’ 77’ 

Angela & Ashe       4 93’ 89’ 

Angela & 
Margaret 

cleaned            4 120’ 74’ 

Angela & Pearl              4 86’ 132’ 

Angela & 
Simonton 

        12” 10” 14” 4 195’ 87’ 

Angela & White cleaned     4 67’ 80’ 

Ashe & Angela        4 93’ 83’ 

Atlantic & Ashby       1 44’ 76’ 

Bill Butler Park       2     

Boog Powel Crt       3 80’ Outfall 

Caroline & 
Elizabeth 

      2 24’ Crossover 
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Caroline & 
Whitehead 

      4 116’ 100’ 

Cathrine & 
Margaret 

      4 115’ 92’ 

Cathrine & 
Thomas 

      2 30’ 97’ 

Cathrine & 
Thomas                         

      2 30’ 97’’ 

Cathrine & Verela 8” 10” 12” 4 127’          87’ 

Cathrine & Verela       4 127’ 88’ 

Cathrine & White ” ” ” 4 126’ 87’ 

Dennis & Venetia 2” 3” 4” 4 119’ 88’ 

Duval (1312)       2   Outfall 

Duval & Louisa       2   Outfall 

Duval & Front       6   Pump 
Assited 

Well 
Duval & United       2   Outfall 

Duval & Wall       1   Outfall 

Eaton & Frances       4   Outfall 

Eaton & Simonton       2 26’ Crossover 

Eaton & White                               4 124’ 83’ 

Elizabeth & Green              2 48’ Outfall 

Elizabeth & 
Southard 

      2 12’ Crossover 

Emma & Olivia              4 127’ 85’ 

Fire Station #1              

Fire Station #2              

Flagler (1204)       1        
Outfall 

Flagler (1418)       1        
Outfall 

Flagler (1620)       2        
Outfall 

Flagler (1706)       2        
Outfall 

Flagler & 1st       2        
Outfall 
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Flagler & George       2        
Outfall 

Flagler & 
Josephine 

      2        
Outfall 

Flagler & Leon       2        
Outfall 

Flagler & 
Thompson 

      2        
Outfall 

Fleming & Frances       4          
175’ 

122’ 

Fleming & White 6” 6” 12” 4           
98’ 

88’ 

Florida & Virginia       6 145’ 118’ 

Fort St.           Outfall 

Frances & Eaton       4 114’ 92’ 

Frances & Petronia 3” 5” 6” 3 69’ 88’ 

Frances & 
Southard 

      4 122 126’ 

Green & 
Whitehead 

2” 3” 3” 4 34’          
116’ 

George & Blanch Cleaned     4         
162’ 

96’ 

George & Duncan       4   Outfall 

George & Fogarty       2   Outfall 

George & Patricia       2 67’ 89’ 

George & United       3   Outfall 

George & Venetia 2” 2” 4” 3 132’ 86’ 

George & 
Washington 

2”          2”         3” 8 124’ 115’ 

Grinnel & 
Vonphister 

      4            
83’ 

90’ 

Grinnell & 
Trumbo Rd. (Ferry 
Ter.) 

      3 221’ 66’ 

Johnson & Grinnel         2” 2” 3” 4 100’ 75’ 

Johnson & 
Whalton 

4”         3” 4” 3 177’ 78’ 

Jose Marti       4   Outfall 

Jose Marti & 
Truman 

      4   Outfall 

Josephine & 
Blanch 

cleaned     4 132’ 89’ 
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Jr. College Rd. E 
#1 

        45’ Outfall 

                            
#2 

45’ Outfall 

                            
#3 

45’ Outfall 

                            
#4 

45’ Outfall 

                            
#5 

45’ Outfall 

Jr. College Rd. W 
#1 

        57’ Outfall 

                             
#2 

Outfall 

                             
#3 

Outfall 

                             
#4 

Outfall 

                             
#5 

Outfall 

Kennedy & 
Riviera 

          Outfall 

Laird & Ashby Cleaned     5 225’ 89’ 

Laird & Leon Cleaned     4 114’ 99’ 

Laird & Thompson       3 50’ 115’ 

Leon & Atlantic              4 153’ 95’ 

Mallory Square #1             

                          #2 

                          #3 

                          #4 

                          #5 

                          #6 

Newton & 
Eisenhower 

      2 35’ Outfall 

Northside & Glynn 
Archer Dr. 

      4   Outfall 

Northside Dr. 
(3130) 

      2   Outfall 

Northside Dr. 
(3132) 

      2   Outfall 

Northside Dr. 
(3230) 

      2   Outfall 

Northside Dr. 
(3282) 

      2   Outfall 
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Northside Dr. 
(3318) 

      2   Outfall 

Northside Dr. 
(3342) 

      1   Outfall 

Olivia & Pearl 3” 6”         6” 3 118’ 121’ 

Olivia & Windsor       4 69’          88’   

Patterson (1900)       2 339’ Outfall 

Patterson (2000)       2 391’ Outfall 

Pearl & Duncan 2”         4” 4” 6 178’ 118’ 

Pearl & Newton 8” 10” 14” 3 83’ 126’ 

Pearl & Pine 3” 3” 5” 3 99’ 126’ 

Pearl & United 2”        3”         4” 5 249’ 115’ 

Petronia & Florida 3” 9”         6” 4 172’ 124’ 

Reynolds & 
Vonphister 

3” 3” 6” 3 166’ 95’ 

Rose & Ashby cleaned            4 113’ 97’ 

Roosevelt Dr. & 
Bay St. 

      3 247’ Outfall 

Simonton Beach             

(Pump Assisted) 

Simonton & 
Caroline 

5” 6” 8” 4 195’ 78’ 

Simonton & 
Louisa 

      4 144’ 87’ 

Simonton & 
Southard 

      2 27’ Crossover 

Smathers Beach #1           97’ 

                          #2 94’ 

                          #3 95’ 

                          #4 94’ 

                          #5 96’ 

South & Leon             4 90’ 98’ 

South & Reynolds cleaned     4 97’ 94’ 

South & Seminary                                5 248’ 121’ 
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South & Simonton       4 85’          89’ 

South & 
Whitehead 

              3 118’ 85’ 

South Beach 
drains 

      2   Outfall 

Southard & 
Margaret 

      4 137’ 97’ 

Southard & White                                       4 164’ 67’ 

Stevens & Laird        2” 3”          3” 4 114’ 92’ 

Stevens & Patricia              3 103’ 95’ 

Sunrise Ln.        1M/H 150’ Outfall 

Thomas & 
Petronia 

      2 25   

Thomas & Truman       1 110’ 87’ 

Thompson & Rose       2 51’ 81’ 

Tropical & 
Seminary 

        2” 3” 3” 5 248’ 121’ 

Tropical & South 2” 2” 2” 5 125’ 119’ 

United & Florida 2” 3” 3” 6 246’ 116’ 

United & 
Whitehead 

      5 124’ 124’ 

Verela & Virginia       4 103’          86’ 

Virginia & Howe       3 79’ 89’ 

Virginia & 
Margaret 

2” 2”         3” 4 132’ 88’ 

Virginia & Packer       2 29’ Crossover 

Virginia & White       4 216’ 88’ 

Vivian & 1st           Outfall 

Vivian & George           Outfall 

Vonphister & 
White 

      2   Outfall 

Vortex at 
Simonton St. 

          Pump 
Assisted 

Washington & 
Ashby 

         2” 6” 6” 8 246’ 121’ 

Washington & 
Thompson 

2” 3”          3” 7 362’         118’ 
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Washington & 
Whalton 

         2”         2” 4” 5 187’ 119’ 

Whalton & 
Vonphister 

2”         3”        3” 5 187’ 119’ 

Windsor & 
Passover 

      3 60’        122’ 

 
 
 
 
Inlet Baskets Cleaned      

 

Address Cups Cans Bottles 
Debris 

(in) Date 

215 Duval St. 30 25 16 
              

12” 2/22/2011 

224 Duval St.       5” " 

300 Duval St. 8 6 4 8”            “ 

301 Duval St. 4 3 

               6 
” “ 1 

313 Duval St. 10 10 3 6” “ 

400 Duval St. 3 2   4” “ 

401 Duval St. 2     4” " 

410 Duval St. 4 3 1 4” “ 

419 Duval St. 2 4   3” " 

500 Duval St. 4 3   3” “ 

501 Duval St. 3 2   
              

3 ” “ 

512 Duval St.       3” “ 

524 Duval St. 
  No 

Basket     ” “ 

525 Duval St. 
No 

Basket     ” “ 

601 Duval St. 3     4” 3/24/2011 

602 Duval St. 2 1 1 4” “ 

617 Duval St.            1   
               

3” “ 

618 Duval St. 4 2            3” “ 

700 Duval St.       3” “ 

701 Duval St.       2” “ 

1125 Duval St. 
No 
Basket       

          
3/25/2011 

1130 Duval St. 1 1   
               

3”  “ 

1209 Duval St. 
No 
Basket     ” “ 

1210 Duval St. 1 1   2” “ 
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1224 Duval St. 1     2” “ 

1229 Duval St. 
No 
Basket              

               
” “ 

1314 Duval St. 1 1   3” “ 

1317 Duval St. 
No 
Basket     ” “ 

1327 Duval St. 
No 
Basket     ”           “ 

1324 Duval St.       3“ “ 

     
      
Storm Manhole Ring and Covers     

•         2822 Staples      
      
Storm Injection Wells Cleaned (shallow)    

•         None      
      
Storm Drain Grates Replaced / Installed    

•         2nd & Harris      
      
Storm Water lines Televised     

•         None      
      
Catch Basin Repairs       

•         None      
      
Vertical French Drains Installed     

•         None      
      
Other  Storm water Activities       

•         Clean off Storm Grates during & after rain 
events      

•         Assist GPS crew with measurements and 
locations      
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•         Cleaned catch basins on insert list 1 to 90      

•         Repair sinkhole by shallow well (Duck & 
15th)      

•         Checked well depth on Margaret      

•         Cleaned trench drain at City Garage      

•         Changed out muffler on #208      

•         Jetted old trench drain at Thomas & Angela       

•         Inspect drain at 1st & Harris      
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WET WELL SALINITY READINGS (parts per thousand) AND PERCENT SEAWATER         6-MONTH   

LOCATION 
Nov, 
10   Dec, 10   Jan, 11   Feb, 11   Mar, 11   Apr, 11   AVERAGE   

WWTP Infl. 2.2100 6% 1.6000 5% 1.6000 5% 1.2300 4% 1.0100 3% 1.3811 4% 1.51 4.30% 

Lift Station A 0.6130 2% 0.5860 2% 0.2800 1% 0.3510 1% 0.7130 2% 0.8640 2% 0.57 1.62% 

Lift Station B 1.2990 4% 1.8910 5% 0.7420 2% 0.7740 2% 0.9920 3% 1.2450 4% 1.16 3.31% 

Lift Station C 1.5560 4% 1.2910 4% 0.9200 3% 0.9620 3% 0.9950 3% 1.0950 3% 1.14 3.25% 

Lift Station D 0* 0% 1.3430 4% 1.0200 3% 1.0200 3% 0.0000 0% 4.3980 13% 1.30 3.71% 

Lift Station D/A 0.9350 3% 0.8500 2% 0.6920 2% 0.6860 2% 0.7350 2% 0.6940 2% 0.77 2.19% 

LIft Station E 2.0090 6% 1.2780 4% 0.8450 2% 1.0200 3% 1.3170 4% 1.7190 5% 1.36 3.90% 

Lift Station F 0.9650 3% 0.8040 2% 0.6720 2% 0.7570 2% 1.0870 3% 1.1050 3% 0.90 2.57% 

Lift Station G 2.1120 6% 1.7400 5% 1.1510 3% 1.1130 3% 1.9910 6% 2.2930 7% 1.73 4.95% 

Lift Station H 4.5920 13% 3.7770 11% 0.8520 2% 0.8080 2% 1.1160 3% 2.3150 7% 2.24 6.41% 

Lift Station J 0.4940 1% 0.4490 1% 0.1590 0% 0.4030 1% 0.4280 1% 0.4160 1% 0.39 1.12% 

Lift Station K 1.2670 4% 1.2300 4% 0.9740 3% 0.7890 2% 1.0420 3% 1.0380 3% 1.06 3.02% 

Lift Station L 3.7980 11% 3.7820 11% 3.6640 10% 3.8000 11% 3.2800 9% 3.8000 11% 3.69 
10.54

% 

Lift Station M 0.3070 1% 0.2710 1% 0.0620 0% 0.3160 1% 0.3230 1% 0.3220 1% 0.27 0.76% 

Lift Station N 0* 0% 0.2310 1% 0.7320 2% 
10.000

0 29% 4.1100 12% 0.9320 3% 2.67 7.62% 

Lift Station O 1.1260 3% 1.0280 3% 0.8360 2% 0.9840 3% 1.1190 3% 1.1870 3% 1.05 2.99% 

Lift Station R 0.2410 1% 0.2150 1% 0.0690 0% 0.1300 0% 0.1200 0% 0.1000 0% 0.15 0.42% 

Lift Station S 0.5250 2% 0.5120 1% 0.4060 1% 0.5290 2% 0.4610 1% 0.5160 1% 0.49 1.40% 

Lift Station T 0.8400 2% 0.8140 2% 0.6290 2% 0.8800 3% 0.8240 2% 0.8210 2% 0.80 2.29% 
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      M E M O R A N D U M 
 
 

TO: Jay Gewin, City of Key West 
 
FROM: Greg Smith, OMI, Inc. 
 
DATE: June 3, 2011 
 
SUBJECT: Status Report for May, 2011 
 
 
  
 Monthly Status Report 
 
  
 Operations 
 
 
 Effluent Quality Summary 
 

Parameter Effluent 
Concentration 

Permitted 
Concentration 

Date Collected Through 

CBOD5 One Day Max.         10.0 mg/l 10.0 mg/l MAX 05/25/11 
CBOD5 Monthly Avg.         2.59  mg/l 6.25 mg/l AVG. 05/25/11 
TSS One Day Max.         11.6   mg/l 10.0 mg/l MAX 05/30/11 
TSS Monthly Avg. 1.5   mg/l 6.25 mg/l AVG. 05/30/11 
Total Nitrogen One Day Max. 3.00 mg/l 6.0 mg/l MAX 05/11/11 
Total Nitrogen Monthly Avg. 2.39 mg/l 3.75 mg/l AVG 05/11/11 
Total Phosphorus One Day Max.           1.45 mg/l 2.0 mg/l MAX 05/11/11 
Total Phosphorus Monthly Avg. 0.89 mg/l 1.25 mg/l AVG 05/11/11 
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Maintenance: 
 
Treatment Plant: 

 
• Performed maintenance PM,s 
• Replaced clock level gauge on plant generator fuel tank 
• Repaired, prepped and painted catwalk supports on west side of anoxic zone 
• Rebuilt and relocated davit to anox zone mixers 
• Replaced float balls in PT influent channel 
• Installed ground rod and grounded front gate actuator 
• Replaced loop detectors and ground loops for front gate 
• Removed channel aeration blower # 1 sent out for repair and reinstalled 
• Replaced rusty rain downspouts on south end of solids building 
• Repaired water leak on backflow preventer in solids basement 
• Replaced drive belts on SST blower # 1 
• Painted all exterior walls on solids building 
• Repaired portable compressor for crane truck 
 

 
Lift Stations: 
 

• Repaired, Prepped and painted pump  # 2 at L/S “B” 
• Replaced pump # 2 at ferry terminal 
• Prepped and painted plugs and check valves at L/S “E” 
• Prepped and painted plugs and check valves at  L/S “D” 
• Prepped and painted fuel tank for generator at L/S “A” 
• Prepped and painted fuel tank for generator at L/S “D” 
• Prepped and painted fuel tank for generator at L/S “E” 
• Replaced RTU batteries at SWS – 1 
• Replaced RTU batteries at SWS – 5 
• Replaced RTU battery at L/S “DA” 
• Replaced RTU battery at L/S “E” 
• Replaced RTU battery at L/S “U” 
• Replaced RTU battery at L/S “V” 
• Replaced RTU battery at L/S “A” 
• Replaced RTU battery at L/S “P” 

 
 
Vehicles: 
 

• Replaced tires on Kubota utility vehicle 
 

Equipment out of service:  
 

• Pump # 2 L/S “A”           Estimated in service: June 3 
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• Pump # 2 L/S “B”           Estimated in service: June 3 
• SDP Pump # 2                 Estimated in service: June 10 
• Scum pump # 2                Estimated in service: June 10   ( parts ) 
• Generator L/S “E”           Estimated in service:  June 10  ( parts ) 

 

3/1/2011 
 

Collections 
 

       Plugged Main  
      None 

        

         

         Repaired Main  
      None 

        

         

         Main Cleaned 
      1600 Blk. United St. 414ft 
      1500 Blk. United St. 398ft 
      1200 Blk. Leon St. 219ft 
      1300 Blk. Leon St. 616ft 
      1400 Blk. United St. 516ft 
      1300 Blk. United St. 371ft 
      1200 Blk. United St. 271ft 
      1700 Blk. Seminary St. 202ft 

     1300 Blk. Ashby St. 249ft 
      1600 Blk. Seminary St. 207ft 

     1500 Blk. Seminary St. 396ft 
     1300 Blk. Seminary St. 585ft 
     1300 Blk. Tropical St. 212ft 
     1200 Blk. Seminary St. 589ft 
     1700 Blk. South St. 220ft 

      1600 Blk. South St. 362ft 
      1500 Blk. South St. 342ft 
      1300 Blk. South St. 586ft 
      1400 Blk. Leon St. 716ft 
      1200 Blk. Tropical St. 182ft 

     1700 Blk. Washington St. 346ft 
     1400 Blk. Ashby St. 202ft 

      1600 Blk. Washington St. 219ft 
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1500 Blk. Washington ST. 196ft 
     1400 Blk. Washington St. 544ft 
     1200 Blk. Washington St. 290ft 
     1700 Blk. Vonphister St. 392ft 
     1600 Blk. Vonphister St. 414ft 
     1500 Blk. Vonphister St. 394ft 
     1400 Blk. Leon St. 483ft 

      1400 Blk. Vonphister St. 291ft 
     

         
         
         Plugged Lateral 

      None 
        

         
         Repaired Lateral 

      None 
        

         
         New Lateral 

       None 
        

         
         
         
         New C/O 

       None 
        

         
         
         
         Repaired C/O 

      None 
        

         
         
         
         M/H Rain Guard (Repaired) 

    None 
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         M/H Ring &  Cover 
      None 

        
         
         
         Odor Complaint  

      None 
        

         

         Tving   
       None 

        

         
         Other 

        Clean And Check Navy Meters Weekly 
    Clean Station Grounds at 'A, C, D, DA, E, F, G, H, K, L, M, O, R, T' 

 Clean Wet Well Station 'F' 
      CPR Training 

       30" Force Main Shut Down Twice For Headworks Project  
  

         
         Spill 

        None 
        

         
  

Navy Salinity 
          

Navy Points of Connection Salinity Readings       MONTHLY   
Location//Month: MAY. 
2011 Week 1 Week 2 Week 3 Week 4   AVERAGE 

Trumbo Front Gate 0.3 0.9% 0.4 1% 0.3 1% 0.3 1% 0.4 0.4 1% 
Trumbo Backflow 
Preventer 0.3 1% 0.3 1% 0.3 1% 0.3 1%   0.3 1% 

Trumbo Back Gate 1.9 5% 7.5 21% 2.8 8% 3.2 9%   3.85 11% 

Emma St/Amelia 0.3 1% 0.3 1% 0.3 1% 0.3 1%   0.3 1% 

Truman and Fort 0.4 1% 0.3 1% 0.3 1% 0.3 1%   0.325 1% 

United and Whitehead 0.3 1% 0.3 1% 1.8 5% 2.4 7%   1.2 3% 

Sigsbee  1.9 5% 2.8 8% 2.4 7% 2.2 6%   2.325 7% 

Medical Center 0.2 1% 0.3 1% 0.4 1% 0.2 1%   0.275 1% 
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Storm Drains / Sediment Traps Cleaned  

   
       
       1st & Forgarty             

1st & Harris             

1st & Seidenberg             

2nd & Fogarty       4   Outfall 

2nd & Harris       4   Outfall 

2nd & Patterson       3   Outfall 

2nd & Staples       1   89’ 

3rd & Patterson       4 100’ Outfall 

3rd & Fogarty       4 251’ Outfall 

3rd & Harris       4 96’ Outfall 

3rd & Roosevelt 
Dr. 

      3 286’ Outfall 

3rd & Siedenberg       4          89’ 

4th & Fogarty       4   Outfall 

4th & Patterson       4   Outfall 

4th & Harris       3   Outfall 

4th & Flagler       2   Outfall 

5th & Fogarty       2 35’ Outfall 

5th & Patterson       1   Outfall 

6th & Patterson       4 120’   

11th & Fogarty             

11th & Patterson             

16th Terrace & 
Northside 

      4   Outfall 
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1700 Reynolds         
cleaned 

    3 70’ Outfall 

1700 Josephine       4 114’ 91’ 

17th & Donald       2          
120’ 

       101’ 

17th Terr. & 
Donald 

             1 37’ 99’ 

17th Terrace & 
Northside 

      4   Outfall 

18th & Northside        4   Outfall 

19th & Donald       2           
37’ 

91’ 

20th & Donald       4   Outfall 

20th & Northside        4   Outfall 

200 Blk Grinnel Cleaned       125’ Outfall 

200 Blk Margaret Cleaned     2 50’ Outfall 

200 Blk William Cleaned     2 75’ Outfall 

900 Blk Thomas       1 400’   

3rd & Seidenberg              1 5’ 89’ 

3342 Northside        2   Outfall 

3368 Northside        2   Outfall 

7th & Staples              2 46’ 40’ 

916 James       2 28’ Crossover 

Albury & Pearl 3” 3” 3” 3 150’ 122’ 

Amelia & 
Whithead 

5” 6” 9” 4 153’ 77’ 

Angela & Ashe       4 93’ 89’ 

Angela & 
Margaret 

cleaned            4 120’ 74’ 

Angela & Pearl              4 86’ 132’ 

Angela & 
Simonton 

        12” 10” 14” 4 195’ 87’ 

Angela & White cleaned     4 67’ 80’ 

Ashe & Angela        4 93’ 83’ 

Atlantic & Ashby       1 44’ 76’ 
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Bill Butler Park       2     

Boog Powel Crt       3 80’ Outfall 

Caroline & 
Elizabeth 

      2 24’ Crossover 

Caroline & 
Whitehead 

      4 116’ 100’ 

Cathrine & 
Margaret 

      4 115’ 92’ 

Cathrine & 
Thomas 

      2 30’ 97’ 

Cathrine & 
Thomas                         

      2 30’ 97’’ 

Cathrine & Verela 8” 10” 12” 4 127’          87’ 

Cathrine & Verela       4 127’ 88’ 

Cathrine & White ” ” ” 4 126’ 87’ 

Dennis & Venetia 2” 3” 4” 4 119’ 88’ 

Duval (1312)       2   Outfall 

Duval & Louisa       2   Outfall 

Duval & Front       6   Pump 
Assited 

Well 
Duval & United       2   Outfall 

Duval & Wall       1   Outfall 

Eaton & Frances       4   Outfall 

Eaton & Simonton       2 26’ Crossover 

Eaton & White                               4 124’ 83’ 

Elizabeth & Green              2 48’ Outfall 

Elizabeth & 
Southard 

      2 12’ Crossover 

Emma & Olivia              4 127’ 85’ 

Fire Station #1              

Fire Station #2              

Flagler (1204)       1        
Outfall 

Flagler (1418)       1        
Outfall 
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Flagler (1620)       2        
Outfall 

Flagler (1706)       2        
Outfall 

Flagler & 1st       2        
Outfall 

Flagler & George       2        
Outfall 

Flagler & 
Josephine 

      2        
Outfall 

Flagler & Leon       2        
Outfall 

Flagler & 
Thompson 

      2        
Outfall 

Fleming & Frances       4          
175’ 

122’ 

Fleming & White 6” 6” 12” 4           
98’ 

88’ 

Florida & Virginia       6 145’ 118’ 

Fort St.           Outfall 

Frances & Eaton       4 114’ 92’ 

Frances & Petronia 3” 5” 6” 3 69’ 88’ 

Frances & 
Southard 

      4 122 126’ 

Green & 
Whitehead 

2” 3” 3” 4 34’          
116’ 

George & Blanch Cleaned     4         
162’ 

96’ 

George & Duncan       4   Outfall 

George & Fogarty       2   Outfall 

George & Patricia       2 67’ 89’ 

George & United       3   Outfall 

George & Venetia 2” 2” 4” 3 132’ 86’ 

George & 
Washington 

2”          2”         3” 8 124’ 115’ 

Grinnel & 
Vonphister 

      4            
83’ 

90’ 

Grinnell & 
Trumbo Rd. (Ferry 
Ter.) 

      3 221’ 66’ 

Johnson & Grinnel         2” 2” 3” 4 100’ 75’ 

Johnson & 
Whalton 

4”         3” 4” 3 177’ 78’ 
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Jose Marti       4   Outfall 

Jose Marti & 
Truman 

      4   Outfall 

Josephine & 
Blanch 

cleaned     4 132’ 89’ 

Jr. College Rd. E 
#1 

        45’ Outfall 

                            
#2 

45’ Outfall 

                            
#3 

45’ Outfall 

                            
#4 

45’ Outfall 

                            
#5 

45’ Outfall 

Jr. College Rd. W 
#1 

        57’ Outfall 

                             
#2 

Outfall 

                             
#3 

Outfall 

                             
#4 

Outfall 

                             
#5 

Outfall 

Kennedy & 
Riviera 

          Outfall 

Laird & Ashby Cleaned     5 225’ 89’ 

Laird & Leon Cleaned     4 114’ 99’ 

Laird & Thompson       3 50’ 115’ 

Leon & Atlantic              4 153’ 95’ 

Mallory Square #1             

                          #2 

                          #3 

                          #4 

                          #5 

                          #6 

Newton & 
Eisenhower 

      2 35’ Outfall 

Northside & Glynn 
Archer Dr. 

      4   Outfall 
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Northside Dr. 
(3130) 

      2   Outfall 

Northside Dr. 
(3132) 

      2   Outfall 

Northside Dr. 
(3230) 

      2   Outfall 

Northside Dr. 
(3282) 

      2   Outfall 

Northside Dr. 
(3318) 

      2   Outfall 

Northside Dr. 
(3342) 

      1   Outfall 

Olivia & Pearl 3” 6”         6” 3 118’ 121’ 

Olivia & Windsor       4 69’          88’   

Patterson (1900)       2 339’ Outfall 

Patterson (2000)       2 391’ Outfall 

Pearl & Duncan 2”         4” 4” 6 178’ 118’ 

Pearl & Newton 8” 10” 14” 3 83’ 126’ 

Pearl & Pine 3” 3” 5” 3 99’ 126’ 

Pearl & United 2”        3”         4” 5 249’ 115’ 

Petronia & Florida 3” 9”         6” 4 172’ 124’ 

Reynolds & 
Vonphister 

3” 3” 6” 3 166’ 95’ 

Rose & Ashby cleaned            4 113’ 97’ 

Roosevelt Dr. & 
Bay St. 

      3 247’ Outfall 

Simonton Beach             

(Pump Assisted) 

Simonton & 
Caroline 

5” 6” 8” 4 195’ 78’ 

Simonton & 
Louisa 

      4 144’ 87’ 

Simonton & 
Southard 

      2 27’ Crossover 

Smathers Beach #1           97’ 

                          #2 94’ 

                          #3 95’ 

                          #4 94’ 
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                          #5 96’ 

South & Leon             4 90’ 98’ 

South & Reynolds cleaned     4 97’ 94’ 

South & Seminary                                5 248’ 121’ 

South & Simonton       4 85’          89’ 

South & 
Whitehead 

              3 118’ 85’ 

South Beach 
drains 

      2   Outfall 

Southard & 
Margaret 

      4 137’ 97’ 

Southard & White                                       4 164’ 67’ 

Stevens & Laird        2” 3”          3” 4 114’ 92’ 

Stevens & Patricia              3 103’ 95’ 

Sunrise Ln.        1M/H 150’ Outfall 

Thomas & 
Petronia 

      2 25   

Thomas & Truman       1 110’ 87’ 

Thompson & Rose       2 51’ 81’ 

Tropical & 
Seminary 

        2” 3” 3” 5 248’ 121’ 

Tropical & South 2” 2” 2” 5 125’ 119’ 

United & Florida 2” 3” 3” 6 246’ 116’ 

United & 
Whitehead 

      5 124’ 124’ 

Verela & Virginia       4 103’          86’ 

Virginia & Howe       3 79’ 89’ 

Virginia & 
Margaret 

2” 2”         3” 4 132’ 88’ 

Virginia & Packer       2 29’ Crossover 

Virginia & White       4 216’ 88’ 

Vivian & 1st           Outfall 

Vivian & George           Outfall 

Vonphister & 
White 

      2   Outfall 
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Vortex at 
Simonton St. 

          Pump 
Assisted 

Washington & 
Ashby 

         2” 6” 6” 8 246’ 121’ 

Washington & 
Thompson 

2” 3”          3” 7 362’         118’ 

Washington & 
Whalton 

         2”         2” 4” 5 187’ 119’ 

Whalton & 
Vonphister 

2”         3”        3” 5 187’ 119’ 

Windsor & 
Passover 

      3 60’        122’ 

 
 
Inlet Baskets Cleaned 

     
      
            

Address Cups Cans Bottles Debris (in) Date 
215 Duval St. 14 19 12               8” 4/10/2011 

224 Duval St.       3” " 

300 Duval St. 2 2 2 3”            “ 

301 Duval St. 3 1 

  

               2” “ 1 

313 Duval St. 4 1 2 3” “ 

400 Duval St. 3   1 2” “ 

401 Duval St. 1   1 1” " 

410 Duval St.                     ” “ 

419 Duval St.               ” " 

500 Duval St.       ” “ 

501 Duval St.                      ” “ 

512 Duval St.       ” “ 

524 Duval St.   No Basket     ” “ 

525 Duval St. No Basket     ” “ 

601 Duval St.       ” “ 

602 Duval St.       ” “ 

617 Duval St. 2 1                  2” “ 

618 Duval St.                     ” “ 

700 Duval St.       ” “ 

701 Duval St.       ” “ 

1125 Duval St. No Basket                 “ 
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1130 Duval St.                      ”  “ 

1209 Duval St. No Basket     ” “ 

1210 Duval St.       ” “ 

1224 Duval St. 2 1 1 2” “ 

1229 Duval St. No Basket                             ” “ 

1314 Duval St.            ” “ 

1317 Duval St. No Basket     ” “ 

1327 Duval St. No Basket     ”           “ 

1324 Duval St. No Basket     “ “ 

                     

            

            

            

            

     
      Storm Manhole Ring and Covers 

    •         None 
     

      Storm Injection Wells Cleaned (shallow) 
   •         None 

     
      Storm Drain Grates Replaced / Installed 

   •         1st & Harris 
     •         2nd & Harris 
     •         1618 Laird 
     

      Storm Water lines Televised 
    •         None 

     
      Catch Basin Repairs  

     •         None 
     

      Vertical French Drains Installed 
    •         None 

     
      Other  Storm water Activities   

    

•         Clean off Storm Grates during & after rain events 
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•         Assist GPS crew with measurements and locations 
     

•         Cleaned Station grounds at SW #5 
     

•         Take Vactor for pump repairs to Enviromental 
Products 
 

 
 
 
 

    •         Meet with City (Jay) and Engineers on College Road 
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WET WELL SALINITY READINGS (parts per thousand) AND PERCENT SEAWATER         6-MONTH   

LOCATION Dec, 10   Jan, 11   Feb, 11   
Mar, 
11   Apr, 11   May, 11   AVERAGE   

WWTP Infl. 1.2273 4% 0.8169 2% 1.4068 4% 1.1474 3% 1.3811 4% 1.6828 5% 1.28 3.65% 

Lift Station A 0.5860 2% 0.2800 1% 0.3510 1% 0.7130 2% 0.8640 2% 0.9310 3% 0.62 1.77% 

Lift Station B 1.8910 5% 0.7420 2% 0.7740 2% 0.9920 3% 1.2450 4% 1.2450 4% 1.15 3.28% 

Lift Station C 1.2910 4% 0.9200 3% 0.9620 3% 0.9950 3% 1.0950 3% 0.9810 3% 1.04 2.97% 

Lift Station D 1.3430 4% 1.0200 3% 1.0200 3% 0.0000 0% 4.3980 13% 5.8640 17% 2.27 6.50% 

Lift Station D/A 0.8500 2% 0.6920 2% 0.6860 2% 0.7350 2% 0.6940 2% 0.9480 3% 0.77 2.19% 

LIft Station E 1.2780 4% 0.8450 2% 1.0200 3% 1.3170 4% 1.7190 5% 2.3120 7% 1.42 4.04% 

Lift Station F 0.8040 2% 0.6720 2% 0.7570 2% 1.0870 3% 1.1050 3% 1.4080 4% 0.97 2.78% 

Lift Station G 1.7400 5% 1.1510 3% 1.1130 3% 1.9910 6% 2.2930 7% 3.4180 10% 1.95 5.57% 

Lift Station H 3.7770 11% 0.8520 2% 0.8080 2% 1.1160 3% 2.3150 7% 3.3050 9% 2.03 5.80% 

Lift Station J 0.4490 1% 0.1590 0% 0.4030 1% 0.4280 1% 0.4160 1% 0.5060 1% 0.39 1.12% 

Lift Station K 1.2300 4% 0.9740 3% 0.7890 2% 1.0420 3% 1.0380 3% 1.1150 3% 1.03 2.95% 

Lift Station L 3.7820 11% 3.6640 10% 3.8000 11% 3.2800 9% 3.8000 11% 3.7920 11% 3.69 10.53% 

Lift Station M 0.2710 1% 0.0620 0% 0.3160 1% 0.3230 1% 0.3220 1% 0.3080 1% 0.27 0.76% 

Lift Station N 0.2310 1% 0.7320 2% 
10.000

0 29% 4.1100 12% 0.9320 3% 0.8750 3% 2.81 8.04% 

Lift Station O 1.0280 3% 0.8360 2% 0.9840 3% 1.1190 3% 1.1870 3% 0** 0% 0.86 2.45% 

Lift Station R 0.2150 1% 0.0690 0% 0.1300 0% 0.1200 0% 0.1000 0% 0.1400 0% 0.13 0.37% 

Lift Station S 0.5120 1% 0.4060 1% 0.5290 2% 0.4610 1% 0.5160 1% 0.5830 2% 0.50 1.43% 

Lift Station T 0.8140 2% 0.6290 2% 0.8800 3% 0.8240 2% 0.8210 2% 0.8770 3% 0.81 2.31% 

           
**Out of service awaiting parts 
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      M E M O R A N D U M 
 
 

TO: Jay Gewin, City of Key West 
 
FROM: Greg Smith, OMI, Inc. 
 
DATE: July 5, 2011 
 
SUBJECT: Status Report for June, 2011 
 
 
  
 Monthly Status Report 
 
  
 Operations 
 
 
 Effluent Quality Summary 
 

Parameter Effluent 
Concentration 

Permitted 
Concentration 

Date Collected Through 

CBOD5 One Day Max.         3.60 mg/l 10.0 mg/l MAX 06/21/11 
CBOD5 Monthly Avg.         2.19  mg/l 6.25 mg/l AVG. 06/21/11 
TSS One Day Max.          1.6   mg/l 10.0 mg/l MAX 06/27/11 
TSS Monthly Avg. 0.8   mg/l 6.25 mg/l AVG. 06/27/11 
Total Nitrogen One Day Max. 2.43 mg/l 6.0 mg/l MAX 06/08/11 
Total Nitrogen Monthly Avg. 2.25 mg/l 3.75 mg/l AVG 06/08/11 
Total Phosphorus One Day Max.           0.56 mg/l 2.0 mg/l MAX 06/08/11 
Total Phosphorus Monthly Avg. 0.32 mg/l 1.25 mg/l AVG 06/08/11 
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Maintenance: 
 
Treatment Plant: 

 
• Performed maintenance PM,s 
• Installed rebuilt channel blower # 2 
• Replaced lamp on UV channel # 1 module “A” 
• Rebuilt scum pump # 2 
• Replaced impeller on scum pump # 2 
• Repaired check valve on SPD pump # 2 
• Replaced solenoid valve on surge tank control system 
• Replaced fire alarm system  (Barnes Alarm) 
• Repaired poly blend mixer # 2 
• Repaired light fixtures in motor room 
• Repaired stair landing on anoxic mixer zone in aeration basin # 1 
•  
 

 
Lift Stations: 
 

• Repaired pump # 1 at L/S “P” 
• Replaced voltage regulator at L/S “E” 
• Repaired pump at “Jose Marti Drive” 
• Rebuilt pump # 2 at L/S “A” 
• Rebuilt pump # 2 at L/S “B” 
• Replaced radio at L/S “DA” 
• Replaced compressors at L/S “D” 
• Wells cleaned at SWS-5 (Simonton St.) 
• Well cleaned at SWS-1 (Patricia & Ashby) 

 
 
Vehicles: 
 

•  
 

Equipment out of service:  
 

• Pump # 1 L/S “A” 
 
 
 
 
 
 
 
 

 

 
 
 
 
 
 
 

 

Addendum 2 - Attachment 2 78



 
6/1/2011 

Collections 

        Plugged Main  
       None 
       

        
        Repaired Main  

       None 
       

        
        Main Cleaned 

       1400 Blk. 
Thompson St. 
230ft 

       1700 Blk. Rose 
St. 416ft 

       1500 Blk. 
Ashby St. 200ft 

       
        
        
        
        
        Plugged 
Lateral 

       None 
       

        
        Repaired 
Lateral 

       1430 Catherine 
St 

       1704 Laird St. 
       

        New Lateral 
       Bayview Park 

(Virginia St.) 
       

        
        
        
        New C/O 

       Bayview Park 
       

        
        
        
        Repaired C/O 

       

Addendum 2 - Attachment 2 79



None 
       

        
        
        
        M/H Rain 
Guard 
(Repaired) 

       1100 Blk. 
Kennedy Dr. 

       
        
        M/H Ring &  
Cover 

       Olivia St. / Georgia St. (add m/h cover 
gasket) 

    
        
        
        Odor 
Complaint  

       None 
       

        
        Tving   

       30" PE Main 
       

        
        Other 

       Clean And Check Navy Meters Weekly 
     Clean Station Grounds at 'A, E, F, G, H, J, M, R, S, U, V, W' 

  Clean Wet Well 
Station 'Z' 

       Smoke Test 1400 Blk. 
Thompson St. 

      
        
        
        Spill 

       None 
       

         
 
 
 

Navy Salinity 
           Navy Points of Connection Salinity Readings                 MONTHLY   

Location//Month:JUNE 2011 Week 1 Week 2 Week 3 Week 4   AVERAGE 
Trumbo Front Gate 0.3 0.9% 0.6 2% 0.4 1% 0.4 1%   0.4 1% 
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Trumbo Backflow Preventer 0.3 1% 0.4 1% 0.3 1% 0.3 1%   0.325 1% 
Trumbo Back Gate 3.9 11% 11.6 33% 1.8 5% 2.0 6%   4.825 14% 
Emma St/Amelia 0.2 1% 0.3 1% 0.3 1% 0.3 1%   0.275 1% 
Truman and Fort 0.3 1% 0.3 1% 0.3 1% 0.3 1%   0.3 1% 
United and Whitehead 1.6 5% 1.6 5% 3.2 9% 2.1 6%   2.125 6% 
Sigsbee  2 6% 3.4 10% 3.0 9% 2.6 7%   2.75 8% 
Medical Center 0.2 1% 0.4 1% 0.2 1% 0.4 1%   0.3 1% 

 

     
 
 
 
 
 
Storm Drains / Sediment Traps Cleaned  

   
       
       1st & Forgarty             

1st & Harris             

1st & Seidenberg             

2nd & Fogarty       4   Outfall 

2nd & Harris       4   Outfall 

2nd & Patterson       3   Outfall 

2nd & Staples       1   89’ 

3rd & Patterson       4 100’ Outfall 

3rd & Fogarty       4 251’ Outfall 

3rd & Harris       4 96’ Outfall 

3rd & Roosevelt 
Dr. 

      3 286’ Outfall 

3rd & Siedenberg       4          89’ 

4th & Fogarty       4   Outfall 

4th & Patterson       4   Outfall 

4th & Harris       3   Outfall 

4th & Flagler       2   Outfall 

5th & Fogarty       2 35’ Outfall 
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5th & Patterson       1   Outfall 

6th & Patterson       4 120’   

11th & Fogarty             

11th & Patterson             

16th Terrace & 
Northside 

      4   Outfall 

1700 Reynolds         
cleaned 

    3 70’ Outfall 

1700 Josephine       4 114’ 91’ 

17th & Donald       2          
120’ 

       101’ 

17th Terr. & 
Donald 

             1 37’ 99’ 

17th Terrace & 
Northside 

      4   Outfall 

18th & Northside        4   Outfall 

19th & Donald       2           
37’ 

91’ 

20th & Donald       4   Outfall 

20th & Northside        4   Outfall 

200 Blk Grinnel Cleaned       125’ Outfall 

200 Blk Margaret Cleaned     2 50’ Outfall 

200 Blk William Cleaned     2 75’ Outfall 

900 Blk Thomas       1 400’   

3rd & Seidenberg              1 5’ 89’ 

3342 Northside        2   Outfall 

3368 Northside        2   Outfall 

7th & Staples              2 46’ 40’ 

916 James       2 28’ Crossover 

Albury & Pearl 3” 3” 3” 3 150’ 122’ 

Amelia & 
Whithead 

5” 6” 9” 4 153’ 77’ 

Angela & Ashe       4 93’ 89’ 

Angela & 
Margaret 

cleaned            4 120’ 74’ 
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Angela & Pearl              4 86’ 132’ 

Angela & 
Simonton 

        12” 10” 14” 4 195’ 87’ 

Angela & White cleaned     4 67’ 80’ 

Ashe & Angela        4 93’ 83’ 

Atlantic & Ashby       1 44’ 76’ 

Bill Butler Park       2     

Boog Powel Crt       3 80’ Outfall 

Caroline & 
Elizabeth 

      2 24’ Crossover 

Caroline & 
Whitehead 

      4 116’ 100’ 

Cathrine & 
Margaret 

      4 115’ 92’ 

Cathrine & 
Thomas 

      2 30’ 97’ 

Cathrine & 
Thomas                         

      2 30’ 97’’ 

Cathrine & Verela 8” 10” 12” 4 127’          87’ 

Cathrine & Verela       4 127’ 88’ 

Cathrine & White ” ” ” 4 126’ 87’ 

Dennis & Venetia 2” 3” 4” 4 119’ 88’ 

Duval (1312)       2   Outfall 

Duval & Louisa       2   Outfall 

Duval & Front       6   Pump 
Assited 

Well 
Duval & United       2   Outfall 

Duval & Wall       1   Outfall 

Eaton & Frances       4   Outfall 

Eaton & Simonton       2 26’ Crossover 

Eaton & White                               4 124’ 83’ 

Elizabeth & Green              2 48’ Outfall 

Elizabeth & 
Southard 

      2 12’ Crossover 
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Emma & Olivia              4 127’ 85’ 

Fire Station #1              

Fire Station #2              

Flagler (1204)       1        
Outfall 

Flagler (1418)       1        
Outfall 

Flagler (1620)       2        
Outfall 

Flagler (1706)       2        
Outfall 

Flagler & 1st       2        
Outfall 

Flagler & George       2        
Outfall 

Flagler & 
Josephine 

      2        
Outfall 

Flagler & Leon       2        
Outfall 

Flagler & 
Thompson 

      2        
Outfall 

Fleming & Frances       4          
175’ 

122’ 

Fleming & White 6” 6” 12” 4           
98’ 

88’ 

Florida & Virginia       6 145’ 118’ 

Fort St.           Outfall 

Frances & Eaton       4 114’ 92’ 

Frances & Petronia 3” 5” 6” 3 69’ 88’ 

Frances & 
Southard 

      4 122 126’ 

Green & 
Whitehead 

2” 3” 3” 4 34’          
116’ 

George & Blanch Cleaned     4         
162’ 

96’ 

George & Duncan       4   Outfall 

George & Fogarty       2   Outfall 

George & Patricia       2 67’ 89’ 

George & United       3   Outfall 

George & Venetia 2” 2” 4” 3 132’ 86’ 

George & 
Washington 

2”          2”         3” 8 124’ 115’ 
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Grinnel & 
Vonphister 

      4            
83’ 

90’ 

Grinnell & 
Trumbo Rd. (Ferry 
Ter.) 

      3 221’ 66’ 

Johnson & Grinnel         2” 2” 3” 4 100’ 75’ 

Johnson & 
Whalton 

4”         3” 4” 3 177’ 78’ 

Jose Marti       4   Outfall 

Jose Marti & 
Truman 

      4   Outfall 

Josephine & 
Blanch 

cleaned     4 132’ 89’ 

Jr. College Rd. E 
#1 

        45’ Outfall 

                            
#2 

45’ Outfall 

                            
#3 

45’ Outfall 

                            
#4 

45’ Outfall 

                            
#5 

45’ Outfall 

Jr. College Rd. W 
#1 

        57’ Outfall 

                             
#2 

Outfall 

                             
#3 

Outfall 

                             
#4 

Outfall 

                             
#5 

Outfall 

Kennedy & 
Riviera 

          Outfall 

Laird & Ashby Cleaned     5 225’ 89’ 

Laird & Leon Cleaned     4 114’ 99’ 

Laird & Thompson       3 50’ 115’ 

Leon & Atlantic              4 153’ 95’ 

Mallory Square #1             

                          #2 

                          #3 

                          #4 
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                          #5 

                          #6 

Newton & 
Eisenhower 

      2 35’ Outfall 

Northside & Glynn 
Archer Dr. 

      4   Outfall 

Northside Dr. 
(3130) 

      2   Outfall 

Northside Dr. 
(3132) 

      2   Outfall 

Northside Dr. 
(3230) 

      2   Outfall 

Northside Dr. 
(3282) 

      2   Outfall 

Northside Dr. 
(3318) 

      2   Outfall 

Northside Dr. 
(3342) 

      1   Outfall 

Olivia & Pearl 3” 6”         6” 3 118’ 121’ 

Olivia & Windsor       4 69’          88’   

Patterson (1900)       2 339’ Outfall 

Patterson (2000)       2 391’ Outfall 

Pearl & Duncan 2”         4” 4” 6 178’ 118’ 

Pearl & Newton 8” 10” 14” 3 83’ 126’ 

Pearl & Pine 3” 3” 5” 3 99’ 126’ 

Pearl & United 2”        3”         4” 5 249’ 115’ 

Petronia & Florida 3” 9”         6” 4 172’ 124’ 

Reynolds & 
Vonphister 

3” 3” 6” 3 166’ 95’ 

Rose & Ashby cleaned            4 113’ 97’ 

Roosevelt Dr. & 
Bay St. 

      3 247’ Outfall 

Simonton Beach             

(Pump Assisted) 

Simonton & 
Caroline 

5” 6” 8” 4 195’ 78’ 

Simonton & 
Louisa 

      4 144’ 87’ 
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Simonton & 
Southard 

      2 27’ Crossover 

Smathers Beach #1           97’ 

                          #2 94’ 

                          #3 95’ 

                          #4 94’ 

                          #5 96’ 

South & Leon             4 90’ 98’ 

South & Reynolds cleaned     4 97’ 94’ 

South & Seminary                                5 248’ 121’ 

South & Simonton       4 85’          89’ 

South & 
Whitehead 

              3 118’ 85’ 

South Beach 
drains 

      2   Outfall 

Southard & 
Margaret 

      4 137’ 97’ 

Southard & White                                       4 164’ 67’ 

Stevens & Laird        2” 3”          3” 4 114’ 92’ 

Stevens & Patricia              3 103’ 95’ 

Sunrise Ln.        1M/H 150’ Outfall 

Thomas & 
Petronia 

      2 25   

Thomas & Truman       1 110’ 87’ 

Thompson & Rose       2 51’ 81’ 

Tropical & 
Seminary 

        2” 3” 3” 5 248’ 121’ 

Tropical & South 2” 2” 2” 5 125’ 119’ 

United & Florida 2” 3” 3” 6 246’ 116’ 

United & 
Whitehead 

      5 124’ 124’ 

Verela & Virginia       4 103’          86’ 

Virginia & Howe       3 79’ 89’ 

Virginia & 
Margaret 

2” 2”         3” 4 132’ 88’ 
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Virginia & Packer       2 29’ Crossover 

Virginia & White       4 216’ 88’ 

Vivian & 1st           Outfall 

Vivian & George           Outfall 

Vonphister & 
White 

      2   Outfall 

Vortex at 
Simonton St. 

          Pump 
Assisted 

Washington & 
Ashby 

         2” 6” 6” 8 246’ 121’ 

Washington & 
Thompson 

2” 3”          3” 7 362’         118’ 

Washington & 
Whalton 

         2”         2” 4” 5 187’ 119’ 

Whalton & 
Vonphister 

2”         3”        3” 5 187’ 119’ 

Windsor & 
Passover 

      3 60’        122’ 

 
 
Inlet Baskets Cleaned 

     
      
            

Address Cups Cans Bottles Debris (in) Date 
215 Duval St. 14 19 12               8” 4/10/2011 

224 Duval St.       3” " 

300 Duval St. 2 2 2 3”            “ 

301 Duval St. 3 1 

  

               2” “ 1 

313 Duval St. 4 1 2 3” “ 

400 Duval St. 3   1 2” “ 

401 Duval St. 1   1 1” " 

410 Duval St.                     ” “ 

419 Duval St.               ” " 

500 Duval St.       ” “ 

501 Duval St.                      ” “ 

512 Duval St.       ” “ 

524 Duval St.   No Basket     ” “ 

525 Duval St. No Basket     ” “ 
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601 Duval St.       ” “ 

602 Duval St.       ” “ 

617 Duval St. 2 1                  2” “ 

618 Duval St.                     ” “ 

700 Duval St.       ” “ 

701 Duval St.       ” “ 

1125 Duval St. No Basket                 “ 

1130 Duval St.                      ”  “ 

1209 Duval St. No Basket     ” “ 

1210 Duval St.       ” “ 

1224 Duval St. 2 1 1 2” “ 

1229 Duval St. No Basket                             ” “ 

1314 Duval St.            ” “ 

1317 Duval St. No Basket     ” “ 

1327 Duval St. No Basket     ”           “ 

1324 Duval St. No Basket     “ “ 

                     

            

            

            

            

     
      Storm Manhole Ring and Covers 

    •         None 
     

      Storm Injection Wells Cleaned (shallow) 
   •         None 

     
      Storm Drain Grates Replaced / Installed 

   •         1st & Harris 
     •         2nd & Harris 
     •         1618 Laird 
     

      Storm Water lines Televised 
    •         None 

     
      Catch Basin Repairs  

     •         None 
     

      Vertical French Drains Installed 
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•         None 
     

      Other  Storm water Activities   
    

•         Clean off Storm Grates during & after rain events 
     

•         Assist GPS crew with measurements and locations 
     

•         Cleaned Station grounds at SW #5 
     

•         Take Vactor for pump repairs to Enviromental 
Products 
 

 
 
 
 

    •         Meet with City (Jay) and Engineers on College Road 
 
 
 
 
 
 
 
 
 
 
 
 

      
 
 
 
 

WET WELL SALINITY READINGS (parts per thousand) AND PERCENT SEAWATER         6-MONTH   

LOCATION Jan, 11   Feb, 11   Mar, 11   Apr, 11   May, 11   June, 11   AVERAGE   

WWTP Infl. 0.8169 2% 1.4068 4% 1.1474 3% 1.3811 4% 1.6828 5% 1.8684 5% 1.38 3.95% 

Lift Station A 0.2800 1% 0.3510 1% 0.7130 2% 0.8640 2% 0.9310 3% 0.9430 3% 0.68 1.94% 

Lift Station B 0.7420 2% 0.7740 2% 0.9920 3% 1.2450 4% 1.2450 4% 2.1150 6% 1.19 3.39% 
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Lift Station C 0.9200 3% 0.9620 3% 0.9950 3% 1.0950 3% 0.9810 3% 1.0280 3% 1.00 2.85% 

Lift Station D 1.0200 3% 1.0200 3% 0.0000 0% 4.3980 13% 5.8640 17% 5.0870 15% 2.90 8.28% 

Lift Station D/A 0.6920 2% 0.6860 2% 0.7350 2% 0.6940 2% 0.9480 3% 1.0270 3% 0.80 2.28% 

LIft Station E 0.8450 2% 1.0200 3% 1.3170 4% 1.7190 5% 2.3120 7% 2.1530 6% 1.56 4.46% 

Lift Station F 0.6720 2% 0.7570 2% 1.0870 3% 1.1050 3% 1.4080 4% 1.5930 5% 1.10 3.15% 

Lift Station G 1.1510 3% 1.1130 3% 1.9910 6% 2.2930 7% 3.4180 10% 4.6080 13% 2.43 6.94% 

Lift Station H 0.8520 2% 0.8080 2% 1.1160 3% 2.3150 7% 3.3050 9% 3.5030 10% 1.98 5.67% 

Lift Station J 0.1590 0% 0.4030 1% 0.4280 1% 0.4160 1% 0.5060 1% 0.4760 1% 0.40 1.14% 

Lift Station K 0.9740 3% 0.7890 2% 1.0420 3% 1.0380 3% 1.1150 3% 1.0950 3% 1.01 2.88% 

Lift Station L 3.6640 10% 3.8000 11% 3.2800 9% 3.8000 11% 3.7920 11% *** 0% 3.06 8.73% 

Lift Station M 0.0620 0% 0.3160 1% 0.3230 1% 0.3220 1% 0.3080 1% 0.3010 1% 0.27 0.78% 

Lift Station N 0.7320 2% 10.0000 29% 4.1100 12% 0.9320 3% 0.8750 3% 0.8330 2% 2.91 8.32% 

Lift Station O 0.8360 2% 0.9840 3% 1.1190 3% 1.1870 3% 0** 0% 5.3400 15% 1.58 4.51% 

Lift Station R 0.0690 0% 0.1300 0% 0.1200 0% 0.1000 0% 0.1400 0% 0.1610 0% 0.12 0.34% 

Lift Station S 0.4060 1% 0.5290 2% 0.4610 1% 0.5160 1% 0.5830 2% 0.6050 2% 0.52 1.48% 

Lift Station T 0.6290 2% 0.8800 3% 0.8240 2% 0.8210 2% 0.8770 3% 0.8940 3% 0.82 2.35% 

           
**Out of service awaiting parts 
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      M E M O R A N D U M 
 
 

TO: Jay Gewin, City of Key West 
 
FROM: Greg Smith, OMI, Inc. 
 
DATE: August 1, 2011 
 
SUBJECT: Status Report for July, 2011 
 
 
  
 Monthly Status Report 
 
  
 Operations 
 
 
 Effluent Quality Summary 
 

Parameter Effluent 
Concentration 

Permitted 
Concentration 

Date Collected Through 

CBOD5 One Day Max.         4.00 mg/l 10.0 mg/l MAX 07/19/11 
CBOD5 Monthly Avg.         2.37  mg/l 6.25 mg/l AVG. 07/19/11 
TSS One Day Max.          2.6   mg/l 10.0 mg/l MAX 07/26/11 
TSS Monthly Avg. 1.4   mg/l 6.25 mg/l AVG. 07/26/11 
Total Nitrogen One Day Max. 3.30 mg/l 6.0 mg/l MAX 07/06/11 
Total Nitrogen Monthly Avg. 2.99 mg/l 3.75 mg/l AVG 07/06/11 
Total Phosphorus One Day Max.           0.78 mg/l 2.0 mg/l MAX 07/06/11 
Total Phosphorus Monthly Avg. 0.49 mg/l 1.25 mg/l AVG 07/06/11 
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Maintenance: 
Treatment Plant: 

 
• Performed maintenance PM’s 
• Repaired Alum pump # 2 
• Replaced header manifold for Alum pumps 
• Replaced filter building sump pump # 2 
• Repaired saddle tap on W-3 line in utilidor 
• Replace packing on RAS pump # 4 
• Replace channel aeration blower # 2 
• Prep and Paint actuators on main basin gates 
• Repair / relocate check valve on SPD pump # 2 
• Repair replace W-3 water lines on chorine contact chambers 
• Replace emergency exit signs in solids building (2 ea) 
• Replace exterior light fixture over loading dock east side solids 

 
Lift Stations: 
 

• Repaired RTU at L/S “DA” (Back plane ,radio and monitor / control module) 
• Replaced pump # 3 at L/S “D” 
• Repaired controls on pump # 2 L/S “J” 
• Replaced voltage regulator at L/S “E” 
• Back flushed all pumps at L/S “D” 
• Plugged and cleaned wet well at L/S “D” 
• Removed debris from pumps at L/S “N” 
• Removed debris from pumps at L/S “F” 

 
Vehicles: 
 

• Installed compressor on crane truck 
• Installed new battery on Nissan fork lift 

 
Equipment out of service:  
 

 
• Generator L/S  “E” 
• Generator L/S  “S” 
• Generator L/S  “DA” 
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7/1/2011 
 

Collections 

     
Plugged Main  

   
None 

    

     

     
Repaired Main  

   
None 

    

     

     
Main Cleaned 

   
1700 Blk. Patricia St. 312ft 

  
1600 Blk. Ashby St. 230ft 

   
1700 Blk. Thompson St. 265ft 

  
1600 Blk. Rose St. 364ft 

   
1500 Blk. Rose St. 390ft 

   
1600 Blk. Leon St. 120ft 

   
1700 Blk. Leon St. 280ft 

   
1500 Blk. Patricia St. 380ft 

  
1500 Blk. George St. 360ft 

  
1300 Blk. Johnson St. 500ft 

  
1600 Blk. Sunshine Dr. 390ft 

  
903 Blk. Key Plaza 225ft 

   
1500 Blk.Veron St. 535ft 

   
1700 Blk. Waddell St. 340ft 

  
1500 Blk. Alberta St. 250ft 

  
1400 Blk. Alberta St. 300ft 

  
700 Blk. Washington St. 255ft 

  
1300 Blk. Alberta St. 300ft 

  
1400 Blk. Waddell St. 264ft 

  
1400 Blk. William St. 304ft 

   
800 Blk. Seminole Ave. 340ft 

  
1300 Blk. William St. 295ft 

   

     

     
Plugged Lateral 

   
None 

    

     
Repaired Lateral 

   

     
New Lateral 

   
422 Eaton St. 

   

     
New C/O 

    
422 Eaton St. 
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Repaired C/O 

   
2508 Flagler Ave. 

   

     

     
M/H Rain Guard (Repaired) 

  
None 

    

     
M/H Ring &  Cover 

   1116 16th Terr. (install m/h cover 
gasket) 

 

     

     
Odor Complaint  

   
2508 Flagler Ave. 

   

     
Tving   

    
Key Plaza Easement (6") 

   

     
Other 

    Clean And Check Navy Meters 
Weekly 

  
Clean Station Grounds  

   
Clean Wet Well Station 'D' 

   
Repair Valve Stem on 20" F/M 

  
Assist contractor with 20" F/M shut down 

 

     
Spill 

    
Flagler Ave. / 5th St. (m/h overflow) 

  
 

 
        
       Navy Salinity 

          
Navy Points of Connection Salinity Readings         

MONTHL
Y   

Location//Month:July 
2011 Week 1 Week 2 Week 3 Week 4   AVERAGE 

Trumbo Front Gate 0.3 
0.9
% 0.3 1% 0.3 1% 0.4 1% 0.4 0.4 1% 

Trumbo Backflow 
Preventer 0.3 1% 0.2 1% 0.3 1% 0.5 1%   0.325 1% 

Trumbo Back Gate 1.8 5% 12.1 35% 1.6 5% 22.7 65%   9.55 27% 

Emma St/Amelia 0.3 1% 0.4 1% 0.4 1% 0.3 1%   0.35 1% 

Truman and Fort 0.3 1% 0.2 1% 0.6 2% 0.3 1%   0.35 1% 

United and Whitehead 1.7 5% 1.6 5% 1.7 5% 2.0 6%   1.75 5% 

Sigsbee  3.6 10% 2.3 7% 2.7 8% 3.1 9%   2.925 8% 

Medical Center 0.2 1% 0.4 1% 0.2 1% 0.4 1%   0.3 1% 
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Storm Drains / Sediment Traps Cleaned  

    
       Address Section 1 Section 2 Section 3 # Of CB Pipe 

Footage 
Well Depth 

1st & Forgarty             

1st & Harris             

1st & Seidenberg             

2nd & Fogarty       4   Outfall 

2nd & Harris       4   Outfall 

2nd & Patterson       3   Outfall 

2nd & Staples       1   89’ 

3rd & Patterson       4 100’ Outfall 

3rd & Fogarty       4 251’ Outfall 

3rd & Harris       4 96’ Outfall 

3rd & Roosevelt Dr.       3 286’ Outfall 

3rd & Siedenberg       4          89’ 

4th & Fogarty       4   Outfall 

4th & Patterson       4   Outfall 

4th & Harris       3   Outfall 

4th & Flagler       2   Outfall 

5th & Fogarty       2 35’ Outfall 

5th & Patterson       1   Outfall 

6th & Patterson       4 120’   

11th & Fogarty             

11th & Patterson             

15th & Harriett       3   125’ 

16th Terrace & 
Northside 

      4   Outfall 

1700 Reynolds              3 70’ Outfall 

1700 Josephine 4” 5” 5” 4 114’ 91’ 

17th & Donald       2          120’        101’ 

17th Terr. & Donald              1 37’ 99’ 

17th Terrace & 
Northside 

      4   Outfall 

18th & Northside        4   Outfall 

19th & Donald       2           37’ 91’ 

20th & Donald       4   Outfall 

20th & Northside        4   Outfall 

200 Blk Grinnel         125’ Outfall 

200 Blk Margaret       2 50’ Outfall 

200 Blk William       2 75’ Outfall 

900 Blk Thomas       1 400’   

3rd & Seidenberg              1 5’ 89’ 

3342 Northside        2   Outfall 
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3368 Northside        2   Outfall 

7th & Staples 5     2 46’ 40’ 

916 James       2 28’ Crossover 

Albury & Pearl 12” 12” 12” 3 150’ 120’ 

Amelia & Whithead       4 153’ 77’ 

Angela & Ashe       4 93’ 89’ 

Angela & Margaret              4 120’ 74’ 

Angela & Pearl              4 86’ 132’ 

Angela & Simonton             4 195’ 87’ 

Angela & White       4 67’ 80’ 

Ashe & Angela        4 93’ 83’ 

Atlantic & Ashby       1 44’ 76’ 

Bill Butler Park       2     

Boog Powel Crt       3 80’ Outfall 

Caroline & Elizabeth       2 24’ Crossover 

Caroline & 
Whitehead 

      4 116’ 86’ 

Cathrine & Grinnell       3   122’ 

Cathrine & Margaret       4 115’ 89’ 

Cathrine & Royal 6” 8” 10” 5 153’ 119” 

Cathrine & Thomas       2 30’ 97’ 

Cathrine & Packer       4 110’ 119’ 

Cathrine & Thomas                               2 30’ 94’’ 

                      

Cathrine & Verela       4 127’ 88’ 

Cathrine & Watson       4 102’ 122’ 

Cathrine & White 6” 10” 10” 4 126’ 87’ 

Cathrine & 
Whitehead 

      4   123’ 

Cathrine & William       5 218’ 102’ 

Dennis & Venetia       4 119’ 87’ 

Duval (1312)       2   Outfall 

Duval & Louisa       2   Outfall 

Duval & Front       6   Pump 
Assited 

Well 
Duval & United       2   Outfall 

Duval & Wall       1   Outfall 

Eaton & Frances       4   Outfall 

Eaton & Margret       5   124’ 

Eaton & Simonton       2 26’ Crossover 

Eaton & White                               4 124’ 83’ 

Elizabeth & Green              2 48’ Outfall 

Elizabeth & 
Southard 

      2 12’ Crossover 

Emma & Olivia              4 127’ 85’ 
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Fire Station #1              

Fire Station #2              

Flagler (1204)       1        Outfall 

Flagler (1418)       1        Outfall 

Flagler (1620)       2        Outfall 

Flagler (1706)       2        Outfall 

Flagler & 1st       2        Outfall 

Flagler & George       2        Outfall 

Flagler & Josephine       2        Outfall 

Flagler & Leon       2        Outfall 

Flagler & Thompson       2        Outfall 

Fleming & Frances       4          175’ 88’ 

Fleming & White       4           98’ 88’ 

Florida & Virginia       6 145’ 119’ 

Fort St.           Outfall 

Frances & Eaton       4 114’ 92’ 

Frances & Petronia       3 69’ 88’ 

Frances & Southard       4 122 126’ 

Green & Whitehead       4 34’          116’ 

George & Blanch       4         162’ 96’ 

George & Duncan       4   Outfall 

George & Fogarty       2   Outfall 

George & Patricia       2 67’ 89’ 

George & United       3   Outfall 

George & Venetia       3 132’ 86’ 

George & 
Washington 

3”         4”         4” 8 124’ 115’ 

Grinnel & 
Vonphister 

2” 3” 3” 4            83’ 98’ 

Grinnell & Trumbo 
Rd. (Ferry Ter.) 

      3 221’ 66’ 

Johnson & Grinnel              4 100’ 75’ 

Johnson & Whalton              3 177’ 78’ 

Jose Marti       4   Outfall 

Jose Marti & 
Truman 

      4   Outfall 

Josephine & Blanch 3” 4” 3” 4 132’ 89’ 

Jr. College Rd. E #1         45’ Outfall 

                            #2 45’ Outfall 

                            #3 45’ Outfall 

                            #4 45’ Outfall 

                            #5 45’ Outfall 

Jr. College Rd. W #6         57’ Outfall 

                             #7 Outfall 

                             #8 Outfall 
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                             #9 Outfall 

                           #10 Outfall 

Kennedy & Riviera           Outfall 

Laird & Ashby       5 225’ 88’ 

Laird & Leon       4 114’ 99’ 

Laird & Thompson 12” 12” 12” 3 50’ 88’ 

Leon & Atlantic              4 153’ 94’ 

Mallory Square #1             

                          #2 

                          #3 

                          #4 

                          #5 

                          #6 

Newton & 
Eisenhower 

      2 35’ Outfall 

Northside & Glynn 
Archer Dr. 

      4   Outfall 

Northside Dr. (3130)       2   Outfall 

Northside Dr. (3132)       2   Outfall 

Northside Dr. (3230)       2   Outfall 

Northside Dr. (3282)       2   Outfall 

Northside Dr. (3318)       2   Outfall 

Northside Dr. (3342)       1   Outfall 

Olivia & Pearl             3 118’ 121’ 

Olivia & Windsor       4 69’          88’   

Patterson (1900)       2 339’ Outfall 

Patterson (2000)       2 391’ Outfall 

Pearl & Duncan 3”        5” 5” 6 178’ 118’ 

Pearl & Newton       3 83’ 126’ 

Pearl & Pine       3 99’ 125’ 

Pearl & United                 5 249’ 121’ 

Petronia & Florida 5” 7”         7” 4 172’ 124’ 

Reynolds & 
Vonphister 

      3 166’ 95’ 

Rose & Ashby 3”         4” 4” 4 113’ 96’ 

Roosevelt Dr. & Bay 
St. 

      3 247’ Outfall 

Simonton Beach             

(Pump Assisted) 

Simonton & Caroline       4 195’ 78’ 

Simonton & Louisa       4 144’ 87’ 

Simonton & 
Southard 

      2 27’ Crossover 

Smathers Beach #1           97’ 

                          #2 94’ 

                          #3 95’ 
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                          #4 94’ 

                          #5 96’ 

South & Leon 5”        6” 6” 4 90’ 98’ 

South & Reynolds       4 97’ 94’ 

South & Seminary                                5 248’ 121’ 

South & Simonton       4 85’          88’ 

South & Whitehead               3 118’ 85’ 

South Beach drains       2   Outfall 

Southard & Margaret 3” 4” 4” 4 137’ 97’ 

Southard & White                                       4 164’ 67’ 

Stevens & Laird                        4 114’ 92’ 

Stevens & Patricia                    3 103’ 94’ 

Sunrise Ln.        1M/H 150’ Outfall 

Thomas & Petronia       2 25   

Thomas & Truman       1 110’ 87’ 

Thompson & Rose       2 51’ 89’ 

Tropical & Seminary         6” 8” 8” 5 248’ 121’ 

Tropical & South 4” 5” 6” 5 125’ 119’ 

United & Florida       6 246’ 116’ 

United & Simonton       6 244’ 122’ 

United & Whitehead       5 124’ 124’ 

Verela & Virginia       4 103’          86’ 

Virginia & Howe       3 79’ 89’ 

Virginia & Margaret              4 132’ 88’ 

Virginia & Packer       2 29’ Crossover 

Virginia & White       4 216’ 86’ 

Vivian & 1st           Outfall 

Vivian & George           Outfall 

Vonphister & Ashby       8 212 124’ 

Vonphister & George       4 176 121’ 

Vonphister & White       2   Outfall 

Vortex at Simonton 
St. 

          Pump 
Assisted 

Washington & 
Ashby 

         4” 6” 6” 8 246’ 121’ 

Washington & 
Thompson 

4” 5”          5” 7 362’         116’ 

Washington & 
Whalton 

         4”         4” 6” 5 187’ 119’ 

Washington & 
William 

      3 148’   

Whalton & 
Vonphister 

3”         4”        4” 5 187’ 119’ 

Windsor & Passover       3 60’        120’ 
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       Inlet Baskets Cleaned 

 
 

        
Address Cups Cans Bottles Debris (in) Date   

215 Duval St.           20 14 10               8” 7/22/11    
224 Duval St.    ” "    
300 Duval St. 5 2 1 6”            “    

301 Duval St. 4 1 
 

1               6 ” “    
313 Duval St.           12 10 4 5” “    
400 Duval St. 3 1  4” “    
401 Duval St.           1 1  4” "    
410 Duval St.                    4” “    
419 Duval St.          6 3 2 6” "    
500 Duval St. 3 2  5” “    
501 Duval St. 1  1                5” “    
512 Duval St.    4” “    
524 Duval St.   No Basket   ” “    
525 Duval St. No Basket   ” “    
601 Duval St. 2 2 1 3” 7/21/11    
602 Duval St. 3 2  3” “    
617 Duval St.           8 3 2               6 ” “    
618 Duval St. 5       2           1 6” “    
700 Duval St.    4” “    
701 Duval St. 3   3” “    
1125 Duval St. No Basket              “    
1130 Duval St. 2  1                4”  “   

1209 Duval St. No Basket   ” “   

1210 Duval St. 3 3 1 5” “   

1224 Duval St. 5 2  6” “   

1229 Duval St. No Basket                             ” “   

1314 Duval St. 1      6” “   

1317 Duval St. No Basket    ” “   

1327 Duval St. No Basket    ”           “   

1324 Duval St. 3  1 1 5“ “   
       

Addendum 2 - Attachment 2 101



                      

             

             

             

       
 
 
Storm Manhole Ring and Covers 
• None 
 
Storm Injection Wells Cleaned (shallow) 
• None 
 
Storm Drain Grates Replaced / Installed 
• 20th & Paula 
• Leon & Cathrine 
• Truman & Eisenhower 

 
Storm Water lines Televised 
• None 
 
Catch Basin Repairs  
• Flagler & 4th 

 
 
Vertical French Drains Installed 
• None 

 
Other  Storm water Activities   
• Clean off Storm Grates during & after rain events 
• Check / Verify GIS maps 
• Verify Suntree’s invoice to the City 
• Attend MOT Training in Orlando (Michael, Frankie) 
• Assist Lab with nearshore sampling 
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WET WELL SALINITY READINGS (parts per thousand) AND PERCENT SEAWATER             6-MONTH   

LOCATION Feb, 11   Mar, 11   Apr, 11   May, 11   June, 11   July, 11   AVERAGE   

WWTP Infl. 1.4068 4% 1.1474 3% 1.3811 4% 1.6828 5% 1.8684 5% 1.5109 4% 1.50 4.28% 

Lift Station A 0.3510 1% 0.7130 2% 0.8640 2% 0.9310 3% 0.9430 3% 0.7940 2% 0.77 2.19% 

Lift Station B 0.7740 2% 0.9920 3% 1.2450 4% 1.2450 4% 2.1150 6% 1.9000 5% 1.38 3.94% 

Lift Station C 0.9620 3% 0.9950 3% 1.0950 3% 0.9810 3% 1.0280 3% 1.0880 3% 1.02 2.93% 

Lift Station D 1.0200 3% 0.0000 0% 4.3980 13% 5.8640 17% 5.0870 15% 4.1230 12% 3.42 9.76% 

Lift Station D/A 0.6860 2% 0.7350 2% 0.6940 2% 0.9480 3% 1.0270 3% 1.1400 3% 0.87 2.49% 

LIft Station E 1.0200 3% 1.3170 4% 1.7190 5% 2.3120 7% 2.1530 6% 2.5840 7% 1.85 5.29% 

Lift Station F 0.7570 2% 1.0870 3% 1.1050 3% 1.4080 4% 1.5930 5% 1.2520 4% 1.20 3.43% 

Lift Station G 1.1130 3% 1.9910 6% 2.2930 7% 3.4180 10% 4.6080 13% 3.3820 10% 2.80 8.00% 

Lift Station H 0.8080 2% 1.1160 3% 2.3150 7% 3.3050 9% 3.5030 10% 2.8380 8% 2.31 6.61% 

Lift Station J 0.4030 1% 0.4280 1% 0.4160 1% 0.5060 1% 0.4760 1% 0.4240 1% 0.44 1.26% 

Lift Station K 0.7890 2% 1.0420 3% 1.0380 3% 1.1150 3% 1.0950 3% 1.1920 3% 1.05 2.99% 

Lift Station L 3.8000 11% 3.2800 9% 3.8000 11% 3.7920 11% *** 0% *** 0% 2.45 6.99% 

Lift Station M 0.3160 1% 0.3230 1% 0.3220 1% 0.3080 1% 0.3010 1% 0.3010 1% 0.31 0.89% 

Lift Station N 10.0000 29% 4.1100 12% 0.9320 3% 0.8750 3% 0.8330 2% 0.8450 2% 2.93 8.38% 

Lift Station O 0.9840 3% 1.1190 3% 1.1870 3% 0** 0% 5.3400 15% 2.0910 6% 1.79 5.11% 

Lift Station R 0.1300 0% 0.1200 0% 0.1000 0% 0.1400 0% 0.1610 0% 0.2010 1% 0.14 0.41% 

Lift Station S 0.5290 2% 0.4610 1% 0.5160 1% 0.5830 2% 0.6050 2% 0.6410 2% 0.56 1.59% 

Lift Station T 0.8800 3% 0.8240 2% 0.8210 2% 0.8770 3% 0.8940 3% 0.8890 3% 0.86 2.47% 

           
**Out of service awaiting parts 
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      M E M O R A N D U M 
 
 

TO: Jay Gewin, City of Key West 
 
FROM: Greg Smith, OMI, Inc. 
 
DATE: September 6, 2011 
 
SUBJECT: Status Report for August, 2011 
 
 
  
 Monthly Status Report 
 
  
 Operations 
 
 
 Effluent Quality Summary 
 

Parameter Effluent 
Concentration 

Permitted 
Concentration 

Date Collected Through 

CBOD5 One Day Max.         4.50 mg/l 10.0 mg/l MAX 08/24/11 
CBOD5 Monthly Avg.         2.56  mg/l 6.25 mg/l AVG. 08/24/11 
TSS One Day Max.           5.0  mg/l 10.0 mg/l MAX 08/29/11 
TSS Monthly Avg. 1.7   mg/l 6.25 mg/l AVG. 08/29/11 
Total Nitrogen One Day Max. 3.41 mg/l 6.0 mg/l MAX 08/19/11 
Total Nitrogen Monthly Avg. 2.64  mg/l 3.75 mg/l AVG 08/19/11 
Total Phosphorus One Day Max.           0.79 mg/l 2.0 mg/l MAX 08/19/11 
Total Phosphorus Monthly Avg. 0.33 mg/l 1.25 mg/l AVG 08/19/11 
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Maintenance: 
Treatment Plant: 

 
• Repair W-3 lines by CL2 basins 
• Install new light fixtures in solids press room 
• Repair alum pump # 1 
• Replace vibration dampers on plant generator 
• Replace exit signs in solids 
• Installed new scale on solids conveyor 
• Replaced corroded steel under sludge conveyor 
• Repaired 6” pump starter 
• Repair / replace piping and valves on CL2 header 
• Remove studs and paint old light pole bases 
• Adjust alignment for sludge conveyor 
• Performed scheduled PM’s   

 
Lift Stations: 
 

• Replaced pump at Venetia & Dennis 
• Replaced compressor at L/S “C” 
• Replaced navy flow meter sensor at font gate 
• Remove debris from pump at L/S “B” 
• Repair / replace terminal blocks for pump # 2 at L/S  “D” 
• Fueled all generators at lift stations 
• Topped off portable generators 
• Repaired flow meter at Perry Court 
• Performed Scheduled PM’s 

 
 
 
 
Vehicles: 
 
 

• Repaired TV cable on TV truck 
• Repaired generator on TV truck 
•  

 
 
 
 
Equipment out of service:  
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• West Side head works 
• Alum pump # 2 

 
 
 

8/1/2011 
 

Collections 

     
Plugged Main  

   
None 

    

     
Repaired Main  

   
Patterson Ave. / 7th St. 

   
Patterson Ave. / 8th St. (easement) 

  

     
Main Cleaned 

   
None 

    

     
Plugged Lateral 

   
None 

    

     
Repaired Lateral 

   
None 

    

     

     
New Lateral 

   
2112 Fogarty Ave. 

   

     
New C/O 

    
2112 Fogarty Ave. 

   

     
Repaired C/O 

   
None 

    

     
M/H Rain Guard (Repaired) 

  
None 

    

     
M/H Ring &  Cover 

   
1300 Blk. Seminary St. 

   

     
Odor Complaint  

   
None 

    

     
Tving   

    
None 
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Other 
    Clean And Check Navy Meters 

Weekly 
  

Clean Station Grounds  'G, J, K, L, N, O, P, T, U, V, W, X' 

     
Spill 

    
None 

    
 

 
        
       Navy Salinity 

           
Navy Points of Connection Salinity Readings               MONTHLY   

Location//Month:Aug. 2011 
Week 
1   

Week 
2   Week 3   

Week 
4     AVERAGE 

Trumbo Front Gate 0.4 1.1% 0.4 1% 0.4 1% 0.4 1% 0.4 0.4 1% 

Trumbo Backflow Preventer 0.4 1% 0.3 1% 0.4 1% 0.5 1%   0.4 1% 

Trumbo Back Gate 9.2 26% 2.5 7% 12.9 37% 11.3 32%   8.975 26% 

Emma St/Amelia 0.3 1% 0.3 1% 0.6 2% 0.3 1%   0.375 1% 

Truman and Fort 0.4 1% 0.3 1% 0.4 1% 0.3 1%   0.35 1% 

United and Whitehead 1.5 4% 1.1 3% 2.3 7% 1.8 5%   1.675 5% 

Sigsbee  2.2 6% 2.4 7% 3.4 10% 2.1 6%   2.525 7% 

Medical Center 0.2 1% 0.5 1% 0.5 1% 0.2 1%   0.35 1% 
 

        
        

Storm Drains / Sediment Traps Cleaned  
    

       Address Section 1 Section 2 Section 3 # Of CB Pipe 
Footage 

Well Depth 

1st & Forgarty             

1st & Harris             

1st & Seidenberg             

2nd & Fogarty       4   Outfall 

2nd & Harris       4   Outfall 

2nd & Patterson       3   Outfall 

2nd & Staples       1   89’ 

3rd & Patterson       4 100’ Outfall 

3rd & Fogarty       4 251’ Outfall 

3rd & Harris       4 96’ Outfall 

3rd & Roosevelt Dr.       3 286’ Outfall 

3rd & Siedenberg       4          89’ 

4th & Fogarty       4   Outfall 

4th & Patterson       4   Outfall 

4th & Harris       3   Outfall 

4th & Flagler       2   Outfall 

5th & Fogarty       2 35’ Outfall 

5th & Patterson       1   Outfall 

6th & Patterson       4 120’   
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11th & Fogarty             

11th & Patterson             

15th & Harriett       3   125’ 

16th Terrace & 
Northside 

      4   Outfall 

1700 Reynolds              3 70’ Outfall 

1700 Josephine 4” 5” 5” 4 114’ 91’ 

17th & Donald       2          120’        101’ 

17th Terr. & Donald              1 37’ 99’ 

17th Terrace & 
Northside 

      4   Outfall 

18th & Northside        4   Outfall 

19th & Donald       2           37’ 91’ 

20th & Donald       4   Outfall 

20th & Northside        4   Outfall 

200 Blk Grinnel         125’ Outfall 

200 Blk Margaret       2 50’ Outfall 

200 Blk William       2 75’ Outfall 

900 Blk Thomas       1 400’   

3rd & Seidenberg              1 5’ 89’ 

3342 Northside        2   Outfall 

3368 Northside        2   Outfall 

7th & Staples 5     2 46’ 40’ 

916 James       2 28’ Crossover 

Albury & Pearl 12” 12” 12” 3 150’ 120’ 

Amelia & Whithead       4 153’ 77’ 

Angela & Ashe       4 93’ 89’ 

Angela & Margaret              4 120’ 74’ 

Angela & Pearl              4 86’ 132’ 

Angela & Simonton             4 195’ 87’ 

Angela & White       4 67’ 80’ 

Ashe & Angela        4 93’ 83’ 

Atlantic & Ashby       1 44’ 76’ 

Bill Butler Park       2     

Boog Powel Crt       3 80’ Outfall 

Caroline & Elizabeth       2 24’ Crossover 

Caroline & 
Whitehead 

      4 116’ 86’ 

Cathrine & Grinnell       3   122’ 

Cathrine & Margaret       4 115’ 89’ 

Cathrine & Royal 6” 8” 10” 5 153’ 119” 

Cathrine & Thomas       2 30’ 97’ 

Cathrine & Packer       4 110’ 119’ 

Cathrine & Thomas                               2 30’ 94’’ 
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Cathrine & Verela       4 127’ 88’ 

Cathrine & Watson       4 102’ 122’ 

Cathrine & White 6” 10” 10” 4 126’ 87’ 

Cathrine & 
Whitehead 

      4   123’ 

Cathrine & William       5 218’ 102’ 

Dennis & Venetia       4 119’ 87’ 

Duval (1312)       2   Outfall 

Duval & Louisa       2   Outfall 

Duval & Front       6   Pump 
Assited 

Well 
Duval & United       2   Outfall 

Duval & Wall       1   Outfall 

Eaton & Frances       4   Outfall 

Eaton & Margret       5   124’ 

Eaton & Simonton       2 26’ Crossover 

Eaton & White                               4 124’ 83’ 

Elizabeth & Green              2 48’ Outfall 

Elizabeth & 
Southard 

      2 12’ Crossover 

Emma & Olivia              4 127’ 85’ 

Fire Station #1              

Fire Station #2              

Flagler (1204)       1        Outfall 

Flagler (1418)       1        Outfall 

Flagler (1620)       2        Outfall 

Flagler (1706)       2        Outfall 

Flagler & 1st       2        Outfall 

Flagler & George       2        Outfall 

Flagler & Josephine       2        Outfall 

Flagler & Leon       2        Outfall 

Flagler & Thompson       2        Outfall 

Fleming & Frances       4          175’ 88’ 

Fleming & White       4           98’ 88’ 

Florida & Virginia       6 145’ 119’ 

Fort St.           Outfall 

Frances & Eaton       4 114’ 92’ 

Frances & Petronia       3 69’ 88’ 

Frances & Southard       4 122 126’ 

Green & Whitehead       4 34’          116’ 

George & Blanch       4         162’ 96’ 

George & Duncan       4   Outfall 

George & Fogarty       2   Outfall 

George & Patricia       2 67’ 89’ 
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George & United       3   Outfall 

George & Venetia       3 132’ 86’ 

George & 
Washington 

3”         4”         4” 8 124’ 115’ 

Grinnel & 
Vonphister 

2” 3” 3” 4            83’ 98’ 

Grinnell & Trumbo 
Rd. (Ferry Ter.) 

      3 221’ 66’ 

Johnson & Grinnel              4 100’ 75’ 

Johnson & Whalton              3 177’ 78’ 

Jose Marti       4   Outfall 

Jose Marti & 
Truman 

      4   Outfall 

Josephine & Blanch 3” 4” 3” 4 132’ 89’ 

Jr. College Rd. E #1         45’ Outfall 

                            #2 45’ Outfall 

                            #3 45’ Outfall 

                            #4 45’ Outfall 

                            #5 45’ Outfall 

Jr. College Rd. W #6         57’ Outfall 

                             #7 Outfall 

                             #8 Outfall 

                             #9 Outfall 

                           #10 Outfall 

Kennedy & Riviera           Outfall 

Laird & Ashby       5 225’ 88’ 

Laird & Leon       4 114’ 99’ 

Laird & Thompson 12” 12” 12” 3 50’ 88’ 

Leon & Atlantic              4 153’ 94’ 

Mallory Square #1             

                          #2 

                          #3 

                          #4 

                          #5 

                          #6 

Newton & 
Eisenhower 

      2 35’ Outfall 

Northside & Glynn 
Archer Dr. 

      4   Outfall 

Northside Dr. (3130)       2   Outfall 

Northside Dr. (3132)       2   Outfall 

Northside Dr. (3230)       2   Outfall 

Northside Dr. (3282)       2   Outfall 

Northside Dr. (3318)       2   Outfall 

Northside Dr. (3342)       1   Outfall 

Olivia & Pearl             3 118’ 121’ 

Olivia & Windsor       4 69’          88’   
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Patterson (1900)       2 339’ Outfall 

Patterson (2000)       2 391’ Outfall 

Pearl & Duncan 3”        5” 5” 6 178’ 118’ 

Pearl & Newton       3 83’ 126’ 

Pearl & Pine       3 99’ 125’ 

Pearl & United                 5 249’ 121’ 

Petronia & Florida 5” 7”         7” 4 172’ 124’ 

Reynolds & 
Vonphister 

      3 166’ 95’ 

Rose & Ashby 3”         4” 4” 4 113’ 96’ 

Roosevelt Dr. & Bay 
St. 

      3 247’ Outfall 

Simonton Beach             

(Pump Assisted) 

Simonton & Caroline       4 195’ 78’ 

Simonton & Louisa       4 144’ 87’ 

Simonton & 
Southard 

      2 27’ Crossover 

Smathers Beach #1           97’ 

                          #2 94’ 

                          #3 95’ 

                          #4 94’ 

                          #5 96’ 

South & Leon 5”        6” 6” 4 90’ 98’ 

South & Reynolds       4 97’ 94’ 

South & Seminary                                5 248’ 121’ 

South & Simonton       4 85’          88’ 

South & Whitehead               3 118’ 85’ 

South Beach drains       2   Outfall 

Southard & Margaret 3” 4” 4” 4 137’ 97’ 

Southard & White                                       4 164’ 67’ 

Stevens & Laird                        4 114’ 92’ 

Stevens & Patricia                    3 103’ 94’ 

Sunrise Ln.        1M/H 150’ Outfall 

Thomas & Petronia       2 25   

Thomas & Truman       1 110’ 87’ 

Thompson & Rose       2 51’ 89’ 

Tropical & Seminary         6” 8” 8” 5 248’ 121’ 

Tropical & South 4” 5” 6” 5 125’ 119’ 

United & Florida       6 246’ 116’ 

United & Simonton       6 244’ 122’ 

United & Whitehead       5 124’ 124’ 

Verela & Virginia       4 103’          86’ 

Virginia & Howe       3 79’ 89’ 

Virginia & Margaret              4 132’ 88’ 
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Virginia & Packer       2 29’ Crossover 

Virginia & White       4 216’ 86’ 

Vivian & 1st           Outfall 

Vivian & George           Outfall 

Vonphister & Ashby       8 212 124’ 

Vonphister & George       4 176 121’ 

Vonphister & White       2   Outfall 

Vortex at Simonton 
St. 

          Pump 
Assisted 

Washington & 
Ashby 

         4” 6” 6” 8 246’ 121’ 

Washington & 
Thompson 

4” 5”          5” 7 362’         116’ 

Washington & 
Whalton 

         4”         4” 6” 5 187’ 119’ 

Washington & 
William 

      3 148’   

Whalton & 
Vonphister 

3”         4”        4” 5 187’ 119’ 

Windsor & Passover       3 60’        120’ 
 

 
        
        
        
        
       Inlet Baskets Cleaned 

      
       
               

Address Cups Cans Bottles 
Debris 

(in) Date   

215 Duval St. 14 8 7 
              
6” 

8/10/201
1   

224 Duval St.       ” "   

300 Duval St. 3   1 5”            “   

301 Duval St. 1 2 

  
              
4” “   1 

313 Duval St. 7 6 2 4” “   

400 Duval St. 2   1 2” “   

401 Duval St.            1   3” "   

410 Duval St.                     2” “   

419 Duval St. 3 3 1 5” "   

500 Duval St. 3 1   3” “   

501 Duval St. 4   1 
               
3” “   

512 Duval St.       4” 
8/11/201

1   

524 Duval St. 
  No 
Basket     ” “   

525 Duval St. 
No 

Basket     ” “   

601 Duval St. 1 3 1 2” “   
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602 Duval St. 1 1   1” “   

617 Duval St. 6 1 2 
              4 
” “   

618 Duval St. 4        3 5” “   

700 Duval St.       4” “   

701 Duval St. 2     3” “   

1125 Duval St. 
No 

Basket       
     
8/12/11   

1130 Duval St. 3   1 
               
2”  “   

1209 Duval St. 
No 

Basket     ” “   

1210 Duval St. 2 2   4” “   

1224 Duval St. 3 3   4” “   

1229 Duval St. 
No 

Basket              
               
” “   

1314 Duval St. 2       4” “   

1317 Duval St. 
No 

Basket     ” “   

1327 Duval St. 
No 

Basket     ”           “   

1324 Duval St. 2  1   3“ “   

                       

              

              

              

              

      
       Storm Manhole Ring and Covers 

      •          None 

      
       Storm Injection Wells Cleaned (shallow) 

     •          3729 Eagle Ave. 
      •          3738 Eagle Ave. 
      •          3735 Eagle Ave. 
      •          3700 Cindy Ave. 
      

       Storm Drain Grates Replaced / Installed 
     •         17th & Northside Dr. (2) 

      
       Storm Water lines Televised 

      •         None 
      

       Catch Basin Repairs  
      •         17th & Riviera 
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Vertical French Drains Installed 
      •          3738 Eagle Ave. 
      •          3735 Eagle Ave. 
      •          3729 Eagle Ave. 
      •          3700 Cindy Ave. 
      

       Other  Storm water Activities   
      

•         Clean off Storm Grates during & after rain 
events 

      

•         Check / Verify GIS maps 
      

•         Repair Air Tank on Vactor #2028 
      

•         Attend Supervisor Training in Miami 
      

•         Assist Lab with nearshore sampling 
      

•         Clean inserts on Northside Drive 
      

•         Assist Maint. Dept. at SW#5 (Call Out) 
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WET WELL SALINITY READINGS (parts per thousand) AND PERCENT SEAWATER         6-MONTH   

LOCATION Mar, 11   Apr, 11   May, 11   June, 11   July, 11   Aug, 11   AVERAGE   

WWTP Infl. 1.1474 3% 1.3811 4% 1.6828 5% 1.8684 5% 1.5109 4% 1.4297 4% 1.50 4.30% 

Lift Station A 0.7130 2% 0.8640 2% 0.9310 3% 0.9430 3% 0.7940 2% 0.9360 3% 0.86 2.47% 

Lift Station B 0.9920 3% 1.2450 4% 1.2450 4% 2.1150 6% 1.9000 5% 2.2530 6% 1.63 4.64% 

Lift Station C 0.9950 3% 1.0950 3% 0.9810 3% 1.0280 3% 1.0880 3% 0.9700 3% 1.03 2.93% 

Lift Station D 0.0000 0% 4.3980 13% 5.8640 17% 5.0870 15% 4.1230 12% 3.0680 9% 3.76 10.73% 

Lift Station D/A 0.7350 2% 0.6940 2% 0.9480 3% 1.0270 3% 1.1400 3% 1.1550 3% 0.95 2.71% 

LIft Station E 1.3170 4% 1.7190 5% 2.3120 7% 2.1530 6% 2.5840 7% 2.8790 8% 2.16 6.17% 

Lift Station F 1.0870 3% 1.1050 3% 1.4080 4% 1.5930 5% 1.2520 4% 1.3400 4% 1.30 3.71% 

Lift Station G 1.9910 6% 2.2930 7% 3.4180 10% 4.6080 13% 3.3820 10% 2.4080 7% 3.02 8.62% 

Lift Station H 1.1160 3% 2.3150 7% 3.3050 9% 3.5030 10% 2.8380 8% 2.8720 8% 2.66 7.59% 

Lift Station J 0.4280 1% 0.4160 1% 0.5060 1% 0.4760 1% 0.4240 1% 0.4110 1% 0.44 1.27% 

Lift Station K 1.0420 3% 1.0380 3% 1.1150 3% 1.0950 3% 1.1920 3% 1.3560 4% 1.14 3.26% 

Lift Station L 3.2800 9% 3.8000 11% 3.7920 11% *** 0% *** 0% *** 0% 1.81 5.18% 

Lift Station M 0.3230 1% 0.3220 1% 0.3080 1% 0.3010 1% 0.3010 1% 0.4120 1% 0.33 0.94% 

Lift Station N 4.1100 12% 0.9320 3% 0.8750 3% 0.8330 2% 0.8450 2% 0.8990 3% 1.42 4.04% 

Lift Station O 1.1190 3% 1.1870 3% 0** 0% 5.3400 15% 2.0910 6% 1.1940 3% 1.82 5.21% 

Lift Station R 0.1200 0% 0.1000 0% 0.1400 0% 0.1610 0% 0.2010 1% 0.2930 1% 0.17 0.48% 

Lift Station S 0.4610 1% 0.5160 1% 0.5830 2% 0.6050 2% 0.6410 2% 0.9970 3% 0.63 1.81% 

Lift Station T 0.8240 2% 0.8210 2% 0.8770 3% 0.8940 3% 0.8890 3% 0.8620 2% 0.86 2.46% 
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      M E M O R A N D U M 
 
 

TO: Jay Gewin, City of Key West 
 
FROM: John Bartelmo, OMI, Inc. 
 
DATE: October 5, 2011 
 
SUBJECT: Status Report for September, 2011 
 
 
  
 Monthly Status Report 
 
  
 Operations 
 
 
 Effluent Quality Summary 
 

Parameter Effluent 
Concentration 

Permitted 
Concentration 

Date Collected Through 

CBOD5 One Day Max.          3.20 mg/l 10.0 mg/l MAX 09/27/11 
CBOD5 Monthly Avg.          2.15  mg/l 6.25 mg/l AVG. 09/27/11 
TSS One Day Max.          2.2  mg/l 10.0 mg/l MAX 09/28/11 
TSS Monthly Avg.          1.2   mg/l 6.25 mg/l AVG. 09/28/11 
Total Nitrogen One Day Max.          4.07 mg/l 6.0 mg/l MAX 09/14/11 
Total Nitrogen Monthly Avg.  3.22  mg/l 3.75 mg/l AVG 09/14/11 
Total Phosphorus One Day Max.           0.54 mg/l 2.0 mg/l MAX 09/14/11 
Total Phosphorus Monthly Avg. 0.33 mg/l 1.25 mg/l AVG 09/14/11 
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Maintenance: 
Treatment Plant: 

• Replaced RAS pump coupling 
• Replaced UPS on filter # 1 
• Replaced UPS on SCADA computer 
• Completed inventory 
• Repaired lighting on east side of filter building 
• Repaired monorail in cl2 building 
• Repaired j-boxes in utilidor 
• Performed annual maintenance on switchgear in plant generator 
• Removed prepped and painted filter # 3 influent valve 
• Removed debris from anox mixer # 1 
• Performed scheduled PM’s   

 
Lift Stations: 

• Repaired navy flow meter at Amelia St. 
• Repaired cooling jacket on pump # 2 at L/S “D” 
• Repaired terminal blocks on # 2 at L/S “D” 
• Replaced compressor at L/S “G” 
• Removed debris and cleaned wet well at L/S “R” 
• Repaired pump # 2 at L/S “F” 
• Replaced control pad on transfer switch at L/S “J” generator 
• Replaced soft start on pump # 2 at L/S “D” 
• Performed Scheduled PM’s 

 
Vehicles: 

 
•  

 
Equipment out of service:  
 

 
• East Side head works 
• Alum pump # 2 
• Generator at L/S “DA” 
• Generator at L/S “S” 
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9/1/2011 
 

Collections 

    
Plugged Main  

  
None 

   

    
Repaired Main  

  
None 

   

    
Main Cleaned 

  400 Blk. Green St. 
520ft 

  
300 Green St. 125ft 

  600 Blk. Green St. 
420ft 

  
1100 Blk. Simonton St. 180ft 

 1100 Blk. Duval St. 
220ft 

  

    
Plugged Lateral 

  
None 

   

    
Repaired Lateral 

  
None 

   

    
New Lateral 

  
824 Duval St. 

  

    
New C/O 

   
824 Duval St. 

  

    
Repaired C/O 

  
603 Green St. Replace C/O Box / Lid 

 
400 Green St. Replace C/O Box / Lid 

 

    
M/H Rain Guard (Repaired) 

 Atlantic Blvd. / Ashby 
St. 

  

    
M/H Ring &  Cover 

  
None 

   

    
Odor Complaint  

  
None 

   

    
Tving   

   300 / 400 Blk.'s Green 
St. 

  

    
Other 
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Clean And Check Navy Meters 
Weekly 

 
Clean Station Wet Well 'F, R' 

 

    
Spill 

   
None 

   
 

 
        
       Navy Salinity 

           
Navy Points of Connection Salinity Readings               

MONTHL
Y   

Location//Month:Sep. 2011 Week 1   Week 2 Week 3 Week 4   AVERAGE 

Trumbo Front Gate 0.5 1.4% 0.3 1% 0.4 1% 0.4 1% 0.4 0.4 1% 

Trumbo Backflow Preventer 0.4 1% 0.2 1% 0.5 1% 0.5 1%   0.4 1% 

Trumbo Back Gate 11.3 32% 9.7 28% 2.0 6% 3.0 9%   6.5 
19
% 

Emma St/Amelia 0.3 1% 0.3 1% 0.3 1% 0.3 1%   0.3 1% 

Truman and Fort 0.3 1% 0.3 1% 0.4 1% 0.3 1%   0.325 1% 

United and Whitehead 1.8 5% 1.9 5% 1.3 4% 1.2 3%   1.55 4% 

Sigsbee  2.1 6% 2.7 8% 3.3 9% 2.2 6%   2.575 7% 

Medical Center 0.2 1% 0.4 1% 0.2 1% 0.2 1%   0.25 1% 
 

        
        

Storm Drains / Sediment Traps Cleaned  
    

       Address Section 1 Section 2 Section 3 # Of CB Pipe 
Footage 

Well Depth 

1st & Forgarty             

1st & Harris             

1st & Seidenberg             

2nd & Fogarty       4   Outfall 

2nd & Harris       4   Outfall 

2nd & Patterson       3   Outfall 

2nd & Staples       1   89’ 

3rd & Patterson       4 100’ Outfall 

3rd & Fogarty       4 251’ Outfall 

3rd & Harris       4 96’ Outfall 

3rd & Roosevelt Dr.       3 286’ Outfall 

3rd & Siedenberg       4          89’ 

4th & Fogarty       4   Outfall 

4th & Patterson       4   Outfall 

4th & Harris       3   Outfall 

4th & Flagler       2   Outfall 

5th & Fogarty       2 35’ Outfall 

5th & Patterson       1   Outfall 

6th & Patterson       4 120’   
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11th & Fogarty             

11th & Patterson             

15th & Harriett       3   125’ 

16th Terrace & 
Northside 

      4   Outfall 

1700 Reynolds              3 70’ Outfall 

1700 Josephine 4” 5” 5” 4 114’ 91’ 

17th & Donald       2          120’        101’ 

17th Terr. & Donald              1 37’ 99’ 

17th Terrace & 
Northside 

      4   Outfall 

18th & Northside        4   Outfall 

19th & Donald       2           37’ 91’ 

20th & Donald       4   Outfall 

20th & Northside        4   Outfall 

200 Blk Grinnel         125’ Outfall 

200 Blk Margaret       2 50’ Outfall 

200 Blk William       2 75’ Outfall 

900 Blk Thomas       1 400’   

3rd & Seidenberg              1 5’ 89’ 

3342 Northside        2   Outfall 

3368 Northside        2   Outfall 

7th & Staples 5     2 46’ 40’ 

916 James       2 28’ Crossover 

Albury & Pearl 12” 12” 12” 3 150’ 120’ 

Amelia & Whithead       4 153’ 77’ 

Angela & Ashe       4 93’ 89’ 

Angela & Margaret              4 120’ 74’ 

Angela & Pearl              4 86’ 132’ 

Angela & Simonton             4 195’ 87’ 

Angela & White       4 67’ 80’ 

Ashe & Angela        4 93’ 83’ 

Atlantic & Ashby       1 44’ 76’ 

Bill Butler Park       2     

Boog Powel Crt       3 80’ Outfall 

Caroline & Elizabeth       2 24’ Crossover 

Caroline & 
Whitehead 

      4 116’ 86’ 

Cathrine & Grinnell       3   122’ 

Cathrine & Margaret       4 115’ 89’ 

Cathrine & Royal 6” 8” 10” 5 153’ 119” 

Cathrine & Thomas       2 30’ 97’ 

Cathrine & Packer       4 110’ 119’ 

Cathrine & Thomas                               2 30’ 94’’ 
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Cathrine & Verela       4 127’ 88’ 

Cathrine & Watson       4 102’ 122’ 

Cathrine & White 6” 10” 10” 4 126’ 87’ 

Cathrine & 
Whitehead 

      4   123’ 

Cathrine & William       5 218’ 102’ 

Dennis & Venetia       4 119’ 87’ 

Duval (1312)       2   Outfall 

Duval & Louisa       2   Outfall 

Duval & Front       6   Pump 
Assited 

Well 
Duval & United       2   Outfall 

Duval & Wall       1   Outfall 

Eaton & Frances       4   Outfall 

Eaton & Margret       5   124’ 

Eaton & Simonton       2 26’ Crossover 

Eaton & White                               4 124’ 83’ 

Elizabeth & Green              2 48’ Outfall 

Elizabeth & 
Southard 

      2 12’ Crossover 

Emma & Olivia              4 127’ 85’ 

Fire Station #1              

Fire Station #2              

Flagler (1204)       1        Outfall 

Flagler (1418)       1        Outfall 

Flagler (1620)       2        Outfall 

Flagler (1706)       2        Outfall 

Flagler & 1st       2        Outfall 

Flagler & George       2        Outfall 

Flagler & Josephine       2        Outfall 

Flagler & Leon       2        Outfall 

Flagler & Thompson       2        Outfall 

Fleming & Frances       4          175’ 88’ 

Fleming & White       4           98’ 88’ 

Florida & Virginia       6 145’ 119’ 

Fort St.           Outfall 

Frances & Eaton       4 114’ 92’ 

Frances & Petronia       3 69’ 88’ 

Frances & Southard       4 122 126’ 

Green & Whitehead       4 34’          116’ 

George & Blanch       4         162’ 96’ 

George & Duncan       4   Outfall 

George & Fogarty       2   Outfall 

George & Patricia       2 67’ 89’ 
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George & United       3   Outfall 

George & Venetia       3 132’ 86’ 

George & 
Washington 

3”         4”         4” 8 124’ 115’ 

Grinnel & 
Vonphister 

2” 3” 3” 4            83’ 98’ 

Grinnell & Trumbo 
Rd. (Ferry Ter.) 

      3 221’ 66’ 

Johnson & Grinnel              4 100’ 75’ 

Johnson & Whalton              3 177’ 78’ 

Jose Marti       4   Outfall 

Jose Marti & 
Truman 

      4   Outfall 

Josephine & Blanch 3” 4” 3” 4 132’ 89’ 

Jr. College Rd. E #1         45’ Outfall 

                            #2 45’ Outfall 

                            #3 45’ Outfall 

                            #4 45’ Outfall 

                            #5 45’ Outfall 

Jr. College Rd. W #6         57’ Outfall 

                             #7 Outfall 

                             #8 Outfall 

                             #9 Outfall 

                           #10 Outfall 

Kennedy & Riviera           Outfall 

Laird & Ashby       5 225’ 88’ 

Laird & Leon       4 114’ 99’ 

Laird & Thompson 12” 12” 12” 3 50’ 88’ 

Leon & Atlantic              4 153’ 94’ 

Mallory Square #1             

                          #2 

                          #3 

                          #4 

                          #5 

                          #6 

Newton & 
Eisenhower 

      2 35’ Outfall 

Northside & Glynn 
Archer Dr. 

      4   Outfall 

Northside Dr. (3130)       2   Outfall 

Northside Dr. (3132)       2   Outfall 

Northside Dr. (3230)       2   Outfall 

Northside Dr. (3282)       2   Outfall 

Northside Dr. (3318)       2   Outfall 

Northside Dr. (3342)       1   Outfall 

Olivia & Pearl             3 118’ 121’ 

Olivia & Windsor       4 69’          88’   
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Patterson (1900)       2 339’ Outfall 

Patterson (2000)       2 391’ Outfall 

Pearl & Duncan 3”        5” 5” 6 178’ 118’ 

Pearl & Newton       3 83’ 126’ 

Pearl & Pine       3 99’ 125’ 

Pearl & United                 5 249’ 121’ 

Petronia & Florida 5” 7”         7” 4 172’ 124’ 

Reynolds & 
Vonphister 

      3 166’ 95’ 

Rose & Ashby 3”         4” 4” 4 113’ 96’ 

Roosevelt Dr. & Bay 
St. 

      3 247’ Outfall 

Simonton Beach             

(Pump Assisted) 

Simonton & Caroline       4 195’ 78’ 

Simonton & Louisa       4 144’ 87’ 

Simonton & 
Southard 

      2 27’ Crossover 

Smathers Beach #1           97’ 

                          #2 94’ 

                          #3 95’ 

                          #4 94’ 

                          #5 96’ 

South & Leon 5”        6” 6” 4 90’ 98’ 

South & Reynolds       4 97’ 94’ 

South & Seminary                                5 248’ 121’ 

South & Simonton       4 85’          88’ 

South & Whitehead               3 118’ 85’ 

South Beach drains       2   Outfall 

Southard & Margaret 3” 4” 4” 4 137’ 97’ 

Southard & White                                       4 164’ 67’ 

Stevens & Laird                        4 114’ 92’ 

Stevens & Patricia                    3 103’ 94’ 

Sunrise Ln.        1M/H 150’ Outfall 

Thomas & Petronia       2 25   

Thomas & Truman       1 110’ 87’ 

Thompson & Rose       2 51’ 89’ 

Tropical & Seminary         6” 8” 8” 5 248’ 121’ 

Tropical & South 4” 5” 6” 5 125’ 119’ 

United & Florida       6 246’ 116’ 

United & Simonton       6 244’ 122’ 

United & Whitehead       5 124’ 124’ 

Verela & Virginia       4 103’          86’ 

Virginia & Howe       3 79’ 89’ 

Virginia & Margaret              4 132’ 88’ 
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Virginia & Packer       2 29’ Crossover 

Virginia & White       4 216’ 86’ 

Vivian & 1st           Outfall 

Vivian & George           Outfall 

Vonphister & Ashby       8 212 124’ 

Vonphister & George       4 176 121’ 

Vonphister & White       2   Outfall 

Vortex at Simonton 
St. 

          Pump 
Assisted 

Washington & 
Ashby 

         4” 6” 6” 8 246’ 121’ 

Washington & 
Thompson 

4” 5”          5” 7 362’         116’ 

Washington & 
Whalton 

         4”         4” 6” 5 187’ 119’ 

Washington & 
William 

      3 148’   

Whalton & 
Vonphister 

3”         4”        4” 5 187’ 119’ 

Windsor & Passover       3 60’        120’ 
 

 
        
        
        
       Inlet Baskets Cleaned 

      
       
               

Address Cups Cans Bottles 
Debris 

(in) Date   

215 Duval St. 14 8 7 
              
6” 

8/10/201
1   

224 Duval St.       ” "   

300 Duval St. 3   1 5”            “   

301 Duval St. 1 2 

  
              
4” “   1 

313 Duval St. 7 6 2 4” “   

400 Duval St. 2   1 2” “   

401 Duval St.            1   3” "   

410 Duval St.                     2” “   

419 Duval St. 3 3 1 5” "   

500 Duval St. 3 1   3” “   

501 Duval St. 4   1 
               
3” “   

512 Duval St.       4” 
8/11/201

1   

524 Duval St. 
  No 
Basket     ” “   

525 Duval St. 
No 

Basket     ” “   

601 Duval St. 1 3 1 2” “   
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602 Duval St. 1 1   1” “   

617 Duval St. 6 1 2 
              4 
” “   

618 Duval St. 4        3 5” “   

700 Duval St.       4” “   

701 Duval St. 2     3” “   

1125 Duval St. 
No 

Basket       
     
8/12/11   

1130 Duval St. 3   1 
               
2”  “   

1209 Duval St. 
No 

Basket     ” “   

1210 Duval St. 2 2   4” “   

1224 Duval St. 3 3   4” “   

1229 Duval St. 
No 

Basket              
               
” “   

1314 Duval St. 2       4” “   

1317 Duval St. 
No 

Basket     ” “   

1327 Duval St. 
No 

Basket     ”           “   

1324 Duval St. 2  1   3“ “   

                       

              

              

              

              

      
       Storm Manhole Ring and Covers 

      •          None 

      
       Storm Injection Wells Cleaned (shall w) 

     •          3729 Eagle Ave. 
      •          3738 Eagle Ave. 
      •          3735 Eagle Ave. 
      •          3700 Cindy Ave. 
      

       Storm Drain Grates Replaced / Installed 
     •         17th & Northside Dr. (2) 

      
       Storm  ater lines Televised 

      •         None 
      

       Catch Basin Repairs  
      •         17th & Riviera 
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Vertical French Drains Installed 
      •          3738 Eagle Ave. 
      •          3735 Eagle Ave. 
      •          3729 Eagle Ave. 
      •          3700 Cindy Ave. 
      

       Other  Storm water Activities   
      

•         Clean off Storm Grates during & after rain 
events 

      

•         Check / Verify GIS maps 
      

•         Repair Air Tank on Vactor #2028 
      

•         Attend Supervisor Training in Miami 
      

•         Assist Lab with nearshore sampling 
      

•         Clean inserts on Northside Drive 
      

•         Assist Maint. Dept. at SW#5 (Call Out) 
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WET WELL SALINITY READINGS (parts per thousand) AND PERCENT SEAWATER         6-MONTH   

LOCATION Mar, 11   Apr, 11   May, 11   June, 11   July, 11   Aug, 11   AVERAGE   

WWTP Infl. 1.1474 3% 1.3811 4% 1.6828 5% 1.8684 5% 1.5109 4% 1.4297 4% 1.50 4.30% 

Lift Station A 0.7130 2% 0.8640 2% 0.9310 3% 0.9430 3% 0.7940 2% 0.9360 3% 0.86 2.47% 

Lift Station B 0.9920 3% 1.2450 4% 1.2450 4% 2.1150 6% 1.9000 5% 2.2530 6% 1.63 4.64% 

Lift Station C 0.9950 3% 1.0950 3% 0.9810 3% 1.0280 3% 1.0880 3% 0.9700 3% 1.03 2.93% 

Lift Station D 0.0000 0% 4.3980 13% 5.8640 17% 5.0870 15% 4.1230 12% 3.0680 9% 3.76 10.73% 

Lift Station D/A 0.7350 2% 0.6940 2% 0.9480 3% 1.0270 3% 1.1400 3% 1.1550 3% 0.95 2.71% 

LIft Station E 1.3170 4% 1.7190 5% 2.3120 7% 2.1530 6% 2.5840 7% 2.8790 8% 2.16 6.17% 

Lift Station F 1.0870 3% 1.1050 3% 1.4080 4% 1.5930 5% 1.2520 4% 1.3400 4% 1.30 3.71% 

Lift Station G 1.9910 6% 2.2930 7% 3.4180 10% 4.6080 13% 3.3820 10% 2.4080 7% 3.02 8.62% 

Lift Station H 1.1160 3% 2.3150 7% 3.3050 9% 3.5030 10% 2.8380 8% 2.8720 8% 2.66 7.59% 

Lift Station J 0.4280 1% 0.4160 1% 0.5060 1% 0.4760 1% 0.4240 1% 0.4110 1% 0.44 1.27% 

Lift Station K 1.0420 3% 1.0380 3% 1.1150 3% 1.0950 3% 1.1920 3% 1.3560 4% 1.14 3.26% 

Lift Station L 3.2800 9% 3.8000 11% 3.7920 11% *** 0% *** 0% *** 0% 1.81 5.18% 

Lift Station M 0.3230 1% 0.3220 1% 0.3080 1% 0.3010 1% 0.3010 1% 0.4120 1% 0.33 0.94% 

Lift Station N 4.1100 12% 0.9320 3% 0.8750 3% 0.8330 2% 0.8450 2% 0.8990 3% 1.42 4.04% 

Lift Station O 1.1190 3% 1.1870 3% 0** 0% 5.3400 15% 2.0910 6% 1.1940 3% 1.82 5.21% 

Lift Station R 0.1200 0% 0.1000 0% 0.1400 0% 0.1610 0% 0.2010 1% 0.2930 1% 0.17 0.48% 

Lift Station S 0.4610 1% 0.5160 1% 0.5830 2% 0.6050 2% 0.6410 2% 0.9970 3% 0.63 1.81% 

Lift Station T 0.8240 2% 0.8210 2% 0.8770 3% 0.8940 3% 0.8890 3% 0.8620 2% 0.86 2.46% 
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      M E M O R A N D U M 
 
 

TO: Jay Gewin, City of Key West 
 
FROM: John Bartelmo, OMI, Inc. 
 
DATE: November 3, 2011 
 
SUBJECT: Status Report for October, 2011 
 
 
  
 Monthly Status Report 
 
  
 Operations 
 
 
 Effluent Quality Summary 
 

Parameter Effluent 
Concentration 

Permitted 
Concentration 

Date Collected Through 

CBOD5 One Day Max. 7.0 mg/l 10.0 mg/l MAX 10/19/11 
CBOD5 Monthly Avg. 2.45 mg/l 6.25 mg/l AVG. 10/19/11 
TSS One Day Max. 97.5 mg/l 10.0 mg/l MAX 10/25/11 
TSS Monthly Avg. 8.5 mg/l 6.25 mg/l AVG. 10/25/11 
Total Nitrogen One Day Max. 9.03 mg/l 6.0 mg/l MAX 10/12/11 
Total Nitrogen Monthly Avg. 5.28 mg/l 3.75 mg/l AVG 10/12/11 
Total Phosphorus One Day Max.           0.48 mg/l 2.0 mg/l MAX 10/12/11 
Total Phosphorus Monthly Avg. 0.36 mg/l 1.25 mg/l AVG 10/12/11 

 

  
The high TSS and NO3 is from the weather event on the 17th of October. 
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Maintenance: 
Treatment Plant: 

 
• Repaired power cord on PT sump pump # 1 
• Replaced single zone monitoring well probe 
• Repaired hose and replaced gate valve on injection well # 1 
• Repaired aeration basin lights 
• Installed new actuator switch on aeration basin # 1 main gate 
• Disassembled scum pump # 2, removed debris 
• Repaired pulley and belts on PT blower # 2 
• Install sand bags around doors at plant in prep for rain 
• Repair parking lot lighting 
• Repaired level control on UV system 
• Installed photo cells on aeration basin lights 
• Replaced lamps on pole lights at blowers 
• Painted filter pump # 2 
• Repaired # 2 RAS flow meter 
• Repaired alum pump # 2 
• Replaced 7 filter covers on disc filter # 3 
• Repaired backwash assemblies on filter # 3 
• Performed Scheduled PM’s 

 
Lift Stations: 

 
• Removed debris from pumps at “DA” 
• Reset both pumps at SWS-5 all week 
• Repaired pump # 1 at L/S “M” 
• Pump # 2 failed at L/S “E” 
• Repaired generator at L/S “F” 
• Installed new flow meter at L/S “B” 
• Installed new salinity meter at L/S “S” 
• Replaced battery on flow meter at Perry Court 
• Replaced low float at L/S “K” 
• Cleaned debris from L/S “B” 
• Back flushed valves at L/S “J” 
• Replaced pump at Dennis & Venetia 
• Replaced salinity meter at L/S “R” 
• Replaced soft start # 2 at L/S “D” 
• Replaced bubbler compressor at L/S “C” 
• Performed Scheduled PM’s 

 
Vehicles: 
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•  
 
Equipment out of service:  
 

 
• East Side head works 
• Generator at L/S “DA” 
• Generator at L/S “S” 

 
 
 

10/1/2011 
 

Collections 

     
Plugged Main  

   
None 

    

     
Repaired Main  

   
None 

    

     
Main Cleaned 

   
200 Blk. Grinnell St. 224ft 

   
900 Blk. South St. 280ft 

   
800 Blk. Seminary St. 374ft 

  
1300 Blk. Grinnell St. 378ft 

  
1300 Blk. Whalton St. 272ft 

  
1000 Blk. Seminary St. 376ft 

  
1400 Blk. Whalton St. 279ft 

  
1000 Blk. Washington St. 389ft 

  
1300 Blk. Royal St. 387ft 

   
800 Blk. South St. 248ft 

   
700 Blk. South St. 606ft 

   
1400 Blk. Simonton St. 106ft 

  
1100 Blk. Simonton St. 223ft 

  
1100 Blk. Virginia St. 262ft 

  
700 Blk. Catherine St. 628ft 

  
600 Blk. Louisa St. 290ft 

   
1100 Blk. Simonton St. 205ft 

  
500 Blk. Catherine St. 882ft 

  
1200 Blk. Simonton St. 178ft 

  
1400 Blk. Duval St. 161ft 

   
800 Blk. Catherine St. 

   

     
Plugged Lateral 

   
None 

    

     
Repaired Lateral 
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None 
    

     

     
New Lateral 

   
426 Elizabeth St. 

   

     
New C/O 

    
426 Elizabeth St. 

   

     
Repaired C/O 

   
2400 Fogarty Ave. (replace plug) 

  
2404 Fogarty Ave. (replace plug) 

  
2323 Harris Ave. (replace adapter / plug) 

 
2319 Harris Ave. (replace plug) 

  
2305 Seidenberg Ave. (replace plug) 

  
2614 Staples Ave. (replace plug) 

  
3600 Sunrise Dr. (replace c/o box) 

  
3031 Riviera Dr. (add concrete around box) 

 
1308 Flagler Ave. (replace plug) 

  
1517 Dennis St. (replace plug) 

  
1610 Dennis St. (replace plug) 

  
1409 Laird St. ( replace plug) 

  
3331 Sunrise Dr. (replace adapter / plug) 

 
2904 Riviera Dr. (replace c/o box lid) 

  
2401 Patterson Ave. (replace c/o box lid) 

 
2428 Patterson Ave. ( replace c/o box lid) 

 
2307 Patterson Ave. (replace c/o box lid) 

 
1623 Atlantic Blvd. (replace adapter / plug) 

 

     
M/H Rain Guard (Repaired) 

  
Dennis St. / Duncombe St. 

  

     
M/H Ring &  Cover 

   
None 

    

     
Odor Complaint  

   
None 

    

     
Tving   

    
None 

    

     
Other 

    
Clean And Check Navy Meters Weekly 

  
Clean Station Wet Well 'B' 

   
Clean Station Grounds 'B, E, F, G, H, M, N, O, T' 
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Checked Clean Outs Districts 'DA, D, E, F, G, O, 
R' 

 

     
Spill 

    
None 

     
 

Navy Salinity 
           

Navy Points of Connection Salinity Readings               
MONTHL
Y   

Location//Month:OCT. 2011 Week 1 Week 2 Week 3 Week 4   AVERAGE 

Trumbo Front Gate 0.3 0.9% 0.3 1% 0.4 1% 0.4 1%   0.4 1% 
Trumbo Backflow Preventer 0.4 1% 0.3 1% 0.3 1% 0.6 2%   0.4 1% 
Trumbo Back Gate 1.4 4% 13.1 37% 0.6 2% 1.5 4%   4.15 12% 
Emma St/Amelia 0.3 1% 0.6 2% 0.3 1% 0.4 1%   0.4 1% 
Truman and Fort 0.4 1% 0.3 1% 0.4 1% 0.4 1%   0.375 1% 
United and Whitehead 0.8 2% 0.9 3% 0.4 1% 0.4 1%   0.625 2% 
Sigsbee  2.5 7% 6.2 18% 0.7 2% 1.6 5%   2.75 8% 

Medical Center 0.5 1% 0.5 1% 0.4 1% 0.5 1%   0.475 1% 
 

        
        
        
        

Storm Drains / Sediment Traps Cleaned  
    

       Address Section 1 Section 2 Section 3 # Of CB Pipe 
Footage 

Well Depth 

1st & Forgarty             

1st & Harris             

1st & Seidenberg             

2nd & Fogarty       4   Outfall 

2nd & Harris       4   Outfall 

2nd & Patterson       3   Outfall 

2nd & Staples       1   106’ 

3rd & Patterson       4 100’ Outfall 

3rd & Fogarty       4 251’ Outfall 

3rd & Harris       4 96’ Outfall 

3rd & Roosevelt Dr.       3 286’ Outfall 

3rd & Siedenberg       4          88’ 

4th & Fogarty       4   Outfall 

4th & Patterson       4   Outfall 

4th & Harris       3   Outfall 

4th & Flagler       2   Outfall 

5th & Fogarty       2 35’ Outfall 

5th & Patterson       1   Outfall 

6th & Patterson       4 120’   

11th & Fogarty             

11th & Patterson             
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15th & Harriett       3   123’ 

16th Terrace & 
Northside 

      4   Outfall 

1000 Margaret             

1700 Reynolds              3 70’ Outfall 

1700 Josephine       4 114’ 91’ 

17th & Donald       2          120’        101’ 

17th Terr. & Donald         1 37’ 99’ 

17th Terrace & 
Northside 

      4   Outfall 

18th & Northside        4   Outfall 

19th & Donald       2           37’ 91’ 

20th & Donald       4   Outfall 

20th & Duck 5” 4” 2” 4   119’ 

20th & Northside        4   Outfall 

200 Blk Grinnel         125’ Outfall 

200 Blk Margaret       2 50’ Outfall 

200 Blk William       2 75’ Outfall 

900 Blk Thomas       1 400’   

3rd & Seidenberg              1 5’ 89’ 

3342 Northside        2   Outfall 

3368 Northside        2   Outfall 

7th & Staples         2 46’ 40’ 

916 James       2 28’ Crossover 

Albury & Pearl       3 150’ 120’ 

Amelia & Whithead 6” 5” 2” 4 153’ 77’ 

Angela & Ashe       4 93’ 89’ 

Angela & Margaret              4 120’ 74’ 

Angela & Pearl              4 86’ 132’ 

Angela & Simonton             4 195’ 87’ 

Angela & White       4 67’ 80’ 

Ashe & Angela        4 93’ 83’ 

Atlantic & Ashby       1 44’ 101’ 

Bill Butler Park       2     

Boog Powel Crt       3 80’ Outfall 

Caroline & Anne checked           

Caroline & Elizabeth       2 24’ Crossover 

Caroline & 
Whitehead 

      4 116’ 86’ 

Cathrine & Grinnell       3   122’ 

Cathrine & Margaret       4 115’ 89’ 

Cathrine & Royal       5 153’ 119” 

Cathrine & Thomas       2 30’ 97’ 

Cathrine & Packer       4 110’ 116’ 

Cathrine & Thomas                               2 30’ 94’’ 
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Cathrine & Verela       4 127’ 88’ 

Cathrine & Watson 3” 2” 1” 4 102’ 122’ 

Cathrine & White 7” 6” 3” 4 126’ 87’ 

Cathrine & 
Whitehead 

      4   123’ 

Cathrine & William 6” 5” 3” 5 218’ 122’ 

Dennis & Venetia       4 119’ 87’ 

Duval (1312)       2   Outfall 

Duval & Louisa       2   Outfall 

Duval & Front       6   Pump 
Assited 

Well 
Duval & United       2   Outfall 

Duval & Wall       1   Outfall 

Eaton & Frances       4   Outfall 

Eaton & Margret       5   124’ 

Eaton & Simonton       2 26’ Crossover 

Eaton & White                               4 124’ 83’ 

Elizabeth & Green              2 48’ Outfall 

Elizabeth & 
Southard 

      2 12’ Crossover 

Emma & Olivia 6” 4”         3” 4 127’ 85’ 

Fire Station #1              

Fire Station #2              

Flagler (1204)       1        Outfall 

Flagler (1418)       1        Outfall 

Flagler (1620)       2        Outfall 

Flagler (1706)       2        Outfall 

Flagler & 1st       2        Outfall 

Flagler & George       2        Outfall 

Flagler & Josephine       2        Outfall 

Flagler & Leon       2        Outfall 

Flagler & Thompson       2        Outfall 

Fleming & Frances checked     4          175’ 88’ 

Fleming & White ” ” ” 4           98’ 86’ 

Florida & Virginia       6 145’ 119’ 

Fort St.           Outfall 

Frances & Eaton       4 114’ 92’ 

Frances & Petronia       3 69’ 88’ 

Frances & Southard       4 122 126’ 

Green & Whitehead       4 34’          116’ 

George & Blanch       4         162’ 93’ 

George & Duncan       4   Outfall 

George & Fogarty       2   Outfall 
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George & Patricia       2 67’ 89’ 

George & United       3   Outfall 

George & Venetia 3” 2” 2” 3 132’ 86’ 

George & 
Washington 

                    8 124’ 115’ 

Grinnel & 
Vonphister 

      4            83’ 90’ 

Grinnell & Trumbo 
Rd. (Ferry Ter.) 

      3 221’ 66’ 

Johnson & Grinnel              4 100’ 90’ 

Johnson & Whalton 5”         3”        2” 3 177’ 85’ 

Jose Marti       4   Outfall 

Jose Marti & 
Truman 

      4   Outfall 

Josephine & Blanch checked     4 132’ 89’ 

Jr. College Rd. E #1         45’ Outfall 

                            #2 45’ Outfall 

                            #3 45’ Outfall 

                            #4 45’ Outfall 

                            #5 45’ Outfall 

Jr. College Rd. W #6         57’ Outfall 

                             #7 Outfall 

                             #8 Outfall 

                             #9 Outfall 

                           #10 Outfall 

Kennedy & Riviera           Outfall 

Laird & Ashby 4” 3” 2” 5 225’ 88’ 

Laird & Leon checked     4 114’ 99’ 

Laird & Thompson       3 50’ 88’ 

Leon & Atlantic         
checked 

    4 153’ 94’ 

Mallory Square #1             

                          #2 

                          #3 

                          #4 

                          #5 

                          #6 

Newton & 
Eisenhower 

      2 35’ Outfall 

Northside & Glynn 
Archer Dr. 

      4   Outfall 

Northside Dr. (3130)       2   Outfall 

Northside Dr. (3132)       2   Outfall 

Northside Dr. (3230)       2   Outfall 

Northside Dr. (3282)       2   Outfall 

Northside Dr. (3318)       2   Outfall 

Northside Dr. (3342)       1   Outfall 

Olivia & Pearl             3 118’ 121’ 
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Olivia & Windsor         6” 4” 2” 4 69’          87’   

Patricia & Ashby cleaned           

(Pump Assist) 

Patterson (1900)       2 339’ Outfall 

Patterson (2000)       2 391’ Outfall 

Pearl & Duncan 3”        2” 1” 6 178’ 118’ 

Pearl & Newton       3 83’ 126’ 

Pearl & Pine       3 99’ 124’ 

Pearl & United                     5 249’ 116’ 

Petronia & Florida                  4 172’ 124’ 

Reynolds & 
Vonphister 

      3 166’ 97’ 

Rose & Ashby 5”         4” 2” 4 113’ 96’ 

Roosevelt Dr. & Bay 
St. 

      3 247’ Outfall 

Simonton Beach             

(Pump Assisted) 

Simonton & Caroline       4 195’ 78’ 

Simonton & Louisa       4 144’ 87’ 

Simonton & 
Southard 

      2 27’ Crossover 

Smathers Beach #1           95’ 

                          #2 93’ 

                          #3 95’ 

                          #4 95’ 

                          #5 95’ 

South & Leon checked          4 90’ 98’ 

South & Reynolds checked     4 97’ 94’ 

South & Seminary                                5 248’ 121’ 

South & Simonton       4 85’          88’ 

South & Whitehead               3 118’ 85’ 

South Beach drains       2   Outfall 

Southard & Margaret       4 137’ 97’ 

Southard & White                                       4 164’ 67’ 

Stevens & Laird                        4 114’ 92’ 

Stevens & Patricia checked                  3 103’ 94’ 

Sunrise Ln.        1M/H 150’ Outfall 

Thomas & Petronia       2 25   

Thomas & Truman       1 110’ 87’ 

Thompson & Rose       2 51’ 89’ 

Tropical & Seminary                           5 248’ 121’ 

Tropical & South checked     5 125’ 119’ 

United & Florida 3” 3” 2” 6 246’ 116’ 

United & Simonton       6 244’ 122’ 

United & Whitehead       5 124’ 124’ 
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Verela & Virginia 6” 6” 3” 4 103’          86’ 

Virginia & Howe 3” 2” 2” 3 79’ 89’ 

Virginia & Margaret                    4 132’ 88’ 

Virginia & Packer       2 29’ Crossover 

Virginia & White       4 216’ 86’ 

Vivian & 1st           Outfall 

Vivian & George           Outfall 

Vonphister & Ashby       8 212 124’ 

Vonphister & George       4 176 120’ 

Vonphister & White       2   Outfall 

Vortex at Simonton 
St. 

          Pump 
Assisted 

Washington & 
Ashby 

   checked           8 246’ 121’ 

Washington & 
Thompson 

   checked             7 362’         116’ 

Washington & 
Whalton 

        6”          5” 3” 5 187’ 119’ 

Washington & 
William 

      3 148’ 123’ 

Whalton & 
Vonphister 

        5”         3”        2” 5 187’ 119’ 

William & Southard 12” 12” 6” 3 115’   

Windsor & Passover       3 60’        120’ 

Windsor & Virginia 15” 12” 8” 6 176’   
 

 
        
        
        
       Inlet Baskets Cleaned 

     Address Cups Cans Bottles Debris (in) Date 

215 Duval St. 13 10 12 
              
12” 

10/31/201
1 

224 Duval St. 2 1 2 4” " 

300 Duval St. 5     3”            “ 

301 Duval St. 4 3   
              
10” “ 

313 Duval St. 8 1 8 4” “ 

400 Duval St. 6 2 4 3” “ 

401 Duval St. 3   3 3” " 

410 Duval St. 5 1 4 4” “ 

419 Duval St. 2 2   12” " 

500 Duval St.       ” “ 

501 Duval St. 2 6 3 
               
2” “ 

512 Duval St. 4   1 3” “ 

524 Duval St. 
  No 
Basket     ” “ 

525 Duval St. No Basket     ” “ 

601 Duval St.     1 1” “ 
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602 Duval St. 6 1 4 2” “ 

617 Duval St. 1   2               4” “ 

618 Duval St.   5            4” “ 

700 Duval St.     3 5” “ 

701 Duval St.   1   ” “ 

1125 Duval St. No Basket                 “ 

1130 Duval St. 3 3 6 
               
4”  “ 

1209 Duval St. No Basket     ” “ 

1210 Duval St. 1   1 6” “ 

1224 Duval St. 2 3 1 3” “ 

1229 Duval St. No Basket                             ” “ 

1314 Duval St. 1 1   4” “ 

1317 Duval St. No Basket     ” “ 

1327 Duval St. No Basket     ”           “ 

1324 Duval St. 1   1 1“ “ 

                     

     
      Storm Manhole Ring and Covers 

    •          None 

     
      Storm Injection Wells Cleaned (shallow) 

    •          Leon & Washington 

     •          1600 Rose 

     •          1410 Rose 

     •          1718 Rose 

     •          3315 Pearl 
     •          3206 Duck 

     •          2722 Seidenberg 

     
      Storm Drain Grates Replaced / Installed 

    •         1st & Patterson 
     

      Storm Water lines Televised 
     •         None 
     

      Catch Basin Repairs  
     •         None 
     

      
      Vertical French Drains Installed 

    •          None 
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Other  Storm water Activities   
     

•         Clean off Storm Grates during & after rain events 
     

•         Pump down standing water on Berg property (monitor 
pumps) 

     
•         Pump down standing water at Dennis & Venetia (monitor 
pumps) 

     

•         Clean insert baskets at 20th & Donald 
     

•         Verify Well Depths 
     

•         Install pump at Dennis & Venetia 
     

      
 

 
        
        
       WET WELL SALINITY READINGS (parts per thousand) AND PERCENT SEAWATER         6-MONTH   

LOCATION May, 11   June, 11   July, 11   Aug, 11   Sep, 11   Oct, 11   AVERAGE   

WWTP Infl. 1.6828 5% 1.8684 5% 1.5109 4% 1.4297 4% 1.1874 3% 1.7659 5% 1.57 4.50% 

Lift Station A 0.9310 3% 0.9430 3% 0.7940 2% 0.9360 3% 0.7220 2% 0.5700 2% 0.82 2.33% 

Lift Station B 1.2450 4% 2.1150 6% 1.9000 5% 2.2530 6% 2.1740 6% 1.2580 4% 1.82 5.21% 

Lift Station C 0.9810 3% 1.0280 3% 1.0880 3% 0.9700 3% 0.8280 2% 0.8960 3% 0.97 2.76% 

Lift Station D 5.8640 17% 5.0870 15% 4.1230 12% 3.0680 9% 2.4860 7% 2.2590 6% 3.81 10.90% 

Lift Station D/A 0.9480 3% 1.0270 3% 1.1400 3% 1.1550 3% 0.0780 0% 1.0560 3% 0.90 2.57% 

LIft Station E 2.3120 7% 2.1530 6% 2.5840 7% 2.8790 8% 2.3430 7% 1.1110 3% 2.23 6.37% 

Lift Station F 1.4080 4% 1.5930 5% 1.2520 4% 1.3400 4% 1.2420 4% 1.0710 3% 1.32 3.76% 

Lift Station G 3.4180 10% 4.6080 13% 3.3820 10% 2.4080 7% 2.0470 6% 2.4830 7% 3.06 8.74% 

Lift Station H 3.3050 9% 3.5030 10% 2.8380 8% 2.8720 8% 2.6260 8% 1.7070 5% 2.81 8.02% 

Lift Station J 0.5060 1% 0.4760 1% 0.4240 1% 0.4110 1% 0.4380 1% 0.2330 1% 0.41 1.18% 

Lift Station K 1.1150 3% 1.0950 3% 1.1920 3% 1.3560 4% 1.3750 4% 1.0140 3% 1.19 3.40% 

Lift Station L 3.7920 11% *** 0% *** 0% *** 0% 0.4000 1% 5.0000 14% 1.53 4.38% 

Lift Station M 0.3080 1% 0.3010 1% 0.3010 1% 0.4120 1% 0.4030 1% 0.3890 1% 0.35 1.01% 

Lift Station N 0.8750 3% 0.8330 2% 0.8450 2% 0.8990 3% 0.9760 3% 0.9950 3% 0.90 2.58% 

Lift Station O 0** 0% 5.3400 15% 2.0910 6% 1.1940 3% 1.1040 3% 5.7040 16% 2.57 7.35% 

Lift Station R 0.1400 0% 0.1610 0% 0.2010 1% 0.2930 1% 0.2550 1% 2.3070 7% 0.56 1.60% 

Lift Station S 0.5830 2% 0.6050 2% 0.6410 2% 0.9970 3% 1.0540 3% 2.9080 8% 1.13 3.23% 

Lift Station T 0.8770 3% 0.8940 3% 0.8890 3% 0.8620 2% 0.8220 2% 0.8250 2% 0.86 2.46% 
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      M E M O R A N D U M 
 
 

TO: Jay Gewin, City of Key West 
 
FROM: John Bartelmo, OMI, Inc. 
 
DATE: December 2, 2011 
 
SUBJECT: Status Report for November, 2011 
 
 
  
 Monthly Status Report 
 
  
 Operations 
 
 
 Effluent Quality Summary 
 

Parameter Effluent 
Concentration 

Permitted 
Concentration 

Date Collected Through 

CBOD5 One Day Max. 2.1 mg/l 10.0 mg/l MAX 11/23/11 
CBOD5 Monthly Avg. 2.0 mg/l 6.25 mg/l AVG. 11/23/11 
TSS One Day Max. 1.2 mg/l 10.0 mg/l MAX 11/30/11 
TSS Monthly Avg. 0.8 mg/l 6.25 mg/l AVG. 11/30/11 
Total Nitrogen One Day Max. 3.37 mg/l 6.0 mg/l MAX 11/16/11 
Total Nitrogen Monthly Avg. 2.76 mg/l 3.75 mg/l AVG 11/16/11 
Total Phosphorus One Day Max.           0.42 mg/l 2.0 mg/l MAX 11/16/11 
Total Phosphorus Monthly Avg. 0.30 mg/l 1.25 mg/l AVG 11/16/11 
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Maintenance: 
Treatment Plant: 

 
• Repaired level control on surge tank 
• Replaced solenoid valve on surge tank 
• Replaced broken pipe nipple on # 1 injection well pressure transmitter 
• Retrofitted all perimeter lighting with metal halide lamps and ballasts 
• Coated par shall flume flow meter cabinet 
• Paint east side of ops building 
• Paint west side of ops building 
• Repaired PT site sump pump # 2 
• Replaced old fiberglass pipe for W-3 lines between basins 
• Replaced rollers on shop doors 
• Repaired mono rail crane in solids 
• Performed Scheduled PM’s 

 
Lift Stations: 

 
• Replaced sump pump at storm water station #  5  (N. Simonton) 
• Replaced bracket on conduit at L/S “K” 
• Installed new level controller at L/S “DA” 
• Replaced flow meter transducers at back gate   
• Replaced emergency light fixture at collections building 
• Replaced output card on RAS # 2 flow meter 
• Repaired hydraulic leak on UV channel 2, bank 2 
• Rebuilt pump # 2 at L/S “T” 
• Installed 24 vdc power supply at L/S “N” 
• Performed Scheduled PM’s 

 
Vehicles: 

 
• Replaced front tires on truck 602 

 
Equipment out of service:  
 

 
• East Side head works 
• Generator at L/S “DA” 
• Generator at L/S “S” 
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10/1/2011 
 

Collections 

     
Plugged Main  

   
None 

    

     
Repaired Main  

   
None 

    

     
Main Cleaned 

   
200 Blk. Grinnell St. 224ft 

   
900 Blk. South St. 280ft 

   
800 Blk. Seminary St. 374ft 

  
1300 Blk. Grinnell St. 378ft 

  
1300 Blk. Whalton St. 272ft 

  
1000 Blk. Seminary St. 376ft 

  
1400 Blk. Whalton St. 279ft 

  
1000 Blk. Washington St. 389ft 

  
1300 Blk. Royal St. 387ft 

   
800 Blk. South St. 248ft 

   
700 Blk. South St. 606ft 

   
1400 Blk. Simonton St. 106ft 

  
1100 Blk. Simonton St. 223ft 

  
1100 Blk. Virginia St. 262ft 

  
700 Blk. Catherine St. 628ft 

  
600 Blk. Louisa St. 290ft 

   
1100 Blk. Simonton St. 205ft 

  
500 Blk. Catherine St. 882ft 

  
1200 Blk. Simonton St. 178ft 

  
1400 Blk. Duval St. 161ft 

   
800 Blk. Catherine St. 

   

     
Plugged Lateral 

   
None 

    

     
Repaired Lateral 

   
None 

    

     

     
New Lateral 

   
426 Elizabeth St. 

   

     
New C/O 

    
426 Elizabeth St. 

   

     
Repaired C/O 
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2400 Fogarty Ave. (replace plug) 
  

2404 Fogarty Ave. (replace plug) 
  

2323 Harris Ave. (replace adapter / plug) 
 

2319 Harris Ave. (replace plug) 
  

2305 Seidenberg Ave. (replace plug) 
  

2614 Staples Ave. (replace plug) 
  

3600 Sunrise Dr. (replace c/o box) 
  

3031 Riviera Dr. (add concrete around box) 
 

1308 Flagler Ave. (replace plug) 
  

1517 Dennis St. (replace plug) 
  

1610 Dennis St. (replace plug) 
  

1409 Laird St. ( replace plug) 
  

3331 Sunrise Dr. (replace adapter / plug) 
 

2904 Riviera Dr. (replace c/o box lid) 
  

2401 Patterson Ave. (replace c/o box lid) 
 

2428 Patterson Ave. ( replace c/o box lid) 
 

2307 Patterson Ave. (replace c/o box lid) 
 

1623 Atlantic Blvd. (replace adapter / plug) 
 

     
M/H Rain Guard (Repaired) 

  
Dennis St. / Duncombe St. 

  

     
M/H Ring &  Cover 

   
None 

    

     
Odor Complaint  

   
None 

    

     
Tving   

    
None 

    

     
Other 

    
Clean And Check Navy Meters Weekly 

  
Clean Station Wet Well 'B' 

   
Clean Station Grounds 'B, E, F, G, H, M, N, O, T' 

 Checked Clean Outs Districts 'DA, D, E, F, G, O, 
R' 

 

     
Spill 

    
None 
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Navy Salinity 
           

Navy Points of Connection Salinity Readings             MONTHLY   

Location//Month:NOV. 2011 Week 1 Week 2 Week 3 Week 4   AVERAGE 

Trumbo Front Gate 0.4 1.1% 0.3 1% 0.3 1% 0.3 1% 0.4 0.4 1% 

Trumbo Backflow Preventer 0.5 1% 0.3 1% 0.4 1% 0.3 1%   0.375 1% 

Trumbo Back Gate 7 20% 1.6 5% 1.1 3% 1.2 3%   2.725 8% 

Emma St/Amelia 0.3 1% 0.3 1% 0.3 1% 0.3 1%   0.3 1% 

Truman and Fort 0.4 1% 0.3 1% 0.3 1% 0.3 1%   0.325 1% 

United and Whitehead 0.4 1% 0.2 1% 0.4 1% 0.3 1%   0.325 1% 

Sigsbee  1.4 4% 1.9 5% 1.4 4% 1.3 4%   1.5 4% 

Medical Center 0.4 1% 0.5 1% 0.6 2% 0.5 1%   0.5 1% 
 

        
       Storm Drains / Sediment Traps 

Cleaned  
    

       Address Section 
1 

Section 
2 

Section 
3 

# Of 
CB 

Pipe 
Footage 

Well 
Depth 

1st & Forgarty             

1st & Harris             

1st & Seidenberg             

2nd & Fogarty       4   Outfall 

2nd & Harris       4   Outfall 

2nd & Patterson       3   Outfall 

2nd & Staples       1   106’ 

3rd & Patterson       4 100’ Outfall 

3rd & Fogarty       4 251’ Outfall 

3rd & Harris       4 96’ Outfall 

3rd & Roosevelt Dr.       3 286’ Outfall 

3rd & Siedenberg       4          88’ 

4th & Fogarty cleaned     4   Outfall 

4th & Patterson       4   Outfall 

4th & Harris       3   Outfall 

4th & Flagler       2   Outfall 

5th & Fogarty       2 35’ Outfall 

5th & Patterson       1   Outfall 
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6th & Patterson       4 120’   

11th & Fogarty             

11th & Patterson             

15th & Harriett       3   123’ 

16th Terrace & 
Northside 

      4   Outfall 

1000 Margaret             

1700 Reynolds              3 70’ Outfall 

1700 Josephine       4 114’ 91’ 

17th & Donald       2          
120’ 

       101’ 

17th Terr. & Donald         1 37’ 99’ 

17th Terrace & 
Northside 

      4   Outfall 

18th & Northside        4   Outfall 

19th & Donald       2           37’ 91’ 

20th & Donald cleaned     4   Outfall 

20th & Duck ” ” ” 4   119’ 

20th & Northside        4   Outfall 

200 Blk Grinnel cleaned       125’ Outfall 

200 Blk Margaret       2 50’ Outfall 

200 Blk William       2 75’ Outfall 

900 Blk Thomas       1 400’   

3rd & Seidenberg              1 5’ 89’ 

3342 Northside        2   Outfall 

3368 Northside        2   Outfall 

7th & Staples         2 46’ 40’ 

916 James       2 28’ Crossover 

Albury & Pearl       3 150’ 120’ 

Amelia & Whithead ” ” ” 4 153’ 77’ 

Angela & Ashe 5” 4” 2” 4 93’ 89’ 

Angela & Margaret 6” 5”         3” 4 120’ 72’ 
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Angela & Pearl              4 86’ 132’ 

Angela & Simonton             4 195’ 87’ 

Angela & White       4 67’ 80’ 

Ashe & Angela        4 93’ 83’ 

Atlantic & Ashby       1 44’ 101’ 

Bill Butler Park       2     

Boog Powel Crt       3 80’ Outfall 

Caroline & Anne             

Caroline & Elizabeth       2 24’ Crossover 

Caroline & Whitehead 8” 3” 4” 4 116’ 85’ 

Cathrine & Grinnell       3   122’ 

Cathrine & Margaret       4 115’ 89’ 

Cathrine & Royal 12” 6” 4” 5 153’ 119” 

Cathrine & Thomas       2 30’ 97’ 

Cathrine & Packer       4 110’ 116’ 

Cathrine & Thomas                               2 30’ 94’’ 

                      

Cathrine & Verela       4 127’ 88’ 

Cathrine & Watson ” ” ” 4 102’ 122’ 

Cathrine & White ” ” ” 4 126’ 87’ 

Cathrine & Whitehead       4   123’ 

Cathrine & William ” ” ” 5 218’ 122’ 

Dennis & Venetia       4 119’ 87’ 

Duval (1312)       2   Outfall 

Duval & Louisa       2   Outfall 

Duval & Front       6   Pump 
Assited 

Well 
Duval & United       2   Outfall 

Duval & Wall       1   Outfall 

Eaton & Frances       4   Outfall 
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Eaton & Margret       5   124’ 

Eaton & Simonton       2 26’ Crossover 

Eaton & White                               4 124’ 83’ 

Elizabeth & Green              2 48’ Outfall 

Elizabeth & Southard       2 12’ Crossover 

Emma & Olivia 5” 3”         2” 4 127’ 85’ 

Emma & Truman 3” 2”         2” 2 50’ 120’ 

Fire Station #1              

Fire Station #2              

Flagler (1204)       1        
Outfall 

Flagler (1418)       1        
Outfall 

Flagler (1620)       2        
Outfall 

Flagler (1706)       2        
Outfall 

Flagler & 1st       2        
Outfall 

Flagler & George       2        
Outfall 

Flagler & Josephine       2        
Outfall 

Flagler & Leon       2        
Outfall 

Flagler & Thompson       2        
Outfall 

Fleming & Frances       4          
175’ 

88’ 

Fleming & White ” ” ” 4           98’ 86’ 

Florida & Virginia       6 145’ 119’ 

Fort St.           Outfall 

Frances & Eaton       4 114’ 92’ 

Frances & Petronia 6” 4” 2” 3 69’ 88’ 

Frances & Southard 12”       10” 5” 4 122          
125’ 

Green & Whitehead 6”         5” 3” 4 34’          
115’ 

George & Blanch 5” 3” 2” 4         162’ 93’ 

George & Duncan       4   Outfall 

George & Fogarty       2   Outfall 
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George & Patricia       2 67’ 89’ 

George & United       3   Outfall 

George & Venetia ” ” ” 3 132’ 86’ 

George & Washington checked                   8 124’ 115’ 

Grinnel & Vonphister       4            
83’ 

90’ 

Grinnell & Trumbo Rd. 
(Ferry Ter.) 

      3 221’ 66’ 

Johnson & Grinnel         5” 4” 2” 4 100’ 90’ 

Johnson & Whalton ”         ”        ” 3 177’ 85’ 

Jose Marti       4   Outfall 

Jose Marti & Truman       4   Outfall 

Josephine & Blanch       4 132’ 89’ 

Jr. College Rd. E #1         45’ Outfall 

                            #2 45’ Outfall 

                            #3 45’ Outfall 

                            #4 45’ Outfall 

                            #5 45’ Outfall 

Jr. College Rd. W #6         57’ Outfall 

                             #7 Outfall 

                             #8 Outfall 

                             #9 Outfall 

                           #10 Outfall 

Kennedy & Riviera           Outfall 

Laird & Ashby ” ” ” 5 225’ 88’ 

Laird & Leon       4 114’ 99’ 

Laird & Thompson       3 50’ 88’ 

Leon & Atlantic         3” 2” 2” 4 153’ 94’ 

Mallory Square #1             

                          #2 

                          #3 
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                          #4 

                          #5 

                          #6 

Newton & Eisenhower       2 35’ Outfall 

Northside & Glynn 
Archer Dr. 

      4   Outfall 

Northside Dr. (3130)       2   Outfall 

Northside Dr. (3132)       2   Outfall 

Northside Dr. (3230)       2   Outfall 

Northside Dr. (3282)       2   Outfall 

Northside Dr. (3318)       2   Outfall 

Northside Dr. (3342)       1   Outfall 

Olivia & Pearl             3 118’ 121’ 

Olivia & Windsor         ” ” ” 4 69’          87’   

Patricia & Ashby             

(Pump Assist) 

Patterson (1900)       2 339’ Outfall 

Patterson (2000)       2 391’ Outfall 

Pearl & Duncan checked          6 178’ 118’ 

Pearl & Newton       3 83’ 126’ 

Pearl & Pine       3 99’ 124’ 

Pearl & United checked                   5 249’ 116’ 

Petronia & Florida                  4 172’ 124’ 

Reynolds & Vonphister       3 166’ 97’ 

Rose & Ashby ”         ” ” 4 113’ 96’ 

Roosevelt Dr. & Bay St.       3 247’ Outfall 

Simonton Beach             

(Pump Assisted) 

Simonton & Caroline       4 195’ 78’ 

Simonton & Louisa       4 144’ 87’ 

Simonton & Southard       2 27’ Crossover 
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Smathers Beach #1           95’ 

                          #2 93’ 

                          #3 95’ 

                          #4 95’ 

                          #5 95’ 

South & Leon            4 90’ 98’ 

South & Reynolds       4 97’ 94’ 

South & Seminary                                5 248’ 121’ 

South & Simonton       4 85’          88’ 

South & Whitehead               3 118’ 85’ 

South Beach drains       2   Outfall 

Southard & Margaret       4 137’ 97’ 

Southard & White                                  12” 10” 5” 4 164’ 83’ 

Stevens & Laird         6”   4”          3” 4 114’ 92’ 

Stevens & Patricia checked                  3 103’ 94’ 

Sunrise Ln.        1M/H 150’ Outfall 

Thomas & Petronia       2 25   

Thomas & Truman       1 110’ 87’ 

Thompson & Rose       2 51’ 89’ 

Tropical & Seminary            5”           3” 2” 5 248’ 120’ 

Tropical & South checked     5 125’ 119’ 

United & Florida 6” 4” 3” 6 246’ 116’ 

United & Simonton       6 244’ 122’ 

United & Whitehead 4” 2” 1” 5 124’ 123’ 

Verela & Virginia       4 103’          86’ 

Virginia & Howe       3 79’ 89’ 

Virginia & Margaret                    4 132’ 88’ 

Virginia & Packer       2 29’ Crossover 

Virginia & White       4 216’ 86’ 

Vivian & 1st           Outfall 
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Vivian & George           Outfall 

Vonphister & Ashby       8 212 124’ 

Vonphister & George       4 176 120’ 

Vonphister & White       2   Outfall 

Vortex at Simonton St.           Pump 
Assisted 

Washington & Ashby        
checked 

    8 246’ 121’ 

Washington & 
Thompson 

   
checked 

            7 362’         116’ 

Washington & Whalton         6”         3 ”         1” 5 187’ 119’ 

Washington & William       3 148’ 123’ 

Whalton & Vonphister         
checked 

                 5 187’ 119’ 

William & Southard 9” 9” 4” 3 115’   

Windsor & Passover 10” 8” 5” 3 60’        120’ 

Windsor & Virginia ” ” ” 6 176’   
 

 
        
        
        
       Inlet Baskets Cleaned 

     
Address Cups Cans Bottles 

Debris 
(in) Date 

215 Duval St. 6 8 3               2” 
11/1/201

1 

224 Duval St. 1   2 1” " 

300 Duval St. 4 2   3”            “ 

301 Duval St. 5   

  

              1” “ 2 

313 Duval St.            2   1” “ 

400 Duval St. 3   1 3” “ 

401 Duval St. 1     1” " 

410 Duval St. 3                   1” “ 

419 Duval St. 4 1 2 2” " 

500 Duval St.   2 1 1” “ 

501 Duval St. 1 3 1 
               
3” “ 

512 Duval St.   2   1” “ 

524 Duval St. 
  No 
Basket     ” “ 
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525 Duval St. 
No 

Basket     ” “ 

601 Duval St. 6 1 1 4” “ 

602 Duval St.   2   1” “ 

617 Duval St. 4   2               2” “ 

618 Duval St.   2            1” “ 

700 Duval St.   3   ” “ 

701 Duval St. 1     ” “ 

1125 Duval St. 
No 

Basket       
     
11/02/11 

1130 Duval St. 1 4   
               
2”  “ 

1209 Duval St. 
No 

Basket     ” “ 

1210 Duval St.   1 2 1” “ 

1224 Duval St. 3 2   2” “ 

1229 Duval St. 
No 

Basket                             ” “ 

1314 Duval St.         ” “ 

1317 Duval St. 
No 

Basket     ” “ 

1327 Duval St. 
No 

Basket     ”           “ 

1324 Duval St. 1   1 1“ “ 

                     

            

            

            

            

     
      Storm Manhole Ring and Covers 

    •         None 
     

      Storm Injection Wells Cleaned (shallow) 
    •         None 

     
      Storm Drain Grates Replaced / Installed 

    •         14th & Northside Drive 
     

      Storm Water lines Televised 
     •         None 
     

      C tch Basin Repairs  
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•         None 
     Vertical French Drains Installed 
     •         None 
     

      Other  Storm water Activities   
     

•         Clean off Storm Grates during & after rain events 
     

•         Clean insert baskets at 20th & Donald & 4th & 
Fogarty 

     

•         Clean Stormwater Station grounds #1, #5 
     

•         Clean South Beach area of standing water (unplug 
drains) 

     
 

 

WET WELL SALINITY READINGS (parts per thousand) AND PERCENT SEAWATER         6-MONTH   

LOCATION June, 11   July, 11   Aug, 11   Sep, 11   Oct, 11   Nov, 11   AVERAGE   

WWTP Infl. 1.8684 5% 1.5109 4% 1.4297 4% 1.1874 3% 1.5159 4% 1.5839 5% 1.52 4.33% 

Lift Station A 0.9430 3% 0.7940 2% 0.9360 3% 0.7220 2% 0.5700 2% 0.7050 2% 0.78 2.22% 

Lift Station B 2.1150 6% 1.9000 5% 2.2530 6% 2.1740 6% 1.2580 4% 2.0120 6% 1.95 5.58% 

Lift Station C 1.0280 3% 1.0880 3% 0.9700 3% 0.8280 2% 0.8960 3% 0.8570 2% 0.94 2.70% 

Lift Station D 5.0870 15% 4.1230 12% 3.0680 9% 2.4860 7% 2.2590 6% 2.9240 8% 3.32 9.50% 

Lift Station D/A 1.0270 3% 1.1400 3% 1.1550 3% 0.0780 0% 1.0560 3% 1.2760 4% 0.96 2.73% 

LIft Station E 2.1530 6% 2.5840 7% 2.8790 8% 2.3430 7% 1.1110 3% 1.5270 4% 2.10 6.00% 

Lift Station F 1.5930 5% 1.2520 4% 1.3400 4% 1.2420 4% 1.0710 3% 1.6340 5% 1.36 3.87% 

Lift Station G 4.6080 13% 3.3820 10% 2.4080 7% 2.0470 6% 2.4830 7% 2.8060 8% 2.96 8.44% 

Lift Station H 3.5030 10% 2.8380 8% 2.8720 8% 2.6260 8% 1.7070 5% 2.4020 7% 2.66 7.59% 

Lift Station J 0.4760 1% 0.4240 1% 0.4110 1% 0.4380 1% 0.2330 1% 0.6750 2% 0.44 1.27% 

Lift Station K 1.0950 3% 1.1920 3% 1.3560 4% 1.3750 4% 1.0140 3% 1.3810 4% 1.24 3.53% 

Lift Station L *** 0% *** 0% *** 0% 0.4000 1% 0.5000 1% 0.5010 1% 0.23 0.67% 

Lift Station M 0.3010 1% 0.3010 1% 0.4120 1% 0.4030 1% 0.3890 1% 0.4030 1% 0.37 1.05% 

Lift Station N 0.8330 2% 0.8450 2% 0.8990 3% 0.9760 3% 0.9950 3% 0.8750 3% 0.90 2.58% 

Lift Station O 5.3400 15% 2.0910 6% 1.1940 3% 1.1040 3% 5.7040 16% 3.1910 9% 3.10 8.87% 

Lift Station R 0.1610 0% 0.2010 1% 0.2930 1% 0.2550 1% 2.3070 7% 1.8230 5% 0.84 2.40% 

Lift Station S 0.6050 2% 0.6410 2% 0.9970 3% 1.0540 3% 2.9080 8% 2.6760 8% 1.48 4.23% 

Lift Station T 0.8940 3% 0.8890 3% 0.8620 2% 0.8220 2% 0.8250 2% 0.8430 2% 0.86 2.45% 
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      M E M O R A N D U M 
 
 

TO: Jay Gewin, City of Key West 
 
FROM: John Bartelmo, OMI, Inc. 
 
DATE: January 3, 2011 
 
SUBJECT: Status Report for December, 2011 
 
 
  
 Monthly Status Report 
 
  
 Operations 
 
 
 Effluent Quality Summary 
 

Parameter Effluent 
Concentration 

Permitted 
Concentration 

Date Collected Through 

CBOD5 One Day Max. 0.61 mg/l 10.0 mg/l MAX 12/21/11 
CBOD5 Monthly Avg. 0.61 mg/l 6.25 mg/l AVG. 12/21/11 
TSS One Day Max. 1.9 mg/l 10.0 mg/l MAX 12/31/11 
TSS Monthly Avg. 0.8 mg/l 6.25 mg/l AVG. 12/31/11 
Total Nitrogen One Day Max. 6.0 mg/l 6.0 mg/l MAX 12/21/11 
Total Nitrogen Monthly Avg. 4.5 mg/l 3.75 mg/l AVG 12/21/11 
Total Phosphorus One Day Max.           0.81 mg/l 2.0 mg/l MAX 12/21/11 
Total Phosphorus Monthly Avg. 0.41 mg/l 1.25 mg/l AVG 12/21/11 
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Maintenance: 
Treatment Plant: 

 
• Replaced pressure switch on surge tank 
• Install safety labels on plant generator enclosure. 
• Replaced fan motor on sampler in PT. 
• Replaced  4 exit signs in OPS building 
• Installed new exit sign in laboratory. 
• Removed debris and cleaned wet well in filter building sump. 
• Replaced drive belts on scum pump # 2 
• Prepped and painted clarifier # 1 gear box and motor 
• Prepped and painted clarifier # 2 gear box and motor. 
• Installed door latches on electrical panels in solids building. 
• Drained and cleaned grit chamber # 1. 
• Cleaned path between maintenance buildings. 
• Fabricated stand and installed on PT influent sampler. 
• Replaced shop lights in collections building. 
• Replaced on float ball pumps. 
• Repaired broken conduit on anoxic zone walkway. 
• Installed new light pole and fixture on anoxic zone influent gate. 
• Replaced oil in pista grit gearbox. 
• Replaced gear motor on clarifier # 1. 
• Repaired leaking check valve on scum pump # 2 
• Paint east side of OPS building over drive way. 
• Rebuilt filter # 2 backwash pump. 
• Replaced oil pressure switch’s on filter air compressors. 
• Repaired oil line on filter compressor # 1 
• Replaced lead float in SPD pumps sump. 
• Repaired re-aerator stay cable. 
• Replaced motor junction box cover on shop compressor. 
• Performed Scheduled PM’s 

 
Lift Stations: 

 
• Replaced conduit bracket at L/S “K” 
• Repaired generator at L/S “F” 
• Repaired starter at L/S “G” 
• Removed debris from pumps at L/S “T” 
• Removed debris from pumps at L/S “H” 
• Backwashed pumps at L/S “E” 
• Backwashed pumps at L/S “J” 
• Backwashed pumps at L/S “T” 
• Installed safety labels on all electrical panels on all lift stations 
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• Install safety labels on all lift station generators 
• Performed Scheduled PM’s 

 
Vehicles: 
 

• Replaced fuel pump on truck # 603 
 
Equipment out of service:  
 

 
• Generator at L/S “DA” 
• Generator at L/S “S” 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

Addendum 2 - Attachment 2 156



 
 
12/1/2011 

 
Collections 

    
         Plugged Main  

       None 
        

         
         Repaired Main  

       Repair 2" ARV line at Thompson St. / Seminary St. 
    

         
         Main Cleaned 

       1700 Blk. Bahama Dr. 614ft 
      1600 Blk. Bahama Dr. 220ft 
      3000 Blk. Airport Blvd. 643ft 
      1600 Blk. Venetian Dr. 634ft 
      1700 Blk. Jamaica Dr. 492ft 
      1500 Blk. Venetian Dr. 287ft 
      1600 Blk. Trinidad Dr. 380ft 
      2900 Blk. Venetian Dr. 203ft 
      2800 Blk. Venetian Dr. 846ft 
      2700 Blk. Venetian Dr. 232ft 
      2600 Blk. Venetian Dr. 169ft 
      1100 Blk. Duval St. 245ft 
      500 Blk. Virginia St. 497ft 
      400 Blk. Louisa St. 425ft 
      300 Blk. Louisa St. 395ft 
      900 Blk. Catherine St. 295ft 
      1000 Blk. Catherine St. 297ft 
      1100 Blk. Varela St. 500ft 
      

         
         Plugged Lateral 

       None 
        

         
         Repaired Lateral 

       1320 Leon St. (relocate c/o) 
      1423 United St. (relocate two c/o's) 
      

         New Lateral 
       914 Emma St. 
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         New C/O 

        914 Emma St. 
       1320 Leon St. 
       

         
         
         Repaired C/O 

       1221 N. Side Dr (replace c/o cap) 
      1203 19th Terr. (replace c/o cap) 
      3715 Donald Ave. (replace c/o cap) 
      3637 Northside Ct. (replace c/o cap) 

     1004 Southard St. (replace c/o cap) 
     707 Frances St. (replace c/o cap & adapter) 
     1108 Olivia St. (replace c/o cap & adapter) 
     520 Grinnell St. (replace c/o cap) 

      323 Margaret St. (replace c/o cap) 
      1727 Bahama Dr. (replace c/o cap & adapter) 

     1710 Bahama Dr. (replace c/o cap & adapter) 
     823 Eaton St. (replace c/o cap & adapter) 
     710 Caroline St. (replace c/o cap) 

      125 Ann St. (replace c/o box & lid) 
      1012 Varela St. (replace c/o cap & adapter) 

     1220 Varela St. (replace c/o adapter) 
     1221 Varela St. (replace c/o cap) 

      1118 White St. (replace c/o cap & adapter) 
     1115 Catherine St. (replace c/o cap & adapter) 

    607 William St. (replace c/o cap) 
      200 William St. (replace c/o cap & adapter) 

     
         
         
         
         M/H Rain Guard (Repaired) 

      None 
        

         
         M/H Ring &  Cover 

       None 
        

         
         
         Odor Complaint  

       None 
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         Tving   

        1221 N. Side Dr. 
       

         
         Other 

        Clean And Check Navy Meters Weekly 
     Clean Station Wet Well  

      Clean Station Grounds  
       Checked Clean Outs Districts 'B, E' 

     
         
         
         Spill 

        Inter. Thompson St. / Seminary St (2" arv line failed) 
    

          
 
 

Navy Salinity 
          

Navy Points of Connection Salinity Readings         MONTHLY   
Location//Month:DEC. 
2011 Week 1 Week 2 Week 3 Week 4   AVERAGE 

Trumbo Front Gate 0.4 
1.1
% 0.3 1% 0.3 1% 0.4 1% 0.4 0.4 1% 

Trumbo Backflow 
Preventer 0.5 1% 0.4 1% 0.6 2% 0.4 1%   0.48 1% 

Trumbo Back Gate 1.5 4% 0.7 2% 2.4 7% 4.1 12%   2.18 6% 

Emma St/Amelia 0.4 1% 0.3 1% 0.2 1% 0.3 1%   0.3 1% 

0.3 0.4 30% 0.3 50% 0.3 50% 0.3 1%   0.33 33% 

United and Whitehead 0.2 1% 0.3 1% 0.2 1% 0.2 1%   0.23 1% 

Sigsbee  1.7 5% 1.4 4% 2.0 6% 2.2 6%   1.83 5% 

Medical Center 0.4 1% 0.5 1% 0.3 1% 0.5 1%   0.43 1% 
 

        
 
 
 
 
 
 
 
 
 
 
 
 
 

       

Addendum 2 - Attachment 2 159



Storm Drains / Sediment Traps Cleaned  
 
 

Address Section 
1 

Section 
2 

Section 
3 

# Of 
CB 

Pipe 
Footage 

Well 
Depth 

1st & Forgarty             

1st & Harris             

1st & Seidenberg             

2nd & Fogarty       4   Outfall 

2nd & Harris       4   Outfall 

2nd & Patterson       3   Outfall 

2nd & Staples 6” 5” 2” 1   106’ 

3rd & Patterson       4 100’ Outfall 

3rd & Fogarty       4 251’ Outfall 

3rd & Harris       4 96’ Outfall 

3rd & Roosevelt Dr.       3 286’ Outfall 

3rd & Siedenberg 3” 2” 1” 4          88’ 

4th & Fogarty       4   Outfall 

4th & Patterson       4   Outfall 

4th & Harris       3   Outfall 

4th & Flagler       2   Outfall 

5th & Fogarty       2 35’ Outfall 

5th & Patterson       1   Outfall 

6th & Patterson       4 120’   

11th & Fogarty             

11th & Patterson             
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15th & Harriett       3   123’ 

16th Terrace & 
Northside 

      4   Outfall 

1000 Margaret             

1700 Reynolds         
cleaned 

    3 70’ Outfall 

1700 Josephine       4 114’ 91’ 

17th & Donald 4” 3” 1” 2          
120’ 

       101’ 

17th Terr. & Donald         4”         2” 1” 1 37’ 100’ 

17th Terrace & 
Northside 

      4   Outfall 

18th & Northside        4   Outfall 

19th & Donald 4” 2” 1” 2           37’ 91’ 

20th & Donald       4   Outfall 

20th & Duck       4   119’ 

20th & Northside        4   Outfall 

200 Blk Grinnel         125’ Outfall 

200 Blk Margaret cleaned     2 50’ Outfall 

200 Blk William       2 75’ Outfall 

900 Blk Thomas       1 400’   

3rd & Seidenberg              1 5’ 89’ 

3342 Northside        2   Outfall 

3368 Northside        2   Outfall 

7th & Staples         2 46’ 40’ 

916 James       2 28’ Crossover 

Albury & Pearl 8” 6” 4” 3 150’ 120’ 

Amelia & Whithead ” ” ” 4 153’ 77’ 
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Angela & Ashe ” ” ” 4 93’ 89’ 

Angela & Margaret              4 120’ 72’ 

Angela & Pearl              4 86’ 132’ 

Angela & Simonton             4 195’ 87’ 

Angela & White       4 67’ 80’ 

Ashe & Angela        4 93’ 83’ 

Atlantic & Ashby       1 44’ 101’ 

Bill Butler Park       2     

Boog Powel Crt       3 80’ Outfall 

Caroline & Anne             

Caroline & 
Elizabeth 

      2 24’ Crossover 

Caroline & 
Whitehead 

5” 3” 2” 4 116’ 85’ 

Cathrine & Grinnell       3   122’ 

Cathrine & 
Margaret 

6” 5” 3” 4 115’ 88’ 

Cathrine & Royal ” ” ” 5 153’ 119” 

Cathrine & Thomas       2 30’ 97’ 

Cathrine & Packer       4 110’ 116’ 

Cathrine & Thomas                         5” 3” 2” 2 30’ 94’’ 

                      

Cathrine & Verela       4 127’ 88’ 

Cathrine & Watson ” ” ” 4 102’ 122’ 

Cathrine & White ” ” ” 4 126’ 87’ 

Cathrine & 
Whitehead 

12” 9” 5” 4   123’ 

Cathrine & William 5” 4” 2” 5 218’ 122’ 

Addendum 2 - Attachment 2 162



Dennis & Venetia       4 119’ 87’ 

Duval (1312)       2   Outfall 

Duval & Louisa       2   Outfall 

Duval & Front       6   Pump 
Assited 

Well 
Duval & United       2   Outfall 

Duval & Wall       1   Outfall 

Eaton & Frances 7” 5” 3” 4   85’ 

Eaton & Margret       5   124’ 

Eaton & Simonton       2 26’ Crossover 

Eaton & White                               4 124’ 83’ 

Elizabeth & Green              2 48’ Outfall 

Elizabeth & 
Southard 

      2 12’ Crossover 

Emma & Olivia 5” 4”         2” 4 127’ 85’ 

Emma & Truman ” ”         ” 2 50’ 120’ 

Fire Station #1              

Fire Station #2              

Flagler (1204)       1        
Outfall 

Flagler (1418)       1        
Outfall 

Flagler (1620)       2        
Outfall 

Flagler (1706)       2        
Outfall 

Flagler & 1st       2        
Outfall 

Flagler & George       2        
Outfall 

Flagler & Josephine       2        
Outfall 

Flagler & Leon       2        
Outfall 
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Flagler & 
Thompson 

      2        
Outfall 

Fleming & Frances       4          
175’ 

88’ 

Fleming & White 6” 5” 2” 4           98’ 86’ 

Florida & Virginia       6 145’ 119’ 

Fort St. cleaned         Outfall 

Frances & Eaton       4 114’ 92’ 

Frances & Petronia ” ” ” 3 69’ 88’ 

Frances & Southard ”       ” ” 4 122          
125’ 

Green & Whitehead ”         ” ” 4 34’          
115’ 

George & Blanch ” ” ” 4         162’ 93’ 

George & Duncan       4   Outfall 

George & Fogarty       2   Outfall 

George & Patricia       2 67’ 89’ 

George & United       3   Outfall 

George & Venetia ” ” ” 3 132’ 86’ 

George & 
Washington 

2”         2”         1” 8 124’ 115’ 

Grinnel & 
Vonphister 

        2” 2” 1” 4            
83’ 

89’ 

Grinnell & Trumbo 
Rd. (Ferry Ter.) 

      3 221’ 66’ 

Johnson & Grinnel         ” ” ” 4 100’ 90’ 

Johnson & Whalton ”         ”        ” 3 177’ 85’ 

Jose Marti       4   Outfall 

Jose Marti & 
Truman 

      4   Outfall 

Josephine & Blanch       4 132’ 89’ 

Jr. College Rd. E 
#1 

        45’ Outfall 
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                            #2 45’ Outfall 

                            #3 45’ Outfall 

                            #4 45’ Outfall 

                            #5 45’ Outfall 

Jr. College Rd. W 
#6 

        57’ Outfall 

                             
#7 

Outfall 

                             
#8 

Outfall 

                             
#9 

Outfall 

                           
#10 

Outfall 

Kennedy & Riviera           Outfall 

Laird & Ashby ” ” ” 5 225’ 88’ 

Laird & Leon       4 114’ 99’ 

Laird & Thompson 6” 4” 3” 3 50’ 88’ 

Leon & Atlantic         ” ” ” 4 153’ 94’ 

Mallory Square #1             

                          #2 

                          #3 

                          #4 

                          #5 

                          #6 

Newton & 
Eisenhower 

      2 35’ Outfall 

Northside & Glynn 
Archer Dr. 

      4   Outfall 

Northside Dr. 
(3130) 

      2   Outfall 

Northside Dr. 
(3132) 

      2   Outfall 
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Northside Dr. 
(3230) 

      2   Outfall 

Northside Dr. 
(3282) 

      2   Outfall 

Northside Dr. 
(3318) 

      2   Outfall 

Northside Dr. 
(3342) 

      1   Outfall 

Olivia & Pearl             3 118’ 121’ 

Olivia & Windsor         5” 4” 2” 4 69’          86’   

Patricia & Ashby             

(Pump Assist) 

Patterson (1900)       2 339’ Outfall 

Patterson (2000)       2 391’ Outfall 

Pearl & Duncan 2”       2” 1” 6 178’ 118’ 

Pearl & Newton 6” 4” 2” 3 83’ 126’ 

Pearl & Pine 5” 3” 3” 3 99’ 124’ 

Pearl & United                     5 249’ 116’ 

Petronia & Florida 8” 6”          3”  4 172’ 124’ 

Reynolds & 
Vonphister 

      3 166’ 97’ 

Rose & Ashby ”         ” ” 4 113’ 96’ 

Roosevelt Dr. & 
Bay St. 

      3 247’ Outfall 

Simonton Beach             

(Pump Assisted) 

Simonton & 
Caroline 

6” 5” 3” 4 195’ 78’ 

Simonton & Louisa       4 144’ 87’ 

Simonton & 
Southard 

      2 27’ Crossover 

Smathers Beach #1           95’ 
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                          #2 93’ 

                          #3 95’ 

                          #4 95’ 

                          #5 95’ 

South & Leon            4 90’ 98’ 

South & Reynolds 7” 4” 3” 4 97’ 94’ 

South & Seminary                                5 248’ 121’ 

South & Simonton       4 85’          88’ 

South & Whitehead 5” 3”          2” 3 118’ 85’ 

South Beach drains       2   Outfall 

Southard & 
Margaret 

5” 4” 2” 4 137’ 97’ 

Southard & White                                  ” ” ” 4 164’ 83’ 

Stevens & Laird         ”   ”          ” 4 114’ 92’ 

Stevens & Patricia 4”         3”         2” 3 103’ 94’ 

Sunrise Ln.        1M/H 150’ Outfall 

Thomas & Petronia       2 25   

Thomas & Truman       1 110’ 87’ 

Thompson & Rose       2 51’ 89’ 

Tropical & 
Seminary 

           ”           ” ” 5 248’ 120’ 

Tropical & South       5 125’ 119’ 

United & Florida 3” 2” 1” 6 246’ 116’ 

United & Simonton       6 244’ 122’ 

United & 
Whitehead 

” ” ” 5 124’ 123’ 

Verela & Virginia       4 103’          86’ 
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Virginia & Howe       3 79’ 89’ 

Virginia & 
Margaret 

       4” 2”         1” 4 132’ 87’ 

Virginia & Packer       2 29’ Crossover 

Virginia & White 8” 6” 4” 4 216’ 86’ 

Vivian & 1st           Outfall 

Vivian & George           Outfall 

Vonphister & 
Ashby 

      8 212 124’ 

Vonphister & 
George 

      4 176 120’ 

Vonphister & 
White 

      2   Outfall 

Vortex at Simonton 
St. 

          Pump 
Assisted 

Washington & 
Ashby 

       5” 4” 2” 8 246’ 121’ 

Washington & 
Thompson 

        3” 2”        1”   7 362’         115’ 

Washington & 
Whalton 

        3”          2”         1” 5 187’ 119’ 

Washington & 
William 

      3 148’ 123’ 

Whalton & 
Vonphister 

        2”         2”        2” 5 187’ 119’ 

William & 
Southard 

” ” ” 3 115’   

Windsor & 
Passover 

” ” ” 3 60’        120’ 

Windsor & Virginia 4” 3” 2” 6 176’        123’ 
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Inlet Baskets Cleaned 
      

Address Cups Cans Bottles 
Debris 

(in) Date 

215 Duval St. 12 10 6               6” 
12/6/201

1 

224 Duval St.       3” " 

300 Duval St.       3”            “ 

301 Duval St. 4 4 

  

              4” “ 2 

313 Duval St. 2     2” “ 

400 Duval St. 3 2 1 3” “ 

401 Duval St. 2     3” " 

410 Duval St. 3                   2” “ 

419 Duval St.               2” " 

500 Duval St. 3 1 1 3” “ 

501 Duval St. 2 2   
               
3” “ 

512 Duval St. 4 1 1 4” “ 

524 Duval St. 2     3” “ 

525 Duval St. 1     2” “ 

601 Duval St. 6 1 1 2” “ 

602 Duval St.   2   2” 
12/7/201

1 

617 Duval St. 4   2              3 ” “ 

618 Duval St.   2            2” “ 

700 Duval St.       2” “ 

701 Duval St.       2” “ 

1125 Duval St. 2 1   3”            “ 

1130 Duval St.       
               
2”  “ 

1209 Duval St. 2 1   3” “ 

1210 Duval St. 2 1 1 3” “ 

1224 Duval St.       2” “ 

1229 Duval St.                
               
2” “ 

1314 Duval St. 2 1   3” “ 

1317 Duval St. 1 1    3” “ 

1327 Duval St. 2     3”           “ 

1324 Duval St.       3“ “ 
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      Storm Manhole Ring and Covers 

   •         None 
     

      Storm Injection Wells Cleaned (shallow) 
  •         2832 Staples (2) 

     •         2828 Staples 
     •         1128 11th St. 
     •         1704 Jamaica 
     •         Eisenhower & Pine 

    •         1400 8th St. 
     •         2530 8th St. (2) 
     •         1320 Simonton (2) 

    •         1101 Simonton (2) 
    

      Storm Drain Grates Replaced / Installed 
  •         None 

     
      Storm Water lines Televised 

    •         None 
     

      Catch Basin Repairs  
    •         None 

     
      

      Vertical French Drains Installed 
   •         None 

     
      Other  Storm water Activities   

   

•         Clean off Storm Grates during & after rain 
events 

     

•         Clean Stormwater Station grounds #1, #5 
     

•         Clean and organize grates at shop 
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WET WELL SALINITY READINGS (parts per thousand) AND PERCENT SEAWATER       6-MONTH   

LOCATION July, 11   Aug, 11   Sep, 11   Oct, 11   Nov, 11   Dec, 11   AVERAGE   

WWTP Infl. 1.5109 4% 1.4297 4% 1.1874 3% 1.5159 4% 1.5839 5% 1.2539 4% 1.41 4.04% 

Lift Station A 0.7940 2% 0.9360 3% 0.7220 2% 0.5700 2% 0.7050 2% 0.5780 2% 0.72 2.05% 

Lift Station B 1.9000 5% 2.2530 6% 2.1740 6% 1.2580 4% 2.0120 6% 1.6870 5% 1.88 5.37% 

Lift Station C 1.0880 3% 0.9700 3% 0.8280 2% 0.8960 3% 0.8570 2% 0.9300 3% 0.93 2.65% 

Lift Station D 4.1230 12% 3.0680 9% 2.4860 7% 2.2590 6% 2.9240 8% 2.4760 7% 2.89 8.26% 

Lift Station D/A 1.1400 3% 1.1550 3% 0.0780 0% 1.0560 3% 1.2760 4% 0.9960 3% 0.95 2.71% 

LIft Station E 2.5840 7% 2.8790 8% 2.3430 7% 1.1110 3% 1.5270 4% 1.3660 4% 1.97 5.62% 

Lift Station F 1.2520 4% 1.3400 4% 1.2420 4% 1.0710 3% 1.6340 5% 1.3830 4% 1.32 3.77% 

Lift Station G 3.3820 10% 2.4080 7% 2.0470 6% 2.4830 7% 2.8060 8% 2.4220 7% 2.59 7.40% 

Lift Station H 2.8380 8% 2.8720 8% 2.6260 8% 1.7070 5% 2.4020 7% 2.4400 7% 2.48 7.09% 

Lift Station J 0.4240 1% 0.4110 1% 0.4380 1% 0.2330 1% 0.6750 2% 0.5790 2% 0.46 1.31% 

Lift Station K 1.1920 3% 1.3560 4% 1.3750 4% 1.0140 3% 1.3810 4% 1.2310 4% 1.26 3.59% 

Lift Station L *** 0% *** 0% 0.4000 1% 0.5000 1% 0.5010 1% 0.5000 1% 0.32 0.91% 

Lift Station M 0.3010 1% 0.4120 1% 0.4030 1% 0.3890 1% 0.4030 1% 0.2860 1% 0.37 1.04% 

Lift Station N 0.8450 2% 0.8990 3% 0.9760 3% 0.9950 3% 0.8750 3% 0.6020 2% 0.87 2.47% 

Lift Station O 2.0910 6% 1.1940 3% 1.1040 3% 5.7040 16% 3.1910 9% 1.1630 3% 2.41 6.88% 

Lift Station R 0.2010 1% 0.2930 1% 0.2550 1% 2.3070 7% 1.8230 5% 1.4390 4% 1.05 3.01% 

Lift Station S 0.6410 2% 0.9970 3% 1.0540 3% 2.9080 8% 2.6760 8% 1.6720 5% 1.66 4.74% 

Lift Station T 0.8890 3% 0.8620 2% 0.8220 2% 0.8250 2% 0.8430 2% 0.8200 2% 0.84 2.41% 
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      M E M O R A N D U M 
 
 

TO: Jay Gewin, City of Key West 
 
FROM: John Bartelmo, OMI, Inc. 
 
DATE: February 3, 2012 
 
SUBJECT: Status Report for January, 2012 
 
 
  
 Monthly Status Report 
 
  
 Operations 
 
 
 Effluent Quality Summary 
 

Parameter Effluent 
Concentration 

Permitted 
Concentration 

Date Collected Through 

CBOD5 One Day Max. 0.61 mg/l 10.0 mg/l MAX 01/25/12 
CBOD5 Monthly Avg. 0.61 mg/l 6.25 mg/l AVG. 01/25/12 
TSS One Day Max. 6.3 mg/l 10.0 mg/l MAX 01/31/12 
TSS Monthly Avg. 1.2 mg/l 6.25 mg/l AVG. 01/31/12 
Total Nitrogen One Day Max. 5.4 mg/l 6.0 mg/l MAX 01/18/12 
Total Nitrogen Monthly Avg. 4.3 mg/l 3.75 mg/l AVG 01/18/12 
Total Phosphorus One Day Max.           0.52 mg/l 2.0 mg/l MAX 01/18/12 
Total Phosphorus Monthly Avg. 0.20 mg/l 1.25 mg/l AVG 01/18/12 
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Maintenance: 
Treatment Plant: 

 
• Replaced  exit light fixtures in solids 
• Repaired hand rails on top of plant 
• Cleaned sump for PT sump pumps 
• Replaced belts on scum pump # 2 
• Replaced seals on clarifier gate # 1 
• Replaced seals on clarifier gate # 2 
• Replaced conduit clamps on rails over anoxic zones 
• Repaired ARV’s in filter building 
• Repaired water leak in wall between lab and laundry room 
• Repaired wall and installed access hatch in lab 
• Removed rags in aeration basin # 1 
• Repaired tubing in aeration basin # 1 
• Performed Scheduled PM’s 

 
Lift Stations: 

 
• Replaced air compressors at L/S “S” 
• Installed bubbler cabinet at L/S “B” 
• Repaired Coast Guard flow meter at back gate 
•  Repaired fence at L/S “E” 
• Repaired generator controls at L/S “C” 
• Repaired generator block heater at L/S “T” 
• Performed schedule PM’s     

 
 
Vehicles: 
 

• Repaired transmission and tune up truck 225 
 
Equipment out of service:  
 

 
• Generator at L/S “DA” 
• Generator at L/S “S” 
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1/1/2012 

 

Collection
s 

 

      Plugged Main  
    None 

     
      
      Repaired Main  

    None 
     

      Main Cleaned 
    400 Blk. Elizabeth St. 93ft 

   500 Blk. Elizabeth St. 375ft 
   600 Blk. Fleming St. 229ft 
   500 Blk. Hibiscus Ln. 224ft 
   800 Blk. Virginia St. 272ft 
   800 Blk. Windsor Ln. 214ft 
   600 Blk. Olivia St. 224ft 
   700 Blk. Elizabeth St. 1975ft 
   900 Blk. Windsor Ln. 134ft 
   

      Plugged Lateral 
    None 

     
      Repaired Lateral 

    900 Virginia St. (move c/o) 
   907 Virginia St. (move c/o) 
   1103 Virginia St. (move c/o) 
   1105 Virginia St. (move c/o) 
   923 Virginia St. (move c/o) 
   925 Virginia St. (move c/o) 
   

      New Lateral 
     None 
     

      New C/O 
     None 
     

      Repaired C/O 
    1029 Catherine St. (replace c/o cap & adapter) 

 1023 Catherine St. (replace c/o cap) 
  2908 Siedenberg Ave. (raise c/o box) 
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2803 Harris Ave. (raise c/o box) 
   2807 Harris Ave. (raise c/o box) 
   2817 Harris Ave. (raise c/o box) 
   2825 Harris Ave. (raise c/o box) 
   1126 Washington St. (raise c/o box) 

  1407 Johnson St. (replace c/o box & 
lid) 

  1100 Margaret St. (move c/o box) 
  

      M/H Rain Guard (Repaired) 
   None 

     
      M/H Ring &  Cover 

    None 
     

      Odor Complaint  
    1604 Vonphister St. 
    1504 South St. 
    

      Tving   
     None 
     

      Other 
     Clean And Check Navy Meters Weekly 

  Clean Station Wet Well  
   Clean Station Grounds 'A, B, D, DA, F, H, N, O, V, W, X' 

Checked Clean Outs Districts E 
   

      Spill 
     None 
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Navy Salinity 
           

Navy Points of Connection Salinity Readings               MONTHLY   

Location//Month: JAN. 2012 
Week 
1   Week 2 Week 3 Week 4   AVERAGE 

Trumbo Front Gate 0.4 1.1% 0.7 2% 0.4 1% 0.4 1% 0.4 0.4 1% 

Trumbo Backflow Preventer 0.3 1% 0.5 1% 0.3 1% 0.4 1%   0.375 1% 

Trumbo Back Gate 0.8 2% 8.9 25% 3.0 9% 2.6 7%   3.825 11% 

Emma St/Amelia 0.3 1% 0.5 1% 0.3 1% 0.3 1%   0.35 1% 

Truman / Fort 0.4 30% 0.4 50% 0.4 50% 0.4 1%   0.4 33% 

United and Whitehead 0.4 1% 0.3 1% 0.4 1% 0.4 1%   0.375 1% 

Sigsbee  1 3% 3.1 9% 1.4 4% 1.8 5%   1.825 5% 

Medical Center 0.2 1% 0.5 1% 0.2 1% 0.2 1%   0.275 1% 
 

        
 
 
 
 

Inlet Baskets Cleaned 
            

 
Address Cups Cans Bottles 

Debris 
(in) Date 

 
215 Duval St. 6 4 3 

              
3” 

12/6/201
1 

 224 Duval St. 1     2” " 
 300 Duval St.       1”            “ 
 

301 Duval St. 4 2 

                
2” “   21 

313 Duval St. 1     1” “ 
 400 Duval St. 2 1   2” “ 
 401 Duval St. 2   2 2” " 
 

410 Duval St. 1 1            
              
1” “ 

 419 Duval St.               1” " 
 500 Duval St. 1   1 1” “ 
 

501 Duval St. 1 2   
               
3” “ 

 512 Duval St. 2     2” “ 
 524 Duval St. 1 1   2” “ 
 525 Duval St.   1   1” “ 
 601 Duval St. 3   1 2” “ 
 

602 Duval St. 1 1   1” 
12/7/201

1 
 

617 Duval St. 2 2 1 
             
1 ” “ 

 618 Duval St.   1 1 2” “ 
 700 Duval St.       2” “ 
 701 Duval St.       2” “ 
 1125 Duval St. 1   1 2”            “ 
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1130 Duval St.       
               
2”  “ 

1209 Duval St. 1 1   1” “ 

1210 Duval St. 1   1 1” “ 

1224 Duval St.       2” “ 

1229 Duval St.                
               
1” “ 

1314 Duval St. 1 2   1” “ 

1317 Duval St. 1 1   1” “ 

1327 Duval St. 1     2”           “ 

1324 Duval St.       1“ “ 

                     

       Storm Manhole Ring and Covers 
      •         None 
      

       Storm Injection Wells Cleaned (shallow) 
     •         None 

      
       Storm Drain Grates Replaced / Installed 

     •         None 
      

       Storm Water lines Televised 
      •         None 
      

       Catch Basin Repairs  
      •         None 
      

       
       Vertical French Drains Installed 

      •         None 
      

       Other  Storm water Activities   
      

•         Clean off Storm Grates during & after rain 
events 

      

•         Clean Stormwater Station grounds #1, #5 
      

•         Clean Catch Basin Inserts on list #1 to 
#135 
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WET WELL SALINITY READINGS (parts per thousand) AND PERCENT SEAWATER         6-MONTH   

LOCATION Aug, 11   Sep, 11   Oct, 11   Nov, 11   Dec, 11   Jan, 12   AVERAGE   

WWTP Infl. 1.4297 4% 1.1874 3% 1.5159 4% 1.5839 5% 1.2539 4% 0.9724 3% 1.32 3.78% 

Lift Station A 0.9360 3% 0.7220 2% 0.5700 2% 0.7050 2% 0.5780 2% 0.4080 1% 0.65 1.87% 

Lift Station B 2.2530 6% 2.1740 6% 1.2580 4% 2.0120 6% 1.6870 5% 1.2830 4% 1.78 5.08% 

Lift Station C 0.9700 3% 0.8280 2% 0.8960 3% 0.8570 2% 0.9300 3% 0.7120 2% 0.87 2.47% 

Lift Station D 3.0680 9% 2.4860 7% 2.2590 6% 2.9240 8% 2.4760 7% 1.7370 5% 2.49 7.12% 

Lift Station D/A 1.1550 3% 0.0780 0% 1.0560 3% 1.2760 4% 0.9960 3% 0.7500 2% 0.89 2.53% 

LIft Station E 2.8790 8% 2.3430 7% 1.1110 3% 1.5270 4% 1.3660 4% 0.9340 3% 1.69 4.84% 

Lift Station F 1.3400 4% 1.2420 4% 1.0710 3% 1.6340 5% 1.3830 4% 1.0860 3% 1.29 3.69% 

Lift Station G 2.4080 7% 2.0470 6% 2.4830 7% 2.8060 8% 2.4220 7% 1.8180 5% 2.33 6.66% 

Lift Station H 2.8720 8% 2.6260 8% 1.7070 5% 2.4020 7% 2.4400 7% 1.3300 4% 2.23 6.37% 

Lift Station J 0.4110 1% 0.4380 1% 0.2330 1% 0.6750 2% 0.5790 2% 0.4310 1% 0.46 1.32% 

Lift Station K 1.3560 4% 1.3750 4% 1.0140 3% 1.3810 4% 1.2310 4% 1.0160 3% 1.23 3.51% 

Lift Station L *** 0% 0.4000 1% 0.5000 1% 0.5010 1% 0.5000 1% 0.5000 1% 0.40 1.14% 

Lift Station M 0.4120 1% 0.4030 1% 0.3890 1% 0.4030 1% 0.2860 1% 0.2770 1% 0.36 1.03% 

Lift Station N 0.8990 3% 0.9760 3% 0.9950 3% 0.8750 3% 0.6020 2% 0.7490 2% 0.85 2.43% 

Lift Station O 1.1940 3% 1.1040 3% 5.7040 16% 3.1910 9% 1.1630 3% 1.0930 3% 2.24 6.40% 

Lift Station R 0.2930 1% 0.2550 1% 2.3070 7% 1.8230 5% 1.4390 4% 1.1320 3% 1.21 3.45% 

Lift Station S 0.9970 3% 1.0540 3% 2.9080 8% 2.6760 8% 1.6720 5% 1.4230 4% 1.79 5.11% 

Lift Station T 0.8620 2% 0.8220 2% 0.8250 2% 0.8430 2% 0.8200 2% 0.8250 2% 0.83 2.38% 
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      M E M O R A N D U M 
 
 

TO: Jay Gewin, City of Key West 
 
FROM: John Bartelmo, OMI, Inc. 
 
DATE: March 2, 2012 
 
SUBJECT: Status Report for February, 2012 
 
 
  
 Monthly Status Report 
 
  
 Operations 
 
 
 Effluent Quality Summary 
 

Parameter Effluent 
Concentration 

Permitted 
Concentration 

Date Collected Through 

CBOD5 One Day Max. 4.20 mg/l 10.0 mg/l MAX 02/22/12 
CBOD5 Monthly Avg. 2.4 mg/l 6.25 mg/l AVG. 02/22/12 
TSS One Day Max. 9.4 mg/l 10.0 mg/l MAX 02/28/12 
TSS Monthly Avg. 2.3 mg/l 6.25 mg/l AVG. 02/29/12 
Total Nitrogen One Day Max. 7.37 mg/l 6.0 mg/l MAX 02/15/12 
Total Nitrogen Monthly Avg. 4.3 mg/l 3.75 mg/l AVG 02/15/12 
Total Phosphorus One Day Max.           1.03 mg/l 2.0 mg/l MAX 02/15/12 
Total Phosphorus Monthly Avg. 0.42 mg/l 1.25 mg/l AVG 02/15/12 
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Maintenance: 
Treatment Plant: 

 
• Replaced oil and  replaced drain piping on clarifier # 1 drive unit  
• Replaced oil and  replaced drain piping on clarifier # 2 drive unit 
• Replaced dewatering belts on press # 1 
• Repaired 6” pump in aeration basin # 1 
• Repaired oil leak on sludge pump # 1 
• Disassembled east end of washing compactor and removed packed debris from hopper and 

elbow 
• Replaced flange gasket and bolts on 6” pump in aeration basin 
• Replaced seals on clarifier # 1 inlet (splitter) gate 
• Replaced seals on clarifier # 2 inlet gate 
• Replaced SST blower # 2 
• Installed network cables, switches, fiber optics to solids building office 
• Filled and paved trench across road for fiber optic cable 

 
Lift Stations: 

 
• Replaced air compressors at L/S “N” 
• Installed bubbler controls at L/S “B” 
• Replaced mini cas unit at L/S “K” 
• Replaced media and carbon in odor control unit at L/S “A” 
• Replaced media and carbon in odor control unit at L/S “G” 
• Replaced media and carbon in odor control unit at L/S “D” 
• Pulled and cleaned pumps at L/S “A” 
• Blasted and coated volute on pump # 1 at L/S “A” 
• Performed scheduled PM,s 

 
Vehicles: 
 

• Replaced relay module on truck 225 
 
Equipment out of service:  
 

 
• Generator at L/S “DA” 
• Generator at L/S “S” 
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       2/1/2012 

 
Collections 

     
Plugged Main  

   
1100 Blk. 7th St. 

   

     
Repaired Main  

   
None 

    

     
Main Cleaned 

   
1100 Blk. 7th St. 

   
2700 Blk. Patterson Ave. 

   

     
Plugged Lateral 

   
1329 South St 

   

     
Repaired Lateral 

   
3405 Flagler Ave. move (relocate) 

  

     
New Lateral 

   
None 

    

     
New C/O 

    
None 

    

     
Repaired C/O 

   
730 Southard St. (replace cap) 

  

     
M/H Rain Guard (Repaired) 

  
Ashby St. / United St. 

   
Ashby St. / Seminary St. 

   
Flagler Ave. / Thompson St. 

  
Fleming St. / Margaret St. 

   
Duncan St. / Thompson St. 

  
Catherine St. / Leon St. 

   

     

     
M/H Ring &  Cover 

   
1600 Blk. Vonphister St. 

   

     

     

     
Odor Complaint  

   
None 
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Tving   

    
None 

    

     

     
Other 

    
Clean And Check Navy Meters Weekly 

  
Clean Station Wet Well  

   
Clean Station Grounds  

   
Checked Clean Outs Districts 'DA' 

  Clean Odor Control Units At Station 'A, D, 
G' 

 
Haul Fill From Boug Powell Court 

  
Haul Fill From Truman Annex 

  

     

     
Spill 

    
Intersection 7th St. / Patterson Ave. 

   
 

Navy Salinity 
           

Navy Points of Connection Salinity Readings               
MONTHL
Y   

Location//Month:FEB. 2012 
Week 
1   

Week 
2   

Week 
3   

Week 
4     AVERAGE 

Trumbo Front Gate 0.4 1.1% 0.4 1% 0.5 1% 0.4 1% 0.4 0.4 1% 

Trumbo Backflow Preventer 0.4 1% 0.4 1% 0.5 1% 1.2 3%   0.625 2% 

Trumbo Back Gate 2.4 7% 1.4 4% 1.1 3% 2.1 6%   1.75 5% 

Emma St/Amelia 0.4 1% 0.5 1% 0.5 1% 0.2 1%   0.4 1% 

Truman / Fort 0.4 30% 0.5 50% 0.4 50% 0.4 1%   0.425 33% 

United and Whitehead 0.4 1% 0.4 1% 0.4 1% 0.6 2%   0.45 1% 

Sigsbee  1.8 5% 1.4 4% 1.2 3% 1.2 3%   1.4 4% 

Medical Center 0.3 1% 0.5 1% 0.4 1% 0.2 1%   0.35 1% 
 

       
       
       Storm Drains / Sediment Traps 
Cleaned  

    
       Address Section 

1 
Section 

2 
Section 

3 
# Of 
CB 

Pipe 
Footage 

Well 
Depth 

1st & Forgarty             

1st & Harris             
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1st & Seidenberg             

2nd & Fogarty       4   Outfall 

2nd & Harris       4   Outfall 

2nd & Patterson       3   Outfall 

2nd & Staples checked     1   106’ 

3rd & Patterson       4 100’ Outfall 

3rd & Fogarty       4 251’ Outfall 

3rd & Harris       4 96’ Outfall 

3rd & Roosevelt Dr.       3 286’ Outfall 

3rd & Siedenberg 5” 3” 2” 4          88’ 

4th & Fogarty       4   Outfall 

4th & Patterson       4   Outfall 

4th & Harris       3   Outfall 

4th & Flagler       2   Outfall 

5th & Fogarty       2 35’ Outfall 

5th & Patterson       1   Outfall 

6th & Patterson       4 120’   

11th & Fogarty             

11th & Patterson             

15th & Harriett       3   123’ 

16th Terrace & 
Northside 

      4   Outfall 

1000 Margaret             

1700 Reynolds         6” 5” 3” 3 70’ Outfall 
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1700 Josephine       4 114’ 91’ 

17th & Donald checked     2          
120’ 

       101’ 

17th Terr. & Donald    
checked 

           1 37’ 100’ 

17th Terrace & 
Northside Drive 

      4   Outfall 

18th & Northside        4   Outfall 

19th & Donald checked     2           37’ 91’ 

20th & Donald       4   Outfall 

20th & Duck       4 269 119’ 

20th & Northside        4   Outfall 

200 Blk Grinnel 8”       125’ Outfall 

200 Blk Margaret 12”     2 50’ Outfall 

200 Blk William       2 75’ Outfall 

900 Blk Thomas       1 400’   

3rd & Seidenberg              1 5’ 89’ 

3342 Northside        2   Outfall 

3368 Northside        2   Outfall 

7th & Staples         6” 4” 2” 2 46’ 40’ 

916 James       2 28’ Crossover 

Albury & Pearl 8” 6” 3” 3 150’ 120’ 

Amelia & Whithead 7” 5” 3” 4 153’ 77’ 

Angela & Ashe       4 93’ 89’ 

Angela & Margaret 6” 4”         2” 4 120’ 72’ 

Angela & Pearl              4 86’ 119’ 
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Angela & Simonton             4 195’ 87’ 

Angela & White       4 67’ 80’ 

Ashe & Angela        4 93’ 84’ 

Atlantic & Ashby 5” 3” 1” 1 44’ 101’ 

Bill Butler Park       2     

Boog Powel Crt       3 80’ Outfall 

Caroline & Anne       1 90’ 123’ 

Caroline & Elizabeth       2 24’ Crossover 

Caroline & Whitehead 6” 4” 2” 4 116’ 85’ 

Cathrine & Grinnell checked     3   122’ 

Cathrine & Margaret cleaned     4 115’ 88’ 

Cathrine & Royal checked     5 153’ 119” 

Cathrine & Thomas 5” 3” 1” 2 30’ 97’ 

Cathrine & Packer          2” 2” 1” 4 110’ 118’ 

Cathrine & Thomas                               2 30’ 94’’ 

                      

Cathrine & Verela 6” 4” 2” 4 127’ 88’ 

Cathrine & Watson       4 102’ 122’ 

Cathrine & White       4 126’ 87’ 

Cathrine & Whitehead       4   123’ 

Cathrine & William 8” 4” 2” 5 218’ 122’ 

Dennis & Venetia       4 119’ 87’ 

Duval (1312)       2   Outfall 
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Duval & Louisa       2   Outfall 

Duval & Front       6   Pump 
Assited 

Well 
Duval & United       2   Outfall 

Duval & Wall       1   Outfall 

Eaton & Frances       4   85’ 

Eaton & Margret 12” 10” 6” 5   124’ 

Eaton & Simonton cleaned     2 26’ Crossover 

Eaton & White                               4 124’ 83’ 

Elizabeth & Green         7” 5” 3” 2 48’ Outfall 

Elizabeth & Olivia                91’ 123’ 

Elizabeth & Southard       2 12’ Crossover 

Emma & Olivia 5” 3”         2” 4 127’ 85’ 

Emma & Truman              2 50’ 120’ 

Fire Station #1                     88’ 

Fire Station #2           88’ 

Flagler (1204)       1        
Outfall 

Flagler (1418)       1        
Outfall 

Flagler (1620)       2        
Outfall 

Flagler (1706)       2        
Outfall 

Flagler & 1st       2        
Outfall 

Flagler & George       2        
Outfall 

Flagler & Josephine       2        
Outfall 

Flagler & Leon       2        
Outfall 

Addendum 2 - Attachment 2 186



Flagler & Thompson       2        
Outfall 

Fleming & Frances       4          
175’ 

88’ 

Fleming & White       4           98’ 86’ 

Florida & Newton checked     4          
141’ 

  

Florida & Virginia       6 145’ 119’ 

Fort St.           Outfall 

Frances & Eaton       4 114’ 92’ 

Frances & Petronia 8” 6” 3” 3 69’ 88’ 

Frances & Southard               4 122          
125’ 

Green & Whitehead               4 34’          
115’ 

George & Blanch       4         162’ 93’ 

George & Duncan       4   Outfall 

George & Fogarty       2   Outfall 

George & Patricia 6” 4” 2” 2 67’ 89’ 

George & United       3   Outfall 

George & Venetia       3 132’ 86’ 

George & Washington checked                    8 124’ 115’ 

Grinnel & Vonphister   
checked 

    4            
83’ 

89’ 

Grinnell & Trumbo Rd. 
(Ferry Ter.) 

5” 3” 1” 3 221’ 66’ 

Johnson & Grinnel         5” 3” 2” 4 100’ 90’ 

Johnson & Whalton                      3 177’ 85’ 

Jose Marti       4   Outfall 

Jose Marti & Truman       4   Outfall 
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Josephine & Blanch checked     4 132’ 88’ 

Jr. College Rd. E #1         45’ Outfall 

                            #2 45’ Outfall 

                            #3 45’ Outfall 

                            #4 45’ Outfall 

                            #5 45’ Outfall 

Jr. College Rd. W #6         57’ Outfall 

                             #7 Outfall 

                             #8 Outfall 

                             #9 Outfall 

                           #10 Outfall 

Kennedy & Riviera           Outfall 

Laird & Ashby       5 225’ 88’ 

Laird & Leon 5” 3” 1” 4 114’ 99’ 

Laird & Thompson 5” 3” 2” 3 50’ 88’ 

Leon & Atlantic         6” 4” 2” 4 153’ 92’ 

Mallory Square #1 Checked           

                          #2 “ 

                          #3 “ 

                          #4 “ 

                          #5 “ 

                          #6 “ 

Newton & Eisenhower       2 35’ Outfall 
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Northside & Glynn 
Archer Dr. 

      4   Outfall 

Northside Dr. (3130)       2   Outfall 

Northside Dr. (3132)       2   Outfall 

Northside Dr. (3230)       2   Outfall 

Northside Dr. (3282)       2   Outfall 

Northside Dr. (3318)       2   Outfall 

Northside Dr. (3342)       1   Outfall 

Olivia & Pearl             3 118’ 121’ 

Olivia & Windsor              4 69’          86’   

Patricia & Ashby cleaned           

(Pump Assist) 

Patterson (1900)       2 339’ Outfall 

Patterson (2000)       2 391’ Outfall 

Pearl & Duncan checked             6 178’ 118’ 

Pearl & Newton checked     3 83’ 126’ 

Pearl & Pine       3 99’ 124’ 

Pearl & United checked               5 249’ 116’ 

Petronia & Florida checked             4 172’ 124’ 

Reynolds & Vonphister checked     3 166’ 97’ 

Rose & Ashby 5”        3” 1” 4 113’ 96’ 

Roosevelt Dr. & Bay St.       3 247’ Outfall 

Simonton Beach cleaned           

(Pump Assisted) 
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Simonton & Caroline       4 195’ 78’ 

Simonton & Louisa checked     4 144’ 87’ 

Simonton & Southard       2 27’ Crossover 

Smathers Beach #1 cleaned 4”       95’ 

                          #2 cleaned 3” 93’ 

                          #3 cleaned 4” 95’ 

                          #4 cleaned 5” 95’ 

                          #5 cleaned 3” 95’ 

South & Leon              4 90’ 98’ 

South & Reynolds       4 97’ 94’ 

South & Seminary                                5 248’ 121’ 

South & Simonton       4 85’          88’ 

South & Whitehead               3 118’ 85’ 

South Beach drains       2   Outfall 

Southard & Margaret 5” 4” 2” 4 137’ 95’ 

Southard & White                                       4 164’ 83’ 

Stevens & Laird   
checked 

            4 114’ 92’ 

Stevens & Patricia                     3 103’ 94’ 

Sunrise & 18th       2 64’ Outfall 

Thomas & Petronia       2 25   

Thomas & Truman       1 110’ 87’ 

Thompson & Rose 5” 3” 2” 2 51’ 88’ 

Tropical & Seminary    
checked      

    5 248’ 120’ 
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Tropical & South checked     5 125’ 119’ 

United & Florida checked     6 246’ 116’ 

United & Simonton       6 244’ 122’ 

United & Whitehead       5 124’ 123’ 

Verela & Virginia       4 103’          86’ 

Virginia & Howe 6” 3” 2” 3 79’ 88’ 

Virginia & Margaret                     4 132’ 87’ 

Virginia & Packer       2 29’ Crossover 

Virginia & White       4 216’ 86’ 

Vivian & 1st           Outfall 

Vivian & George           Outfall 

Vonphister & Ashby       8 212 124’ 

Vonphister & George checked     4 176 120’ 

Vonphister & White       2   Outfall 

Vortex at Simonton St.           Pump 
Assisted 

Washington & Ashby         12” 8” 5” 8 246’ 120’ 

Washington & 
Thompson 

        
checked 

           7 362’         115’ 

Washington & Whalton                            5 187’ 119’ 

Washington & William checked     3 148’ 123’ 

Whalton & Vonphister         
checked 

                 5 187’ 119’ 

White St.  checked           

(Pump Assist) 

William & Southard       3 115’   
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Windsor & Passover 12” 10” 6” 3 60’        120’ 

Windsor & Virginia checked     6 176’        123’ 

 
 
Inlet Baskets Cleaned 

              

Address Cups Cans Bottles 
Debris 

(in) Date   

215 Duval St. 18 34 10 
              
6” 

2/27/201
2   

224 Duval St.       ” "   

300 Duval St. 8 5 3 4”            “   

301 Duval St. 7 2 

                
4” “   1 

313 Duval St. 10 4 2 5” “   

400 Duval St. 5 3   4” “   

401 Duval St. 2     3” "   

410 Duval St.                     
              
2” “   

419 Duval St. 3     3” "   

500 Duval St. 4 1 1 4” “   

501 Duval St. 2     
               
3” “   

512 Duval St. 1     3” “   

524 Duval St.            2   2” “   

525 Duval St. 4 1   3” “   

601 Duval St.       2” “   

602 Duval St. 4 2 1 3” “   

617 Duval St. 1     
               
2” “   

618 Duval St. 1                  3” “   

700 Duval St.       2” “   

701 Duval St. 3 2   3” “   

1125 Duval St. 2     2”            “   

1130 Duval St.       
               
2”  “   

1209 Duval St. 2 1   2” “   

1210 Duval St.       1” “   

1224 Duval St. 3 2 1 1” “   

1229 Duval St.                
               
2” “   

1314 Duval St. 3 2 1 3” “   
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1317 Duval St. 2 2   3” “   

1327 Duval St. 4 1  1 3”           “   

1324 Duval St.    1   2“ “   

                       

      Storm Manhole Ring and Covers 
     •         None 

      
       Storm Injection Wells Cleaned (shallow) 

    •         Fleming & Bahama 
      •         Eaton & Bahama 
      •         905 Vonphister 
      •         2100 United (3) 
      •         Georgia & United 
      •         Duncan & White 
      •         1328 South 
      •         1704 South 
      •         1703 South 
      •         3700 Riviera 
      •         3206 Duck 
      •         3250 Duck 
      •         1413 White 
      •         1411 White 
      •         1616 Josephine 
      •         1704 Jamaica 
      •         2215 Staples 
      •         600 Louisa 
      •         1413 Rose 
      •         1600 Rose 
      •         1718 Rose 
      •         1230 South 
      •         1502 South 
      •         1503 South 
      •         1506 South 
      

       Storm Drain Grates Replaced / Installed 
    •         Fleming & Duval 

      
       Storm Water lines Televised 

     •         None 
      

       Catch Basin Repairs  
      •         None 
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       Vertical French Drains Installed 
     •         3434 Eagle 

      
       Other  Storm water Activities   

     
•         Clean off Storm Grates during & after rain events 

      

•         Cleaned 19th St. Storm System (7 catch basins) 
      

•         Cleaned all catch basins on Flagler (1st St. to 
White St.) 1300 to 1700 

      
 

          
        

 
 

WET WELL SALINITY READINGS (parts per thousand) AND PERCENT SEAWATER       6-MONTH   

LOCATION Sep, 11   Oct, 11   Nov, 11   Dec, 11   Jan, 12   Feb, 12   AVERAGE   

WWTP Infl. 1.1874 3% 1.5159 4% 1.5839 5% 1.2539 4% 0.9724 3% 1.0224 3% 1.26 3.59% 

Lift Station A 0.7220 2% 0.5700 2% 0.7050 2% 0.5780 2% 0.4080 1% 0.4650 1% 0.57 1.64% 

Lift Station B 2.1740 6% 1.2580 4% 2.0120 6% 1.6870 5% 1.2830 4% 1.2550 4% 1.61 4.60% 

Lift Station C 0.8280 2% 0.8960 3% 0.8570 2% 0.9300 3% 0.7120 2% 0.7410 2% 0.83 2.36% 

Lift Station D 2.4860 7% 2.2590 6% 2.9240 8% 2.4760 7% 1.7370 5% 1.7650 5% 2.27 6.50% 

Lift Station D/A 0.0780 0% 1.0560 3% 1.2760 4% 0.9960 3% 0.7500 2% 0.7660 2% 0.82 2.34% 

LIft Station E 2.3430 7% 1.1110 3% 1.5270 4% 1.3660 4% 0.9340 3% 1.8480 5% 1.52 4.35% 

Lift Station F 1.2420 4% 1.0710 3% 1.6340 5% 1.3830 4% 1.0860 3% 0.9010 3% 1.22 3.48% 

Lift Station G 2.0470 6% 2.4830 7% 2.8060 8% 2.4220 7% 1.8180 5% 1.3320 4% 2.15 6.15% 

Lift Station H 2.6260 8% 1.7070 5% 2.4020 7% 2.4400 7% 1.3300 4% 1.6660 5% 2.03 5.80% 

Lift Station J 0.4380 1% 0.2330 1% 0.6750 2% 0.5790 2% 0.4310 1% 0.4350 1% 0.47 1.33% 

Lift Station K 1.3750 4% 1.0140 3% 1.3810 4% 1.2310 4% 1.0160 3% 1.0280 3% 1.17 3.35% 

Lift Station L 0.4000 1% 0.5000 1% 0.5010 1% 0.5000 1% 0.5000 1% 0.4890 1% 0.48 1.38% 

Lift Station M 0.4030 1% 0.3890 1% 0.4030 1% 0.2860 1% 0.2770 1% 0.3040 1% 0.34 0.98% 

Lift Station N 0.9760 3% 0.9950 3% 0.8750 3% 0.6020 2% 0.7490 2% 0.6370 2% 0.81 2.30% 

Lift Station O 1.1040 3% 5.7040 
16
% 3.1910 9% 1.1630 3% 1.0930 3% 1.1810 3% 2.24 6.40% 

Lift Station R 0.2550 1% 2.3070 7% 1.8230 5% 1.4390 4% 1.1320 3% 1.2450 4% 1.37 3.91% 

Lift Station S 1.0540 3% 2.9080 8% 2.6760 8% 1.6720 5% 1.4230 4% 1.5150 4% 1.87 5.36% 

Lift Station T 0.8220 2% 0.8250 2% 0.8430 2% 0.8200 2% 0.8250 2% 0.8310 2% 0.83 2.36% 
 
 
 
 
 
 
 

Addendum 2 - Attachment 2 194



      M E M O R A N D U M 
 
 

TO: Jay Gewin, City of Key West 
 
FROM: John Bartelmo, OMI, Inc. 
 
DATE: April 6, 2012 
 
SUBJECT: Status Report for March, 2012 
 
 
  
 Monthly Status Report 
 
  
 Operations 
 
 
 Effluent Quality Summary 
 

Parameter Effluent 
Concentration 

Permitted 
Concentration 

Date Collected Through 

CBOD5 One Day Max. 2.60 mg/l 10.0 mg/l MAX 3/21/12 
CBOD5 Monthly Avg. 0.61 mg/l 6.25 mg/l AVG. 3/21/12 
TSS One Day Max. 2.0 mg/l 10.0 mg/l MAX 3/27/12 
TSS Monthly Avg. 1.0 mg/l 6.25 mg/l AVG. 3/27/12 
Total Nitrogen One Day Max. 3.57 mg/l 6.0 mg/l MAX 3/15/12 
Total Nitrogen Monthly Avg. 3.01 mg/l 3.75 mg/l AVG                    3/15/12 
Total Phosphorus One Day Max.           0.85 mg/l 2.0 mg/l MAX 3/15/12 
Total Phosphorus Monthly Avg. 0.50 mg/l 1.25 mg/l AVG 3/15/12 
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Maintenance: 
Treatment Plant: 

 
• Repaired light fixtures (2) in ops building hallway. 
• Repaired cooling fan in laboratory incubator. 
• Painted interior in pretreatment building. 
• Repaired navy flow meter in pretreatment. 
• Repaired scraper blades on belt press # 1 
• Repaired scraper blades on belt press # 2 
• Repaired pressure switch on surge tank compressors 
• Fabricated pipe stands for new scum pump piping 
• Repaired oil leak on channel blower # 1 
• Installed new cabinet in welding shop 
• Repair leaks on polymer system # 2 

 
Lift Stations: 

 
• Rebuilt pump # 2 at L/S/ “K” 
• Replaced power cable on pump # 1 at L/S “K” 
• Replaced power cable on pump # 1 at L/S “K” 
• Rebuilt pump # 2 at L/S “H” 
• Adjusted level controls at L/S “B” 
• Performed scheduled PM,s 
• Installed security measures at SWS-3  (White Street) 
• Replaced bubbler compressor at L/S “D” 

 
Vehicles: 
 

• Replaced noisy lifter on truck # 225 
• Replaced batteries in truck # 600 
•  

 
 
Equipment out of service:  
 

 
• Generator at L/S “DA” 
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       4/1/2012 
 

Collections 

     
Plugged Main  

   
None 

    

     
Repaired Main  

   
None 

    

     
Main Cleaned 

   
1400 Blk. 20th St. 288ft 

   
3700 Blk. Eagle Ave. 402ft 

  
3600 Blk. Eagle Ave. 248ft 

  
3500 Blk. Eagle Ave. 546ft 

  
1400 Blk. 18th St. 287ft 

   
1400 Blk. 17th St. 171ft 

   
3400 Blk. Eagle Ave. 670ft 

  
1400 Blk. 16th St. 269ft 

   
3300 Blk. Eagle Ave. 612ft 

  
1400 Blk. 15th St. 143ft 

   
3200 Blk. Eagle Ave. 606ft 

  
3300 Blk. Harriet Ave. 901ft 

  
3800 Blk. Duck Ave. 619ft 

  
3700 Blk. Duck Ave. 295ft 

  

     
Plugged Lateral 

   
None 

    

     
Repaired Lateral 

   
1100 Margaret St. 

   

     
New Lateral 

   
1308 Laird St. 

   

     
New C/O 

    
1308 Laird St. 

   

     
Repaired C/O 

   2213 Harris Ave. (replace adapter and 
plug) 

 

     
M/H Rain Guard (Repaired) 

  
Patricia St. / Steven Ave. 

   
Atlantic Blnd. / Ashby St. 

   
Atlantic Blnd. / George St. 

  
Patricia St. Ashby St. 
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1618 patricia St. 
   

Laird St. / Stevev Ave. 
   

Laird St. / Leon St. 
   

1501 Laird St. 
   

Thompson St. / Laird St. 
   

1524 Rose St. 
   

1418 Rose St. 
   

1630 Johnson St. 
   

Cas Marinia Ct. / Reynolds St. 
  

Casa Marinia Ct. / Grinnell St. 
  

1000 Johnson St. 
   

Flagler Ave. / Whalton St. 
   

Seminary St. / Whalton St. 
  

901 South St. 
   

Waddell St. / Alberta St. 
   

William St. / Washington St. 
  

1103 Washington St. 
   

Washington St. / Whalton St. 
  

South St. / Royal St. 
   

South St. / Simonton St. 
   

United St. / William St. 
   

United St. / Royal St. 
   

     
M/H Ring & Cover 

   
Fleming St. / Margaret St. 

   

     
Odor Complaint  

   
None 

    

     
Tving   

    
None 

    

     
Other 

    
Clean And Check Navy Meters Weekly 

  
Clean Shop Grounds 

   
Set Up 4" Pumps At Bertha St.  

  

     
Spill 

    
None 
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Navy Salinity 

           
Navy Points of Connection Salinity Readings             MONTHLY   

Location//Month:MAR. 2012 Week 1 Week 2 Week 3 Week 4   AVERAGE 

Trumbo Front Gate 0.4 1.1% 0.3 1% 0.3 1% 0.4 1% 0.4 0.4 1% 

Trumbo Backflow Preventer 1.2 3% 0.3 1% 0.3 1% 0.3 1%   0.525 2% 

Trumbo Back Gate 2.1 6% 4.7 13% 3.9 11% 1.8 5%   3.125 9% 

Emma St/Amelia 0.2 1% 0.3 1% 0.3 1% 0.4 1%   0.3 1% 

Truman and Fort 0.4 1% 0.4 1% 0.3 1% 0.4 1%   0.375 1% 

United and Whitehead 0.6 2% 0.6 2% 0.7 2% 0.6 2%   0.625 2% 

Sigsbee  1.2 3% 2.0 6% 1.7 5% 1.6 5%   1.625 5% 

Medical Center 0.2 1% 0.4 1% 0.4 1% 0.2 1%   0.3 1% 
 

       
       
       Storm Drains / Sediment Traps Cleaned  

    
       Address Section 1 Section 2 Section 3 # Of CB Pipe 

Footage 
Well 
Depth 

              

1000 Margaret             

11th St./Rivera Dr.       2   Outfall 

11th St./Fogarty             

11th St. /Patterson             

15th St./Rivera Dr.       2   Outfall 

15th St./Harriett 3” 3” 1” 3 0 123’ 

16th Ter./Northside Dr.       4   Outfall 

1700 Josephine       4   91’ 

17th St./17th Ter. 12” 8” 6” 1 79’ 119’ 

1700 Reynolds St.       3   Outfall 

17th St./Donald Ave.       2   101’ 

17th Ter./Donald Ave.       1   100’ 

17th Ter./Northside Dr.       4   Outfall 

18th St./Northside Dr.       4   Outfall 

19th St./Donald Dr.       2   91’ 

1st St./Fogarty Ave.             

1st St./Harris Ave.             

1st St./Seidenberg Ave.             

200 Blk. Grinnel St.           Outfall 

200 Blk. Margaret St.       2   Outfall 

200 Blk. William St.       2   Outfall 
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20th St./Donald Ave.       4   Outfall 

20th St./Duck Ave.       4   119’ 

20th St./Northside Dr.       4   Outfall 

2nd St./Fogarty Ave.       4   Outfall 

2nd St./Harris Ave.       4   Outfall 

2nd St./Patterson Ave.       3   Outfall 

2nd St./Staples Ave.       1   106’ 

3342 Northside Dr.       2   Outfall 

3368 Northside Dr.       2   Outfall 

3rd St./Fogarty Ave.       4   Outfall 

3rd St./Harris Ave.       4   Outfall 

3rd St./Patterson Ave.       4   Outfall 

3rd St./Roosevelt Dr.       3   Outfall 

3rd St./Seidenberg Ave.       1   89’ 

3rd St./Seidenberg Ave.       4   88’ 

4th St./Flagler Ave.       2   Outfall 

4th St./Fogarty Ave.       4   Outfall 

4th St./Harris Ave.       3   Outfall 

4th St./Roosevelt Blvd. 5”     0 0 Outfall 

4th St./Patterson Ave.       4   Outfall 

5th St./Fogarty Ave.       2   Outfall 

5th St./Patterson Ave.       1   Outfall 

6th St./Patterson Ave.       4     

7th St./Staples Ave.       2   40’ 

900 Blk. Thomas St.       1     

916 James       2   Crossover 

Albury St./Pearl St. 3” 2” 1” 3 0 120’ 

Amelia /Whitehead St.       4   77’ 

Angela/Ashe St. 6” 3” 2” 4 93’ 83’ 

Angela/Margaret St.       4   72’ 

Angela/Pearl St.       4   119’ 

Angela/Simonton St.       4   87’ 

Angela/White St.       4   80’ 

Ashe/Angela St.       4   84’ 

Atlantic/Ashby St.       1   101’ 

Bill Butler Park       2     

Boog Powel Ct.       3   Outfall 
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Caroline/Anne St.       1   123’ 

Caroline/Elizabeth St.       2   Crossover 

Caroline/Margaret St. 5” 4” 4” 0 10’ 85’ 

Caroline/Whitehead St. 12” 9” 6” 2 50’ 89’ 

Catherine/Grinnell St. 7” 5” 3” 3 118’ 120’ 

Catherine/Margaret St.       4   88’ 

Catherine/Packer St.       4   118’ 

Catherine/Royal St.       5   119” 

Catherine/Thomas St.       2   97’ 

Catherine/Thomas St.                               2   94’’ 

Catherine/Varela St.       4   88’ 

Catherine/Watson St. 3” 3” 2” 4   121’ 

Catherine/White St.       4   87’ 

Catherine/Whitehead  5” 4” 3” 4 130 122’ 

Catherine/William St.       5   122’ 

Dennis/Venetia St. 3” 
2” 

1” 4 0 87’ 

Duval/Front St.       6   Outfall 

Duval/Louisa St.       2   Outfall 

Duval/United St.       2   Outfall 

Duval/Wall St.       1   Outfall 

Duval St.(1312)       2   Outfall 

Eaton/Frances St.       4   85’ 

Eaton/Margret St.       5   124’ 

Eaton/Simonton St.       2   Crossover 

Eaton/White St.                        5” 3” 2” 4 103’ 85’ 

Elizabeth/Green St.       2   Outfall 

Elizabeth/Olivia St.           123’ 

Elizabeth/Southard St.       2   Crossover 

Emma/Olivia St.       4   85’ 

Emma/Truman Ave. 4” 3” 1” 2 0’ 110’ 

Fire Station #1                     88’ 

Fire Station #2           88’ 

Flagler/1st St.       2   Outfall 

Flagler/George St.       2   Outfall 

Flagler/Josephine St.       2   Outfall 

Flagler/Leon St.       2   Outfall 

Flagler/Thompson St.       2   Outfall 
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Flagler Ave.(1204)       1   Outfall 

Flagler Ave.(1418)       1   Outfall 

Flagler Ave.(1620)       2   Outfall 

Flagler Ave.(1706)       2   Outfall 

Fleming/Frances St.       4   88’ 

Fleming/White St. 8” 6” 4” 4 106’ 86’ 

Florida/Newton St.       4     

Florida/Virginia St. 4” 3” 3” 6 0 119’ 

Fort St. 8”       0 Outfall 

Frances/Eaton St.       4   92’ 

Frances/Petronia St.       3   88’ 

Frances/Southard St. 12” 10” 5” 3 125’ 125’ 

George/Blanch St.       4   93’ 

George/Duncan St.       4   Outfall 

George/Fogarty Ave.       2   Outfall 

George/Patricia St.       2   89’ 

George/United St.       3   Outfall 

George/Venetia St.       3   86’ 

George/Washington St. 3” 3” 2” 8 0 115’ 

Green/Whitehead St.       4   115’ 

Grinnel/Vonphister St. 5” 4” 2” 3 83’ 97’ 

Grinnell/Trumbo Rd. 
(Ferry Ter.) 

      3   66’ 

Johnson/Grinnel St.       4   90’ 

Johnson/Whalton St. 6” 4” 3” 4 100' 85’ 

Jose Marti Dr.       4   Outfall 

Jose Marti Dr./Truman       4   Outfall 

Josephine/Blanch St.       4   88’ 

Jr. College Rd. E #1           Outfall 

                            #2 Outfall 

                            #3 Outfall 

                            #4 Outfall 

                            #5 Outfall 

Jr. College Rd. W #6           Outfall 

               “             #7 Outfall 

                “            #8 Outfall 

                “           #9 Outfall 

                “          #10 Outfall 
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Kennedy/Riviera Dr.           Outfall 

Laird/Ashby St. 6” 4” 3” 5 110’ 88’ 

Laird/Leon St.       4   99’ 

Laird/Thompson St. 5” 4” 3” 3 50’ 88’ 

Leon/Atlantic Blvd.       4   92’ 

Mallory Square #1             

            “            #2 

            “            #3 

            “            #4 

            “            #5 

            “            #6 

Newton/Eisenhower       2   Outfall 

Northside Dr./14th St.       4   Outfall 

Northside Dr. (3130)       2   Outfall 

Northside Dr. (3132)       2   Outfall 

Northside Dr. (3230)       2   Outfall 

Northside Dr. (3282)       2   Outfall 

Northside Dr. (3318)       2   Outfall 

Northside Dr. (3342)       1   Outfall 

Olivia/Pearl St. 6” 4” 3” 3 0 88’ 

Olivia/Windsor Ln. 5” 3” 1” 4 70’ 86’ 

Patricia/Ashby St.           Pump 
Assist 

Patterson Ave.(1900)       2   Outfall 

Patterson Ave.(2000)       2   Outfall 

Pearl/Duncan St. 4” 3” 3” 6 0 118’ 

Pearl/Newton St.       3   126’ 

Pearl/Pine St. 5” 4” 2” 3 0 124’ 

Pearl/United St. 6” 4” 4” 6 248 116’ 

Petronia/ Florida St. 8” 6” 4” 4 144 124’ 

Reynolds/ Vonphister        3   97’ 

Roosevelt Dr. /Bay St.       3   Outfall 

Rose/Ashby St.       4   96’ 

Simonton/Caroline St.       4   78’ 

Simonton/ Louisa St.       4   87’ 

Simonton/Southard St.       2   Crossover 

Simonton Beach           Pump 
Assist 

Smathers Beach #1           95’ 
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                          #2 93’ 

                          #3 95’ 

                          #4 95’ 

                          #5 95’ 

South/Leon St.       4   98’ 

South/Reynolds St.       4   94’ 

South/Seminary St.                                5   121’ 

South/Simonton St. 10” 6” 5” 4 85’ 88’ 

South/ Whitehead St.       3   85’ 

South Beach drains       2   Outfall 

Southard/Margaret St.       4   95’ 

Southard/White St.                                4   83’ 

Stevens/ Laird St.       4   92’ 

Stevens/Patricia St.       3   94’ 

Sunrise/18th St. 6” 4” 2” 2 64’ Outfall 

Thomas/Petronia St.       2     

Thomas/Truman Ave.       1   87’ 

Thompson/Rose St.       2   88’ 

Tropical/Seminary St. 3” 3” 2” 5   122’ 

Tropical/South St. 7” 5” 3” 6 299’ 119’ 

United/Florida St. 4” 3” 3” 6 0 116’ 

United/Simonton St. 4” 3” 3” 6 155’ 122’ 

United/Whitehead St. 14” 8” 4” 5 139’ 122’ 

Varela/Virginia St. 6” 5” 4” 4 103’ 88’ 

Virginia/Howe St.       3   88’ 

Virginia/Margaret St. 6” 4” 2” 4 127’ 87’ 

Virginia/Packer St.       2   Crossover 

Virginia/White St.       4   86’ 

Vivian/1st St           Outfall 

Vivian/George St.           Outfall 

Vonphister/Ashby St.       8   124’ 

Vonphister/George St.       4   120’ 

Vonphister/White St.       2   Outfall 

Vortex at Simonton St.           Pump 
assist 

Washington/Ashby St. 2” 1” 1” 8 142’ 120’ 

Washington/Thompson 3” 2” 1” 7   115’ 

Washington/Whalton  6” 4” 2” 5 188’ 116’ 
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Washington/William        3   123’ 

Whalton /Vonphister       5   119’ 

White St.            Pump 
Assist 

William/Southard St.       3     

Windsor/Passover Ln. 2” 1” 1” 3 0 120’ 

Windsor/Virginia St.       6   123’ 

 
 
Inlet Baskets Cleaned 
 
 

        

Address Cups Cans Bottles Debris (in) Date   

215 Duval St.                                

224 Duval St.         

300 Duval St.                  

301 Duval St.   
 

                

313 Duval St.                   

400 Duval St.         

401 Duval St.                   

410 Duval St.                                

419 Duval St.                  

500 Duval St.         

501 Duval St.                    

512 Duval St.         

524 Duval St.                   

525 Duval St.         

601 Duval St.         

602 Duval St.         

617 Duval St.                              

618 Duval St.                        

700 Duval St.         

701 Duval St.         

1125 Duval St.                    

1130 Duval St.                

1209 Duval St.        

1210 Duval St.        

1224 Duval St.        

1229 Duval St.                                
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1314 Duval St.              

1317 Duval St.        

1327 Duval St.                  

1324 Duval St.         

                      

             

             

             

       
 
 
Storm Manhole Ring and Covers 
• None 
 
Storm Injection Wells Cleaned (shallow) 
• None 
 
Storm Drain Grates Replaced / Installed 
• Frame / Grate Truman Annex (PAL) 

 
Storm Water lines Televised 
• None 
 
Catch Basin Repairs  
• None 

 
 
Trench Drains Installed 
• 1100 Virginia St. (Two) 
• 1028 Virginia St. (Two) 
 
Other  Storm water Activities   
• Clean Stormwater Station Grounds 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

          
        

 
 
 

Addendum 2 - Attachment 2 206



 
 
 
 

WET WELL SALINITY READINGS (parts per thousand) AND PERCENT SEAWATER         6-MONTH   

LOCATION Oct, 11   
Nov, 
11   Dec, 11   Jan, 12   Feb, 12   

Mar, 
12   AVERAGE   

WWTP Infl. 1.5159 4% 1.5839 5% 1.2539 4% 0.9724 3% 1.0224 3% 1.2372 4% 1.26 3.61% 

Lift Station A 0.5700 2% 0.7050 2% 0.5780 2% 0.4080 1% 0.4650 1% 0.7130 2% 0.57 1.64% 

Lift Station B 1.2580 4% 2.0120 6% 1.6870 5% 1.2830 4% 1.2550 4% 0.9920 3% 1.41 4.04% 

Lift Station C 0.8960 3% 0.8570 2% 0.9300 3% 0.7120 2% 0.7410 2% 0.9950 3% 0.86 2.44% 

Lift Station D 2.2590 6% 2.9240 8% 2.4760 7% 1.7370 5% 1.7650 5% 1.0160 3% 2.03 5.80% 

Lift Station D/A 1.0560 3% 1.2760 4% 0.9960 3% 0.7500 2% 0.7660 2% 0.7350 2% 0.93 2.66% 

LIft Station E 1.1110 3% 1.5270 4% 1.3660 4% 0.9340 3% 1.8480 5% 1.3170 4% 1.35 3.86% 

Lift Station F 1.0710 3% 1.6340 5% 1.3830 4% 1.0860 3% 0.9010 3% 1.0870 3% 1.19 3.41% 

Lift Station G 2.4830 7% 2.8060 8% 2.4220 7% 1.8180 5% 1.3320 4% 1.9910 6% 2.14 6.12% 

Lift Station H 1.7070 5% 2.4020 7% 2.4400 7% 1.3300 4% 1.6660 5% 1.1160 3% 1.78 5.08% 

Lift Station J 0.2330 1% 0.6750 2% 0.5790 2% 0.4310 1% 0.4350 1% 0.4280 1% 0.46 1.32% 

Lift Station K 1.0140 3% 1.3810 4% 1.2310 4% 1.0160 3% 1.0280 3% 1.0420 3% 1.12 3.20% 

Lift Station L 0.5000 1% 0.5010 1% 0.5000 1% 0.5000 1% 0.4890 1% 3.8800 11% 1.06 3.03% 

Lift Station M 0.3890 1% 0.4030 1% 0.2860 1% 0.2770 1% 0.3040 1% 0.3230 1% 0.33 0.94% 

Lift Station N 0.9950 3% 0.8750 3% 0.6020 2% 0.7490 2% 0.6370 2% 4.1100 12% 1.33 3.79% 

Lift Station O 5.7040 
16
% 3.1910 9% 1.1630 3% 1.0930 3% 1.1810 3% 1.1190 3% 2.24 6.41% 

Lift Station R 2.3070 7% 1.8230 5% 1.4390 4% 1.1320 3% 1.2450 4% 0.1200 0% 1.34 3.84% 

Lift Station S 2.9080 8% 2.6760 8% 1.6720 5% 1.4230 4% 1.5150 4% 0.4610 1% 1.78 5.07% 

Lift Station T 0.8250 2% 0.8430 2% 0.8200 2% 0.8250 2% 0.8310 2% 0.8240 2% 0.83 2.37% 
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      M E M O R A N D U M 
 
 

TO: Jay Gewin, City of Key West 
 
FROM: John Bartelmo, OMI, Inc. 
 
DATE: May 4, 2012 
 
SUBJECT: Status Report for April, 2012 
 
 
  
 Monthly Status Report 
 
  
 Operations 
 
 
 Effluent Quality Summary 
 

Parameter Effluent 
Concentration 

Permitted 
Concentration 

Date Collected Through 

CBOD5 One Day Max. 3.40 mg/l 10.0 mg/l MAX 4/25/12 
CBOD5 Monthly Avg. 1.50 mg/l 6.25 mg/l AVG. 4/25/12 
TSS One Day Max. 3.0 mg/l 10.0 mg/l MAX 4/30/12 
TSS Monthly Avg. 1.4 mg/l 6.25 mg/l AVG. 4/30/12 
Total Nitrogen One Day Max. 4.69 mg/l 6.0 mg/l MAX 4/11/12 
Total Nitrogen Monthly Avg. 2.55 mg/l 3.75 mg/l AVG                    4/11/12 
Total Phosphorus One Day Max.           0.61 mg/l 2.0 mg/l MAX 4/11/12 
Total Phosphorus Monthly Avg. 0.37 mg/l 1.25 mg/l AVG 4/11/12 
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Maintenance: 
Treatment Plant: 

 
• Replaced poly blend mixer # 1 
• Repaired exterior lights in solids building. 
• Repaired office lighting in ops building. 
• Installed security cameras in/on solids building 
• Repaired hinges and hasps on hatches on valve pit at south end of bridge. 
• Replaced impeller on pump # 2 at L/S “N” 
• Replaced exit sign fixture in ops building 
• Programmed PLC in solids for poly blend pumps to be operated remotely. 
• Repaired wheels on front gate. 
• Replaced two (2) analog output cards on solids PLC. 
• Continue to paint inside and outside of headworks. 

 
Lift Stations: 
 

• Rebuilt pump # 1 at L/S “N” 
• Replaced impeller on pump # 2 at L/S “N” 
• Replaced compressor for bubbler system at L/S “L” 
• Repaired bubbler tube at L/S “L” 
• Installed locks on new gates at SWS-3  (White St) 
• Repaired level control at L/S “G” 
• Replaced navy flow meter at front gate at Trumbo. 
• Replaced navy flow meter at Ameila Street. 
• Replaced PDM circuit board on generator at L/S “DA” 
• Replaced red board on generator at L/S “C”  

  
Vehicles: 
 

• Replaced batteries on truck # 213 
• Replaced batteries on truck # 600 

 
Equipment out of service:  
 

 
• Generator at L/S “DA” 
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       Storm Drains / Sediment Traps Cleaned  

    
       Address Section 1 Section 2 Section 3 # Of CB Pipe 

Footage 
Well 
Depth 

              

1000 Margaret             

11th St./Rivera Dr.       2   Outfall 

11th St./Fogarty             

11th St. /Patterson             

15th St./Rivera Dr.       2   Outfall 

15th St./Harriett 3” 3” 1” 3 0 123’ 

16th Ter./Northside Dr.       4   Outfall 

1700 Josephine       4   91’ 

17th St./17th Ter. 12” 8” 6” 1 79’ 119’ 

1700 Reynolds St.       3   Outfall 

17th St./Donald Ave.       2   101’ 

17th Ter./Donald Ave.       1   100’ 

17th Ter./Northside Dr.       4   Outfall 

18th St./Northside Dr.       4   Outfall 

19th St./Donald Dr.       2   91’ 

1st St./Fogarty Ave.             

1st St./Harris Ave.             

1st St./Seidenberg Ave.             

200 Blk. Grinnel St.           Outfall 

200 Blk. Margaret St.       2   Outfall 

200 Blk. William St.       2   Outfall 

20th St./Donald Ave.       4   Outfall 

20th St./Duck Ave.       4   119’ 

20th St./Northside Dr.       4   Outfall 

2nd St./Fogarty Ave.       4   Outfall 

2nd St./Harris Ave.       4   Outfall 

2nd St./Patterson Ave.       3   Outfall 

2nd St./Staples Ave.       1   106’ 

3342 Northside Dr.       2   Outfall 
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3368 Northside Dr.       2   Outfall 

3rd St./Fogarty Ave.       4   Outfall 

3rd St./Harris Ave.       4   Outfall 

3rd St./Patterson Ave.       4   Outfall 

3rd St./Roosevelt Dr.       3   Outfall 

3rd St./Seidenberg Ave.       1   89’ 

3rd St./Seidenberg Ave.       4   88’ 

4th St./Flagler Ave.       2   Outfall 

4th St./Fogarty Ave.       4   Outfall 

4th St./Harris Ave.       3   Outfall 

4th St./Roosevelt Blvd. 5”     0 0 Outfall 

4th St./Patterson Ave.       4   Outfall 

5th St./Fogarty Ave.       2   Outfall 

5th St./Patterson Ave.       1   Outfall 

6th St./Patterson Ave.       4     

7th St./Staples Ave.       2   40’ 

900 Blk. Thomas St.       1     

916 James       2   Crossover 

Albury St./Pearl St. 3” 2” 1” 3 0 120’ 

Amelia /Whitehead St.       4   77’ 

Angela/Ashe St. 6” 3” 2” 4 93’ 83’ 

Angela/Margaret St.       4   72’ 

Angela/Pearl St.       4   119’ 

Angela/Simonton St.       4   87’ 

Angela/White St.       4   80’ 

Ashe/Angela St.       4   84’ 

Atlantic/Ashby St.       1   101’ 

Bill Butler Park       2     

Boog Powel Ct.       3   Outfall 

Caroline/Anne St.       1   123’ 

Caroline/Elizabeth St.       2   Crossover 

Caroline/Margaret St. 5” 4” 4” 0 10’ 85’ 

Caroline/Whitehead St. 12” 9” 6” 2 50’ 89’ 

Catherine/Grinnell St. 7” 5” 3” 3 118’ 120’ 

Catherine/Margaret St.       4   88’ 

Catherine/Packer St.       4   118’ 

Catherine/Royal St.       5   119” 
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Catherine/Thomas St.       2   97’ 

Catherine/Thomas St.                               2   94’’ 

Catherine/Varela St.       4   88’ 

Catherine/Watson St. 3” 3” 2” 4   121’ 

Catherine/White St.       4   87’ 

Catherine/Whitehead  5” 4” 3” 4 130 122’ 

Catherine/William St.       5   122’ 

Dennis/Venetia St. 3” 
2” 

1” 4 0 87’ 

Duval/Front St.       6   Outfall 

Duval/Louisa St.       2   Outfall 

Duval/United St.       2   Outfall 

Duval/Wall St.       1   Outfall 

Duval St.(1312)       2   Outfall 

Eaton/Frances St.       4   85’ 

Eaton/Margret St.       5   124’ 

Eaton/Simonton St.       2   Crossover 

Eaton/White St.                        5” 3” 2” 4 103’ 85’ 

Elizabeth/Green St.       2   Outfall 

Elizabeth/Olivia St.           123’ 

Elizabeth/Southard St.       2   Crossover 

Emma/Olivia St.       4   85’ 

Emma/Truman Ave. 4” 3” 1” 2 0’ 110’ 

Fire Station #1                     88’ 

Fire Station #2           88’ 

Flagler/1st St.       2   Outfall 

Flagler/George St.       2   Outfall 

Flagler/Josephine St.       2   Outfall 

Flagler/Leon St.       2   Outfall 

Flagler/Thompson St.       2   Outfall 

Flagler Ave.(1204)       1   Outfall 

Flagler Ave.(1418)       1   Outfall 

Flagler Ave.(1620)       2   Outfall 

Flagler Ave.(1706)       2   Outfall 

Fleming/Frances St.       4   88’ 

Fleming/White St. 8” 6” 4” 4 106’ 86’ 

Florida/Newton St.       4     

Florida/Virginia St. 4” 3” 3” 6 0 119’ 
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Fort St. 8”       0 Outfall 

Frances/Eaton St.       4   92’ 

Frances/Petronia St.       3   88’ 

Frances/Southard St. 12” 10” 5” 3 125’ 125’ 

George/Blanch St.       4   93’ 

George/Duncan St.       4   Outfall 

George/Fogarty Ave.       2   Outfall 

George/Patricia St.       2   89’ 

George/United St.       3   Outfall 

George/Venetia St.       3   86’ 

George/Washington St. 3” 3” 2” 8 0 115’ 

Green/Whitehead St.       4   115’ 

Grinnel/Vonphister St. 5” 4” 2” 3 83’ 97’ 

Grinnell/Trumbo Rd. 
(Ferry Ter.) 

      3   66’ 

Johnson/Grinnel St.       4   90’ 

Johnson/Whalton St. 6” 4” 3” 4 100' 85’ 

Jose Marti Dr.       4   Outfall 

Jose Marti Dr./Truman       4   Outfall 

Josephine/Blanch St.       4   88’ 

Jr. College Rd. E #1           Outfall 

                            #2 Outfall 

                            #3 Outfall 

                            #4 Outfall 

                            #5 Outfall 

Jr. College Rd. W #6           Outfall 

               “             #7 Outfall 

                “            #8 Outfall 

                “           #9 Outfall 

                “          #10 Outfall 

Kennedy/Riviera Dr.           Outfall 

Laird/Ashby St. 6” 4” 3” 5 110’ 88’ 

Laird/Leon St.       4   99’ 

Laird/Thompson St. 5” 4” 3” 3 50’ 88’ 

Leon/Atlantic Blvd.       4   92’ 

Mallory Square #1             

            “            #2 

            “            #3 
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            “            #4 

            “            #5 

            “            #6 

Newton/Eisenhower       2   Outfall 

Northside Dr./14th St.       4   Outfall 

Northside Dr. (3130)       2   Outfall 

Northside Dr. (3132)       2   Outfall 

Northside Dr. (3230)       2   Outfall 

Northside Dr. (3282)       2   Outfall 

Northside Dr. (3318)       2   Outfall 

Northside Dr. (3342)       1   Outfall 

Olivia/Pearl St. 6” 4” 3” 3 0 88’ 

Olivia/Windsor Ln. 5” 3” 1” 4 70’ 86’ 

Patricia/Ashby St.           Pump 
Assist 

Patterson Ave.(1900)       2   Outfall 

Patterson Ave.(2000)       2   Outfall 

Pearl/Duncan St. 4” 3” 3” 6 0 118’ 

Pearl/Newton St.       3   126’ 

Pearl/Pine St. 5” 4” 2” 3 0 124’ 

Pearl/United St. 6” 4” 4” 6 248 116’ 

Petronia/ Florida St. 8” 6” 4” 4 144 124’ 

Reynolds/ Vonphister        3   97’ 

Roosevelt Dr. /Bay St.       3   Outfall 

Rose/Ashby St.       4   96’ 

Simonton/Caroline St.       4   78’ 

Simonton/ Louisa St.       4   87’ 

Simonton/Southard St.       2   Crossover 

Simonton Beach           Pump 
Assist 

Smathers Beach #1           95’ 

                          #2 93’ 

                          #3 95’ 

                          #4 95’ 

                          #5 95’ 

South/Leon St.       4   98’ 

South/Reynolds St.       4   94’ 

South/Seminary St.                                5   121’ 

South/Simonton St. 10” 6” 5” 4 85’ 88’ 
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South/ Whitehead St.       3   85’ 

South Beach drains       2   Outfall 

Southard/Margaret St.       4   95’ 

Southard/White St.                                4   83’ 

Stevens/ Laird St.       4   92’ 

Stevens/Patricia St.       3   94’ 

Sunrise/18th St. 6” 4” 2” 2 64’ Outfall 

Thomas/Petronia St.       2     

Thomas/Truman Ave.       1   87’ 

Thompson/Rose St.       2   88’ 

Tropical/Seminary St. 3” 3” 2” 5   122’ 

Tropical/South St. 7” 5” 3” 6 299’ 119’ 

United/Florida St. 4” 3” 3” 6 0 116’ 

United/Simonton St. 4” 3” 3” 6 155’ 122’ 

United/Whitehead St. 14” 8” 4” 5 139’ 122’ 

Varela/Virginia St. 6” 5” 4” 4 103’ 88’ 

Virginia/Howe St.       3   88’ 

Virginia/Margaret St. 6” 4” 2” 4 127’ 87’ 

Virginia/Packer St.       2   Crossover 

Virginia/White St.       4   86’ 

Vivian/1st St           Outfall 

Vivian/George St.           Outfall 

Vonphister/Ashby St.       8   124’ 

Vonphister/George St.       4   120’ 

Vonphister/White St.       2   Outfall 

Vortex at Simonton St.           Pump 
assist 

Washington/Ashby St. 2” 1” 1” 8 142’ 120’ 

Washington/Thompson 3” 2” 1” 7   115’ 

Washington/Whalton  6” 4” 2” 5 188’ 116’ 

Washington/William        3   123’ 

Whalton /Vonphister       5   119’ 

White St.            Pump 
Assist 

William/Southard St.       3     

Windsor/Passover Ln. 2” 1” 1” 3 0 120’ 

Windsor/Virginia St.       6   123’ 

 
 
Inlet Baskets Cleaned 
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Address Cups Cans Bottles Debris (in) Date   

215 Duval St.                                

224 Duval St.         

300 Duval St.                  

301 Duval St.   
 

                

313 Duval St.                   

400 Duval St.         

401 Duval St.                   

410 Duval St.                                

419 Duval St.                  

500 Duval St.         

501 Duval St.                    

512 Duval St.         

524 Duval St.                   

525 Duval St.         

601 Duval St.         

602 Duval St.         

617 Duval St.                              

618 Duval St.                        

700 Duval St.         

701 Duval St.         

1125 Duval St.                    

1130 Duval St.                

1209 Duval St.        

1210 Duval St.        

1224 Duval St.        

1229 Duval St.                                

1314 Duval St.              

1317 Duval St.        

1327 Duval St.                  

1324 Duval St.         
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Storm Manhole Ring and Covers 
• None 
 
Storm Injection Wells Cleaned (shallow) 
• None 
 
Storm Drain Grates Replaced / Installed 
• Frame / Grate Truman Annex (PAL) 

 
Storm Water lines Televised 
• None 
 
Catch Basin Repairs  
• None 

 
 
Trench Drains Installed 
• 1100 Virginia St. (Two) 
• 1028 Virginia St. (Two) 
 
Other  Storm water Activities   
• Clean Stormwater Station Grounds 
 
 
 
 
 

Navy Salinity 
          

Navy Points of Connection Salinity Readings               MONTHLY   

Location//Month:APR. 2012 Week 1   Week 2 Week 3 Week 4 AVERAGE 

Trumbo Front Gate 0.4 1.1% 0.4 1% 0.3 1% 0.5 1% 0.4 1% 

Trumbo Backflow Preventer 0.3 1% 0.3 1% 0.3 1% 0.3 1% 0.3 1% 

Trumbo Back Gate 3 9% 0.9 3% 1.0 3% 0.9 3% 1.45 4% 

Emma St/Amelia 0.3 1% 0.2 1% 0.3 1% 0.3 1% 0.275 1% 

Truman and Fort 0.4 1% 0.3 1% 0.4 1% 0.4 1% 0.375 1% 

United and Whitehead 0.7 2% 1.2 3% 0.8 2% 1.0 3% 0.925 3% 

Sigsbee  1.8 5% 1.7 5% 2.1 6% 2.0 6% 1.9 5% 

Medical Center 0.2 1% 0.2 1% 0.8 2% 0.4 1% 0.4 1% 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

        

Addendum 2 - Attachment 2 217



Storm Drains / Sediment Traps Cleaned  
   

       Address Section 
1 

Section 
2 

Section 3 # Of 
CB 

Pipe 
Footage 

Well Depth 

              

1000 Margaret             

11th St./Rivera Dr.       2   Outfall 

11th St./Fogarty             

11th St. /Patterson             

15th St./Rivera Dr.       2   Outfall 

15th St./Harriett       3 0 123’ 

16th Ter./Northside Dr.       4   Outfall 

1700 Josephine       4   91’ 

17th St./17th Ter.              1 79’ 119’ 

1700 Reynolds St.       3   Outfall 

17th St./Donald Ave. 5” 3” 2” 2   101’ 

17th Ter./Donald Ave. 5” 2” 2” 1   100’ 

17th Ter./Northside Dr.       4   Outfall 

18th St./Northside Dr.       4   Outfall 

19th St./Donald Dr.       2   91’ 
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1st St./Fogarty Ave.             

1st St./Harris Ave.             

1st St./Seidenberg Ave.             

200 Blk. Grinnel St.           Outfall 

200 Blk. Margaret St.       2   Outfall 

200 Blk. William St.       2   Outfall 

20th St./Donald Ave.       4   Outfall 

20th St./Duck Ave. 6” 4” 2” 4   119’ 

20th St./Northside Dr.       4   Outfall 

2nd St./Fogarty Ave.       4   Outfall 

2nd St./Harris Ave.       4   Outfall 

2nd St./Patterson Ave.       3   Outfall 

2nd St./Staples Ave. 8” 5” 2” 1   106’ 

3342 Northside Dr.       2   Outfall 

3368 Northside Dr.       2   Outfall 

3rd St./Fogarty Ave.       4   Outfall 

3rd St./Harris Ave.       4   Outfall 
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3rd St./Patterson Ave.       4   Outfall 

3rd St./Roosevelt Dr.       3   Outfall 

3rd St./Seidenberg Ave.       1   89’ 

3rd St./Seidenberg Ave.       4   88’ 

4th St./Flagler Ave.       2   Outfall 

4th St./Fogarty Ave.       4   Outfall 

4th St./Harris Ave.       3   Outfall 

4th St./Roosevelt Blvd.       0 0 Outfall 

4th St./Patterson Ave.       4   Outfall 

5th St./Fogarty Ave.       2   Outfall 

5th St./Patterson Ave.       1   Outfall 

6th St./Patterson Ave.       4     

7th St./Staples Ave.       2   40’ 

900 Blk. Thomas St.       1     

916 James       2   Crossover 

Albury St./Pearl St.       3 0 120’ 

Amelia /Whitehead St.       4   77’ 
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Angela/Ashe St.       4 93’ 83’ 

Angela/Margaret St. 6” 4” 2” 4   74’ 

Angela/Pearl St.       4   119’ 

Angela/Simonton St. 14” 10” 10” 4   86’ 

Angela/White St. 6” 4” 2” 4   90’ 

Ashe/Angela St.       4   84’ 

Atlantic/Ashby St.       1   101’ 

Bill Butler Park       2     

Boog Powel Ct.       3   Outfall 

Caroline/Anne St.       1   123’ 

Caroline/Elizabeth St.       2   Crossover 

Caroline/Margaret St.       0 10’ 85’ 

Caroline/Whitehead 
St. 

      2 50’ 89’ 

Catherine/Grinnell St.       3 118’ 120’ 

Catherine/Margaret St.       4   88’ 

Catherine/Packer St.       4   118’ 

Catherine/Royal St. 15” 10” 5” 5   118” 
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Catherine/Thomas St.       2   97’ 

Catherine/Thomas St.                               2   94’’ 

Catherine/Varela St.       4   88’ 

Catherine/Watson St.       4   121’ 

Catherine/White St.       4   87’ 

Catherine/Whitehead  12” 8” 5” 4 130 122’ 

Catherine/William St.       5   122’ 

Dennis/Venetia St.   

  

  4 0 87’ 

Duval/Front St.       6   Outfall 

Duval/Louisa St.       2   Outfall 

Duval/United St.       2   Outfall 

Duval/Wall St.       1   Outfall 

Duval St.(1312)       2   Outfall 

Eaton/Frances St.       4   85’ 

Eaton/Margret St.       5   124’ 

Eaton/Simonton St.       2   Crossover 

Eaton/Peacon 18” 15” 10” 3 115’ 123’ 
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Eaton/White St.                              4 103’ 85’ 

Elizabeth/Green St.       2   Outfall 

Elizabeth/Olivia St.           123’ 

Elizabeth/Southard St.       2   Crossover 

Emma/Olivia St.       4   85’ 

Emma/Truman Ave.       2 0’ 110’ 

Fire Station #1                     88’ 

Fire Station #2           88’ 

Flagler/1st St.       2   Outfall 

Flagler/George St.       2   Outfall 

Flagler/Josephine St.       2   Outfall 

Flagler/Leon St.       2   Outfall 

Flagler/Thompson St.       2   Outfall 

Flagler Ave.(1204)       1   Outfall 

Flagler Ave.(1418)       1   Outfall 

Flagler Ave.(1620)       2   Outfall 

Flagler Ave.(1706)       2   Outfall 

Addendum 2 - Attachment 2 223



Fleming/Frances St.       4   88’ 

Fleming/White St.       4 106’ 86’ 

Florida/Newton St. 15” 12” 8” 4 141’ 123’ 

Florida/Virginia St.       6 0 119’ 

Fort St.         0 Outfall 

Frances/Eaton St.       4   92’ 

Frances/Petronia St.       3   88’ 

Frances/Southard St.       3 125’ 125’ 

George/Blanch St. 6” 3” 2” 4   93’ 

George/Duncan St.       4   Outfall 

George/Fogarty Ave.       2   Outfall 

George/Patricia St.       2   89’ 

George/United St.       3   Outfall 

George/Venetia St. 6” 3” 2” 3   86’ 

George/Washington St. 12” 8” 3” 8 0 115’ 

Green/Whitehead St.       4   115’ 

Grinnel/Vonphister St.              3 83’ 97’ 
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Grinnell/Trumbo Rd. 
(Ferry Ter.) 

      3   66’ 

Johnson/Grinnel St. 6” 4” 3” 4   90’ 

Johnson/Whalton St.       4 100' 85’ 

Jose Marti Dr.       4   Outfall 

Jose Marti Dr./Truman       4   Outfall 

Josephine/Blanch St.       4   88’ 

Jr. College Rd. E #1           Outfall 

                            #2 Outfall 

                            #3 Outfall 

                            #4 Outfall 

                            #5 Outfall 

Jr. College Rd. W #6           Outfall 

               “             #7 Outfall 

                “            #8 Outfall 

                “           #9 Outfall 

                “          #10 Outfall 

Kennedy/Riviera Dr.           Outfall 
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Laird/Ashby St.       5 110’ 88’ 

Laird/Leon St.       4   99’ 

Laird/Thompson St.       3 50’ 88’ 

Leon/Atlantic Blvd. 3” 2” 1” 4   92’ 

Mallory Square #1             

            “            #2 

            “            #3 

            “            #4 

            “            #5 

            “            #6 

Newton/Eisenhower       2   Outfall 

Northside Dr./14th St.       4   Outfall 

Northside Dr. (3130)       2   Outfall 

Northside Dr. (3132)       2   Outfall 

Northside Dr. (3230)       2   Outfall 

Northside Dr. (3282)       2   Outfall 

Northside Dr. (3318)       2   Outfall 
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Northside Dr. (3342)       1   Outfall 

Olivia/Pearl St. 9” 6” 3” 3 0 88’ 

Olivia/Windsor Ln. 6” 4” 2” 4 70’ 86’ 

Patricia/Ashby St.           Pump 
Assist 

Patterson Ave.(1900)       2   Outfall 

Patterson Ave.(2000)       2   Outfall 

Pearl/Duncan St.       6 0 118’ 

Pearl/Newton St.       3   126’ 

Pearl/Pine St.       3 0 124’ 

Pearl/United St.       6 248 116’ 

Petronia/ Florida St.       4 144 124’ 

Reynolds/ Vonphister        3   97’ 

Roosevelt Dr. /Bay St.       3   Outfall 

Rose/Ashby St.       4   96’ 

Simonton/Caroline St.       4   78’ 

Simonton/ Louisa St.       4   87’ 

Simonton/Southard St.       2   Crossover 

Addendum 2 - Attachment 2 227



Simonton Beach           Pump 
Assist 

Smathers Beach #1           95’ 

                          #2 93’ 

                          #3 95’ 

                          #4 95’ 

                          #5 95’ 

South/Leon St.       4   98’ 

South/Reynolds St. 3” 2” 1” 4   94’ 

South/Seminary St.                                5   121’ 

South/Simonton St.       4 85’ 88’ 

South/ Whitehead St.       3   85’ 

South Beach drains       2   Outfall 

Southard/Margaret St.       4   95’ 

Southard/White St.                                4   83’ 

Stevens/ Laird St. 6” 4” 2” 4   92’ 

Stevens/Patricia St.       3   94’ 

Sunrise/18th St.       2 64’ Outfall 
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Thomas/Petronia St. 6”     2     

Thomas/Truman Ave.       1   87’ 

Thompson/Rose St.       2   88’ 

Tropical/Seminary St. 9” 5” 3” 5   121’ 

Tropical/South St.       6 299’ 119’ 

United/Florida St.       6 0 116’ 

United/Simonton St.       6 155’ 122’ 

United/Whitehead St.       5 139’ 122’ 

Varela/Virginia St.       4 103’ 88’ 

Virginia/Howe St.       3   88’ 

Virginia/Margaret St.       4 127’ 87’ 

Virginia/Packer St.       2   Crossover 

Virginia/White St.       4   86’ 

Vivian/1st St           Outfall 

Vivian/George St.           Outfall 

Vonphister/Ashby St. 12” 8” 5” 8   123’ 

Vonphister/George St.       4   120’ 
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Vonphister/White St.       2   Outfall 

Vortex at Simonton St.           Pump 
assist 

Washington/Ashby St. 5” 3” 2” 8 142’ 118’ 

Washington/Thompso
n 

      7   115’ 

Washington/Whalton  10” 6” 4” 5 188’ 116’ 

Washington/William        3   123’ 

Whalton /Vonphister       5   119’ 

White St.            Pump 
Assist 

William/Fleming 15” 10” 8” 3   121’ 

William/Southard St. 13” 10” 6” 3 115’ 119’ 

Windsor/Passover Ln. 8” 6” 4” 3 0 120’ 

Windsor/Virginia St.       6   123’ 

 
 

Inlet Baskets Cleaned 
     

      
 

Address Cups Cans Bottles Debris (in) Date 
 

215 Duval St.                              4/26/2012 
 

224 Duval St.           
 

300 Duval St. 13 5 4               6”           
 

301 Duval St. 10 8 

  

              6”     4 

313 Duval St. 8 4 3               6”   
 

400 Duval St. 7 2 1               3”   
 

401 Duval St.            1                 3”   
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410 Duval St.                                   3”   
 

419 Duval St. 9 3 1               4”   
 

500 Duval St. 12 5 2               5”   
 

501 Duval St.   1                 4”   
 

512 Duval St. 10 5 2               6”   
 

524 Duval St. 3                   5”   
 

525 Duval St. 1 1                 4”   
 

601 Duval St. 5 2 1               5”   
 

602 Duval St. 3                   4”   
 

617 Duval St. 6 4 1               6”   
 

618 Duval St. 4 1                          6”   
 

700 Duval St. 3 1 1               3” 4/27/2012 
 

701 Duval St. 1   1               4”   
 

1125 Duval St. 4 2 1               5”             
 

1130 Duval St. 6 3 1               5”   

1209 Duval St. 10 4 2               6”   

1210 Duval St. 5 1 1               5”   

1224 Duval St. 8 5 3              6”   

1229 Duval St.                             3”   

1314 Duval St. 6 3 2              4”   

1317 Duval St. 5 2 1              6”   

1327 Duval St. 4 3                5”            

1324 Duval St. 8  8 3 6”   

                     

            

            

            

            

       

       
Storm Manhole Ring and Covers 

    
•         None 

      

       
Storm Injection Wells Cleaned (shallow) 

   
•         None 

      

       
Storm Drain Grates Replaced / Installed 

    
•         1400 Block of Leon (Installed Trench Drain) 

   

       
Storm Water lines Televised 

    
•         None 
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Catch Basin Repairs  
     

•         None 
      

       

       
Trench Drains Installed 

     
•         None 

      

       
Other  Storm water Activities   

    

•         Clean Grates during rain events 
      

•         Recover keys at Tropical & 
Seminary 

       
 
 
 

WET WELL SALINITY READINGS (parts per thousand) AND PERCENT SEAWATER         6-MONTH   

LOCATION Nov, 11   Dec, 11   Jan, 12   Feb, 12   Mar, 12   Apr, 12   AVERAGE   

WWTP Infl. 1.5839 5% 1.2539 4% 0.9724 3% 1.0224 3% 1.2372 4% 1.6419 5% 1.29 3.67% 

Lift Station A 0.7050 2% 0.5780 2% 0.4080 1% 0.4650 1% 0.7130 2% 1.0360 3% 0.65 1.86% 

Lift Station B 2.0120 6% 1.6870 5% 1.2830 4% 1.2550 4% 0.9920 3% 1.5340 4% 1.46 4.17% 

Lift Station C 0.8570 2% 0.9300 3% 0.7120 2% 0.7410 2% 0.9950 3% 0.8930 3% 0.85 2.44% 

Lift Station D 2.9240 8% 2.4760 7% 1.7370 5% 1.7650 5% 1.0160 3% 2.3970 7% 2.05 5.86% 

Lift Station D/A 1.2760 4% 0.9960 3% 0.7500 2% 0.7660 2% 0.7350 2% 4.7560 14% 1.55 4.42% 

LIft Station E 1.5270 4% 1.3660 4% 0.9340 3% 1.8480 5% 1.3170 4% 2.8240 8% 1.64 4.67% 

Lift Station F 1.6340 5% 1.3830 4% 1.0860 3% 0.9010 3% 1.0870 3% 1.0340 3% 1.19 3.39% 

Lift Station G 2.8060 8% 2.4220 7% 1.8180 5% 1.3320 4% 1.9910 6% 1.7010 5% 2.01 5.75% 

Lift Station H 2.4020 7% 2.4400 7% 1.3300 4% 1.6660 5% 1.1160 3% 2.0000 6% 1.83 5.22% 

Lift Station J 0.6750 2% 0.5790 2% 0.4310 1% 0.4350 1% 0.4280 1% 0.3410 1% 0.48 1.38% 

Lift Station K 1.3810 4% 1.2310 4% 1.0160 3% 1.0280 3% 1.0420 3% 0.7720 2% 1.08 3.08% 

Lift Station L 0.5010 1% 0.5000 1% 0.5000 1% 0.4890 1% 3.8800 11% 4.0000 11% 1.65 4.70% 

Lift Station M 0.4030 1% 0.2860 1% 0.2770 1% 0.3040 1% 0.3230 1% 0.3490 1% 0.32 0.92% 

Lift Station N 0.8750 3% 0.6020 2% 0.7490 2% 0.6370 2% 4.1100 12% 0.6800 2% 1.28 3.64% 

Lift Station O 3.1910 9% 1.1630 3% 1.0930 3% 1.1810 3% 1.1190 3% 1.1600 3% 1.48 4.24% 

Lift Station R 1.8230 5% 1.4390 4% 1.1320 3% 1.2450 4% 0.1200 0% 1.8150 5% 1.26 3.61% 

Lift Station S 2.6760 8% 1.6720 5% 1.4230 4% 1.5150 4% 0.4610 1% 1.4590 4% 1.53 4.38% 

Lift Station T 0.8430 2% 0.8200 2% 0.8250 2% 0.8310 2% 0.8240 2% 0.8040 2% 0.82 2.36% 

               

      
Station DA salinity higher than normal due to construction dewatering  

 

      
should return to normal next month. 
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      M E M O R A N D U M 
 
 

TO: Jay Gewin, City of Key West 
 
FROM: John Bartelmo, OMI, Inc. 
 
DATE: June 6, 2012 
 
SUBJECT: Status Report for June, 2012 
 
 
  
 Monthly Status Report 
 
  
 Operations 
 
 
 Effluent Quality Summary 
 

Parameter Effluent 
Concentration 

Permitted 
Concentration 

Date Collected Through 

CBOD5 One Day Max. 3.0 mg/l 10.0 mg/l MAX 5/29/12 
CBOD5 Monthly Avg. 2.24 mg/l 6.25 mg/l AVG. 5/29/12 
TSS One Day Max. 2.9 mg/l 10.0 mg/l MAX 5/31/12 
TSS Monthly Avg. 1.2 mg/l 6.25 mg/l AVG. 5/31/12 
Total Nitrogen One Day Max. 3.32 mg/l 6.0 mg/l MAX 5/16/12 
Total Nitrogen Monthly Avg. 1.90 mg/l 3.75 mg/l AVG                    5/16/12 
Total Phosphorus One Day Max.           0.60 mg/l 2.0 mg/l MAX 5/16/12 
Total Phosphorus Monthly Avg. 0.31 mg/l 1.25 mg/l AVG 5/16/12 
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Maintenance: 
Treatment Plant: 

 
• Replaced poly blend mixer # 2 
• Repaired exterior lights in solids building. 
• Repaired office lighting in ops building. 
• Installed 2 new security cameras in/on solids building 
• Repaired hinges on doors in solids 
• Replaced exit sign fixture in utilidor. 
• Repaired edge protection on front gate. 
• Continue to paint inside and outside of headwork’s. 
• Installing lights in solids. 
• Implemented maintenance connection software 

 
Lift Stations: 
 

• Removed debris from pumps at L/S “F” 
• Cleaned wet well at L/S “F” 
• Cleaned wet well at L/S “G” 
• Replaced floats at L/S “G” 
• Painted stair well floor in pre treatment 
• Performed scheduled PM’s 
• Implemented maintenance software for stations 

  
Vehicles: 
 

• Performed scheduled PM’s 
 
Equipment out of service:  
 

 
• Generator at L/S “DA” 
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6/1/2012 
 

Collection 

     Plugged Main  
   None 

    
     Repaired Main  

   None 
    

     Main Cleaned 
   1000 Blk. 18th Ter. 388ft 

  3700 Blk. Pearlman Ter. 554ft 
  3700 Blk. Pearlman Ct. 250ft 
  1000 Blk. 18th St. 522ft 
  3600 Blk. Pearlman Ct. 387ft 
  1000 Blk. 17th St. 340ft 
  

     Plugged Lateral 
   None 

    
     Repaired Lateral 

   None 
    

     New Lateral 
    None 
    

     New C/O 
    None 
    

     Repaired C/O 
   None 

    
     M/H Rain Guard (Repaired) 

  None 
    

     M/H Ring & Cover 
   None 

    
     Odor Complaint  

   Thompson St. / Seminary St. 
  

     Tving   
    None 
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Other 
    Clean And Check Navy Meters Weekly 

 Clean Shop Grounds 
   Clean Wet Well Station 'F' 

  Install Portable Meter At Outer Mole 
 Pump Tripped At Station 'U' (Mallory 

Sq.) 
 

     Spill 
    None 
     

 
 
 

Navy Salinity 
           

Navy Points of Connection Salinity Readings             MONTHLY   

Location//Month:MAY. 2012 Week 1 Week 2 Week 3 Week 4   AVERAGE 

Trumbo Front Gate 0.4 1.1% 0.4 1% 0.5 1% 0.3 1% 0.4 0.4 1% 

Trumbo Backflow Preventer 0.2 1% 0.3 1% 0.3 1% 0.3 1%   0.275 1% 

Trumbo Back Gate 4 11% 7.1 20% 5.1 15% 5.1 15%   5.325 15% 

Emma St/Amelia 0.3 1% 0.2 1% 0.3 1% 0.3 1%   0.275 1% 

Truman and Fort 0.4 1% 0.4 1% 0.3 1% 0.3 1%   0.35 1% 

United and Whitehead 0.7 2% 0.8 2% 0.8 2% 1.1 3%   0.85 2% 

Sigsbee  2 6% 1.6 5% 1.4 4% 2.2 6%   1.8 5% 

Medical Center 0.4 1% 0.7 2% 0.5 1% 0.4 1%   0.5 1% 
 
 
 
 
 
Storm Drains / Sediment Traps 
Cleaned  

    
       Address Section 

1 
Section 

2 
Section 

3 
# Of 
CB 

Pipe 
Footage 

Well 
Depth 

              

1000 Margaret 8” 5”       80’ 

11th St./Rivera Dr.       2   Outfall 

11th St./Fogarty             

11th St. /Patterson             

15th St./Rivera Dr.       2   Outfall 

15th St./Harriett 6” 3” 2” 3 0 122’ 

16th Ter./Northside Dr.       4   Outfall 

1700 Josephine       4   91’ 
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17th St./17th Ter.              1 79’ 119’ 

1700 Reynolds St.       3   Outfall 

17th St./Donald Ave.       2   101’ 

17th Ter./Donald Ave.       1   100’ 

17th Ter./Northside Dr.       4   Outfall 

18th St./Northside Dr.       4   Outfall 

19th St./Donald Dr.       2   91’ 

1st St./Fogarty Ave.             

1st St./Harris Ave.             

1st St./Seidenberg Ave.             

200 Blk. Grinnel St.           Outfall 

200 Blk. Margaret St.       2   Outfall 

200 Blk. William St.       2   Outfall 

20th St./Donald Ave.       4   Outfall 

20th St./Duck Ave.       4   119’ 

20th St./Northside Dr.       4   Outfall 

2nd St./Fogarty Ave.       4   Outfall 

2nd St./Harris Ave.       4   Outfall 

2nd St./Patterson Ave.       3   Outfall 

2nd St./Staples Ave.       1   106’ 

3342 Northside Dr.       2   Outfall 

3368 Northside Dr.       2   Outfall 

3rd St./Fogarty Ave.       4   Outfall 

3rd St./Harris Ave.       4   Outfall 

3rd St./Patterson Ave.       4   Outfall 

3rd St./Roosevelt Dr.       3   Outfall 

3rd St./Seidenberg Ave.       1   89’ 

3rd St./Seidenberg Ave. 12” 7” 5” 4   88’ 

4th St./Flagler Ave.       2   Outfall 

4th St./Fogarty Ave.       4   Outfall 

4th St./Harris Ave.       3   Outfall 

4th St./Roosevelt Blvd.       0 0 Outfall 

4th St./Patterson Ave.       4   Outfall 

5th St./Fogarty Ave.       2   Outfall 
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5th St./Patterson Ave.       1   Outfall 

6th St./Patterson Ave.       4     

7th St./Staples Ave.       2   40’ 

900 Blk. Thomas St.       1     

916 James       2   Crossover 

Albury St./Pearl St. 10” 7” 4” 3 0 120’ 

Amelia /Whitehead St. 6” 4” 2” 4   77’ 

Angela/Ashe St.       4 93’ 83’ 

Angela/Margaret St.       4   74’ 

Angela/Pearl St. 6” 5” 3” 4   119’ 

Angela/Simonton St.       4   86’ 

Angela/White St.       4   90’ 

Ashe/Angela St.       4   84’ 

Atlantic/Ashby St.       1   101’ 

Bill Butler Park       2     

Boog Powel Ct.       3   Outfall 

Caroline/Anne St. 10” 7” 5” 1   123’ 

Caroline/Elizabeth St.       2   Crossover 

Caroline/Margaret St.       0 10’ 85’ 

Caroline/Whitehead St.       2 50’ 89’ 

Catherine/Grinnell St.       3 118’ 120’ 

Catherine/Margaret St.       4   88’ 

Catherine/Packer St.       4   118’ 

Catherine/Royal St.       5   118” 

Catherine/Thomas St.       2   97’ 

Catherine/Thomas St.                               2   94’’ 

Catherine/Varela St. 8” 6” 5” 4   88’ 

Catherine/Watson St.       4   121’ 

Catherine/White St. 9” 6” 4” 4   87’ 

Catherine/Whitehead        4 130 122’ 

Catherine/William St. 8” 5” 3” 5   122’ 

Dennis/Venetia St.   
  

  4 0 87’ 

Duval/Front St.       6   Outfall 

Duval/Louisa St.       2   Outfall 
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Duval/United St.       2   Outfall 

Duval/Wall St.       1   Outfall 

Duval St.(1312)       2   Outfall 

Eaton/Frances St. 6” 3” 2” 4   85’ 

Eaton/Margret St.       5   124’ 

Eaton/Simonton St.       2   Crossover 

Eaton/Peacon       3 115’ 123’ 

Eaton/White St.                              4 103’ 85’ 

Elizabeth/Green St.       2   Outfall 

Elizabeth/Olivia St. 12” 8” 5”     121’ 

Elizabeth/Southard St.       2   Crossover 

Emma/Olivia St. 8” 6” 3” 4   85’ 

Emma/Truman Ave. 7” 5” 3” 2 0’ 118’ 

Fire Station #1                     88’ 

Fire Station #2           88’ 

Flagler/1st St.       2   Outfall 

Flagler/George St.       2   Outfall 

Flagler/Josephine St.       2   Outfall 

Flagler/Leon St.       2   Outfall 

Flagler/Thompson St.       2   Outfall 

Flagler Ave.(1204)       1   Outfall 

Flagler Ave.(1418)       1   Outfall 

Flagler Ave.(1620)       2   Outfall 

Flagler Ave.(1706)       2   Outfall 

Fleming/Frances St. 8” 6” 4” 4   88’ 

Fleming/White St.       4 106’ 86’ 

Florida/Newton St.       4 141’ 123’ 

Florida/Virginia St.       6 0 119’ 

Fort St.         0 Outfall 

Frances/Eaton St. 8” 5” 2” 4   90’ 

Frances/Petronia St. 7” 5” 3” 3   88’ 

Frances/Southard St.       3 125’ 125’ 

George/Blanch St.       4   93’ 

George/Duncan St.       4   Outfall 
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George/Fogarty Ave.       2   Outfall 

George/Patricia St. 6” 4” 3” 2   90’ 

George/United St.       3   Outfall 

George/Venetia St.       3   86’ 

George/Washington St. 4” 3” 2” 8 0 115’ 

Green/Whitehead St.       4   115’ 

Grinnel/Vonphister St.              3 83’ 97’ 

Grinnell/Trumbo Rd. 
(Ferry Ter.) 

      3   66’ 

Johnson/Grinnel St.       4   90’ 

Johnson/Whalton St.       4 100' 85’ 

Jose Marti Dr. 12” 8” 8” 4   Outfall 

Jose Marti Dr./Truman       4   Outfall 

Josephine/Blanch St. 5” 3” 1” 4   86’ 

Jr. College Rd. E #1           Outfall 

                            #2 Outfall 

                            #3 Outfall 

                            #4 Outfall 

                            #5 Outfall 

Jr. College Rd. W #6           Outfall 

               “             #7 Outfall 

                “            #8 Outfall 

                “           #9 Outfall 

                “          #10 Outfall 

Kennedy/Riviera Dr.           Outfall 

Laird/Ashby St.       5 110’ 88’ 

Laird/Leon St. 6” 3” 2” 4   99’ 

Laird/Thompson St. 7” 4” 2” 3 50’ 88’ 

Leon/Atlantic Blvd.       4   92’ 

Mallory Square #1             

            “            #2 

            “            #3 

            “            #4 

            “            #5 

            “            #6 
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Newton/Eisenhower       2   Outfall 

Northside Dr./14th St.       4   Outfall 

Northside Dr. (3130)       2   Outfall 

Northside Dr. (3132)       2   Outfall 

Northside Dr. (3230)       2   Outfall 

Northside Dr. (3282)       2   Outfall 

Northside Dr. (3318)       2   Outfall 

Northside Dr. (3342)       1   Outfall 

Olivia/Pearl St.       3 0 88’ 

Olivia/Windsor Ln.       4 70’ 86’ 

Patricia/Ashby St.           Pump 
Assist 

Patterson Ave.(1900)       2   Outfall 

Patterson Ave.(2000)       2   Outfall 

Pearl/Duncan St. 4” 3” 3” 6 0 118’ 

Pearl/Newton St. 10” 7” 5” 3   126’ 

Pearl/Pine St.       3 0 124’ 

Pearl/United St.       6 248 116’ 

Petronia/ Florida St.       4 144 124’ 

Reynolds/ Vonphister  7” 4” 3” 3   97’ 

Roosevelt Dr. /Bay St.       3   Outfall 

Rose/Ashby St. 6” 3” 2” 4   96’ 

Simonton/Caroline St.       4   78’ 

Simonton/ Louisa St.       4   87’ 

Simonton/Southard St.       2   Crossover 

Simonton Beach           Pump 
Assist 

Smathers Beach #1           95’ 

                          #2 93’ 

                          #3 95’ 

                          #4 95’ 

                          #5 95’ 

South/Leon St. 5” 3” 2” 4   98’ 

South/Reynolds St.       4   94’ 

South/Seminary St.                                5   121’ 

South/Simonton St.       4 85’ 88’ 
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South/ Whitehead St.       3   85’ 

South Beach drains       2   Outfall 

Southard/Margaret St. 5” 2” 1” 4   93’ 

Southard/White St.                          9” 6” 4” 4   82’ 

Stevens/ Laird St.       4   92’ 

Stevens/Patricia St. 5” 3” 2” 3   93’ 

Sunrise/18th St.       2 64’ Outfall 

Thomas/Petronia St.       2     

Thomas/Truman Ave. 10” 6” 4” 1   87’ 

Thompson/Rose St. 6” 3” 2” 2   88’ 

Tropical/Seminary St. 3” 2” 1” 5   121’ 

Tropical/South St. 4” 3” 2” 6 299’ 119’ 

United/Florida St. 5” 4” 2” 6 0 116’ 

United/Simonton St.       6 155’ 122’ 

United/Whitehead St.       5 139’ 122’ 

Varela/Virginia St. 6” 4” 2” 4 103’ 88’ 

Virginia/Howe St. 4” 4” 2” 3   87’ 

Virginia/Margaret St.       4 127’ 87’ 

Virginia/Packer St.       2   Crossover 

Virginia/White St. 9” 6” 3” 4   86’ 

Vivian/1st St           Outfall 

Vivian/George St.           Outfall 

Vonphister/Ashby St.       8   123’ 

Vonphister/George St. 4” 2” 2” 4   120’ 

Vonphister/White St.       2   Outfall 

Vortex at Simonton St.           Pump 
assist 

Washington/Ashby St.       8 142’ 118’ 

Washington/Thompson 5” 3” 2” 7   115’ 

Washington/Whalton      ” 5 188’ 116’ 

Washington/William  6” 4” 2” 3   123’ 

Whalton /Vonphister       5   119’ 

White St.            Pump 
Assist 

William/Fleming       3   121’ 

William/Southard St.       3 115’ 119’ 
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Windsor/Passover Ln.       3 0 120’ 

Windsor/Virginia St.       6   123’ 

 
 
 
Inlet Baskets Cleaned 
 
 

Address Cups Cans Bottles 
Debris 

(in) 
215 Duval St. 15 17 5              8” 

224 Duval St.                    3” 

300 Duval St. 5 4 3               3” 

301 Duval St. 6 4                 6” 

313 Duval St. 10 10 3               10” 

400 Duval St. 3 3 1               5” 

401 Duval St. 4 2                 5” 

410 Duval St. 10 8 5               6” 

419 Duval St. 15 8 3               6” 

500 Duval St. 5 5 2               4” 

501 Duval St. 7 5 3               5” 

512 Duval St.                     ” 

524 Duval St. 6 4 2               5” 

525 Duval St.                     2” 

601 Duval St. 3 1 1               4” 

602 Duval St. 1 1                 4” 

617 Duval St. 2                   3” 

618 Duval St. 6 3 1               6” 

700 Duval St. 3 1 1               4” 

701 Duval St. 5 3                 5” 

1125 Duval St.                     3” 

1130 Duval St.                     3” 

1209 Duval St. 5 3 1               4” 

1210 Duval St. 3 3                 4” 

1224 Duval St.                    4” 

1229 Duval St. 3                           4 ” 

1314 Duval St. 4 2                3” 

1317 Duval St. 2 2                3” 

1327 Duval St. 6 4 1              5” 

1324 Duval St. 3  3                5” 
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     Storm Manhole Ring and Covers 

   •         None 
    

     Storm Injection Wells Cleaned (shallow) 
  •         2828 Staples 

    •         2832 Staples (2) 
    

     Storm Drain Grates Replaced / Installed 
  •         None 

    
     Storm Water lines Televised 

   •         #1, #2, #3  College Road 
   

     Catch Basin Repairs  
    •         None 
    

     
     Trench Drains Installed 

    •         926 Virginia 
    •         3535 Northside Court 
    

     Other  Storm water Activities   
   

•         Clean Grates during & after rain events 
    

•         Clean Inserts on List 
    

•         Cleared Outfalls at #2 & #10 College 
Road 

    
      

 
Storm Manhole Ring and Covers 
• None 
 
Storm Injection Wells Cleaned (shallow) 
• None 
 
Storm Drain Grates Replaced / Installed 
• Frame / Grate Truman Annex (PAL) 

 
Storm Water lines Televised 
• None 
 
Catch Basin Repairs  
• None 

 
 
Trench Drains Installed 
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• 1100 Virginia St. (Two) 
• 1028 Virginia St. (Two) 
 
Other  Storm water Activities   
• Clean Stormwater Station Grounds 
 
 

WET WELL SALINITY READINGS (parts per thousand) AND PERCENT SEAWATER         6-MONTH   

LOCATION Dec, 11   Jan, 12   Feb, 12   Mar, 12   Apr, 12   May, 12   AVERAGE   

WWTP Infl. 1.2539 4% 0.9724 3% 1.0224 3% 1.2372 4% 1.6419 5% 1.2519 4% 1.23 3.51% 

Lift Station A 0.5780 2% 0.4080 1% 0.4650 1% 0.7130 2% 1.0360 3% 0.8010 2% 0.67 1.91% 

Lift Station B 1.6870 5% 1.2830 4% 1.2550 4% 0.9920 3% 1.5340 4% 1.5240 4% 1.38 3.94% 

Lift Station C 0.9300 3% 0.7120 2% 0.7410 2% 0.9950 3% 0.8930 3% 0.8220 2% 0.85 2.43% 

Lift Station D 2.4760 7% 1.7370 5% 1.7650 5% 1.0160 3% 2.3970 7% 2.0360 6% 1.90 5.44% 

Lift Station D/A 0.9960 3% 0.7500 2% 0.7660 2% 0.7350 2% 4.7560 14% 1.2470 4% 1.54 4.40% 

LIft Station E 1.3660 4% 0.9340 3% 1.8480 5% 1.3170 4% 2.8240 8% 2.5570 7% 1.81 5.16% 

Lift Station F 1.3830 4% 1.0860 3% 0.9010 3% 1.0870 3% 1.0340 3% 0.9880 3% 1.08 3.09% 

Lift Station G 2.4220 7% 1.8180 5% 1.3320 4% 1.9910 6% 1.7010 5% 1.5420 4% 1.80 5.15% 

Lift Station H 2.4400 7% 1.3300 4% 1.6660 5% 1.1160 3% 2.0000 6% 2.0240 6% 1.76 5.04% 

Lift Station J 0.5790 2% 0.4310 1% 0.4350 1% 0.4280 1% 0.3410 1% 0.4750 1% 0.45 1.28% 

Lift Station K 1.2310 4% 1.0160 3% 1.0280 3% 1.0420 3% 0.7720 2% 0.8420 2% 0.99 2.82% 

Lift Station L 0.5000 1% 0.5000 1% 0.4890 1% 3.8800 11% 4.0000 11% ** 0% 1.56 4.46% 

Lift Station M 0.2860 1% 0.2770 1% 0.3040 1% 0.3230 1% 0.3490 1% 0.6890 2% 0.37 1.06% 

Lift Station N 0.6020 2% 0.7490 2% 0.6370 2% 4.1100 12% 0.6800 2% 0.6380 2% 1.24 3.53% 

Lift Station O 1.1630 3% 1.0930 3% 1.1810 3% 1.1190 3% 1.1600 3% 1.1890 3% 1.15 3.29% 

Lift Station R 1.4390 4% 1.1320 3% 1.2450 4% 0.1200 0% 1.8150 5% 1.6300 5% 1.23 3.51% 

Lift Station S 1.6720 5% 1.4230 4% 1.5150 4% 0.4610 1% 1.4590 4% 1.4440 4% 1.33 3.80% 

Lift Station T 0.8200 2% 0.8250 2% 0.8310 2% 0.8240 2% 0.8040 2% 0.8340 2% 0.82 2.35% 

               

      

** Lift station L not transmitting 
properly 
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      M E M O R A N D U M 
 
 

TO: Jay Gewin, City of Key West 
 
FROM: John Bartelmo, OMI, Inc. 
 
DATE: July 6, 2012 
 
SUBJECT: Status Report for July, 2012 
 
 
  
 Monthly Status Report 
 
  
 Operations 
 
 
 Effluent Quality Summary 
 

Parameter Effluent 
Concentration 

Permitted 
Concentration 

Date Collected Through 

CBOD5 One Day Max. 2.9 mg/l 10.0 mg/l MAX 6/26/12 
CBOD5 Monthly Avg. 2.15 mg/l 6.25 mg/l AVG. 6/26/12 
TSS One Day Max. 3.7 mg/l 10.0 mg/l MAX 6/30/12 
TSS Monthly Avg. 1.6 mg/l 6.25 mg/l AVG. 6/3012 
Total Nitrogen One Day Max. 3.50 mg/l 6.0 mg/l MAX 6/13/12 
Total Nitrogen Monthly Avg. 2.58 mg/l 3.75 mg/l AVG                    6/13/12 
Total Phosphorus One Day Max.           0.80 mg/l 2.0 mg/l MAX 6/13/12 
Total Phosphorus Monthly Avg. 0.35 mg/l 1.25 mg/l AVG 6/13/12 
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Maintenance: 
Treatment Plant: 

 
• Replaced poly blend mixer # 1 
• Replaced floats in scum box # 2 
• Repaired final drive on clarifier # 2 
• Replaced zinc anodes on clarifier # 2 
• Replaced seal on center pier, top and bottom 
• Repaired influent sampler 
• Repaired filter # 2 backwash pump 
• Replaced dewatering valves on sludge storage tank # 2 
• Replaced u joints on W-3 pump # 2 
• Replaced blower # 1 discharge valve 
• Repaired plant network 
• Performed scheduled PM’s 

 
Lift Stations: 
 

• Removed dbris from pumps at L/S “F” 
• Cleaned debris and grease from L/S “F” 
• Replaced digital controller for generator at L/S “DA” 
• Replaced pump at Jose Marti drive storm drain 
• Replaced pump # 2 at high school storm water pumps 
• Removed debris from pump # 2 at L/S “B” 
• Repair odor control unit at L/S “D” 
• Performed scheduled PM’s 

  
Vehicles: 
 

• Performed scheduled PM’s 
• Repaired brakes on truck  # 603 

 
Equipment out of service:  
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6/1/2012 

 
Collection 

     Plugged Main  
   None 

    
     Repaired Main  

   None 
    

     Main Cleaned 
   1000 Blk. 18th Ter. 388ft 

  3700 Blk. Pearlman Ter. 554ft 
  3700 Blk. Pearlman Ct. 250ft 
  1000 Blk. 18th St. 522ft 
  3600 Blk. Pearlman Ct. 387ft 
  1000 Blk. 17th St. 340ft 
  

     Plugged Lateral 
   None 

    
     Repaired Lateral 

   None 
    

     New Lateral 
    None 
    

     New C/O 
    None 
    

     Repaired C/O 
   None 

    
     M/H Rain Guard (Repaired) 

  None 
    

     M/H Ring & Cover 
   None 

    
     Odor Complaint  

   Thompson St. / Seminary St. 
  

     Tving   
    None 
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     Other 
    Clean And Check Navy Meters Weekly 

 Clean Shop Grounds 
   Clean Wet Well Station 'F' 

  Install Portable Meter At Outer Mole 
 Pump Tripped At Station 'U' (Mallory 

Sq.) 
 

     Spill 
    None 
     

 
 
 

Navy Salinity 
           

Navy Points of Connection Salinity Readings               
MONTHL
Y   

Location//Month:June 2012 Week 1 Week 2 Week 3 Week 4   AVERAGE 

Trumbo Front Gate 0.6 1.7% 0.3 1% 0.4 1% 0.3 1% 0.4 0.4 1% 

Trumbo Backflow Preventer 0.3 1% 0.3 1% 0.3 1% 0.2 1%   0.275 1% 

Trumbo Back Gate 0.6 2% 5.1 15% 0.6 2% 9.2 26%   3.875 11% 

Emma St/Amelia 0.3 1% 0.3 1% 0.3 1% 0.3 1%   0.3 1% 

Truman and Fort 0.6 2% 0.3 1% 0.4 1% 0.3 1%   0.4 1% 

United and Whitehead 0.4 1% 0.9 3% 0.3 1% 0.7 2%   0.575 2% 

Sigsbee  1.8 5% 1.9 5% 1.2 3% 1.6 5%   1.625 5% 

Medical Center 0.1 1% 0.2 1% 0.3 1% 0.6 2%   0.3 1% 
 
 
 
 
 
Storm Drains / Sediment Traps Cleaned  

   
       Address Section 

1 
Section 

2 
Section 

3 
# Of 
CB 

Pipe 
Footage 

Well 
Depth 

1000 Margaret           80’ 

11th St./Rivera Dr.       2   Outfall 

11th St./Fogarty             

11th St. /Patterson             

15th St./Rivera Dr.       2   Outfall 

15th St./Harriett       3 0 122’ 

16th Ter./Northside Dr.       4   Outfall 

1700 Josephine       4   91’ 

17th St./17th Ter.              1 79’ 119’ 
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1700 Reynolds St. 7” 5” 3” 3   Outfall 

17th St./Donald Ave.       2   101’ 

17th Ter./Donald Ave. 7” 5” 3” 1   9’ 

17th Ter./Northside Dr.       4   Outfall 

18th St./Northside Dr.       4   Outfall 

19th St./Donald Ave. 5” 3” 2” 2   91’ 

1st St./Fogarty Ave.             

1st St./Harris Ave.             

1st St./Seidenberg Ave.             

200 Blk. Grinnel St.           Outfall 

200 Blk. Margaret St.       2   Outfall 

200 Blk. William St.       2   Outfall 

20th St./Donald Ave.       4   Outfall 

20th St./Duck Ave.       4   119’ 

20th St./Northside Dr.       4   Outfall 

2nd St./Fogarty Ave.       4   Outfall 

2nd St./Harris Ave.       4   Outfall 

2nd St./Patterson Ave.       3   Outfall 

2nd St./Staples Ave.       1   106’ 

3342 Northside Dr.       2   Outfall 

3368 Northside Dr.       2   Outfall 

3rd St./Fogarty Ave.       4   Outfall 

3rd St./Harris Ave.       4   Outfall 

3rd St./Patterson Ave.       4   Outfall 

3rd St./Roosevelt Dr.       3   Outfall 

3rd St./Seidenberg Ave.       1   89’ 

3rd St./Seidenberg Ave.       4   88’ 

4th St./Flagler Ave.       2   Outfall 

4th St./Fogarty Ave.       4   Outfall 

4th St./Harris Ave.       3   Outfall 

4th St./Roosevelt Blvd.       0 0 Outfall 

4th St./Patterson Ave.       4   Outfall 

5th St./Fogarty Ave.       2   Outfall 

5th St./Patterson Ave.       1   Outfall 

6th St./Patterson Ave.       4     

7th St./Staples Ave.       2   40’ 

900 Blk. Thomas St.       1     

916 James       2   Crossover 

Albury St./Pearl St.       3 0 120’ 
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Amelia /Whitehead St.       4   77’ 

Angela/Ashe St. 5” 3” 2” 4 93’ 83’ 

Angela/Margaret St.       4   74’ 

Angela/Pearl St.       4   119’ 

Angela/Simonton St.       4   86’ 

Angela/White St.       4   90’ 

Ashe/Angela St.       4   84’ 

Atlantic/Ashby St. 6” 4” 3” 1   100’ 

Bill Butler Park       2     

Boog Powel Ct.       3   Outfall 

Caroline/Anne St.       1   123’ 

Elizabeth St. 14” 10” 7” 2   120” 

Caroline/Margaret St.       0 10’ 85’ 

Caroline/Whitehead St. 7” 4” 2” 2 50’ 87’ 

Catherine/Grinnell St.       3 118’ 120’ 

Catherine/Margaret St.       4   88’ 

Catherine/Packer St.       4   118’ 

Catherine/Royal St.       5   118” 

Catherine/Thomas St. 5” 3” 2” 2   98’ 

Catherine/Thomas St.                               2   94’’ 

Catherine/Varela St.       4   88’ 

Catherine/Watson St.       4   121’ 

Catherine/White St.       4   87’ 

Catherine/Whitehead        4 130 122’ 

Catherine/William St.       5   122’ 

Dennis/Venetia St. 5” 3” 2” 4 0 87’ 

Duval/Front St.       6   Outfall 

Duval/Louisa St.       2   Outfall 

Duval/United St.       2   Outfall 

Duval/Wall St.       1   Outfall 

Duval St.(1312)       2   Outfall 

Eaton/Frances St.       4   85’ 

Eaton/Margret St.       5   124’ 

Eaton/Simonton St.       2   Crossover 

Eaton/Peacon       3 115’ 123’ 

Eaton/White St.                              4 103’ 85’ 

Elizabeth/Green St. 5” 3” 2” 2   Outfall 

Elizabeth/Olivia St.           121’ 

Elizabeth/Southard St.       2   Crossover 
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Emma/Olivia St.       4   85’ 

Emma/Truman Ave.       2 0’ 118’ 

Fire Station #1                     88’ 

Fire Station #2           88’ 

Flagler/1st St.       2   Outfall 

Flagler/George St.       2   Outfall 

Flagler/Josephine St.       2   Outfall 

Flagler/Leon St.       2   Outfall 

Flagler/Thompson St.       2   Outfall 

Flagler Ave.(1204)       1   Outfall 

Flagler Ave.(1418)       1   Outfall 

Flagler Ave.(1620)       2   Outfall 

Flagler Ave.(1706)       2   Outfall 

Fleming/Frances St.       4   88’ 

Fleming/White St. 9” 7” 5” 4 106’ 87’ 

Florida/Newton St.       4 141’ 123’ 

Florida/Virginia St.       6 0 119’ 

Fort St. 8”       0 Outfall 

Frances/Eaton St.       4   90’ 

Frances/Petronia St.       3   88’ 

Frances/Southard St.       3 125’ 125’ 

George/Blanch St.       4   93’ 

George/Duncan St.       4   Outfall 

George/Fogarty Ave.       2   Outfall 

George/Patricia St.       2   90’ 

George/United St.       3   Outfall 

George/Venetia St.       3   86’ 

George/Washington St. 4” 3” 2” 8 0 115’ 

Green/Whitehead St.       4   115’ 

Grinnel/Vonphister St. checked            3 83’ 97’ 

Grinnell/Trumbo Rd. 
(Ferry Ter.) 

5” 3” 2” 3   66’ 

Johnson/Grinnel St.       4   90’ 

Johnson/Whalton St. 5” 2” 2” 4 100' 85’ 

Jose Marti Dr.       4   Outfall 

Jose Marti Dr./Truman 5” 3” 3” 4   Outfall 

Josephine/Blanch St.       4   86’ 

Jr. College Rd. E #1           Outfall 

                            #2 Outfall 
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                            #3 Outfall 

                            #4 Outfall 

                            #5 Outfall 

Jr. College Rd. W #6           Outfall 

               “             #7 Outfall 

                “            #8 Outfall 

                “           #9 Outfall 

                “          #10 Outfall 

Kennedy/Riviera Dr.           Outfall 

Laird/Ashby St.         5” 3” 2” 5 110’ 88’ 

Laird/Leon St.       4   99’ 

Laird/Thompson St.       3 50’ 88’ 

Leon/Atlantic Blvd. 6” 4” 2” 4   93’ 

Mallory Square #1             

            “            #2 

            “            #3 

            “            #4 

            “            #5 

            “            #6 

Newton/Eisenhower       2   Outfall 

Northside Dr./14th St.       4   Outfall 

Northside Dr. (3130)       2   Outfall 

Northside Dr. (3132)       2   Outfall 

Northside Dr. (3230)       2   Outfall 

Northside Dr. (3282)       2   Outfall 

Northside Dr. (3318)       2   Outfall 

Northside Dr. (3342)       1   Outfall 

Olivia/Pearl St.       3 0 88’ 

Olivia/Windsor Ln.       4 70’ 86’ 

Patricia/Ashby St.           Pump 
Assist 

Patterson Ave.(1900)       2   Outfall 

Patterson Ave.(2000)       2   Outfall 

Pearl/Duncan St.       6 0 118’ 

Pearl/Newton St.       3   126’ 

Pearl/Pine St. 7” 6” 4” 3 0 124’ 

Pearl/United St.       6 248 116’ 

Petronia/ Florida St. 10” 7” 5” 4 144 1242’ 

Reynolds/ Vonphister        3   97’ 
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Roosevelt Dr. /Bay St.       3   Outfall 

Rose/Ashby St.       4   96’ 

Simonton/Caroline St.       4   78’ 

Simonton/ Louisa St.       4   87’ 

Simonton/Southard St.       2   Crossover 

Simonton Beach           Pump 
Assist 

Smathers Beach #1 8”         95’ 

                          #2 5” 93’ 

                          #3 4” 95’ 

                          #4 4” 95’ 

                          #5 6” 95’ 

South/Leon St.       4   98’ 

South/Reynolds St.       4   94’ 

South/Seminary St.                                5   121’ 

South/Simonton St.       4 85’ 88’ 

South/ Whitehead St. 9” 6” 3” 3   86’ 

South Beach drains       2   Outfall 

Southard/Margaret St.       4   93’ 

Southard/White St.                                4   82’ 

Stevens/ Laird St.       4   92’ 

Stevens/Patricia St.       3   93’ 

Sunrise/18th St. 7” 4” 3” 2 64’ Outfall 

Thomas/Petronia St.       2     

Thomas/Truman Ave. 6” 4” 3” 1   87’ 

Thompson/Rose St.       2   88’ 

Tropical/Seminary St. checked     5   121’ 

Tropical/South St. checked     6 299’ 119’ 

United/Florida St. checked     6 0 116’ 

United/Simonton St.       6 155’ 122’ 

United/Whitehead St.       5 139’ 122’ 

Varela/Virginia St.       4 103’ 88’ 

Virginia/Howe St.       3   87’ 

Virginia/Margaret St.       4 127’ 87’ 

Virginia/Packer St.       2   Crossover 

Virginia/White St.       4   86’ 

Vivian/1st St           Outfall 

Vivian/George St.           Outfall 

Vonphister/Ashby St.       8   123’ 
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Vonphister/George St.       4   120’ 

Vonphister/White St.       2   Outfall 

Vortex at Simonton St.           Pump 
assist 

Washington/Ashby St. 4” 2” 2” 8 142’ 118’ 

Washington/Thompson       7   115’ 

Washington/Whalton        5 188’ 116’ 

Washington/William        3   123’ 

Whalton /Vonphister       5   119’ 

White St.            Pump 
Assist 

William/Fleming       3   121’ 

William/Southard St.       3 115’ 119’ 

Windsor/Passover Ln.       3 0 120’ 

Windsor/Virginia St. 11” 8” 5” 6   122’ 

 
 
 

Inlet Baskets Cleaned 
     

      

      
      

Address Cups Cans Bottles Debris (in) Date 

215 Duval St. 25 10 10              6” 6/26/2012 

224 Duval St.                    ”   

300 Duval St. 7 5 1               2”           

301 Duval St. 3 3 

  

              3”   2 

313 Duval St. 9 2 4               2”   

400 Duval St. 3 2 3              2 ”   

401 Duval St. 5 4 1               3”   

410 Duval St. 2 3 1               1”   

419 Duval St. 4 2                1 ”   

500 Duval St. 2 1                 ”   

501 Duval St. 4   1               1“   

512 Duval St. 3                   1”   

524 Duval St. 2                   ”   

525 Duval St. 1 1 1               1”   

601 Duval St. 2 2 1               2”   

602 Duval St. 5 3 2               3”   

617 Duval St. 5 2 1              4”   

618 Duval St. 3 1 2               2”   
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700 Duval St.                     ”   

701 Duval St. 3 1 1               1”   

1125 Duval St. 4 3 2               3”             

1130 Duval St. 3 2                 2”   

1209 Duval St. 4 2                 2”   

1210 Duval St. 2 1 1               1”   

1224 Duval St. 2                   ”   

1229 Duval St. 1                           1”   

1314 Duval St. 3 2 1              2”   

1317 Duval St. 2 1 2             1”   

1327 Duval St. 3 2 1              2”            

1324 Duval St. 4  1 1              2”   

     

      
Storm Manhole Ring and Covers 

    
•         None 

     

      
Storm Injection Wells Cleaned (shallow) 

    
•         1336 Duncan (3) 

     
•         3204 Duck Ave. 

     

      
Storm Drain Grates Replaced / Installed 

    
•         South & Duval (2) 

     

      
Storm Water lines Televised 

     
•         None 

     

      
Catch Basin Repairs  

     
•         Bill Butler Park (2) 

     

      

      
Trench Drains Installed 

     
•         1121 Washington 

     
•         2828 Staples 

     
•         2832 Staples 

     

      
Other  Storm water Activities   

    

•         Clean Grates during & after rain events 
     

•         Cleared Outfalls at Sunset & Staples 
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•         Pump down areaDennis & Venetia due to heavy 
rains 

     

•         Clean drains at George Mira Field 
     

•         Replaced pump at Jose Marti 
     

•         Pulled and back flushed pump at Dennis & 
Venetia 

      
 
 

WET WELL SALINITY READINGS (parts per thousand) AND PERCENT SEAWATER         6-MONTH   

LOCATION Jan, 12   Feb, 12   Mar, 12   Apr, 12   May, 12   Jun, 12   AVERAGE   

WWTP Infl. 0.9724 3% 1.0224 3% 1.2372 4% 1.6419 5% 1.2519 4% 1.2836 4% 1.23 3.53% 

Lift Station A 0.4080 1% 0.4650 1% 0.7130 2% 1.0360 3% 0.8010 2% 0.7210 2% 0.69 1.97% 

Lift Station B 1.2830 4% 1.2550 4% 0.9920 3% 1.5340 4% 1.5240 4% 1.5950 5% 1.36 3.90% 

Lift Station C 0.7120 2% 0.7410 2% 0.9950 3% 0.8930 3% 0.8220 2% 0.7710 2% 0.82 2.35% 

Lift Station D 1.7370 5% 1.7650 5% 1.0160 3% 2.3970 7% 2.0360 6% 2.1550 6% 1.85 5.29% 

Lift Station D/A 0.7500 2% 0.7660 2% 0.7350 2% 4.7560 14% 1.2470 4% 1.0030 3% 1.54 4.41% 

LIft Station E 0.9340 3% 1.8480 5% 1.3170 4% 2.8240 8% 2.5570 7% 2.7240 8% 2.03 5.81% 

Lift Station F 1.0860 3% 0.9010 3% 1.0870 3% 1.0340 3% 0.9880 3% 1.1710 3% 1.04 2.98% 

Lift Station G 1.8180 5% 1.3320 4% 1.9910 6% 1.7010 5% 1.5420 4% 1.5450 4% 1.65 4.73% 

Lift Station H 1.3300 4% 1.6660 5% 1.1160 3% 2.0000 6% 2.0240 6% 1.6860 5% 1.64 4.68% 

Lift Station J 0.4310 1% 0.4350 1% 0.4280 1% 0.3410 1% 0.4750 1% 0.3540 1% 0.41 1.17% 

Lift Station K 1.0160 3% 1.0280 3% 1.0420 3% 0.7720 2% 0.8420 2% 0.6990 2% 0.90 2.57% 

Lift Station L 0.5000 1% 0.4890 1% 3.8800 11% 4.0000 11% ** 0% ** 0% 1.48 4.22% 

Lift Station M 0.2770 1% 0.3040 1% 0.3230 1% 0.3490 1% 0.6890 2% 0.9030 3% 0.47 1.35% 

Lift Station N 0.7490 2% 0.6370 2% 4.1100 12% 0.6800 2% 0.6380 2% 0.8650 2% 1.28 3.66% 

Lift Station O 1.0930 3% 1.1810 3% 1.1190 3% 1.1600 3% 1.1890 3% 1.2050 3% 1.16 3.31% 

Lift Station R 1.1320 3% 1.2450 4% 0.1200 0% 1.8150 5% 1.6300 5% 1.8440 5% 1.30 3.71% 

Lift Station S 1.4230 4% 1.5150 4% 0.4610 1% 1.4590 4% 1.4440 4% 1.7220 5% 1.34 3.82% 

Lift Station T 0.8250 2% 0.8310 2% 0.8240 2% 0.8040 2% 0.8340 2% 0.8590 2% 0.83 2.37% 

               

      

** Lift station L not transmitting 
properly 
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      M E M O R A N D U M 
 
 

TO: Jay Gewin, City of Key West 
 
FROM: John Bartelmo, OMI, Inc. 
 
DATE: August 10, 2012 
 
SUBJECT: Status Report for July, 2012 
 
 
  
 Monthly Status Report 
 
  
 Operations 
 
 
 Effluent Quality Summary 
 

Parameter Effluent 
Concentration 

Permitted 
Concentration 

Date Collected Through 

CBOD5 One Day Max. 2.40 mg/l 10.0 mg/l MAX 7/24/12 
CBOD5 Monthly Avg. 2.08 mg/l 6.25 mg/l AVG. 7/24/12 
TSS One Day Max. 1.4 mg/l 10.0 mg/l MAX 7/29/12 
TSS Monthly Avg. 0.9 mg/l 6.25 mg/l AVG. 7/29/12 
Total Nitrogen One Day Max. 2.94 mg/l 6.0 mg/l MAX 7/11/12 
Total Nitrogen Monthly Avg. 2.46 mg/l 3.75 mg/l AVG                    7/11/12 
Total Phosphorus One Day Max.           0.77 mg/l 2.0 mg/l MAX 7/11/12 
Total Phosphorus Monthly Avg. 0.53 mg/l 1.25 mg/l AVG 7/11/12 

 

  
 
 
 
 
 
 
 
 
 
 
 

Addendum 2 - Attachment 2 264



 
 
Maintenance: 
 
Treatment Plant: 

 
• Replaced / repaired polyblend mixer # 2. 
• Replaced u-joints on W-3 pump # 3. 
• Removed debris from scum box # 1 and cleaned float balls. 
• Removed debris, cleaned floats and replaced off float. 
• Sent drive shaft out for repair on W-3 pump # 3 
• Replaced drive belts on SST blower # 1.. 
• Replaced motor and contacts on surge tank compressor # 1. 
• Replaced lab vacuum pump. 
• Installed power conductors and control wiring for polyblend unit # 3. 
• Repaired and replaced vinyl tubing on glassware hanger in lab. 
• Complete stairwell painting in pre-treatment. 
• Replaced chain for east rollup door in solids. 
• Installed emergency switch on front gate for EMS. 
• Replaced old ballast’s and lamps in PM’s office. 
• Prepped and painted hand rails on solids loading dock. 
• Replaced inlet air filter element on blower # 1 
• Performed scheduled PM’s 

 
Lift Stations: 
 

• Replaced pump at Dennis and Venetian SWS sump. 
• Reset pumps at SWS-5 during and after rain events 
• Investigate high salinity’s at L/S “E” 
• Repaired  loose impeller on pump # 2 at L/S “S” 
• Replaced batteries  in portable generator # 38108 
• Replaced battery in portable generator # 38111 
• Sent out rotor for repair on SWS-1 pump # 2 
• Prepped and painted pump # 1 at SWS-1. 
• Performed scheduled PM’s 

  
 
 
Vehicles: 
 

• Performed scheduled PM’s 
• Replaced ABS brake system module, repaired A/C on truck # 214 
• Replaced rotors, calipers, pads on front of truck # 213 
• Replaced winch cable on Auto Crane truck. 

 
              

Addendum 2 - Attachment 2 265



 
 
Equipment out of service:  

 
•  

 
 

 

        
         
         
         
        
 
 
 
8/1/2012 

 
Collections 

  
       Plugged Main  

     None 
      

       Repaired Main  
     None 

      
       Main Cleaned 

     500 Blk. Fleming St. 280ft 
    500 Blk. Caroline St. 293ft 
    200 Blk. Virginia St. 318ft 
    2800 Blk. Patterson Ave. 530ft 
    2900 Blk. Patterson Ave. 524ft 
    2900 Blk. Fogarty Ave. 528ft 
    1300 Blk. 11th St. 318ft 
    1200 Blk. 11th St. 582ft 
    2900 Blk. Harris Ave. 554ft 
    2800 Blk. Harris Ave. 287ft 
    1300 Blk. 11th St. 390ft 
    2900 Blk. Seidenberg Ave. 298ft 
    2800 Blk. Seidenberg Ave. 290ft 
    700 Blk. Emma St. 260ft 
    200 Blk. Truman Ave. 180ft 
    1300 Blk. Duval St. 240ft 
    

       Plugged Lateral 
     None 

      
       Repaired Lateral 

     None 
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       New Lateral 
     None 

      
       New C/O 

      None 
      

       Repaired C/O 
     1600 Blk. Sunshine Dr. (raise 4 c/o 

boxes) 
   1623 Sunshine Dr. (replace c/o plug and adapter) 

  806 Catherrine St. (raise c/o box) 
   

       M/H Rain Guard (Repaired) 
    None 

      
       M/H Ring & Cover 

     Intersection Thompson St. / Flagler Ave. (replace m/h ring and cover) 

       Odor Complaint  
     None 

      
       Tving   

      None 
      

       Other 
      Clean And Check Navy Meters Weekly 

   Clean Shop Grounds 
     Clean Station Grounds 'F, J, K, O, R' 

   Load Trash At Truman Annex 
    

       Spill 
      None 
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Navy Salinity 
           

Navy Points of Connection Salinity Readings             MONTHLY   

Location//Month:July 2012 
Week 
1   Week 2 Week 3 Week 4   AVERAGE 

Trumbo Front Gate 0.4 
1.1
% 0.4 1% 0.3 1% 0.4 1% 0.4 0.4 1% 

Trumbo Backflow Preventer 0.3 1% 0.3 1% 0.3 1% 0.3 1%   0.3 1% 

Trumbo Back Gate 0.6 2% 0.6 2% 0.6 2% 0.9 3%   0.675 2% 

Emma St/Amelia 0.3 1% 0.4 1% 0.3 1% 0.4 1%   0.35 1% 

Truman and Fort 0.3 1% 0.3 1% 0.4 1% 0.4 1%   0.35 1% 

United and Whitehead 0.4 1% 0.3 1% 0.4 1% 0.4 1%   0.375 1% 

Sigsbee  1.7 5% 1.6 5% 1.1 3% 1.4 4%   1.45 4% 

Medical Center 0.4 1% 0.1 0% 0.3 1% 0.3 1%   0.275 1% 

 
 
 
 
 
Storm Drains / Sediment Traps 
Cleaned  

    
       Address Section 

1 
Section 

2 
Section 

3 
# Of 
CB 

Pipe 
Footage 

Well 
Depth 

              

1000 Margaret           80’ 

11th St./Rivera Dr.       2   Outfall 

11th St./Fogarty             

11th St. /Patterson             

15th St./Rivera Dr.       2   Outfall 

15th St./Harriett       3 0 122’ 

16th Ter./Northside Dr.       4   Outfall 

1700 Josephine       4   91’ 

17th St./17th Ter.              1 79’ 119’ 

1700 Reynolds St.       3   Outfall 

17th St./Donald Ave.       2   101’ 

17th Ter./Donald Ave.       1   9’ 

17th Ter./Northside Dr.       4   Outfall 

18th St./Northside Dr.       4   Outfall 

19th St./Donald Ave.       2   91’ 
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1st St./Fogarty Ave.             

1st St./Harris Ave.             

1st St./Seidenberg Ave.             

200 Blk. Grinnel St.           Outfall 

200 Blk. Margaret St.       2   Outfall 

200 Blk. William St.       2   Outfall 

20th St./Donald Ave.       4   Outfall 

20th St./Duck Ave. 7” 4” 3” 4   119’ 

20th St./Northside Dr.       4   Outfall 

2nd St./Fogarty Ave.       4   Outfall 

2nd St./Harris Ave.       4   Outfall 

2nd St./Patterson Ave.       3   Outfall 

2nd St./Staples Ave. 12” 9” 5” 1   106’ 

3342 Northside Dr.       2   Outfall 

3368 Northside Dr.       2   Outfall 

3rd St./Fogarty Ave.       4   Outfall 

3rd St./Harris Ave.       4   Outfall 

3rd St./Patterson Ave.       4   Outfall 

3rd St./Roosevelt Dr.       3   Outfall 

3rd St./Seidenberg Ave.       1   89’ 

3rd St./Seidenberg Ave.       4   88’ 

4th St./Flagler Ave.       2   Outfall 

4th St./Fogarty Ave.       4   Outfall 

4th St./Harris Ave.       3   Outfall 

4th St./Roosevelt Blvd.       0 0 Outfall 

4th St./Patterson Ave.       4   Outfall 

5th St./Fogarty Ave.       2   Outfall 

5th St./Patterson Ave.       1   Outfall 

6th St./Patterson Ave.       4     
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7th St./Staples Ave. 5”     2   40’ 

11th St./Riviera 14” 9” 6” 2   Outfall 

15th St./Riviera 12” 8” 6” 2   Outfall 

900 Blk. Thomas St.       1     

916 James       2   Crossover 

Albury St./Pearl St. 8” 6” 3” 3 0 120’ 

Amelia /Whitehead St. 7” 4” 3” 4   77’ 

Angela/Ashe St.       4 93’ 83’ 

Angela/Margaret St. 5” 3” 2” 4   74’ 

Angela/Pearl St.       4   119’ 

Angela/Simonton St.       4   86’ 

Angela/White St.       4   90’ 

Ashe/Angela St.       4   84’ 

Atlantic/Ashby St.       1   100’ 

Bill Butler Park       2     

Boog Powel Ct.       3   Outfall 

Caroline/Anne St. 9” 7” 4” 1   122’ 

Elizabeth St.       2   120” 

Caroline/Margaret St.       0 10’ 85’ 

Caroline/Whitehead St.       2 50’ 87’ 

Catherine/Grinnell St. checked     3 118’ 120’ 

Catherine/Margaret St.       4   88’ 

Catherine/Packer St.       4   118’ 

Catherine/Royal St.       5   118” 

Catherine/Thomas St.       2   98’ 

Catherine/Thomas St.                               2   94’’ 

Catherine/Varela St.    
checked 

    4   88’ 

Catherine/Watson St.       4   121’ 

Catherine/White St.       4   87’ 
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Catherine/Whitehead  checked     4 130 122’ 

Catherine/William St.       5   122’ 

Dennis/Venetia St.   
  

  4 0 87’ 

Duval/Front St.       6   Outfall 

Duval/Louisa St.       2   Outfall 

Duval/United St.       2   Outfall 

Duval/Wall St.       1   Outfall 

Duval St.(1312)       2   Outfall 

Eaton/Frances St.       4   85’ 

Eaton/Margret St.       5   124’ 

Eaton/Simonton St.       2   Crossover 

Eaton/Peacon       3 115’ 123’ 

Eaton/White St.                              4 103’ 85’ 

Elizabeth/Green St.       2   Outfall 

Elizabeth/Olivia St.           121’ 

Elizabeth/Southard St.       2   Crossover 

Emma/Olivia St. 6” 4” 3” 4   85’ 

Emma/Truman Ave. 8” 6” 3” 2 0’ 118’ 

Fire Station #1                     88’ 

Fire Station #2           88’ 

Flagler/1st St.       2   Outfall 

Flagler/George St.       2   Outfall 

Flagler/Josephine St.       2   Outfall 

Flagler/Leon St.       2   Outfall 

Flagler/Thompson St.       2   Outfall 

Flagler Ave.(1204)       1   Outfall 

Flagler Ave.(1418)       1   Outfall 

Flagler Ave.(1620)       2   Outfall 

Flagler Ave.(1706)       2   Outfall 
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Fleming/Frances St.       4   88’ 

Fleming/White St.       4 106’ 87’ 

Florida/Newton St. 6” 6” 4” 4 141’ 123’ 

Florida/Virginia St.       6 0 119’ 

Fort St.         0 Outfall 

Frances/Eaton St.       4   90’ 

Frances/Petronia St. 3” 2” 2” 3   123’ 

Frances/Southard St. 8” 6” 4” 3 125’ 125’ 

George/Blanch St. 6” 4” 2” 4   93’ 

George/Duncan St.       4   Outfall 

George/Fogarty Ave.       2   Outfall 

George/Patricia St.       2   90’ 

George/United St.       3   Outfall 

George/Venetia St.       3   86’ 

George/Washington St.       8 0 115’ 

Green/Whitehead St.       4   115’ 

Grinnel/Vonphister St. 5”         4” 2” 3 83’ 89’ 

Grinnell/Trumbo Rd. 
(Ferry Ter.) 

      3   66’ 

Johnson/Grinnel St. 6” 4” 3” 4   90’ 

Johnson/Whalton St.       4 100' 85’ 

Jose Marti Dr.       4   Outfall 

Jose Marti Dr./Truman       4   Outfall 

Josephine/Blanch St.       4   86’ 

Jr. College Rd. E #1           Outfall 

                            #2 Outfall 

                            #3 Outfall 

                            #4 Outfall 

                            #5 Outfall 

Jr. College Rd. W #6           Outfall 
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               “             #7 Outfall 

                “            #8 Outfall 

                “           #9 Outfall 

                “          #10 Outfall 

Kennedy/Riviera Dr.           Outfall 

Laird/Ashby St.              5 110’ 88’ 

Laird/Leon St.       4   99’ 

Laird/Thompson St. 7” 4” 3” 3 50’ 88’ 

Leon/Atlantic Blvd.       4   93’ 

Mallory Square #1             

            “            #2 

            “            #3 

            “            #4 

            “            #5 

            “            #6 

Newton/Eisenhower       2   Outfall 

Northside Dr./14th St.       4   Outfall 

Northside Dr. (3130)       2   Outfall 

Northside Dr. (3132)       2   Outfall 

Northside Dr. (3230)       2   Outfall 

Northside Dr. (3282)       2   Outfall 

Northside Dr. (3318)       2   Outfall 

Northside Dr. (3342)       1   Outfall 

Olivia/Pearl St.       3 0 88’ 

Olivia/Windsor Ln. 7” 5”          3” 4 70’ 87’ 

Patricia/Ashby St.           Pump 
Assist 

Patterson Ave.(1900)       2   Outfall 

Patterson Ave.(2000)       2   Outfall 

Pearl/Duncan St. 3” 3” 1” 6 0 118’ 
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Pearl/Newton St.       3   126’ 

Pearl/Pine St.       3 0 124’ 

Pearl/United St. 3” 2” 2” 6 248 116’ 

Petronia/ Florida St.       4 144 1242’ 

Reynolds/ Vonphister  checked     3   97’ 

Roosevelt Dr. /Bay St.       3   Outfall 

Rose/Ashby St.       4   96’ 

Simonton/Caroline St.       4   78’ 

Simonton/ Louisa St.       4   87’ 

Simonton/Southard St.       2   Crossover 

Simonton Beach           Pump 
Assist 

Smathers Beach #1           95’ 

                          #2 93’ 

                          #3 95’ 

                          #4 95’ 

                          #5 95’ 

South/Leon St.       4   98’ 

South/Reynolds St. 7” 5” 4” 4   94’ 

South/Seminary St.                                5   121’ 

South/Simonton St. 9” 6” 4” 4 85’ 88’ 

South/ Whitehead St.       3   86’ 

South Beach drains       2   Outfall 

Southard/Margaret St.       4   93’ 

Southard/White St.                                4   82’ 

Stevens/ Laird St. 6” 4” 3” 4   92’ 

Stevens/Patricia St.       3   93’ 

Sunrise/18th St. 8” 6” 3” 2 64’ Outfall 

Thomas/Petronia St.       2     

Thomas/Truman Ave.       1   87’ 
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Thompson/Rose St. 5” 3” 2” 2   88’ 

Tropical/Seminary St. 12” 9” 6” 5   120’ 

Tropical/South St. 4” 3” 2” 6 299’ 119’ 

United/Florida St.       6 0 116’ 

United/Simonton St.       6 155’ 122’ 

United/Whitehead St.       5 139’ 122’ 

Varela/Virginia St.       4 103’ 88’ 

Virginia/Howe St.       3   87’ 

Virginia/Margaret St.       4 127’ 87’ 

Virginia/Packer St.       2   Crossover 

Virginia/White St.       4   86’ 

Vivian/1st St           Outfall 

Vivian/George St.           Outfall 

Vonphister/Ashby St.       8   123’ 

Vonphister/George St. 4” 3” 2” 4   120’ 

Vonphister/White St.       2   Outfall 

Vortex at Simonton St.           Pump 
assist 

Washington/Ashby St.       8 142’ 118’ 

Washington/Thompson 4” 3” 2” 7   114’ 

Washington/Whalton  4” 3” 2” 5 188’ 118’ 

Washington/William        3   123’ 

Whalton /Vonphister 4” 3” 2” 5   119’ 

White St.            Pump 
Assist 

William/Fleming       3   120’ 

William/Southard St.       3 115’ 119’ 

Windsor/Passover Ln. 7” 5” 3” 3 0 120’ 

Windsor/Virginia St.       6   122’ 
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Inlet Baskets Cleaned 
      

        
        

 
      

 
Address Cups Cans Bottles 

Debris 
(in) Date   

 
215 Duval St. 10 16 7 

             
5” 

7/30/201
2   

 
224 Duval St.       

             
”     

 
300 Duval St. 4 4 2 

              
6”             

 
301 Duval St. 3 1   

              
3”       

313 Duval St. 9 13 7 
              
7”     

 
400 Duval St. 3 2 1 

              
1”     

 
401 Duval St.                

              
4”     

 
410 Duval St.                     

              
3”     

 
419 Duval St. 1   1 

             
4”     

 
500 Duval St. 3 2 1 

              
4”     

 
501 Duval St. 2   1 

              
5“     

 
512 Duval St. 3 1   

              
4”     

 
524 Duval St. 2 3 1 

              
3”     

 
525 Duval St. 4 3 1 

              
3”     

 
601 Duval St.       

              
2”     

 
602 Duval St. 4 2 1 

              
3  ”     

 
617 Duval St. 3   1 

              
4”     

 
618 Duval St.                      

              
3”     

 
700 Duval St. 2 2 1 

              
4”     

 
701 Duval St. 3     

              
5”     

 
1125 Duval St. 4 3 2 

              
4” 

           
7/31/12   

 
1130 Duval St. 2 2 1 

              
5”     

1209 Duval St. 4 3 2 
              
5”     
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1210 Duval St. 3 4 2 
              
6”     

1224 Duval St.       
             
4”     

1229 Duval St. 3 3  1 
             
5”     

1314 Duval St. 5 3 2 
             
5”     

1317 Duval St. 4 2   
            
5”     

1327 Duval St. 6 3   
             
6”              

1324 Duval St. 2  2   
             
4”     

                       

        
        Storm Manhole Ring and Covers 

     •         None 
       

        Storm Injection Wells Cleaned (shallow) 
    •         3315 Pearl 

       •         1614 Josephine 
      •         Patricia & Stevens 
      •         1704 Jamaica 
      •         2115 Harris 

       •         600 Louisa 
       •         2530 4th St. 
       •         2603 Staples 

      •         2722 Seidenberg 
      •         Eisenhower & Pine 
      •         Eisenhower & Olivia 
      •         1128 11th St. 
      •         Harris & 4th 

       •         1411 White 
       •         1419 White 
       •         1317 White 
       •         2119 Harris 
       

        Storm Drain Grates Replaced / Installed 
    •         None 

       
        Storm Water lines Televised 

     •         None 
       

        Catch Basin Repairs  
      •         None 
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        Trench Drains Installed 

      •         1700 Bahama (3) 
      

        Other  Storm water Activities   
     

•         Clean Grates during & after rain events 
       

•         Clean drains at Wickers Field (4) 
       

•         Pulled and back flushed pump at 
Dennis & Venetia 
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WET WELL SALINITY READINGS (parts per thousand) AND PERCENT SEAWATER           6-MONTH   

LOCATION Feb, 12   Mar, 12   Apr, 12   May, 12   Jun, 12   Jul, 12   AVERAGE   

WWTP Infl. 1.0224 3% 1.2372 4% 1.6419 5% 1.2519 4% 1.2836 4% 1.0434 3% 1.25 3.56% 

Lift Station A 0.4650 1% 0.7130 2% 1.0360 3% 0.8010 2% 0.7210 2% 0.4670 1% 0.70 2.00% 

Lift Station B 1.2550 4% 0.9920 3% 1.5340 4% 1.5240 4% 1.5950 5% 1.4230 4% 1.39 3.96% 

Lift Station C 0.7410 2% 0.9950 3% 0.8930 3% 0.8220 2% 0.7710 2% 0.4550 1% 0.78 2.23% 

Lift Station D 1.7650 5% 1.0160 3% 2.3970 7% 2.0360 6% 2.1550 6% 1.4340 4% 1.80 5.14% 

Lift Station D/A 0.7660 2% 0.7350 2% 4.7560 14% 1.2470 4% 1.0030 3% 0.6480 2% 1.53 4.36% 

LIft Station E 1.8480 5% 1.3170 4% 2.8240 8% 2.5570 7% 2.7240 8% 1.9210 5% 2.20 6.28% 

Lift Station F 0.9010 3% 1.0870 3% 1.0340 3% 0.9880 3% 1.1710 3% 0.8400 2% 1.00 2.87% 

Lift Station G 1.3320 4% 1.9910 6% 1.7010 5% 1.5420 4% 1.5450 4% 1.1110 3% 1.54 4.39% 

Lift Station H 1.6660 5% 1.1160 3% 2.0000 6% 2.0240 6% 1.6860 5% 1.1550 3% 1.61 4.59% 

Lift Station J 0.4350 1% 0.4280 1% 0.3410 1% 0.4750 1% 0.3540 1% 0.3480 1% 0.40 1.13% 

Lift Station K 1.0280 3% 1.0420 3% 0.7720 2% 0.8420 2% 0.6990 2% 0.6120 2% 0.83 2.38% 

Lift Station L 0.4890 1% 3.8800 11% 4.0000 11% ** 0% ** 0% ** 0% 1.39 3.99% 

Lift Station M 0.3040 1% 0.3230 1% 0.3490 1% 0.6890 2% 0.9030 3% 0.7650 2% 0.56 1.59% 

Lift Station N 0.6370 2% 4.1100 12% 0.6800 2% 0.6380 2% 0.8650 2% 1.1220 3% 1.34 3.83% 

Lift Station O 1.1810 3% 1.1190 3% 1.1600 3% 1.1890 3% 1.2050 3% 1.1680 3% 1.17 3.34% 

Lift Station R 1.2450 4% 0.1200 0% 1.8150 5% 1.6300 5% 1.8440 5% 1.5470 4% 1.37 3.91% 

Lift Station S 1.5150 4% 0.4610 1% 1.4590 4% 1.4440 4% 1.7220 5% 1.8850 5% 1.41 4.04% 

Lift Station T 0.8310 2% 0.8240 2% 0.8040 2% 0.8340 2% 0.8590 2% 0.8370 2% 0.83 2.38% 

               

      
** Lift station L not transmitting properly 
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      M E M O R A N D U M 
 
 

TO: Jay Gewin, City of Key West 
 
FROM: John Bartelmo, OMI, Inc. 
 
DATE: September 6, 2012 
 
SUBJECT: Status Report for August, 2012 
 
 
  
 Monthly Status Report 
 
  
 Operations 
 
 
 Effluent Quality Summary 
 

Parameter Effluent 
Concentration 

Permitted 
Concentration 

Date Collected Through 

CBOD5 One Day Max. 2.00 mg/l 10.0 mg/l MAX 7/24/12 
CBOD5 Monthly Avg. 0.61 mg/l 6.25 mg/l AVG. 7/24/12 
TSS One Day Max. 2.0 mg/l 10.0 mg/l MAX 7/29/12 
TSS Monthly Avg. 1.0 mg/l 6.25 mg/l AVG. 7/29/12 
Total Nitrogen One Day Max. 3.33 mg/l 6.0 mg/l MAX 7/11/12 
Total Nitrogen Monthly Avg. 2.75 mg/l 3.75 mg/l AVG                    7/11/12 
Total Phosphorus One Day Max.           0.69 mg/l 2.0 mg/l MAX 7/11/12 
Total Phosphorus Monthly Avg. 0.54 mg/l 1.25 mg/l AVG 7/11/12 
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Maintenance: 
 
Treatment Plant: 

 
• Installed emergency open switch on front gate 
• Installed new vacuum pump on lab vacuum system 
• Performed scheduled PM’s 
• Finished painting stairs in head works 
• Replaced trap and piping on kitchen sink in OPS building break room 
• Replaced W-3 line ball valve on aeration basin # 1 
• Repair surge tank compressor # 1 
• Storm prep for Isaac 
• Replaced poly blend mixer # 2 
• Replaced A/C in Pre-treatment 
• Replaced Pista-Grit # 2 motor 

 
Lift Stations: 
 

• Performed scheduled PM’s 
• Replaced high float at L/S “E” 
• Cleaned all portable generator 
• Replaced storm water pump at high school storm drain 
• Remove debris from pump # 2 at L/S “N” 
• Repaired flow meter at Amelia & White St. 
• Replaced batterys  on portables generators 
• Replaced impeller bolt on  pump# 1 at L/S “N” 

  
 
 
Vehicles: 
 

• Performed scheduled PM’s 
• Repaired oil pan on yard dog. 
• Replaced ABS computer module on truck # 214 

 
 
 
 
 

 
 
 
Equipment out of service:  
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        9/1/2012 
 

Collections 
 

      Plugged Main  
    None 

     
      Repaired Main  

    None 
     

      Main Cleaned 
    200 Blk. Angela St. 308ft 

   300 Blk. Angela St. 270ft 
   700 Blk. Emma St. 260ft 
   800 Blk. Emma St. 512ft 
   900 Blk. Emma St. 497ft 
   1000 Blk. Emma St. 298ft 
   1100 Blk. Emma St. 257ft 
   1100 Blk. Casa Marina Ct. 

227ft 
  1200 Blk. Duval St. 388ft 

   1100 Blk. Duval St. 208ft 
   3100 Blk. Riveria Dr. 566ft 
   3200 Blk. Riveria Dr. 301ft 
   3300 Blk. Riveria Dr. 758ft 
   3400 Blk. Riveria Dr. 722ft 
   

      Plugged Lateral 
    None 

     
      Repaired Lateral 

    None 
     

      New Lateral 
    1621 Sunshine Dr. 
    

      New C/O 
     1621 Sunshine Dr. 

    
      Repaired C/O 

    1500 Seminary St. 
    

      M/H Rain Guard (Repaired) 
  None 
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      M/H Ring &  Cover 
   1400 Blk. Flagler Ave. 
   

      Odor Complaint  
    Flagler Ave. / Government Rd. (dead fish) 

 
      Tving   

     None 
     

      Other 
     Clean And Check Navy Meters Weekly 

 Clean Station Grounds 'G, H, O, R, S, T' 
 Clean Wet Well Station 'B,C,R' 

  Repair 2" ARV Line Damaged By DOT Contractor 

      Spill 
     2500 Blk. N. Roosevelt Blvd. (ARV Line Break) 

 
 

         Navy Salinity 
           

Navy Points of Connection Salinity Readings             MONTHLY   
Location//Month: Aug. 
2012 Week 1 Week 2 Week 3 Week 4   AVERAGE 

Trumbo Front Gate 0.6 
1.7
% 0.4 1% 0.3 1% 0.4 1% 0.4 0.4 1% 

Trumbo Backflow 
Preventer 0.3 1% 0.3 1% 0.3 1% 0.3 1%   0.3 1% 

Trumbo Back Gate 0.8 2% 0.6 2% 10.1 3% 22.7 
65
%   8.55 18% 

Emma St/Amelia 0.2 1% 0.2 1% 0.3 1% 0.2 1%   0.225 1% 

Truman and Fort 0.3 1% 0.3 1% 0.4 1% 0.3 1%   0.325 1% 

United and Whitehead 0.6 2% 0.4 1% 0.7 2% 0.6 2%   0.575 2% 

Sigsbee  1.4 4% 1.6 5% 1.5 4% 1.5 4%   1.5 4% 

Medical Center 0.2 1% 0.3 1% 0.7 2% 0.8 2%   0.5 2% 
 

      
       Storm Drains / Sediment Traps Cleaned  

   
       Address Section 

1 
Section 

2 
Section 

3 
# Of 
CB 

Pipe 
Footage 

Well 
Depth 

1000 Margaret           80’ 

11th St./Rivera Dr.       2   Outfall 

11th St./Fogarty             

11th St. /Patterson             

15th St./Rivera Dr.       2   Outfall 
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15th St./Harriett       3 0 122’ 

16th Ter./Northside Dr. 6” 4” 2” 4   Outfall 

1700 Josephine 7” 6” 4” 4   91’ 

17th St./17th Ter.              1 79’ 119’ 

1700 Reynolds St. 7” 6” 4” 3   Outfall 

17th St./Donald Ave. 5” 3” 2” 2   101’ 

17th Ter./Donald Ave. 5” 3” 2” 1   99’ 

17th Ter./Northside Dr.       4   Outfall 

18th St./Northside Dr.       4   Outfall 

19th St./Donald Ave.       2   91’ 

1st St./Fogarty Ave.             

1st St./Harris Ave.             

1st St./Seidenberg Ave.             

200 Blk. Grinnel St. 5” 3” 3”     Outfall 

200 Blk. Margaret St. 5” 4” 4” 2   Outfall 

200 Blk. William St. 6” 5” 3” 2   Outfall 

20th St./Donald Ave.       4   Outfall 

20th St./Duck Ave.       4   119’ 

20th St./Northside Dr.       4   Outfall 

2nd St./Fogarty Ave.       4   Outfall 

2nd St./Harris Ave.       4   Outfall 

2nd St./Patterson Ave.       3   Outfall 

2nd St./Staples Ave.       1   106’ 

3342 Northside Dr.       2   Outfall 

3368 Northside Dr.       2   Outfall 

3rd St./Fogarty Ave.       4   Outfall 

3rd St./Harris Ave.       4   Outfall 

3rd St./Patterson Ave.       4   Outfall 

3rd St./Roosevelt Dr.       3   Outfall 

3rd St./Seidenberg Ave. 7” 5” 3” 1   88’ 

3rd St./Seidenberg Ave.       4   88’ 

4th St./Flagler Ave.       2   Outfall 

4th St./Fogarty Ave.       4   Outfall 

4th St./Harris Ave.       3   Outfall 

4th St./Roosevelt Blvd.       0 0 Outfall 

4th St./Patterson Ave.       4   Outfall 
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5th St./Fogarty Ave.       2   Outfall 

5th St./Patterson Ave.       1   Outfall 

6th St./Patterson Ave.       4     

7th St./Staples Ave.       2   40’ 

11th St./Riviera       2   Outfall 

15th St./Riviera       2   Outfall 

900 Blk. Thomas St.       1     

916 James       2   Crossover 

Albury St./Pearl St.       3 0 120’ 

Amelia /Whitehead St.       4   77’ 

Angela/Ashe St.       4 93’ 83’ 

Angela/Margaret St. 5” 4” 2” 4   74’ 

Angela/Pearl St.       4   119’ 

Angela/Simonton St.       4   86’ 

Angela/White St.       4   90’ 

Ashe/Angela St.       4   84’ 

Atlantic/Ashby St.       1   100’ 

Bill Butler Park       2     

Boog Powel Ct.       3   Outfall 

Caroline/Anne St.       1   122’ 

Elizabeth St.       2   120” 

Caroline/Margaret St.       0 10’ 85’ 

Caroline/Whitehead St.       2 50’ 87’ 

Catherine/Grinnell St.       3 118’ 120’ 

Catherine/Margaret St.       4   88’ 

Catherine/Packer St. 9” 8” 6” 4   117’ 

Catherine/Royal St.       5   118” 

Catherine/Thomas St.       2   98’ 

Catherine/Thomas St.                               2   94’’ 

Catherine/Varela St.         4   88’ 

Catherine/Watson St. 8” 6” 4” 4   120’ 

Catherine/White St.       4   87’ 

Catherine/Whitehead        4 130 122’ 

Catherine/William St.       5   122’ 

Dennis/Venetia St.       4 0 87’ 

Duval/Front St.       6   Outfall 
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Duval/Louisa St.       2   Outfall 

Duval/United St.       2   Outfall 

Duval/Wall St.       1   Outfall 

Duval St.(1312)       2   Outfall 

Eaton/Frances St.       4   85’ 

Eaton/Margret St.       5   124’ 

Eaton/Simonton St.       2   Crossover 

Eaton/Peacon       3 115’ 123’ 

Eaton/White St.                              4 103’ 85’ 

Elizabeth/Green St.       2   Outfall 

Elizabeth/Olivia St.           121’ 

Elizabeth/Southard St.       2   Crossover 

Emma/Olivia St. ” ” ” 4   85’ 

Emma/Truman Ave. ” ” ” 2 0’ 118’ 

Fire Station #1                     88’ 

Fire Station #2           88’ 

Flagler/1st St.       2   Outfall 

Flagler/George St.       2   Outfall 

Flagler/Josephine St.       2   Outfall 

Flagler/Leon St.       2   Outfall 

Flagler/Thompson St.       2   Outfall 

Flagler Ave.(1204)       1   Outfall 

Flagler Ave.(1418)       1   Outfall 

Flagler Ave.(1620)       2   Outfall 

Flagler Ave.(1706)       2   Outfall 

Fleming/Frances St.       4   88’ 

Fleming/White St.       4 106’ 87’ 

Florida/Newton St.       4 141’ 123’ 

Florida/Virginia St.       6 0 119’ 

Fort St.         0 Outfall 

Frances/Eaton St.       4   90’ 

Frances/Petronia St.       3   123’ 

Frances/Southard St.       3 125’ 125’ 

George/Blanch St.       4   93’ 

George/Duncan St.       4   Outfall 

George/Fogarty Ave.       2   Outfall 
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George/Patricia St.       2   90’ 

George/United St.       3   Outfall 

George/Venetia St.       3   86’ 

George/Washington St. 4” 3” 2” 8 0 114’ 

Green/Whitehead St.       4   115’ 

Grinnel/Vonphister St.              3 83’ 89’ 

Grinnell/Trumbo Rd. 
(Ferry Ter.) 

checkd     3   66’ 

Johnson/Grinnel St.       4   90’ 

Johnson/Whalton St.       4 100' 85’ 

Jose Marti Dr.       4   Outfall 

Jose Marti Dr./Truman       4   Outfall 

Josephine/Blanch St.       4   86’ 

Jr. College Rd. E #1           Outfall 

                            #2 Outfall 

                            #3 Outfall 

                            #4 Outfall 

                            #5 Outfall 

Jr. College Rd. W #6           Outfall 

               “             #7 Outfall 

                “            #8 Outfall 

                “           #9 Outfall 

                “          #10 Outfall 

Kennedy/Riviera Dr.           Outfall 

Laird/Ashby St.              5 110’ 88’ 

Laird/Leon St. 5” 3” 2” 4   98’ 

Laird/Thompson St.       3 50’ 88’ 

Leon/Atlantic Blvd.       4   93’ 

Mallory Square #1             

            “            #2 

            “            #3 

            “            #4 

            “            #5 

            “            #6 

Newton/Eisenhower       2   Outfall 

Northside Dr./14th St.       4   Outfall 
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Northside Dr. (3130)       2   Outfall 

Northside Dr. (3132)       2   Outfall 

Northside Dr. (3230)       2   Outfall 

Northside Dr. (3282)       2   Outfall 

Northside Dr. (3318)       2   Outfall 

Northside Dr. (3342)       1   Outfall 

Olivia/Pearl St. 9” 7” 4” 3 0 87’ 

Olivia/Windsor Ln.               4 70’ 87’ 

Patricia/Ashby St. cleaned         Pump 
Assist 

Patterson Ave.(1900)       2   Outfall 

Patterson Ave.(2000)       2   Outfall 

Pearl/Duncan St.       6 0 118’ 

Pearl/Newton St. 9” 7” 5” 3   126’ 

Pearl/Pine St.       3 0 124’ 

Pearl/United St.       6 248 116’ 

Petronia/ Florida St.       4 144 1242’ 

Reynolds/ Vonphister        3   97’ 

Roosevelt Dr. /Bay St.       3   Outfall 

Rose/Ashby St. 6” 4” 2” 4   96’ 

Simonton/Caroline St.       4   78’ 

Simonton/ Louisa St.       4   87’ 

Simonton/Southard St.       2   Crossover 

Simonton Beach           Pump 
Assist 

Smathers Beach #1           95’ 

                          #2 93’ 

                          #3 95’ 

                          #4 95’ 

                          #5 95’ 

South/Leon St. 5” 3” 2” 4   98’ 

South/Reynolds St.       4   94’ 

South/Seminary St.                                5   121’ 

South/Simonton St.       4 85’ 88’ 

South/ Whitehead St.       3   86’ 

South Beach drains       2   Outfall 

Southard/Margaret St. 5” 4” 2” 4   93’ 
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Southard/White St.                                4   82’ 

Stevens/ Laird St.       4   92’ 

Stevens/Patricia St.       3   93’ 

Sunrise/18th St.       2 64’ Outfall 

Thomas/Petronia St.       2     

Thomas/Truman Ave.       1   87’ 

Thompson/Rose St.       2   88’ 

Tropical/Seminary St.               5   120’ 

Tropical/South St. 4” 2” 2” 6 299’ 119’ 

United/Florida St.       6 0 116’ 

United/Simonton St.       6 155’ 122’ 

United/Whitehead St.       5 139’ 122’ 

Varela/Virginia St.       4 103’ 88’ 

Virginia/Howe St. 5” 3” 2” 3   87’ 

Virginia/Margaret St. 6” 4” 2” 4 127’ 87’ 

Virginia/Packer St.       2   Crossover 

Virginia/White St.       4   86’ 

Vivian/1st St           Outfall 

Vivian/George St.           Outfall 

Vonphister/Ashby St.       8   123’ 

Vonphister/George St.       4   120’ 

Vonphister/White St.       2   Outfall 

Vortex at Simonton St.           Pump 
assist 

Washington/Ashby St. 10” 6” 4” 8 142’ 117’ 

Washington/Thompson checked     7   114’ 

Washington/Whalton  10” 6” 5” 5 188’ 118’ 

Washington/William        3   123’ 

Whalton /Vonphister       5   119’ 

White St.            Pump 
Assist 

White St. (Outfall) cleaned           

William/Fleming       3   120’ 

William/Southard St.       3 115’ 119’ 

Windsor/Passover Ln.       3 0 120’ 

Windsor/Virginia St.       6   122’ 
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Inlet Baskets Cleaned 

Address Cups Cans Bottles Debris (in) Date 

215 Duval St. 22 15 12              6” 8/29/2012 

224 Duval St.                    4”   

300 Duval St. 5 2 1               3”           

301 Duval St. 3 1                 3”   

313 Duval St. 12 8 3               4”   

400 Duval St. 3                   2”   

401 Duval St. 2                   2”   

410 Duval St. 5 2                          3”   

419 Duval St. 1                  2”   

500 Duval St. 4 1 1               3”   

501 Duval St. 3 2 2               3“   

512 Duval St. 4 2 1               4”   

524 Duval St. 6 5 2               4”   

525 Duval St. 1                   2”   

601 Duval St. 2 1                 2” 8/30/2012 

602 Duval St. 5 2 1 
               
3”   

617 Duval St.            1                 2”   

618 Duval St.   1 1               2”   

700 Duval St. 4 2 1               4”   

701 Duval St. 2 1                 2”   

1125 Duval St. 4 2                 3”          

1130 Duval St. 2                        3”   

1209 Duval St. 5 2 2               2”   

1210 Duval St. 3   1               3”   

1224 Duval St. 2   2              3”   

1229 Duval St.                             3”   

1314 Duval St. 3 1 2              5”   

1317 Duval St. 2 2 1             5”   

1327 Duval St. 6 3 2              3”            

1324 Duval St. 5  2 1              4”   
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Storm Manhole Ring and Covers 

•         None 
     

      
Storm Injection Wells Cleaned (shallow) 

   
•         2828 Staples 

     
•         2832 Staples (2) 

     
•         1128 11th St. 

     
•         2918 Patterson 

     
•         2722 Seidenberg 

     
•         3200 Riviera 

     
•         3738 Eagle 

     
•         3820 Eagle 

     
•         3808 Eagle 

     
•         3735 Eagle 

     
•         3729 Eagle 

     
•         1101 Simonton 

     

      
Storm Drain Grates Replaced / Installed 

   
•         None 

     

      
Storm Water lines Televised 

    
•         None 

     

      
Catch Basin Repairs  

     
•         None 

     

      

      
Trench Drains Installed 

     
•         1616 Trinidad 

     
•         1710 Bahama 

     
•         1612 Jamiaca 

     

      
Other  Storm water Activities   

    

•         Clean Grates during & after rain events 
     

•         Replaced boom on Vactor #2028 
     

•         Clean up after Hurricane Isaac 
     

Addendum 2 - Attachment 2 291



•         Clean insert baskets on list 
     

•         Clean grease in catch basin (2) at Olivia & 
Whitehead 

     
 

 
 
 
 

WET WELL SALINITY READINGS (parts per thousand) AND PERCENT SEAWATER         6-MONTH   

LOCATION Mar, 12   Apr, 12   May, 12   Jun, 12   Jul, 12   
Aug, 
12   AVERAGE   

WWTP Infl. 1.2372 4% 1.6419 5% 1.2519 4% 1.2836 4% 1.0434 3% 1.1858 3% 1.27 3.64% 

Lift Station A 0.7130 2% 1.0360 3% 0.8010 2% 0.7210 2% 0.4670 1% 0.7870 2% 0.75 2.15% 

Lift Station B 0.9920 3% 1.5340 4% 1.5240 4% 1.5950 5% 1.4230 4% 1.6680 5% 1.46 4.16% 

Lift Station C 0.9950 3% 0.8930 3% 0.8220 2% 0.7710 2% 0.4550 1% 0.6300 2% 0.76 2.17% 

Lift Station D 1.0160 3% 2.3970 7% 2.0360 6% 2.1550 6% 1.4340 4% 1.7080 5% 1.79 5.12% 

Lift Station D/A 0.7350 2% 4.7560 14% 1.2470 4% 1.0030 3% 0.6480 2% 0.8050 2% 1.53 4.38% 

LIft Station E 1.3170 4% 2.8240 8% 2.5570 7% 2.7240 8% 1.9210 5% 2.2630 6% 2.27 6.48% 

Lift Station F 1.0870 3% 1.0340 3% 0.9880 3% 1.1710 3% 0.8400 2% 1.2790 4% 1.07 3.05% 

Lift Station G 1.9910 6% 1.7010 5% 1.5420 4% 1.5450 4% 1.1110 3% 1.7760 5% 1.61 4.60% 

Lift Station H 1.1160 3% 2.0000 6% 2.0240 6% 1.6860 5% 1.1550 3% 1.5200 4% 1.58 4.52% 

Lift Station J 0.4280 1% 0.3410 1% 0.4750 1% 0.3540 1% 0.3480 1% 0.3070 1% 0.38 1.07% 

Lift Station K 1.0420 3% 0.7720 2% 0.8420 2% 0.6990 2% 0.6120 2% 0.7390 2% 0.78 2.24% 

Lift Station L 3.8800 11% 4.0000 11% ** 0% ** 0% ** 0% ** 0% 1.31 3.75% 

Lift Station M 0.3230 1% 0.3490 1% 0.6890 2% 0.9030 3% 0.7650 2% 0.8950 3% 0.65 1.87% 

Lift Station N 4.1100 12% 0.6800 2% 0.6380 2% 0.8650 2% 1.1220 3% 1.0540 3% 1.41 4.03% 

Lift Station O 1.1190 3% 1.1600 3% 1.1890 3% 1.2050 3% 1.1680 3% 1.1920 3% 1.17 3.35% 

Lift Station R 0.1200 0% 1.8150 5% 1.6300 5% 1.8440 5% 1.5470 4% 1.6680 5% 1.44 4.11% 

Lift Station S 0.4610 1% 1.4590 4% 1.4440 4% 1.7220 5% 1.8850 5% 1.0250 3% 1.33 3.81% 

Lift Station T 0.8240 2% 0.8040 2% 0.8340 2% 0.8590 2% 0.8370 2% 0.8420 2% 0.83 2.38% 

               

      

** Lift station L not transmitting 
properly 
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      M E M O R A N D U M 
 
 

TO: Jay Gewin, City of Key West 
 
FROM: John Bartelmo, OMI, Inc. 
 
DATE: October 4, 2012 
 
SUBJECT: Status Report for September, 2012 
 
 
  
 Monthly Status Report 
 
  
 Operations 
 
 
 Effluent Quality Summary 
 

Parameter Effluent 
Concentration 

Permitted 
Concentration 

Date Collected Through 

CBOD5 One Day Max. 2.50 mg/l 10.0 mg/l MAX 9/19/12 
CBOD5 Monthly Avg. 0.61 mg/l 6.25 mg/l AVG. 9/19/12 
TSS One Day Max. 2.4 mg/l 10.0 mg/l MAX 9/26/12 
TSS Monthly Avg. 1.3 mg/l 6.25 mg/l AVG. 9/26/12 
Total Nitrogen One Day Max. 5.41 mg/l 6.0 mg/l MAX 9/12/12 
Total Nitrogen Monthly Avg. 3.58 mg/l 3.75 mg/l AVG                    9/12/12 
Total Phosphorus One Day Max.           0.78 mg/l 2.0 mg/l MAX 9/12/12 
Total Phosphorus Monthly Avg. 0.60 mg/l 1.25 mg/l AVG 9/12/12 
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Maintenance: 
Treatment Plant: 

 
• Trim trees around plant. 
• Clean weeds from perimeter fence. 
• Re-torque all flange bolts on defused air blowers piping. 
• Clean prep and paint ARV’s on PE pumps. 
• Replaced defective weather station  (warranty) 
• Replaced old rusty hand rails on solids loading dock 
• Repaired leak on booster pump # 2 discharge piping 
• Repaired SPD pump # 1 check valve and replaced gaskets 
• Replaced seal on polyblend unit # 2 
• Performed yearend inventory 
• Replaced motor starter on lab vacuum pump 

 
Lift Stations: 
 

• Performed scheduled PM’s 
• Replaced 10” mag flow meter and Truman Annex  (outer mole) 
• Installed conduit for bubbler system at L/S “DA” 
• Replaced worn impeller at L/S “L” on pump # 2 
• Repaired broken guide rail at L/S “L” on pump # 1 

 
  
 
Vehicles: 
 

• Performed scheduled PM’s 
• Installed inverter on truck # 2030  (Crane Truck) 
• Installed inverter on truck # 602  (Service Truck) 
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Collections 

     Plugged Main  
   None 

    
     Repaired Main  

   None 
    

     Main Cleaned 
   100 Blk. Trumbo Rd. 276ft 

  900 Catherine 256ft 
   1100 Grinnell St. 490ft 

  
     Plugged Lateral 

   210 Duval St. 
   

     Repaired Lateral 
   1321 Simonton St, 
   

     New Lateral 
   202 William St. (62ft) 
   

     New C/O 
    202 William St. (three c/o's) 

  1321 Simomton St. 
   

     Repaired C/O 
   None 

    
     M/H Rain Guard (Repaired) 

  None 
    

     M/H Ring &  Cover 
   None 

    
     Odor Complaint  

   None 
    

     
     Tving   

    202 William St. (lateral) 
  

     Other 
    Clean And Check Navy Meters Weekly 

 Clean Station Grounds 'A, J, R, S, T, U, V 
' 
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Clean Wet Well Station 'G' 
  Install New Navy Flow Meter At Outer 

Mole 
 

     Spill 
    None 
    

 

 
 
 

        Navy Salinity 
           

Navy Points of Connection Salinity Readings             
MONTHL
Y   

Location//Month:Sep. 2012 Week 1 Week 2 Week 3 Week 4   AVERAGE 

Trumbo Front Gate 0.4 
1.1
% 0.3 1% 0.4 1% 0.4 1% 0.4 0.4 1% 

Trumbo Backflow Preventer 0.3 1% 0.2 1% 0.3 1% 0.2 1%   0.25 1% 

Trumbo Back Gate 0.8 2% 0.6 2% 2.9 3% 2.1 6%   1.6 3% 

Emma St/Amelia 0.2 1% 0.3 1% 0.3 1% 0.3 1%   0.275 1% 

Truman and Fort 0.3 1% 0.3 1% 0.2 1% 0.2 1%   0.25 1% 

United and Whitehead 0.6 2% 0.4 1% 0.5 1% 0.3 1%   0.45 1% 

Sigsbee  1.5 4% 1.6 5% 1.1 3% 1.2 3%   1.35 4% 

Medical Center 0.8 1% 0.3 1% 0.1 0% 0.2 1%   0.35 1% 
 

      
       Storm Drains / Sediment Traps Cleaned  

   
       Address Section 

1 
Section 

2 
Section 

3 
# Of 
CB 

Pipe 
Footage 

Well 
Depth 

              

1000 Margaret           80’ 

11th St./Rivera Dr.       2   Outfall 

11th St./Fogarty             

11th St. /Patterson             

15th St./Rivera Dr.       2   Outfall 

15th St./Harriett 8” 5” 4” 3 0 121’ 

16th Ter./Northside Dr.       4   Outfall 

1700 Josephine       4   91’ 

17th St./17th Ter.              1 79’ 119’ 

1700 Reynolds St.       3   Outfall 

17th St./Donald Ave.       2   101’ 
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17th Ter./Donald Ave.       1   99’ 

17th Ter./Northside Dr.       4   Outfall 

18th St./Northside Dr.       4   Outfall 

19th St./Donald Ave. 5” 3” 2” 2   91’ 

1st St./Fogarty Ave.             

1st St./Harris Ave.             

1st St./Seidenberg Ave.             

200 Blk. Grinnel St.           Outfall 

200 Blk. Margaret St.       2   Outfall 

200 Blk. William St.       2   Outfall 

20th St./Donald Ave.       4   Outfall 

20th St./Duck Ave.       4   119’ 

20th St./Northside Dr.       4   Outfall 

2nd St./Fogarty Ave.       4   Outfall 

2nd St./Harris Ave.       4   Outfall 

2nd St./Patterson Ave.       3   Outfall 

2nd St./Staples Ave.       1   106’ 

3342 Northside Dr.       2   Outfall 

3368 Northside Dr.       2   Outfall 

3rd St./Fogarty Ave.       4   Outfall 

3rd St./Harris Ave.       4   Outfall 

3rd St./Patterson Ave.       4   Outfall 

3rd St./Roosevelt Dr.       3   Outfall 

3rd St./Seidenberg Ave.       1   88’ 

3rd St./Seidenberg Ave.       4   88’ 

4th St./Flagler Ave.       2   Outfall 

4th St./Fogarty Ave.       4   Outfall 
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4th St./Harris Ave.       3   Outfall 

4th St./Roosevelt Blvd.       0 0 Outfall 

4th St./Patterson Ave.       4   Outfall 

5th St./Fogarty Ave.       2   Outfall 

5th St./Patterson Ave.       1   Outfall 

6th St./Patterson Ave.       4     

7th St./Staples Ave.       2   40’ 

11th St./Riviera       2   Outfall 

15th St./Riviera checked     2   Outfall 

900 Blk. Thomas St.       1     

916 James       2   Crossover 

Albury St./Pearl St. checked     3 0 120’ 

Amelia /Whitehead St.       4   77’ 

Angela/Ashe St. checked     4 93’ 83’ 

Angela/Margaret St.       4   74’ 

Angela/Pearl St. 7” 4” 3” 4   119’ 

Angela/Simonton St. 12” 10” 7” 4   86’ 

Angela/White St. 10” 7” 5” 4   90’ 

Ashe/Angela St.       4   84’ 

Atlantic/Ashby St. 4” 3” 2” 1   100’ 

Bill Butler Park 12” 12”   2     

Boog Powel Ct.       3   Outfall 

Caroline/Anne St.       1   122’ 

Elizabeth St. checked     2   120” 

Caroline/Margaret St.       0 10’ 85’ 

Caroline/Whitehead St.       2 50’ 87’ 

Catherine/Grinnell St.       3 118’ 120’ 
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Catherine/Margaret St. 6” 4” 3” 4   88’ 

Catherine/Packer St.       4   117’ 

Catherine/Royal St. 10” 7” 4” 5   118” 

Catherine/Thomas St. 6” 4” 3” 2   98’ 

Catherine/Thomas St.                               2   94’’ 

Catherine/Varela St.        8” 6” 4” 4   87’ 

Catherine/Watson St.       4   120’ 

Catherine/White St. 10” 8” 5” 4   119’ 

Catherine/Whitehead        4 130 122’ 

Catherine/William St. 9” 5” 3” 5   121’ 

Dennis/Venetia St. Checked 
  

  4 0 87’ 

Duval/Front St.       6   Outfall 

Duval/Louisa St.       2   Outfall 

Duval/United St.       2   Outfall 

Duval/Wall St.       1   Outfall 

Duval St.(1312)       2   Outfall 

Eaton/Frances St. 8”         6” 4” 4   85’ 

Eaton/Margret St. 14” 12” 9” 5   122’ 

Eaton/Simonton St.       2   Crossover 

Eaton/Peacon       3 115’ 123’ 

Eaton/White St.                              4 103’ 85’ 

Elizabeth/Green St.       2   Outfall 

Elizabeth/Olivia St.           121’ 

Elizabeth/Southard St.       2   Crossover 

Emma/Olivia St.       4   85’ 

Emma/Truman Ave. 7” 6” 4” 2 0’ 117’ 

Fire Station #1                     88’ 
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Fire Station #2           88’ 

Flagler/1st St.       2   Outfall 

Flagler/George St.       2   Outfall 

Flagler/Josephine St.       2   Outfall 

Flagler/Leon St.       2   Outfall 

Flagler/Thompson St.       2   Outfall 

Flagler Ave.(1204)       1   Outfall 

Flagler Ave.(1418)       1   Outfall 

Flagler Ave.(1620)       2   Outfall 

Flagler Ave.(1706)       2   Outfall 

Fleming/Frances St.       4   88’ 

Fleming/White St.       4 106’ 87’ 

Florida/Newton St. 10” 7” 5” 4 141’ 123’ 

Florida/Virginia St. 12” 9” 5” 6 0 119’ 

Fort St. 14”       0 Outfall 

Frances/Eaton St.       4   90’ 

Frances/Petronia St. 6” 4” 2” 3   123’ 

Frances/Southard St.       3 125’ 125’ 

George/Blanch St.       4   93’ 

George/Duncan St.       4   Outfall 

George/Fogarty Ave.       2   Outfall 

George/Patricia St.       2   90’ 

George/United St.       3   Outfall 

George/Venetia St.       3   86’ 

George/Washington St. checked     8 0 114’ 

Green/Whitehead St.       4   115’ 

Grinnel/Vonphister St. checked            3 83’ 89’ 
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Grinnell/Trumbo Rd. 
(Ferry Ter.) 

      3   66’ 

Johnson/Grinnel St. Checked     4   90’ 

Johnson/Whalton St. Checked     4 100' 85’ 

Jose Marti Dr.       4   Outfall 

Jose Marti Dr./Truman       4   Outfall 

Josephine/Blanch St. 6” 5” 3” 4   86’ 

Jr. College Rd. E #1           Outfall 

                            #2 Outfall 

                            #3 Outfall 

                            #4 Outfall 

                            #5 Outfall 

Jr. College Rd. W #6           Outfall 

               “             #7 Outfall 

                “            #8 Outfall 

                “           #9 Outfall 

                “          #10 Outfall 

Kennedy/Riviera Dr.           Outfall 

Laird/Ashby St.              5 110’ 88’ 

Laird/Leon St.       4   98’ 

Laird/Thompson St. 7” 6” 4” 3 50’ 88’ 

Leon/Atlantic Blvd. checked     4   93’ 

Mallory Square #1             

            “            #2 

            “            #3 

            “            #4 

            “            #5 

            “            #6 
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Newton/Eisenhower       2   Outfall 

Northside Dr./14th St.       4   Outfall 

Northside Dr. (3130)       2   Outfall 

Northside Dr. (3132)       2   Outfall 

Northside Dr. (3230)       2   Outfall 

Northside Dr. (3282)       2   Outfall 

Northside Dr. (3318)       2   Outfall 

Northside Dr. (3342)       1   Outfall 

Olivia/Pearl St.       3 0 87’ 

Olivia/Windsor Ln.               4 70’ 87’ 

Patricia/Ashby St.           Pump 
Assist 

Patterson Ave.(1900)       2   Outfall 

Patterson Ave.(2000)       2   Outfall 

Pearl/Duncan St. 5” 4” 4” 6 0 118’ 

Pearl/Newton St.       3   126’ 

Pearl/Pine St.       3 0 124’ 

Pearl/United St. checked     6 248 116’ 

Petronia/ Florida St. checked     4 144 1242’ 

Reynolds/ Vonphister        3   97’ 

Roosevelt Dr. /Bay St.       3   Outfall 

Rose/Ashby St.       4   96’ 

Simonton/Caroline St.       4   78’ 

Simonton/ Louisa St. 4” 2” 2” 4   87’ 

Simonton/Southard St.       2   Crossover 

Simonton Beach           Pump 
Assist 

Smathers Beach #1 2”         95’ 

                          #2 2” 93’ 
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                          #3 3” 95’ 

                          #4 2” 95’ 

                          #5 3” 95’ 

South/Leon St.       4   98’ 

South/Reynolds St.       4   94’ 

South/Seminary St.                                5   121’ 

South/Simonton St.       4 85’ 88’ 

South/ Whitehead St.       3   86’ 

South Beach drains       2   Outfall 

Southard/Margaret St. ” ” ” 4   93’ 

Southard/White St.                                4   82’ 

Stevens/ Laird St.       4   92’ 

Stevens/Patricia St.       3   93’ 

Sunrise/18th St.       2 64’ Outfall 

Thomas/Petronia St.       2     

Thomas/Truman Ave.       1   87’ 

Thompson/Rose St. checked     2   88’ 

Tropical/Seminary St. 8”          5” 2” 5   120’ 

Tropical/South St. checked     6 299’ 119’ 

United/Florida St. 4” 3” 2” 6 0 115’ 

United/Simonton St. 12” 9” 6” 6 155’ 121’ 

United/Whitehead St.       5 139’ 122’ 

Varela/Virginia St. 5” 4” 3” 4 103’ 88’ 

Virginia/Howe St.       3   87’ 

Virginia/Margaret St.       4 127’ 87’ 

Virginia/Packer St.       2   Crossover 

Virginia/White St. 7” 6” 3” 4   86’ 

Addendum 2 - Attachment 2 303



Vivian/1st St           Outfall 

Vivian/George St.           Outfall 

Vonphister/Ashby St.       8   123’ 

Vonphister/George St.       4   120’ 

Vonphister/White St.       2   Outfall 

Vortex at Simonton St.           Pump 
assist 

Washington/Ashby St.                8 142’ 117’ 

Washington/Thompson 5” 4” 2” 7   114’ 

Washington/Whalton  4” 3” 2” 5 188’ 118’ 

Washington/William  4” 3” 2” 3   123’ 

Whalton /Vonphister 4” 3” 2” 5   119’ 

White St.            Pump 
Assist 

White St. (Outfall)             

William/Fleming       3   120’ 

William/Southard St. 15” 12” 6” 3 115’ 119’ 

Windsor/Passover Ln.       3 0 120’ 

Windsor/Virginia St.       6   122’ 

 
 

Inlet Baskets Cleaned 
          

Address Cups Cans Bottles 
Debris 

(in) Date 

215 Duval St. 20 16 7              8” 
9/18/201

2 

224 Duval St.                    5”   

300 Duval St. 7 5                 5”           

301 Duval St. 3 2                 3”   

313 Duval St. 9 7                 4”   

400 Duval St. 2 1 1               3”   

401 Duval St. 1   1               2”   

410 Duval St. 4 2                         4”   

Addendum 2 - Attachment 2 304



419 Duval St. 1 3                5”   

500 Duval St. 4 3 2               6”   

501 Duval St. 3 2 1               5“   

512 Duval St. 2                  4”   

524 Duval St. 1                  3 ”   

525 Duval St. 1 3                 2”   

601 Duval St. 2 2 1               3”   

602 Duval St. 1 1   
               
2”   

617 Duval St.                              3”   

618 Duval St. 3 1 1               4”   

700 Duval St. 1                   3” 
9/19/201

2 

701 Duval St.                     4”   

1125 Duval St. 2 2 1               3”          

1130 Duval St. 1                        5”   

1209 Duval St.   1                 4”   

1210 Duval St. 3 4 1               3”   

1224 Duval St.                     3”   

1229 Duval St.                             4”   

1314 Duval St. 4 3 2              3”   

1317 Duval St. 3 3 2            3 ”   

1327 Duval St. 4 2 1             3”            

1324 Duval St. 2  1 1             2”   

                     

            

            

            

            

     
      Storm Manhole Ring and Covers 

   •         None 
     

      Storm Injection Wells Cleaned (shallow) 
  •         None 

     
      Storm Drain Grates Replaced / Installed 

  •         None 
     

      Storm Water lines Televised 
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•         None 
     

      Catch Basin Repairs  
    •         None 

     
      

      Trench Drains Installed 
    •         1300 3rd St. 

     
      Other  Storm water Activities   

   

•         Clean Grates during & after rain events 
     

•         Clean all catch basin inserts on list 
     

•         Clean cross over drain at Eaton & 
Simonton 

     

•         Retrieve key from 
      

 

WET WELL SALINITY READINGS (parts per thousand) AND PERCENT SEAWATER       6-MONTH 

LOCATION Apr, 12   May, 12   Jun, 12   Jul, 12   Aug, 12   Sep, 12 AVERAGE 

WWTP Infl. 1.6419 5% 1.2519 4% 1.2836 4% 1.0434 3% 1.1858 3% 1.1024 3% 1.25 

Lift Station A 1.0360 3% 0.8010 2% 0.7210 2% 0.4670 1% 0.7870 2% 0.8220 2% 0.77 

Lift Station B 1.5340 4% 1.5240 4% 1.5950 5% 1.4230 4% 1.6680 5% 1.5790 5% 1.55 

Lift Station C 0.8930 3% 0.8220 2% 0.7710 2% 0.4550 1% 0.6300 2% 0.6820 2% 0.71 

Lift Station D 2.3970 7% 2.0360 6% 2.1550 6% 1.4340 4% 1.7080 5% 1.0960 3% 1.80 

Lift Station D/A 4.7560 14% 1.2470 4% 1.0030 3% 0.6480 2% 0.8050 2% 0.6870 2% 1.52 

LIft Station E 2.8240 8% 2.5570 7% 2.7240 8% 1.9210 5% 2.2630 6% 1.9750 6% 2.38 

Lift Station F 1.0340 3% 0.9880 3% 1.1710 3% 0.8400 2% 1.2790 4% 0.9320 3% 1.04 

Lift Station G 1.7010 5% 1.5420 4% 1.5450 4% 1.1110 3% 1.7760 5% 1.4440 4% 1.52 

Lift Station H 2.0000 6% 2.0240 6% 1.6860 5% 1.1550 3% 1.5200 4% 1.5640 4% 1.66 

Lift Station J 0.3410 1% 0.4750 1% 0.3540 1% 0.3480 1% 0.3070 1% 0.1260 0% 0.33 

Lift Station K 0.7720 2% 0.8420 2% 0.6990 2% 0.6120 2% 0.7390 2% 0.7530 2% 0.74 

Lift Station L 4.0000 11% ** 0% ** 0% ** 0% ** 0% ** 0% 0.67 

Lift Station M 0.3490 1% 0.6890 2% 0.9030 3% 0.7650 2% 0.8950 3% 0.8000 2% 0.73 

Lift Station N 0.6800 2% 0.6380 2% 0.8650 2% 1.1220 3% 1.0540 3% 1.2280 4% 0.93 

Lift Station O 1.1600 3% 1.1890 3% 1.2050 3% 1.1680 3% 1.1920 3% 1.3110 4% 1.20 
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Lift Station R 1.8150 5% 1.6300 5% 1.8440 5% 1.5470 4% 1.6680 5% 1.9310 6% 1.74 

Lift Station S 1.4590 4% 1.4440 4% 1.7220 5% 1.8850 5% 1.0250 3% 0.9990 3% 1.42 

Lift Station T 0.8040 2% 0.8340 2% 0.8590 2% 0.8370 2% 0.8420 2% 0.8120 2% 0.83 

              

      
** Lift station L not transmitting properly 
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      M E M O R A N D U M 
 
 

TO:             Jay Gewin, City of Key West 
 
FROM:              John Bartelmo, OMI, Inc. 
 
DATE: November 7, 2012 
 
SUBJECT: Status Report for October, 2012 
 
 
  
 Monthly Status Report 
 
  
 Operations 
 
 
 Effluent Quality Summary 
 

Parameter Effluent 
Concentration 

Permitted 
Concentration 

Date Collected Through 

CBOD5 One Day Max. 2.20 mg/l 10.0 mg/l MAX 10/30/12 
CBOD5 Monthly Avg. 0.61 mg/l 6.25 mg/l AVG. 10/30/12 
TSS One Day Max. 3.9 mg/l 10.0 mg/l MAX 10/31/12 
TSS Monthly Avg. 1.3 mg/l 6.25 mg/l AVG. 10/31/12 
Total Nitrogen One Day Max. 3.51 mg/l 6.0 mg/l MAX 9/17/12 
Total Nitrogen Monthly Avg. 2.48 mg/l 3.75 mg/l AVG                    9/17/12 
Total Phosphorus One Day Max.           0.77 mg/l 2.0 mg/l MAX 9/17/12 
Total Phosphorus Monthly Avg. 0.48 mg/l 1.25 mg/l AVG 9/17/12 

 

  
 
Maintenance: 
 

Treatment Plant: 

 
• Replaced Re-Aerator motor 
• Replaced anox mixer # 2 
• Replaced two Ultraviolet lamps on UV system 
• Repaired exterior lighting at diffused air blower area 
•  Replaced solenoid on filter building instrumentation air dryer 
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• Repair small leak on press booster pump # 2 
• Repair leak on alum loading piping 
• Replaced ballast and lamp in men’s locker room light fixture 
• Put tarps in storage upstairs in solids 

 
Lift Stations: 
 

• Performed scheduled PM’s 
• Replaced faulty float at L/S “H” 
• Repaired pump # 1 at L/S “N” 
• Cleaned wet well at L/S “J” 
• Cleaned wet well at L/S “O” 
• Cleaned wet well at L/S “P” 
• Installed rebuilt pump at SWS-1 ( Patricia & Ashby ) 

 
Vehicles: 
 

• Performed scheduled PM’s 
• Repaired fuel injector control module on truck # 600 

 
 

 
 
Equipment out of service:  

 
• Alum Pump # 3 

 
 
 
 
 
 
 
 
 
 

         10/1/2012 
 

Collections 
  

       Plugged Main  
     None 

      
       Repaired Main  

     30" Force Main 1000 Blk. Thomas 
St. 
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       Main Cleaned 
      400 Blk. Fleming St. 300ft 

     500 Blk. Fleming St. 340ft 
     1100 Blk. Duval St. 235ft 
     1200 Blk. Duval St. 464ft 
     3600 Blk. Sunrise Dr. 366ft 

    1500 Blk. 19th St. 353ft 
     900 Blk. Catherine St. 541ft 

    1100 Blk. Grinnell St. 490ft 
    1100 Blk. Packer St. 436ft 

     900 Blk. Virginia St. 200ft 
     1100 Blk. Margaret St. 248ft 

    1200 Blk. 20th Ter. 715ft 
     3600 Blk. N. Side CT. 517ft 

    3700 Blk. Paula Ave. 391ft 
     3700 Blk. Cindy Ave. 390ft 
     3800 Blk. Cindy Ave. 291ft 
     3600 Blk. N. Side Dr. 286ft616 

    400 Blk. Duval St. 496ft 
     3500 Blk. N. Side Ct. 350ft  

    900 Blk. 18th St. 300ft 
     

       Plugged Lateral 
     None 

      
       Repaired Lateral 

     None 
      

       New Lateral 
      None 
      

       New C/O 
      None 
      

       Repaired C/O 
      None 
      

       M/H Rain Guard (Repaired) 
    None 

      
       M/H Ring &  Cover 

     None 
      

       Odor Complaint  
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None 
      

       Tving   
      1108 17th St. (lateral) 

     
       Other 

      Clean And Check Navy Meters Weekly 
   Clean Station Grounds 'A, B, D, DA, E, L, M,O, S, T, U ' 

  Clean Wet Well Station 'A, B, N, J' 
    Repair Sink Hole 1100 Blk. Johnson St. 

   
       Spill 

      1000, 1100, 1200 Blk.'s Thomas St. (force main break) 
  

 

          
 
 

        Navy Salinity 
           

Navy Points of Connection Salinity Readings             
MONTHL
Y   

Location//Month:Sep. 2012 Week 1 Week 2 Week 3 Week 4   AVERAGE 

Trumbo Front Gate 0.4 
1.1
% 0.4 1% 0.3 1% 0.4 1% 0.4 0.4 1% 

Trumbo Backflow Preventer 0.2 1% 0.3 1% 0.1 0% 0.4 1%   0.25 1% 

Trumbo Back Gate 2.1 6% 1.6 5% 2.4 3% 4.5 
13
%   2.65 7% 

Emma St/Amelia 0.3 1% 0.2 1% 0.2 1% 0.3 1%   0.25 1% 

Truman and Fort 0.2 1% 0.3 1% 0.2 1% 0.3 1%   0.25 1% 

United and Whitehead 0.3 1% 0.7 2% 0.4 1% 0.7 2%   0.53 2% 

Sigsbee  1.2 3% 2.0 6% 2.2 6% 2.9 8%   2.08 6% 

Medical Center 0.2 1% 0.1 0% 0.3 1% 1.0 3%   0.4 1% 
 

      
       Storm Drains / Sediment Traps Cleaned  

   
       Address Section 

1 
Section 

2 
Section 

3 
# Of 
CB 

Pipe 
Footage 

Well 
Depth 

              

1000 Margaret           80’ 

11th St./Rivera Dr.       2   Outfall 

11th St./Fogarty             

11th St. /Patterson             

15th St./Rivera Dr.       2   Outfall 

15th St./Harriett       3 0 121’ 
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16th Ter./Northside Dr.       4   Outfall 

1700 Josephine 4” 2” 1” 4   91’ 

17th St./17th Ter. 6”         5” 3” 1 79’ 118’ 

1700 Reynolds St.       3   Outfall 

17th St./Donald Ave.       2   101’ 

17th Ter./Donald Ave.       1   99’ 

17th Ter./Northside Dr.       4   Outfall 

18th St./Northside Dr.       4   Outfall 

19th St./Donald Ave.       2   91’ 

1st St./Fogarty Ave.             

1st St./Harris Ave.             

1st St./Seidenberg Ave.             

200 Blk. Grinnel St.           Outfall 

200 Blk. Margaret St.       2   Outfall 

200 Blk. William St.       2   Outfall 

20th St./Donald Ave.       4   Outfall 

20th St./Duck Ave. checked     4   119’ 

20th St./Northside Dr.       4   Outfall 

2nd St./Fogarty Ave.       4   Outfall 

2nd St./Harris Ave.       4   Outfall 

2nd St./Patterson Ave.       3   Outfall 

2nd St./Staples Ave. checked     1   106’ 

3342 Northside Dr.       2   Outfall 

3368 Northside Dr.       2   Outfall 

3rd St./Fogarty Ave.       4   Outfall 

3rd St./Harris Ave.       4   Outfall 

3rd St./Patterson Ave.       4   Outfall 

3rd St./Roosevelt Dr.       3   Outfall 

3rd St./Seidenberg Ave.       1   88’ 
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3rd St./Seidenberg Ave.       4   88’ 

4th St./Flagler Ave.       2   Outfall 

4th St./Fogarty Ave.       4   Outfall 

4th St./Harris Ave.       3   Outfall 

4th St./Roosevelt Blvd. checked     0 0 Outfall 

4th St./Patterson Ave.       4   Outfall 

5th St./Fogarty Ave.       2   Outfall 

5th St./Patterson Ave.       1   Outfall 

6th St./Patterson Ave.       4     

7th St./Staples Ave.       2   40’ 

11th St./Riviera       2   Outfall 

15th St./Riviera       2   Outfall 

900 Blk. Thomas St.       1     

916 James       2   Crossover 

Albury St./Pearl St.       3 0 120’ 

Amelia /Whitehead St. 8” 7” 6” 4   77’ 

Angela/Ashe St.       4 93’ 83’ 

Angela/Margaret St.       4   74’ 

Angela/Pearl St.       4   119’ 

Angela/Simonton St.       4   86’ 

Angela/White St.       4   90’ 

Ashe/Angela St.       4   84’ 

Atlantic/Ashby St. 7” 4” 3” 1   100’ 

Bill Butler Park       2     

Boog Powel Ct.       3   Outfall 

Caroline/Anne St.       1   122’ 

Elizabeth St.       2   120” 

Caroline/Margaret St.       0 10’ 85’ 

Caroline/Whitehead St. checked     2 50’ 87’ 
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Catherine/Grinnell St.       3 118’ 120’ 

Catherine/Margaret St.       4   88’ 

Catherine/Packer St.       4   117’ 

Catherine/Royal St.       5   118” 

Catherine/Thomas St.              2   98’ 

Catherine/Thomas St.                               2   94’’ 

Catherine/Varela St.             4   87’ 

Catherine/Watson St.       4   120’ 

Catherine/White St.       4   119’ 

Catherine/Whitehead  15” 10” 6” 4 130 121’ 

Catherine/William St.       5   121’ 

Dennis/Venetia St.   
  

  4 0 87’ 

Duval/Front St.       6   Outfall 

Duval/Louisa St.       2   Outfall 

Duval/United St.       2   Outfall 

Duval/Wall St.       1   Outfall 

Duval St.(1312)       2   Outfall 

Eaton/Frances St.              4   85’ 

Eaton/Margret St.       5   122’ 

Eaton/Simonton St.       2   Crossover 

Eaton/Peacon       3 115’ 123’ 

Eaton/White St.                              4 103’ 85’ 

Elizabeth/Green St. checked     2   Outfall 

Elizabeth/Olivia St.           121’ 

Elizabeth/Southard St.       2   Crossover 

Emma/Olivia St. 12” 10” 7” 4   85’ 

Emma/Truman Ave.       2 0’ 117’ 

Fire Station #1                     88’ 

Fire Station #2           88’ 
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Flagler/1st St.       2   Outfall 

Flagler/George St.       2   Outfall 

Flagler/Josephine St.       2   Outfall 

Flagler/Leon St.       2   Outfall 

Flagler/Thompson St.       2   Outfall 

Flagler Ave.(1204)       1   Outfall 

Flagler Ave.(1418)       1   Outfall 

Flagler Ave.(1620)       2   Outfall 

Flagler Ave.(1706)       2   Outfall 

Fleming/Frances St.       4   88’ 

Fleming/White St. 10” 8” 6” 4 106’ 87’ 

Florida/Newton St.       4 141’ 123’ 

Florida/Virginia St.       6 0 119’ 

Fort St.         0 Outfall 

Frances/Eaton St.       4   90’ 

Frances/Petronia St.       3   123’ 

Frances/Southard St.       3 125’ 125’ 

George/Blanch St. 8” 5” 3” 4   93’ 

George/Duncan St.       4   Outfall 

George/Fogarty Ave.       2   Outfall 

George/Patricia St.       2   90’ 

George/United St.       3   Outfall 

George/Venetia St. 3” 2” 1” 3   85’ 

George/Washington St. 5” 4” 2” 8 0 114’ 

Green/Whitehead St. 8” 6” 4” 4   114’ 

Grinnel/Vonphister St.              3 83’ 89’ 

Grinnell/Trumbo Rd. 
(Ferry Ter.) 

5” 3” 2” 3   66’ 

Johnson/Grinnel St.       4   90’ 

Johnson/Whalton St.       4 100' 85’ 
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Jose Marti Dr.       4   Outfall 

Jose Marti Dr./Truman       4   Outfall 

Josephine/Blanch St.       4   86’ 

Jr. College Rd. E #1           Outfall 

                            #2 Outfall 

                            #3 Outfall 

                            #4 Outfall 

                            #5 Outfall 

Jr. College Rd. W #6           Outfall 

               “             #7 Outfall 

                “            #8 Outfall 

                “           #9 Outfall 

                “          #10 Outfall 

Kennedy/Riviera Dr.           Outfall 

Laird/Ashby St.              5 110’ 88’ 

Laird/Leon St.       4   98’ 

Laird/Thompson St.       3 50’ 88’ 

Leon/Atlantic Blvd. 5” 4” 3” 4   92’ 

Mallory Square #1             

            “            #2 

            “            #3 

            “            #4 

            “            #5 

            “            #6 

Newton/Eisenhower       2   Outfall 

Northside Dr./14th St.       4   Outfall 

Northside Dr. (3130)       2   Outfall 

Northside Dr. (3132)       2   Outfall 

Northside Dr. (3230)       2   Outfall 
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Northside Dr. (3282)       2   Outfall 

Northside Dr. (3318)       2   Outfall 

Northside Dr. (3342)       1   Outfall 

Olivia/Pearl St.       3 0 87’ 

Olivia/Windsor Ln. 7” 5”          4” 4 70’ 88’ 

Patricia/Ashby St.           Pump 
Assist 

Patterson Ave.(1900)       2   Outfall 

Patterson Ave.(2000)       2   Outfall 

Pearl/Duncan St. 9” 8” 6” 6 0 118’ 

Pearl/Newton St.       3   126’ 

Pearl/Pine St. 9” 7” 5” 3 0 124’ 

Pearl/United St.       6 248 116’ 

Petronia/ Florida St.       4 144 1242’ 

Reynolds/ Vonphister  8” 6” 4” 3   96’ 

Roosevelt Dr. /Bay St.       3   Outfall 

Rose/Ashby St.       4   96’ 

Simonton/Caroline St. 7” 6” 4” 4   84’ 

Simonton/ Louisa St.       4   87’ 

Simonton/Southard St.       2   Crossover 

Simonton Beach           Pump 
Assist 

Smathers Beach #1           95’ 

                          #2 93’ 

                          #3 95’ 

                          #4 95’ 

                          #5 95’ 

South/Leon St.       4   98’ 

South/Reynolds St. 8” 6” 4” 4   98’ 

South/Seminary St.                                5   121’ 

South/Simonton St. 4” 4” 3” 4 85’ 88’ 
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South/ Whitehead St. 6” 4” 3” 3   92’ 

South Beach drains       2   Outfall 

Southard/Margaret St.       4   93’ 

Southard/White St.                          9” 6” 5” 4   82’ 

Stevens/ Laird St. 6” 4” 3” 4   92’ 

Stevens/Patricia St.       3   93’ 

Sunrise/18th St. 10” 7” 6” 2 64’ Outfall 

Thomas/Petronia St.       2     

Thomas/Truman Ave. 9” 7” 6” 1   87’ 

Thompson/Rose St.       2   88’ 

Tropical/Seminary St.               5   120’ 

Tropical/South St. 4” 3” 2” 6 299’ 119’ 

United/Florida St. 4” 3” 2” 6 0 115’ 

United/Simonton St.       6 155’ 121’ 

United/Whitehead St.       5 139’ 122’ 

Varela/Virginia St.       4 103’ 88’ 

Virginia/Howe St. 6” 4” 3” 3   86’ 

Virginia/Margaret St.       4 127’ 87’ 

Virginia/Packer St.       2   Crossover 

Virginia/White St.       4   86’ 

Vivian/1st St           Outfall 

Vivian/George St.           Outfall 

Vonphister/Ashby St. 4” 3” 3” 8   122’ 

Vonphister/George St.       4   120’ 

Vonphister/White St.       2   Outfall 

Vortex at Simonton St.           Pump 
assist 

Washington/Ashby St.           1” 1” 1” 8 142’ 117’ 

Washington/Thompson 5” 5” 3” 7   114’ 

Washington/Whalton        5 188’ 118’ 
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Washington/William        3   123’ 

Whalton /Vonphister 4” 3” 2” 5   120’ 

White St.            Pump 
Assist 

White St. (Outfall)             

William/Fleming       3   120’ 

William/Southard St.       3 115’ 119’ 

Windsor/Passover Ln. 12” 9” 6” 3 0 119’ 

Windsor/Virginia St. 11” 9” 7” 6   121’ 

 
 

Inlet Baskets Cleaned 
    

      
            

Address Cups Cans Bottles 
Debris 

(in) Date 

215 Duval St. 20 10 6 
             
8” 

10/24/201
2 

224 Duval St.       
             
5”   

300 Duval St. 6 4 1 
              
5”           

301 Duval St. 4 3   
              
4”   

313 Duval St. 8 3   
              
6”   

400 Duval St. 2     
              
3”   

401 Duval St.                
              
4”   

410 Duval St. 5 4 1 
             
5”   

419 Duval St. 7 3 2 
             
3”   

500 Duval St. 8 2   
              
7”   

501 Duval St. 4     
              
5“   

512 Duval St. 6 3 1 
             
5”   

524 Duval St. 4   1 
              
4”   

525 Duval St. 3 1   
              
3”   

601 Duval St. 3     
              
4”   
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602 Duval St.       
              
3”   

617 Duval St.                
              
3”   

618 Duval St. 2 1            
              
4”   

700 Duval St. 5 2 1 
              
5” 

10/25/201
2 

701 Duval St. 2     
              
4”   

1125 Duval St. 3 2 1 
              
5”          

1130 Duval St. 6 3 1 
              
6”   

1209 Duval St. 5 2   
              
6”   

1210 Duval St. 4     
              
6”   

1224 Duval St. 5 5 1 
              
7”   

1229 Duval St.                
             
5”   

1314 Duval St. 4 3 1 
             
5”   

1317 Duval St. 3 2               5”   

1327 Duval St. 4 4 1             6”            

1324 Duval St.    2               6”   

                     

            

            

            

            

     
      Storm Manhole Ring and Covers 

  •         None 
     

      Storm Injection Wells Cleaned (shallow) 
  •         3204 Duck 

    •         1300 Duncan (3) 
    

      Storm Drain Grates Replaced / Installed 
  •         1900 Seidenberg 

    
      Storm Water lines Televised 

   •         None 
     

      Catch Basin Repairs  
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•         None 
     

      
      Trench Drains Installed 

   •         3005 Airport Blvd. (2) 
   

      Other  Storm water Activities   
   

•         Clean Grates during & after rain events 
     

•         Insert storm drain protectors prior to Fantasy Fest then 
remove after 

     

•         Assist City with Fantasy Fest clean up 
     

•         Clean grounds at Stormwater Station #5 
      

 

WET WELL SALINITY READINGS (parts per thousand) AND PERCENT SEAWATER       6-MONTH   

LOCATION May, 12   Jun, 12   Jul, 12   Aug, 12   Sep, 12 Oct, 12 AVERAGE   

WWTP Infl. 1.2519 4% 1.2836 4% 1.0434 3% 1.1858 3% 1.1024 3% 1.7347 5% 1.27 
3.62

% 

Lift Station A 0.8010 2% 0.7210 2% 0.4670 1% 0.7870 2% 0.8220 2% 0.6150 2% 0.70 
2.01

% 

Lift Station B 1.5240 4% 1.5950 5% 1.4230 4% 1.6680 5% 1.5790 5% 1.9870 6% 1.63 
4.66

% 

Lift Station C 0.8220 2% 0.7710 2% 0.4550 1% 0.6300 2% 0.6820 2% 0.7230 2% 0.68 
1.94

% 

Lift Station D 2.0360 6% 2.1550 6% 1.4340 4% 1.7080 5% 1.0960 3% 2.4280 7% 1.81 
5.17

% 

Lift Station D/A 1.2470 4% 1.0030 3% 0.6480 2% 0.8050 2% 0.6870 2% 1.2870 4% 0.95 
2.70

% 

LIft Station E 2.5570 7% 2.7240 8% 1.9210 5% 2.2630 6% 1.9750 6% 4.4670 13% 2.65 
7.57

% 

Lift Station F 0.9880 3% 1.1710 3% 0.8400 2% 1.2790 4% 0.9320 3% 1.4870 4% 1.12 
3.19

% 

Lift Station G 1.5420 4% 1.5450 4% 1.1110 3% 1.7760 5% 1.4440 4% 2.5080 7% 1.65 
4.73

% 

Lift Station H 2.0240 6% 1.6860 5% 1.1550 3% 1.5200 4% 1.5640 4% 2.2070 6% 1.69 
4.84

% 

Lift Station J 0.4750 1% 0.3540 1% 0.3480 1% 0.3070 1% 0.1260 0% 0.1670 0% 0.30 
0.85

% 

Lift Station K 0.8420 2% 0.6990 2% 0.6120 2% 0.7390 2% 0.7530 2% 0.7480 2% 0.73 
2.09

% 

Lift Station L ** 0% ** 0% ** 0% ** 0% ** 0% ** 0% 0.00 
0.00

% 

Lift Station M 0.6890 2% 0.9030 3% 0.7650 2% 0.8950 3% 0.8000 2% 1.2240 3% 0.88 
2.51

% 

Lift Station N 0.6380 2% 0.8650 2% 1.1220 3% 1.0540 3% 1.2280 4% 1.0480 3% 0.99 
2.84

% 

Lift Station O 1.1890 3% 1.2050 3% 1.1680 3% 1.1920 3% 1.3110 4% 1.2750 4% 1.22 
3.50

% 

Lift Station R 1.6300 5% 1.8440 5% 1.5470 4% 1.6680 5% 1.9310 6% 3.0300 9% 1.94 
5.55

% 

Lift Station S 1.4440 4% 1.7220 5% 1.8850 5% 1.0250 3% 0.9990 3% 3.4740 10% 1.76 
5.02

% 

Addendum 2 - Attachment 2 321



Lift Station T 0.8340 2% 0.8590 2% 0.8370 2% 0.8420 2% 0.8120 2% 0.8150 2% 0.83 
2.38

% 

               

      
** Lift station L not transmitting properly 
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      M E M O R A N D U M 
 
 

TO: Jay Gewin, City of Key West 
 
FROM: John Bartelmo, OMI, Inc. 
 
DATE: December 7, 2012 
 
SUBJECT: Status Report for November, 2012 
 
 
  
 Monthly Status Report 
 
  
 Operations 
 
 
 Effluent Quality Summary 
 

Parameter Effluent 
Concentration 

Permitted 
Concentration 

Date Collected Through 

CBOD5 One Day Max. 3.60 mg/l 10.0 mg/l MAX 11/27/12 
CBOD5 Monthly Avg. 0.61 mg/l 6.25 mg/l AVG. 11/27/12 
TSS One Day Max. 3.3 mg/l 10.0 mg/l MAX 11/30/12 
TSS Monthly Avg. 1.8 mg/l 6.25 mg/l AVG. 11/30/12 
Total Nitrogen One Day Max. 4.0 mg/l 6.0 mg/l MAX 11/19/12 
Total Nitrogen Monthly Avg. 2.81 mg/l 3.75 mg/l AVG                   11/19/12 
Total Phosphorus One Day Max.           0.99 mg/l 2.0 mg/l MAX 11/19/12 
Total Phosphorus Monthly Avg. 0.68 mg/l 1.25 mg/l AVG 11/19/12 
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Maintenance: 
 
Treatment Plant: 

 
• Performed scheduled PM’s 
• Replaced broken saddle clamp for gauge on filter backwash pump # 3 
• Replaced hinge pin on sludge conveyor 
• Replaced lamp on UV channel 2 – A 
• Replaced drive belts on scum pump # 2 
• Repaired leaking hose on generator oil make up tank added 24 quarts of oil. 
• Replaced drop chute to dumpster on grit classifier # 2 
• Repair discharge line leak on press booster pump # 2 
• Repaired leak on alum pump # 3 

 
Lift Stations: 
 

• Performed scheduled PM’s 
• Removed debris and cleaned wet well at L/S “P” 
• Removed debris and cleaned wet well at L/S “J” 
• Removed debris and cleaned wet well at L/S “O” 
• Replaced level controller at SWS-1 (Patricia & Ashby) 
• Start up at SWS-1 
• Replaced scrubber media at L/S “G” 

 
 
Vehicles: 
 

• Performed scheduled PM’s 
• Replaced starter solenoid, gas tank /hose and wire connectors on crane truck compressor 
• Replaced battery in Kubota, repaired hold down clamps, replace battery tie down strap. 

 
 

Equipment out of service:  
 
•  
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        11/1/2012 
 

Collections 
   

        Plugged Main  
      None 

       
        
        Repaired Main  

      Sigsbee Force Main (Navy Side) 
     

        
        Main Cleaned 

      100 Blk. Virginia St. 340ft 
     500 Blk. Duval St. 400ft 
     1100 Blk. Duval St. 230ft 
     1100 Blk. Thomas St. 238ft 
     3700 Blk. Donald Ave. 795ft 
     3600 Blk. Donald Ave. 245ft 
     1100 Blk. 18th St. 320ft 
     1100 Blk. 17th Ter. 360ft 
     1100 Blk. 19th St. 130ft 
     

        
        Plugged Lateral 

      KW Housing (Howe / Virginia St) 
    

        
        Repaired Lateral 

      825 Southard St. (rear) 
     

        
        New Lateral 

      None 
       

        
        New C/O 

       825 Southard St. (rear) 
     

        
        
        
        Repaired C/O 

      None 
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        M/H Rain Guard (Repaired) 

     None 
       

        
        M/H Ring &  Cover 

      Olivia St. / Duval St. 
      Zero Duval St. (replace m/h cover) 

    
        
        Odor Complaint  

      None 
       

        
        Tving   

       None 
       

        
        Other 

       Clean And Check Navy Meters 
Weekly 

    Clean Station Grounds 'A,B, D, DA, E, F, G, H, K, L, M, N, O' 
  Repair Leak On Sigsbee F/M 

     
        
        
        
        Spill 

       Sigsbee RD. (Navy) 
      Key Cove (private) 
      

 

         Navy Salinity 
           

Navy Points of Connection Salinity Readings             
MONTHL
Y   

Location//Month:Nov. 2012 Week 1 Week 2 Week 3 Week 4   AVERAGE 

Trumbo Front Gate 0.4 1.1% 0.4 1% 0.4 1% 0.4 1% 0.4 0.4 1% 

Trumbo Backflow Preventer 0.3 1% 0.3 1% 0.3 1% 0.3 1%   0.3 1% 

Trumbo Back Gate 2.1 6% 4.0 11% 11.1 3% 2.9 8%   5.025 7% 

Emma St/Amelia 0.2 1% 0.1 0% 0.2 1% 0.1 0%   0.15 0% 

Truman and Fort 0.2 1% 0.2 1% 0.1 0% 0.4 1%   0.225 1% 

United and Whitehead 0.6 2% 0.8 2% 0.6 2% 0.8 2%   0.7 2% 

Sigsbee  1.2 3% 2.6 7% 3.2 9% 2.0 6%   2.25 6% 

Medical Center 0.8 1% 1.1 3% 1.0 3% 0.8 2%   0.925 2% 
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Storm Drains / 
Sediment Traps 
Cleaned 
 

      Address Section 
1 

Section 
2 

Section 
3 

# Of CB Pipe 
Footage 

Well 
Depth 

              

1000 Margaret           80’ 

11th St./Rivera Dr.       2   Outfall 

11th St./Fogarty             

11th St. /Patterson             

15th St./Rivera Dr. checked     2   Outfall 

15th St./Harriett       3 0 121’ 

16th Ter./Northside Dr.       4   Outfall 

1700 Josephine       4   91’ 

17th St./17th Ter.              1 79’ 118’ 

1700 Reynolds St.       3   Outfall 

17th St./Donald Ave.       2   101’ 

17th Ter./Donald Ave.       1   99’ 

17th Ter./Northside Dr.       4   Outfall 

18th St./Northside Dr.       4   Outfall 

19th St./Donald Ave.       2   91’ 

1st St./Fogarty Ave.             

1st St./Harris Ave.             

1st St./Seidenberg Ave.             

200 Blk. Grinnel St.           Outfall 

200 Blk. Margaret St.       2   Outfall 

200 Blk. William St.       2   Outfall 

20th St./Donald Ave.       4   Outfall 

20th St./Duck Ave.       4   119’ 

20th St./Northside Dr.       4   Outfall 
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2nd St./Fogarty Ave.       4   Outfall 

2nd St./Harris Ave.       4   Outfall 

2nd St./Patterson Ave.       3   Outfall 

2nd St./Staples Ave.       1   106’ 

3342 Northside Dr.       2   Outfall 

3368 Northside Dr.       2   Outfall 

3rd St./Fogarty Ave.       4   Outfall 

3rd St./Harris Ave.       4   Outfall 

3rd St./Patterson Ave.       4   Outfall 

3rd St./Roosevelt Dr.       3   Outfall 

3rd St./Seidenberg Ave.       1   88’ 

3rd St./Seidenberg Ave.       4   88’ 

4th St./Flagler Ave.       2   Outfall 

4th St./Fogarty Ave.       4   Outfall 

4th St./Harris Ave.       3   Outfall 

4th St./Roosevelt Blvd.       0 0 Outfall 

4th St./Patterson Ave.       4   Outfall 

5th St./Fogarty Ave.       2   Outfall 

5th St./Patterson Ave.       1   Outfall 

6th St./Patterson Ave.       4     

7th St./Staples Ave. 7”     2   40’ 

11th St./Riviera       2   Outfall 

15th St./Riviera       2   Outfall 

900 Blk. Thomas St.       1     

916 James       2   Crossover 

Albury St./Pearl St. 4” 3” 3” 3 0 120’ 

Amelia /Whitehead St.       4   77’ 

Angela/Ashe St.       4 93’ 83’ 
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Angela/Margaret St.       4   74’ 

Angela/Pearl St.       4   119’ 

Angela/Simonton St.       4   86’ 

Angela/White St.       4   90’ 

Ashe/Angela St. 7” 4” 4” 4   88’ 

Atlantic/Ashby St.       1   100’ 

Bill Butler Park       2     

Boog Powel Ct.       3   Outfall 

Caroline/Anne St.       1   122’ 

Elizabeth St.       2   120” 

Caroline/Margaret St.       0 10’ 85’ 

Caroline/Whitehead St.       2 50’ 87’ 

Catherine/Grinnell St.       3 118’ 120’ 

Catherine/Margaret St. 7” 5” 3” 4   85’ 

Catherine/Packer St.       4   117’ 

Catherine/Royal St.       5   118” 

Catherine/Thomas St.              2   98’ 

Catherine/Thomas St.                               2   94’’ 

Catherine/Varela St.             4   87’ 

Catherine/Watson St.       4   120’ 

Catherine/White St.       4   119’ 

Catherine/Whitehead        4 130 121’ 

Catherine/William St.       5   121’ 

Dennis/Venetia St. 6” 
5” 

3” 4 0 87’ 

Duval/Front St.       6   Outfall 

Duval/Louisa St.       2   Outfall 

Duval/United St.       2   Outfall 

Duval/Wall St.       1   Outfall 
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Duval St.(1312)       2   Outfall 

Eaton/Frances St.              4   85’ 

Eaton/Margret St.       5   122’ 

Eaton/Simonton St.       2   Crossover 

Eaton/Peacon       3 115’ 123’ 

Eaton/White St.                              4 103’ 85’ 

Elizabeth/Green St.       2   Outfall 

Elizabeth/Olivia St. checked         121’ 

Elizabeth/Southard St.       2   Crossover 

Emma/Olivia St.       4   85’ 

Emma/Truman Ave. 10” 6” 4” 2 0’ 117’ 

Fire Station #1           Checked         88’ 

Fire Station #2 Checked         88’ 

Flagler/1st St.       2   Outfall 

Flagler/George St.       2   Outfall 

Flagler/Josephine St.       2   Outfall 

Flagler/Leon St.       2   Outfall 

Flagler/Thompson St.       2   Outfall 

Flagler Ave.(1204)       1   Outfall 

Flagler Ave.(1418)       1   Outfall 

Flagler Ave.(1620)       2   Outfall 

Flagler Ave.(1706)       2   Outfall 

Fleming/Frances St.       4   88’ 

Fleming/White St.       4 106’ 87’ 

Florida/Newton St.       4 141’ 123’ 

Florida/Virginia St.       6 0 119’ 

Fort St.         0 Outfall 

Frances/Eaton St.       4   90’ 
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Frances/Petronia St.       3   123’ 

Frances/Southard St. 12” 8” 6” 3 125’ 124’ 

George/Blanch St.              4   93’ 

George/Duncan St.       4   Outfall 

George/Fogarty Ave.       2   Outfall 

George/Patricia St.       2   90’ 

George/United St.       3   Outfall 

George/Venetia St.       3   85’ 

George/Washington St.       8 0 114’ 

Green/Whitehead St. 3” 2” 2” 4   114’ 

Grinnel/Vonphister St. 4”         3” 2” 3 83’ 89’ 

Grinnell/Trumbo Rd. 
(Ferry Ter.) 

      3   66’ 

Johnson/Grinnel St.       4   90’ 

Johnson/Whalton St.       4 100' 85’ 

Jose Marti Dr.       4   Outfall 

Jose Marti Dr./Truman       4   Outfall 

Josephine/Blanch St.       4   86’ 

Jr. College Rd. E #1           Outfall 

                            #2 Outfall 

                            #3 Outfall 

                            #4 Outfall 

                            #5 Outfall 

Jr. College Rd. W #6           Outfall 

               “             #7 Outfall 

                “            #8 Outfall 

                “           #9 Outfall 

                “          #10 Outfall 

Kennedy/Riviera Dr.           Outfall 
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Laird/Ashby St.              5 110’ 88’ 

Laird/Leon St.       4   98’ 

Laird/Thompson St.       3 50’ 88’ 

Leon/Atlantic Blvd.       4   92’ 

Mallory Square #1             

            “            #2 

            “            #3 

            “            #4 

            “            #5 

            “            #6 

Newton/Eisenhower       2   Outfall 

Northside Dr./14th St.       4   Outfall 

Northside Dr. (3130)       2   Outfall 

Northside Dr. (3132)       2   Outfall 

Northside Dr. (3230)       2   Outfall 

Northside Dr. (3282)       2   Outfall 

Northside Dr. (3318)       2   Outfall 

Northside Dr. (3342)       1   Outfall 

Olivia/Pearl St. 4” 3” 2” 3 0 87’ 

Olivia/Windsor Ln.               4 70’ 88’ 

Patricia/Ashby St.           Pump 
Assist 

Patterson/8th St. 12” 12” 3”     Outfall 

Patterson Ave.(1900)       2   Outfall 

Patterson Ave.(2000)       2   Outfall 

Pearl/Duncan St.       6 0 118’ 

Pearl/Newton St. 6” 6” 4” 3   126’ 

Pearl/Pine St.       3 0 124’ 

Pearl/United St. 9” 6” 5” 6 248 116’ 
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Petronia/ Florida St. 12” 9” 5” 4 144 119’ 

Reynolds/ Vonphister        3   96’ 

Roosevelt Dr. /Bay St.       3   Outfall 

Rose/Ashby St. 6” 4” 3” 4   96’ 

Simonton/Caroline St.       4   84’ 

Simonton/ Louisa St.       4   87’ 

Simonton/Southard St.       2   Crossover 

Simonton Beach           Pump 
Assist 

Smathers Beach #1           95’ 

                          #2 checked 93’ 

                          #3   95’ 

                          #4   95’ 

                          #5   95’ 

South/Leon St.       4   98’ 

South/Reynolds St.       4   98’ 

South/Seminary St.                                5   121’ 

South/Simonton St.       4 85’ 88’ 

South/ Whitehead St.       3   92’ 

South Beach drains       2   Outfall 

Southard/Margaret St.       4   93’ 

Southard/White St.                                4   82’ 

Stevens/ Laird St.       4   92’ 

Stevens/Patricia St.       3   93’ 

Sunrise/18th St.       2 64’ Outfall 

Thomas/Petronia St.       2     

Thomas/Truman Ave. 8” 4” 3” 1   86’ 

Thompson/Rose St.       2   88’ 

Tropical/Seminary St. 2”          1” 1” 5   119’ 
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Tropical/South St. 5” 4” 2” 6 299’ 119’ 

United/Florida St. 8” 7” 5” 6 0 115’ 

United/Simonton St.       6 155’ 121’ 

United/Whitehead St.       5 139’ 122’ 

Varela/Virginia St.       4 103’ 88’ 

Virginia/Howe St.       3   86’ 

Virginia/Margaret St. 6” 3” 2” 4 127’ 87’ 

Virginia/Packer St.       2   Crossover 

Virginia/White St.       4   86’ 

Vivian/1st St           Outfall 

Vivian/George St.           Outfall 

Vonphister/Ashby St.       8   122’ 

Vonphister/George St.       4   120’ 

Vonphister/White St.       2   Outfall 

Vortex at Simonton St.           Pump 
assist 

Washington/Ashby St.               
Checked   

            8 142’ 117’ 

Washington/Thompson Checked     7   114’ 

Washington/Whalton  Checked     5 188’ 118’ 

Washington/William        3   123’ 

Whalton /Vonphister 6” 4” 4” 5   120’ 

White St.            Pump 
Assist 

White St. (Outfall)             

William/Fleming       3   120’ 

William/Southard St.       3 115’ 119’ 

Windsor/Passover Ln. 3” 2” 2” 3 0 119’ 

Windsor/Virginia St.       6   121’ 
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Inlet Baskets Cleaned 
    

      

Address Cups Cans Bottles Debris (in) Date 

215 Duval St.                             ”   

224 Duval St.                    ”   

300 Duval St.                     ”           

301 Duval St.                     ”   

313 Duval St.                             ”   

400 Duval St.                     ”   

401 Duval St.                              ”   

410 Duval St.                                  ”   

419 Duval St.                            ”   

500 Duval St.                     ”   

501 Duval St.                              “   

512 Duval St.                    ”   

524 Duval St.                              ”   

525 Duval St.                     ”   

601 Duval St.                     ”   

602 Duval St.                     ”   

617 Duval St.                              ”   

618 Duval St.                                  ”   

700 Duval St.                     ”   

701 Duval St.                     ”   

1125 Duval St.                     ”          

1130 Duval St.                          ”   

1209 Duval St.                     ”   

1210 Duval St.                     ”   

1224 Duval St.                     ”   

1229 Duval St.                             ”   

1314 Duval St.                         ”   

1317 Duval St.                   ”   

1327 Duval St.                   ”            

1324 Duval St.                   ”   
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Storm Manhole Ring and Covers 
    

•         None 
     

      
Storm Injection Wells Cleaned (shallow) 

   
•         None 

     

      
Storm Drain Grates Replaced / Installed 

   
•         Patricia & Ashby (2) 

    
•         Police Station (1) 

    
•         Whitehead & Caroline (1) 

    
•         Dennis & Venetia (1) 

    

      
Storm Water lines Televised 

    
•         None 

     

      
Catch Basin Repairs  

    
•         None 

     

      

      
Trench Drains Installed 

    
•         None 

     

      
Other  Storm water Activities   

    

•         Clean Grates during & after rain events 
     

•         Vactor #211 was down for pump repairs from 11/13/12 to 
11/27/12 

     

•         Clean grounds at Stormwater Station #1, #3, #5 
     

•         Respond to odor complaint at 1507 Washington 
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WET WELL SALINITY READINGS (parts per thousand) AND PERCENT SEAWATER         6-MONTH   

LOCATION Jun, 12   Jul, 12   Aug, 12   Sep, 12 Oct, 12 Nov, 12 AVERAGE   

WWTP Infl. 1.2836 4% 1.0434 3% 1.1858 3% 1.1024 3% 1.7347 5% 2.3513 7% 1.45 4.14% 

Lift Station A 0.7210 2% 0.4670 1% 0.7870 2% 0.8220 2% 0.6150 2% 0.9590 3% 0.73 2.08% 

Lift Station B 1.5950 5% 1.4230 4% 1.6680 5% 1.5790 5% 1.9870 6% 2.6340 8% 1.81 5.18% 

Lift Station C 0.7710 2% 0.4550 1% 0.6300 2% 0.6820 2% 0.7230 2% 1.1380 3% 0.73 2.09% 

Lift Station D 2.1550 6% 1.4340 4% 1.7080 5% 1.0960 3% 2.4280 7% 3.6820 11% 2.08 5.95% 

Lift Station D/A 1.0030 3% 0.6480 2% 0.8050 2% 0.6870 2% 1.2870 4% 2.0800 6% 1.09 3.10% 

LIft Station E 2.7240 8% 1.9210 5% 2.2630 6% 1.9750 6% 4.4670 13% 6.8310 20% 3.36 9.61% 

Lift Station F 1.1710 3% 0.8400 2% 1.2790 4% 0.9320 3% 1.4870 4% 2.2180 6% 1.32 3.77% 

Lift Station G 1.5450 4% 1.1110 3% 1.7760 5% 1.4440 4% 2.5080 7% 3.9090 11% 2.05 5.85% 

Lift Station H 1.6860 5% 1.1550 3% 1.5200 4% 1.5640 4% 2.2070 6% 3.2680 9% 1.90 5.43% 

Lift Station J 0.3540 1% 0.3480 1% 0.3070 1% 0.1260 0% 0.1670 0% 0.3380 1% 0.27 0.78% 

Lift Station K 0.6990 2% 0.6120 2% 0.7390 2% 0.7530 2% 0.7480 2% 1.4660 4% 0.84 2.39% 

Lift Station L ** 0% ** 0% ** 0% ** 0% ** 0% ** 0% 0.00 0.00% 

Lift Station M 0.9030 3% 0.7650 2% 0.8950 3% 0.8000 2% 1.2240 3% 0.7870 2% 0.90 2.56% 

Lift Station N 0.8650 2% 1.1220 3% 1.0540 3% 1.2280 4% 1.0480 3% 1.0910 3% 1.07 3.05% 

Lift Station O 1.2050 3% 1.1680 3% 1.1920 3% 1.3110 4% 1.2750 4% 1.1000 3% 1.21 3.45% 

Lift Station R 1.8440 5% 1.5470 4% 1.6680 5% 1.9310 6% 3.0300 9% 5.0440 14% 2.51 7.17% 

Lift Station S 1.7220 5% 1.8850 5% 1.0250 3% 0.9990 3% 3.4740 10% 2.6220 7% 1.95 5.58% 

Lift Station T 0.8590 2% 0.8370 2% 0.8420 2% 0.8120 2% 0.8150 2% 0.8050 2% 0.83 2.37% 

               

      
** Lift station L not transmitting properly 
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      M E M O R A N D U M 
 
 

TO: Jay Gewin, City of Key West 
 
FROM: John Bartelmo, OMI, Inc. 
 
DATE: January 7, 2012 
 
SUBJECT: Status Report for December, 2012 
 
 
  
 Monthly Status Report 
 
  
 Operations 
 
 
 Effluent Quality Summary 
 

Parameter Effluent 
Concentration 

Permitted 
Concentration 

Date Collected Through 

CBOD5 One Day Max. 2.30 mg/l 10.0 mg/l MAX 12/26/12 
CBOD5 Monthly Avg. 0.61 mg/l 6.25 mg/l AVG. 12/26/12 
TSS One Day Max. 3.2 mg/l 10.0 mg/l MAX 12/31/12 
TSS Monthly Avg. 1.9 mg/l 6.25 mg/l AVG. 12/31/12 
Total Nitrogen One Day Max. 3.9 mg/l 6.0 mg/l MAX 12/19/12 
Total Nitrogen Monthly Avg. 2.84 mg/l 3.75 mg/l AVG                   12/19/12 
Total Phosphorus One Day Max.           0.85 mg/l 2.0 mg/l MAX 12/19/12 
Total Phosphorus Monthly Avg. 0.51 mg/l 1.25 mg/l AVG 12/19/12 
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  Maintenance: 
 
Treatment Plant: 

 
• Performed scheduled PM’s 
• Trim palm trees around plant 
• Replaced belt misalignment switch on belt press # 2 
• Replace belt misalignment switch on belt press # 1 
• Replace broken saddle tap on backwash pump # 1 
• Install handrails around SPD wet well 
• Replace hydraulic steering valve on belt press # 2 
• Repair lighting in utilidor 
• Installed CAT 5 cable for network in solids 
• Installed A/C power for collections break room 
• Annual crane inspections performed 
• Annual fire alarm inspection performed 

 
Lift Stations: 
 

• Performed scheduled PM’s 
• Installed  sodium pernangate in drum scrubber at L/S “G” 
• Replace air compressor at L/S “C” 
• Replaced corroded bottom on Mar-Cab unit at L/S “B” 
• Replaced pump # 3 at L/S “D” 
• Installed new level transmitter at SWS-1 

 
Vehicles: 
 

• Performed scheduled PM’s 
• Rebuild lift cylinders for yard truck 
•  

Equipment out of service:  
 
• SWS-1 9Patricia & Ashby) # 2 check valve 
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12/1/2012 
 

Collections 
 

      Plugged Main  
    None 

     
      Repaired Main  

    Sigsbee Force Main (Navy Side) 
   

      Main Cleaned 
    100 Blk. Virginia St. 340ft 

   500 Blk. Duval St. 400ft 
   1100 Blk. Duval St. 230ft 
   1100 Blk. Thomas St. 238ft 
   3700 Blk. Donald Ave. 795ft 
   

3600 Blk. Donald Ave. 245ft 
   

1100 Blk. 18th St. 320ft 
   

1100 Blk. 17th Ter. 360ft 
   

1100 Blk. 19th St. 130ft 
   

      Plugged Lateral 
    

KW Housing (Howe / Virginia St) 
  

      Repaired Lateral 
    

825 Southard St. (rear) 
   

      New Lateral 
    

None 
     

      New C/O 
     

825 Southard St. (rear) 
   

      Repaired C/O 
    

None 
     

      M/H Rain Guard (Repaired) 
   

None 
     

      M/H Ring &  Cover 
    

Olivia St. / Duval St. 
    

Zero Duval St. (replace m/h cover) 
  

      Odor Complaint  
    

None 
     

      Tving   
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None 
     

      Other 
     

Clean And Check Navy Meters Weekly 
  

Clean Station Grounds 'A,B, D, DA, E, F, G, H, K, L, M, N, O' 

Repair Leak On Sigsbee F/M 
   

      Spill 
     

Sigsbee RD. (Navy) 
    

Key Cove (private) 
    

 

 
 
 
 
 
 
 

        
Navy Salinity 

           
Navy Points of Connection Salinity Readings               MONTHLY   

Location//Month:Dec. 2012 
Week 
1   Week 2 Week 3 Week 4   AVERAGE 

Trumbo Front Gate 0.4 1.1% 0.4 1% 0.3 1% 0.4 1% 0.4 0.4 1% 

Trumbo Backflow Preventer 0.2 1% 0.4 1% 0.4 1% 0.3 1%   0.325 1% 

Trumbo Back Gate 1 3% 3.6 10% 4.3 3% 6.1 17%   3.75 8% 

Emma St/Amelia 0.2 1% 0.2 1% 0.2 1% 0.4 1%   0.25 1% 

Truman and Fort 0.2 1% 0.1 0% 0.1 0% 0.1 0%   0.125 0% 

United and Whitehead 0.5 1% 0.6 2% 0.5 1% 0.6 2%   0.55 2% 

Sigsbee  2.2 6% 1.9 5% 1.7 5% 1.4 4%   1.8 5% 

Medical Center 1.1 1% 1.2 3% 0.2 1% 0.1 0%   0.65 1% 
 

       
 
 
 
 
 
 
Storm Drains / Sediment Traps Cleaned  

   

       Address Section 1 Section 2 Section 3 # Of CB Pipe 
Footage 

Well Depth 

              

1000 Margaret             

11th St./Rivera Dr. 12” 10” 4” 2 30’ Outfall 

11th St./Fogarty             

11th St. /Patterson             

15th St./Rivera Dr. 15” 11” 4” 2 45’ Outfall 

15th St./Harriett       3   121’ 
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16th Ter./Northside Dr.       4   Outfall 

1700 Josephine       4   91’ 

17th St./17th Ter.              1   118’ 

1700 Reynolds St.       3   Outfall 

17th St./Donald Ave. 3” 2” 2” 2   91’ 

17th Ter./Donald Ave. 6” 4” 3” 1 31’ 101’ 

17th Ter./Northside Dr.       4   Outfall 

18th St./Northside Dr.       4   Outfall 

19th St./Donald Ave. 3” 2” 2” 2 0 91’ 

1st St./Fogarty Ave.             

1st St./Harris Ave.             

1st St./Seidenberg Ave.             

200 Blk. Grinnel St.           Outfall 

200 Blk. Margaret St.       2   Outfall 

200 Blk. William St.       2   Outfall 

20th St./Donald Ave.       4   Outfall 

20th St./Duck Ave.       4   119’ 

20th St./Northside Dr.       4   Outfall 

2nd St./Fogarty Ave.       4   Outfall 

2nd St./Harris Ave.       4   Outfall 

2nd St./Patterson Ave.       3   Outfall 

2nd St./Staples Ave.       1   106’ 

3342 Northside Dr.       2   Outfall 

3368 Northside Dr.       2   Outfall 

3rd St./Fogarty Ave.       4   Outfall 

3rd St./Harris Ave.       4   Outfall 

3rd St./Patterson Ave.       4   Outfall 

3rd St./Roosevelt Dr.       3   Outfall 

3rd St./Seidenberg Ave. 7” 6” 5” 1 0 88’ 

3rd St./Seidenberg Ave.       4   88’ 

4th St./Flagler Ave.       2   Outfall 

4th St./Fogarty Ave.       4   Outfall 
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4th St./Harris Ave.       3   Outfall 

4th St./Roosevelt Blvd.       0   Outfall 

4th St./Patterson Ave.       4   Outfall 

5th St./Fogarty Ave.       2   Outfall 

5th St./Patterson Ave.       1   Outfall 

6th St./Patterson Ave.       4     

7th St./Staples Ave.       2   40’ 

11th St./Riviera       2   Outfall 

15th St./Riviera       2   Outfall 

900 Blk. Thomas St.       1     

916 James       2   Crossover 

Albury St./Pearl St.       3   120’ 

Amelia /Whitehead St.       4   77’ 

Angela/Ashe St.       4 93’ 83’ 

Angela/Margaret St.       4   74’ 

Angela/Pearl St.       4   119’ 

Angela/Simonton St.       4   86’ 

Angela/White St.       4   90’ 

Ashe/Angela St. 7” 4” 4” 4   88’ 

Atlantic/Ashby St.       1   100’ 

Bill Butler Park       2     

Boog Powel Ct.       3   Outfall 

Caroline/Anne St.       1   122’ 

Elizabeth St.       2   120” 

Caroline/Margaret St.       0   85’ 

Caroline/Whitehead St. 9” 7” 5” 2 114’ 85’ 

Catherine/Grinnell St. 10” 8” 6” 3 118’ 120’ 

Catherine/Margaret St.       4   85’ 

Catherine/Packer St.       4   117’ 

Catherine/Royal St.       5   118” 

Catherine/Thomas St.              2   98’ 

Catherine/Thomas St.                               2   94’’ 
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Catherine/Varela St.             4   87’ 

Catherine/Watson St.       4   120’ 

Catherine/White St.       4   119’ 

Catherine/Whitehead        4 130’ 121’ 

Catherine/William St.       5   121’ 

Dennis/Venetia St.   
  

  4   87’ 

Duval/Front St.       6   Outfall 

Duval/Louisa St.       2   Outfall 

Duval/United St.       2   Outfall 

Duval/Wall St.       1 60’ Outfall 

Duval St.(1312)       2   Outfall 

Eaton/Frances St.              4   85’ 

Eaton/Margret St.       5   122’ 

Eaton/Simonton St.       2   Crossover 

Eaton/Peacon       3   123’ 

Eaton/White St.                              4   85’ 

Elizabeth/Green St.       2   Outfall 

Elizabeth/Olivia St. 12” 10” 7”     121’ 

Elizabeth/Southard St.       2   Crossover 

Emma/Olivia St.       4   85’ 

Emma/Truman Ave.       2   117’ 

Fire Station #1                     88’ 

Fire Station #2           88’ 

Flagler/1st St.       2   Outfall 

Flagler/George St.       2   Outfall 

Flagler/Josephine St.       2   Outfall 

Flagler/Leon St.       2   Outfall 

Flagler/Thompson St.       2   Outfall 

Flagler Ave.(1204)       1   Outfall 

Flagler Ave.(1418)       1   Outfall 

Flagler Ave.(1620)       2   Outfall 

Flagler Ave.(1706)       2   Outfall 
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Fleming/Frances St.       4   88’ 

Fleming/White St.       4   87’ 

Florida/Newton St.       4   123’ 

Florida/Virginia St.       6   119’ 

Fort St.           Outfall 

Frances/Eaton St.       4   90’ 

Frances/Petronia St.       3   123’ 

Frances/Southard St. 12” 8” 6” 3 125’ 124’ 

George/Blanch St.              4   93’ 

George/Duncan St.       4   Outfall 

George/Fogarty Ave.       2   Outfall 

George/Patricia St.       2   90’ 

George/United St.       3   Outfall 

George/Venetia St.       3   85’ 

George/Washington St. 8” 6” 4” 8 124’ 115’ 

Green/Whitehead St.       4   114’ 

Grinnel/Vonphister St.              3   89’ 

Grinnell/Trumbo Rd. (Ferry 
Ter.) 

      3   66’ 

Johnson/Grinnel St.       4   90’ 

Johnson/Whalton St.       4   85’ 

Jose Marti Dr.       4   Outfall 

Jose Marti Dr./Truman       4   Outfall 

Josephine/Blanch St.       4   86’ 

Jr. College Rd. E #1           Outfall 

                            #2 Outfall 

                            #3 Outfall 

                            #4 Outfall 

                            #5 Outfall 

Jr. College Rd. W #6           Outfall 

               “             #7 Outfall 

                “            #8 Outfall 

                “           #9 Outfall 
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                “          #10 Outfall 

Kennedy/Riviera Dr.           Outfall 

Laird/Ashby St.              5   88’ 

Laird/Leon St. 6” 4” 2” 4 114’ 98’ 

Laird/Thompson St.       3   88’ 

Leon/Atlantic Blvd.       4   92’ 

Mallory Square #1             

            “            #2 

            “            #3 

            “            #4 

            “            #5 

            “            #6 

Newton/Eisenhower       2   Outfall 

Northside Dr./14th St.       4   Outfall 

Northside Dr. (3130)       2   Outfall 

Northside Dr. (3132)       2   Outfall 

Northside Dr. (3230)       2   Outfall 

Northside Dr. (3282)       2   Outfall 

Northside Dr. (3318)       2   Outfall 

Northside Dr. (3342)       1   Outfall 

Olivia/Pearl St.       3   87’ 

Olivia/Windsor Ln.               4 70’ 88’ 

Patricia/Ashby St.           Pump Assist 

Patterson/8th St.           Outfall 

Patterson Ave.(1900)       2   Outfall 

Patterson Ave.(2000)       2   Outfall 

Pearl/Duncan St.       6   118’ 

Pearl/Newton St. 9 7” 5” 3 110’ 108’ 

Pearl/Pine St.       3   124’ 

Pearl/United St.       6   116’ 

Petronia/ Florida St.       4   119’ 

Reynolds/ Vonphister        3   96’ 

Addendum 2 - Attachment 2 346



Roosevelt Dr. /Bay St.       3   Outfall 

Rose/Ashby St. 6” 4” 3” 4   96’ 

Simonton/Caroline St.       4   84’ 

Simonton/ Louisa St.       4   87’ 

Simonton/Southard St.       2   Crossover 

Simonton Beach           Pump Assist 

Smathers Beach #1           95’ 

                          #2 checked 93’ 

                          #3   95’ 

                          #4   95’ 

                          #5   95’ 

South/Leon St. 5” 3” 2” 4   89’ 

South/Reynolds St.       4   98’ 

South/Seminary St.                                5   121’ 

South/Simonton St.       4   88’ 

South/ Whitehead St. 12” 8” 6” 3 37’ 84’ 

South Beach drains       2   Outfall 

Southard/Margaret St.       4   93’ 

Southard/White St.                                4   82’ 

Stevens/ Laird St.       4   92’ 

Stevens/Patricia St.       3   93’ 

Sunrise/18th St.       2   Outfall 

Thomas/Petronia St.       2     

Thomas/Truman Ave.       1   86’ 

Thompson/Rose St.       2   88’ 

Tropical/Seminary St.               5   119’ 

Tropical/South St.       6   119’ 

United/Florida St.       6   115’ 

United/Simonton St.       6   121’ 

United/Whitehead St.       5   122’ 

Varela/Virginia St.       4   88’ 

Virginia/Howe St.       3   86’ 
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Virginia/Margaret St.       4   87’ 

Virginia/Packer St.       2   Crossover 

Virginia/White St.       4   86’ 

Vivian/1st St           Outfall 

Vivian/George St.           Outfall 

Vonphister/Ashby St.       8   122’ 

Vonphister/George St.       4   120’ 

Vonphister/White St.       2   Outfall 

Vortex at Simonton St.           Pump assist 

Washington/Ashby St.                            8   117’ 

Washington/Thompson       7   114’ 

Washington/Whalton        5   118’ 

Washington/William        3   123’ 

Whalton /Vonphister       5   120’ 

White St.            Pump Assist 

White St. (Outfall)             

William/Fleming       3   120’ 

William/Southard St.       3   119’ 

Windsor/Passover Ln.       3   119’ 

Windsor/Virginia St.       6   121’ 

 
 

 
 

Inlet Baskets Cleaned 
   

    

Address Cups Cans Bottles Debris (in) 

215 Duval St. 15 20 6              8” 

224 Duval St. 0 0 0              3” 

300 Duval St. 0 0 0               3” 

301 Duval St. 7 3 

1 

              3” 0 

313 Duval St. 3 1 1               4” 

400 Duval St. 3 2 0               5” 

401 Duval St. 4 1 0               4” 

410 Duval St. 3 0 1              4” 

419 Duval St. 6 2 0              5” 
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500 Duval St. 7 4 0               5” 

501 Duval St. 1 1 0               5“ 

512 Duval St. 2 0 0              3” 

524 Duval St. 0 0 1               5” 

525 Duval St. 3 2 0               4” 

601 Duval St. 2 1 0               3” 

602 Duval St. 0 0 0               4” 

617 Duval St. 3 1 1               3” 

618 Duval St. 1 0 0               4” 

700 Duval St. 0 0 0               3” 

701 Duval St. 4 2 1               5” 

1125 Duval St. 3 1 0               3” 

1130 Duval St. 4 2 1               5” 

1209 Duval St. 4 1 0               5” 

1210 Duval St. 5 3 0               5” 

1224 Duval St. 2 1 1               4” 

1229 Duval St. 0 0 0              3” 

1314 Duval St. 3 2 0              5” 

1317 Duval St. 2 0 0             5” 

1327 Duval St. 3 2 1             4” 

1324 Duval St. 1  1 0             3” 

          

          

          

          

          

    

     
Storm Manhole Ring and Covers 

  
•         None 

    

     
Storm Injection Wells Cleaned (shallow) 

  
•         City Hall (Simonton St) 

  

     
Storm Drain Grates Replaced / Installed 

  
•         None 

    

     
Storm Water lines Televised 

   
•         None 

    

     
Catch Basin Repairs  

   
•         None 
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Trench Drains Installed 

   
•         None 

    

     
Other  Storm water Activities   

  

•         Clean Grates during & after rain events 
    

•         Vactor #211 was down for pump repairs from 11/13/12 to 
11/27/12 

    

•         Clean grounds at Stormwater Station #1, #3, #5 
    

•         Respond to odor complaint at 1507 Washington 
     

 
 
 
 
 
 
 

WET WELL SALINITY READINGS (parts per thousand) AND PERCENT SEAWATER           6-MONTH   

LOCATION Jul, 12   Aug, 12   Sep, 12   Oct, 12   Nov, 12   Dec, 12   AVERAGE   

WWTP Infl. 1.0434 3% 1.1858 3% 1.1024 3% 1.7347 5% 2.3513 7% 1.6259 5% 1.51 4.31% 

Lift Station A 0.4670 1% 0.7870 2% 0.8220 2% 0.6150 2% 0.9590 3% 0.7280 2% 0.73 2.08% 

Lift Station B 1.4230 4% 1.6680 5% 1.5790 5% 1.9870 6% 2.6340 8% 1.8700 5% 1.86 5.31% 

Lift Station C 0.4550 1% 0.6300 2% 0.6820 2% 0.7230 2% 1.1380 3% 0.9390 3% 0.76 2.17% 

Lift Station D 1.4340 4% 1.7080 5% 1.0960 3% 2.4280 7% 3.6820 11% 2.3010 7% 2.11 6.02% 

Lift Station D/A 0.6480 2% 0.8050 2% 0.6870 2% 1.2870 4% 2.0800 6% 1.2180 3% 1.12 3.20% 

LIft Station E 1.9210 5% 2.2630 6% 1.9750 6% 4.4670 13% 6.8310 20% 3.6930 11% 3.53 10.07% 

Lift Station F 0.8400 2% 1.2790 4% 0.9320 3% 1.4870 4% 2.2180 6% 1.5000 4% 1.38 3.93% 

Lift Station G 1.1110 3% 1.7760 5% 1.4440 4% 2.5080 7% 3.9090 11% 2.3950 7% 2.19 6.26% 

Lift Station H 1.1550 3% 1.5200 4% 1.5640 4% 2.2070 6% 3.2680 9% 3.1340 9% 2.14 6.12% 

Lift Station J 0.3480 1% 0.3070 1% 0.1260 0% 0.1670 0% 0.3380 1% 0.3000 1% 0.26 0.76% 

Lift Station K 0.6120 2% 0.7390 2% 0.7530 2% 0.7480 2% 1.4660 4% 1.4750 4% 0.97 2.76% 

Lift Station L ** 0% ** 0% ** 0% ** 0% ** 0% 0.6260 2% 0.10 0.30% 

Lift Station M 0.7650 2% 0.8950 3% 0.8000 2% 1.2240 3% 0.7870 2% 0.5730 2% 0.84 2.40% 

Lift Station N 1.1220 3% 1.0540 3% 1.2280 4% 1.0480 3% 1.0910 3% 1.0270 3% 1.10 3.13% 

Lift Station O 1.1680 3% 1.1920 3% 1.3110 4% 1.2750 4% 1.1000 3% 1.4910 4% 1.26 3.59% 

Lift Station R 1.5470 4% 1.6680 5% 1.9310 6% 3.0300 9% 5.0440 14% 2.2220 6% 2.57 7.35% 

Lift Station S 1.8850 5% 1.0250 3% 0.9990 3% 3.4740 10% 2.6220 7% 2.9250 8% 2.16 6.16% 

Lift Station T 0.8370 2% 0.8420 2% 0.8120 2% 0.8150 2% 0.8050 2% 0.8490 2% 0.83 2.36% 
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      M E M O R A N D U M 
 
 

TO: Jay Gewin, City of Key West 
 
FROM: John Bartelmo, OMI, Inc. 
 
DATE: February 7, 2013 
 
SUBJECT: Status Report for February, 2013 
 
 
  
 Monthly Status Report 
 
  
 Operations 
 
 
 Effluent Quality Summary 
 

Parameter Effluent 
Concentration 

Permitted 
Concentration 

Date Collected Through 

CBOD5 One Day Max. 2.30 mg/l 10.0 mg/l MAX 01/23/13 
CBOD5 Monthly Avg. 0.61 mg/l 6.25 mg/l AVG. 01/23/13 
TSS One Day Max. 2.7 mg/l 10.0 mg/l MAX 01/31/13 
TSS Monthly Avg. 1.7 mg/l 6.25 mg/l AVG. 01/31/13 
Total Nitrogen One Day Max. 6.4 mg/l 6.0 mg/l MAX 01/16/13 
Total Nitrogen Monthly Avg. 3.5 mg/l 3.75 mg/l AVG                   01/16/13 
Total Phosphorus One Day Max.           0.99 mg/l 2.0 mg/l MAX 01/16/13 
Total Phosphorus Monthly Avg. 0.58 mg/l 1.25 mg/l AVG 01/16/13 

 
 
 
 
 
 
 
 
 
 
 
 
 
 

Addendum 2 - Attachment 2 351



 
 

  Maintenance: 
 
Treatment Plant: 

 
• Performed scheduled PM’s 
• Replaced burnt resistors on influent sampler in pre-treatment 
• Installed siren operated switch for emergency services at front gate 
• Installed CAT5 network cable to solids control room 
• Replaced piping plug valves and check valves in site sump 
• Removed and replaced clogged section of site sump 4” underground at north end of basin # 

2 
• Replaced 12 filter fabrics on effluent filter # 1 
• Repaired broken backwash plate supports on filter # 1 
• Repaired bypass drain on grit classifier # 1 
• Replaced control relay for wash water pump in belt press control panel # 1 
• Replaced broken wear plate on grit classifier # 1 
• Replaced security camera over solids load out area 
• Replaced 8 filter disc fabrics on effluent filter # 4 

 
Lift Stations: 
 

• Performed scheduled PM’s 
• Rebuild pump # 2 at L/S “J” 
• Repaired pump # 2 at L/S “K” 
• Repaired ultrasonic level sensor at L/S “E” 
• Reset radio at L/S “K” 
• Reset radio at SWS-5 ( N.Simonton ) 
• Replaced radio module card at L/S ‘B” 
• Replaced high float at L/S “U” ( Mallory Square ) 
• Replaced blower motor on odor control unit at L/S “B” 
 

Vehicles: 
 

• Performed scheduled PM’s 
• Replaced batteries in truck # 600 

 
Equipment out of service:  

 
• SWS-1 9Patricia & Ashby) # 2 check valve 
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JAN. 2013 Collections 
  

       Plugged Main  
     100 Blk. Whitehead St. 

    
       Repaired Main  

     N. Roosevelt Blvd. / George St. (2" f/m) 
   N. Roosevelt Blvd. / Sigsbee Rd. (5" f/m from Marriott Courtyard) 

 
       Main Cleaned 

     Trumbo Road 264ft 
     1200 Blk. 16th St. 216ft 

    1200 Blk. 17th St. 305ft 
    3400 Blk. N. Side Dr. 603ft 
    900 Blk. 14th St. 597ft 
    3200 Blk. N. Side Dr. 616ft 
    3300 Blk. N. Side Dr. 741ft 
    900 Blk. Toppino Dr. 584ft 
    900 Trinity Dr. 485ft 

     3400 N. Side Dr.  
     Solana Village Easement 400ft 

    100 Blk. Whitehead St. 180ft 
    1100 Blk. 17th St. 300ft 
    3400 Blk. Donald Ave. 283ft 
    3300 Blk. Donald Ave. 397ft 
    1100 Blk. Duval St. 250ft 
    1200 Blk. Duval St. 475ft 
    

       Plugged Lateral 
     1000 Howe St. 
     731 Waddell St. 
     

       Repaired Lateral 
     2616 Harris Ave. 
     

       New Lateral 
     None 

      
       New C/O 

      None 
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       Repaired C/O 
     None 

      
       M/H Rain Guard (Repaired) 

    None 
      

       M/H Ring &  Cover 
     None 

      
       Odor Complaint  

     None 
      

       Tving   
      2600 Blk. Harris Ave. (mainline) 

    2616 Harris Ave. (lateral) 
    

       Other 
      Clean And Check Navy Meters Weekly 

   Clean Station Grounds 'A, DA, F, H, K, N, O, S, T'  
  Clean Station Wet Wells 'A, B, C, J, K, O, O' 
  

       Spill 
      N. Roosevelt Blvd. / Sigsbee Rd. 

   N. Roosevelt Blvd. / George St.  
    

 

 
 
 
 
 
 
 

        Navy Salinity 
           

Navy Points of Connection Salinity Readings             
MONTHL
Y   

Location//Month:Jan. 2013 Week 1 Week 2 Week 3 Week 4   AVERAGE 

Trumbo Front Gate 0.3 0.9% 0.1 0% 0.2 1% 0.3 1% 0.4 0.4 1% 

Trumbo Backflow Preventer 0.3 1% 1.8 5% 0.5 1% 0.5 1%   0.775 2% 

Trumbo Back Gate 5.6 16% 2.4 7% 3.4 3% 8.9 25%   5.075 13% 

Emma St/Amelia 0.3 1% 0.1 0% 0.2 1% 0.3 1%   0.225 1% 

Truman and Fort 0.1 0% 0.2 1% 0.3 1% 0.5 1%   0.275 1% 

United and Whitehead 0.7 2% 0.6 2% 0.8 2% 0.8 2%   0.725 2% 

Sigsbee  1.8 5% 1.5 4% 1.8 5% 1.9 5%   1.75 5% 

Medical Center 0.7 1% 0.2 1% 0.4 1% 0.1 0%   0.35 1% 
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Storm Drains / Sediment Traps Cleaned  
          Address Section 

1 
Section 

2 
Section 

3 
# Of 
CB 

Pipe 
Footage 

Well 
Depth 

              

1000 Margaret             

11th St./Rivera Dr.       2 30’ Outfall 

11th St./Fogarty             

11th St. /Patterson             

15th St./Rivera Dr.       2 45’ Outfall 

15th St./Harriett       3   121’ 

16th Ter./Northside Dr.       4   Outfall 

1700 Josephine 8” 5” 3” 4 40’ 91’ 

17th St./17th Ter.              1   118’ 

1700 Reynolds St.       3   Outfall 

17th St./Donald Ave.       2   91’ 

17th Ter./Donald Ave.       1 31’ 101’ 

17th Ter./Northside Dr. 8” 6” 4” 4 40’ Outfall 

18th St./Northside Dr.       4   Outfall 

19th St./Donald Ave.       2 0 91’ 

1st St./Fogarty Ave.             

1st St./Harris Ave.             

1st St./Seidenberg Ave.             

200 Blk. Grinnel St. 6” 6” 6”     Outfall 

200 Blk. Margaret St. 6”     2   Outfall 

200 Blk. William St.       2   Outfall 

20th St./Donald Ave.       4   Outfall 

20th St./Duck Ave. 7” 4” 3” 4 269’ 119’ 

20th St./Northside Dr.       4   Outfall 

2nd St./Fogarty Ave.       4   Outfall 

2nd St./Harris Ave.       4   Outfall 

2nd St./Patterson Ave.       3   Outfall 

2nd St./Staples Ave.       1   106’ 
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3342 Northside Dr.       2   Outfall 

3368 Northside Dr.       2   Outfall 

3rd St./Fogarty Ave.       4   Outfall 

3rd St./Harris Ave.       4   Outfall 

3rd St./Patterson Ave.       4   Outfall 

3rd St./Roosevelt Dr.       3   Outfall 

3rd St./Seidenberg Ave.       1 0 88’ 

3rd St./Seidenberg Ave.       4   88’ 

4th St./Flagler Ave.       2   Outfall 

4th St./Fogarty Ave.       4   Outfall 

4th St./Harris Ave.       3   Outfall 

4th St./Roosevelt Blvd.       0   Outfall 

4th St./Patterson Ave.       4   Outfall 

5th St./Fogarty Ave.       2   Outfall 

5th St./Patterson Ave.       1   Outfall 

6th St./Patterson Ave.       4     

7th St./Staples Ave. 7” 4”   2 44’ 40’ 

11th St./Riviera       2   Outfall 

15th St./Riviera       2   Outfall 

900 Blk. Thomas St.       1     

916 James       2   Crossover 

Albury St./Pearl St.       3   120’ 

Amelia /Whitehead St.       4   77’ 

Angela/Ashe St.       4 93’ 83’ 

Angela/Margaret St.       4   74’ 

Angela/Pearl St.       4   119’ 

Angela/Simonton St.       4   86’ 

Angela/White St.       4   90’ 

Ashe/Angela St.       4   88’ 

Atlantic/Ashby St.       1   100’ 

Bill Butler Park       2     

Boog Powel Ct.       3   Outfall 
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Caroline/Anne St. 8” 5” 3” 1 55’ 122’ 

Elizabeth St.       2   120” 

Caroline/Margaret St. 6” 4” 2” 0   85’ 

Caroline/Whitehead St.       2 114’ 85’ 

Catherine/Grinnell St.       3 118’ 120’ 

Catherine/Margaret St. 6” 4” 2” 4 119’ 85’ 

Catherine/Packer St.       4   117’ 

Catherine/Royal St.       5   118” 

Catherine/Thomas St.         6” 5” 3” 2 88’ 98’ 

Catherine/Thomas St.                               2   94’’ 

Catherine/Varela St.        6” 4” 2” 4 122’ 87’ 

Catherine/Watson St.       4   120’ 

Catherine/White St.       4   119’ 

Catherine/Whitehead        4 130’ 121’ 

Catherine/William St. 8” 5” 3” 5   121’ 

Dennis/Venetia St.   
  

  4   87’ 

Duval/Front St.       6   Outfall 

Duval/Louisa St.       2   Outfall 

Duval/United St.       2   Outfall 

Duval/Wall St.       1 60’ Outfall 

Duval St.(1312)       2   Outfall 

Eaton/Frances St.              4   85’ 

Eaton/Margret St.       5   122’ 

Eaton/Simonton St.       2   Crossover 

Eaton/Peacon       3   123’ 

Eaton/White St.                              4   85’ 

Elizabeth/Green St. 9” 9” 9” 2   Outfall 

Elizabeth/Olivia St.                   121’ 

Elizabeth/Southard St.       2   Crossover 

Emma/Olivia St.       4   85’ 

Emma/Truman Ave.       2   117’ 

Fire Station #1                     88’ 
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Fire Station #2           88’ 

Flagler/1st St.       2   Outfall 

Flagler/George St.       2   Outfall 

Flagler/Josephine St.       2   Outfall 

Flagler/Leon St.       2   Outfall 

Flagler/Thompson St.       2   Outfall 

Flagler Ave.(1204)       1   Outfall 

Flagler Ave.(1418)       1   Outfall 

Flagler Ave.(1620)       2   Outfall 

Flagler Ave.(1706)       2   Outfall 

Fleming/Frances St.       4   88’ 

Fleming/White St.       4   87’ 

Florida/Newton St.       4   123’ 

Florida/Virginia St.       6   119’ 

Fort St. 9”         Outfall 

Frances/Eaton St.       4   90’ 

Frances/Petronia St. 7” 4” 3” 3   123’ 

Frances/Southard St.       3 125’ 124’ 

George/Blanch St. 6” 4”         3” 4   93’ 

George/Duncan St.       4   Outfall 

George/Fogarty Ave.       2   Outfall 

George/Patricia St.       2   90’ 

George/United St.       3   Outfall 

George/Venetia St. 7” 4” 3” 3   85’ 

George/Washington St. 5” 4” 3” 8 124’ 115’ 

Green/Whitehead St. 8” 6” 4” 4   114’ 

Grinnel/Vonphister St.              3   89’ 

Grinnell/Trumbo Rd. 
(Ferry Ter.) 

      3   66’ 

Johnson/Grinnel St.       4   90’ 

Johnson/Whalton St.       4   85’ 

Jose Marti Dr.       4   Outfall 

Jose Marti Dr./Truman       4   Outfall 
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Josephine/Blanch St.       4   86’ 

Jr. College Rd. E #1           Outfall 

                            #2 Outfall 

                            #3 Outfall 

                            #4 Outfall 

                            #5 Outfall 

Jr. College Rd. W #6           Outfall 

               “             #7 Outfall 

                “            #8 Outfall 

                “           #9 Outfall 

                “          #10 Outfall 

Kennedy/Riviera Dr.           Outfall 

Laird/Ashby St.         6” 3” 2” 5 110’ 88’ 

Laird/Leon St.       4 114’ 98’ 

Laird/Thompson St. 8” 6” 4” 3 50’ 88’ 

Leon/Atlantic Blvd. 7” 4” 3” 4 153’ 92’ 

Linda/Flagler 6” 6” 6”     Outfall 

Mallory Square #1             

            “            #2 

            “            #3 

            “            #4 

            “            #5 

            “            #6 

Newton/Eisenhower       2   Outfall 

Northside Dr./14th St.       4   Outfall 

Northside Dr. (3130)       2   Outfall 

Northside Dr. (3132)       2   Outfall 

Northside Dr. (3230)       2   Outfall 

Northside Dr. (3282)       2   Outfall 

Northside Dr. (3318)       2   Outfall 

Northside Dr. (3342)       1   Outfall 

Olivia/Pearl St.       3   87’ 
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Olivia/Windsor Ln. 6” 4”          3” 4 70’ 89’ 

Patricia/Ashby St.           Pump 
Assist 

Patterson/8th St.           Outfall 

Patterson Ave.(1900)       2   Outfall 

Patterson Ave.(2000)       2   Outfall 

Pearl/Duncan St.       6   118’ 

Pearl/Newton St.   ” ” 3 110’ 108’ 

Pearl/Pine St.       3   124’ 

Pearl/United St.       6   116’ 

Petronia/ Florida St.       4   119’ 

Reynolds/ Vonphister        3   96’ 

Roosevelt Dr. /Bay St.       3   Outfall 

Rose/Ashby St. 3” 4” 2” 4 110’ 96’ 

Simonton/Caroline St. 8” 6” 4” 4 50’ 85’ 

Simonton/ Louisa St. 5” 3” 2” 4   87’ 

Simonton/Southard St.       2   Crossover 

Simonton Beach           Pump 
Assist 

Smathers Beach #1 6”         95’ 

                          #2 6” 93’ 

                          #3 5” 95’ 

                          #4 5” 95’ 

                          #5 6” 95’ 

South/Leon St. 6” 4” 2” 4   89’ 

South/Reynolds St. 8” 5” 3” 4   98’ 

South/Seminary St.                                5   121’ 

South/Simonton St.       4   88’ 

South/ Whitehead St.       3 37’ 84’ 

South Beach drains       2   Outfall 

Southard/Margaret St. 6” 4” 2” 4   92’ 

Southard/White St.                                4   82’ 

Stevens/ Laird St. 6” 3” 2” 4   92’ 
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Stevens/Patricia St. 6” 4” 3” 3   93’ 

Sunrise/18th St. 8” 6” 4” 2   Outfall 

Thomas/Petronia St.       2     

Thomas/Truman Ave.       1   86’ 

Thompson/Rose St. 3” 3”          2” 2   88’ 

Tropical/Seminary St.               5   119’ 

Tropical/South St.       6   119’ 

United/Florida St.       6   115’ 

United/Simonton St.       6   121’ 

United/Whitehead St. 8” 5” 3” 5   122’ 

Varela/Virginia St. 10” 7” 5” 4   88’ 

Virginia/Howe St. 8” 6” 4” 3   86’ 

Virginia/Margaret St.       4   87’ 

Virginia/Packer St.       2   Crossover 

Virginia/White St. 9” 7” 5” 4   86’ 

Vivian/1st St           Outfall 

Vivian/George St.           Outfall 

Vonphister/Ashby St. 4” 3” 2” 8   122’ 

Vonphister/George St.       4   120’ 

Vonphister/White St.       2   Outfall 
Vortex at Simonton St.           Pump 

assist 
Washington/Ashby St.           8”     5”          3” 8   117’ 

Washington/Thompson       7   114’ 

Washington/Whalton  4” 3” 3” 5   118’ 

Washington/William  10” 8” 4” 3   122’ 

Whalton /Vonphister         3”         2”         2” 5   120’ 

White St.            Pump 
Assist 

White St. (Outfall)             

William/Fleming 10” 8” 5” 3   120’ 

William/Southard St. 9” 5” 4” 3   119’ 

Windsor/Passover Ln.       3   119’ 

Windsor/Virginia St.       6   121’ 
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WET WELL SALINITY READINGS (parts per thousand) AND PERCENT SEAWATER           6-MONTH   

LOCATION Aug, 12   Sep, 12   Oct, 12   Nov, 12   Dec, 12   Jan, 13   AVERAGE   

WWTP Infl. 1.1858 3% 1.1024 3% 1.7347 5% 2.3513 7% 1.6259 5% 1.3936 4% 1.57 4.47% 

Lift Station A 0.7870 2% 0.8220 2% 0.6150 2% 0.9590 3% 0.7280 2% 0.6100 2% 0.75 2.15% 

Lift Station B 1.6680 5% 1.5790 5% 1.9870 6% 2.6340 8% 1.8700 5% 1.5450 4% 1.88 5.37% 

Lift Station C 0.6300 2% 0.6820 2% 0.7230 2% 1.1380 3% 0.9390 3% 0.7290 2% 0.81 2.31% 

Lift Station D 1.7080 5% 1.0960 3% 2.4280 7% 3.6820 11% 2.3010 7% 2.2940 7% 2.25 6.43% 

Lift Station D/A 0.8050 2% 0.6870 2% 1.2870 4% 2.0800 6% 1.2180 3% 0.9680 3% 1.17 3.35% 

LIft Station E 2.2630 6% 1.9750 6% 4.4670 13% 6.8310 20% 3.6930 11% 2.8200 8% 3.67 10.50% 

Lift Station F 1.2790 4% 0.9320 3% 1.4870 4% 2.2180 6% 1.5000 4% 1.2420 4% 1.44 4.12% 

Lift Station G 1.7760 5% 1.4440 4% 2.5080 7% 3.9090 11% 2.3950 7% 2.1380 6% 2.36 6.75% 

Lift Station H 1.5200 4% 1.5640 4% 2.2070 6% 3.2680 9% 3.1340 9% 3.1020 9% 2.47 7.05% 

Lift Station J 0.3070 1% 0.1260 0% 0.1670 0% 0.3380 1% 0.3000 1% 0.3360 1% 0.26 0.75% 

Lift Station K 0.7390 2% 0.7530 2% 0.7480 2% 1.4660 4% 1.4750 4% 1.2720 4% 1.08 3.07% 

Lift Station L ** 0% ** 0% ** 0% ** 0% 0.6260 2% 0.5600 2% 0.20 0.56% 

Lift Station M 0.8950 3% 0.8000 2% 1.2240 3% 0.7870 2% 0.5730 2% 0.3920 1% 0.78 2.22% 

Lift Station N 1.0540 3% 1.2280 4% 1.0480 3% 1.0910 3% 1.0270 3% 1.2600 4% 1.12 3.19% 

Lift Station O 1.1920 3% 1.3110 4% 1.2750 4% 1.1000 3% 1.4910 4% 1.2500 4% 1.27 3.63% 

Lift Station R 1.6680 5% 1.9310 6% 3.0300 9% 5.0440 14% 2.2220 6% 2.3920 7% 2.71 7.76% 

Lift Station S 1.0250 3% 0.9990 3% 3.4740 10% 2.6220 7% 2.9250 8% 1.3330 4% 2.06 5.89% 

Lift Station T 0.8420 2% 0.8120 2% 0.8150 2% 0.8050 2% 0.8490 2% 0.8410 2% 0.83 2.36% 
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      M E M O R A N D U M 
 
 

TO: Jay Gewin, City of Key West 
 
FROM: John Bartelmo, OMI, Inc. 
 
DATE: March 7, 2013 
 
SUBJECT: Status Report for March, 2013 
 
 
  
 Monthly Status Report 
 
  
 Operations 
 
 
 Effluent Quality Summary 
 

Parameter Effluent 
Concentration 

Permitted 
Concentration 

Date Collected Through 

CBOD5 One Day Max. 2.80 mg/l 10.0 mg/l MAX 02/21/13 
CBOD5 Monthly Avg. 2.00 mg/l 6.25 mg/l AVG. 02/21/13 
TSS One Day Max. 3.2 mg/l 10.0 mg/l MAX 02/27/13 
TSS Monthly Avg. 1.8 mg/l 6.25 mg/l AVG. 02/27/13 
Total Nitrogen One Day Max. 5.9 mg/l 6.0 mg/l MAX 02/13/13 
Total Nitrogen Monthly Avg. 3.8 mg/l 3.75 mg/l AVG                   02/13/13 
Total Phosphorus One Day Max.           0.56 mg/l 2.0 mg/l MAX 02/13/13 
Total Phosphorus Monthly Avg. 0.39 mg/l 1.25 mg/l AVG 02/13/13 
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  Maintenance: 
 
Treatment Plant: 

 
• Performed scheduled PM’s 
• Replaced filters fabric on two rows on disc filter # 1 
• Repaired influent auto sampler 
• Repaired alum feed pump # 1 
• Replaced defective valves on diffused air  blower # 2 
• Replaced motor on grit classifier # 2 
• Repaired controls on monorail hoist in weld shop 
• Replaced motor on bar screen # 4 
• Repaired surge control panel 
• Replaced  piping on scum pump with PVC 
• Replaced PH chart recorder in lab 
• Repaired ops building lighting in safety storage room 
• Repaired lighting in utilidor 

 
 

Lift Stations: 
 

• Performed scheduled PM’s 
• Rebuilt pump # 2 at L/S “J” 
• Removed trash outside of L/S “O” 
• Repair power cable for pump # 1 at L/S “K” 
• Replaced compressor at L/S “G” 
• Replaced plug valves and check valves at L/S “B” 
• Replaced circuit breaker at SWS-5 (N. Simonton St.) 

 
 

Vehicles: 
 

• Performed scheduled PM’s 
• Replaced starter on truck # 602 
• Replaced brake pads on truck # 600 
• Repaired tire on fork lift 

 
 

Equipment out of service:  
 
• SWS-1 (Patricia & Ashby) # 2 check valve 
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FEB. 2013 Collections 
  

       Plugged Main  
     None 

      
       Repaired Main  

     N. Roosevelt Blvd. / Sigsbee Rd. (12" f/m) 
   3841 N. Roosevelt Blvd. (6" f/m from Beachside Resort) 

 N. Roosevelt / 7th St. (2" arv line) 
   

       Main Cleaned 
     200 Blk. Virginia St. 281ft 

    
       Plugged Lateral 

     None 
      

       Repaired Lateral 
     None 

      
       New Lateral 

     None 
      

       New C/O 
      None 
      

       Repaired C/O 
     None 

      
       M/H Rain Guard (Repaired) 

    None 
      

       M/H Ring &  Cover 
     None 

      
       Odor Complaint  

     1500 Blk. 4th St. 
     1200 Blk. Seminary St. 

    
       Tving   

      200 Blk. Margaret St. (Raw Bar) 
    

       Other 
      Clean And Check Navy Meters Weekly 

   Clean Station Grounds 'B, D, G, S, V, W '  
   Clean Station Wet Wells 'A' 
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       Spill 
      N. Roosevelt Blvd. / Sigsbee Rd. 

   N. Roosevelt Blvd. / 7th St.  
    

       
 

 
 
 
 
 
 
 

        Navy Salinity 
           

Navy Points of Connection Salinity Readings             
MONTHL
Y   

Location//Month:Feb. 2013 Week 1 Week 2 Week 3 Week 4   AVERAGE 

Trumbo Front Gate 0.3 0.9% 0.4 1% 0.3 1% 0.3 1% 0.4 0.4 1% 

Trumbo Backflow Preventer 0.5 1% 0.2 1% 0.3 1% 0.1 0%   0.275 1% 

Trumbo Back Gate 8.9 25% 2.7 8% 2.9 3% 2.4 7%   4.225 11% 

Emma St/Amelia 0.3 1% 0.3 1% 0.2 1% 0.3 1%   0.275 1% 

Truman and Fort 0.5 1% 0.4 1% 0.3 1% 0.4 1%   0.4 1% 

United and Whitehead 0.8 2% 0.7 2% 0.6 2% 0.7 2%   0.7 2% 

Sigsbee  1.9 5% 1.9 5% 1.3 4% 1.8 5%   1.725 5% 

Medical Center 0.1 1% 0.2 1% 0.1 0% 0.2 1%   0.15 1% 
 

       
 
 

     
 

Storm Drains / Sediment Traps Cleaned  
    

       Address Section 1 Section 2 Section 3 # Of CB Pipe 
Footage 

Well Depth 

              

1000 Margaret             

11th St./Rivera Dr. checked     2 30’ Outfall 

11th St./Fogarty             

11th St. /Patterson             

15th St./Rivera Dr. checked     2 45’ Outfall 

15th St./Harriett 8” 6” 4” 3   122’ 

16th Ter./Northside Dr.       4   Outfall 

1700 Josephine       4 40’ 91’ 

17th St./17th Ter.              1   118’ 

1700 Reynolds St. checked     3   Outfall 

17th St./Donald Ave.       2   91’ 

17th Ter./Donald Ave.       1 31’ 101’ 
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17th Ter./Northside Dr.       4 40’ Outfall 

18th St./Northside Dr.       4   Outfall 

19th St./Donald Ave.       2 0 91’ 

1st St./Fogarty Ave.             

1st St./Harris Ave.             

1st St./Seidenberg Ave.             

200 Blk. Grinnel St.           Outfall 

200 Blk. Margaret St.       2   Outfall 

200 Blk. William St. 7” 7” 7” 2   Outfall 

20th St./Donald Ave.       4   Outfall 

20th St./Duck Ave.       4 269’ 119’ 

20th St./Northside Dr.       4   Outfall 

2nd St./Fogarty Ave.       4   Outfall 

2nd St./Harris Ave.       4   Outfall 

2nd St./Patterson Ave.       3   Outfall 

2nd St./Staples Ave. checked     1   106’ 

3342 Northside Dr.       2   Outfall 

3368 Northside Dr.       2   Outfall 

3rd St./Fogarty Ave.       4   Outfall 

3rd St./Harris Ave.       4   Outfall 

3rd St./Patterson Ave.       4   Outfall 

3rd St./Roosevelt Dr.       3   Outfall 

3rd St./Seidenberg Ave.       1 0 88’ 

3rd St./Seidenberg Ave.       4   88’ 

4th St./Flagler Ave.       2   Outfall 

4th St./Fogarty Ave.       4   Outfall 

4th St./Harris Ave.       3   Outfall 

4th St./Roosevelt Blvd.       0   Outfall 

4th St./Patterson Ave.       4   Outfall 

5th St./Fogarty Ave.       2   Outfall 

5th St./Patterson Ave.       1   Outfall 

6th St./Patterson Ave.       4     

7th St./Staples Ave.       2 44’ 40’ 

11th St./Riviera       2   Outfall 

15th St./Riviera       2   Outfall 

900 Blk. Thomas St.       1     

916 James       2   Crossover 
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Albury St./Pearl St.     11” 8” 6” 3 79’ 120’ 

Amelia /Whitehead St.       4   77’ 

Angela/Ashe St.       4 93’ 83’ 

Angela/Margaret St.       4   74’ 

Angela/Pearl St.       4   119’ 

Angela/Simonton St. 12” 6” 5” 4 264’ 85’ 

Angela/White St. 8” 6” 5” 4 140’ 89’ 

Ashe/Angela St.       4   88’ 

Atlantic/Ashby St. 7” 5” 3” 1   100’ 

Bill Butler Park 10”     2 50’   

Boog Powel Ct.       3   Outfall 

Caroline/Anne St.       1 55’ 122’ 

Elizabeth St. 15” 10” 8” 2 290’ 120” 

Caroline/Margaret St. 6” 4” 3” 0   85’ 

Caroline/Whitehead St.       2 114’ 85’ 

Catherine/Grinnell St.       3 118’ 120’ 

Catherine/Margaret St.       4 119’ 85’ 

Catherine/Packer St. 8” 6” 4” 4 110’ 116’ 

Catherine/Royal St. 12” 8” 5” 5 150’ 117” 

Catherine/Thomas St.              2 88’ 98’ 

Catherine/Thomas St.                               2   94’’ 

Catherine/Varela St.             4 122’ 87’ 

Catherine/Watson St. 8” 6” 3” 4 106’ 120’ 

Catherine/White St. 10” 7” 5” 4   119’ 

Catherine/Whitehead        4 130’ 121’ 

Catherine/William St. 8” 6” 4” 5 100’ 121’ 

Dennis/Venetia St. 6” 
       4” 

2” 4 220’ 87’ 

Duval/Front St.       6   Outfall 

Duval/Louisa St.       2   Outfall 

Duval/United St.       2   Outfall 

Duval/Wall St.       1 60’ Outfall 

Duval St.(1312)       2   Outfall 

Eaton/Frances St.              4   85’ 

Eaton/Margret St.       5   122’ 

Eaton/Simonton St.       2   Crossover 

Eaton/Peacon 14” 10” 7” 3 51’ 121’ 

Eaton/White St.                              4   85’ 
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Elizabeth/Green St.       2   Outfall 

Elizabeth/Olivia St. checked                 121’ 

Elizabeth/Southard St.       2   Crossover 

Emma/Olivia St. 9” 7” 5” 4   85’ 

Emma/Truman Ave. 8”        6”         4” 2   117’ 

Fire Station #1           checked         88’ 

Fire Station #2   checked         88’ 

Flagler/1st St.       2   Outfall 

Flagler/George St.       2   Outfall 

Flagler/Josephine St.       2   Outfall 

Flagler/Leon St.       2   Outfall 

Flagler/Thompson St.       2   Outfall 

Flagler Ave.(1204)       1   Outfall 

Flagler Ave.(1418)       1   Outfall 

Flagler Ave.(1620)       2   Outfall 

Flagler Ave.(1706)       2   Outfall 

Fleming/Frances St.       4   88’ 

Fleming/White St.       4   87’ 

Florida/Newton St. 7” 4” 3” 4   123’ 

Florida/Virginia St.       6   119’ 

Fort St.           Outfall 

Frances/Eaton St.       4   90’ 

Frances/Petronia St.       3   123’ 

Frances/Southard St.       3 125’ 124’ 

George/Blanch St.              4   93’ 

George/Duncan St.       4   Outfall 

George/Fogarty Ave.       2   Outfall 

George/Patricia St. 8” 6” 4” 2   90’ 

George/United St.       3   Outfall 

George/Venetia St.       3   85’ 

George/Washington St. 8” 6” 4” 8 124’ 115’ 

Green/Whitehead St.       4   114’ 

Grinnel/Vonphister St. checked            3   89’ 

Grinnell/Trumbo Rd. 
(Ferry Ter.) 

      3   66’ 

Johnson/Grinnel St. checked     4   90’ 

Johnson/Whalton St. checked     4   85’ 

Jose Marti Dr.       4   Outfall 
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Jose Marti Dr./Truman       4   Outfall 

Josephine/Blanch St. 6” 3” 3” 4 32’ 86’ 

Jr. College Rd. E #1           Outfall 

                            #2 Outfall 

                            #3 Outfall 

                            #4 Outfall 

                            #5 Outfall 

Jr. College Rd. W #6           Outfall 

               “             #7 Outfall 

                “            #8 Outfall 

                “           #9 Outfall 

                “          #10 Outfall 

Kennedy/Riviera Dr.           Outfall 

Laird/Ashby St.         ” ” ” 5 110’ 88’ 

Laird/Leon St.       4 114’ 98’ 

Laird/Thompson St. ” ” ” 3 50’ 88’ 

Leon/Atlantic Blvd. ” ” ” 4 153’ 92’ 

Linda/Flagler           Outfall 

Mallory Square #1             

            “            #2 

            “            #3 

            “            #4 

            “            #5 

            “            #6 

Newton/Eisenhower       2   Outfall 

Northside Dr./14th St.       4   Outfall 

Northside Dr. (3130)       2   Outfall 

Northside Dr. (3132)       2   Outfall 

Northside Dr. (3230)       2   Outfall 

Northside Dr. (3282)       2   Outfall 

Northside Dr. (3318)       2   Outfall 

Northside Dr. (3342)       1   Outfall 

Olivia/Pearl St.       3   87’ 

Olivia/Windsor Ln.               4 70’ 89’ 

Patricia/Ashby St. 5”         Pump 
Assist 

Patterson/8th St.           Outfall 

Patterson Ave.(1900)       2   Outfall 
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Patterson Ave.(2000)       2   Outfall 

Pearl/Duncan St. checked     6   118’ 

Pearl/Newton St.       3 110’ 108’ 

Pearl/Pine St.       3   124’ 

Pearl/United St.       6   116’ 

Petronia/ Florida St. checked     4   119’ 

Reynolds/ Vonphister        3   96’ 

Roosevelt Dr. /Bay St.       3   Outfall 

Rose/Ashby St.       4 110’ 96’ 

Simonton/Caroline St.       4 50’ 85’ 

Simonton/ Louisa St.       4   87’ 

Simonton/Southard St.       2   Crossover 

Simonton Beach           Pump 
Assist 

Smathers Beach #1           95’ 

                          #2 93’ 

                          #3 95’ 

                          #4 95’ 

                          #5 95’ 

South/Leon St.       4   89’ 

South/Reynolds St.       4   98’ 

South/Seminary St.                                5   121’ 

South/Simonton St.       4   88’ 

South/ Whitehead St.       3 37’ 84’ 

South Beach drains       2   Outfall 

Southard/Margaret St.       4   92’ 

Southard/White St.                                4   82’ 

Stevens/ Laird St.       4   92’ 

Stevens/Patricia St.       3   93’ 

Sunrise/18th St.       2   Outfall 

Thomas/Petronia St.       2     

Thomas/Truman Ave.       1   86’ 

Thompson/Rose St.               2   88’ 

Tropical/Seminary St. 4”          3” 2” 5   119’ 

Tropical/South St. 4” 3” 3” 6   119’ 

United/Florida St. checked     6   115’ 

United/Simonton St. 9” 7” 5” 6            
155’ 

121’ 

United/Whitehead St. checked     5   122’ 
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Varela/Virginia St.       4   88’ 

Virginia/Howe St.       3   86’ 

Virginia/Margaret St.       4   87’ 

Virginia/Packer St.       2   Crossover 

Virginia/White St.       4   86’ 

Vivian/1st St           Outfall 

Vivian/George St.           Outfall 

Vonphister/Ashby St. 6” 4” 3” 8 212’ 122’ 

Vonphister/George St. 7” 5” 3” 4 176 120’ 

Vonphister/White St.       2   Outfall 

Vortex at Simonton St.           Pump 
assist 

Washington/Ashby St.                        8   117’ 

Washington/Thompson checked     7   114’ 

Washington/Whalton  checked     5   118’ 

Washington/William        3   122’ 

Whalton /Vonphister         4”         3”         3” 5   120’ 

White St.            Pump 
Assist 

White St. (Outfall)             

William/Fleming       3   120’ 

William/Southard St.       3   119’ 

Windsor/Passover Ln.         8”          6”          4” 3 60’ 119’ 

Windsor/Virginia St.       6   121’ 

       
        

 

Inlet Baskets Cleaned 
    

      

Address Cups Cans Bottles Debris (in) Date 

215 Duval St. 15 9 3               6” 2/25/2013 

224 Duval St.                     2”   

300 Duval St. 3 1 1               4”           

301 Duval St. 4 2 

  

              5”   1 

313 Duval St. 6 4 2               6”   

400 Duval St. 1 1                 3”   

401 Duval St. 2                   3”   

410 Duval St. 4 2 1               5”   

419 Duval St.                             3”   
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500 Duval St. 3 1 5               4”   

501 Duval St. 2                   4“   

512 Duval St.                     4”   

524 Duval St. 2 1 1               4”   

525 Duval St. 3 2                 5”   

601 Duval St.   1                 4”   

602 Duval St. 2                   4”   

617 Duval St. 3 1                 3”   

618 Duval St. 2                                3”   

700 Duval St. 4 2 1               5”   

701 Duval St. 3 1                 5”   

1125 Duval St. 4 2                 6”          

1130 Duval St. 2                        6”   

1209 Duval St. 1 1 2               5”   

1210 Duval St. 3 1                 4”   

1224 Duval St. 2                 4”   

1229 Duval St.                            5”   

1314 Duval St. 3 2 1             5”   

1317 Duval St. 2 1               4”   

1327 Duval St. 3 2               5”            

1324 Duval St. 2  1               5”   

                     

            

            

            

            

     
Storm Manhole Ring and Covers 

    
•         None 

     

      
Storm Injection Wells Cleaned (shallow) 

   
•         None 

     

      
Storm Drain Grates Replaced / Installed 

   
•         End of Duval at South Beach (1) 

   

      
Storm Water lines Televised 

    
•         None 

     

      
Catch Basin Repairs  

     
•         None 
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Trench Drains Installed 
    

•         14th St. (Stadium Trailer Park) 
   

      
Other  Storm water Activities   

    

•         Clean Grates during & after rain events 
     

•         Clean insert baskets on list 
     

•         Build containment area for material dumping at Stadium Trailer 
Park 

      
 

WET WELL SALINITY READINGS (parts per thousand) AND PERCENT SEAWATER         6-MONTH   

LOCATION Sep, 12   Oct, 12   Nov, 12   Dec, 12   Jan, 13   Feb, 13   AVERAGE   

WWTP Infl. 1.1024 3% 1.7347 5% 2.3513 7% 1.6259 5% 1.3936 4% 1.3981 4% 1.60 4.57% 

Lift Station A 0.8220 2% 0.6150 2% 0.9590 3% 0.7280 2% 0.6100 2% 0.4080 1% 0.69 1.97% 

Lift Station B 1.5790 5% 1.9870 6% 2.6340 8% 1.8700 5% 1.5450 4% 1.6630 5% 1.88 5.37% 

Lift Station C 0.6820 2% 0.7230 2% 1.1380 3% 0.9390 3% 0.7290 2% 0.7610 2% 0.83 2.37% 

Lift Station D 1.0960 3% 2.4280 7% 3.6820 11% 2.3010 7% 2.2940 7% 3.1020 9% 2.48 7.10% 

Lift Station D/A 0.6870 2% 1.2870 4% 2.0800 6% 1.2180 3% 0.9680 3% 1.0160 3% 1.21 3.46% 

LIft Station E 1.9750 6% 4.4670 13% 6.8310 20% 3.6930 11% 2.8200 8% 2.4790 7% 3.71 10.60% 

Lift Station F 0.9320 3% 1.4870 4% 2.2180 6% 1.5000 4% 1.2420 4% 1.0860 3% 1.41 4.03% 

Lift Station G 1.4440 4% 2.5080 7% 3.9090 11% 2.3950 7% 2.1380 6% 2.0830 6% 2.41 6.89% 

Lift Station H 1.5640 4% 2.2070 6% 3.2680 9% 3.1340 9% 3.1020 9% 1.9560 6% 2.54 7.25% 

Lift Station J 0.1260 0% 0.1670 0% 0.3380 1% 0.3000 1% 0.3360 1% 0.2880 1% 0.26 0.74% 

Lift Station K 0.7530 2% 0.7480 2% 1.4660 4% 1.4750 4% 1.2720 4% 1.1280 3% 1.14 3.26% 

Lift Station L ** 0% ** 0% ** 0% 0.6260 2% 0.5600 2% 0.7730 2% 0.33 0.93% 

Lift Station M 0.8000 2% 1.2240 3% 0.7870 2% 0.5730 2% 0.3920 1% 0.4480 1% 0.70 2.01% 

Lift Station N 1.2280 4% 1.0480 3% 1.0910 3% 1.0270 3% 1.2600 4% 1.3130 4% 1.16 3.32% 

Lift Station O 1.3110 4% 1.2750 4% 1.1000 3% 1.4910 4% 1.2500 4% 2.5320 7% 1.49 4.27% 

Lift Station R 1.9310 6% 3.0300 9% 5.0440 14% 2.2220 6% 2.3920 7% 1.9010 5% 2.75 7.87% 

Lift Station S 0.9990 3% 3.4740 10% 2.6220 7% 2.9250 8% 1.3330 4% 1.3980 4% 2.13 6.07% 

Lift Station T 0.8120 2% 0.8150 2% 0.8050 2% 0.8490 2% 0.8410 2% 0.8310 2% 0.83 2.36% 

 
 

Addendum 2 - Attachment 2 374



      M E M O R A N D U M 
 
 

TO: Jay Gewin, City of Key West 
 
FROM: John Bartelmo, OMI, Inc. 
 
DATE: April 5, 2013 
 
SUBJECT: Status Report for March, 2013 
 
        
  
 Monthly Status Report 
 
  
 Operations 
 
 
 Effluent Quality Summary 
 

Parameter Effluent 
Concentration 

Permitted 
Concentration 

Date Collected Through 

CBOD5 One Day Max. 2.60 mg/l 10.0 mg/l MAX 03/26/13 
CBOD5 Monthly Avg. 0.61 mg/l 6.25 mg/l AVG. 03/26/13 
TSS One Day Max. 2.5 mg/l 10.0 mg/l MAX 03/31/13 
TSS Monthly Avg. 1.4 mg/l 6.25 mg/l AVG. 03/31/13 
Total Nitrogen One Day Max. 3.5 mg/l 6.0 mg/l MAX 03/13/13 
Total Nitrogen Monthly Avg. 2.9 mg/l 3.75 mg/l AVG                   03/13/13 
Total Phosphorus One Day Max.           1.03 mg/l 2.0 mg/l MAX 03/13/13 
Total Phosphorus Monthly Avg. 0.58 mg/l 1.25 mg/l AVG 03/13/13 
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Treatment Plant: 

 
• Performed scheduled PM’ 
• Replaced belts on belt press # 2 
• Repaired surge tank control wiring 
• Repaired ferric sulfate pump # 3 
• Replaced UV lamp on channel # 2 
• Replaced UV lamp on channel # 1 
• Installed network cabinet in com room 
• Installed network cables in ops building 
• Replaced high float ball in SST tank # 1 
• Replaced filter fabric on filter # 4 rows # 11 and # 2 
• Replaced ballast on UV channel # 1 
• Replaced control relay in solids control panel 
• Replaced chicane bar on press # 2 
• Repaired anox zone light fixture at sampling station 
• Repaired high float ball on bar screen # 2 
• Repaired W-3 # 2 seal water line 

 
 

Lift Stations: 
 

• Performed scheduled PM’s 
• Repaired level sensor at L/S “E” 
• Repaired rails for pump # 2 
• Rebuilt pump# 2 at L/S “A” 
• Rebuilt pump # 2 at L/S “B” 
 

 
 

 
Vehicles: 
 

• Performed scheduled PM’s 
• Repaired A/Con truck# 213 

 
 

Equipment out of service:  
 
• SWS-1 (Patricia & Ashby) # 2 check valve 
• L/S “S” generator 
• L/S “E” generator 
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MAR. 2013 
 

Collections 
    

         Plugged Main  
       

700 Blk. Poorhouse Ln. 
       

900 Blk. Windsor Ln 
       

2900 Blk. Patterson Ave. 
       

400 Blk. Front St. 
       

         

         Repaired Main  
       

None 
        

         

         

         Main Cleaned 
       

200 Blk. Poorhouse Ln. 155ft 
      

900 Blk. Windsor Ln. 227ft 
      

Dunlap Dr. 145ft 
       

Flagg Dr. 507ft 
       

1500 4th St. 745ft 
       

1900 Blk. Juanita St. 
       

1500 Blk. 5th St. 775ft 
       

2900 Blk. Patterson Ave. 362ft 
      

1600 Bahama Dr. 660ft 
       

         

         

         Plugged Lateral 
       

1013 Catholic Ln. 
       

         

         

         Repaired Lateral 
       

None 
        

         

         New Lateral 
       

M.C. Public Library (rear) 
       

916 Frances St. 
       

         New C/O 
        

M.C. Public Library 
       

916 Frances St. 
       

         Repaired C/O 
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None 
        

         

         M/H Rain Guard (Repaired) 
      

N. Side Dr. / 14th St. 
       

         

         M/H Ring &  Cover 
       

None 
        

         

         

         Odor Complaint  
       

None 
        

         

         Tving   
        

None 
        

         

         

         
Other 

        
Clean And Check Navy Meters Weekly 

      
Clean Station Grounds 'F, N, R, S'  

      
Clean Station Wet Wells 'R' 

      

         

         
Spill 

        
None 

        

         
 

 
 
 
 
 
 
 

        Navy Salinity 
           

Navy Points of Connection Salinity Readings             
MONTHL
Y   

Location//Month:Mar. 2013 Week 1 Week 2 Week 3 Week 4   AVERAGE 

Trumbo Front Gate 0.3 
0.9
% 0.4 1% 0.3 1% 0.4 1% 0.4 0.4 1% 

Trumbo Backflow Preventer 0.1 0% 0.9 3% 0.6 2% 0.4 1%   0.5 1% 

Trumbo Back Gate 2.4 7% 2.1 6% 2.5 3% 3.2 9%   2.55 6% 

Emma St/Amelia 0.3 1% 0.3 1% 0.3 1% 0.4 1%   0.325 1% 

Truman and Fort 0.4 1% 0.2 1% 0.2 1% 0.2 1%   0.25 1% 

United and Whitehead 0.7 2% 0.9 3% 0.6 2% 0.6 2%   0.7 2% 
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Sigsbee  1.8 5% 1.6 5% 1.9 5% 1.9 5%   1.8 5% 

Medical Center 0.2 1% 0.7 2% 0.3 1% 0.1 0%   0.325 1% 
  

 
 
 

     
 

Navy Salinity 
           

Navy Points of Connection Salinity Readings             
MONTHL
Y   

Location//Month:Mar. 2013 Week 1 Week 2 Week 3 Week 4   AVERAGE 

Trumbo Front Gate 0.3 
0.9
% 0.4 1% 0.3 1% 0.4 1% 0.4 0.4 1% 

Trumbo Backflow Preventer 0.1 0% 0.9 3% 0.6 2% 0.4 1%   0.5 1% 

Trumbo Back Gate 2.4 7% 2.1 6% 2.5 3% 3.2 9%   2.55 6% 

Emma St/Amelia 0.3 1% 0.3 1% 0.3 1% 0.4 1%   0.325 1% 

Truman and Fort 0.4 1% 0.2 1% 0.2 1% 0.2 1%   0.25 1% 

United and Whitehead 0.7 2% 0.9 3% 0.6 2% 0.6 2%   0.7 2% 

Sigsbee  1.8 5% 1.6 5% 1.9 5% 1.9 5%   1.8 5% 

Medical Center 0.2 1% 0.7 2% 0.3 1% 0.1 0%   0.325 1% 
 

Storm Drains / Sediment Traps Cleaned  
    

       Address Section 
1 

Section 
2 

Section 
3 

# Of 
CB 

Pipe 
Footage 

Well 
Depth 

              

1000 Margaret             

11th St./Rivera Dr. checked     2 30’ Outfall 

11th St./Fogarty             

11th St. /Patterson             

15th St./Rivera Dr. checked     2 45’ Outfall 

15th St./Harriett 8” 6” 4” 3   122’ 

16th Ter./Northside Dr.       4   Outfall 

1700 Josephine       4 40’ 91’ 

17th St./17th Ter.              1   118’ 

1700 Reynolds St. checked     3   Outfall 

17th St./Donald Ave.       2   91’ 

17th Ter./Donald Ave.       1 31’ 101’ 
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17th Ter./Northside Dr.       4 40’ Outfall 

18th St./Northside Dr.       4   Outfall 

19th St./Donald Ave.       2 0 91’ 

1st St./Fogarty Ave.             

1st St./Harris Ave.             

1st St./Seidenberg Ave.             

200 Blk. Grinnel St.           Outfall 

200 Blk. Margaret St.       2   Outfall 

200 Blk. William St. 7” 7” 7” 2   Outfall 

20th St./Donald Ave.       4   Outfall 

20th St./Duck Ave.       4 269’ 119’ 

20th St./Northside Dr.       4   Outfall 

2nd St./Fogarty Ave.       4   Outfall 

2nd St./Harris Ave.       4   Outfall 

2nd St./Patterson Ave.       3   Outfall 

2nd St./Staples Ave. checked     1   106’ 

3342 Northside Dr.       2   Outfall 

3368 Northside Dr.       2   Outfall 

3rd St./Fogarty Ave.       4   Outfall 

3rd St./Harris Ave.       4   Outfall 

3rd St./Patterson Ave.       4   Outfall 

3rd St./Roosevelt Dr.       3   Outfall 

3rd St./Seidenberg Ave.       1 0 88’ 

3rd St./Seidenberg Ave.       4   88’ 

4th St./Flagler Ave.       2   Outfall 

4th St./Fogarty Ave.       4   Outfall 
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4th St./Harris Ave.       3   Outfall 

4th St./Roosevelt Blvd.       0   Outfall 

4th St./Patterson Ave.       4   Outfall 

5th St./Fogarty Ave.       2   Outfall 

5th St./Patterson Ave.       1   Outfall 

6th St./Patterson Ave.       4     

7th St./Staples Ave.       2 44’ 40’ 

11th St./Riviera       2   Outfall 

15th St./Riviera       2   Outfall 

900 Blk. Thomas St.       1     

916 James       2   Crossover 

Albury St./Pearl St.     11” 8” 6” 3 79’ 120’ 

Amelia /Whitehead St.       4   77’ 

Angela/Ashe St.       4 93’ 83’ 

Angela/Margaret St.       4   74’ 

Angela/Pearl St.       4   119’ 

Angela/Simonton St. 12” 6” 5” 4 264’ 85’ 

Angela/White St. 8” 6” 5” 4 140’ 89’ 

Ashe/Angela St.       4   88’ 

Atlantic/Ashby St. 7” 5” 3” 1   100’ 

Bill Butler Park 10”     2 50’   

Boog Powel Ct.       3   Outfall 

Caroline/Anne St.       1 55’ 122’ 

Elizabeth St. 15” 10” 8” 2 290’ 120” 

Caroline/Margaret St. 6” 4” 3” 0   85’ 

Caroline/Whitehead St.       2 114’ 85’ 
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Catherine/Grinnell St.       3 118’ 120’ 

Catherine/Margaret St.       4 119’ 85’ 

Catherine/Packer St. 8” 6” 4” 4 110’ 116’ 

Catherine/Royal St. 12” 8” 5” 5 150’ 117” 

Catherine/Thomas St.              2 88’ 98’ 

Catherine/Thomas St.                               2   94’’ 

Catherine/Varela St.             4 122’ 87’ 

Catherine/Watson St. 8” 6” 3” 4 106’ 120’ 

Catherine/White St. 10” 7” 5” 4   119’ 

Catherine/Whitehead        4 130’ 121’ 

Catherine/William St. 8” 6” 4” 5 100’ 121’ 

Dennis/Venetia St. 6” 
       4” 

2” 4 220’ 87’ 

Duval/Front St.       6   Outfall 

Duval/Louisa St.       2   Outfall 

Duval/United St.       2   Outfall 

Duval/Wall St.       1 60’ Outfall 

Duval St.(1312)       2   Outfall 

Eaton/Frances St.              4   85’ 

Eaton/Margret St.       5   122’ 

Eaton/Simonton St.       2   Crossover 

Eaton/Peacon 14” 10” 7” 3 51’ 121’ 

Eaton/White St.                              4   85’ 

Elizabeth/Green St.       2   Outfall 

Elizabeth/Olivia St. checked                 121’ 

Elizabeth/Southard St.       2   Crossover 

Emma/Olivia St. 9” 7” 5” 4   85’ 
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Emma/Truman Ave. 8”        6”         4” 2   117’ 

Fire Station #1           checked         88’ 

Fire Station #2   
checked 

        88’ 

Flagler/1st St.       2   Outfall 

Flagler/George St.       2   Outfall 

Flagler/Josephine St.       2   Outfall 

Flagler/Leon St.       2   Outfall 

Flagler/Thompson St.       2   Outfall 

Flagler Ave.(1204)       1   Outfall 

Flagler Ave.(1418)       1   Outfall 

Flagler Ave.(1620)       2   Outfall 

Flagler Ave.(1706)       2   Outfall 

Fleming/Frances St.       4   88’ 

Fleming/White St.       4   87’ 

Florida/Newton St. 7” 4” 3” 4   123’ 

Florida/Virginia St.       6   119’ 

Fort St.           Outfall 

Frances/Eaton St.       4   90’ 

Frances/Petronia St.       3   123’ 

Frances/Southard St.       3 125’ 124’ 

George/Blanch St.              4   93’ 

George/Duncan St.       4   Outfall 

George/Fogarty Ave.       2   Outfall 

George/Patricia St. 8” 6” 4” 2   90’ 

George/United St.       3   Outfall 

George/Venetia St.       3   85’ 
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George/Washington St. 8” 6” 4” 8 124’ 115’ 

Green/Whitehead St.       4   114’ 

Grinnel/Vonphister St. checked            3   89’ 

Grinnell/Trumbo Rd. (Ferry 
Ter.) 

      3   66’ 

Johnson/Grinnel St. checked     4   90’ 

Johnson/Whalton St. checked     4   85’ 

Jose Marti Dr.       4   Outfall 

Jose Marti Dr./Truman       4   Outfall 

Josephine/Blanch St. 6” 3” 3” 4 32’ 86’ 

Jr. College Rd. E #1           Outfall 

                            #2 Outfall 

                            #3 Outfall 

                            #4 Outfall 

                            #5 Outfall 

Jr. College Rd. W #6           Outfall 

               “             #7 Outfall 

                “            #8 Outfall 

                “           #9 Outfall 

                “          #10 Outfall 

Kennedy/Riviera Dr.           Outfall 

Laird/Ashby St.         ” ” ” 5 110’ 88’ 

Laird/Leon St.       4 114’ 98’ 

Laird/Thompson St. ” ” ” 3 50’ 88’ 

Leon/Atlantic Blvd. ” ” ” 4 153’ 92’ 

Linda/Flagler           Outfall 

Mallory Square #1             
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            “            #2 

            “            #3 

            “            #4 

            “            #5 

            “            #6 

Newton/Eisenhower       2   Outfall 

Northside Dr./14th St.       4   Outfall 

Northside Dr. (3130)       2   Outfall 

Northside Dr. (3132)       2   Outfall 

Northside Dr. (3230)       2   Outfall 

Northside Dr. (3282)       2   Outfall 

Northside Dr. (3318)       2   Outfall 

Northside Dr. (3342)       1   Outfall 

Olivia/Pearl St.       3   87’ 

Olivia/Windsor Ln.               4 70’ 89’ 

Patricia/Ashby St. 5”         Pump 
Assist 

Patterson/8th St.           Outfall 

Patterson Ave.(1900)       2   Outfall 

Patterson Ave.(2000)       2   Outfall 

Pearl/Duncan St. checked     6   118’ 

Pearl/Newton St.       3 110’ 108’ 

Pearl/Pine St.       3   124’ 

Pearl/United St.       6   116’ 

Petronia/ Florida St. checked     4   119’ 

Reynolds/ Vonphister        3   96’ 

Roosevelt Dr. /Bay St.       3   Outfall 
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Rose/Ashby St.       4 110’ 96’ 

Simonton/Caroline St.       4 50’ 85’ 

Simonton/ Louisa St.       4   87’ 

Simonton/Southard St.       2   Crossover 

Simonton Beach           Pump 
Assist 

Smathers Beach #1           95’ 

                          #2 93’ 

                          #3 95’ 

                          #4 95’ 

                          #5 95’ 

South/Leon St.       4   89’ 

South/Reynolds St.       4   98’ 

South/Seminary St.                                5   121’ 

South/Simonton St.       4   88’ 

South/ Whitehead St.       3 37’ 84’ 

South Beach drains       2   Outfall 

Southard/Margaret St.       4   92’ 

Southard/White St.                                4   82’ 

Stevens/ Laird St.       4   92’ 

Stevens/Patricia St.       3   93’ 

Sunrise/18th St.       2   Outfall 

Thomas/Petronia St.       2     

Thomas/Truman Ave.       1   86’ 

Thompson/Rose St.               2   88’ 

Tropical/Seminary St. 4”          3” 2” 5   119’ 

Tropical/South St. 4” 3” 3” 6   119’ 
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United/Florida St. checked     6   115’ 

United/Simonton St. 9” 7” 5” 6            
155’ 

121’ 

United/Whitehead St. checked     5   122’ 

Varela/Virginia St.       4   88’ 

Virginia/Howe St.       3   86’ 

Virginia/Margaret St.       4   87’ 

Virginia/Packer St.       2   Crossover 

Virginia/White St.       4   86’ 

Vivian/1st St           Outfall 

Vivian/George St.           Outfall 

Vonphister/Ashby St. 6” 4” 3” 8 212’ 122’ 

Vonphister/George St. 7” 5” 3” 4 176 120’ 

Vonphister/White St.       2   Outfall 

Vortex at Simonton St.           Pump 
assist 

Washington/Ashby St.                        8   117’ 

Washington/Thompson checked     7   114’ 

Washington/Whalton  checked     5   118’ 

Washington/William        3   122’ 

Whalton /Vonphister         4”         3”         3” 5   120’ 

White St.            Pump 
Assist 

White St. (Outfall)             

William/Fleming       3   120’ 

William/Southard St.       3   119’ 

Windsor/Passover Ln.         8”          6”          4” 3 60’ 119’ 

Windsor/Virginia St.       6   121’ 
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Inlet Baskets Cleaned 
      

        
                

 
Address Cups Cans Bottles 

Debris 
(in) Date   

 
215 Duval St. 15 9 3 

              
6” 

2/25/201
3   

 
224 Duval St.       

              
2”     

 
300 Duval St. 3 1 1 

              
4”             

 
301 Duval St. 4 2 

                
5”       1 

313 Duval St. 6 4 2 
              
6”     

 
400 Duval St. 1 1   

              
3”     

 
401 Duval St. 2     

              
3”     

 
410 Duval St. 4 2 1 

              
5”     

 
419 Duval St.               

              
3”     

 
500 Duval St. 3 1 5 

              
4”     

 
501 Duval St. 2     

              
4“     

 
512 Duval St.       

              
4”     

 
524 Duval St. 2 1 1 

              
4”     

 
525 Duval St. 3 2   

              
5”     

 
601 Duval St.   1   

              
4”     

 
602 Duval St. 2     

              
4”     

 
617 Duval St. 3 1   

              
3”     

 
618 Duval St. 2                  

              
3”     

 
700 Duval St. 4 2 1 

              
5”     

 
701 Duval St. 3 1   

              
5”     

 
1125 Duval St. 4 2   

              
6”            

 
1130 Duval St. 2          

              
6”     

1209 Duval St. 1 1 2 
              
5”     
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1210 Duval St. 3 1   
              
4”     

1224 Duval St. 2     
            
4”     

1229 Duval St.                
            
5”     

1314 Duval St. 3 2 1 
            
5”     

1317 Duval St. 2 1   
            
4”     

1327 Duval St. 3 2   
            
5”              

1324 Duval St. 2  1   
            
5”     

                       

              

              

              

              

        
        Storm Manhole Ring and Covers 

    •         None 
       

        Storm Injection Wells Cleaned (shallow) 
    •         None 

       
        Storm Drain Grates Replaced / Installed 

    •         End of Duval at South Beach (1) 
     

        Storm Water lines Televised 
     •         None 

       
        Catch Basin Repairs  

      •         None 
       

        
        Trench Drains Installed 

     •         14th St. (Stadium Trailer Park) 
     

        Other  Storm water Activities   
     

•         Clean Grates during & after rain events 
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•         Clean insert baskets on list 
       

•         Build containment area for material dumping at 
Stadium Trailer Park 

        

WET WELL SALINITY READINGS (parts per thousand) AND PERCENT SEAWATER           6-MONTH   

LOCATION Oct, 12   Nov, 12   Dec, 12   Jan, 13   Feb, 13   Mar, 13   AVERAGE   

WWTP Infl. 1.7347 5% 2.3513 7% 1.6259 5% 1.3936 4% 1.3981 4% 1.3893 4% 1.65 4.71% 

Lift Station A 0.6150 2% 0.9590 3% 0.7280 2% 0.6100 2% 0.4080 1% 0.7570 2% 0.68 1.94% 

Lift Station B 1.9870 6% 2.6340 8% 1.8700 5% 1.5450 4% 1.6630 5% 1.4290 4% 1.85 5.30% 

Lift Station C 0.7230 2% 1.1380 3% 0.9390 3% 0.7290 2% 0.7610 2% 0.6620 2% 0.83 2.36% 

Lift Station D 2.4280 7% 3.6820 11% 2.3010 7% 2.2940 7% 3.1020 9% 3.3960 10% 2.87 8.19% 

Lift Station D/A 1.2870 4% 2.0800 6% 1.2180 3% 0.9680 3% 1.0160 3% 1.0450 3% 1.27 3.63% 

LIft Station E 4.4670 13% 6.8310 20% 3.6930 11% 2.8200 8% 2.4790 7% 2.1650 6% 3.74 10.69% 

Lift Station F 1.4870 4% 2.2180 6% 1.5000 4% 1.2420 4% 1.0860 3% 0.9850 3% 1.42 4.06% 

Lift Station G 2.5080 7% 3.9090 11% 2.3950 7% 2.1380 6% 2.0830 6% 2.3210 7% 2.56 7.31% 

Lift Station H 2.2070 6% 3.2680 9% 3.1340 9% 3.1020 9% 1.9560 6% 1.7320 5% 2.57 7.33% 

Lift Station J 0.1670 0% 0.3380 1% 0.3000 1% 0.3360 1% 0.2880 1% 0.2360 1% 0.28 0.79% 

Lift Station K 0.7480 2% 1.4660 4% 1.4750 4% 1.2720 4% 1.1280 3% 1.2430 4% 1.22 3.49% 

Lift Station L ** 0% ** 0% 0.6260 2% 0.5600 2% 0.7730 2% 0.4330 1% 0.40 1.14% 

Lift Station M 1.2240 3% 0.7870 2% 0.5730 2% 0.3920 1% 0.4480 1% 0.4610 1% 0.65 1.85% 

Lift Station N 1.0480 3% 1.0910 3% 1.0270 3% 1.2600 4% 1.3130 4% 1.2650 4% 1.17 3.34% 

Lift Station O 1.2750 4% 1.1000 3% 1.4910 4% 1.2500 4% 2.5320 7% 2.8050 8% 1.74 4.98% 

Lift Station R 3.0300 9% 5.0440 14% 2.2220 6% 2.3920 7% 1.9010 5% 2.1160 6% 2.78 7.95% 

Lift Station S 3.4740 10% 2.6220 7% 2.9250 8% 1.3330 4% 1.3980 4% 1.1580 3% 2.15 6.15% 

Lift Station T 0.8150 2% 0.8050 2% 0.8490 2% 0.8410 2% 0.8310 2% 0.7990 2% 0.82 2.35% 
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      M E M O R A N D U M 
 
 

TO: Jay Gewin, City of Key West 
 
FROM: John Bartelmo, OMI, Inc. 
 
DATE: May 8, 2013 
 
SUBJECT: Status Report for April, 2013 
 
        
  
 Monthly Status Report 
 
  
 Operations 
 
 
 Effluent Quality Summary 
 

Parameter Effluent 
Concentration 

Permitted 
Concentration 

Date Collected Through 

CBOD5 One Day Max. 2.20 mg/l 10.0 mg/l MAX 04/30/13 
CBOD5 Monthly Avg. 1.0 mg/l 6.25 mg/l AVG. 04/30/13 
TSS One Day Max. 2.1 mg/l 10.0 mg/l MAX 04/30/13 
TSS Monthly Avg. 1.3 mg/l 6.25 mg/l AVG. 04/30/13 
Total Nitrogen One Day Max. 3.2 mg/l 6.0 mg/l MAX 04/24/13 
Total Nitrogen Monthly Avg. 2.5 mg/l 3.75 mg/l AVG                   04/24/13 
Total Phosphorus One Day Max.           0.48 mg/l 2.0 mg/l MAX 04/24/13 
Total Phosphorus Monthly Avg. 0.28 mg/l 1.25 mg/l AVG 04/24/13 
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  Maintenance: 
 
Treatment Plant: 

 
• Performed scheduled PM’ 
• Repaired  leak and replaced ½” valve on belt press booster pump # 1 
• Repaired discharge leak on booster pump # 2 
• Repaired packing leak on sludge feed pump # 2 
• Replaced sludge tank blower # 1 
• Replaced blower # 1 motor and drive belts 
• Repaired airline crack on injection well surge tank 
• Repaired seal water line on RAS pump # 2 
• Tightened up loose anchor bolts under west catwalk by anox zone  basin 
• Installed, configured and started up enterprise network 
• Replaced fernco fitting on scum pump # 2 discharge line 
• Replaced solenoid vale on air release line on surge tank 
• Continued repair / replacement of lightning protection system 

 
Lift Stations: 
 

• Performed scheduled PM’s 
• Repaired well level system at L/S “E” 
• Repaired check valve # 1 at L/S “M” 
• Replaced pump control module at L/S “D” 
• Replaced iron sponge media and carbon at L/S”G” 
• Sealed door hatches at L/S “G” 
• Install new Mar-Cab odor control unit at L/S “D” 
• Installed new silencer on blower at L/S “D” 
• Replaced circuit breaker on pump # 1 at SWS-1 (Patricia & Ashby) 
• Replaced radio card at L/S “V” (Mallory Square) 

 
Vehicles: 
 

• Performed scheduled PM’s   
• Repaired A/C on truck # 602   
 

 
 

 
 

Equipment out of service:  
 

• SWS-1 (Patricia & Ashby) # 2 check valve 
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• L/S “S” generator 
• +L/S “E” generator 

 
 

 

APR. 2013 
 

Collections 

     
Plugged Main  

   
None 

    

     
Repaired Main  

   
None 

    

     
Main Cleaned 

   
300 Blk. Front St 300ft 

   
1200 Blk. Seminary St. 300ft 

  
900 Blk. Kennedy Dr. 390ft 

  
1400 Blk. Kennedy Dr. 290ft 

  
1300 Blk. Kennedy Dr.390ft 

  
1200 Blk. Kennedy Dr. 949ft 

  
500 Blk. Louisa St. 568ft 

   
1200 Blk. Florida St. 213ft 

   
1300 Blk. Duncan St. 478ft 

  
1400 Blk. Duncan St. 381ft 

  
1300 Pearl St. 231 ft 

   
1200 Blk. Pearl St. 144ft 

   

     
Plugged Lateral 

   
202 William St. (test ball left in line) 

  

     
Repaired Lateral 

   
None 

    

     
New Lateral 

   
806 Caroline St.  

   

     
New C/O 

    
806 Caroline St. 

   

     
Repaired C/O 

   2919 Seidenberg Ave. (replace two c/o 
boxes) 

 

     M/H Rain Guard (Repaired) 
  

None 
    

     
M/H Ring &  Cover 
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Replace adjusting ring at Eisenhower Dr. / Newton St. 

     
Odor Complaint  

   
2919 Fogarty Ave. 

   

     
Tving   

    
2026 Seidenberg Ave. 

   
716 Duval St. 

   

     
Other 

    
Clean And Check Navy Meters Weekly 

  
Clean Station Grounds 'A, DA, N, V'  

  
Replace Odor Control Media At 'G' 

  

     
Spill 

    
None 

    
 

 
 
 
 
 
 
 

        
            

 

       
 
 

     

Navy Salinity 
           

Navy Points of Connection Salinity Readings             
MONTHL
Y   

Location//Month:Apr. 2013 Week 1 Week 2 Week 3 Week 4   AVERAGE 

Trumbo Front Gate 0.4 
1.1
% 0.3 1% 0.4 1% 0.4 1% 0.4 0.4 1% 

Trumbo Backflow Preventer 0.4 1% 0.3 1% 0.3 1% 0.3 1%   0.33 1% 

Trumbo Back Gate 0.4 1% 3.0 9% 5.7 3% 
10.

1 
29
%   4.8 

10
% 

Emma St/Amelia 0.1 0% 0.4 1% 0.4 1% 0.3 1%   0.3 1% 

Truman and Fort 0.4 1% 0.2 1% 0.2 1% 0.3 1%   0.28 1% 

United and Whitehead 1.1 3% 1.0 3% 0.9 3% 1.0 3%   1 3% 

Sigsbee  2 6% 1.6 5% 2.1 6% 2.7 8%   2.1 6% 

Medical Center 0.2 1% 0.2 1% 0.2 1% 0.4 1%   0.25 1% 
 

Storm Drains / Sediment Traps Cleaned  
    

       Address Section 
1 

Section 
2 

Section 
3 

# Of CB Pipe 
Footage 

Well 
Depth 

              

1000 Margaret 6” 6” 6”     43” 
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11th St./Rivera Dr.       2 30’ Outfall 

11th St./Fogarty             

11th St. /Patterson             

15th St./Rivera Dr.       2 45’ Outfall 

15th St./Harriett       3   122’ 

16th Ter./Northside Dr.       4   Outfall 

1700 Josephine 6” 6” 6” 4 40’ 91’ 

17th St./17th Ter. 3”         2” 1” 1   90’ 

1700 Reynolds St.       3   Outfall 

17th St./Donald Ave.       2   90’ 

17th Ter./Donald Ave. 6” 3” 2” 1 31’ 100’ 

17th Ter./Northside Dr.       4 40’ Outfall 

18th St./Northside Dr.       4   Outfall 

19th St./Donald Ave. checked     2 0 90’ 

1st St./Fogarty Ave.             

1st St./Harris Ave.             

1st St./Seidenberg Ave.             

200 Blk. Grinnel St. Cleaned         Outfall 

200 Blk. Margaret St. Cleaned     2   Outfall 

200 Blk. William St.       2   Outfall 

20th St./Donald Ave.       4   Outfall 

20th St./Duck Ave.       4 269’ 119’ 

20th St./Northside Dr.       4   Outfall 

2nd St./Fogarty Ave.       4   Outfall 

2nd St./Harris Ave.       4   Outfall 

2nd St./Patterson Ave.       3   Outfall 

2nd St./Staples Ave. 9” 6” 4” 1 158’ 106’ 

3342 Northside Dr.       2   Outfall 
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3368 Northside Dr.       2   Outfall 

3rd St./Fogarty Ave.       4   Outfall 

3rd St./Harris Ave.       4   Outfall 

3rd St./Patterson Ave.       4   Outfall 

3rd St./Roosevelt Dr.       3   Outfall 

3rd St./Seidenberg Ave.       1 0 88’ 

3rd St./Seidenberg Ave.       4   88’ 

4th St./Flagler Ave.       2   Outfall 

4th St./Fogarty Ave.       4   Outfall 

4th St./Harris Ave.       3   Outfall 

4th St./Roosevelt Blvd.       0   Outfall 

4th St./Patterson Ave.       4   Outfall 

5th St./Fogarty Ave.       2   Outfall 

5th St./Patterson Ave.       1   Outfall 

6th St./Patterson Ave.       4     

7th St./Staples Ave. 6” 6” 6” 2 44’ 40’ 

11th St./Riviera       2   Outfall 

15th St./Riviera       2   Outfall 

900 Blk. Thomas St.       1     

916 James       2   Crossover 

Albury St./Pearl St.          9” 7” 5” 3 79’ 118’ 

Amelia /Whitehead St.       4   76’ 

Angela/Ashe St.       4 93’ 87’ 

Angela/Margaret St.       4   74’ 

Angela/Pearl St. 4” 3” 3” 4   119’ 

Angela/Simonton St.       4 264’ 85’ 

Angela/White St. checked     4 140’ 89’ 

Ashe/Angela St.       4   87’ 

Addendum 2 - Attachment 2 396



Atlantic/Ashby St. checked     1   100’ 

Bill Butler Park       2 50’   

Boog Powel Ct.       3   Outfall 

Caroline/Anne St. 9” 7” 4” 1 155’ 120’ 

Elizabeth St.               2 290’ 120” 

Caroline/Margaret St. 4” 3” 2” 0   85’ 

Caroline/Whitehead St.       2 114’ 85’ 

Catherine/Grinnell St. 10” 8” 6” 3 118’ 120’ 

Catherine/Margaret St.       4 119’ 85’ 

Catherine/Packer St.       4 110’ 116’ 

Catherine/Royal St. checked     5 150’ 117” 

Catherine/Thomas St.         8” 6” 4” 2 88’ 96’ 

Catherine/Thomas St.                               2   94’’ 

Catherine/Varela St.        6” 5” 3” 4 122’ 87’ 

Catherine/Watson St.       4 106’ 120’ 

Catherine/White St.       4   119’ 

Catherine/Whitehead        4 130’ 120’ 

Catherine/William St. 8” 7” 4” 5 100’ 120’ 

Dennis/Venetia St. checked 
        

  4 220’ 87’ 

Duval/Front St.       6   Outfall 

Duval/Louisa St.       2   Outfall 

Duval/United St.       2   Outfall 

Duval/Wall St.       1 60’ Outfall 

Duval St.(1312)       2   Outfall 

Eaton/Frances St.              4   85’ 

Eaton/Margret St.       5 115’ 122’ 

Eaton/Simonton St.       2   Crossover 

Eaton/Peacon       3 51’ 121’ 
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Eaton/William       3   120’ 

Eaton/White St.                              4   85’ 

Elizabeth/Green St. checked     2   Outfall 

Elizabeth/Olivia St.                 50’ 121’ 

Elizabeth/Southard St.       2   Crossover 

Emma/Olivia St. 7” 6” 5” 4 110’ 85’ 

Emma/Truman Ave. 9”        7”         5” 2 50’ 117’ 

Fire Station #1                     88’ 

Fire Station #2            88’ 

Flagler/1st St.       2   Outfall 

Flagler/George St.       2   Outfall 

Flagler/Josephine St.       2   Outfall 

Flagler/Leon St.       2   Outfall 

Flagler/Thompson St.       2   Outfall 

Flagler Ave.(1204)       1   Outfall 

Flagler Ave.(1418)       1   Outfall 

Flagler Ave.(1620)       2   Outfall 

Flagler Ave.(1706)       2   Outfall 

Fleming/Frances St.       4   88’ 

Fleming/White St. 10” 8” 6” 4 106’ 87’ 

Florida/Newton St.       4   123’ 

Florida/Virginia St. 9” 7” 5” 6 167’ 118’ 

Fort St. 6”         Outfall 

Frances/Eaton St.       4   90’ 

Frances/Petronia St. 7” 4” 2” 3 70’ 88’ 

Frances/Southard St.       3 125’ 124’ 

George/Blanch St.              4   93’ 

George/Duncan St.       4   Outfall 
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George/Fogarty Ave.       2   Outfall 

George/Patricia St.       2   90’ 

George/United St.       3   Outfall 

George/Venetia St.       3   85’ 

George/Washington St.       8 124’ 116’ 

Green/Whitehead St.       4 25’ 114’ 

Grinnel/Vonphister St.              3   89’ 

Grinnell/Trumbo Rd. 
(Ferry Ter.) 

      3 221’ 66’ 

Johnson/Grinnel St.       4 100 90’ 

Johnson/Whalton St.       4 100 88’ 

Jose Marti Dr.       4   Outfall 

Jose Marti Dr./Truman       4   Outfall 

Josephine/Blanch St.       4 32’ 86’ 

Jr. College Rd. E #1           Outfall 

                            #2 Outfall 

                            #3 Outfall 

                            #4 Outfall 

                            #5 Outfall 

Jr. College Rd. W #6           Outfall 

               “             #7 Outfall 

                “            #8 Outfall 

                “           #9 Outfall 

                “          #10 Outfall 

Kennedy/Riviera Dr.           Outfall 

Laird/Ashby St.         6” 5” 2” 5 110’ 88’ 

Laird/Leon St. 3” 2” 1” 4 114’ 98’ 

Laird/Thompson St. 7” 5” 3” 3 50’ 88’ 

Leon/Atlantic Blvd. 5” 4” 2” 4 153’ 92’ 
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Linda/Flagler 8” 8” 8”     Outfall 

Mallory Square #1             

            “            #2 

            “            #3 

            “            #4 

            “            #5 

            “            #6 

Newton/Eisenhower       2   Outfall 

Northside Dr./14th St.       4   Outfall 

Northside Dr. (3130)       2   Outfall 

Northside Dr. (3132)       2   Outfall 

Northside Dr. (3230)       2   Outfall 

Northside Dr. (3282)       2   Outfall 

Northside Dr. (3318)       2   Outfall 

Northside Dr. (3342)       1   Outfall 

Olivia/Pearl St.       3   87’ 

Olivia/Windsor Ln.               4 70’ 89’ 

Patricia/Ashby St. cleaned         Pump 
Assist 

Patterson/8th St.           Outfall 

Patterson Ave.(1900)       2   Outfall 

Patterson Ave.(2000)       2   Outfall 

Pearl/Duncan St.       6   118’ 

Pearl/Newton St.       3 110’ 108’ 

Pearl/Pine St.       3   124’ 

Pearl/United St.       6   116’ 

Petronia/ Florida St. 9” 7” 5” 4   118’ 

Reynolds/ Vonphister        3   96’ 

Roosevelt Dr. /Bay St.       3   Outfall 
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Rose/Ashby St.       4 110’ 96’ 

Simonton/Caroline St.       4 50’ 85’ 

Simonton/ Louisa St.       4   87’ 

Simonton/Southard St.       2   Crossover 

Simonton Beach           Pump 
Assist 

Smathers Beach #1           95’ 

                          #2 93’ 

                          #3 95’ 

                          #4 95’ 

                          #5 95’ 

South/Leon St.       4   89’ 

South/Reynolds St.       4   98’ 

South/Seminary St.                                5   121’ 

South/Simonton St.       4 85’ 87’ 

South/ Whitehead St.       3 50’ 84’ 

South Beach drains       2   Outfall 

Southard/Margaret St.       4   92’ 

Southard/White St.                                4 164’ 82’ 

Stevens/ Laird St. 6” 5” 2” 4 22’ 91’ 

Stevens/Patricia St. 6” 4” 2” 3 50’ 92’ 

Sunrise/18th St. 6” 6” 6” 2          
148’ 

Outfall 

Thomas/Petronia St.       2     

Thomas/Truman Ave.       1 68’ 86’ 

Thompson/Rose St. 6”  4”          2” 2 51’ 88’ 

Tropical/Seminary St. 8”          6” 5” 5 248’ 119’ 

Tropical/South St.       6   119’ 

United/Florida St.       6   115’ 

United/Simonton St.       6            
155’ 

121’ 
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United/Whitehead St. 9” 7” 5” 5            
138’ 

120’ 

Varela/Virginia St.       4   88’ 

Virginia/Howe St. Checked     3   86’ 

Virginia/Margaret St. checked                   4           
127’ 

87’ 

Virginia/Packer St.       2   Crossover 

Virginia/White St.       4   86’ 

Vivian/1st St           Outfall 

Vivian/George St.           Outfall 

Vonphister/Ashby St.       8 212’ 122’ 

Vonphister/George St.       4 176 120’ 

Vonphister/White St.       2   Outfall 

Vortex at Simonton St.           Pump 
assist 

Washington/Ashby St.                        8   117’ 

Washington/Thompson checked     7   115’ 

Washington/Whalton        5 100 118’ 

Washington/William        3   122’ 

Whalton /Vonphister                            5   120’ 

White St.            Pump 
Assist 

White St. (Outfall)             

William/Fleming 5” 3” 3” 3   120’ 

William/Southard St. 4” 3” 3” 3   118’ 

Windsor/Passover Ln.                              3 60’ 119’ 

Windsor/Virginia St. 10” 8” 6” 6   120’ 

 
 
 
 

Inlet Baskets Cleaned 
           

Address Cups Cans Bottles 
Debris 

(in) Date 
215 Duval St. 17 15 7               4/22/201
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6” 3 

224 Duval St.       
              
4”   

300 Duval St. 8 6 4 
              
6”           

301 Duval St. 7 6 

                
6”   3 

313 Duval St. 10 8 4 
              
6”   

400 Duval St. 2 1   
              
4”   

401 Duval St. 3 2 1 
              
5”   

410 Duval St. 4 2 1 
              
5”   

419 Duval St. 2 2   
              
3”   

500 Duval St. 4 2   
              
4”   

501 Duval St. 3 2   
              
4“   

512 Duval St.       
              
4”   

524 Duval St. 5 2   
              
4”   

525 Duval St. 3 1 1 
              
3”   

601 Duval St. 3 2   
              
4” 

4/23/201
3 

602 Duval St. 2 2 1 
              
4”   

617 Duval St.                
              
3”   

618 Duval St. 2       1 
              
3”   

700 Duval St. 2     
              
4”   

701 Duval St. 2     
              
4”   

1125 Duval St. 5 2 1 
              
5”          

1130 Duval St. 4 3   
              
5”   

1209 Duval St. 1     
             
5”   

1210 Duval St. 5 2 1 
              
5”   

1224 Duval St. 3     
           6 
”   

1229 Duval St.                
            
6”   

1314 Duval St. 3 3 1 
           4 
”   

1317 Duval St. 2                   
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4” 

1327 Duval St. 4 3 1 
            
4”            

1324 Duval St. 3  1   
            
5”   

                     

     Storm Manhole Ring and Covers 
    •         None 

     
      Storm Injection Wells Cleaned (shallow) 

   •         634 Louisa (2) 
     

      Storm Drain Grates Replaced / Installed 
   •         Duval & Front 

     •         Duval & United 
     

      Storm Water lines Televised 
    •         None 

     
      Catch Basin Repairs  

     •         None 
     

      Trench Drains Installed 
     •         634 Louisa St. 
     

      Other  Storm water Activities   
    

•         Clean Grates during & after rain events 
     

•         Set up 6” pump at Jose Marti Outfall 
     

•         Set up 2 – 4” pumps at Stormwater #5 
     

•         Set up 4” pump at Dennis & Venetia 
     

•         Notified DOT (Jackie) about blocked outfall at end of George St., at 
Jose Marti Outfall, and 4th St. by Burger King. 

     
•         Measure Storm well depths 
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WET WELL SALINITY READINGS (parts per thousand) AND PERCENT SEAWATER         6-MONTH   

LOCATION Nov, 12 Dec, 12 Jan, 13   Feb, 13 Mar, 13 Apr, 13 AVERAGE   

WWTP Infl. 2.3513 7% 1.6259 5% 1.3936 4% 1.3981 4% 1.3893 4% 1.2900 4% 1.57 4.50% 

Lift Station A 0.9590 3% 0.7280 2% 0.6100 2% 0.4080 1% 0.7570 2% 0.5580 2% 0.67 1.91% 

Lift Station B 2.6340 8% 1.8700 5% 1.5450 4% 1.6630 5% 1.4290 4% 1.2200 3% 1.73 4.93% 

Lift Station C 1.1380 3% 0.9390 3% 0.7290 2% 0.7610 2% 0.6620 2% 1.1100 3% 0.89 2.54% 

Lift Station D 3.6820 11% 2.3010 7% 2.2940 7% 3.1020 9% 3.3960 10% 3.3880 10% 3.03 8.65% 

Lift Station D/A 2.0800 6% 1.2180 3% 0.9680 3% 1.0160 3% 1.0450 3% 0.9190 3% 1.21 3.45% 

LIft Station E 6.8310 20% 3.6930 11% 2.8200 8% 2.4790 7% 2.1650 6% 2.0580 6% 3.34 9.55% 

Lift Station F 2.2180 6% 1.5000 4% 1.2420 4% 1.0860 3% 0.9850 3% 0.8150 2% 1.31 3.74% 

Lift Station G 3.9090 11% 2.3950 7% 2.1380 6% 2.0830 6% 2.3210 7% 1.8510 5% 2.45 7.00% 

Lift Station H 3.2680 9% 3.1340 9% 3.1020 9% 1.9560 6% 1.7320 5% 1.5510 4% 2.46 7.02% 

Lift Station J 0.3380 1% 0.3000 1% 0.3360 1% 0.2880 1% 0.2360 1% 0.2250 1% 0.29 0.82% 

Lift Station K 1.4660 4% 1.4750 4% 1.2720 4% 1.1280 3% 1.2430 4% 1.1430 3% 1.29 3.68% 

Lift Station L ** 0% 0.6260 2% 0.5600 2% 0.7730 2% 0.4330 1% 0.4450 1% 0.47 1.35% 

Lift Station M 0.7870 2% 0.5730 2% 0.3920 1% 0.4480 1% 0.4610 1% 0.4360 1% 0.52 1.47% 

Lift Station N 1.0910 3% 1.0270 3% 1.2600 4% 1.3130 4% 1.2650 4% 1.3990 4% 1.23 3.50% 

Lift Station O 1.1000 3% 1.4910 4% 1.2500 4% 2.5320 7% 2.8050 8% 2.8050 8% 2.00 5.71% 

Lift Station R 5.0440 14% 2.2220 6% 2.3920 7% 1.9010 5% 2.1160 6% 1.6910 5% 2.56 7.32% 

Lift Station S 2.6220 7% 2.9250 8% 1.3330 4% 1.3980 4% 1.1580 3% 0.8060 2% 1.71 4.88% 

Lift Station T 0.8050 2% 0.8490 2% 0.8410 2% 0.8310 2% 0.7990 2% 0.8000 2% 0.82 2.35% 
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      M E M O R A N D U M 
 
 

TO: Jay Gewin, City of Key West 
 
FROM: John Bartelmo, OMI, Inc. 
 
DATE: June 14, 2013 
 
SUBJECT: Status Report for May, 2013 
 
        
  
 Monthly Status Report 
 
  
 Operations 
 
 
 Effluent Quality Summary 
 

Parameter Effluent 
Concentration 

Permitted 
Concentration 

Date Collected Through 

CBOD5 One Day Max. 2.0 mg/l 10.0 mg/l MAX 05/28/13 
CBOD5 Monthly Avg. 1.0 mg/l 6.25 mg/l AVG. 05/28/13 
TSS One Day Max. 2.1 mg/l 10.0 mg/l MAX 05/31/13 
TSS Monthly Avg. 1.3 mg/l 6.25 mg/l AVG. 05/31/13 
Total Nitrogen One Day Max. 3.4 mg/l 6.0 mg/l MAX 05/15/13 
Total Nitrogen Monthly Avg. 2.1 mg/l 3.75 mg/l AVG                   05/15/13 
Total Phosphorus One Day Max.           0.57 mg/l 2.0 mg/l MAX 05/15/13 
Total Phosphorus Monthly Avg. 0.31 mg/l 1.25 mg/l AVG 05/15/13 
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  Maintenance: 
 

 
Treatment Plant: 

 
• Performed scheduled PM’s 
• Prepped and painted booster pumps. 
• Prepped and painted back side, left side and right side of OPS MCC switchgear. 
• Replaced bad 4 channel analog card on FP-3-1 (PE Pump control) PLC 
• Installed, configured Factory Talk software on server and client in solids control room. 
• Repaired leak on surge tank drain line. 
• Completed replacement of lightning protection system. 
• Replaced belt mis- alignment switches on belt press # 2. 
• Replaced single zone probe on monitoring wells. 
• Replaced step lights on ADA ramp at main entrance of OPS building. 
• Replaced dryer and A/C louver vents on OPS building. 
• Removed old damaged shutters on front double doors by admin entrance. 
• Prepped and painted double doors at admin entrance. 
• Sealed cracks on OPS building on north side of laboratory area. 
• Replaced light fixture overs double doors in pretreatment (west side). 
 

Lift Stations: 
 

• Performed scheduled PM’s 
• Replaced pump # 1 at ferry terminal. 
• Repaired pump # 2 at L/S “B” 
• Repaired pump # 1 at L/S “A” 
• Repaired ultrasonic level sensor at L/S “E” 
• Replaced injector pump on generator at L/S “S” 
• Replaced odor control media in Mar-Cab unit at L/S “G” 
• Repaired check stuck check valve at L/S “M” 
 

Vehicles: 
 

• Performed scheduled PM’s   
• Repaired front end on truck # 603  (tie rod) 
• Repaired A/C on truck # 602 
  

 
Equipment out of service:  

 
• SWS-1 (Patricia & Ashby) # 2 check valve 
• L/S “S” generator 
• L/S “E” generator 

 
              

Addendum 2 - Attachment 2 407



 
 

MAY 2013 Collections 
 

      Plugged Main  
    None 

     
      Repaired Main  

    None 
     

      Main Cleaned 
    1200 Blk. Virginia St. 350ft 

   1100 Blk. Georgia St. 236ft 
   1200 Blk. Georgia St. 225ft 
   1000 Blk. Georgia St. 225ft 
   1300 Blk. Eliza St.438ft 
   1300 Blk. Florida St. 223ft 
   1400 Blk. Florida St. 263ft 
   1300 Blk. Catherine St. 390ft 
   1400 Blk. Catherine St. 361ft 
   1400 Blk. Eliza St. 462ft 
   900 Blk. Windsor Ln. 112ft 
   700 Blk. Olivia St. 312ft 
   800 Blk. Olivia St. 777ft 
   900 Blk. Olivia St. 220ft 
   900 Packer St. 200ft 

    1100 Blk. Olivia St. 356ft 
   

      Plugged Lateral 
    None 

     
      Repaired Lateral 

    None 
     

      New Lateral 
    None 

     
      New C/O 

     None 
     

      Repaired C/O 
    1430 Thompson St. (install backwater valve for odor control) 

1800 N. Roosevelt Blvd. (install backwater valve for odor control) 
3206 Duck Ave. (move cleanout for contractor)  

 3210 Duck Ave. (move cleanout for contractor)  
 3308 Duck Ave. (move cleanout for contractor)  
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3310 Duck Ave. (move cleanout for contractor)  
 

      M/H Rain Guard (Repaired) 
   None 

     
      
      M/H Ring &  Cover 

    Replace adjusting ring at 900 Blk. Windsor Ln. 
 Replace Ring and Cover at Grinnell St. / Thompson Ln. 

      Odor Complaint  
    1230 Thompson St.  
    1800 N. Roosevelt Blvd. 

   
      Tving   

     None 
     

      Other 
     Clean And Check Navy Meters Weekly 

  Clean Station Grounds 'A, DA, F, G, H, N, O, V'  
 

      Spill 
     None 
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Navy Salinity 
           

Navy Points of Connection Salinity Readings             MONTHLY   

Location//Month:May 2013 Week 1 Week 2 Week 3 Week 4   AVERAGE 

Trumbo Front Gate 0.4 1.1% 0.4 1% 0.4 1% 0.4 1% 0.4 0.4 1% 

Trumbo Backflow Preventer 0.5 1% 0.3 1% 0.3 1% 0.4 1%   0.375 1% 

Trumbo Back Gate 11.9 34% 6.5 19% 9.4 3% 1.8 5%   7.4 15% 

Emma St/Amelia 0.3 1% 0.3 1% 0.2 1% 0.4 1%   0.3 1% 

Truman and Fort 0.3 1% 0.2 1% 0.3 1% 0.2 1%   0.25 1% 

United and Whitehead 1 3% 0.7 2% 0.8 2% 0.5 1%   0.75 2% 

Sigsbee  1.7 5% 1.8 5% 2.6 7% 1.9 5%   2 6% 

Medical Center 0.4 1% 1.8 5% 0.1 0% 1.2 3%   0.875 2% 
 
 
 

Storm Drains / Sediment Traps Cleaned  
   

       Address Section 
1 

Section 
2 

Section 
3 

# Of 
CB 

Pipe 
Footage 

Well 
Depth 

              

1000 Margaret ” ” ”     43” 

11th St./Rivera Dr.       2 30’ Outfall 

11th St./Fogarty             

11th St. /Patterson             

15th St./Rivera Dr.       2 45’ Outfall 

15th St./Harriett       3   122’ 

16th Ter./Northside Dr.       4   Outfall 

1700 Josephine       4 40’ 91’ 

17th St./17th Ter. 7”         4” 3” 1   90’ 

1700 Reynolds St.       3   Outfall 

17th St./Donald Ave. 6” 3” 3” 2   100’ 

17th Ter./Donald Ave. 6” 3” 3” 1 31’ 90’ 

17th Ter./Northside Dr. 7” 4” 4” 4 40’ Outfall 

18th St./Northside Dr.       4   Outfall 

19th St./Donald Ave.       2 0 90’ 

1st St./Fogarty Ave.             

1st St./Harris Ave.             

1st St./Seidenberg Ave.             

200 Blk. Grinnel St.           Outfall 
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200 Blk. Margaret St.       2   Outfall 

200 Blk. William St.       2   Outfall 

20th St./Donald Ave.       4   Outfall 

20th St./Duck Ave.       4 269’ 119’ 

20th St./Northside Dr.       4   Outfall 

2nd St./Fogarty Ave.       4   Outfall 

2nd St./Harris Ave.       4   Outfall 

2nd St./Patterson Ave.       3   Outfall 

2nd St./Staples Ave. ” ” ” 1 158’ 106’ 

3342 Northside Dr.       2   Outfall 

3368 Northside Dr.       2   Outfall 

3rd St./Fogarty Ave.       4   Outfall 

3rd St./Harris Ave.       4   Outfall 

3rd St./Patterson Ave.       4   Outfall 

3rd St./Roosevelt Dr.       3   Outfall 

3rd St./Seidenberg Ave.       1 0 88’ 

3rd St./Seidenberg Ave.       4   88’ 

4th St./Flagler Ave.       2   Outfall 

4th St./Fogarty Ave.       4   Outfall 

4th St./Harris Ave.       3   Outfall 

4th St./Roosevelt Blvd.       0   Outfall 

4th St./Patterson Ave.       4   Outfall 

5th St./Fogarty Ave.       2   Outfall 

5th St./Patterson Ave.       1   Outfall 

6th St./Patterson Ave.       4     

7th St./Staples Ave.       2 44’ 40’ 

11th St./Riviera       2   Outfall 

15th St./Riviera       2   Outfall 

900 Blk. Thomas St.       1     

916 James       2   Crossover 

Albury St./Pearl St.               3 79’ 118’ 

Amelia /Whitehead St.       4   76’ 

Angela/Ashe St.       4 93’ 87’ 
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Angela/Margaret St.       4   74’ 

Angela/Pearl St.       4   119’ 

Angela/Simonton St. 9” 7” 5” 4 264’ 85’ 

Angela/White St.       4 140’ 89’ 

Ashe/Angela St.       4   87’ 

Atlantic/Ashby St. 7” 5” 3” 1   100’ 

Bill Butler Park cleaned     2 50’   

Boog Powel Ct.       3   Outfall 

Caroline/Anne St.       1 155’ 120’ 

Elizabeth St.       12” 8” 6” 2 290’ 117” 

Caroline/Margaret St. 6” 4” 3” 0   85’ 

Caroline/Whitehead St.       2 114’ 85’ 

Catherine/Grinnell St.       3 118’ 120’ 

Catherine/Margaret St.       4 119’ 85’ 

Catherine/Packer St.       4 110’ 116’ 

Catherine/Royal St. 9” 6”         5” 5 150’ 117” 

Catherine/Thomas St.              2 88’ 96’ 

Catherine/Thomas St.                               2   94’’ 

Catherine/Varela St.    
checked 

    4 122’ 87’ 

Catherine/Watson St.       4 106’ 120’ 

Catherine/White St.       4   119’ 

Catherine/Whitehead        4 130’ 120’ 

Catherine/William St.       5 100’ 120’ 

Dennis/Venetia St.   
        

  4 220’ 87’ 

Duval/Front St.       6   Outfall 

Duval/Louisa St.       2   Outfall 

Duval/United St.       2   Outfall 

Duval/Wall St.       1 60’ Outfall 

Duval St.(1312)       2   Outfall 

Eaton/Frances St.              4   85’ 

Eaton/Margret St.       5 115’ 122’ 

Eaton/Simonton St.       2   Crossover 

Eaton/Peacon       3 51’ 121’ 
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Eaton/William       3   120’ 

Eaton/White St.                              4   85’ 

Elizabeth/Green St.       2   Outfall 

Elizabeth/Olivia St.                 50’ 121’ 

Elizabeth/Southard St.       2   Crossover 

Emma/Olivia St. 8” 7” 4” 4 110’ 84’ 

Emma/Truman Ave.                    2 50’ 117’ 

Fire Station #1                     88’ 

Fire Station #2            88’ 

Flagler/1st St.       2   Outfall 

Flagler/George St.       2   Outfall 

Flagler/Josephine St.       2   Outfall 

Flagler/Leon St.       2   Outfall 

Flagler/Thompson St.       2   Outfall 

Flagler Ave.(1204)       1   Outfall 

Flagler Ave.(1418)       1   Outfall 

Flagler Ave.(1620)       2   Outfall 

Flagler Ave.(1706)       2   Outfall 

Fleming/Frances St.       4   88’ 

Fleming/White St.       4 106’ 87’ 

Florida/Newton St.       4   123’ 

Florida/Virginia St.       6 167’ 118’ 

Fort St.           Outfall 

Frances/Eaton St.       4   90’ 

Frances/Petronia St.       3 70’ 88’ 

Frances/Southard St.       3 125’ 124’ 

George/Blanch St.              4   93’ 

George/Duncan St.       4   Outfall 

George/Fogarty Ave.       2   Outfall 

George/Patricia St. 6” 4” 4” 2 60’ 90’ 

George/United St.       3   Outfall 

George/Venetia St.       3   85’ 

George/Washington St. 8” 5” 3” 8 124’ 116’ 
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Green/Whitehead St.       4 25’ 114’ 

Grinnel/Vonphister St.              3   89’ 

Grinnell/Trumbo Rd. 
(Ferry Ter.) 

      3 221’ 66’ 

Johnson/Grinnel St.       4 100 90’ 

Johnson/Whalton St.       4 100 88’ 

Jose Marti Dr.       4   Outfall 

Jose Marti Dr./Truman       4   Outfall 

Josephine/Blanch St. 6” 3” 3” 4 184’ 86’ 

Jr. College Rd. E #1           Outfall 

                            #2 Outfall 

                            #3 Outfall 

                            #4 Outfall 

                            #5 Outfall 

Jr. College Rd. W #6           Outfall 

               “             #7 Outfall 

                “            #8 Outfall 

                “           #9 Outfall 

                “          #10 Outfall 

Kennedy/Riviera Dr.           Outfall 

Laird/Ashby St.              5 110’ 88’ 

Laird/Leon St.       4 114’ 98’ 

Laird/Thompson St.       3 50’ 88’ 

Leon/Atlantic Blvd.       4 153’ 92’ 

Linda/Flagler           Outfall 

Mallory Square #1             

            “            #2 

            “            #3 

            “            #4 

            “            #5 

            “            #6 

Newton/Eisenhower       2   Outfall 

Northside Dr./14th St.       4   Outfall 
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Northside Dr. (3130)       2   Outfall 

Northside Dr. (3132)       2   Outfall 

Northside Dr. (3230)       2   Outfall 

Northside Dr. (3282)       2   Outfall 

Northside Dr. (3318)       2   Outfall 

Northside Dr. (3342)       1   Outfall 

Olivia/Pearl St.       3   87’ 

Olivia/Windsor Ln.               4 70’ 89’ 

Patricia/Ashby St. cleaned         Pump 
Assist 

Patterson/8th St.           Outfall 

Patterson Ave.(1900)       2   Outfall 

Patterson Ave.(2000)       2   Outfall 

Pearl/Duncan St. 3” 3” 2” 6   116’ 

Pearl/Newton St.       3 110’ 108’ 

Pearl/Pine St.       3   124’ 

Pearl/United St. 8” 5” 3” 6   116’ 

Petronia/ Florida St.       4   118’ 

Reynolds/ Vonphister  7” 5” 3” 3   96’ 

Roosevelt Dr. /Bay St.       3   Outfall 

Rose/Ashby St.       4 110’ 96’ 

Simonton/Caroline St.       4 50’ 85’ 

Simonton/ Louisa St.       4   87’ 

Simonton/Southard St.       2   Crossover 

Simonton Beach           Pump 
Assist 

Smathers Beach #1 6 3       95’ 

                          #2 6 4 93’ 

                          #3 5 2 95’ 

                          #4     95’ 

                          #5     95’ 

South/Leon St. checked     4   89’ 

South/Reynolds St.       4   98’ 

South/Seminary St.                                5   121’ 

South/Simonton St.       4 85’ 87’ 
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South/ Whitehead St. checked     3 50’ 84’ 

South Beach drains       2   Outfall 

Southard/Margaret St.    
checked 

    4   92’ 

Southard/White St.                                4 164’ 82’ 

Stevens/ Laird St.       4 22’ 91’ 

Stevens/Patricia St.       3 50’ 92’ 

Sunrise/18th St.       2          
148’ 

Outfall 

Thomas/Petronia St.       2     

Thomas/Truman Ave.       1 68’ 86’ 

Thompson/Rose St.               2 51’ 88’ 

Tropical/Seminary St.               5 248’ 119’ 

Tropical/South St. 6” 4”  3” 6   119’ 

United/Florida St.       6   115’ 

United/Simonton St.       6            
155’ 

121’ 

United/Whitehead St.       5            
138’ 

120’ 

Varela/Virginia St.       4   88’ 

Virginia/Howe St.       3   86’ 

Virginia/Margaret St.                     4           
127’ 

87’ 

Virginia/Packer St.       2   Crossover 

Virginia/White St.       4   86’ 

Vivian/1st St           Outfall 

Vivian/George St.           Outfall 

Vonphister/Ashby St.       8 212’ 122’ 

Vonphister/George St.       4 176 120’ 

Vonphister/White St.       2   Outfall 

Vortex at Simonton St.           Pump 
assist 

Washington/Ashby St.           
5” 

4”          
3” 

8   117’ 

Washington/Thompson       7   115’ 

Washington/Whalton        5 100 118’ 

Washington/William        3   122’ 

Whalton /Vonphister                            5   120’ 

White St.            Pump 
Assist 

White St. (Outfall)             
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William/Fleming       3   120’ 

William/Southard St. 12” 10” 8” 3   118’ 

Windsor/Passover Ln.                              3 60’ 119’ 

Windsor/Virginia St.       6   120’ 

 
 
 
 

Inlet Baskets Cleaned 
          

 
Address 

Cup
s 

Can
s 

Bottle
s 

Debri
s (in) Date 

 
215 Duval St. 10 15 6 

              
8” 

5/22/201
3 

 
224 Duval St.       

              
4”   

 
300 Duval St. 3 3 1 

              
4”           

 

301 Duval St. 2 1   
              
4”     

313 Duval St. 6 4 2 
              
8”   

 
400 Duval St. 3 2 1 

              
5”   

 
401 Duval St. 4 2   

              
4”   

 
410 Duval St. 3 1 1 

              
5”   

 
419 Duval St. 4 1   

              
6”   

 
500 Duval St. 2     

              
4”   

 
501 Duval St.                

              
4“   

 
512 Duval St. 1     

              
4”   

 
524 Duval St. 4 3 1 

              
6”   

 
525 Duval St. 3 1 1 

              
5”   

 
601 Duval St. 2 1   

              
5”   

 
602 Duval St. 3     

              
4”   

 
617 Duval St. 2 2 1 

              
5”   

 
618 Duval St. 3 2            

              
5”   

 
700 Duval St. 4 2 1 

              
4” 

5/23/201
3 

 
701 Duval St. 3     

              
4”   

 1125 Duval St.                              
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4” 

1130 Duval St.            
              
4”   

1209 Duval St. 4 1 1 
             
5”   

1210 Duval St. 2     
              
5”   

1224 Duval St. 1     
           
6 ”   

1229 Duval St.                
            
5”   

1314 Duval St. 3 1   
           
4 ”   

1317 Duval St. 2 2 1 
            
4”   

1327 Duval St. 3 3   
            
5”            

1324 Duval St. 2  1 1 
            
5”   

            

       Storm Manhole Ring and Covers 
   •         None 

     
       Storm Injection Wells Cleaned (shallow) 

  •         None 
     

       Storm Drain Grates Replaced / Installed 
  •         None 

     
       Storm Water lines Televised 

    •         None 
     

       Catch Basin Repairs  
     •         None 
     

       Trench Drains Installed 
    •         None 

     
       Other  Storm water Activities   

   

•         Clean Grates during & after rain events 
      

•         Set up 6” pump at SW#5 because of flooding 
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•         Set up 4” pump at Dennis & Venetia because of 
flooding 

      

•         Measure Storm well depth at SW#1,#3,#5 
      

•         Clean 4th St. Storm system (17 catch basins cleaned 
and 1208ft pipe jetted) 

      

•         Assist survey crew at Atlantic & White 
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WET WELL SALINITY READINGS (parts per thousand) AND PERCENT SEAWATER     6-MONTH   
    

LOCATION Dec, 12 
Jan, 
13   

Feb, 
13   Mar, 13   Apr, 13   

May, 
13   AVERAGE   

    
WWTP Infl. 1.6259 5% 1.3936 4% 1.3981 4% 1.3893 4% 1.2900 4% 1.2242 3% 1.39 3.96% 

    
Lift Station A 0.7280 2% 0.6100 2% 0.4080 1% 0.7570 2% 0.5580 2% 0.4730 1% 0.59 1.68% 

    
Lift Station B 1.8700 5% 1.5450 4% 1.6630 5% 1.4290 4% 1.2200 3% 1.2950 4% 1.50 4.30% 

    
Lift Station C 0.9390 3% 0.7290 2% 0.7610 2% 0.6620 2% 1.1100 3% 0.9080 3% 0.85 2.43% 

    
Lift Station D 2.3010 7% 2.2940 7% 3.1020 9% 3.3960 10% 3.3880 10% 3.0660 9% 2.92 8.36% 

    
Lift Station D/A 1.2180 3% 0.9680 3% 1.0160 3% 1.0450 3% 0.9190 3% 0.9950 3% 1.03 2.93% 

    
LIft Station E 3.6930 11% 2.8200 8% 2.4790 7% 2.1650 6% 2.0580 6% 2.3760 7% 2.60 7.42% 

    
Lift Station F 1.5000 4% 1.2420 4% 1.0860 3% 0.9850 3% 0.8150 2% 0.9960 3% 1.10 3.15% 

    
Lift Station G 2.3950 7% 2.1380 6% 2.0830 6% 2.3210 7% 1.8510 5% 2.2440 6% 2.17 6.21% 

   
 

Lift Station H 3.1340 9% 3.1020 9% 1.9560 6% 1.7320 5% 1.5510 4% 1.4230 4% 2.15 6.14% * 
   

Lift Station J 0.3000 1% 0.3360 1% 0.2880 1% 0.2360 1% 0.2250 1% 0.2010 1% 0.26 0.76% 
    

Lift Station K 1.4750 4% 1.2720 4% 1.1280 3% 1.2430 4% 1.1430 3% 0.9950 3% 1.21 3.46% 
    

Lift Station L 0.6260 2% 0.5600 2% 0.7730 2% 0.4330 1% 0.4450 1% 0.4740 1% 0.55 1.58% 
    

Lift Station M 0.5730 2% 0.3920 1% 0.4480 1% 0.4610 1% 0.4360 1% 0.4580 1% 0.46 1.32% 
    

Lift Station N 1.0270 3% 1.2600 4% 1.3130 4% 1.2650 4% 1.3990 4% 1.2430 4% 1.25 3.57% 
    

Lift Station O 1.4910 4% 1.2500 4% 2.5320 7% 2.8050 8% 2.8050 8% 1.2500 4% 2.02 5.78% 
    

Lift Station R 2.2220 6% 2.3920 7% 1.9010 5% 2.1160 6% 1.6910 5% 1.5340 4% 1.98 5.65% 
    

Lift Station S 2.9250 8% 1.3330 4% 1.3980 4% 1.1580 3% 0.8060 2% 1.2870 4% 1.48 4.24% 
    

Lift Station T 0.8490 2% 0.8410 2% 0.8310 2% 0.7990 2% 0.8000 2% 0.8180 2% 0.82 2.35% 
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      M E M O R A N D U M 
 
 

TO: Jay Gewin, City of Key West 
 
FROM: John Bartelmo, OMI, Inc. 
 
DATE: July 5, 2013 
 
SUBJECT: Status Report for June, 2013 
 
        
  
 Monthly Status Report 
 
  
 Operations 
 
 
 Effluent Quality Summary 
 

Parameter Effluent 
Concentration 

Permitted 
Concentration 

Date Collected Through 

CBOD5 One Day Max. 2.7 mg/l 10.0 mg/l MAX 06/26/13 
CBOD5 Monthly Avg. 2.0 mg/l 6.25 mg/l AVG. 06/26/13 
TSS One Day Max. 2.4 mg/l 10.0 mg/l MAX 06/30/13 
TSS Monthly Avg. 1.5 mg/l 6.25 mg/l AVG. 06/30/13 
Total Nitrogen One Day Max. 3.1 mg/l 6.0 mg/l MAX 06/12/13 
Total Nitrogen Monthly Avg. 1.9 mg/l 3.75 mg/l AVG                   06/12/13 
Total Phosphorus One Day Max.           0.48 mg/l 2.0 mg/l MAX 06/12/13 
Total Phosphorus Monthly Avg. 0.35 mg/l 1.25 mg/l AVG 06/12/13 
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Treatment Plant: 

       
          •         Performed scheduled PM’s 

     •         Painted exterior portions of pre-treatment building. 
   •         Removed corroded angle iron under belt press # 2 and replaced. 

  •         Scale, primed and painted frame work under belt press # 1 
  •         Tested and calibrated instruments on monitoring well system. 
  •         Prepped and painted filter influent pumps. 

   •         Repaired clarifier # 2 torque switches. 
    •         Repaired auto drain on surge tank system compressor. 

   •         Replaced faulty pressure switch on filter building compressor. 
  ·         Installed weather station software and configured for internet access to www.weatherlink.com 

•         Repaired lighting in solids bathroom. 
    •         Painted exterior portions of laboratory. 
    

          Lift Stations: 
        

          •         Performed scheduled PM’s 
     •         Prepped and ainted gate actuators at L/S “E” 

   •         Prepped and painted gate actuators at L/S “G” 
   •         Repaired plugged force main at L/S “H” 

    •         Removed pump # 2 at SWS-5 to install new pitch washers. 
  •         Removed debris from pumps at L/S “T” 

    •         Removed debris from pump # 1 at L/S “K” 
   •         Replaced odor control media and carbon  at L/S “A” 
   

          Vehicles: 
        

          •         Performed scheduled PM’s 
     

          Equipment out of service:  
      

          •         SWS-1 (Patricia & Ashby) # 2 check valve 
    •         SWS-5 (Simonton St.) # 2 pump (pitch washers on order) 
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Collections 

      Plugged Main  
     None 
     

      Repaired Main  
     None 
     

      Main Cleaned 
     1100 Blk. Olivia St. 250ft 
     400 Blk. Green St. 300ft 
     200 Blk. Trumbo Rd. 120ft 
     3400 Blk. Donald Ave. 
     

      Plugged Lateral 
     428 Green St. 
     

      Repaired Lateral 
     None 
     

      New Lateral 
     None 
     

      New C/O 
     None 
     

      Repaired C/O 
     3321 Duck Ave. (move cleanout for contractor)  

  3323 Duck Ave. (move cleanout for contractor)  
  3326 Duck Ave. (move cleanout for contractor)  
  3328 Duck Ave. (move cleanout for contractor)  
  3330 Duck Ave. (move cleanout for contractor)  
  

      M/H Rain Guard (Repaired) 
    None 

     
      M/H Ring &  Cover 

     Replace adjusting ring at White St. / Olivia St. 
   

      Odor Complaint  
     Station 'A' (odor control unit) 

    
      Tving   

     3400 Blk. Donald Ave. (mainline) 
    909 Catherine St. (lateral) 

     
      Other 

     Clean And Check Navy Meters Weekly 
   Clean Station Grounds 'H'  

     Dump Truck Haul Material From Jr. Football Field 
  

      Spill 
     None 
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Navy Salinity 
          Navy Points of Connection Salinity Readings         MONTHLY   

Location//Month:June 
2013 Week 1 Week 2 Week 3 Week 4 AVERAGE 
Trumbo Front Gate 0.4 1.1% 0.4 1% 0.5 1% 0.4 1% 0.4 1% 
Trumbo Backflow 
Preventer 0.4 1% 0.1 0% 0.3 1% 0.3 1% 0.275 1% 
Trumbo Back Gate 1.8 5% 1.6 5% 1.8 3% 2.7 8% 1.975 5% 
Emma St/Amelia 0.4 1% 0.3 1% 0.3 1% 0.2 1% 0.3 1% 
Truman and Fort 0.2 1% 0.5 1% 0.3 1% 0.1 0% 0.275 1% 
United and Whitehead 0.5 1% 0.5 1% 0.8 2% 0.4 1% 0.55 2% 
Sigsbee  1.9 5% 1.8 5% 1.1 3% 1.7 5% 1.625 5% 
Medical Center 1.2 1% 1.8 5% 0.7 2% 0.5 1% 1.05 2% 
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Storm Drains / Sediment Traps Cleaned  
  

       Address Section 
1 

Section 
2 

Section 
3 

# 
Of 
CB 

Pipe 
Footage 

Well Depth 

1000 Margaret           43” 

11th St./Rivera Dr.       2 30’ Outfall 

11th St./Fogarty             

11th St. /Patterson             

15th St./Rivera Dr.       2 45’ Outfall 

15th St./Harriett       3   122’ 

16th Ter./Northside Dr.       4   Outfall 

1700 Josephine checked     4 40’ 91’ 

17th St./17th Ter.              1   90’ 

1700 Reynolds St.       3   Outfall 

17th St./Donald Ave.       2   100’ 

17th Ter./Donald Ave.          5” 5” 3” 1 65’ 90’ 

17th Ter./Northside Dr.       4 40’ Outfall 

18th St./Northside Dr.       4   Outfall 

19th St./Donald Ave. 5” 4” 2” 2 40’ 90’ 

1st St./Fogarty Ave.             

1st St./Harris Ave.             

1st St./Seidenberg Ave.             

200 Blk. Grinnel St.           Outfall 

200 Blk. Margaret St.       2   Outfall 

200 Blk. William St. 9”     2 95’ Outfall 

20th St./Donald Ave.       4   Outfall 

20th St./Duck Ave.       4 269’ 119’ 

20th St./Northside Dr.       4   Outfall 
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2nd St./Fogarty Ave.       4   Outfall 

2nd St./Harris Ave.       4   Outfall 

2nd St./Patterson Ave.       3   Outfall 

2nd St./Staples Ave. ” ” ” 1 158’ 106’ 

3342 Northside Dr.       2   Outfall 

3368 Northside Dr.       2   Outfall 

3rd St./Fogarty Ave.       4   Outfall 

3rd St./Harris Ave.       4   Outfall 

3rd St./Patterson Ave.       4   Outfall 

3rd St./Roosevelt Dr.       3   Outfall 

3rd St./Seidenberg Ave. 5” 5” 3” 1   88’ 

4th St./Flagler Ave.       2   Outfall 

4th St./Fogarty Ave.       4   Outfall 

4th St./Harris Ave.       3   Outfall 

4th St./Roosevelt Blvd.       0   Outfall 

4th St./Patterson Ave.       4   Outfall 

5th St./Fogarty Ave.       2   Outfall 

5th St./Patterson Ave.       1   Outfall 

6th St./Patterson Ave.       4     

7th St./Staples Ave.       2 44’ 40’ 

11th St./Riviera       2   Outfall 

15th St./Riviera       2   Outfall 

900 Blk. Thomas St.       1     

916 James       2   Crossover 
Albury St./Pearl St.               3 79’ 118’ 

Amelia /Whitehead St. 8” 7” 4” 4 153’ 76’ 
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Angela/Ashe St.       4 93’ 87’ 

Angela/Margaret St.       4   74’ 

Angela/Pearl St.       4   119’ 

Angela/Simonton St.       4 264’ 85’ 

Angela/White St.       4 140’ 89’ 

Ashe/Angela St.       4   87’ 

Atlantic/Ashby St.       1   100’ 

Bill Butler Park       2 50’   

Boog Powel Ct.       3   Outfall 

Caroline/Anne St.       1 155’ 120’ 

Elizabeth St.            2 290’ 117” 
Caroline/Margaret St.       0   85’ 

Caroline/Whitehead St. 9” 8” 6” 2 114’ 84’ 

Catherine/Grinnell St.       3 118’ 120’ 

Catherine/Margaret St.       4 119’ 85’ 

Catherine/Packer St.       4 110’ 116’ 

Catherine/Royal St.              5 150’ 117” 

Catherine/Thomas St.         
10” 

7” 4” 2 88’ 95’ 

Catherine/Thomas St.                               2   94’’ 

Catherine/Varela St.         5” 4” 2” 4 122’ 87’ 

Catherine/Watson St.       4 106’ 120’ 

Catherine/White St.       4   119’ 

Catherine/Whitehead  9” 7” 4” 4 130’ 120’ 

Catherine/William St.       5 100’ 120’ 

Dennis/Venetia St.   
        

  4 220’ 87’ 

Duval/Front St.       6   Outfall 

Duval/Louisa St.       2   Outfall 

Duval/United St.       2   Outfall 

Duval/Wall St.       1 60’ Outfall 

Duval St.(1312)       2   Outfall 

Eaton/Frances St. checked            4   85’ 

Eaton/Margret St.       5 115’ 122’ 

Eaton/Simonton St.       2   Crossover 

Eaton/Peacon       3 51’ 121’ 

Eaton/William       3   120’ 
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Eaton/White St.                              4   85’ 

Elizabeth/Green St.       2   Outfall 

Elizabeth/Olivia St.                 50’ 121’ 

Elizabeth/Southard St.       2   Crossover 

Emma/Olivia St.       4 110’ 84’ 

Emma/Truman Ave.                    2 50’ 117’ 

Fire Station #1           checked         88’ 

Fire Station #2   
checked 

        88’ 

Flagler/1st St.       2   Outfall 
Flagler/George St.       2   Outfall 

Flagler/Josephine St.       2   Outfall 

Flagler/Leon St.       2   Outfall 

Flagler/Thompson St.       2   Outfall 

Flagler Ave.(1204)       1   Outfall 

Flagler Ave.(1418)       1   Outfall 

Flagler Ave.(1620)       2   Outfall 

Flagler Ave.(1706)       2   Outfall 

Fleming/Frances St.       4   88’ 

Fleming/White St. checked     4 106’ 87’ 

Florida/Newton St.       4   123’ 

Florida/Virginia St.       6 167’ 118’ 

Fort St.           Outfall 
Frances/Eaton St.       4   90’ 

Frances/Petronia St. 9” 7” 4” 3 70’ 88’ 

Frances/Southard St.       3 125’ 124’ 

George/Blanch St.              4   93’ 

George/Duncan St.       4   Outfall 

George/Fogarty Ave.       2   Outfall 

George/Patricia St.       2 60’ 90’ 

George/United St.       3   Outfall 

George/Venetia St.       3   85’ 

George/Washington St.       8 124’ 116’ 

Green/Whitehead St.       4 25’ 114’ 

Grinnel/Vonphister St.              3   89’ 

Grinnell/Trumbo Rd. 
(Ferry Ter.) 

      3 221’ 66’ 
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Johnson/Grinnel St. 7” 5” 3” 4 100 90’ 

Johnson/Whalton St.       4 100 88’ 

Jose Marti Dr.       4   Outfall 

Jose Marti Dr./Truman       4   Outfall 

Josephine/Blanch St.       4 184’ 86’ 

Jr. College Rd. E #1           Outfall 

                            #2 Outfall 

                            #3 Outfall 

                            #4 Outfall 

                            #5 Outfall 

Jr. College Rd. W #6           Outfall 

               “             #7 Outfall 

                “            #8 Outfall 

                “           #9 Outfall 

                “          #10 Outfall 

Kennedy/Riviera Dr.           Outfall 

Laird/Ashby St.              5 110’ 88’ 

Laird/Leon St. 6” 4” 2” 4 114’ 98’ 

Laird/Thompson St. 7” 6” 3” 3 50’ 88’ 

Leon/Atlantic Blvd.       4 153’ 92’ 

Linda/Flagler           Outfall 

Mallory Square #1             

            “            #2 

            “            #3 

            “            #4 

            “            #5 

            “            #6 

Newton/Eisenhower       2   Outfall 

Northside Dr./14th St.       4   Outfall 

Northside Dr. (3130)       2   Outfall 

Northside Dr. (3132)       2   Outfall 

Northside Dr. (3230)       2   Outfall 

Northside Dr. (3282)       2   Outfall 

Northside Dr. (3318)       2   Outfall 

Northside Dr. (3342)       1   Outfall 
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Olivia/Pearl St.       3   87’ 

Olivia/Windsor Ln. checked             4 70’ 89’ 

Patricia/Ashby St.           Pump Assist 

Patterson/8th St.           Outfall 

Patterson Ave.(1900)       2   Outfall 

Patterson Ave.(2000)       2   Outfall 

Pearl/Duncan St.       6   116’ 

Pearl/Newton St. checked     3 110’ 108’ 

Pearl/Pine St.       3   124’ 

Pearl/United St.       6   116’ 

Petronia/ Florida St.       4   118’ 

Reynolds/ Vonphister        3   96’ 

Roosevelt Dr. /Bay St.       3   Outfall 

Rose/Ashby St.       4 110’ 96’ 

Simonton/Caroline St. checked     4 50’ 85’ 

Simonton/ Louisa St.       4   87’ 

Simonton/Southard St.       2   Crossover 

Simonton Beach           Pump Assist 

Smathers Beach #1           95’ 

                          #2 93’ 

                          #3 95’ 

                          #4 95’ 

                          #5 95’ 

South/Leon St. 6” 4” 2” 4 90’ 89’ 

South/Reynolds St.       4   98’ 

South/Seminary St.                                5   121’ 

South/Simonton St.       4 85’ 87’ 

South/ Whitehead St. 10” 7” 13” 3 50’ 84’ 

South Beach drains       2   Outfall 

Southard/Margaret St.         4   92’ 

Southard/White St.                                4 164’ 82’ 

Stevens/ Laird St.       4 22’ 91’ 

Stevens/Patricia St.       3 50’ 92’ 
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Sunrise/18th St.       2          
148’ 

Outfall 

Thomas/Petronia St.       2     

Thomas/Truman Ave. 12” 9” 5” 1 68’ 86’ 

Thompson/Rose St.               2 51’ 88’ 

Tropical/Seminary St.               5 248’ 119’ 

Tropical/South St.       6   119’ 

United/Florida St.       6   115’ 

United/Simonton St.       6            
155’ 

121’ 

United/Whitehead St. 7” 6” 4” 5            
138’ 

120’ 

Varela/Virginia St.       4   88’ 

Virginia/Howe St. 6” 4” 2” 3 79’ 86’ 

Virginia/Margaret St. 5”        3”         2” 4           
127’ 

87’ 

Virginia/Packer St.       2   Crossover 

Virginia/White St.       4   86’ 

Vivian/1st St           Outfall 
Vivian/George St.           Outfall 

Vonphister/Ashby St.       8 212’ 122’ 

Vonphister/George St.       4 176 120’ 

Vonphister/White St.       2   Outfall 

Vortex at Simonton St.           Pump assist 

Washington/Ashby St.                        8   117’ 

Washington/Thompson       7   115’ 

Washington/Whalton        5 100 118’ 

Washington/William        3   122’ 

Whalton /Vonphister                            5   120’ 

White St.            Pump Assist 
White St. (Outfall)             

William/Fleming       3   120’ 

William/Southard St.       3   118’ 

Windsor/Passover Ln.                              3 60’ 119’ 

Windsor/Virginia St.       6   120’ 
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Inlet Baskets Cleaned 
    

       
Address Cups Cans Bottles Debris (in) Date   

215 Duval St. 15 10 5               8” 6/19/2013   

224 Duval St.                     6”     

300 Duval St. 8 4 1               6”             

301 Duval St. 7 5 

  

              6”     2 

313 Duval St. 9 4 1               6”     

400 Duval St. 3 1                 6”     

401 Duval St. 2                   4”     

410 Duval St. 2 1                          4”     

419 Duval St.                             3”     

500 Duval St. 4 1 1               4”     

501 Duval St. 5 2                 5“     

512 Duval St. 1 1                 5”     

524 Duval St.            1                 4”     

525 Duval St. 3                   4”     

601 Duval St. 4 2 1               5”     

602 Duval St. 1 2                 5”     

617 Duval St. 2 1 1               4”     

618 Duval St. 3                                 4”     

700 Duval St. 1 1                 5”     

701 Duval St.                     4”     

1125 Duval St. 3 1 1               5”            

1130 Duval St. 4 3 1               6”     

1209 Duval St. 2                  5”     

1210 Duval St. 5 3 1               7”     

1224 Duval St.                  6”     

1229 Duval St. 4 3 1             ”     

1314 Duval St. 5 3              ”     

1317 Duval St. 4 1 1             ”     

1327 Duval St. 5 2 1             ”              

1324 Duval St. 3 1                ”     
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Storm Manhole Ring and Covers 

   
•         None 

     

       
Storm Injection Wells Cleaned (shallow) 

  
•         None 

     

       
Storm Drain Grates Replaced / Installed 

  
•         3719 Donald Avenue 

    

       
Storm Water lines Televised 

   
•         None 

     

       
Catch Basin Repairs  

    
•         3250 Duck 

     
•         E. Jr. College Road 

    

       

       
Trench Drains Install 

    
•         719 South Street 

    
•         Pine & Georgia 

    

       

       

       
Other  Storm water Activities   

   

•         Clean Grates during & after rain events 
      

•         Set up 6” pump at SW#5 because of flooding 
      

•         Repair sink hole at Bay Shore Manor 
      

•         Clean Jr. College Road Storm System 
      

•         Clean catch basin inserts on list 
      

•         Clean DOT catch basins (2) and jet 190ft. pipe at Truman & Jose 
Marti 
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WET WELL SALINITY READINGS (parts per thousand) AND PERCENT SEAWATER   6-MONTH   
LOCATION Jan, 13   Feb, 13 Mar, 13 Apr, 13   May, 13 Jun, 13   AVERAGE   
WWTP Infl. 1.3936 4% 1.3981 4% 1.3893 4% 1.2900 4% 1.2242 3% 0.9972 3% 1.28 3.66% 
Lift Station A 0.6100 2% 0.4080 1% 0.7570 2% 0.5580 2% 0.4730 1% 0.4600 1% 0.54 1.56% 
Lift Station B 1.5450 4% 1.6630 5% 1.4290 4% 1.2200 3% 1.2950 4% 1.2420 4% 1.40 4.00% 
Lift Station C 0.7290 2% 0.7610 2% 0.6620 2% 1.1100 3% 0.9080 3% 0.7160 2% 0.81 2.33% 
Lift Station D 2.2940 7% 3.1020 9% 3.3960 10% 3.3880 10% 3.0660 9% 1.9270 6% 2.86 8.18% 
Lift Station D/A 0.9680 3% 1.0160 3% 1.0450 3% 0.9190 3% 0.9950 3% 0.6600 2% 0.93 2.67% 
LIft Station E 2.8200 8% 2.4790 7% 2.1650 6% 2.0580 6% 2.3760 7% 1.1180 3% 2.17 6.20% 
Lift Station F 1.2420 4% 1.0860 3% 0.9850 3% 0.8150 2% 0.9960 3% 0.6840 2% 0.97 2.77% 
Lift Station G 2.1380 6% 2.0830 6% 2.3210 7% 1.8510 5% 2.2440 6% 1.6620 5% 2.05 5.86% 
Lift Station H 3.1020 9% 1.9560 6% 1.7320 5% 1.5510 4% 1.4230 4% 0.5970 2% 1.73 4.93% 
Lift Station J 0.3360 1% 0.2880 1% 0.2360 1% 0.2250 1% 0.2010 1% 0.1760 1% 0.24 0.70% 
Lift Station K 1.2720 4% 1.1280 3% 1.2430 4% 1.1430 3% 0.9950 3% 0.7980 2% 1.10 3.13% 
Lift Station L 0.5600 2% 0.7730 2% 0.4330 1% 0.4450 1% 0.4740 1% 0.5300 2% 0.54 1.53% 
Lift Station M 0.3920 1% 0.4480 1% 0.4610 1% 0.4360 1% 0.4580 1% 0.4510 1% 0.44 1.26% 
Lift Station N 1.2600 4% 1.3130 4% 1.2650 4% 1.3990 4% 1.2430 4% 1.3220 4% 1.30 3.72% 
Lift Station O 1.2500 4% 2.5320 7% 2.8050 8% 2.8050 8% 1.2500 4% 1.5000 4% 2.02 5.78% 
Lift Station R 2.3920 7% 1.9010 5% 2.1160 6% 1.6910 5% 1.5340 4% 0.8720 2% 1.75 5.00% 
Lift Station S 1.3330 4% 1.3980 4% 1.1580 3% 0.8060 2% 1.2870 4% 0.9680 3% 1.16 3.31% 
Lift Station T 0.8410 2% 0.8310 2% 0.7990 2% 0.8000 2% 0.8180 2% 2.2670 6% 1.06 3.03% 
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      M E M O R A N D U M 
 
 

TO: Jay Gewin, City of Key West 
 
FROM: John Bartelmo, OMI, Inc. 
 
DATE: August 9, 2013 
 
SUBJECT: Status Report for July, 2013 
 
        
  
 Monthly Status Report 
 
  
 Operations 
 
 
 Effluent Quality Summary 
 

Parameter Effluent 
Concentration 

Permitted 
Concentration 

Date Collected Through 

CBOD5 One Day Max. 3.7 mg/l 10.0 mg/l MAX 07/24/13 
CBOD5 Monthly Avg. 1.6 mg/l 6.25 mg/l AVG. 07/24/13 
TSS One Day Max. 2.6 mg/l 10.0 mg/l MAX 07/31/13 
TSS Monthly Avg. 1.5 mg/l 6.25 mg/l AVG. 07/31/13 
Total Nitrogen One Day Max. 6.3 mg/l 6.0 mg/l MAX 07/16/13 
Total Nitrogen Monthly Avg. 3.7 mg/l 3.75 mg/l AVG                   07/16/13 
Total Phosphorus One Day Max.           0.68 mg/l 2.0 mg/l MAX 07/16/13 
Total Phosphorus Monthly Avg. 0.27 mg/l 1.25 mg/l AVG 07/16/13 
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Treatment Plant: 

      
         •        Performed scheduled PM’s 

    •        Replaced filter fabric on two disc filters 
   •        Replaced Hach controller for ORP probes in overflow basin. 

  •        Painted east exterior wall on pre-treatment 
   •        Replaced exit sign in solids basement. 
   •        Repaired seal water line on sludge pump # 1 
   •        Repaired hinges on west double doors in utilidor. 

  •        Installed grating on walkway under belt press’s 
  •        Replaced battery’s on UV system gate valve actuators. 
  •        Painted east side of MCC switchgear in OPS building. 
  •        Installed drill press guards on shop machines. 

   •        Replaced emergency light fixture in utilidor. 
   •        Repaired inlet valve on blower # 1 
   •        Repaired discharge valve on blower #1 
   •        Programmed  Alternation sequence for diffused air blowers. 

  
         Lift Stations: 

       
         •        Performed scheduled PM’s 

    •        Painted gate actuators at L/S “E” 
   •        Painted gate valves actuators at L/S “A” 
   •        Installed safety labels and signs for “Arc Flash” and “Hearing Protection” on lift stations. 

•        Repaired check valves at L/S “H” 
   •        Repaired stem on plug valve at L/S “T” 
   

         Vehicles: 
       

         •        Performed scheduled PM’s 
      

       Equipment out of service:  
      

         •        SWS-1 (Patricia & Ashby) # 2 check valve 
   •        SWS-5 (Simonton St.) # 2 pump (pitch washers on order) 
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7/1/2013 
 

Collections 

        Plugged Main  
       900 Duval 
       

        
        Repaired Main  

       N. Roosevelt Blvd. / Sigsbee Rd. (12" f/m) 
    3841 N. Roosevelt Blvd. (6" f/m from Beachside Resort) 

  N. Roosevelt / 7th St. (2" arv line) 
      

        Main Cleaned 
       400 Olivia St.  250ft. 
       800 Georgia  230ft. 
       1200 Olivia St.  430ft. 
       900 Georgia  230ft. 
       1300 Pine  430ft. 
       1300 Albury  40ft. 
       1400 Albury  400ft. 
       1500 Albury  400ft. 
       800 Florida  218ft. 
       800 Pearl  223ft. 
       900 Pearl  200ft. 
       1500 Angela  209ft. 
       900 Eisenhower  200ft. 
       700 Eisenhower  268ft. 
       200 Virginia  190ft. 
       100 Virginia  286ft. 
       1400 Vernon  260ft. 
       1500 Vernon 200ft. 
       1300 Tropical  58ft. 
       1400 Tropical  205ft. 
       1400 South  382ft. 
       1500 South  310ft. 
       1400 Leon  265ft. 
       1200 Washington  336ft. 
       

        Plugged Lateral 
       None 
       

        
        
        Repaired Lateral 

       None 
       

        
        New Lateral 

       None 
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New C/O 
       726 Olivia 
       

        
        Repaired C/O 

       None 
       

        
        M/H Rain Guard 
(Repaired) 

       None 
       

        
        M/H Ring &  Cover 

       Flagler & 2nd 
       Flagler & 3rd 
       

        
        Odor Complaint  

       524 Margaret St. 
       1529 Flagler 
       

        Tving   
       None 
       

        
        
        Other 

       Clean And Check Navy Meters Weekly 
     Clean Station Grounds  G, R, DA, F 
     Repaired noisy cover at 1227 Flagler 
     Flush lateral at Howe & Virginia 

      Installed backwater device at Flagler & Thompson 
   

        Spill 
       None 
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Navy Salinity 
           

Navy Points of Connection Salinity Readings               MONTHLY   

Location//Month:Feb. 2013 Week 1 Week 2 Week 3 Week 4   AVERAGE 

Trumbo Front Gate 0.5 1.4% 0.5 1% 0.4 1% 0.4 1%   0.4 1% 

Trumbo Backflow Preventer 0.3 1% 0.3 1% 0.3 1% 0.3 1%   0.3 1% 

Trumbo Back Gate 2.7 8% 0.7 2% 0.9 3% 2.4 7%   1.675 5% 

Emma St/Amelia 0.3 1% 0.3 1% 0.3 1% 0.2 1%   0.275 1% 

Truman and Fort 0.3 1% 0.2 1% 0.3 1% 0.1 0%   0.225 1% 

United and Whitehead 0.3 1% 0.3 1% 0.4 1% 0.4 1%   0.35 1% 

Sigsbee  1.4 4% 1.7 5% 1.4 4% 1.5 4%   1.5 4% 

Medical Center 0.2 1% 0.7 2% 0.1 0% 0.1 0%   0.275 1% 
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Address Section 
1 

Section 
2 

Section 
3 

# Of 
CB 

Pipe 
Footage 

Well 
Depth 

       
1000 Margaret      43” 
11th St./Rivera Dr.    2 30’ Outfall 
11th St./Fogarty       
11th St. /Patterson       
15th St./Rivera Dr.    2 45’ Outfall 
15th St./Harriett    3  122’ 
16th Ter./Northside 
Dr. 

   4  Outfall 

1700 Josephine 5” 3” 2” 4 40’ 91’ 
17th St./17th Ter.            1  90’ 
1700 Reynolds St.    3  Outfall 
17th St./Donald 
Ave. 

checked   2  100’ 

17th Ter./Donald 
Ave. 

            1 65’ 90’ 

17th Ter./Northside 
Dr. 

   4 40’ Outfall 

18th St./Northside 
Dr. 

   4  Outfall 

19th St./Donald Ave. checked   2 40’ 90’ 

1st St./Fogarty Ave.       
1st St./Harris Ave.       
1st St./Seidenberg 
Ave. 

      

200 Blk. Grinnel 
St. 

     Outfall 

200 Blk. Margaret 
St. 

   2  Outfall 

200 Blk. William 
St. 

   2 95’ Outfall 

20th St./Donald Ave.    4  Outfall 
20th St./Duck Ave.    4 269’ 119’ 
20th St./Northside 
Dr. 

   4  Outfall 

2nd St./Fogarty Ave.    4  Outfall 
2nd St./Harris Ave.    4  Outfall 
2nd St./Patterson 
Ave. 

   3  Outfall 

2nd St./Staples Ave.    1 158’ 106’ 
3342 Northside Dr.    2  Outfall 
3368 Northside Dr.    2  Outfall 
3rd St./Fogarty Ave.    4  Outfall 
3rd St./Harris Ave.    4  Outfall 
3rd St./Patterson 
Ave. 

   4  Outfall 

3rd St./Roosevelt 
Dr. 

   3  Outfall 

3rd St./Seidenberg 
Ave. 

           1  88’ 

4th St./Flagler Ave.    2  Outfall 
4th St./Fogarty Ave.    4  Outfall 
4th St./Harris Ave.    3  Outfall 
4th St./Roosevelt 
Blvd. 

   0  Outfall 
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4th St./Patterson 
Ave. 

   4  Outfall 

5th St./Fogarty Ave.    2  Outfall 
5th St./Patterson 
Ave. 

   1  Outfall 

6th St./Patterson 
Ave. 

   4   

7th St./Staples Ave. cleaned   2 44’ 40’ 
11th St./Riviera 6” 6” 6” 2  Outfall 
15th St./Riviera 7” 7” 7” 2  Outfall 
900 Blk. Thomas St.    1   
916 James    2  Crossover 
Albury St./Pearl 
St. 

            3 79’ 118’ 

Amelia /Whitehead 
St. 

   4 153’ 76’ 

Angela/Ashe St.    4 93’ 87’ 
Angela/Margaret St.    4  74’ 
Angela/Pearl St.    4  119’ 
Angela/Simonton St.    4 264’ 85’ 
Angela/White St.    4 140’ 89’ 
Ashe/Angela St.    4  87’ 
Atlantic/Ashby St.    1  100’ 
Bill Butler Park    2 50’  
Boog Powel Ct.    3  Outfall 
Caroline/Anne St. 8” 6” 4” 1 155’ 120’ 
Elizabeth St.          2 290’ 117” 
Caroline/Margaret 
St. 

   0  85’ 

Caroline/Whitehead 
St. 

6” 5” 3” 2 114’ 84’ 

Catherine/Grinnell 
St. 

   3 118’ 120’ 

Catherine/Margaret 
St. 

   4 119’ 85’ 

Catherine/Packer 
St. 

   4 110’ 116’ 

Catherine/Royal St. 6” 5”         
3” 

5 150’ 117” 

Catherine/Thomas 
St. 

           2 88’ 95’ 

Catherine/Thomas 
St.                         

   2  94’’ 

Catherine/Varela 
St. 

           4 122’ 87’ 

Catherine/Watson 
St. 

5” 4” 2” 4 106’ 129’ 

Catherine/White St.    4  119’ 
Catherine/Whitehead  8” 7” 5” 4 130’ 120’ 
Catherine/William 
St. 

   5 100’ 120’ 

Dennis/Venetia St. 6”        
4” 

2” 4 220’ 87’ 

Duval/Front St.    6  Outfall 
Duval/Louisa St.    2  Outfall 
Duval/United St.    2  Outfall 
Duval/Wall St.    1 60’ Outfall 
Duval St.(1312)    2  Outfall 
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Eaton/Frances St.            4  85’ 
Eaton/Margret St.    5 115’ 122’ 
Eaton/Simonton St.    2  Crossover 
Eaton/Peacon    3 51’ 121’ 
Eaton/William    3  120’ 
Eaton/White St.                           4  85’ 
Elizabeth/Green St. 6” 6” 6” 2  Outfall 

Elizabeth/Olivia 
St. 

10” 8”          
6” 

 50’ 120’ 

Elizabeth/Southard 
St. 

   2  Crossover 

Emma/Olivia St.    4 110’ 84’ 
Emma/Truman Ave.                   2 50’ 117’ 
Fire Station #1                88’ 
Fire Station #2        88’ 
Flagler/1st St.    2  Outfall 
Flagler/George St.    2  Outfall 
Flagler/Josephine 
St. 

   2  Outfall 

Flagler/Leon St.    2  Outfall 
Flagler/Thompson 
St. 

   2  Outfall 

Flagler Ave.(1204)    1  Outfall 
Flagler Ave.(1418)    1  Outfall 
Flagler Ave.(1620)    2  Outfall 
Flagler Ave.(1706)    2  Outfall 
Fleming/Frances St.    4  88’ 
Fleming/White St.    4 106’ 87’ 
Florida/Newton St. 5” 4” 3” 4  123’ 
Florida/Virginia 
St. 

   6 167’ 118’ 

Fort St.      Outfall 
Frances/Eaton St.    4  90’ 
Frances/Petronia 
St. 

   3 70’ 88’ 

Frances/Southard 
St. 

   3 125’ 124’ 

George/Blanch St. 7” 5”         
3” 

4 184’ 93’ 

George/Duncan St.    4  Outfall 
George/Fogarty Ave.    2  Outfall 
George/Patricia St.    2 60’ 90’ 
George/United St.    3  Outfall 
George/Venetia St.    3  85’ 
George/Washington 
St. 

   8 124’ 116’ 

Green/Whitehead St. 8” 8” 5” 4 25’ 114’ 
Grinnel/Vonphister 
St. 

           3  89’ 

Grinnell/Trumbo Rd. 
(Ferry Ter.) 

6” 4” 2” 3 221’ 66’ 

Johnson/Grinnel St.    4 100 90’ 
Johnson/Whalton St.    4           

100 
88’ 

Jose Marti Dr.    4  Outfall 
Jose Marti 
Dr./Truman 

   4  Outfall 
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Josephine/Blanch 
St. 

   4 184’ 86’ 

Jr. College Rd. E 
#1 
                            
#2 
                            
#3 
                            
#4 
                            
#5 

 
 
 
 
 

    Outfall 
Outfall 
Outfall 
Outfall 
Outfall 

Jr. College Rd. W 
#6 
               “             
#7 
                “            
#8 
                “           
#9 
                “          
#10 

 
 
 
 

    Outfall 
Outfall 
Outfall 
Outfall 
Outfall 

Kennedy/Riviera Dr.      Outfall 
Laird/Ashby St.         

6” 
5” 3” 5 110’ 88’ 

Laird/Leon St.    4 114’ 98’ 
Laird/Thompson St.    3 50’ 88’ 
Leon/Atlantic Blvd. 6” 4”         

2” 
4 153’ 92’ 

Linda/Flagler      Outfall 
Mallory Square #1 
            “            
#2 
            “            
#3 
            “            
#4 
            “            
#5 
            “            
#6 

 
 
 
 
 
 

     

Newton/Eisenhower    2  Outfall 
Northside Dr./14th 
St. 

   4  Outfall 

Northside Dr. 
(3130) 

   2  Outfall 

Northside Dr. 
(3132) 

   2  Outfall 

Northside Dr. 
(3230) 

   2  Outfall 

Northside Dr. 
(3282) 

   2  Outfall 

Northside Dr. 
(3318) 

   2  Outfall 

Northside Dr. 
(3342) 

   1  Outfall 

Olivia/Pearl St.    3  87’ 
Olivia/Windsor Ln.             4 70’ 89’ 
Patricia/Ashby St. cleaned     Pump 
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Assist 
Patterson/8th St.      Outfall 
Patterson 
Ave.(1900) 

   2  Outfall 

Patterson 
Ave.(2000) 

   2  Outfall 

Pearl/Duncan St.    6  116’ 
Pearl/Newton St. 8” 7” 4” 3 50’ 108’ 
Pearl/Pine St. 9” 7” 4” 3 80’ 121’ 
Pearl/United St.    6  116’ 
Petronia/ Florida 
St. 

   4  118’ 

Reynolds/ 
Vonphister  

   3  96’ 

Roosevelt Dr. /Bay 
St. 

   3  Outfall 

Rose/Ashby St.    4 110’ 96’ 
Simonton/Caroline 
St. 

   4 50’ 85’ 

Simonton/ Louisa 
St. 

5” 4” 2” 4 61’ 87’ 

Simonton/Southard 
St. 

   2  Crossover 

Simonton Beach      Pump 
Assist 

Smathers Beach #1 
                          
#2 
                          
#3 
                          
#4 
                          
#5 

 
 
 
 
 

 
 
 
 
 

 
 
 
 
 

 
 
 
 
 

 
 
 
 
 

95’ 
93’ 
95’ 
95’ 
95’ 

South/Leon St.    4 90’ 89’ 
South/Reynolds St. 8” 6” 6” 4  95’ 
South/Seminary St.                             5  121’ 
South/Simonton St. 7” 5” 3” 4 85’ 87’ 
South/ Whitehead 
St. 

   3 50’ 84’ 

South Beach drains    2  Outfall 
Southard/Margaret 
St. 

      4  92’ 

Southard/White St.                             4 164’ 82’ 
Stevens/ Laird St.    4 22’ 91’ 
Stevens/Patricia 
St. 

   3 50’ 92’ 

Sunrise/18th St. cleaned   2          
148’ 

Outfall 

Thomas/Petronia St.    2   
Thomas/Truman Ave.    1 68’ 86’ 
Thompson/Rose St. 6”  4”          

2” 
2 51’ 88’ 

Tropical/Seminary 
St. 

            5 248’ 119’ 

Tropical/South St.    6  119’ 
United/Florida St.    6  115’ 
United/Simonton St. 6” 5” 3” 6            120’ 
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155’ 
United/Whitehead 
St. 

7” 7” 5” 5            
138’ 

120’ 

Varela/Virginia St.    4  88’ 
Virginia/Howe St. checked   3 79’ 86’ 
Virginia/Margaret 
St. 

                  4           
127’ 

87’ 

Virginia/Packer St.    2  Crossover 
Virginia/White St.    4  86’ 
Vivian/1st St      Outfall 
Vivian/George St.      Outfall 
Vonphister/Ashby 
St. 

   8 212’ 122’ 

Vonphister/George 
St. 

checked   4 176 120’ 

Vonphister/White 
St. 

   2  Outfall 

Vortex at Simonton 
St. 

     Pump 
assist 

Washington/Ashby 
St. 

                      8  117’ 

Washington/Thompson    7  115’ 
Washington/Whalton  8” 8” 5” 5 100 118’ 
Washington/William     3  122’ 
Whalton /Vonphister                            5  120’ 
White St.       Pump 

Assist 
White St. (Outfall)       
William/Fleming    3  120’ 
William/Southard 
St. 

8” 7”  4” 3  117’ 

Windsor/Passover 
Ln. 

        
7” 

         
5” 

         
3” 

3 60’ 118’ 

Windsor/Virginia 
St. 

   6  120’ 
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Inlet Baskets Cleaned 
 
 

        
Address Cups Cans Bottles Debris (in) Date   

215 Duval St.           15 10 5               8” 7/26/13    
224 Duval St.                  6”     
300 Duval St.           5 4 1               7”              

301 Duval St. 8 5 
 

2               7”     
313 Duval St.           7 7 1               8”     
400 Duval St. 3 1                4”     
401 Duval St.           4 2                5”     
410 Duval St.                                  5”     
419 Duval St.           6                 6”     
500 Duval St. 4 1                6”     
501 Duval St.           3 1                5“     
512 Duval St. 8 5 2               6”     
524 Duval St.           4 1                6”     
525 Duval St. 3                 4”     
601 Duval St. 4 2 1               4”     
602 Duval St. 2 1                4”     
617 Duval St.           3 3                5”     
618 Duval St.        1                          5”     
700 Duval St. 5 3 1               6” 7/27/13    
701 Duval St. 3 3                6”     
1125 Duval St. 8 5 2               6”             
1130 Duval St. 3       2                6”    

1209 Duval St. 5 3 1               5”    

1210 Duval St. 2                 3”    

1224 Duval St. 6 3 1             4”    

1229 Duval St. 3                         4”    

1314 Duval St. 5       2              5”    

1317 Duval St. 4 3 1             5”    

1327 Duval St. 3               5”              

1324 Duval St. 1 1              5”    
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WET WELL SALINITY READINGS (parts per thousand) AND PERCENT SEAWATER   6-MONTH   

LOCATION Feb, 13 Mar, 13 
Apr, 
13   

May, 
13   

Jun, 
13   

Jul, 
13   AVERAGE   

WWTP Infl. 1.3981 4% 1.3893 4% 1.2900 4% 1.2242 3% 0.9972 3% 1.0474 3% 1.22 3.50% 

Lift Station A 0.4080 1% 0.7570 2% 0.5580 2% 0.4730 1% 0.4600 1% 0.4720 1% 0.52 1.49% 

Lift Station B 1.6630 5% 1.4290 4% 1.2200 3% 1.2950 4% 1.2420 4% 1.3530 4% 1.37 3.91% 

Lift Station C 0.7610 2% 0.6620 2% 1.1100 3% 0.9080 3% 0.7160 2% 0.7680 2% 0.82 2.35% 

Lift Station D 3.1020 9% 3.3960 10% 3.3880 10% 3.0660 9% 1.9270 6% 1.4900 4% 2.73 7.79% 

Lift Station D/A 1.0160 3% 1.0450 3% 0.9190 3% 0.9950 3% 0.6600 2% 0.8190 2% 0.91 2.60% 

LIft Station E 2.4790 7% 2.1650 6% 2.0580 6% 2.3760 7% 1.1180 3% 1.3970 4% 1.93 5.52% 

Lift Station F 1.0860 3% 0.9850 3% 0.8150 2% 0.9960 3% 0.6840 2% 0.8730 2% 0.91 2.59% 

Lift Station G 2.0830 6% 2.3210 7% 1.8510 5% 2.2440 6% 1.6620 5% 1.8890 5% 2.01 5.74% 

Lift Station H 1.9560 6% 1.7320 5% 1.5510 4% 1.4230 4% 0.5970 2% 0.9250 3% 1.36 3.90% 

Lift Station J 0.2880 1% 0.2360 1% 0.2250 1% 0.2010 1% 0.1760 1% 0.1680 0% 0.22 0.62% 

Lift Station K 1.1280 3% 1.2430 4% 1.1430 3% 0.9950 3% 0.7980 2% 0.8760 3% 1.03 2.94% 

Lift Station L 0.7730 2% 0.4330 1% 0.4450 1% 0.4740 1% 0.5300 2% 0.5460 2% 0.53 1.52% 

Lift Station M 0.4480 1% 0.4610 1% 0.4360 1% 0.4580 1% 0.4510 1% 0.5240 1% 0.46 1.32% 

Lift Station N 1.3130 4% 1.2650 4% 1.3990 4% 1.2430 4% 1.3220 4% 1.1120 3% 1.28 3.64% 

Lift Station O 2.5320 7% 2.8050 8% 2.8050 8% 1.2500 4% 1.5000 4% 1.1200 3% 2.00 5.72% 

Lift Station R 1.9010 5% 2.1160 6% 1.6910 5% 1.5340 4% 0.8720 2% 1.3860 4% 1.58 4.52% 

Lift Station S 1.3980 4% 1.1580 3% 0.8060 2% 1.2870 4% 0.9680 3% 0.9620 3% 1.10 3.13% 

Lift Station T 0.8310 2% 0.7990 2% 0.8000 2% 0.8180 2% 2.2670 6% 2.1740 6% 1.28 3.66% 
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      M E M O R A N D U M 
 
 

TO: Jay Gewin, City of Key West 
 
FROM: John Bartelmo, OMI, Inc. 
 
DATE: September 3, 2013 
 
SUBJECT: Status Report for August, 2013 
 
        
  
 Monthly Status Report 
 
  
 Operations 
 
 
 Effluent Quality Summary 
 

Parameter Effluent 
Concentration 

Permitted 
Concentration 

Date Collected Through 

CBOD5 One Day Max. 2.4 mg/l 10.0 mg/l MAX 08/21/13 
CBOD5 Monthly Avg. 1.0 mg/l 6.25 mg/l AVG. 08/21/13 
TSS One Day Max. 2.1 mg/l 10.0 mg/l MAX 08/31/13 
TSS Monthly Avg. 1.3 mg/l 6.25 mg/l AVG. 08/31/13 
Total Nitrogen One Day Max. 3.3 mg/l 6.0 mg/l MAX 08/14/13 
Total Nitrogen Monthly Avg. 2.4 mg/l 3.75 mg/l AVG                   08/14/13 
Total Phosphorus One Day Max.           0.43 mg/l 2.0 mg/l MAX 08/14/13 
Total Phosphorus Monthly Avg. 0.37 mg/l 1.25 mg/l AVG 08/14/13 
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    Maintenance: 
 
Treatment Plant: 

 
• Performed scheduled PM’s 
• Repaired filter building air compressor. 
• Repaired filter influent pump # 2. 
• Painted filter building pumps. 
• Painted west side exterior of pretreatment building. 
• Repaired exit signs in solids basement. 
•  
 

Lift Stations: 
 

• Performed scheduled PM’s 
• Installed rebuilt check valve at SWS-1 ( Patricia & Ashby ) 
•  

Vehicles: 
 

• Performed scheduled PM’s  
  

Equipment out of service:  
 

• SWS-1 (Patricia & Ashby) # 2 check valve 
• SWS-5 (Simonton St.) # 2 pump (pitch washers on order) 
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AUG 2013 
 

Collections 
   Plugged Main  

        None 
        

         Repaired Main  
        None 
        

         Main Cleaned 
        100 Blk. Petronia St. 360ft 
        100 Blk. Truman Ave. 265ft 
        100 Blk. Angela St. 375 
        1000 Blk. Casa Marina Ct. 256ft 
        1500 Blk. Washington St. 439ft 
        

         Plugged Lateral 
        None 
        

         Repaired Lateral 
        None 
        

         New Lateral 
        903 Duval St. 
        

         New C/O 
        903 Duval St.  
        

         Repaired C/O 
        707 Catherine St. (rear) raise 

c/o box 
        

         M/H Rain Guard (Repaired) 
        None 
        

         M/H Ring &  Cover 
        901 Truman Ave. (install gasket) 
        

         Odor Complaint  
        None 
        

         Tving   
        None 
        

         Other 
        Clean And Check Navy Meters Weekly 

       Clean Station Grounds 'A, B, D, DA ,E, F ,G ,K, L, M, N, R, T'  
     

         Spill 
        None 
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Navy Salinity 

          Navy Points of Connection Salinity 
Readings             MONTHLY   
Location/Month:August 
2013 Week 1 Week 2 Week 3 Week 4 AVERAGE 
Trumbo Front Gate 0.4 1.1% 0.4 1% 0.3 1% 0.4 1% 0.4 1% 
Trumbo Backflow 
Preventer 0.3 1% 0.3 1% 0.3 1% 0.3 1% 0.3 1% 
Trumbo Back Gate 2.4 7% 1.3 4% 19.4 3% 12.1 35% 8.8 12% 
Emma St/Amelia 0.2 1% 0.2 1% 0.2 1% 0.3 1% 0.225 1% 
Truman and Fort 0.1 0% 0.2 1% 0.1 0% 0.4 1% 0.2 1% 
United and Whitehead 0.4 1% 0.5 1% 0.4 1% 0.4 1% 0.425 1% 
Sigsbee  1.5 4% 1.6 5% 1.9 5% 1.7 5% 1.675 5% 
Medical Center 0.1 1% 0.1 0% 0.4 1% 0.4 1% 0.25 1% 
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Storm Drains / Sediment Traps Cleaned 
Address Section 

1 
Section 

2 
Section 

3 
# Of 
CB 

Pipe 
Footage 

Well 
Depth 

              
1000 Margaret           43” 
11th St./Rivera Dr.       2 30’ Outfall 

11th St./Fogarty             
11th St. /Patterson             

15th St./Rivera Dr.       2 45’ Outfall 

15th St./Harriett 10” 7” 4” 3   124’ 
16th Ter./Northside Dr.       4   Outfall 

1700 Josephine       4 40’ 91’ 

17th St./17th Ter.              1   90’ 

1700 Reynolds St.       3   Outfall 

17th St./Donald Ave. 6” 4” 2” 2   90’ 

17th Ter./Donald Ave.               1 65’ 90’ 

17th Ter./Northside Dr.       4 40’ Outfall 

18th St./Northside Dr.       4   Outfall 

19th St./Donald Ave.       2 40’ 90’ 

1st St./Fogarty Ave.             

1st St./Harris Ave.             

1st St./Seidenberg Ave.             

200 Blk. Grinnel St.           Outfall 

200 Blk. Margaret St.       2   Outfall 

200 Blk. William St.       2 95’ Outfall 

20th St./Donald Ave.       4   Outfall 

20th St./Duck Ave.       4 269’ 119’ 

20th St./Northside Dr.       4   Outfall 

2nd St./Fogarty Ave.       4   Outfall 

2nd St./Harris Ave.       4   Outfall 

2nd St./Patterson Ave.       3   Outfall 

2nd St./Staples Ave. checked     1 158’ 106’ 

3342 Northside Dr.       2   Outfall 

3368 Northside Dr.       2   Outfall 

3rd St./Fogarty Ave.       4   Outfall 

3rd St./Harris Ave.       4   Outfall 
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3rd St./Patterson Ave.       4   Outfall 

3rd St./Roosevelt Dr.       3   Outfall 

3rd St./Seidenberg Ave.              1   88’ 

4th St./Flagler Ave.       2   Outfall 

4th St./Fogarty Ave.       4   Outfall 

4th St./Harris Ave.       3   Outfall 

4th St./Roosevelt Blvd.       0   Outfall 

4th St./Patterson Ave.       4   Outfall 

5th St./Fogarty Ave.       2   Outfall 

5th St./Patterson Ave.       1   Outfall 

6th St./Patterson Ave.       4     

7th St./Staples Ave.       2 44’ 40’ 

11th St./Riviera       2   Outfall 
15th St./Riviera       2   Outfall 
900 Blk. Thomas St.       1     

916 James       2   Crossover 
Albury St./Pearl St.          

10” 
7” 5” 3 79’ 117’ 

Amelia /Whitehead St.       4 153’ 76’ 

Angela/Ashe St.       4 93’ 87’ 

Angela/Margaret St.       4   74’ 

Angela/Pearl St.       4   119’ 

Angela/Simonton St.       4 264’ 85’ 

Angela/White St. 8” 6” 3” 4 140’ 88’ 

Ashe/Angela St.       4   87’ 

Atlantic/Ashby St.       1   100’ 

Bill Butler Park       2 50’   

Boog Powel Ct.       3   Outfall 

Caroline/Anne St.       1 155’ 120’ 

Elizabeth St.       12” 9” 6” 2 29’ 116” 
Caroline/Margaret St.       0   85’ 

Caroline/Whitehead St.       2 114’ 84’ 

Catherine/Grinnell St.       3 118’ 120’ 

Catherine/Margaret St. checked     4 119’ 85’ 

Catherine/Packer St.       4 110’ 116’ 
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Catherine/Royal St.              5 150’ 117” 

Catherine/Thomas St.              2 88’ 95’ 

Catherine/Thomas St.                         checked     2   94’’ 

Catherine/Varela St.              4 122’ 87’ 

Catherine/Watson St.       4 106’ 129’ 

Catherine/White St.       4   119’ 

Catherine/Whitehead        4 130’ 120’ 

Catherine/William St.       5 100’ 120’ 

Dennis/Venetia St.   
        

  4 220’ 87’ 

Duval/Front St.       6   Outfall 

Duval/Louisa St.       2   Outfall 

Duval/United St.       2   Outfall 

Duval/Wall St.       1 60’ Outfall 
Duval St.(1312)       2   Outfall 

Eaton/Frances St.              4   85’ 

Eaton/Margret St. 12” 10” 8” 5 115’ 120’ 

Eaton/Simonton St.       2   Crossover 

Eaton/Peacon       3 51’ 121’ 
Eaton/William       3   120’ 
Eaton/White St.                              4   85’ 

Elizabeth/Green St. ” ” ” 2   Outfall 

Elizabeth/Olivia St. ” ”          ”   50’ 120’ 

Elizabeth/Southard St.       2   Crossover 

Emma/Olivia St.       4 110’ 84’ 

Emma/Truman Ave.                    2 50’ 117’ 

Fire Station #1                     88’ 
Fire Station #2            88’ 

Flagler/1st St.       2   Outfall 
Flagler/George St.       2   Outfall 

Flagler/Josephine St.       2   Outfall 

Flagler/Leon St.       2   Outfall 

Flagler/Thompson St.       2   Outfall 

Flagler Ave.(1204)       1   Outfall 

Flagler Ave.(1418)       1   Outfall 

Flagler Ave.(1620)       2   Outfall 

Flagler Ave.(1706)       2   Outfall 

Fleming/Frances St.       4   88’ 

Fleming/White St.       4 106’ 87’ 

Florida/Newton St. 12” 7” 5” 4   123’ 
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Florida/Virginia St.       6 167’ 118’ 

Fort St.           Outfall 
Frances/Eaton St.       4   90’ 

Frances/Petronia St.       3 70’ 88’ 

Frances/Southard St.       3 125’ 124’ 

George/Blanch St.              4 184’ 93’ 

George/Duncan St.       4   Outfall 

George/Fogarty Ave.       2   Outfall 

George/Patricia St.       2 60’ 90’ 

George/United St.       3   Outfall 

George/Venetia St.       3   85’ 

George/Washington St.       8 124’ 116’ 

Green/Whitehead St.       4 25’ 114’ 

Grinnel/Vonphister St.              3   89’ 

Grinnell/Trumbo Rd. 
(Ferry Ter.) 

      3 221’ 66’ 

Johnson/Grinnel St.       4 100 90’ 

Johnson/Whalton St.       4 100 88’ 

Jose Marti Dr.       4   Outfall 
Jose Marti Dr./Truman       4   Outfall 

Josephine/Blanch St.       4 184’ 86’ 

Jr. College Rd. E #1           Outfall 

                            #2 Outfall 

                            #3 Outfall 

                            #4 Outfall 

                            #5 Outfall 

Jr. College Rd. W #6           Outfall 

               “             #7 Outfall 

                “            #8 Outfall 

                “           #9 Outfall 

                “          #10 Outfall 

Kennedy/Riviera Dr.           Outfall 

Laird/Ashby St.              5 110’ 88’ 

Laird/Leon St.       4 114’ 98’ 
Laird/Thompson St.       3 50’ 88’ 

Leon/Atlantic Blvd.              4 153’ 92’ 

Linda/Flagler           Outfall 
Mallory Square #1             

            “            #2 
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            “            #3 

            “            #4 

            “            #5 

            “            #6 

Newton/Eisenhower       2   Outfall 

Northside Dr./14th St.       4   Outfall 

Northside Dr. (3130)       2   Outfall 

Northside Dr. (3132)       2   Outfall 

Northside Dr. (3230)       2   Outfall 

Northside Dr. (3282)       2   Outfall 

Northside Dr. (3318)       2   Outfall 

Northside Dr. (3342)       1   Outfall 

Olivia/Pearl St.       3   87’ 

Olivia/Windsor Ln.               4 70’ 89’ 

Patricia/Ashby St.           Pump 
Assist 

Patterson/8th St.           Outfall 

Patterson Ave.(1900)       2   Outfall 

Patterson Ave.(2000)       2   Outfall 

Pearl/Duncan St. 7” 6” 4” 6   116’ 

Pearl/Newton St.       3 50’ 108’ 

Pearl/Pine St.       3 80’ 121’ 
Pearl/United St. 7” 5” 3” 6 180’ 115’ 

Petronia/ Florida St. 12” 8” 5” 4 75’ 118’ 

Reynolds/ Vonphister  3” 2” 2” 3   96’ 

Roosevelt Dr. /Bay St.       3   Outfall 

Rose/Ashby St.       4 110’ 96’ 

Simonton/Caroline St.       4 50’ 85’ 

Simonton/ Louisa St.       4 61’ 87’ 

Simonton/Southard St. checked     2   Crossover 

Simonton Beach           Pump 
Assist 

Smathers Beach #1           95’ 

                          #2 93’ 

                          #3 95’ 

                          #4 95’ 

                          #5 95’ 

South/Leon St.       4 90’ 89’ 

South/Reynolds St. checked     4   95’ 
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South/Seminary St.                                5   121’ 

South/Simonton St.       4 85’ 87’ 

South/ Whitehead St.       3 50’ 84’ 

South Beach drains       2   Outfall 

Southard/Margaret St.         4   92’ 

Southard/White St.                          7” 5” 4” 4 64’ 81’ 

Stevens/ Laird St.       4 22’ 91’ 

Stevens/Patricia St. 6” 4” 2” 3 153’ 92’ 

Sunrise/18th St.       2          
148’ 

Outfall 

Sunrise Lane cleaned     1 
MH 

         
150’ 

Outfall 

Thomas/Petronia St.       2     

Thomas/Truman Ave.       1 68’ 86’ 

Thompson/Rose St.               2 51’ 88’ 

Tropical/Seminary St.               5 248’ 119’ 

Tropical/South St. 4” 3” 1” 6   119’ 

United/Florida St.       6   115’ 

United/Simonton St.       6            
155’ 

120’ 

United/Whitehead St.       5            
138’ 

120’ 

Varela/Virginia St.       4   88’ 

Virginia/Howe St.       3 79’ 86’ 

Virginia/Margaret St.                    4           
127’ 

87’ 

Virginia/Packer St.       2   Crossover 

Virginia/White St. 10” 7” 5” 4 128’ 85’ 

Vivian/1st St           Outfall 
Vivian/George St.           Outfall 

Vonphister/Ashby St. 8” 6” 4” 8 216’ 121’ 

Vonphister/George St. 6” 4” 3” 4 176’ 119’ 

Vonphister/White St.       2   Outfall 

Vortex at Simonton St.           Pump 
assist 

Washington/Ashby St.                        8   117’ 

Washington/Thompson 9” 6” 4” 7 175’ 114’ 

Washington/Whalton        5 100’ 118’ 

Washington/William        3   122’ 

Whalton /Vonphister         9”         7”         4” 5 100’ 120’ 

White St.            Pump 
Assist 

White St. (Outfall)             

William/Fleming 12” 10” 6” 3 195’ 119’ 
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William/Southard St.               3   117’ 

Windsor/Passover Ln.                              3 60’ 118’ 

Windsor/Virginia St.       6   120’ 

 
 
 
 
Inlet Baskets Cleaned 
 
 

Address Cups Cans Bottles 
Debris 

(in) Date 
215 Duval 
St. 15 20 7 

              
8” 8/21/2013 

224 Duval 
St.       

              
5”   

300 Duval 
St. 7 3 2 

              
6”           

301 Duval 
St. 3 2   

              
6”   

313 Duval 
St. 10 4 3 

              
8”   

400 Duval 
St. 4 2 1 

              
5”   

401 Duval 
St. 6 2   

              
5”   

410 Duval 
St.                     

              
4”   

419 Duval 
St. 3 1   

              
4”   

500 Duval 
St. 7 4 2 

              
5”   

501 Duval 
St. 4 2 1 

              
5“   

512 Duval 
St. 3 1   

              
5”   

524 Duval 
St. 2     

              
4”   

525 Duval 
St. 3     

              
5”   

601 Duval 
St. 5 3 2 

              
6”   

602 Duval 
St. 4 2   

              
6”   

617 Duval 
St. 3 1   

              
6”   

618 Duval 
St. 2 1            

              
5”   

700 Duval 
St. 4 3 1 

              
6” 8/22/2013 

701 Duval 
St. 3   1 

              
5”   

1125 Duval 
St. 4 1 1 

              
6”          

1130 Duval 
St. 3          

              
5”   

1209 Duval 
St. 2     

              
4”   

1210 Duval 
St. 5 2 1 

              
5”   

1224 Duval 
St. 3 1   

            
6”   

1229 Duval 
St.                

            
6”   

1314 Duval 
St. 5 3 1 

            
6”   
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1317 Duval 
St. 4 2   

            
6”   

1327 Duval 
St. 3 1   

            
6”            

1324 Duval 
St. 2 1   

            
6”   

 
 
Storm Manhole Ring and Covers 
• None 
 
Storm Injection Wells Cleaned (shallow) 
•  
 
Storm Drain Grates Replaced / Installed 
• Wickers Field (by skate park) 

 
Storm Water lines Televised 
• None 
 
Catch Basin Repairs  
• None 

 
 
Trench Drains Install 

• None 
 
 

 
Other  Storm water Activities   
• Clean Grates during & after rain events 
• Set up 6” pump at SW#5 because of flooding 
• Jet and map line at Truman Annex (cleaned 271ft.) 
• Clean well at old Pizza Hut on N. Roosevelt 
• Clean Station grounds for SW#5, SW#1, SW#3 
 
 
 
 
 
 
 

WET WELL SALINITY READINGS (parts per thousand) AND PERCENT SEAWATER   6-MONTH   

LOCATION Mar, 13   Apr, 13   May, 13 Jun, 13 
Jul, 
13   Aug, 13 AVERAGE   

WWTP Infl. 1.3893 4% 1.2900 4% 1.2242 3% 0.9972 3% 1.0474 3% 1.2267 4% 1.20 3.42% 
Lift Station A 0.7570 2% 0.5580 2% 0.4730 1% 0.4600 1% 0.4720 1% 0.5270 2% 0.54 1.55% 
Lift Station B 1.4290 4% 1.2200 3% 1.2950 4% 1.2420 4% 1.3530 4% 2.9850 9% 1.59 4.54% 
Lift Station C 0.6620 2% 1.1100 3% 0.9080 3% 0.7160 2% 0.7680 2% 0.9110 3% 0.85 2.42% 
Lift Station D 3.3960 10% 3.3880 10% 3.0660 9% 1.9270 6% 1.4900 4% 1.5290 4% 2.47 7.05% 
Lift Station D/A 1.0450 3% 0.9190 3% 0.9950 3% 0.6600 2% 0.8190 2% 1.0740 3% 0.92 2.62% 
LIft Station E 2.1650 6% 2.0580 6% 2.3760 7% 1.1180 3% 1.3970 4% 1.8570 5% 1.83 5.22% 
Lift Station F 0.9850 3% 0.8150 2% 0.9960 3% 0.6840 2% 0.8730 2% 1.1010 3% 0.91 2.60% 
Lift Station G 2.3210 7% 1.8510 5% 2.2440 6% 1.6620 5% 1.8890 5% 2.1950 6% 2.03 5.79% 
Lift Station H 1.7320 5% 1.5510 4% 1.4230 4% 0.5970 2% 0.9250 3% 1.5060 4% 1.29 3.68% 
Lift Station J 0.2360 1% 0.2250 1% 0.2010 1% 0.1760 1% 0.1680 0% 0.2680 1% 0.21 0.61% 
Lift Station K 1.2430 4% 1.1430 3% 0.9950 3% 0.7980 2% 0.8760 3% 1.0280 3% 1.01 2.90% 
Lift Station L 0.4330 1% 0.4450 1% 0.4740 1% 0.5300 2% 0.5460 2% 0.5160 1% 0.49 1.40% 
Lift Station M 0.4610 1% 0.4360 1% 0.4580 1% 0.4510 1% 0.5240 1% 0.4940 1% 0.47 1.34% 
Lift Station N 1.2650 4% 1.3990 4% 1.2430 4% 1.3220 4% 1.1120 3% 1.1040 3% 1.24 3.55% 
Lift Station O 2.8050 8% 2.8050 8% 1.2500 4% 1.5000 4% 1.1200 3% 1.2100 3% 1.78 5.09% 
Lift Station R 2.1160 6% 1.6910 5% 1.5340 4% 0.8720 2% 1.3860 4% 1.8630 5% 1.58 4.51% 
Lift Station S 1.1580 3% 0.8060 2% 1.2870 4% 0.9680 3% 0.9620 3% 1.0420 3% 1.04 2.96% 
Lift Station T 0.7990 2% 0.8000 2% 0.8180 2% 2.2670 6% 2.1740 6% 0.8710 2% 1.29 3.68% 
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