WIRING SCHEDULE
246 & 14#6 IN 2°C W/ (1) 2°C SPARE W/ PULLWIRE.

248 & 148 IN 2°C W/ (1) 2°C SPARE W/ PULLWIRE.

248 & 1#8 IN 2°C W/ (1) 2°C SPARE W/ PULLWIRE.

2"C SPARE W/ PULLWIRE.

848 & 148 IN 2°C W/ (1) 2°C SPARE W/ PULLWIRE.

846, 2#8 & 146 GND IN 2°C W/ (1) 2°C SPARE W/ PULLWIRE.

N = (o & & B

1246 & 146 GND IN 2”C W/ (1)2”C SPARE W/ PULLWIRE.

GENERAL NOTE

ALL LIGHT POLES TO BE REMOVED & DISCONNECTED
FROM KEYS ENERGY POWER POLES TO BE COORDINATED
THROUGH KEYS ENERGY POWER COMPANY.

NOTE A.

FEMA FLOOD ZONE BOUNDARY LINES. FLOOD ZONE
DENOTED BY AE6, AE7, AE8 & X.

ELECTRICAL CONTRACTOR TO LOCATE ALL ELECTRICAL
RECEPTACLES, METERS & BOTTOM OF ELECTRICAL
PANELS, TIMECLOCKS & LTG CONTACTORS 1 FOOT
ABOVE [INDICATED FLOOD ZONES.

WO

CODED NOTES SHEET EE-01
(1) KEYS ENERGY METER.

@ 100A, 120/208V, 1¢ SERVICE ENTRANCE DISC. SWITCH
NEMA 4X.

@ NEW KEYS ENERGY PRIMARY UNDERGROUND CONNECTION TO
FUT. NEW AMPHITHEATER KEYS ENERGY 120/208V, 3g¢,
WYE PAD MOUNTED TRANSFORMER. PROVIDE CONDUIT &

o~ ARONSE —RAD-UNDER-RHASE L~~~ —~—~—~—~—
@EXISTING WOOD POLE TO REMAIN.
@EXISTING LIGHT POLE TO REMAIN.

ST KEYS Y PO L INT
@STUB CKTS LC1-5,7,9,11 IN NEW PULL BOX.

EXISTING KEYS ENERGY MANHOLE & UNDERGROUND DUCT
BANK TO EXIST. DISCOVERY CENTER KEYS ENERGY
TRANSFORMER TO REMAIN. EXACT LOCATION OF MANHOLE
AND DUCTBANK TO BE FIELD VERIFY PRIOR TO NAY
EXCAVATION WORK.

@ EXISTING KEYS ENERGY 500KVA TRANSFORMER SERVING
DISCOVERY CENTER AND DUCT BANK FROM EXIST. KEYS
ENERGY MANHOLE TO REMAIN. EXACT LOCATION TO BE
LOCATED IN FIELD.

EXISTING OVERHEAD POLE POWER LINES TO BE REMOVED
BACK TO SOURCE. COORDINATE ALL DISCONNECTION WITH
KEYS ENERGY POWER COMPANY.

@ COORD INATE WITH NOAA & KEYS ENERGY FOR LOCK
OUT/TAGOUT AND FOR SCHEDUL ING ANY POWER OUTAGE
REQUIRED TO CONNECT THE NEW AMPHITHEATER KEYS
ENERGY TRANSFORMER. EXACT CONNECTION TO EXIST.
NOAA TRANSFORMER SHALL BE DETERMINED IN FIELD TO
MINIMIZED ANY DAMAGE TO EXIST NOAA PARKING LOT.
CONTRACTOR TO REPAIR ALL ROAD AND CURBS BACK TO
ORIGINAL CONDITION.

EXIST. BURRIED TELEPHONE LINES TO REMAIN.

@ EXISTING GUARDHOUSE (KWPD) 100A SERVICE TO REMAIN.
‘ EXISTING KEYS ENERGY 100A METERS TO REMAIN.

LSS

g

BERMELLO AJAMIL
& PARTNERS-INC

Architecture « Engineering « Planning
Interior Design « Landscape Architecture
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Miami, Florida 33133
(305) 859-2050
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CITY OF KEY WEST, FL
P. O. BOX 1409

3140 FLAGLER AVENUE
KEY WEST, FL 33041

PROJECT NAME:

TRUMAN
WATERFRONT
PARK

PROJECT LOCATION/ADDRESS:

TRUMAN WATERFRONT PARK
WEST OF FORT STREET AND THE
TRUMAN ANNEX DEVELOPMENT,
NORTH OF KEY WEST NAVAL BASE

SUB-CONSULTANT INFORMATION:

ENGINEERS

HUFSEY,NICOLAIDES,GARCIA &
SUAREZ CONSULTING ENGINEERS
4800 S.W. 74th Court. Miami, Florida 33155
(305) 270-9935 Fax (305) 665-5891
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ENVIRONMENTAL LAND USE CONTROLS NOTE: \ .
PRIOR TO ANY AND ALL CONSTRUCTION ACTIVITIES, THE N SUBMITTAL DESCRIPTION / MILESTONE:
CONTRACTOR 1S RESPONSIBLE FOR VERIFYING IF LOCATION OF ' \;
CONSTRUCTION ACTIVITIES ARE SUBJECT TO ENVIRONMENTAL LAND \
USE CONTROLS (LUC). ANY AND ALL ENCOUNTERED CONTAMINATED ' B \
SOIL AND OR GROUNDWATER SHALL BE HANDLED PER THE "SOIL e N
AND GROUND WATER MANAGEMENT PLAN”, DATED FEBRUARY 13, T \ BIDDING
2015 INCLUDED IN THE PROJECT MANUAL. CONTRACTOR SHALL e \ August 30, 2015
VERIFY THAT LUC CONSTRUCTION PERMIT HAS BEEN FILED AND e \
APPROVED FOR THIS WORK. o N\
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LUMINAIRE SCHEDULE
Symbol Label Qty Catalog Number Description Lamp File Lumens LLF Watts
LITHONIA MR2 OMERO
! O S 17 LED 60C 1000 40K ARCHITECTURAL ARM- WHITE LED ARRAY MR2_LED_60C  Absolute  0.90 206
o T4M MOUNTED 24'  MOUNTED LED AREA _1000_40K_T4
AFG ON POLE LUMINAIRE WITH 60 M.ies BERMELLO AJAMIL
4000K LEDS OPERATED
AT 1000mA AND & PARTNERS-:INC
PRECISION MOLDED
ACRYLIC TYPE IV LENS Architecture - Engineering « Planning
L ITHONIA MR2 OMERO Interior Design « Landscape Architecture
O s1 41 | ED 60C 1000 40K  ARCHITECTURAL ARM- WHITE LED ARRAY MR2_LED_60C  Absolute  0.90 206 2601 South Bayshore Drive
o T3M MOUNTED 24  MOUNTED LED AREA ~1000_40K_T3 Mi .Sulitle .1(?023 133
AFG ON POLE LUMINAIRE WITH 60 M.ies lami, Florida
4000K LEDS OPERATED (305) 859-2050
AT 1000mA AND Fax (305) 860-3700
PRECISION MOLDED
ACRYLIC TYPE Il LENS PREPARED FOR/OWNER:
LITHONIA MR1 OMERO ONE 75-WATT WHITE CITY OF KEY WEST, FL
O S2 58 LED163B350/40K  ARCHITECTURAL ARM- LED ARRAY MRLLED_ 1 6 Absolute  0.90 7 P. 0. BOX 1409
o SR3 MOUNTRED MOUNTED LED AREA 3B350_40K_S 3140 FLAGLER AVENUE
16' AFG ON POLE  LUMINAIRE WITH 63 R3.ies KEY WEST, FL 33041
4000K LEDS OPERATED .
AT 350mA AND
PRECISION MOLDED
ACRYLIC TYPE IIl LENS
o LITHONIA MR2 OMERO
! S3 2 LED 60C 1000 40K ARCHITECTURAL ARM- WHITE LED ARRAY MR2_LED_60C Absolute  0.90 412
O T3M MOUNTED 24'  MOUNTED LED AREA ~1000_40K_T3
AFG ON POLE LUMINAIRE WITH 60 M.ies
4000K LEDS OPERATED
' AT 1000mA AND
PRECISION MOLDED
ACRYLIC TYPE Ill LENS
\\ PROJECT NAME:
STATISTICS PARK
\\ Description Symbol AVg Max Min Max/Min PROJECT LOCATION/ADDRESS:
BUILDING 103 PARKING 26 1c 6.4 fc 0.6 fc 10.7:1 TRUMAN WATERFRONT PARK
: AREA (Z=0") + WEST OF FORT STREET AND THE
TRUMAN ANNEX DEVELOPMENT,
PARKING LOT (Z=0') 4 2.3fc 5.5 fc 0.6 fc 9.2:1 NORTH OF KEY WEST NAVAL BASE
PATHWAYS (Z2=0" + 2.5fc 5.7 fc 0.2fc 28.5:1 SUB-CONSULTANT INFORMATION:
STREETS (Z=0) + 2.8fc 6.3 fc 0.2 fc 31.5:1
ENGINEERS

HUFSEY,NICOLAIDES,GARCIA &
SUAREZ CONSULTING ENGINEERS
4800 S.W. 74th Court. Miami, Florida 33155
(305) 270-9935 Fax (305) 665-5891

HNGS # 14-0022

O ENRIQUE J. SUAREZ, P.E. (MECHANICAL)
FL REG.#0015794

[0 CARLOS GARCIA, P.E. (ELECTRICAL)
FL REG.#0014104
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ANTHONY A. SCHULZ, P.E.
FL REG. #0060762

SUBMITTAL DESCRIPTION / MILESTONE:

BIDDING
August 30, 2015

REVISIONS:
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e B \ ELECTRICAL 2 i
o % RECEPTACLES, =:is _
) \ iggslésiNB:réigl. KS H BERMELLO AJAMIL
ps H
SEE NOTE A THIS SHEET ) 2 i & PARTNERS-INC
[®) =)
NOTE A: % QX = Architecture - Engineering « Planning
v é\z = Interior Design « Landscape Architecture
FEMA FLOOD ZONE BOUNDARY LINES. FLOOD ZONE ”52 % Q z 2601 South Bayshore Drive
DENOTED BY AE6, AE7, AE8 & X. < Z = : Suite 1000
ELECTRICAL CONTRACTOR TO LOCATE ALL ELECTRICAL - 3 é\) = = Miami, Florida 33133
RECEPTACLES, METERS & BOTTOM OF ELECTRICAL D ® w\ s MA FL / : (305) 859-2050
PANELS, TIMECLOCKS & LTG CONTACTORS 1 FOOT 3 B VAT 0D ZONE g N — Fax (305) 860-3700
ABOVE INDICATED FLOOD ZONES. S, 3 tO0DZONE po - _ — : ax (305)
i \ g \ :
- / \ / - PREPARED FOR/OWNER:
PRIOR TO ANY AND ALL CONSTRUCTION Acﬂvmss THE ) ) 6/\ / S NOTE A THIS ST E b 0.BoX 14090
, - \ z P. 0. BOX 1409
CONTRACTOR IS RESPONSIBLE FOR VERIFYING IF LOCATION OF | (D LoD CENTER \ g 3140 FLAGLER AVENUE
CONSTRUCTION ACTIVITIES ARE SUBJECT TO ENVIRONMENTAL LAND o z KEY WEST, FL 33041
W —— 3
USE CONTROLS (LUC). ANY AND ALL ENCOUNTERED CONTAMINATED K 5 e
SOIL AND OR GROUNDWATER SHALL BE HANDLED PER THE "SOIL Q@\‘/ _ ol e,
AND GROUND WATER MANAGEMENT PLAN”, DATED FEBRUARY 13, WA / \@ 12
2015 INCLUDED IN THE PROJECT MANUAL. CONTRACTOR SHALL g o Ve O\
VERIFY THAT LUC CONSTRUCTION PERMIT HAS BEEN FILED AND = o} N -
APPROVED FOR THIS WORK. .4 \ o \ " =
WIRING SCHEDULE T T \ \
[1] 2#6 & 146 IN 2°C W/ (1) 2°C SPARE W/ PULL WIRE. | \ = /
Py, =
24#8 & 14#8 IN 2°C W/ (1) 2°C SPARE W/ PULL WIRE. n% +\ 5
” » ?‘U“ X2 - =
24#8 & 14#8 IN 2°C W/ (1) 2°C SPARE W/ PULL WIRE. % A \ : S ROJECT NAME.
_om c ‘12 H
2-2"C SPARE W/ PULL WIRE. : (86) N / : TRUMAN
8#8 & 148 IN 2°C W/ (1) 2°C SPARE W/ PULL WIRE. | 2 'ﬂ WATERFRONT
[6] 8#6, 248 & 146 GND IN 2°C W/ (1) 2°C SPARE W/ . 4 PARK
PULL WIRE. = B =
1286 & 196 GND IN 2°C W/ (1)2°C SPARE W/ PULL ISTI /8\/ R / = PROJECT LOCATION/ADDRESS:
wnﬁa. d FIRE HYDRANT f AV N / TRUMAN WATERFRONT PARK
& 7 gQ o WEST OF FORT STREET AND THE
448 & 148 GND IN 2°C W/(1) 2" SPARE WITH PULL & o/ / L S e : TRUMAN ANNEX DEVELOPMENT,
WIRE. Q ol2) YO =/ /), NORTH OF KEY WEST NAVAL BASE
N A+ , % :
0 + i ]
[9] 4#8. 2410 & 148 GND IN 2°C W/(1) 2" SPARE WITH 3 NV, o g ~ ey
PULL WIRE. e] @ Q@ ., : S - / SUB-CONSULTANT INFORMATION:
m - S s \ =
448, 4#10& 148 GND IN 2°C W/(1) 2" SPARE WITH 3 s Sy . 7
P A 12 -
PULL WIRE. 2 = & : %
” ” < (ﬁnn QQ/ 60 0 ! E
%8%& 1#8 GND IN 2"C W/(1) 2" SPARE WITH PULL @ g & O _ 1,3 \\ é = ENGINEERS
. Py @) L]
- ~ 2. 2 AN / = HUFSEY,NICOLAIDES,GARCIA &
®{Je \/ / = SUAREZ CONSULTING ENGINEERS
+ AN / = 4800 S.W. 74th Court. Miami, Florida 33155
» / AN / / = (305) 270-9935 Fax (305) 665-5891
CODED NOTES SHEET EE-02 GENERAL NOTE N N SEE NOTE A THIS SHEET: = HNGS # 14-0022
_ = [0 ENRIQUE J. SUAREZ, P.E. (MECHANICAL)
1,3 / - FL REG.#0015794
@ KEYS ENERGY METER AND 100A 120/208V, 1¢ SERVICE ALL LIGHT POLES TO BE REMOVED & DISCONNECTED + _ = / CJ CARLOS GARCIA, P.E. (ELECTRICAL)
ENTRANCE RATED NEMA 4X LOAD CENTER "LC1” FOR SITE FROM KEYS ENERGY POWER POLES TO BE COORDINATED / / .
LTG . SEE DETAIL ON SHEET EE-09. THROUGH KEYS |ENERGY POWER COMPANY. PROFESSIONAL SEAL-
+ / -

@ NEW UNDERGROUND KEYS ENERGY PRIMARY CONCRETE
ENCASED DUCT BANK PER KEYS ENERGY REQUIREMENTS.

ROTTLLILITT

WY A o
S oN Sct,

/ s \)
/ % : EXISTING ' - i) S\\é‘.."\:\GENSé\'-'?:O(;’,,
(3) KEYS ENERGY PAD MOUNTED TRANSFORMER 120/208V, " (. conee // R, W [E 3 No 60762 = =
3 PHASE, 4 WIRE. | , AR S, L L 2
L ) ®12 | _.12 = ok < =
(4)KEYS ENERGY DUCT BANK TO BE BURIED A MIN. OF 3’ . | : S0 soee g S0S
BELOW GRADE. PROVIDE WARNING TAPE 1’ BELOW GRADE |: z0n o o SwE
DIRECTLY ABOVE KEYS ENERGY DUCT BANK BY OTHERS. e CONNTTINAANS
SO : m,,'S 0 N AL €$\ ™
(5)NoT USED. 2.4 : g™
= ANTHONY A. SCHULZ, P.E.

FL REG. #0060762
@EXISTING WOOD POLE TO BE REMOVED. SEE GENERAL

.

I

()
0
e
0, A,
N

SUBMITTAL DESCRIPTION / MILESTONE:

@EXIST KEYS ENERGY POWER POLE TO REMAIN. FIELD
COORDINATE FOR EXACT LOCATION.

+
(8)EXIST. METER CENTER TO BE DISCONNECTED FROM KEYS 2 | /7
ENERGY AND REMOVED. - S BIDDING
e -
(9) PULLBOX FOR CONNECTION OF FUTURE LTS ALONG USN S August 30, 2015
EGRESS ROAD. - /o€

‘ROADWAY AND PARKING LOT LTG CONDUIT TO BE BURIED
A MIN. OF 2’ BELOW GRADE AND LOCATED A MIN. OF 1’
ABOVE KEYS ENERGY DUCT BANK AT ANY DUCT BANK
CROSSING. (TYPICAL THROUGHOUT TRUMAN WATERFRONT
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REFER TO PANEL SCHEDULE. LEXISTING BOARD WALK LIGHT
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. SEE NOTE A
\ .

e/ 3V N

e 00000 0080000008RY. 40000R0R00000r0ee00T G oy ADD ALTERNATE NO®3
. \

ROADWAY, CURBING & %

STORM STRUCTURES \

—

EXISTING EXFILTRATION TRENCH SYSTEM N \
THIS AREA TO BE MAINTAINED R

—_ - - - WIRING FOR RECEPTACLES TO POLE & ASSOCIATED WIRING P
” BE ROUTED WITHIN 2°C RAN <
. T0 BE REMOVED COORDINAT
. TO EACH POLE PULLBOX. (TYP) INA
343/0, 143/06 . DISCONNECT ION OF POWER'W/
’ N KEYS ENERGY ASPART OF

\ oo [===] ©10)

SEE NOTE A—

[eXe]
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SEE NOTE j

FEMA & \DZ-O’\’LA_E 5 ‘%\\ SEE NOTE A
Zo _
I Iy e - = \ |
GENERAL NOTE
NOTE A:

FEMA FLOOD ZONE BOUNDARY LINES. FLOOD ZONE
DENOTED BY AE6, AE7, AE8 & X.

ELECTRICAL CONTRACTOR TO LOCATE ALL ELECTRICAL
RECEPTACLES, METERS & BOTTOM OF ELECTRICAL
PANELS, TIMECLOCKS & LTG CONTACTORS 1 FOOT
ABOVE INDICATED FLOOD ZONES.

ALL LIGHT POLES TO BE REMOVED & DISCONNECTED
FROM KEYS ENERGY POWER POLES TO BE COORDINATED

THROUGH KEYS ENERGY POWER COMPANY.

CODED NOTES SHEET EE—-04

@ LOAD CENTER "LC4".

@ NEW UNDERGROUND LOAD CENTER LC4 FEEDER.
@ EXISTING LIGHT POLE TO BE REMOVED. DISCONNECT

POWER FROM KEYS ENERGY.

(4) 2410, 14106 IN 2°C AND (1) 2°C SPARE W/

PULLWIRE.

ENVIRONMENTAL LAND USE CONTROLS NOTE:
PRIOR TO ANY AND ALL CONSTRUCTION ACTIVITIES, THE
CONTRACTOR IS RESPONSIBLE FOR VERIFYING IF LOCATION OF

CONSTRUCTION ACTIVITIES ARE SUBJECT TO ENVIRONMENTAL LAND

USE CONTROLS (LUC). ANY AND ALL ENCOUNTERED CONTAMINATED
SOIL AND OR GROUNDWATER SHALL BE HANDLED PER THE "SOIL
AND GROUND WATER MANAGEMENT PLAN”, DATED FEBRUARY 13,
2015 INCLUDED IN THE PROJECT MANUAL. CONTRACTOR SHALL
VERIFY THAT LUC CONSTRUCTION PERMIT HAS BEEN FILED AND
APPROVED FOR THIS WORK.
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L\ N \ O >< N?m / 4 27 WATER METER %% Ah@A@G’ 848, 148(G) IN 2°C 1
\ \ N SES R DETAIL 7, SHEET-CD-05 = P (1) 27Cw/puL
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/ \ 3 © 8 ¢ ? > WIRING FOR RECEPTACLES TO
) F P 70 BE ROUTED IN SAME LIGHT
\ /% POLE CONDUIT. REFER TO
o : PANEL SCHEDULE FOR WIRE
. e 9 DESCRIPTION
% \\\\\ /§; = 4 O
% €2 A Lc2-17,19
s 4410 & 1410(G) IN 27C
e e W/(1) 2" SPARE
/// P ™~ = - i
/// //// <<//////
T 7 IRRIGAT |ON ‘BOOSTER
S _ PUMP 20HP, 208V, 3
///// \ iy /// i
- 4 / 2
WIRING SCHEDULE
448, 2410 & 148 GND IN 27C W/(1) 2”C SPARE W/PULL WIRE.
248, 4410 & 148 GND IN 2”C W/(1) 2"C SPARE W/PULL WIRE.
248, 4410 & 148 GND IN 27C W/(1) 2”C SPARE W/PULL WIRE.
648 & 14#8 GND IN 27C (CKTS LC2-5,7,18,20)
\ 6410 & 1410 GND IN 2"C (CKTS LC2-12,14,16) & (1) 2"C SPARE
\ WITH PULL WIRE.
\ 648 & 14#8 GND IN 27C (CKTS LC2-5,7,18,20)
\ 4410 & 1410 GND IN 2"C (CKTS LC2-14,16) & (1) 2"C SPARE
WITH PULL WIRE.
\
\ © [6] 6#8, 2410 & 148 GND IN 2"C (CKTS LC2-5,7,4,18,20)
N & (1) 2"C SPARE WITH PULL WIRE.
\\///

GENERAL NOTE

ALL NAVY LIGHT POLES LOCATED WITHIN TRUMAN
WATERFRONT TO BE DISCONNECTED FROM KEYS ENERGY
POWER AND REMOVED, NOT ALL NAVY LIGHT POLE
SHOWN ON PLAN. ALL KEYS ENERGY POWER POLES TO
REMAIN UNLESS OTHERWISE INDICATED ON PLAN.

CODED NOTES SHEET EE-05

EXISTING KEYS ENERGY POWER POLE TO REMAIN KEYS ENERGY TO CONVERT
OVERHEAD POWER LINES GOING OVER TO USCGC INGHAM POWER POLE TO
UNDERGROUND SERVICE RUNNING OVER TO NEW RADIAL PAD MOUNTED
TRANSFORMER LOCATED ON SHEET EE-03. EXISTING O/H CONNECTION TO USCGC
INGHAM TO REMAIN [N SERVICE UNTIL NEW KEYS ENERGY UNDERGROUND DUCT
BANK ALONG NEW PAD MOUNTED TRANSFORMERS ARE IN SERVICE IN ORDER TO
SWITCH OVER POWER FROM OVERHEAD TO UNDERGROUND SERVICE. SERVICE TO
EXIST. USCGC INGHAM TO REMAIN ENERGIZED AND POWER SHUT DOWN TO BE
COORD INATED BETWEEN USCGC INGHAM MUSEUM, THE CITY AND KEYS ENERGY
FOR MINIMUM SHUT DOWN TIME.

@ EXISTING BURIED TELEPHONE DUCT BANK TO REMAIN.
@ NEW KEYS ENERGY 120/208V, 3p TRANSFORMER TO SERVE LOAD CENTER LC2.

®

(2)4” CONCRETE (ENCASED KEYS ENERGY PRIMARY AS PER KEYS ENERGY DETAIL
ON SHEET EE-09% (BY OTHERS). I

[~

& (1) 2"C SPARE WITH PULL WIRE.

3] [ [«]

6#8 & 1#8 GND IN 2°C (CKTS LC2-5,7,18,20)

6#10 & 1410 GND IN 2°C & (1) 2"C SPARE WITH PULL WIRE.
248, 4410 & 1#8 GND IN 2"C & (1) 2"C SPARE WITH PULL WIRE.
2#8, 2410 & 1#8 GND IN 2"C & (1) 2"C SPARE WITH PULL WIRE.

NOTE A:

FEMA FLOOD ZONE BOUNDARY LINES. FLOOD ZONE
DENOTED BY AE6, AE7, AE8 & X.
ELECTRICAL CONTRACTOR TO LOCATE ALL ELECTR
RECEPTACLES, METERS & BOTTOM OF ELECTRICAL
PANELS, TIMECLOCKS & LTG CONTACTORS 1 FOOT
ABOVE [INDICATED FLOOD ZONES.

ICAL

ENVIRONMENTAL LAND USE CONTROLS NOTE:

USE CONTROLS (LUC). ANY AND ALL ENCOUNTERED

APPROVED FOR THIS WORK.

PRIOR TO ANY AND ALL CONSTRUCTION ACTIVITIES, THE
CONTRACTOR IS RESPONSIBLE FOR VERIFYING IF LOCATION OF
CONSTRUCTION ACTIVITIES ARE SUBJECT TO ENVIRONMENTAL LAND

SOIL AND OR GROUNDWATER SHALL BE HANDLED PER THE "SOIL
AND GROUND WATER MANAGEMENT PLAN”", DATED FEBRUARY 13,
2015 INCLUDED IN THE PROJECT MANUAL. CONTRACTOR SHALL
VERIFY THAT LUC CONSTRUCTION PERMIT HAS BEEN FILED AND

CONTAMINATED
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OMERO MR1
/TYPE 11 DISTRIBUTION

-
T AT
HAPCO ROUND TAPERED ALUM. RTA 24C7B4xx
POLE WITHOUT TENON.
7
24
POLE HAND HOLE
O FINISH GRADE

SERIES. USE 316 STAINLESS STEEL ANCHOR

/—CONCRETE POLE BASE EQUAL TO BROKS AB
BOLTS WASHERS.

.T.S.

@ PEDESTRIAN WALKWAY POLE TYPE S

NOTE :

1. PROVIDE HIGHLINE POLYMER CONCRETE PULLBOX
PHA1118R TIER 15(4) W/ BOLT DOWN CONCRETE COVER
LABELED "STREET LIGHT” FOR EACH POLE LIGHT.

2. CONTRACTOR TO FURNISH WIND LOADING CALC SIGNED
& SEAL BY STRUCTURAL ENGINEER REGISTER IN THE
STATE OF FLORIDA IN COMPLIANCE WITH APPROPRIATE
THE WIND LOADING REQUIREMENTS.

3. FINAL POLE AND CONCRETE DETERMINED BY
STRUCTURAL ENGINEER WIND LOADING CALCULATIONS.

I
NEW LIGHTING POLE\/\
WIRING TO LUMINARIE
PROVIDE TRON IN-LINE FUSE HOLDER HEB SERIES ON 208V SIDE x
WITH 5A CC-TRON FUSES MODEL FNQ—R-5 TO BE LOCATED IN PN EQUIPMENT GROUND
HANDHOLE CONNECTION
FLOOD SEAL LIGHTING MECHANICAL CONNECTOR
THOMAS BETTS HOMAC MODEL RAB 1/0-2
~—1/2" PVC
g i T~— 1 1/4" PVC
HIGHLINE POLYMER CONCRETE HANDHOLE ASSEMBLY MODEL 0 ~ -
PHA111812 TIER 15(H) 20}"x12"x12" COVER TO BE MARKED ] CABLE ENTRANCES
"STREET LIGHTING” \
—EXOTHERMIC OR APPROVED
BRANCH CIRCUITS AND 1—-#6 GROUND BOLTED CONNECTION

IN 1 1/2"C PVC CONDUIT 18" COVER 5/8” X 20° GRD. ROD

— 1’ BED OF PEAROCK OR CRUSHED
STONE FOR DRAINAGE

@ HANDHOLE DETAIL

OMERO MR2
/TYPE IV DISTRIBUTION

-
=
HAPCO ROUND TAPERED ALUM. RTA 24C7B4x*x
POLE WITHOUT TENON.
24
POLE HAND HOLE
O FINISH GRADE

SERIES. USE 316 STAINLESS STEEL ANCHOR

/CONCRETE POLE BASE EQUAL TO BROKS AB
BOLTS WASHERS.

@STREET LIGHT POLE TYPE ST

NOTE:

1.

PROVIDE HIGHLINE POLYMER CONCRETE PULLBOX
PHA1118R TIER 15(4) W/ BOLT DOWN CONCRETE COVER
LABELED "STREET LIGHT” FOR EACH POLE LIGHT.
CONTRACTOR TO FURNISH WIND LOADING CALC SIGNED
& SEAL BY STRUCTURAL ENGINEER REGISTER IN THE
STATE OF FLORIDA IN COMPLIANCE WITH APPROPRIATE
THE WIND LOADING REQUIREMENTS.

FINAL POLE AND CONCRETE DETERMINED BY
STRUCTURAL ENGINEER WIND LOADING CALCULATIONS.

GFI RECEPTACLE FACTORY MTD AT HEIGHT
INDICATED ACCORDING TO FEMA FLOOD
ZONES. PROVIDE LOCKING WP COVER.

HIGHLINE POLYMER CONCRETE HANDHOLE ASSEMBLY MODEL

PHA111812 TIER 15(H) 20§"x12"x12" COVER TO BE MARKED
"STREET LIGHTING”

WIRING CIRCUIT WIRING —M

AS INDICATED ON PLAN

N

Q;E

OMERO MR2
/TYPE 11 DISTRIBUTION

fam\
T
HAPCO ROUND TAPERED ALUM. RTA 24C7B4xx
POLE WITHOUT TENON.
J
10
POLE HAND HOLE
O FINISH GRADE

SERIES. USE 316 STAINLESS STEEL ANCHOR

/CONCRETE POLE BASE EQUAL TO BROKS AB
BOLTS WASHERS.

@STREET [IGHT POLE TYPE S2

NOTE:

1.

PROVIDE HIGHL INE POLYMER CONCRETE PULLBOX
PHA1118R TIER 15(4) W/ BOLT DOWN CONCRETE COVER
LABELED "STREET LIGHT” FOR EACH POLE LIGHT.
CONTRACTOR TO FURNISH WIND LOADING CALC SIGNED
& SEAL BY STRUCTURAL ENGINEER REGISTER IN THE
STATE OF FLORIDA IN COMPLIANCE WITH APPROPRIATE
THE WIND LOADING REQUIREMENTS.

FINAL POLE AND CONCRETE DETERMINED BY
STRUCTURAL ENGINEER WIND LOADING CALCULATIONS.

/r/]///—OUTLINE OF LIGHT POLE

4

_J

4 AN

[\N
\3/4" PVC CONDUIT

TO RECEP.

——  2FT AFG IF LOCATED IN FLOOD
ZONE X OR 2FT ABOVE FEMA

_ s  FLOOD ZONE

/ GRADE

“///////////////———-1/2" NPT (TYPICAL OF 2)
4 GRADE

@ PARKING LOT LIGHT POLE TYPE S3

.

OMERO MR2
/TYPE [11 DISTRIBUTION

D

HAPCO ROUND TAPERED ALUM. RTA 24C7B4xx
POLE WITHOUT TENON.

POLE HAND HOLE

FINISH GRADE

SERIES. USE 316 STAINLESS STEEL ANCHOR

/CONCRETE POLE BASE EQUAL TO BROKS AB
BOLTS WASHERS.

NOTE:

1.

JAN

&9

PROVIDE HIGHL INE POLYMER CONCRETE PULLBOX
PHA1118R TIER 15(4) W/ BOLT DOWN CONCRETE COVER
LABELED "STREET LIGHT” FOR EACH POLE LIGHT.
CONTRACTOR TO FURNISH WIND LOADING CALC SIGNED
& SEAL BY STRUCTURAL ENGINEER REGISTER IN THE
STATE OF FLORIDA IN COMPLIANCE WITH APPROPRIATE
THE WIND LOADING REQUIREMENTS.

FINAL POLE AND CONCRETE DETERMINED BY
STRUCTURAL ENGINEER WIND LOADING CALCULATIONS.

FINISHED

N \/
\\////\\\\///

3/4” CONDUIT

TO NEXT FIXTURE
AND/OR PANEL
(R.G.S.)

FACTORY POLE MTD RECEPTACLE CONNECTION DETAIL

NTS.

NOTE:

ONLY LIGHT POLES SHOWN WITH RECEPTACLE OUTLETS ON PLAN
SHALL BE PROVIDED WITH FACTORY INSTALLED GFI/WR RECEPTACLES
WITH WP LOCKING COVER.

24”(TYP)

mn
111

J

AN

SIS

AN AN

COMPOSITE IN GROUND
JUNCTION BOX WITH TWO |

3/4” NPS BOTTOM.

AN AN

N \/
§////\s\///

==

5 )

\— 3/4” TYPICAL

FLOOD LIGHTS DETAIL

N.T.S.

FIXTURE TYPE S4

SHALL BE

LITHONIA HLF1LEDP130KWFLM-VOLTS 1ES DDBXD

S

_
///////
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LOAD CENTER PANEL "LC1™
120/208V,1¢, 100A, 3W

APPROVED 100A

METER 120/208V 1PH _\

TRANSFORMER ESTIMATED CONNECTED LOAD
LOAD ENTER LC1 14.7KVA
COMMUNITY CENTER 175 KVA

O

KEYS ENERGY
PAD MOUNTED
3 PHASE

TRANSFORMER

\

CENTER

LOAD
"LC1”

3/4"C
(*)

q\#e IN—/7

PC) ——— PHOTOCELL

——TIME CLOCK

LIGHTING
CONTACTOR

(*) USE SOLID CORE COPPER CONDUCTOR

TWO-3/4"DIA x 10 FT COPPERCLAD GROUND

I P

342 IN 1 1/4”c—/

RODS SPACED 6FT APART PER N.E.C. 250-66.
GROUND ROD TO BE LOCATED INSIDE 9” DIA.
PLASTIC TEST WELL MARKED "GROUND” EQUAL
TO HARGER GAW910.

H-FRAME STAINLESS STEEL
1 3/4” SQUARE UNISTRUT

ELECTRICAL RISER DIAGRAM

N.T.S.

NOTE: PROVIDE GROUNDING BUSHING TO
SERVICE FEEDER CONDUIT & BOND #6 GND

CONDUCTOR.

AN
> 10 LIGHTING POLES

LOAD CENTER PANEL "LC1” NEMA 4X
MOUNTED INSIDE OF HOFFMAN SINGLE
DOOR FLOOR MOUNTED STAINLESS
STEEL CABINET WS603616FS(316S)
WITH 12" WELDED STAINLESS STEEL
AFK1216006 LEGS. PROVIDE 2

CHANNELS. ALL MTG LOCKING DOOR LATCHES.
SUPPORTS TO BE STAINLESS
STEEL . (PC) =—— PHOTOCELL CONTROL
a () /
3" GALVANIZED ————— ASTRONOMIC TIMECLOCK 7 DAY WITH
CONDUIT WITH END C= =K T |- CARRYOVER
CAP. (TYPICAL) TC
METER L
KEYS ENERGY 100A »y ma LIGHTING CONTACTOR
120/208V, 1¢ METER = @ Se) LC1 /—
NEMA 4X 28
BOLT GROUND WIRE TO EE LOCATED BOTTOM OF ELECTRICAL
CONDUIT WITH APPROVED 0= e -8 EQUIPMENT & METER 3FT A.F.G.
CONNECTOR — OR 2FT ABOVE FEMA FLOOD LEVEL
/ WHICHEVER IS GREATER.
e | e A o
FOOT ING S/
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e o . TO LIGHTING
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MTD. TRANSFORMER
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IN 3/4"C s

(2) 5/8"x10° LONG
COPPER CLAD GROUND
ROD SPACE 6’ APART.

EXOTHERMIC WELD
CONNECTION

LOAD CENTER "LC1" MOUNTING DETAIL

N.T.S.

PROVIDE NEOPREME RUBBER GASKET TO
SEPARATE DISSIMILAR METALS GALVANIZED
POST & 316 STAINLESS STEEL CHANNELS

LOAD CENTER PANEL "LC2"

120/208V, 225A, 3¢, 3W
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120/208V,225A,3¢  \

TRANSFORMER CONNECTED LOAD
LOAD ENTER LC2 58.4 KVA

O
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TRANSFORMER
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]
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TC]=—TIME cLOCK
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ya)
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444/0 IN 2 1/2°C
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GROUND ROD TO BE LOCATED INSIDE 9” DIA.
PLASTIC TEST WELL MARKED "GROUND” EQUAL
TO HARGER GAW910.

7

1=1-

:> TO LIGHTING POLES
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TO KEYS ENERGY PAD
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(PC) =—— PHOTOCELL CONTROL
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[ Je») O
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=) o] =L
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/ TYP I CAL yd
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<1 I 30" /—1#2 IN 3/47C ]
L. } ‘L | J i } ( 4 TO LIGHTING
i I e ==
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TO LIGHTING
POLES
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N.T.S.

PROVIDE NEOPREME RUBBER GASKET TO
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3P-400A, 600V, 3¢ SERVICE 3P-200A, 600V, 1¢ SERVICE //
RATED DISCONNECT SWITCH RATED DISCONNECT SWITCH LEGEND /////////
KEYS ENERGY 400A (VS ENERGY GENERAL ELECTRICAL NOTES %
240/480V, 3¢ METERS 200A 120,208V SYMBOL DESCRIPTION SYMBOL DESCRIPTION // ’
9 4
3¢ METERS 1.a)ALL WORK SHALL BE IN ACCORDANCE WITH THE CURRENT ADOPTED EDITION OF THE )
. NATIONAL ELECTRICAL CODE, FLORIDA BUILDING CODE AND OTHER APPLICABLE CODES 7
— STAINLESS STEEL 1 3/47C ROADWAY CONDUIT CROSSING PROVIDE (2)2”C U.O.N. EXISTING KEYS ENERGY POWER POLE TO REMAIN . =
AND STANDARDS.
g g — SN STRT AR, (27w PULLVIE 10 G VI Ao P BERMELLO AJAMIL
CONDUIT WITH END (g5 o] BIse. sw Dise. W bssow) STAINLESS STEEL CONDUIT. 3:1 EXISTING LIGHT POLE. 1.b)IT IS THE CONTRACTORS RESPONSIBILITY TO BE FULLY COGNIZANT WITH ALL CODE
CAP. (TYPICAL) METER METER : SECTIONS AS THEY APPLY TO THE WORK/INSTALLATION AT HAND WHETHER OR NOT & PARTNERS:INC
U.O.N.  |UNLESS OTHERWISE NOTED. NEW KEYS ENERGY PAD MOUNTED TRANSFORMER. SHOWN ON THE DRAWINGS BUT REQUIRED BY CODE. IF ANY DISCREPANCY ARISES
NEMA 4X NEMA 4X BETWEEN ANY DESIGN ISSUES AND CODE REQUIREMENTS, CONTRACTOR MUST ADHERE TO Architecture « Engineering « Planning
= = SI= = SISISESTY WPAR | WEATHER PROOF WHILE N USE COVER WITH WEATHER | — —— | UNDERGROUND WIRING. THE MOST STRINGENT: APPROACH. Interior Design » Landscape Architecture
' o 2.a) THE DRAWINGS ARE DIAGRAMMATIC AND DO NOT SHOW ALL OFFSETS, BENDS AND 2601 South Bayshore Drive
NEW LI CHT POLE WITH GF | RECEPTACLE OUTLET. BOXES REQUIRED TO MAKE A COMPLETE NEAT INSTALLATION IN ACCORDANCE WITH Suite 1000
= = HIGHLINE PHAT11812 12x18 H2 POLYMER CONCRETE S1 S1 DENOTES LUMIMAIRE TYPE. NE o Miarm: Florida 33133
CIS) 2 S= Rl pboo oe| PULLBOX W/ BOLT DOWN COVER. STAMP COVER o (305) 859-2050
" " 3. THE CONTRACTOR IS RESPONSIBLE FOR EVALUATING FIELD CONDITIONS BY VISITING
STREET LIGHTING™. A.F.G.  [ABOVE FINISH GRADE. THE SITE PRIOR TO COMSENCING/BIDDING WORK . Fax (305) 860-3700
— ~— KEY ENERGY PRIMARY— - NEW KEYS ENERGY UNDERGROUND PRIMARY. 4. CONTRACTOR IS RESPONSIBLE FOR FURNISHING AND INSTALLING ALL ELECTRICAL PREPARED FOR/OWNER.
X OH— X — x —OH— x — | OVERHEAD POWER LINES TO BE REMOVED. 8;3}3&1 (E:E»ggggmf gggu IGESLUMINAIRES, WIRING DEVICES AND CONTROLS SHOWN CITY OF KEY WEST, FL
TYPICAL — O4—— on— on— on— ou— ov— | OVERHEAD POWER LINES. 5. THE CONTRACTOR SHALL SATISFACTORILY REPAIR/REPLACE EQUIPMENT OR PART OF 3140 FLAGLER AVENUE
STRUCTURE DAMAGED AS A RESULT OF HIS WORK. SURFACES AND FINISHED AREAS KEY WEST, FL 33041
c —%—% U/G -—— | UNDERGROUND FEEDER TO BE REMOVED. SHALL BE RESTORED TO MATCH ADJACENT AREAS.
|«
| % GF | RECEPTACLE MTD TO LIGHT POLE. 6. APPROVAL SHALL BE OBTAINED FROM THE STRUCTURAL ENGINEER PRIOR TO CUTTING
‘A OR DRILLING ANY STRUCTURAL SUPPORT MEMBER.
3’_0”
10 KEYS ENERGY \ Al | HoMERIN UNDERGROUND CONDUIT. REFER TO CODED 7. ALL DEVICES INSTALLED OUTDOORS TO HAVE WEATHERPROOF WHILE IN USE COVERS.
120/208V, 3¢ | NOTES FOR DESCRIPTION. 8. WIRE SIZE SHALL BE #12 THHN/THWN UNLESS OTHERWISE NOTED ON PLANS.
PAD MTD =) CONDUCTORS #6 AND LARGER SHALL BE THWN.
TRANSF . -+ =L bT bT bT EXISTING BURIED TELEPHONE. o ALL CONDUCTORS SHALL BE COPPER
10. ALL CONDUCTORS SHALL BE RUN IN CONDUIT (METALLIC TYPE). IF PVC SCHEDULE
40 IS USED FOR UNDERGROUND FEEDERS ONLY, AN EQUIPMENT GROUND CONDUCTOR
70 USCGC 400A PLUG MTD SIZED IN ACCORDANCE WITH N.E.C. 250-122 MUST BE INSTALLED AND CONDUIT SIZE
oG IN POWER MONUMENT EXOTHERMIC WELD O USCOC 200A PLUG INCREASED AS REQUIRED.
240/480V, 3¢ METERS CORNECT 1O MTD IN POWER PROJECT NAME:
PAD MTD TRANSFORMER (2) 3/4"x10° LONG MONUMENT 11. ALL MATERIALS SHALL BE U. L. APPROVED.
COPPER CLAD GROUND TRUMAN
ROD SPACE 6° APART. 12. NEW TYPEWRITTEN PANEL SHALL BE FURNISHED AFTER JOB IS COMPLETED REFLECTING WATERFRONT
USCGC INGHAM SERVICE DETAIL i AL CHANGES AND ADDTTIONS. PARK
N.T.S. LOAD ?gg}ggs\smgho ALC§¢ 13. ALL BRANCH CIRCUITS SHALL BE PROPERLY PHASE BALANCED.
PROVIDE NEOPREME RUBBER GASKET TO 14. ALL WIRING DEVICES TO BE COMMERCIAL GRADE WITH HEAVY DUTY WEATHERPROOF PROJECT LOCATION/ADDRESS:
SEPARATE DISSIMILAR METALS GALVANIZED APPROVED METER COVERS. PROVIDE MANUFACTURERS LEVITON, HUBBELL AND BRYANT.
POST & 316 STAINLESS STEEL CHANNELS 120/208V, 200A, 3¢ TRUMAN WATERFRONT PARK
KEYS ENERGY 200A D PHOTOCELL D PHOTOCELL D PHOTOCELL 15. ALL BRANCH CIRCUITS TO HAVE A GREEN EQUIPMENT GROUNDING CONDUCTOR SIZED AS WEST OF FORT STREET AND THE
KEYS ENERGY 400A A4500MCM IN 3 1/2C 120/208V, 1¢ METERS PER N.E.C. 250.122. TRUMAN ANNEX DEVELOPMENT,
., - - - NORTH OF KEY WEST NAVAL BASE
240/480V, 3p METER \ 443/0 IN 2 1/2°C O LOAD TIME CLOCKf, 54p TIME CLOCK 1 04D TIME CLOCK 16. ALL EMPTY CONDUITS TO BE PROVIDED WITH NYLON PULL STRINGS.
CENTER CENTER CENTER
O DISC. O DISC. (+) USE SOLID CORE COPPER CONDUCTOR "LC5 "3 "Lea” 17. FUSES SHALL BE DUAL ELEMENT, TIME DELAY TYPE UNLESS OTHERWISE NOTED. SUB CONSULTANT INFORMATION.
Sw S " LIGHTING LIGHTING LIGHTING
v U
3P/400A 2P/200A ESTIMATED TX LOAD CONTACTOR CONTACTOR CONTACTOR 18. ALL SAFETY SWITCHES TO BE HEAVY DUTY TYPE.
KEYS ENERGY. USCGC INGHAM  — 33.3 KVA ( ; 19. RISERS ARE DIAGRAMMATIC ONLY. THEY DO NOT SHOW EVERY BEND REQUIRED FOR
KEYS ENERGY. KEYS ENERGY. PAD MOUNTED LOAD CENTER 5 — 43 KVA \_ _/ THE INSTALLATION.
PAD MOUNTED PAD MOUNTED b #1/06 IN P—#4G IN TRANSFORMER FUTURE BLDG 103 — 336 KVA #6 IN 20. THIS DRAWING IS A GUIDE FOR THE INSTALLATION OF ELECTRICAL SERVICE. THE ENGINEERS
» 3/4°C 120/208V, 3¢ 3/4"C ELECTRICAL CONTRACTOR IS RESPONSIBLE TO PROVIDE A FUNCTIONING SYSTEM.
TRANSFORMER TRANSFORMER 3/4"C (5 e ) HUFSEY NICOLAIDES.GARCIA &
120/208V, 3¢ 240/480V, 3¢ (%) USED BY * 344/0 & 144/0 343/0 & 143/0 21. ALL PULL AND JUNCTION BOXES SHALL BE ACCESSIBLE AT ALL TIMES. SUAREZ CONSULTING ENGINEERS
USCGC INGHAM IN 2 1/2”0 _\ IN 2"C _\ 4800 S.W. 74th Court. Miami, Florida 33155
4430 & 1466ND IN 2 1/2°C . : | 22. EXACT POINT AND METHODS OF CONNECTION SHALL BE DETERMINED IN FIELD. (305) 270-9935 Fax (305) 665.5601
TO USCGC INGHAM 200A POWER REC. IN MONUMENT | g _74’—_]_— - N b —> 23. ALL WORK SHALL BE DONE IN A NEAT AND WORKMANLIKE MANNER. FINGS # 14-0022
[ ] [ ] — ” . [0 ENRIQUE J. SUAREZ, P.E. (MECHANICAL)
| 2 e S 3#3/0 IN 2"C Swpwres = = > > TO LIGHTING POLES—// FL REG 40015794
£ 44600MCM IN 3 1/2°C —> = = ” T0 LIGHTING pOLES_/ T0 LIGHTING POLES_/ 24. BRANCH CIRCUIT BREAKERS SHALL BE OF THE BOLT-ON TYPE. PLUG-IN CIRCUIT [ CARLOS GARCIA. P-E. (ELECTRICAL)
g = = T ————TW0-3/4"DIA x 10 FT COPPERCLAD GROUND TWO-3/4"DIA x 10 FT COPPERCLAD GROUND BREAKERS WILL NOT BE ACCEPTED.
443/0 IN 2 1/2”0—/ RODS SPACED 6FT APART PER N.E.C. 250-66. RODS SPACED 6FT APART PER N.E.C. 250-66. 25. INSULATED CONDUCTORS SYSTEM SHALL BE COLOR CODED AS FOLLOWS: PROFESSIONAL SEAL.
GROUND ROD TO BE LOCATED INSIDE 9” DIA. GROUND ROD TO BE LOCATED INSIDE 9” DIA. ot
n ; » » 120/208V SYSTEM 277/480V SYSTEM WY AL ot
ESTIMATED TX LOAD PLASTIC TEST WELL MARKED "GROUND” EQUAL PLASTIC TEST WELL MARKED "GROUND” EQUAL ops L BLACK e BLACK SR Sog,
TO HARGER GAW910. TO HARGER GAW910. PHASE 'B’ RED PHASE 'B’ ORANGE S\ EESe "
240/480V . 391X PHASE ’C’ BLUE PHASE 'C’ YELLOW S No so7E2 2
270 KVA USCGC INGHAM ELECTRICAL RISER DIAGRAM ELECTRICAL RISER DIAGRAM NEUTRAL WHITE NEUTRAL GREY,/WHITE S x P
J.ZMM - * s =
INGHAM - 33,3 KA NS oROVIDE GROUNDING BUSHING TO SERVICE N.T.S. RO e RO e Ep) e
LOAD CENTER 5 - 43 KVA ENTRANCE 26. ALL EXTERIOR SURFACE MOUNTED LUMINAIRES, POSTS, POST TOPS, POLES AND AREA =%, STATE OF ;U§
FUTURE BLDG 103 — 336 KVA : LIGHTING LUMINAIRES TO HAVE FINISH COLOR TO AS SPECIFIED BY ARCHITECT. OISR SRS
%, 8Q e Q
Sy €$ O
" g 27. ALL PULL BOXES, HAND HOLES AND MAN HOLES TO HAVE COVER PLATE BOLTED TO 0, [ONAL S
LOAD CENTER PANEL "LC5" NEMA 4X MOUNTED INSIDE OF ' o
HOFFMAN SINGLE DOOR FLOOR MOUNT CABINET FRAME AND BONDED TO THE EQUIPMENT GROUND SYSTEM. ANTHONY A. SCHULZ, P.E.
H-FRAME STAINLESS STEEL FOR FUTURE FUTURE BLDG 103 WSBO3616FS(316SS) WITH WELDED 127 SS LEGS AFK1216006 28. CONTRACTOR SHALL INCLUDE IN HIS BID ALL COSTS RELATED TO THE FBC WIND FL REG. #0060762
. 1 3/47C SQUARE UNISTRUT BLDG 103 CT CABINET PROVIDE 2 LOCKING DOOR HANDLES LOAD COMPLIANCE, THE CERTIFICATION OF THE EXTERIOR POLE/LUMINAIRE ASSEMBLIES
LOAD CENTER PANEL "LC4” NEMA 4X CHANNELS. ALL MTG METER BY A STRUCTURAL ENGINEER. SUBMITTAL DESCRIPTION / MILESTONE:
MOUNTED INSIDE OF HOFFMAN SINGLE DOOR FLOOR MOUNT CABINET SUPPORTS TO BE STAINLESS @ PHOTOCELL CONTROL
WS603616FS (316 SS) WITH WELDED 12” SS LEGS AFK1216006 PROVIDE STEEL. 29. ALL CONDUCTOR SPLICES IN EXTERIOR LOCATED JUNCTION/PULL BOXES EXPOSED TO
(2) LOCKING DOOR HANDLES THE WEATHER TO BE WEATHER SEALED BY USING AN APPROVED METHOD SUBMERSIBLE
- SPLICING CONNECTORS. CIDDING
(PQ) —=———PHOTOCELL CONTROL 3" GALVANIZED ————— R A | ASTRONOMIC TIMECLOCK 7 DAY WITH 30. WHEN THERE IS CONFLICT AS TO OPTIONS TO PERFORM A GIVEN TASK Auaust 30. 2015
gggou E %\g: (T:;ngND ‘e Eﬂ_ T - —T‘|§|'T— - j—iﬁﬁ [ o) - CARRYOVER CONTRACTOR SHALL CHOOSE THE MOST COSTLY IN NATURE IN ORIGINAL BID. g ;
/ METER |: METER :| |: :| U 31.WHEN ITEMS ARE REQUIRED BY LOCAL OR NATIONAL CODES CONTRACTOR SHALL
/ | _—ASTRONOMIC TIMECLOCK 7 DAY WITH KEYS ENERGY 100A k 1! 1 n Apw LIGHTING CONTACTOR 10 POLE INCLUDE. THEM WHETHER SHOWN ON THE DRAWINGS OR NOT.
- CARRYOVER 120/208V, 1¢ METER O= §|| ||6|| |i£)Ll LCS /—
L I 1l | NEWA 4X 0% 32. ALL 120V BRANCH CIRCUITS SHALL BE INSTALLED WITH INDIVIDUAL ——
£Q NEUTRAL CONDUCTORS PER PHASE UNLESS INSTALLED AS PER METHOD ON NOTE #468. REVISIONS:
”LC 4» /—LIGHTING CONTACTOR BOLT GROUND WIRE TO || || :| |I 5% LOCATED BOTTOM OF ELECTRICAL # N
CONDUIT WITH APPROVED (= L 15l __ _loe] 1~°)) EQUIPMENT & METER 3FT A.F.G. 33. IF MULTIWIRE BRANCH CIRCUITS (TWO OR THREE POLE BRANCH CIRCUITS /1\ 09-16-15 ADDENDA No. 1
NEWA 4X 0% CONNECTOR OR 2 ABOVE FEMA FLOOD LEVEL SHARING A COMMON NEUTRAL CONDUCTOR) ARE INSTALLED AT CONTRACTOR’S OPTION,
=9 WHICHEVER IS GREATER. ALL UNGROUNDED CONDUCTORS SHALL BE SIMULTANEOUSLY DISCONNECTED BY
32 LOCATED BOTTOM OF ELECTRICAL 4 PROVIDING 2 POLE OR 3 POLE CIRCUIT BREAKER OR SINGLE POLE BREAKERS WITH
I EQUIPMENT & METER 3FT A.F.G. 4" SQUARE CONCRETE APPROVED HANDLE TIES AS REQUIRED PER N.E.C. 210.4.
OR 211 ADOVE TEMA FLOOD LEVEL FooT NG 3 B J/ HOUSEKEEPING PAD 34. ALL FEEDERS SHALL BE SIZED AND INSTALLED WITH A MAXIMUM VOLTAGE DROP OF 2%.
Vs ' TYPICAL | ALL BRANCH CIRCUIT BREAKERSSHALL BE SIZED IN STALLED WITH A MAXIMUM VOLTAGE
6" THICK, 48°X24” CONCRETE . | DROP OF 3%
HOUSEKEEP ING PAD |- NP
|/ 4 -
. 3'-0” | J } “ DRAWING SHEET INFORMATION
\ 44 E \ TO LOAD CENTER 3 BA PROJECT NO.: 12010
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N.T.S. ROD SPACE 6° APART. & GENERAL NOTES
LOAD CENTER "LC5" MOUNTING DETAIL
PROVIDE NEOPREME RUBBER GASKET TO SHEET NO
SEPARATE DISSIMILAR METALS GALVANIZED N.T.S. :
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